




















Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Client User

Pamela Ybarra For Stu Styles

Client Services Manager

07 June 2016

Sincerely,

16F0013Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

05/31/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: CWPF Monthly May Compliance Sampling

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Client UserLomita CA, 91717

Project: Standard Analysis

CWPF Monthly May Compliance Sampling

Work Order: 16F0013

Received: 05/31/16 17:10

06/07/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Influent Site #5 16F0013-01 (Water) 05/31/16   9:00 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.38 162309805/31/16 Cl Res Total (Field) Field mg/L 05/31/16 N/A

8.1 162309805/31/16 pH (Field) Field pH Units 05/31/16 N/A

19.8 162309805/31/16 Temperature (Field) Field °C 05/31/16 N/A

General Chemical Analyses

700 162306306/02/16 Total Filterable Residue/TDS SM 2540C mg/L 06/01/16 5.0 1000

Analyte NOT DETECTED at or above the reporting limitND

Page 2 of 2

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Pamela Ybarra For Stu Styles

Client Services Manager

06 June 2016

Sincerely,

16E2151Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

05/25/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: CWPF Weekly Compliance Sampling 4th Week May

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF Weekly Compliance Sampling 4th Week May

Work Order: 16E2151

Received: 05/25/16 15:45

06/06/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Influent Site #3 16E2151-01 (Water) 05/25/16  10:40 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

6.31 162236105/25/16 Cl Res Total (Field) Field mg/L 05/25/16 N/A

7.58 162236105/25/16 pH (Field) Field pH Units 05/25/16 N/A

21.5 162236105/25/16 Temperature (Field) Field °C 05/25/16 N/A

General Physical Analyses

05/25/16 1623006Apparent Color NDSM 2120B Color Units 05/25/16 3.0 15

Metals

05/31/16 1622414Iron (Fe) NDEPA 200.7 ug/L 05/31/16 100 300

05/31/16 1622414Manganese (Mn) NDEPA 200.7 ug/L 05/31/16 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 16E2151-02 (Water) 05/25/16   6:30 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.75 162236105/25/16 Cl Res Total (Field) Field mg/L 05/25/16 N/A

8.1 162236105/25/16 pH (Field) Field pH Units 05/25/16 N/A

19.1 162236105/25/16 Temperature (Field) Field °C 05/25/16 N/A

General Chemical Analyses

310 [CALC]05/31/16 Hardness, Total (as CaCO3) Calculated mg/L 05/31/16 6.6 N/A

710 162216105/27/16 Total Filterable Residue/TDS SM 2540C mg/L 05/26/16 5.0 1000

Metals

80 162301805/31/16 Calcium (Ca) EPA 200.7 mg/L 05/31/16 1.0 N/A

28 162301805/31/16 Magnesium (Mg) EPA 200.7 mg/L 05/31/16 1.0 N/A

Analyte NOT DETECTED at or above the reporting limitND

Page 2 of 2

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Certificate of Analysis

Client:

05/27/16 10:07

06/06/16 09:12

P.O. #:

16E2151

John Styles

Clinical Laboratory of San Bernardino, Inc.

Fax:

Phones:

(909) 825-7696

(909) 825-7693

Turnaround Time: 5 workdays

Report Date:

Received Date:

 Project:

 Attn:

Grand Terrace, CA 92313

21881 Barton Road

Dear John Styles :

Enclosed are the results of analyses for samples received 5/27/2016 with the Chain of Custody document. The samples were 

received in good condition, at 1.3 °C and on ice.  All analysis met the method criteria except as noted below or in the report 

with data qualifiers.

Matrix: Water

Sampled by:  Client Sampled:  05/25/16 06:30

Sample ID:Lab ID:  6E27023-01 Reservoir Effluent Site #5/ 16E2151-02

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 0.010 mg/l0.0012 W6F01486/2/16 6/2/16  16:19Methane RSK-1750.19  11

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 1 of 3

www.wecklabs.com

6E27023

http://www.wecklabs.com


Certificate of Analysis

Quality Control Section

Dissolved Gases in Water by RSK-175 - Quality Control

 Batch W6F0148 - RSK-175

Prepared: 06/02/16    Analyzed: 06/02/16 15:00 Blank (W6F0148-BLK1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... mg/lNDMethane

Prepared: 06/02/16    Analyzed: 06/02/16 15:39 LCS (W6F0148-BS1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 0.198 85-115108mg/l0.214Methane

Prepared: 06/02/16    Analyzed: 06/02/16 16:39Source: 6E27023-01 Duplicate (W6F0148-DUP1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 2015mg/l0.2170.187Methane

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 2 of 3

www.wecklabs.com

6E27023

http://www.wecklabs.com


Certificate of Analysis

Notes:

The Chain of Custody document is part of the analytical report.

Any remaining sample(s) for testing will be disposed of one month from the final report date unless other arrangements are made in 

advance.

All results are expressed on wet weight basis unless otherwise specified.

An Absence of Total Coliform meets the drinking water standards as established by the State of California Department of Health Services.

The Reporting Limit (RL) is referenced as laboratory's Practical Quantitation Limit (PQL).  

For Potable water analysis, the Reporting Limit (RL) is referenced as Detection Limit for reporting purposes (DLRs) defined by EPA.

If sample collected by Weck Laboratories, sampled in accordance to lab SOP MIS002

The results in this report apply to the samples analyzed in accordance with the chain of custody document. Weck Laboratories certifies 

that the test results meet all requirements of NELAC unless noted in the Case Narrative.  This analytical report must be reproduced in its 

entirety.

Contact:  Brandon Gee

(Project Manager)

Authorized Signature
ELAP    # 1132

LACSD # 10143

NELAC #4047-002 ORELAP

Flags for Data Qualifiers:

ND NOT DETECTED at or above the Method Reporting Limit (MRL).  If Method Detection Limit (MDL) is reported, then not 

detected at or above the MDL.

Subcontracted analysis, original report enclosed.Sub

Method Detection LimitDL

Minimum Detectable ActivityMDA

Method Reporting LimitRL

Not ReportableNR

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 3 of 3

www.wecklabs.com

6E27023

http://www.wecklabs.com
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Client User

Pamela Ybarra For Stu Styles

Client Services Manager

31 May 2016

Sincerely,

16E2124Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

05/25/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: CWPF Weekly Standard 4th Week May

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Client UserLomita CA, 91717

Project: Standard Analysis

CWPF Weekly Standard 4th Week May

Work Order: 16E2124

Received: 05/25/16 15:45

05/31/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site SP5 16E2124-01 (Water) 05/25/16  10:30 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.75 162234105/25/16 Cl Res Total (Field) Field mg/L 05/25/16 N/A

8 162234105/25/16 pH (Field) Field pH Units 05/25/16 N/A

19.1 162234105/25/16 Temperature (Field) Field °C 05/25/16 N/A

General Physical Analyses

1 162300605/25/16 Odor Threshold EPA 140.1M TON 05/25/16 1 3

Analyte NOT DETECTED at or above the reporting limitND

Page 2 of 2

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Clinica[ £a6oratory of San <Bemanflno, Inc. fl' I \ l ¢n of Cuswcfy 

10 s/ \1- ~ 
Client City of Lomita System Number Analysis Requested 
Address 24373 Walnut Avenue 1910073 

Lomita, CA 91717 
Phone# (310) 325-9830 De$tination Laboratory 

Fax# (310) 325-3627 [X] Clinical Laboratory 

Project Standard Analysis RWQCB Compliance g 
Sub Project CWPF Weekly Standard 4th week May No $ 

ELAP# 
Comments c 

Sampled by DGM 1088 

·Date Time Sam pie ldenitification Matrix Type Preserv 
Total 

Chlorine Comments I P.S. Codes 

5/25/2016 /t/J.'IJ Reservoir Effluent Site SP S DW lW N/A z..i~ x PH f.• TEMP/f../ 

Preservatives: (1) Na2S203 (2) HCI (3) HN03 141 NH4CI Matrix: OW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, A-Air I I (5) H2S04 (6) Na2S03 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3-Rep/acem_ent, 4-Special W-Well D- Dist. 

RelinquishedABY. (Sign) Print Name I Company Date/Time _ Rf<lei~d}~y (Sign) Print Name I C'lmpany .. 

1 Daniel ,1'8te~ /111.IPf". City of Lpmita 5/25/2016 ' l~UO L.,~ [\A~ 1-r.v 11, ni.J-.1 r l ~ ~1 
\. ,J'VJJJl -T_ \1 J (~11} I' t ~ r~ s ~z. •;rt.' , 2 ~l.I< ( J ~ r\ \,IV'-- (~ftJc.~ -

coti~: c- - - - j - I Sampies receiv~ ~e 1) Intact ( ) Custody seals 
mp • ) F ( ) C 

Shipped Via [ ]FedX [ J Golden State []UPS [ J Client [ J Other Page 1 of 1 I I 

'%ur Water amf 'Wastewater )Ina{ysis So{ution" 

.... 



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Pamela Ybarra For Stu Styles

Client Services Manager

02 June 2016

Sincerely,

16E1641Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

05/18/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: CWPF 3rd Weekly May Compliance Sampling

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF 3rd Weekly May Compliance Sampling

Work Order: 16E1641

Received: 05/18/16 17:00

06/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Influent Site #3 16E1641-01 (Water) 05/18/16   9:40 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

5.4 162138805/18/16 Cl Res Total (Field) Field mg/L 05/18/16 N/A

General Physical Analyses

05/18/16 1621374Apparent Color NDSM 2120B Color Units 05/18/16 3.0 15

Metals

05/24/16 1622055Iron (Fe) NDEPA 200.7 ug/L 05/24/16 100 300

05/24/16 1622055Manganese (Mn) NDEPA 200.7 ug/L 05/24/16 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 16E1641-02 (Water) 05/18/16   8:25 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.98 162138805/18/16 Cl Res Total (Field) Field mg/L 05/18/16 N/A

7.76 162138805/18/16 pH (Field) Field pH Units 05/18/16 N/A

19 162138805/18/16 Temperature (Field) Field °C 05/18/16 N/A

Microbiology Analyses

05/19/16 1621357Total Coliform ASM 9223 P/A 05/18/16 N/A

05/19/16 1621357E. Coli ASM 9223 P/A 05/18/16 N/A

05/20/16 1621452Plate Count NDSM9215B CFU/ml 05/18/16 1 500

General Chemical Analyses

300 [CALC]05/23/16 Hardness, Total (as CaCO3) Calculated mg/L 05/23/16 6.6 N/A

710 162134805/20/16 Total Filterable Residue/TDS SM 2540C mg/L 05/19/16 5.0 1000

Metals

79 162202705/23/16 Calcium (Ca) EPA 200.7 mg/L 05/23/16 1.0 N/A

05/24/16 1622055Iron (Fe) NDEPA 200.7 ug/L 05/24/16 100 300

26 162202705/23/16 Magnesium (Mg) EPA 200.7 mg/L 05/23/16 1.0 N/A

Analyte NOT DETECTED at or above the reporting limitND

Page 2 of 2

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Certificate of Analysis

Client:

05/20/16 11:28

05/31/16 09:13

P.O. #:

16E1641

John Styles

Clinical Laboratory of San Bernardino, Inc.

Fax:

Phones:

(909) 825-7696

(909) 825-7693

Turnaround Time: 5 workdays

Report Date:

Received Date:

 Project:

 Attn:

Grand Terrace, CA 92313

21881 Barton Road

Dear John Styles :

Enclosed are the results of analyses for samples received 5/20/2016 with the Chain of Custody document. The samples were 

received in good condition, at 1.9 °C and on ice.  All analysis met the method criteria except as noted below or in the report 

with data qualifiers.

Matrix: Water

Sampled by:  Client Sampled:  05/18/16 08:25

Sample ID:Lab ID:  6E20035-01 Reservoir Effluent Site #5 / 16E1641-02

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 0.010 mg/l0.0012 W6E15395/26/16 5/26/16  17:36Methane RSK-1750.45  11

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 1 of 3

www.wecklabs.com

6E20035

http://www.wecklabs.com


Certificate of Analysis

Quality Control Section

Dissolved Gases in Water by RSK-175 - Quality Control

 Batch W6E1539 - RSK-175

Prepared: 05/26/16    Analyzed: 05/26/16 16:17 Blank (W6E1539-BLK1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... mg/lNDMethane

Prepared: 05/26/16    Analyzed: 05/26/16 18:35 LCS (W6E1539-BS1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 0.198 85-115112mg/l0.221Methane

Prepared: 05/26/16    Analyzed: 05/26/16 17:56Source: 6E20035-01 Duplicate (W6E1539-DUP1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 209mg/l0.4950.455Methane

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 2 of 3

www.wecklabs.com

6E20035

http://www.wecklabs.com


Certificate of Analysis

Notes:

The Chain of Custody document is part of the analytical report.

Any remaining sample(s) for testing will be disposed of one month from the final report date unless other arrangements are made in 

advance.

All results are expressed on wet weight basis unless otherwise specified.

An Absence of Total Coliform meets the drinking water standards as established by the State of California Department of Health Services.

The Reporting Limit (RL) is referenced as laboratory's Practical Quantitation Limit (PQL).  

For Potable water analysis, the Reporting Limit (RL) is referenced as Detection Limit for reporting purposes (DLRs) defined by EPA.

If sample collected by Weck Laboratories, sampled in accordance to lab SOP MIS002

The results in this report apply to the samples analyzed in accordance with the chain of custody document. Weck Laboratories certifies 

that the test results meet all requirements of NELAC unless noted in the Case Narrative.  This analytical report must be reproduced in its 

entirety.

Contact:  Brandon Gee

(Project Manager)

Authorized Signature
ELAP    # 1132

LACSD # 10143

NELAC #4047-002 ORELAP

Flags for Data Qualifiers:

ND NOT DETECTED at or above the Method Reporting Limit (MRL).  If Method Detection Limit (MDL) is reported, then not 

detected at or above the MDL.

Subcontracted analysis, original report enclosed.Sub

Method Detection LimitDL

Minimum Detectable ActivityMDA

Method Reporting LimitRL

Not ReportableNR

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 3 of 3

www.wecklabs.com

6E20035

http://www.wecklabs.com
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Pamela Ybarra For Stu Styles

Client Services Manager

23 May 2016

Sincerely,

16E1669Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

05/18/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Weekly Distribution

Sub Project: CWPF Weekly Standard 3rd Week May

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Weekly Distribution

CWPF Weekly Standard 3rd Week May

Work Order: 16E1669

Received: 05/18/16 15:15

05/23/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site SP5 16E1669-01 (Water) 05/18/16   7:30 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.9 162142405/18/16 Cl Res Total (Field) Field mg/L 05/18/16 N/A

General Physical Analyses

1 162137405/18/16 Odor Threshold EPA 140.1M TON 05/18/16 1 3

Analyte NOT DETECTED at or above the reporting limitND

Page 2 of 2

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Cfinica{ La6oratory of San (f3emardlno, Inc. q>Jt(cp Chain of Custody 

b't 
Client City of Lomita System Number Analysis Requested 

Address 24373 Walnut Avenue 1910073 
Lomita, CA 91717 

Phone# (310) 325-9830 Destination Lab<>ratory 

Fax# (310) 325-3627 [XJ Clinical Laboratory 

Project Standard Analysis RWQC.8 Compliance o 

Sub Project CWPF Weekly Standard 3rd week May E~P # ~ 
Comments 1088 
Sampled by DGM 

·Date Time Sample ldenitification Matrix Type Preserv c!i:~~e Comments / P.S. Codes 

5/18/2016 jJ/ZW/ReservoirEffluentSiteSPS DW lW NIA 2'..,4 X 

Preservatives: (1) Na2s2o 3 (2) HCI (3) HN03 (4) NH4CI Matrix: OW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, A-Air I I 
(5) H2S04 (6) Na2S03 (7) Cold (8) other: Type- 1-Routine, 2-Repeat, 3-Rep_/acemt 'It, 4-Special W-Well D- Dist. 

Relinquished By (Sign) Print Name I Company Date I Time ~ce~ ~(Sign) Pri'nt Name I Company 

Da~e~ ~ '.!..~~ City of wmita 5/18/2016 7. / 2-:fj(j ~ lf ~ \k- -r \ 0 lf '°4{\ /(( (Joe; 
\.. L-A ~ \ L.:_ -cLU f OA IH I' 1 \" (Z... .S •l ~·lit I J t:; /!:;' I / VY VlM 1 C/V'Vh- I 

L-...fentt:~ ~ w / -... - /Samples receivect:"b(Qlii&' ( ) Intact ( ) Custody seals 
~·~ '-' Temp ( ) F ('1/C 
Shipped Via [ ] Fed X [ ] Golden State [ ] UPS [ ] Client [ ] Other Page 1 of 1 I I 

'1Your 11/ater ancf Wastewater )1.na(ysis So[ution" 



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Gregory Nelson For Stu Styles

Client Services Manager

27 May 2016

Sincerely,

16E1080Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

05/11/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: CWPF 2nd Weekly Compliance Sampling

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF 2nd Weekly Compliance Sampling

Work Order: 16E1080

Received: 05/11/16 16:00

05/27/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Influent Site #3 16E1080-01 (Water) 05/11/16   9:10 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

6.1 162033605/11/16 Cl Res Total (Field) Field mg/L 05/11/16 N/A

7.58 162033605/11/16 pH (Field) Field pH Units 05/11/16 N/A

22 162033605/11/16 Temperature (Field) Field °C 05/11/16 N/A

General Physical Analyses

05/11/16 1620395Apparent Color NDSM 2120B Color Units 05/11/16 3.0 15

Metals

05/19/16 1621296Iron (Fe) NDEPA 200.7 ug/L 05/19/16 100 300

05/19/16 1621296Manganese (Mn) NDEPA 200.7 ug/L 05/19/16 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 16E1080-02 (Water) 05/11/16   9:00 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.85 162033605/11/16 Cl Res Total (Field) Field mg/L 05/11/16 N/A

7.86 162033605/11/16 pH (Field) Field pH Units 05/11/16 N/A

19.9 162033605/11/16 Temperature (Field) Field °C 05/11/16 N/A

Microbiology Analyses

05/12/16 1620340Total Coliform ASM 9223 P/A 05/11/16 N/A

05/12/16 1620340E. Coli ASM 9223 P/A 05/11/16 N/A

05/13/16 1620439Plate Count NDSM9215B CFU/ml 05/11/16 1 500

General Chemical Analyses

310 [CALC]05/19/16 Hardness, Total (as CaCO3) Calculated mg/L 05/19/16 6.6 N/A

720 162029305/17/16 Total Filterable Residue/TDS SM 2540C mg/L 05/12/16 5.0 1000

Metals

80 162129805/19/16 Calcium (Ca) EPA 200.7 mg/L 05/19/16 1.0 N/A

05/19/16 1621296Iron (Fe) NDEPA 200.7 ug/L 05/19/16 100 300

26 162129805/19/16 Magnesium (Mg) EPA 200.7 mg/L 05/19/16 1.0 N/A

Page 2 of 3

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF 2nd Weekly Compliance Sampling

Work Order: 16E1080

Received: 05/11/16 16:00

05/27/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Raw Water Site #1 16E1080-03 (Water) 05/11/16   8:45 D G MSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.85 162033605/11/16 Cl Res Total (Field) Field mg/L 05/11/16 N/A

7.56 162033605/11/16 pH (Field) Field pH Units 05/11/16 N/A

22.1 162033605/11/16 Temperature (Field) Field °C 05/11/16 N/A

General Chemical Analyses

320 [CALC]05/19/16 Hardness, Total (as CaCO3) Calculated mg/L 05/19/16 6.6 N/A

Metals

85 162129805/19/16 Calcium (Ca) EPA 200.7 mg/L 05/19/16 1.0 N/A

27 162129805/19/16 Magnesium (Mg) EPA 200.7 mg/L 05/19/16 1.0 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

MWD Site #6 16E1080-04 (Water) 05/11/16   8:50 D G MSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.8 162033605/11/16 Cl Res Total (Field) Field mg/L 05/11/16 N/A

8.14 162033605/11/16 pH (Field) Field pH Units 05/11/16 N/A

19.2 162033605/11/16 Temperature (Field) Field °C 05/11/16 N/A

General Chemical Analyses

310 [CALC]05/19/16 Hardness, Total (as CaCO3) Calculated mg/L 05/19/16 6.6 N/A

Metals

77 162129805/19/16 Calcium (Ca) EPA 200.7 mg/L 05/19/16 1.0 N/A

28 162129805/19/16 Magnesium (Mg) EPA 200.7 mg/L 05/19/16 1.0 N/A

Analyte NOT DETECTED at or above the reporting limitND

Page 3 of 3

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF 2nd Weekly Compliance Sampling

Work Order:

05/11/16 16:00

16E1080

Reported:

Received:

05/27/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Influent Site #3 16E1080-01 (Water) 05/11/16   9:10 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

6.1 162033605/11/16 Cl Res Total (Field) Field 05/11/16 mg/L

7.58 162033605/11/16 pH (Field) Field 05/11/16 pH Units

22 162033605/11/16 Temperature (Field) Field 05/11/16 °C

General Physical Analyses

05/11/16 1620395Apparent Color NDSM 2120B 05/11/16 3.0 15 Color Units

Metals

05/19/16 1621296Iron (Fe) NDEPA 200.7 05/19/16 100 300 ug/L

05/19/16 1621296Manganese (Mn) NDEPA 200.7 05/19/16 20 50 ug/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 16E1080-02 (Water) 05/11/16   9:00 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.85 162033605/11/16 Cl Res Total (Field) Field 05/11/16 mg/L

7.86 162033605/11/16 pH (Field) Field 05/11/16 pH Units

19.9 162033605/11/16 Temperature (Field) Field 05/11/16 °C

Microbiology Analyses

05/12/16 1620340Total Coliform ASM 9223 05/11/16 P/A

05/12/16 1620340E. Coli ASM 9223 05/11/16 P/A

05/13/16 1620439Plate Count NDSM9215B 05/11/16 1 500 CFU/ml

General Chemical Analyses

310 [CALC]05/19/16 Hardness, Total (as CaCO3) Calculated 05/19/16 6.6 mg/L

720 162029305/17/16 Total Filterable Residue/TDS SM 2540C 05/12/16 5.0 1000 mg/L

Metals

80 162129805/19/16 Calcium (Ca) EPA 200.7 05/19/16 1.0 mg/L

05/19/16 1621296Iron (Fe) NDEPA 200.7 05/19/16 100 300 ug/L

26 162129805/19/16 Magnesium (Mg) EPA 200.7 05/19/16 1.0 mg/L

Page 1 of 2

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF 2nd Weekly Compliance Sampling

Work Order:

05/11/16 16:00

16E1080

Reported:

Received:

05/27/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Raw Water Site #1 16E1080-03 (Water) 05/11/16   8:45 D G MSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.85 162033605/11/16 Cl Res Total (Field) Field 05/11/16 mg/L

7.56 162033605/11/16 pH (Field) Field 05/11/16 pH Units

22.1 162033605/11/16 Temperature (Field) Field 05/11/16 °C

General Chemical Analyses

320 [CALC]05/19/16 Hardness, Total (as CaCO3) Calculated 05/19/16 6.6 mg/L

Metals

85 162129805/19/16 Calcium (Ca) EPA 200.7 05/19/16 1.0 mg/L

27 162129805/19/16 Magnesium (Mg) EPA 200.7 05/19/16 1.0 mg/L

ResultAnalyte BatchPrepared AnalyzedMethod Units

MWD Site #6 16E1080-04 (Water) 05/11/16   8:50 D G MSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.8 162033605/11/16 Cl Res Total (Field) Field 05/11/16 mg/L

8.14 162033605/11/16 pH (Field) Field 05/11/16 pH Units

19.2 162033605/11/16 Temperature (Field) Field 05/11/16 °C

General Chemical Analyses

310 [CALC]05/19/16 Hardness, Total (as CaCO3) Calculated 05/19/16 6.6 mg/L

Metals

77 162129805/19/16 Calcium (Ca) EPA 200.7 05/19/16 1.0 mg/L

28 162129805/19/16 Magnesium (Mg) EPA 200.7 05/19/16 1.0 mg/L

Analyte NOT DETECTED at or above the reporting limitND

Gregory Nelson For Stu Styles

Client Services Manager

Page 2 of 2

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Certificate of Analysis

Client:

05/13/16 10:17

05/18/16 09:06

P.O. #:

16E1080

John Styles

Clinical Laboratory of San Bernardino, Inc.

Fax:

Phones:

(909) 825-7696

(909) 825-7693

Turnaround Time: 5 workdays

Report Date:

Received Date:

 Project:

 Attn:

Grand Terrace, CA 92313

21881 Barton Road

Dear John Styles :

Enclosed are the results of analyses for samples received 5/13/2016 with the Chain of Custody document. The samples were 

received in good condition, at 1.8 °C and on ice.  All analysis met the method criteria except as noted below or in the report 

with data qualifiers.

Matrix: Water

Sampled by:  Client Sampled:  05/11/16 09:00

Sample ID:Lab ID:  6E13010-01 Reservoir Effluent Site #5 / 16E1080-02

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 10 ug/l W6E08785/16/16 5/16/16  17:30Methane RSK-175480  11

Matrix: Water

Sampled by:  Client Sampled:  05/11/16 08:45

Sample ID:Lab ID:  6E13010-02 Raw Water Site #1/ 16E1080-03

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 200 ug/l W6E08785/16/16 5/16/16  17:10Methane RSK-1755600  120

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 1 of 3

www.wecklabs.com

6E13010

http://www.wecklabs.com


Certificate of Analysis

Quality Control Section

Dissolved Gases in Water by RSK-175 - Quality Control

 Batch W6E0878 - RSK-175

Prepared: 05/16/16    Analyzed: 05/16/16 15:51 Blank (W6E0878-BLK1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... ug/lNDMethane

Prepared: 05/16/16    Analyzed: 05/16/16 16:31 LCS (W6E0878-BS1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 198 85-115109ug/l216Methane

Prepared: 05/16/16    Analyzed: 05/16/16 17:50Source: 6E13010-01 Duplicate (W6E0878-DUP1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 204ug/l461480Methane

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 2 of 3

www.wecklabs.com

6E13010

http://www.wecklabs.com


Certificate of Analysis

Notes:

The Chain of Custody document is part of the analytical report.

Any remaining sample(s) for testing will be disposed of one month from the final report date unless other arrangements are made in 

advance.

All results are expressed on wet weight basis unless otherwise specified.

An Absence of Total Coliform meets the drinking water standards as established by the State of California Department of Health Services.

The Reporting Limit (RL) is referenced as laboratory's Practical Quantitation Limit (PQL).  

For Potable water analysis, the Reporting Limit (RL) is referenced as Detection Limit for reporting purposes (DLRs) defined by EPA.

If sample collected by Weck Laboratories, sampled in accordance to lab SOP MIS002

The results in this report apply to the samples analyzed in accordance with the chain of custody document. Weck Laboratories certifies 

that the test results meet all requirements of NELAC unless noted in the Case Narrative.  This analytical report must be reproduced in its 

entirety.

Contact:  Brandon Gee

(Project Manager)

Authorized Signature
ELAP    # 1132

LACSD # 10143

NELAC #4047-002 ORELAP

Flags for Data Qualifiers:

ND NOT DETECTED at or above the Method Reporting Limit (MRL).  If Method Detection Limit (MDL) is reported, then not 

detected at or above the MDL.

Subcontracted analysis, original report enclosed.Sub

Method Detection LimitDL

Minimum Detectable ActivityMDA

Method Reporting LimitRL

Not ReportableNR

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 3 of 3

www.wecklabs.com

6E13010
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Client User

Pamela Ybarra For Stu Styles

Client Services Manager

19 May 2016

Sincerely,

16E0492Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

05/04/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Monthly Compliance

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Client UserLomita CA, 91717

Project: Standard Analysis

Monthly Compliance

Work Order: 16E0492

Received: 05/04/16 15:30

05/19/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Raw Water Site #1 16E0492-01 (Water) 05/04/16   7:20 D G MSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.05 161939405/04/16 Cl Res Total (Field) Field mg/L 05/04/16 N/A

7.74 161939405/04/16 pH (Field) Field pH Units 05/04/16 N/A

22.4 161939405/04/16 Temperature (Field) Field °C 05/04/16 N/A

Microbiology Analyses

05/05/16 1619381Total Coliform ASM 9223 P/A 05/04/16 N/A

05/05/16 1619381E. Coli ASM 9223 P/A 05/04/16 N/A

General Physical Analyses

10.0 161941005/04/16 Apparent Color SM 2120B Color Units 05/04/16 3.0 15

General Chemical Analyses

710 161934205/06/16 Total Filterable Residue/TDS SM 2540C mg/L 05/05/16 5.0 1000

Metals

180 162013805/12/16 Iron (Fe) EPA 200.7 ug/L 05/12/16 100 300

120 162013805/12/16 Manganese (Mn) EPA 200.7 ug/L 05/12/16 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Filter Effluent (Free Chlorine) Site #2 16E0492-02 (Water) 05/04/16   7:40 D G MSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

5.02 161939405/04/16 Cl Res Total (Field) Field mg/L 05/04/16 N/A

7.78 161939405/04/16 pH (Field) Field pH Units 05/04/16 N/A

21.7 161939405/04/16 Temperature (Field) Field °C 05/04/16 N/A

Microbiology Analyses

05/05/16 1619381Total Coliform ASM 9223 P/A 05/04/16 N/A

05/05/16 1619381E. Coli ASM 9223 P/A 05/04/16 N/A

05/06/16 1619487Plate Count NDSM9215B CFU/ml 05/04/16 1 HT-08500
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Client UserLomita CA, 91717

Project: Standard Analysis

Monthly Compliance

Work Order: 16E0492

Received: 05/04/16 15:30

05/19/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Filter Effluent (Total Chlorine) Site #3 16E0492-03 (Water) 05/04/16   7:45 D G MSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

4.43 161939405/04/16 Cl Res Total (Field) Field mg/L 05/04/16 N/A

7.68 161939405/04/16 pH (Field) Field pH Units 05/04/16 N/A

20.3 161939405/04/16 Temperature (Field) Field °C 05/04/16 N/A

General Physical Analyses

05/04/16 1619410Apparent Color NDSM 2120B Color Units 05/04/16 3.0 15

Metals

05/12/16 1620138Iron (Fe) NDEPA 200.7 ug/L 05/12/16 100 300

05/12/16 1620138Manganese (Mn) NDEPA 200.7 ug/L 05/12/16 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Zone #2 Site #6 16E0492-04 (Water) 05/04/16   7:55 D G MSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.29 161939405/04/16 Cl Res Total (Field) Field mg/L 05/04/16 N/A

8.05 161939405/04/16 pH (Field) Field pH Units 05/04/16 N/A

17.5 161939405/04/16 Temperature (Field) Field °C 05/04/16 N/A

General Chemical Analyses

650 161934205/06/16 Total Filterable Residue/TDS SM 2540C mg/L 05/05/16 5.0 1000

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 16E0492-05 (Water) 05/04/16   7:50 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.3 161939405/04/16 Cl Res Total (Field) Field mg/L 05/04/16 N/A

7.69 161939405/04/16 pH (Field) Field pH Units 05/04/16 N/A

20.1 161939405/04/16 Temperature (Field) Field °C 05/04/16 N/A

General Physical Analyses

1 161941005/04/16 Odor Threshold EPA 140.1M TON 05/04/16 1 3

General Chemical Analyses

700 161934205/06/16 Total Filterable Residue/TDS SM 2540C mg/L 05/05/16 5.0 1000

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

Analyte NOT DETECTED at or above the reporting limitND
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Certificate of Analysis

Client:

05/06/16 10:30

05/13/16 09:45

P.O. #:

16E0492

John Styles

Clinical Laboratory of San Bernardino, Inc.

Fax:

Phones:

(909) 825-7696

(909) 825-7693

Turnaround Time: 5 workdays

Report Date:

Received Date:

 Project:

 Attn:

Grand Terrace, CA 92313

21881 Barton Road

Dear John Styles :

Enclosed are the results of analyses for samples received 5/6/2016 with the Chain of Custody document. The samples were 

received in good condition, at 2.1 °C and on ice.  All analysis met the method criteria except as noted below or in the report 

with data qualifiers.

Matrix: Water

Sampled by:  Client Sampled:  05/04/16 07:20

Sample ID:Lab ID:  6E06040-01 Raw Water Site #1/ 16E0492-01

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 200 ug/l W6E06515/11/16 5/11/16  17:10Methane RSK-17511000  120

Matrix: Water

Sampled by:  Client Sampled:  05/04/16 07:50

Sample ID:Lab ID:  6E06040-02 Reservoir Effluent Site #5 / 16E0492-05

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 10 ug/l W6E06515/11/16 5/11/16  17:50Methane RSK-1751600  11

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634
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Certificate of Analysis

Quality Control Section

Dissolved Gases in Water by RSK-175 - Quality Control

 Batch W6E0651 - RSK-175

Prepared: 05/11/16    Analyzed: 05/11/16 16:31 Blank (W6E0651-BLK1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... ug/lNDMethane

Prepared: 05/11/16    Analyzed: 05/11/16 16:11 LCS (W6E0651-BS1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 198 85-115108ug/l213Methane

Prepared: 05/11/16    Analyzed: 05/11/16 18:10Source: 6E06040-02 Duplicate (W6E0651-DUP1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 202ug/l16101650Methane

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634
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Certificate of Analysis

Notes:

The Chain of Custody document is part of the analytical report.

Any remaining sample(s) for testing will be disposed of one month from the final report date unless other arrangements are made in 

advance.

All results are expressed on wet weight basis unless otherwise specified.

An Absence of Total Coliform meets the drinking water standards as established by the State of California Department of Health Services.

The Reporting Limit (RL) is referenced as laboratory's Practical Quantitation Limit (PQL).  

For Potable water analysis, the Reporting Limit (RL) is referenced as Detection Limit for reporting purposes (DLRs) defined by EPA.

If sample collected by Weck Laboratories, sampled in accordance to lab SOP MIS002

The results in this report apply to the samples analyzed in accordance with the chain of custody document. Weck Laboratories certifies 

that the test results meet all requirements of NELAC unless noted in the Case Narrative.  This analytical report must be reproduced in its 

entirety.

Contact:  Brandon Gee

(Project Manager)

Authorized Signature
ELAP    # 1132

LACSD # 10143

NELAC #4047-002 ORELAP

Flags for Data Qualifiers:

ND NOT DETECTED at or above the Method Reporting Limit (MRL).  If Method Detection Limit (MDL) is reported, then not 

detected at or above the MDL.

Subcontracted analysis, original report enclosed.Sub

Method Detection LimitDL

Minimum Detectable ActivityMDA

Method Reporting LimitRL

Not ReportableNR

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634
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