














State ofoalifomia State wate. Resources Control Board
Davision of Drinking Water

Quarterly Report for Disinfectant Residuals Comptiance
For Systems Using Chlorine or Chloramines

System Name: CITY OF LOMITA System No.: 1910073

CalendarYear: 2020 Ouarter: 4th

lst Quartel

Month
Number of

Samples Taken

Monthly Ave.
Chlorine Level

(mo/L)

e

April 2.59
May 2.28
June 2.03
Ju lv 2.16
August 2.43
September 2.28
October 2.16
November 2.31
December 200
January 2.22
February 20 2.27
March 25 2.23

Runninq Annual Averaqe (RM): 2.25

Meets standard?
(i.e. RAA 

= 
MRDL of 4.0 mg/L as Cl2)

!l Yes

nuo

2nd Quarter

Month
Number of

Samples Taken

Monthly Ave.
Chlorine Level

(mq/L)

I
I

Ju ly 2.16
Auqust 2.43
September 2.28
October 2.16
November
December 2.00

E

January 2.22
February 2.27
March 2.23
April 20 2.14
May 20 2.30
June 20 2.21

Running Annual Average (RAA): 2.23
Meets standard?
(i.e. RAA : MRDL of 4.0 mg/L as Cl2)

Ul Yes

nruo

3rd Quarter

Month
Number of

Samples Taken

Monthly Ave.
Chlorine Level

(mo/L)

z
c

October 2.16
November 2.31
December 2.00

E

January 2.22
February 2.27
March 2.23
April 2.14
May
June 2.21
Ju lv 25 2.20
Auqust 20 2.34
September 2_28

Runninq Annual Average (RAA): 2.22
Meets standard?
(i.e. RAA: MRDL of 4.0 mg/L as Clz)

!J Yes

Em

4th Quarter

Month
Number of

Samples Taken

Monthly Ave.
Chlorine Level

(mo/L)

January 2.22
February 2.27
March 2.23
April 2.14
May 2.30
June 2.21
July 2.20
Auqust 2.34
September 2.28
October 20 a.ta
November 20 2.07
December )q 2.14

Runninq Annual Averaqe (RAA): 2.22
Meets standard?
(i.e. RAA s MRDL of 4.0 mg/L as Clz)

[y] y"s

Ero

copy

sisnature: {rrt',il^{k&*-
Patrick McCue, Water Treatrnent Operator

Date: 1112,2021

I





1 MONTHLY NITRIFICATION MONITORING SUMMARY REPORT
Clry OF LOMITA, System No. 1910073 -- Month:



1. Note9: Report Due to ODW

MONTHLY NITRIFICATION FIELD TEST LOG

Clry OF LOMITA, System No. 1910073 -- Month: December, Year: 2020

month. This Report can be usediorthe routine

monitorins wh€n there is actualand potentialfor nitrification (3bout four or iiv€ Reports per month,,n !his case).

2. coliform results are paft ofweekly Bacti sampling resuits.

3. The City is monitorinS trends ofNitrite in Zore 1, 2, and 3inaccordance wlth the Nitrification Monitoring Plan.

4. Refer to 191073 City of Lom ita TCR Report for test res! lts for tota chlorine, free ch lorine, tota I coliform, E. CoLl, H PC and Nitrate.

5. Attahcedj field test log for Total Ammonia, tree Ammonia, and Nitriie.

5. Hach Pocket colorimeterand Hach OR890analyzers

26314 5 Monte vista Ave
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APPENDIX A 

LABORATORY RESULTS 



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

16 October 2020

Sincerely,

20J0606Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

10/06/20 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20J0606

Received: 10/06/20 16:00

10/16/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th Pl 20J0606-01 (Water) 10/06/20   9:10 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.4 204111410/06/20 Cl Res Total (Field) Field mg/L 10/06/20 N/A

8.26 204111410/06/20 pH (Field) Field pH Units 10/06/20 N/A

21.2 204111410/06/20 Temperature (Field) Field °C 10/06/20 N/A

Trihalomethanes Analyses

5.0 204116510/11/20 Bromodichloromethane EPA 524.2 ug/L 10/10/20 1.0 N/A

3.3 204116510/11/20 Bromoform EPA 524.2 ug/L 10/10/20 1.0 N/A

4.2 204116510/11/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 10/10/20 1.0 N/A

6.7 204116510/11/20 Dibromochloromethane EPA 524.2 ug/L 10/10/20 1.0 N/A

19.2 204116510/11/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 10/10/20 1.0 80

204116510/11/20 98 % 10/10/20 EPA 524.2Surrogate: Bromofluorobenzene

204116510/11/20 97 % 10/10/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.0 204110210/08/20 Dibromoacetic Acid EPA 552.2 ug/L 10/08/20 1.0 N/A

2.3 204110210/08/20 Dichloroacetic Acid EPA 552.2 ug/L 10/08/20 1.0 N/A

10/08/20 2041102Monobromoacetic Acid NDEPA 552.2 ug/L 10/08/20 1.0 N/A

10/08/20 2041102Monochloroacetic Acid NDEPA 552.2 ug/L 10/08/20 2.0 N/A

1.2 204110210/08/20 Trichloroacetic Acid EPA 552.2 ug/L 10/08/20 1.0 N/A

5.5 204110210/08/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 10/08/20 1.0 60

204110210/08/20 101 % 10/08/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Page 2 of 5

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20J0606

Received: 10/06/20 16:00

10/16/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 252nd St. 20J0606-02 (Water) 10/06/20   9:25 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.6 204111410/06/20 Cl Res Total (Field) Field mg/L 10/06/20 N/A

8.25 204111410/06/20 pH (Field) Field pH Units 10/06/20 N/A

21.6 204111410/06/20 Temperature (Field) Field °C 10/06/20 N/A

Trihalomethanes Analyses

4.5 204116510/11/20 Bromodichloromethane EPA 524.2 ug/L 10/10/20 1.0 N/A

2.8 204116510/11/20 Bromoform EPA 524.2 ug/L 10/10/20 1.0 N/A

3.7 204116510/11/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 10/10/20 1.0 N/A

5.9 204116510/11/20 Dibromochloromethane EPA 524.2 ug/L 10/10/20 1.0 N/A

16.9 204116510/11/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 10/10/20 1.0 80

204116510/11/20 88 % 10/10/20 EPA 524.2Surrogate: Bromofluorobenzene

204116510/11/20 89 % 10/10/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.2 204110210/08/20 Dibromoacetic Acid EPA 552.2 ug/L 10/08/20 1.0 N/A

2.3 204110210/08/20 Dichloroacetic Acid EPA 552.2 ug/L 10/08/20 1.0 N/A

10/08/20 2041102Monobromoacetic Acid NDEPA 552.2 ug/L 10/08/20 1.0 N/A

10/08/20 2041102Monochloroacetic Acid NDEPA 552.2 ug/L 10/08/20 2.0 N/A

1.2 204110210/08/20 Trichloroacetic Acid EPA 552.2 ug/L 10/08/20 1.0 N/A

5.7 204110210/08/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 10/08/20 1.0 60

204110210/08/20 109 % 10/08/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Page 3 of 5

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20J0606

Received: 10/06/20 16:00

10/16/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2450 W. 247th St. 20J0606-03 (Water) 10/06/20  10:05 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2 204111410/06/20 Cl Res Total (Field) Field mg/L 10/06/20 N/A

8.33 204111410/06/20 pH (Field) Field pH Units 10/06/20 N/A

24.6 204111410/06/20 Temperature (Field) Field °C 10/06/20 N/A

Trihalomethanes Analyses

8.7 204116510/11/20 Bromodichloromethane EPA 524.2 ug/L 10/10/20 1.0 N/A

2.7 204116510/11/20 Bromoform EPA 524.2 ug/L 10/10/20 1.0 N/A

8.7 204116510/11/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 10/10/20 1.0 N/A

9.3 204116510/11/20 Dibromochloromethane EPA 524.2 ug/L 10/10/20 1.0 N/A

29.4 204116510/11/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 10/10/20 1.0 80

204116510/11/20 88 % 10/10/20 EPA 524.2Surrogate: Bromofluorobenzene

204116510/11/20 92 % 10/10/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

1.4 204110210/08/20 Dibromoacetic Acid EPA 552.2 ug/L 10/08/20 1.0 N/A

3.9 204110210/08/20 Dichloroacetic Acid EPA 552.2 ug/L 10/08/20 1.0 N/A

10/08/20 2041102Monobromoacetic Acid NDEPA 552.2 ug/L 10/08/20 1.0 N/A

10/08/20 2041102Monochloroacetic Acid NDEPA 552.2 ug/L 10/08/20 2.0 N/A

2.3 204110210/08/20 Trichloroacetic Acid EPA 552.2 ug/L 10/08/20 1.0 N/A

7.6 204110210/08/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 10/08/20 1.0 60

204110210/08/20 91 % 10/08/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Page 4 of 5

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20J0606

Received: 10/06/20 16:00

10/16/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

26255 Appian Way 20J0606-04 (Water) 10/06/20  11:10 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.7 204111410/06/20 Cl Res Total (Field) Field mg/L 10/06/20 N/A

8.35 204111410/06/20 pH (Field) Field pH Units 10/06/20 N/A

21.9 204111410/06/20 Temperature (Field) Field °C 10/06/20 N/A

Trihalomethanes Analyses

3.2 204116510/11/20 Bromodichloromethane EPA 524.2 ug/L 10/10/20 1.0 N/A

2.1 204116510/11/20 Bromoform EPA 524.2 ug/L 10/10/20 1.0 N/A

2.4 204116510/11/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 10/10/20 1.0 N/A

4.5 204116510/11/20 Dibromochloromethane EPA 524.2 ug/L 10/10/20 1.0 N/A

12.2 204116510/11/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 10/10/20 1.0 80

204116510/11/20 95 % 10/10/20 EPA 524.2Surrogate: Bromofluorobenzene

204116510/11/20 95 % 10/10/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.2 204114110/09/20 Dibromoacetic Acid EPA 552.2 ug/L 10/09/20 1.0 N/A

2.5 204114110/09/20 Dichloroacetic Acid EPA 552.2 ug/L 10/09/20 1.0 N/A

10/09/20 2041141Monobromoacetic Acid NDEPA 552.2 ug/L 10/09/20 1.0 N/A

10/09/20 2041141Monochloroacetic Acid NDEPA 552.2 ug/L 10/09/20 2.0 N/A

1.6 204114110/09/20 Trichloroacetic Acid EPA 552.2 ug/L 10/09/20 1.0 N/A

6.3 204114110/09/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 10/09/20 1.0 60

204114110/09/20 110 % 10/09/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Analyte NOT DETECTED at or above the reporting limitND

Page 5 of 5

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



EDT Transfer Confirmation 1

Work Order:    20J0606

Report Date:   10/16/2020

Analyzing Lab: Clinical Laboratory of San Bernardino, Inc. ELAP 1088

Clinical Laboratory of San Bernardino, Inc.

Page 1 of 1

LOMITA-CITY, WATER DEPT. User ID: 4TH        System: 1910073

SITE 1-26255 APPIAN WAY-STG2 DBP Station No.: 1910073-800 Sampled: 201006 11:10

Analyzed: 201011Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 3.2

Analyzed: 201011Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 2.1

Analyzed: 201011Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 4.5

Analyzed: 201011Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 2.4

Analyzed: 201009Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.5

Analyzed: 201011Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 12.2

Analyzed: 201009Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.2

Analyzed: 201009Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.6

Analyzed: 201009Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201009Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201009Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 6.3

SITE 2-1912 259TH PL-STG2 DBP Station No.: 1910073-801 Sampled: 201006 09:10

Analyzed: 201011Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 5.0

Analyzed: 201011Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 3.3

Analyzed: 201011Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 6.7

Analyzed: 201011Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 4.2

Analyzed: 201008Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.3

Analyzed: 201011Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 19.2

Analyzed: 201008Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.0

Analyzed: 201008Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.2

Analyzed: 201008Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201008Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201008Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 5.5

SITE 3-1948 252ND ST-STG2 DBP Station No.: 1910073-802 Sampled: 201006 09:25

Analyzed: 201011Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 4.5

Analyzed: 201011Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 2.8

Analyzed: 201011Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 5.9

Analyzed: 201011Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 3.7

Analyzed: 201008Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.3

Analyzed: 201011Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 16.9

Analyzed: 201008Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.2

Analyzed: 201008Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.2

Analyzed: 201008Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201008Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201008Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 5.7

SITE 4-2450 247TH ST-STG2 DBP Station No.: 1910073-803 Sampled: 201006 10:05

Analyzed: 201011Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 8.7

Analyzed: 201011Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 2.7

Analyzed: 201011Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 9.3

Analyzed: 201011Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 8.7

Analyzed: 201008Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 3.9

Analyzed: 201011Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 29.4

Analyzed: 201008Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 1.4

Analyzed: 201008Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 2.3

Analyzed: 201008Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201008Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201008Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 7.6

Printed: 10/16/2020 07:49:55 AM   Results of 20J0606 FINAL WRITEON ALL_SAMPLES

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

12 November 2020

Sincerely,

20K0231Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

11/03/20 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20K0231

Received: 11/03/20 15:35

11/12/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th Pl 20K0231-01 (Water) 11/03/20   9:25 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.05 204508411/03/20 Cl Res Free (Field) Field mg/L 11/03/20 N/A

2.1 204508411/03/20 Cl Res Total (Field) Field mg/L 11/03/20 N/A

8.25 204508411/03/20 pH (Field) Field pH Units 11/03/20 N/A

21.3 204508411/03/20 Temperature (Field) Field °C 11/03/20 N/A

Trihalomethanes Analyses

5.4 204518211/07/20 Bromodichloromethane EPA 524.2 ug/L 11/07/20 1.0 N/A

3.1 204518211/07/20 Bromoform EPA 524.2 ug/L 11/07/20 1.0 N/A

4.1 204518211/07/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 11/07/20 1.0 N/A

7.2 204518211/07/20 Dibromochloromethane EPA 524.2 ug/L 11/07/20 1.0 N/A

19.8 204518211/07/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 11/07/20 1.0 80

204518211/07/20 100 % 11/07/20 EPA 524.2Surrogate: Bromofluorobenzene

204518211/07/20 101 % 11/07/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.1 204507611/04/20 Dibromoacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

2.4 204507611/04/20 Dichloroacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

11/04/20 2045076Monobromoacetic Acid NDEPA 552.2 ug/L 11/04/20 1.0 N/A

11/04/20 2045076Monochloroacetic Acid NDEPA 552.2 ug/L 11/04/20 2.0 N/A

1.3 204507611/04/20 Trichloroacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

5.8 204507611/04/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 11/04/20 1.0 60

204507611/04/20 112 % 11/04/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Page 2 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20K0231

Received: 11/03/20 15:35

11/12/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 252nd St. 20K0231-02 (Water) 11/03/20   9:40 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.04 204508411/03/20 Cl Res Free (Field) Field mg/L 11/03/20 N/A

2.1 204508411/03/20 Cl Res Total (Field) Field mg/L 11/03/20 N/A

8.26 204508411/03/20 pH (Field) Field pH Units 11/03/20 N/A

21.4 204508411/03/20 Temperature (Field) Field °C 11/03/20 N/A

Trihalomethanes Analyses

5.1 204518211/07/20 Bromodichloromethane EPA 524.2 ug/L 11/07/20 1.0 N/A

3.0 204518211/07/20 Bromoform EPA 524.2 ug/L 11/07/20 1.0 N/A

3.8 204518211/07/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 11/07/20 1.0 N/A

6.7 204518211/07/20 Dibromochloromethane EPA 524.2 ug/L 11/07/20 1.0 N/A

18.6 204518211/07/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 11/07/20 1.0 80

204518211/07/20 96 % 11/07/20 EPA 524.2Surrogate: Bromofluorobenzene

204518211/07/20 96 % 11/07/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.2 204507611/04/20 Dibromoacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

2.5 204507611/04/20 Dichloroacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

11/04/20 2045076Monobromoacetic Acid NDEPA 552.2 ug/L 11/04/20 1.0 N/A

11/04/20 2045076Monochloroacetic Acid NDEPA 552.2 ug/L 11/04/20 2.0 N/A

1.3 204507611/04/20 Trichloroacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

6.0 204507611/04/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 11/04/20 1.0 60

204507611/04/20 108 % 11/04/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Page 3 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20K0231

Received: 11/03/20 15:35

11/12/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2450 W. 247th St. 20K0231-03 (Water) 11/03/20  10:25 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.07 204508411/03/20 Cl Res Free (Field) Field mg/L 11/03/20 N/A

1.8 204508411/03/20 Cl Res Total (Field) Field mg/L 11/03/20 N/A

8.22 204508411/03/20 pH (Field) Field pH Units 11/03/20 N/A

23.9 204508411/03/20 Temperature (Field) Field °C 11/03/20 N/A

Trihalomethanes Analyses

6.4 204518211/07/20 Bromodichloromethane EPA 524.2 ug/L 11/07/20 1.0 N/A

2.7 204518211/07/20 Bromoform EPA 524.2 ug/L 11/07/20 1.0 N/A

4.8 204518211/07/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 11/07/20 1.0 N/A

7.9 204518211/07/20 Dibromochloromethane EPA 524.2 ug/L 11/07/20 1.0 N/A

21.8 204518211/07/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 11/07/20 1.0 80

204518211/07/20 93 % 11/07/20 EPA 524.2Surrogate: Bromofluorobenzene

204518211/07/20 93 % 11/07/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.0 204507611/04/20 Dibromoacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

3.4 204507611/04/20 Dichloroacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

11/04/20 2045076Monobromoacetic Acid NDEPA 552.2 ug/L 11/04/20 1.0 N/A

11/04/20 2045076Monochloroacetic Acid NDEPA 552.2 ug/L 11/04/20 2.0 N/A

1.5 204507611/04/20 Trichloroacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

6.9 204507611/04/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 11/04/20 1.0 60

204507611/04/20 110 % 11/04/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20K0231

Received: 11/03/20 15:35

11/12/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

26255 Appian Way 20K0231-04 (Water) 11/03/20   9:00 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.07 204508411/03/20 Cl Res Free (Field) Field mg/L 11/03/20 N/A

2.1 204508411/03/20 Cl Res Total (Field) Field mg/L 11/03/20 N/A

8.04 204508411/03/20 pH (Field) Field pH Units 11/03/20 N/A

20.5 204508411/03/20 Temperature (Field) Field °C 11/03/20 N/A

Trihalomethanes Analyses

5.9 204518211/07/20 Bromodichloromethane EPA 524.2 ug/L 11/07/20 1.0 N/A

2.6 204518211/07/20 Bromoform EPA 524.2 ug/L 11/07/20 1.0 N/A

4.5 204518211/07/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 11/07/20 1.0 N/A

7.5 204518211/07/20 Dibromochloromethane EPA 524.2 ug/L 11/07/20 1.0 N/A

20.5 204518211/07/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 11/07/20 1.0 80

204518211/07/20 94 % 11/07/20 EPA 524.2Surrogate: Bromofluorobenzene

204518211/07/20 95 % 11/07/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

1.6 204507611/04/20 Dibromoacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

2.3 204507611/04/20 Dichloroacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

11/04/20 2045076Monobromoacetic Acid NDEPA 552.2 ug/L 11/04/20 1.0 N/A

11/04/20 2045076Monochloroacetic Acid NDEPA 552.2 ug/L 11/04/20 2.0 N/A

1.5 204507611/04/20 Trichloroacetic Acid EPA 552.2 ug/L 11/04/20 1.0 N/A

5.4 204507611/04/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 11/04/20 1.0 60

204507611/04/20 117 % 11/04/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Analyte NOT DETECTED at or above the reporting limitND
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EDT Transfer Confirmation 1

Work Order:    20K0231

Report Date:   11/12/2020

Analyzing Lab: Clinical Laboratory of San Bernardino, Inc. ELAP 1088

Clinical Laboratory of San Bernardino, Inc.

Page 1 of 1

LOMITA-CITY, WATER DEPT. User ID: 4TH        System: 1910073

SITE 1-26255 APPIAN WAY-STG2 DBP Station No.: 1910073-800 Sampled: 201103 09:00

Analyzed: 201107Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 5.9

Analyzed: 201107Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 2.6

Analyzed: 201107Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 7.5

Analyzed: 201107Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 4.5

Analyzed: 201104Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.3

Analyzed: 201107Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 20.5

Analyzed: 201104Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 1.6

Analyzed: 201104Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.5

Analyzed: 201104Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201104Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201104Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 5.4

SITE 2-1912 259TH PL-STG2 DBP Station No.: 1910073-801 Sampled: 201103 09:25

Analyzed: 201107Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 5.4

Analyzed: 201107Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 3.1

Analyzed: 201107Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 7.2

Analyzed: 201107Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 4.1

Analyzed: 201104Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.4

Analyzed: 201107Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 19.8

Analyzed: 201104Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.1

Analyzed: 201104Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.3

Analyzed: 201104Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201104Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201104Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 5.8

SITE 3-1948 252ND ST-STG2 DBP Station No.: 1910073-802 Sampled: 201103 09:40

Analyzed: 201107Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 5.1

Analyzed: 201107Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 3.0

Analyzed: 201107Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 6.7

Analyzed: 201107Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 3.8

Analyzed: 201104Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.5

Analyzed: 201107Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 18.6

Analyzed: 201104Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.2

Analyzed: 201104Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.3

Analyzed: 201104Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201104Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201104Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 6.0

SITE 4-2450 247TH ST-STG2 DBP Station No.: 1910073-803 Sampled: 201103 10:25

Analyzed: 201107Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 6.4

Analyzed: 201107Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 2.7

Analyzed: 201107Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 7.9

Analyzed: 201107Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 4.8

Analyzed: 201104Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 3.4

Analyzed: 201107Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 21.8

Analyzed: 201104Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.0

Analyzed: 201104Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.5

Analyzed: 201104Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201104Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201104Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 6.9

Printed: 11/12/2020 01:40:56 PM   Results of 20K0231 FINAL WRITEON ALL_SAMPLES
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

09 December 2020

Sincerely,

20L0098Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

12/01/20 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20L0098

Received: 12/01/20 16:17

12/09/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th Pl 20L0098-01 (Water) 12/01/20   9:00 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.4 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.37 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

18 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Trihalomethanes Analyses

5.0 204914512/05/20 Bromodichloromethane EPA 524.2 ug/L 12/04/20 1.0 N/A

3.2 204914512/05/20 Bromoform EPA 524.2 ug/L 12/04/20 1.0 N/A

3.2 204914512/05/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 12/04/20 1.0 N/A

6.5 204914512/05/20 Dibromochloromethane EPA 524.2 ug/L 12/04/20 1.0 N/A

17.9 204914512/05/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 12/04/20 1.0 80

204914512/05/20 90 % 12/04/20 EPA 524.2Surrogate: Bromofluorobenzene

204914512/05/20 84 % 12/04/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.4 204914312/04/20 Dibromoacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

2.5 204914312/04/20 Dichloroacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

12/04/20 2049143Monobromoacetic Acid NDEPA 552.2 ug/L 12/04/20 1.0 N/A

12/04/20 2049143Monochloroacetic Acid NDEPA 552.2 ug/L 12/04/20 2.0 N/A

1.0 204914312/04/20 Trichloroacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

5.9 204914312/04/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 12/04/20 1.0 60

204914312/04/20 82 % 12/04/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Page 2 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20L0098

Received: 12/01/20 16:17

12/09/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 252nd St. 20L0098-02 (Water) 12/01/20   9:10 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.1 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.36 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

18.3 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Trihalomethanes Analyses

4.8 204914512/04/20 Bromodichloromethane EPA 524.2 ug/L 12/04/20 1.0 N/A

3.0 204914512/04/20 Bromoform EPA 524.2 ug/L 12/04/20 1.0 N/A

3.3 204914512/04/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 12/04/20 1.0 N/A

6.1 204914512/04/20 Dibromochloromethane EPA 524.2 ug/L 12/04/20 1.0 N/A

17.2 204914512/04/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 12/04/20 1.0 80

204914512/04/20 94 % 12/04/20 EPA 524.2Surrogate: Bromofluorobenzene

204914512/04/20 89 % 12/04/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.2 204914312/04/20 Dibromoacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

2.4 204914312/04/20 Dichloroacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

12/04/20 2049143Monobromoacetic Acid NDEPA 552.2 ug/L 12/04/20 1.0 N/A

12/04/20 2049143Monochloroacetic Acid NDEPA 552.2 ug/L 12/04/20 2.0 N/A

1.1 204914312/04/20 Trichloroacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

5.7 204914312/04/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 12/04/20 1.0 60

204914312/04/20 90 % 12/04/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Page 3 of 5

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20L0098

Received: 12/01/20 16:17

12/09/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2450 W. 247th St. 20L0098-03 (Water) 12/01/20   9:42 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.8 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.31 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

20.4 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Trihalomethanes Analyses

5.7 204914512/04/20 Bromodichloromethane EPA 524.2 ug/L 12/04/20 1.0 N/A

2.9 204914512/04/20 Bromoform EPA 524.2 ug/L 12/04/20 1.0 N/A

3.9 204914512/04/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 12/04/20 1.0 N/A

6.8 204914512/04/20 Dibromochloromethane EPA 524.2 ug/L 12/04/20 1.0 N/A

19.3 204914512/04/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 12/04/20 1.0 80

204914512/04/20 95 % 12/04/20 EPA 524.2Surrogate: Bromofluorobenzene

204914512/04/20 92 % 12/04/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.1 204914312/04/20 Dibromoacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

2.8 204914312/04/20 Dichloroacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

12/04/20 2049143Monobromoacetic Acid NDEPA 552.2 ug/L 12/04/20 1.0 N/A

12/04/20 2049143Monochloroacetic Acid NDEPA 552.2 ug/L 12/04/20 2.0 N/A

1.3 204914312/04/20 Trichloroacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

6.2 204914312/04/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 12/04/20 1.0 60

204914312/04/20 88 % 12/04/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Page 4 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

TTHM/HAA  Lomita Distribution Monthy Compliance Sa

Work Order: 20L0098

Received: 12/01/20 16:17

12/09/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

26255 Appian Way 20L0098-04 (Water) 12/01/20   8:30 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.2 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.11 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

15.8 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Trihalomethanes Analyses

5.8 204914512/04/20 Bromodichloromethane EPA 524.2 ug/L 12/04/20 1.0 N/A

3.2 204914512/04/20 Bromoform EPA 524.2 ug/L 12/04/20 1.0 N/A

3.8 204914512/04/20 Chloroform (Trichloromethane) EPA 524.2 ug/L 12/04/20 1.0 N/A

7.1 204914512/04/20 Dibromochloromethane EPA 524.2 ug/L 12/04/20 1.0 N/A

19.9 204914512/04/20 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 12/04/20 1.0 80

204914512/04/20 93 % 12/04/20 EPA 524.2Surrogate: Bromofluorobenzene

204914512/04/20 87 % 12/04/20 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

2.4 204914312/04/20 Dibromoacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

2.8 204914312/04/20 Dichloroacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

12/04/20 2049143Monobromoacetic Acid NDEPA 552.2 ug/L 12/04/20 1.0 N/A

12/04/20 2049143Monochloroacetic Acid NDEPA 552.2 ug/L 12/04/20 2.0 N/A

1.2 204914312/04/20 Trichloroacetic Acid EPA 552.2 ug/L 12/04/20 1.0 N/A

6.4 204914312/04/20 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 12/04/20 1.0 60

204914312/04/20 98 % 12/04/20 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Analyte NOT DETECTED at or above the reporting limitND

Page 5 of 5
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EDT Transfer Confirmation 1

Work Order:    20L0098

Report Date:   12/09/2020

Analyzing Lab: Clinical Laboratory of San Bernardino, Inc. ELAP 1088

Clinical Laboratory of San Bernardino, Inc.

Page 1 of 1

LOMITA-CITY, WATER DEPT. User ID: 4TH        System: 1910073

SITE 1-26255 APPIAN WAY-STG2 DBP Station No.: 1910073-800 Sampled: 201201 08:30

Analyzed: 201204Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 5.8

Analyzed: 201204Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 3.2

Analyzed: 201204Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 7.1

Analyzed: 201204Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 3.8

Analyzed: 201204Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.8

Analyzed: 201204Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 19.9

Analyzed: 201204Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.4

Analyzed: 201204Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.2

Analyzed: 201204Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201204Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201204Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 6.4

SITE 2-1912 259TH PL-STG2 DBP Station No.: 1910073-801 Sampled: 201201 09:00

Analyzed: 201205Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 5.0

Analyzed: 201205Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 3.2

Analyzed: 201205Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 6.5

Analyzed: 201205Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 3.2

Analyzed: 201204Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.5

Analyzed: 201205Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 17.9

Analyzed: 201204Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.4

Analyzed: 201204Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.0

Analyzed: 201204Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201204Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201204Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 5.9

SITE 3-1948 252ND ST-STG2 DBP Station No.: 1910073-802 Sampled: 201201 09:10

Analyzed: 201204Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 4.8

Analyzed: 201204Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 3.0

Analyzed: 201204Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 6.1

Analyzed: 201204Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 3.3

Analyzed: 201204Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.4

Analyzed: 201204Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 17.2

Analyzed: 201204Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.2

Analyzed: 201204Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.1

Analyzed: 201204Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201204Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201204Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 5.7

SITE 4-2450 247TH ST-STG2 DBP Station No.: 1910073-803 Sampled: 201201 09:42

Analyzed: 201204Entry No.: 32101BROMODICHLORMETHANE (THM) Units: UG/LResult: 5.7

Analyzed: 201204Entry No.: 32104BROMOFORM (THM) Units: UG/LResult: 2.9

Analyzed: 201204Entry No.: 32105DIBROMOCHLOROMETHANE (THM) Units: UG/LResult: 6.8

Analyzed: 201204Entry No.: 32106CHLOROFORM (THM) Units: UG/LResult: 3.9

Analyzed: 201204Entry No.: 77288DICHLOROACETIC ACID (DCAA) Units: UG/LResult: 2.8

Analyzed: 201204Entry No.: 82080TOTAL TRIHALOMETHANES (THM'S/TTHM Units: UG/LResult: 19.3

Analyzed: 201204Entry No.: 82721DIBROMOACETIC ACID (DBAA) Units: UG/LResult: 2.1

Analyzed: 201204Entry No.: 82723TRICHLOROACETIC ACID (TCAA) Units: UG/LResult: 1.3

Analyzed: 201204Entry No.: A-041MONOBROMOACETIC ACID (MBAA) Units: UG/LResult: ND

Analyzed: 201204Entry No.: A-042MONOCHLOROACETIC ACID (MCAA) Units: UG/LResult: ND

Analyzed: 201204Entry No.: A-049HALOACETIC ACIDS (five) (HAA5) Units: UG/LResult: 6.2

Printed: 12/09/2020 03:02:42 PM   Results of 20L0098 FINAL WRITEON ALL_SAMPLES

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

04 December 2020

Sincerely,

20L0101Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

12/01/20 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Weekly Dist. Samples: 1st Week of December, 2020

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 1st Week of December, 2020

Work Order: 20L0101

Received: 12/01/20 16:17

12/04/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th St. (S13-001 Zone: 2) 20L0101-01 (Water) 12/01/20   9:00 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.04 204904912/01/20 Cl Res Free (Field) Field mg/L 12/01/20 N/A

2.4 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.37 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

18 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Microbiology Analyses

12/02/20 2049100Total Coliform ASM 9223 P/A 12/01/20 N/A

12/02/20 2049100E. Coli ASM 9223 P/A 12/01/20 N/A

12/03/20 2049141Plate Count NDSM9215B CFU/ml 12/01/20 1 500

General Chemical Analyses

12/02/20 2049072Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/02/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 Monte Vista (S13-002 Zone:3) 20L0101-02 (Water) 12/01/20   8:45 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.11 204904912/01/20 Cl Res Free (Field) Field mg/L 12/01/20 N/A

2.2 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.38 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

16.7 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Microbiology Analyses

12/02/20 2049100Total Coliform ASM 9223 P/A 12/01/20 N/A

12/02/20 2049100E. Coli ASM 9223 P/A 12/01/20 N/A

12/03/20 2049141Plate Count NDSM9215B CFU/ml 12/01/20 1 500

General Chemical Analyses

12/02/20 2049048Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/02/20 0.40 10

Page 2 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 1st Week of December, 2020

Work Order: 20L0101

Received: 12/01/20 16:17

12/04/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W. 252nd St. (S13-003 Zone: 1) 20L0101-03 (Water) 12/01/20   9:10 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.05 204904912/01/20 Cl Res Free (Field) Field mg/L 12/01/20 N/A

2.1 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.36 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

18.3 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Microbiology Analyses

12/02/20 2049100Total Coliform ASM 9223 P/A 12/01/20 N/A

12/02/20 2049100E. Coli ASM 9223 P/A 12/01/20 N/A

12/03/20 2049141Plate Count NDSM9215B CFU/ml 12/01/20 1 500

General Chemical Analyses

12/02/20 2049048Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/02/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S. Moon Ave. (S13-004 Zone:1) 20L0101-04 (Water) 12/01/20   9:30 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.05 204904912/01/20 Cl Res Free (Field) Field mg/L 12/01/20 N/A

2.2 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.33 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

18.6 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Microbiology Analyses

12/02/20 2049100Total Coliform ASM 9223 P/A 12/01/20 N/A

12/02/20 2049100E. Coli ASM 9223 P/A 12/01/20 N/A

12/03/20 2049141Plate Count NDSM9215B CFU/ml 12/01/20 1 500

General Physical Analyses

12/01/20 2049107Apparent Color NDSM 2120BM Color Units 12/01/20 3.0 15

1 204910712/01/20 Odor Threshold EPA 140.1-M TON 12/01/20 1 3

12/01/20 2049107Turbidity NDEPA 180.1 NTU 12/01/20 0.1 5

General Chemical Analyses

12/02/20 2049048Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/02/20 0.40 10

Page 3 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 1st Week of December, 2020

Work Order: 20L0101

Received: 12/01/20 16:17

12/04/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 PCH (S-13-005 Zone:2) 20L0101-05 (Water) 12/01/20  10:00 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.04 204904912/01/20 Cl Res Free (Field) Field mg/L 12/01/20 N/A

2.1 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.45 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

19.4 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Microbiology Analyses

12/02/20 2049100Total Coliform ASM 9223 P/A 12/01/20 N/A

12/02/20 2049100E. Coli ASM 9223 P/A 12/01/20 N/A

12/03/20 2049141Plate Count NDSM9215B CFU/ml 12/01/20 1 500

General Physical Analyses

12/01/20 2049107Apparent Color NDSM 2120BM Color Units 12/01/20 3.0 15

1 204910712/01/20 Odor Threshold EPA 140.1-M TON 12/01/20 1 3

0.1 204910712/01/20 Turbidity EPA 180.1 NTU 12/01/20 0.1 5

General Chemical Analyses

12/02/20 2049048Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/02/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone:1) 20L0101-06 (Water) 12/01/20   9:50 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.04 204904912/01/20 Cl Res Free (Field) Field mg/L 12/01/20 N/A

1.9 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.29 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

19.9 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Microbiology Analyses

12/02/20 2049100Total Coliform ASM 9223 P/A 12/01/20 N/A

12/02/20 2049100E. Coli ASM 9223 P/A 12/01/20 N/A

33 204914112/03/20 Plate Count SM9215B CFU/ml 12/01/20 1 500

General Chemical Analyses

12/02/20 2049048Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/02/20 0.40 10

Page 4 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 1st Week of December, 2020

Work Order: 20L0101

Received: 12/01/20 16:17

12/04/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone:1) 20L0101-07 (Water) 12/01/20   9:25 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.03 204904912/01/20 Cl Res Free (Field) Field mg/L 12/01/20 N/A

2.1 204904912/01/20 Cl Res Total (Field) Field mg/L 12/01/20 N/A

8.3 204904912/01/20 pH (Field) Field pH Units 12/01/20 N/A

18.3 204904912/01/20 Temperature (Field) Field °C 12/01/20 N/A

Microbiology Analyses

12/02/20 2049100Total Coliform ASM 9223 P/A 12/01/20 N/A

12/02/20 2049100E. Coli ASM 9223 P/A 12/01/20 N/A

3 204914112/03/20 Plate Count SM9215B CFU/ml 12/01/20 1 500

General Chemical Analyses

12/02/20 2049072Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/02/20 0.40 10

Analyte NOT DETECTED at or above the reporting limitND

Page 5 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

11 December 2020

Sincerely,

20L0796Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

12/08/20 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Weekly Dist. Samples: 2nd Week of December, 2020

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 2nd Week of December, 2020

Work Order: 20L0796

Received: 12/08/20 16:20

12/11/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th St. (S13-001 Zone: 2) 20L0796-01 (Water) 12/08/20  11:10 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.04 205006612/08/20 Cl Res Free (Field) Field mg/L 12/08/20 N/A

2 205006612/08/20 Cl Res Total (Field) Field mg/L 12/08/20 N/A

8.42 205006612/08/20 pH (Field) Field pH Units 12/08/20 N/A

17.8 205006612/08/20 Temperature (Field) Field °C 12/08/20 N/A

Microbiology Analyses

12/09/20 2050085Total Coliform ASM 9223 P/A 12/08/20 N/A

12/09/20 2050085E. Coli ASM 9223 P/A 12/08/20 N/A

12/10/20 2050136Plate Count NDSM9215B CFU/ml 12/08/20 1 500

General Chemical Analyses

12/09/20 2050038Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/09/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 Monte Vista (S13-002 Zone:3) 20L0796-02 (Water) 12/08/20  11:00 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.07 205006612/08/20 Cl Res Free (Field) Field mg/L 12/08/20 N/A

2.2 205006612/08/20 Cl Res Total (Field) Field mg/L 12/08/20 N/A

8.19 205006612/08/20 pH (Field) Field pH Units 12/08/20 N/A

18.4 205006612/08/20 Temperature (Field) Field °C 12/08/20 N/A

Microbiology Analyses

12/09/20 2050085Total Coliform ASM 9223 P/A 12/08/20 N/A

12/09/20 2050085E. Coli ASM 9223 P/A 12/08/20 N/A

12/10/20 2050136Plate Count NDSM9215B CFU/ml 12/08/20 1 500

General Physical Analyses

12/08/20 2050097Apparent Color NDSM 2120BM Color Units 12/08/20 3.0 15

1 205009712/08/20 Odor Threshold EPA 140.1-M TON 12/08/20 1 3

12/08/20 2050097Turbidity NDEPA 180.1 NTU 12/08/20 0.1 5

General Chemical Analyses

12/09/20 2050038Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/09/20 0.40 10

Page 2 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 2nd Week of December, 2020

Work Order: 20L0796

Received: 12/08/20 16:20

12/11/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W. 252nd St. (S13-003 Zone: 1) 20L0796-03 (Water) 12/08/20  11:25 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.08 205006612/08/20 Cl Res Free (Field) Field mg/L 12/08/20 N/A

2.2 205006612/08/20 Cl Res Total (Field) Field mg/L 12/08/20 N/A

8.42 205006612/08/20 pH (Field) Field pH Units 12/08/20 N/A

17.9 205006612/08/20 Temperature (Field) Field °C 12/08/20 N/A

Microbiology Analyses

12/09/20 2050085Total Coliform ASM 9223 P/A 12/08/20 N/A

12/09/20 2050085E. Coli ASM 9223 P/A 12/08/20 N/A

12/10/20 2050136Plate Count NDSM9215B CFU/ml 12/08/20 1 500

General Physical Analyses

12/08/20 2050097Apparent Color NDSM 2120BM Color Units 12/08/20 3.0 15

1 205009712/08/20 Odor Threshold EPA 140.1-M TON 12/08/20 1 3

12/08/20 2050097Turbidity NDEPA 180.1 NTU 12/08/20 0.1 5

General Chemical Analyses

12/09/20 2050038Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/09/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S. Moon Ave. (S13-004 Zone:1) 20L0796-04 (Water) 12/08/20  11:50 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.06 205006612/08/20 Cl Res Free (Field) Field mg/L 12/08/20 N/A

2.3 205006612/08/20 Cl Res Total (Field) Field mg/L 12/08/20 N/A

8.38 205006612/08/20 pH (Field) Field pH Units 12/08/20 N/A

18.3 205006612/08/20 Temperature (Field) Field °C 12/08/20 N/A

Microbiology Analyses

12/09/20 2050085Total Coliform ASM 9223 P/A 12/08/20 N/A

12/09/20 2050085E. Coli ASM 9223 P/A 12/08/20 N/A

12/10/20 2050136Plate Count NDSM9215B CFU/ml 12/08/20 1 500

General Chemical Analyses

12/09/20 2050038Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/09/20 0.40 10

Page 3 of 5

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 2nd Week of December, 2020

Work Order: 20L0796

Received: 12/08/20 16:20

12/11/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 PCH (S-13-005 Zone:2) 20L0796-05 (Water) 12/08/20  12:10 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.12 205006612/08/20 Cl Res Free (Field) Field mg/L 12/08/20 N/A

2 205006612/08/20 Cl Res Total (Field) Field mg/L 12/08/20 N/A

8.33 205006612/08/20 pH (Field) Field pH Units 12/08/20 N/A

18.9 205006612/08/20 Temperature (Field) Field °C 12/08/20 N/A

Microbiology Analyses

12/09/20 2050085Total Coliform ASM 9223 P/A 12/08/20 N/A

12/09/20 2050085E. Coli ASM 9223 P/A 12/08/20 N/A

12/10/20 2050136Plate Count NDSM9215B CFU/ml 12/08/20 1 500

General Chemical Analyses

12/09/20 2050038Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/09/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone:1) 20L0796-06 (Water) 12/08/20  12:00 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.08 205006612/08/20 Cl Res Free (Field) Field mg/L 12/08/20 N/A

2.1 205006612/08/20 Cl Res Total (Field) Field mg/L 12/08/20 N/A

8.31 205006612/08/20 pH (Field) Field pH Units 12/08/20 N/A

18.9 205006612/08/20 Temperature (Field) Field °C 12/08/20 N/A

Microbiology Analyses

12/09/20 2050085Total Coliform ASM 9223 P/A 12/08/20 N/A

12/09/20 2050085E. Coli ASM 9223 P/A 12/08/20 N/A

3 205013612/10/20 Plate Count SM9215B CFU/ml 12/08/20 1 500

General Chemical Analyses

12/08/20 2050039Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/08/20 0.40 10

Page 4 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 2nd Week of December, 2020

Work Order: 20L0796

Received: 12/08/20 16:20

12/11/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone:1) 20L0796-07 (Water) 12/08/20  11:35 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.11 205006612/08/20 Cl Res Free (Field) Field mg/L 12/08/20 N/A

2.3 205006612/08/20 Cl Res Total (Field) Field mg/L 12/08/20 N/A

8.33 205006612/08/20 pH (Field) Field pH Units 12/08/20 N/A

18.2 205006612/08/20 Temperature (Field) Field °C 12/08/20 N/A

Microbiology Analyses

12/09/20 2050085Total Coliform ASM 9223 P/A 12/08/20 N/A

12/09/20 2050085E. Coli ASM 9223 P/A 12/08/20 N/A

12/10/20 2050136Plate Count NDSM9215B CFU/ml 12/08/20 1 500

General Chemical Analyses

12/08/20 2050039Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/08/20 0.40 10

Analyte NOT DETECTED at or above the reporting limitND

Page 5 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

18 December 2020

Sincerely,

20L1365Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

12/15/20 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Weekly Dist. Samples: 3rd Week of December, 2020

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 3rd Week of December, 2020

Work Order: 20L1365

Received: 12/15/20 14:30

12/18/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th St. (S13-001 Zone: 2) 20L1365-01 (Water) 12/15/20   9:45 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.03 205104812/15/20 Cl Res Free (Field) Field mg/L 12/15/20 N/A

2.1 205104812/15/20 Cl Res Total (Field) Field mg/L 12/15/20 N/A

8.32 205104812/15/20 pH (Field) Field pH Units 12/15/20 N/A

16.4 205104812/15/20 Temperature (Field) Field °C 12/15/20 N/A

Microbiology Analyses

12/16/20 2051083Total Coliform ASM 9223 P/A 12/15/20 N/A

12/16/20 2051083E. Coli ASM 9223 P/A 12/15/20 N/A

4 205112412/17/20 Plate Count SM9215B CFU/ml 12/15/20 1 500

General Physical Analyses

12/15/20 2051091Apparent Color NDSM 2120BM Color Units 12/15/20 3.0 15

1 205109112/15/20 Odor Threshold EPA 140.1-M TON 12/15/20 1 3

0.1 205109112/15/20 Turbidity EPA 180.1 NTU 12/15/20 0.1 5

General Chemical Analyses

12/15/20 2051035Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/15/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 Monte Vista (S13-002 Zone:3) 20L1365-02 (Water) 12/15/20   9:20 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.06 205104812/15/20 Cl Res Free (Field) Field mg/L 12/15/20 N/A

2.2 205104812/15/20 Cl Res Total (Field) Field mg/L 12/15/20 N/A

8.15 205104812/15/20 pH (Field) Field pH Units 12/15/20 N/A

15 205104812/15/20 Temperature (Field) Field °C 12/15/20 N/A

Microbiology Analyses

12/16/20 2051083Total Coliform ASM 9223 P/A 12/15/20 N/A

12/16/20 2051083E. Coli ASM 9223 P/A 12/15/20 N/A

12/17/20 2051124Plate Count NDSM9215B CFU/ml 12/15/20 1 500

General Chemical Analyses

12/15/20 2051035Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/15/20 0.40 10

Page 2 of 5

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 3rd Week of December, 2020

Work Order: 20L1365

Received: 12/15/20 14:30

12/18/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W. 252nd St. (S13-003 Zone: 1) 20L1365-03 (Water) 12/15/20  10:05 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.02 205104812/15/20 Cl Res Free (Field) Field mg/L 12/15/20 N/A

2.3 205104812/15/20 Cl Res Total (Field) Field mg/L 12/15/20 N/A

8.35 205104812/15/20 pH (Field) Field pH Units 12/15/20 N/A

16.8 205104812/15/20 Temperature (Field) Field °C 12/15/20 N/A

Microbiology Analyses

12/16/20 2051083Total Coliform ASM 9223 P/A 12/15/20 N/A

12/16/20 2051083E. Coli ASM 9223 P/A 12/15/20 N/A

1 205112412/17/20 Plate Count SM9215B CFU/ml 12/15/20 1 500

General Chemical Analyses

12/15/20 2051035Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/15/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S. Moon Ave. (S13-004 Zone:1) 20L1365-04 (Water) 12/15/20  10:40 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.03 205104812/15/20 Cl Res Free (Field) Field mg/L 12/15/20 N/A

2.2 205104812/15/20 Cl Res Total (Field) Field mg/L 12/15/20 N/A

8.29 205104812/15/20 pH (Field) Field pH Units 12/15/20 N/A

17.1 205104812/15/20 Temperature (Field) Field °C 12/15/20 N/A

Microbiology Analyses

12/16/20 2051083Total Coliform ASM 9223 P/A 12/15/20 N/A

12/16/20 2051083E. Coli ASM 9223 P/A 12/15/20 N/A

12/17/20 2051124Plate Count NDSM9215B CFU/ml 12/15/20 1 500

General Physical Analyses

12/15/20 2051091Apparent Color NDSM 2120BM Color Units 12/15/20 3.0 15

1 205109112/15/20 Odor Threshold EPA 140.1-M TON 12/15/20 1 3

12/15/20 2051091Turbidity NDEPA 180.1 NTU 12/15/20 0.1 5

General Chemical Analyses

12/15/20 2051035Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/15/20 0.40 10

Page 3 of 5

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 3rd Week of December, 2020

Work Order: 20L1365

Received: 12/15/20 14:30

12/18/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 PCH (S-13-005 Zone:2) 20L1365-05 (Water) 12/15/20  11:05 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.08 205104812/15/20 Cl Res Free (Field) Field mg/L 12/15/20 N/A

2 205104812/15/20 Cl Res Total (Field) Field mg/L 12/15/20 N/A

8.33 205104812/15/20 pH (Field) Field pH Units 12/15/20 N/A

17.7 205104812/15/20 Temperature (Field) Field °C 12/15/20 N/A

Microbiology Analyses

12/16/20 2051083Total Coliform ASM 9223 P/A 12/15/20 N/A

12/16/20 2051083E. Coli ASM 9223 P/A 12/15/20 N/A

12/17/20 2051124Plate Count NDSM9215B CFU/ml 12/15/20 1 500

General Chemical Analyses

12/15/20 2051035Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/15/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone:1) 20L1365-06 (Water) 12/15/20  10:55 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.06 205104812/15/20 Cl Res Free (Field) Field mg/L 12/15/20 N/A

1.9 205104812/15/20 Cl Res Total (Field) Field mg/L 12/15/20 N/A

8.24 205104812/15/20 pH (Field) Field pH Units 12/15/20 N/A

17.9 205104812/15/20 Temperature (Field) Field °C 12/15/20 N/A

Microbiology Analyses

12/16/20 2051083Total Coliform ASM 9223 P/A 12/15/20 N/A

12/16/20 2051083E. Coli ASM 9223 P/A 12/15/20 N/A

1 205112412/17/20 Plate Count SM9215B CFU/ml 12/15/20 1 500

General Chemical Analyses

12/15/20 2051035Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/15/20 0.40 10

Page 4 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 3rd Week of December, 2020

Work Order: 20L1365

Received: 12/15/20 14:30

12/18/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone:1) 20L1365-07 (Water) 12/15/20  10:15 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.04 205104812/15/20 Cl Res Free (Field) Field mg/L 12/15/20 N/A

2.1 205104812/15/20 Cl Res Total (Field) Field mg/L 12/15/20 N/A

8.27 205104812/15/20 pH (Field) Field pH Units 12/15/20 N/A

16.9 205104812/15/20 Temperature (Field) Field °C 12/15/20 N/A

Microbiology Analyses

12/16/20 2051083Total Coliform ASM 9223 P/A 12/15/20 N/A

12/16/20 2051083E. Coli ASM 9223 P/A 12/15/20 N/A

1 205112412/17/20 Plate Count SM9215B CFU/ml 12/15/20 1 500

General Chemical Analyses

12/15/20 2051035Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/15/20 0.40 10

Analyte NOT DETECTED at or above the reporting limitND

Page 5 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

27 December 2020

Sincerely,

20L1985Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

12/22/20 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Weekly Dist. Samples: 4th Week of December, 2020

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 4th Week of December, 2020

Work Order: 20L1985

Received: 12/22/20 17:02

12/27/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th St. (S13-001 Zone: 2) 20L1985-01 (Water) 12/22/20   8:15 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.09 205207012/22/20 Cl Res Free (Field) Field mg/L 12/22/20 N/A

2.2 205207012/22/20 Cl Res Total (Field) Field mg/L 12/22/20 N/A

8.32 205207012/22/20 pH (Field) Field pH Units 12/22/20 N/A

15.9 205207012/22/20 Temperature (Field) Field °C 12/22/20 N/A

Microbiology Analyses

12/23/20 2052086Total Coliform ASM 9223 P/A 12/22/20 N/A

12/23/20 2052086E. Coli ASM 9223 P/A 12/22/20 N/A

12/24/20 2052110Plate Count NDSM9215B CFU/ml 12/22/20 1 HT-08500

General Chemical Analyses

12/23/20 2052030Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/23/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 Monte Vista (S13-002 Zone:3) 20L1985-02 (Water) 12/22/20   8:05 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.08 205207012/22/20 Cl Res Free (Field) Field mg/L 12/22/20 N/A

2.2 205207012/22/20 Cl Res Total (Field) Field mg/L 12/22/20 N/A

8.14 205207012/22/20 pH (Field) Field pH Units 12/22/20 N/A

15.4 205207012/22/20 Temperature (Field) Field °C 12/22/20 N/A

Microbiology Analyses

12/23/20 2052086Total Coliform ASM 9223 P/A 12/22/20 N/A

12/23/20 2052086E. Coli ASM 9223 P/A 12/22/20 N/A

12/24/20 2052110Plate Count NDSM9215B CFU/ml 12/22/20 1 HT-08500

General Chemical Analyses

12/23/20 2052030Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/23/20 0.40 10

Page 2 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 4th Week of December, 2020

Work Order: 20L1985

Received: 12/22/20 17:02

12/27/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W. 252nd St. (S13-003 Zone: 1) 20L1985-03 (Water) 12/22/20   8:25 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.04 205207012/22/20 Cl Res Free (Field) Field mg/L 12/22/20 N/A

2.2 205207012/22/20 Cl Res Total (Field) Field mg/L 12/22/20 N/A

8.34 205207012/22/20 pH (Field) Field pH Units 12/22/20 N/A

16.3 205207012/22/20 Temperature (Field) Field °C 12/22/20 N/A

Microbiology Analyses

12/23/20 2052086Total Coliform ASM 9223 P/A 12/22/20 N/A

12/23/20 2052086E. Coli ASM 9223 P/A 12/22/20 N/A

12/24/20 2052110Plate Count NDSM9215B CFU/ml 12/22/20 1 HT-08500

General Physical Analyses

12/22/20 2052089Apparent Color NDSM 2120BM Color Units 12/22/20 3.0 15

1 205208912/22/20 Odor Threshold EPA 140.1-M TON 12/22/20 1 3

12/22/20 2052089Turbidity NDEPA 180.1 NTU 12/22/20 0.1 5

General Chemical Analyses

12/23/20 2052030Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/23/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S. Moon Ave. (S13-004 Zone:1) 20L1985-04 (Water) 12/22/20   9:35 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.06 205207012/22/20 Cl Res Free (Field) Field mg/L 12/22/20 N/A

2.1 205207012/22/20 Cl Res Total (Field) Field mg/L 12/22/20 N/A

8.28 205207012/22/20 pH (Field) Field pH Units 12/22/20 N/A

17.5 205207012/22/20 Temperature (Field) Field °C 12/22/20 N/A

Microbiology Analyses

12/23/20 2052086Total Coliform ASM 9223 P/A 12/22/20 N/A

12/23/20 2052086E. Coli ASM 9223 P/A 12/22/20 N/A

12/24/20 2052110Plate Count NDSM9215B CFU/ml 12/22/20 1 500

General Chemical Analyses

12/23/20 2052030Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/23/20 0.40 10

Page 3 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 4th Week of December, 2020

Work Order: 20L1985

Received: 12/22/20 17:02

12/27/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 PCH (S-13-005 Zone:2) 20L1985-05 (Water) 12/22/20   9:52 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.05 205207012/22/20 Cl Res Free (Field) Field mg/L 12/22/20 N/A

2.1 205207012/22/20 Cl Res Total (Field) Field mg/L 12/22/20 N/A

8.38 205207012/22/20 pH (Field) Field pH Units 12/22/20 N/A

17.7 205207012/22/20 Temperature (Field) Field °C 12/22/20 N/A

Microbiology Analyses

12/23/20 2052086Total Coliform ASM 9223 P/A 12/22/20 N/A

12/23/20 2052086E. Coli ASM 9223 P/A 12/22/20 N/A

12/24/20 2052110Plate Count NDSM9215B CFU/ml 12/22/20 1 500

General Physical Analyses

12/22/20 2052089Apparent Color NDSM 2120BM Color Units 12/22/20 3.0 15

1 205208912/22/20 Odor Threshold EPA 140.1-M TON 12/22/20 1 3

12/22/20 2052089Turbidity NDEPA 180.1 NTU 12/22/20 0.1 5

General Chemical Analyses

12/22/20 2052039Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/22/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone:1) 20L1985-06 (Water) 12/22/20   9:45 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.06 205207012/22/20 Cl Res Free (Field) Field mg/L 12/22/20 N/A

1.4 205207012/22/20 Cl Res Total (Field) Field mg/L 12/22/20 N/A

8.29 205207012/22/20 pH (Field) Field pH Units 12/22/20 N/A

18.8 205207012/22/20 Temperature (Field) Field °C 12/22/20 N/A

Microbiology Analyses

12/23/20 2052086Total Coliform ASM 9223 P/A 12/22/20 N/A

12/23/20 2052086E. Coli ASM 9223 P/A 12/22/20 N/A

12/24/20 2052110Plate Count NDSM9215B CFU/ml 12/22/20 1 500

General Chemical Analyses

12/22/20 2052039Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/22/20 0.40 10

Page 4 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 4th Week of December, 2020

Work Order: 20L1985

Received: 12/22/20 17:02

12/27/20

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone:1) 20L1985-07 (Water) 12/22/20   9:20 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.1 205207012/22/20 Cl Res Free (Field) Field mg/L 12/22/20 N/A

2.2 205207012/22/20 Cl Res Total (Field) Field mg/L 12/22/20 N/A

8.23 205207012/22/20 pH (Field) Field pH Units 12/22/20 N/A

16.5 205207012/22/20 Temperature (Field) Field °C 12/22/20 N/A

Microbiology Analyses

12/23/20 2052086Total Coliform ASM 9223 P/A 12/22/20 N/A

12/23/20 2052086E. Coli ASM 9223 P/A 12/22/20 N/A

12/24/20 2052110Plate Count NDSM9215B CFU/ml 12/22/20 1 500

General Chemical Analyses

12/22/20 2052039Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/22/20 0.40 10

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

Analyte NOT DETECTED at or above the reporting limitND

Page 5 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

04 January 2021

Sincerely,

20L2323Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

12/29/20 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Weekly Dist. Samples: 5th Week of December, 2020

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 5th Week of December, 2020

Work Order: 20L2323

Received: 12/29/20 11:25

01/04/21

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th St. (S13-001 Zone: 2) 20L2323-01 (Water) 12/28/20   2:17 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.06 205304312/28/20 Cl Res Free (Field) Field mg/L 12/28/20 N/A

2.2 205304312/28/20 Cl Res Total (Field) Field mg/L 12/28/20 N/A

8.26 205304312/28/20 pH (Field) Field pH Units 12/28/20 N/A

15.4 205304312/28/20 Temperature (Field) Field °C 12/28/20 N/A

Microbiology Analyses

12/29/20 2053061Total Coliform ASM 9223 P/A 12/28/20 N/A

12/29/20 2053061E. Coli ASM 9223 P/A 12/28/20 N/A

12/30/20 2053094Plate Count NDSM9215B CFU/ml 12/28/20 1 HT-08500

General Chemical Analyses

12/29/20 2053049Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/29/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 Monte Vista (S13-002 Zone:3) 20L2323-02 (Water) 12/28/20   2:07 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.04 205304312/28/20 Cl Res Free (Field) Field mg/L 12/28/20 N/A

2.2 205304312/28/20 Cl Res Total (Field) Field mg/L 12/28/20 N/A

8.03 205304312/28/20 pH (Field) Field pH Units 12/28/20 N/A

15.6 205304312/28/20 Temperature (Field) Field °C 12/28/20 N/A

Microbiology Analyses

12/29/20 2053061Total Coliform ASM 9223 P/A 12/28/20 N/A

12/29/20 2053061E. Coli ASM 9223 P/A 12/28/20 N/A

12/30/20 2053094Plate Count NDSM9215B CFU/ml 12/28/20 1 HT-08500

General Physical Analyses

12/28/20 2053062Apparent Color NDSM 2120BM Color Units 12/28/20 3.0 15

1 205306212/28/20 Odor Threshold EPA 140.1-M TON 12/28/20 1 3

12/28/20 2053062Turbidity NDEPA 180.1 NTU 12/28/20 0.1 5

General Chemical Analyses

12/29/20 2053049Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/29/20 0.40 10
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 5th Week of December, 2020

Work Order: 20L2323

Received: 12/29/20 11:25

01/04/21

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W. 252nd St. (S13-003 Zone: 1) 20L2323-03 (Water) 12/28/20   2:17 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.09 205304312/28/20 Cl Res Free (Field) Field mg/L 12/28/20 N/A

2.1 205304312/28/20 Cl Res Total (Field) Field mg/L 12/28/20 N/A

8.26 205304312/28/20 pH (Field) Field pH Units 12/28/20 N/A

15.6 205304312/28/20 Temperature (Field) Field °C 12/28/20 N/A

Microbiology Analyses

12/29/20 2053061Total Coliform ASM 9223 P/A 12/28/20 N/A

12/29/20 2053061E. Coli ASM 9223 P/A 12/28/20 N/A

12/30/20 2053094Plate Count NDSM9215B CFU/ml 12/28/20 1 HT-08500

General Chemical Analyses

12/29/20 2053049Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/29/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S. Moon Ave. (S13-004 Zone:1) 20L2323-04 (Water) 12/28/20   2:40 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.06 205304312/28/20 Cl Res Free (Field) Field mg/L 12/28/20 N/A

1.9 205304312/28/20 Cl Res Total (Field) Field mg/L 12/28/20 N/A

8.36 205304312/28/20 pH (Field) Field pH Units 12/28/20 N/A

16.8 205304312/28/20 Temperature (Field) Field °C 12/28/20 N/A

Microbiology Analyses

12/29/20 2053061Total Coliform ASM 9223 P/A 12/28/20 N/A

12/29/20 2053061E. Coli ASM 9223 P/A 12/28/20 N/A

12/30/20 2053094Plate Count NDSM9215B CFU/ml 12/28/20 1 HT-08500

General Physical Analyses

12/28/20 2053062Apparent Color NDSM 2120BM Color Units 12/28/20 3.0 15

1 205306212/28/20 Odor Threshold EPA 140.1-M TON 12/28/20 1 3

12/28/20 2053062Turbidity NDEPA 180.1 NTU 12/28/20 0.1 5

General Chemical Analyses

12/29/20 2053049Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/29/20 0.40 10
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 5th Week of December, 2020

Work Order: 20L2323

Received: 12/29/20 11:25

01/04/21

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 PCH (S-13-005 Zone:2) 20L2323-05 (Water) 12/28/20   3:00 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.07 205304312/28/20 Cl Res Free (Field) Field mg/L 12/28/20 N/A

2 205304312/28/20 Cl Res Total (Field) Field mg/L 12/28/20 N/A

8.37 205304312/28/20 pH (Field) Field pH Units 12/28/20 N/A

17.4 205304312/28/20 Temperature (Field) Field °C 12/28/20 N/A

Microbiology Analyses

12/29/20 2053061Total Coliform ASM 9223 P/A 12/28/20 N/A

12/29/20 2053061E. Coli ASM 9223 P/A 12/28/20 N/A

12/30/20 2053094Plate Count NDSM9215B CFU/ml 12/28/20 1 HT-08500

General Chemical Analyses

12/29/20 2053049Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/29/20 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone:1) 20L2323-06 (Water) 12/28/20   2:50 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.03 205304312/28/20 Cl Res Free (Field) Field mg/L 12/28/20 N/A

1.8 205304312/28/20 Cl Res Total (Field) Field mg/L 12/28/20 N/A

8.37 205304312/28/20 pH (Field) Field pH Units 12/28/20 N/A

17.4 205304312/28/20 Temperature (Field) Field °C 12/28/20 N/A

Microbiology Analyses

12/29/20 2053061Total Coliform ASM 9223 P/A 12/28/20 N/A

12/29/20 2053061E. Coli ASM 9223 P/A 12/28/20 N/A

15 205309412/30/20 Plate Count SM9215B CFU/ml 12/28/20 1 HT-08500

General Chemical Analyses

12/29/20 2053049Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/29/20 0.40 10
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Weekly Dist. Samples: 5th Week of December, 2020

Work Order: 20L2323

Received: 12/29/20 11:25

01/04/21

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone:1) 20L2323-07 (Water) 12/28/20   2:30 P.M.Sample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.08 205304312/28/20 Cl Res Free (Field) Field mg/L 12/28/20 N/A

2.2 205304312/28/20 Cl Res Total (Field) Field mg/L 12/28/20 N/A

8.36 205304312/28/20 pH (Field) Field pH Units 12/28/20 N/A

15.7 205304312/28/20 Temperature (Field) Field °C 12/28/20 N/A

Microbiology Analyses

12/29/20 2053061Total Coliform ASM 9223 P/A 12/28/20 N/A

12/29/20 2053061E. Coli ASM 9223 P/A 12/28/20 N/A

12/30/20 2053094Plate Count NDSM9215B CFU/ml 12/28/20 1 HT-08500

General Chemical Analyses

12/29/20 2053049Nitrate as N (NO3-N) NDEPA 300.0 mg/L 12/29/20 0.40 10

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

Analyte NOT DETECTED at or above the reporting limitND
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