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CITY OF LOMITA

Monthly

April 2015

Report For:

2nd - Quarterly Report

TO: ATTENTION: DISTRICT:
X | Mr. Paul Williams, P.E. District Engineer Mr. Ric Roda 07 Hollywood
SWRCB DIVISION OF DRINKING WATER DISTRICT: PWS: WATER SYSTEM NAME:
07 Hollywood 1910073 Lomita — City, Water Department

Bl 7Pt OF REPORTS ATTACHED: (# OF PAGES)

TYPE OF REPORTS ATTACHED (# OF PAGES)

x | 1 Distribution Coliform Monitoring (1 )

X | 8 Monthly Chlorine Residuals (1 )

2 Raw Water Monitoring ( 2 )

9 Water Main Leaks & Outages ( )

10 Arsenic Compliance { )

X
x | 3 Surface Water Treatment Regulations ( 1 )
X | 4 General Physical Results (1 )

11 Nitrification Monitoring ()

5 Nitrate Compliance ( )

12 Quarterly Monitoring OF 1, 2, 3 = Trichloropropane (

)

6 Quarterly Monitoring of Total Trihalomethanes [ )

13 Quarterly Disinfectant Residuals (Chloramines) (

)

7 Quarterly Monitoring of Haloacetic Acids { )

FOR QUESTIONS PLEASE CONTACT:

Mr. Mark A. McAvoy, P.E., Public Works Director/City Engineer

Office: (310) 325-7110

Email: m.mcavoy@lomitacity.com -




State Water Resources Control Board Division of Drinking Water

MONTHLY SUMMARY OF DISTRIBUTION SYSTEM COLIFORM MONITORING
(including triggered source monitoring for systems subject to the Groundwater Rule)

CITY OF LOMITA 1910073
Sampling Period ]
April » 2015
Number Number Number Total Number Fecal/
Required Collected Coliform Positives E.coli Positives
1. Routine Samples (see note 1) 25 25 0 0

2. Repeat Samples Following Samples Which are Total Coliform
Positive and Fecal/E.coli Negative (see notes 5 and 6) 0 0 0

3. Repeat Samples Following Routine Samples Which are
Total Coliform Pesitive and Fecal/E.coli Positive

(see notes 5 and 6) 0 0 0

4. MCL Computation For Total Coliform Positive Samples

a. Totals (sum of columns) 25 25 0

b. If 40 or more samples collected in month, determine
percent of samples that are total coliform positive

[(total number positive/total number collected) x 100] N/A
c. Is system in compliance.. ...with fecal/E. coli MCL?
(see notes 2 and 3) Yes [ No
...with monthly MCL? Yes ] No

(see note 4)

5. Source Samples Triggered by Routine Samples that are Total Coliform Positive 0 0 E

(This applies only to systems subject to the Groundwater Rule - see notes 7 and 8)

6. Invalidated Samples
(Note what samples, if any, were invalidated; who authorized the invalidation; and when replacement samples
were collected. Attach additional sheets, if necessary.)

7. Summary Completed By:

Signature Title Date
W Public Works Director/City Engineer |5/47/\8
Comiments: No groundwater source /

1. Routine samples include:
a. Samples required pursuant to 22 CCR Section 64423 and any additional samples required by an approved routine sample siting plan established pursuant to 22 CCR Section 64422,
b. Extra samples are required for systems collecting less than five routine samples per month that had one or more total coliform positives in previous month;
c. Extra samples for systeins with high source water turbidities that are using surface water or groundwater under direct influence of surface water and
do not practice filtration in compliance with regulations;
Note: For a repeat sample following a total coliform positive sample, any fecal/E.coli positive repeat (boxed entry) constitutes an MCL violation and
requires immediate notification to the Department (22, CCR, Section 64426.1).
. Note: For repeat sample following a fecal/E.coli positive sample, any total coliform positive repeat (boxed entry) constitutes an MICL violation and
requires immediate notification to the Department (22, CCR. Section 64426.1).
Total coliform MCL (Notify Department within 24 hours of MCL violation):
a. For systems collecting less than 40 samples, if two or more samples are total coliform positive, then the MCL is violated.
b. For systems collecting 40 or more samples, if more than 5.0 percent of samples collected are total coliform positive, then the MCL is violated.
. Positive results and their associated repeat samples are to be tracked on the Coliform Monitoring Worksheet.
. Repeat samples must be collected within 24 hours of being notified of the positive results. For systems collecting more than one routine sample per month, three repeat samples
must be collected for each total coliform positive sample. For systems collecting one or fewer routine samples per month, four repeat samples must be collected for each total coliform

3]

=1

=

= SV

positive sample.

For systems subject to the Groundwater Rule: Positive results and the associated triggered source samples are to be tracked on the Coliform Monitoring Worksheet.

For triggered sample(s) required as a result of a total coliform routine positive sample. an £.coli, enterococci, or coliphage positive triggered sample (boxed entry) requires

immediate notification to the Department, Tier 1 public notification, and corrective action. 10/2009 - 8477

il



CITY OF LOMITA
RAW WATER MONITORING REPORT - DISINFECTED GROUNDWATER SOURCE

System Name: City of Lomita

System No. 1910073 Month: April Year: 2015

[. DISINFECTED WELLS (Raw Water Bacteriological Sampling Prior to Disinfection)

13-5 1910073-003 Online Monthly 4/1/2015 Absent Absent
Signature Title Date
Public Works Director/City Engineer 5/?'/\6
Mark A. McAvoy, P.E.
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MONTHLY SUMMARY OF MONITORING
FOR SURFACE WATER TREATMENT REGULATIONS

System Name: CITY OF LOMITA System No.: 1910073
Wholesaler

Narme: WEST BASIN MUNICIPAL WATER DISTRICT

Month: April Year: 2015

DISINFECTION PROCESS DATA

Disinfectant residual type: Free chlorine (including well sources)
Free chlorine (no well sources)

Chloramines (including well sources) X
Chloramines (no well sources)

No. of distribution system residual samples collected: 25
No. of distribution system samples for HPC only: 0
Total No. residual and/or HPC samples collected: 25
No. of samples with no detectable residual and HPC is not measured: 0
No. of samples with no residual and HPC > 500 CFU/ml; 0
No. of samples for HPC only and HPC > 500 CFU/ml: 0
Total No. of samples with no residual and/or HPC > 500 CFU/ml: 0
Compute V =1 - Total No. samples with no residual and/or HPC > 500 X 100= 100
Total No. residual and/or HPC samples collected
Meets Standard (i.e. V > 95%) (Y/N)? Y
SUMMARY OF WATER QUALITY COMPLAINTS
General Complaints:
Type of Complaint Number |Corrective Actions Taken
Taste/Odor 0
Color 0
Turbidity 0
Suspended Solids 0
Other (Describe) 0
Reports of Gastrointestinal lllness (Attach additional sheets if necessary):
Persons
Reporting Date Corrective Actions Taken
Explain any failure of the standards and corrective action taken or planned (attach extra sheets if needed):
Date: /?/ S

Signature:

Mark A. McAvoy, P.E. Public ¥ orks Director City Engineer
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Clinical Laboratory of San Bernardino, Inc.

06 May 2015 Clinical Lab No.: 15D2431

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Distribution Weekly, 5th Week April 2015

Enclosed are the results of the analyses for samples received at the laboratory on
04/29/15 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

oo

Stu Styles

Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: 15D2431

24373 Walnut Avenue Sub Project: Distribution Weekly, Sth Week April 2015 Received:  04/29/15 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/06/15
1912 W. 259th St (S13-001 Zone: 2) 15D2431-01 (Water) Sample Date:  04/29/15 7:07 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 2.4 N/A mg/L 04/29/15 04/29/15 1518315
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/29/15 04/30/15 1518395

E. Coli SM 9223 A N/A P/A 04/29/15 04/30/15 1518395
General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/29/15 04/29/15 1518373

Odor Threshold EPA 140.1M 1 1 3 TON 04/29/15 04/29/15 1518373

Turbidity EPA 180.1 0.1 0.1 5 NTU 04/29/15 04/29/15 1518373
General Chemical Analyses

pH (Lab) SM 4500HB 8.0 N/A pH Units 04/29/15 04/29/15 1518263
26314 S. Monte Vista Ave. (S13-002 Zone: 3) 15D2431-02 (Water) Sample Date:  04/29/15 6:40 Sampler: David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 24 N/A mg/L 04/29/15 04/29/15 1518315
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/29/15 04/30/15 1518395

E. Coli SM 9223 A N/A P/A 04/29/15 04/30/15 1518395
1948 W 252nd St (S13-003 Zone 1) 15D2431-03 (Water) Sample Date:  04/29/15 7:52  Sampler: David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 2 N/A mg/L 04/29/15 04/29/15 1518315
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/29/15 04/30/15 1518395

E. Coli SM 9223 A N/A P/A 04/29/15 04/30/15 1518395

Page 2 of 3

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



CL-SB

Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 15D2431
24373 Walnut Avenue Sub Project: Distribution Weekly, Sth Week April 2015 Received:  04/29/15 16:30
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/06/15
24632 S Moon Ave (S13-004 Zone 1) 15D2431-04 (Water) Sample Date:  04/29/15 7:31 Sampler:  David Huerta
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses
Cl1 Res Total (Field) Field 0.93 N/A mg/L 04/29/15 04/29/15 1518315

Microbiology Analyses
Total Coliform SM 9223 A N/A P/A 04/29/15 04/30/15 1518395
E. Coli SM 9223 A N/A P/A 04/29/15 04/30/15 1518395

General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/29/15 04/29/15 1518373
Odor Threshold EPA 140.1M 1 1 3 TON 04/29/15 04/29/15 1518373
Turbidity EPA 180.1 ND 0.1 5 NTU 04/29/15 04/29/15 1518373

General Chemical Analyses

pH (Lab) SM 4500HB 7.6 N/A pH Units 04/29/15 04/29/15 1518263
2500 Pacific Coast Highway (S13-005 Zone 2) 15D2431-05 (Water) Sample Date:  04/29/15 8:21 Sampler:  David Huerta
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Total (Field) Field 2.4 N/A mg/L 04/29/15 04/29/15 1518315
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/29/15 04/30/15 1518395

E. Coli SM 9223 A N/A P/A 04/29/15 04/30/15 1518395

pH (Lab) was analyzed ASAP but received and analyzed past the 15 minute hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Page 3 of 3

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

30 April 2015 Clinical Lab No.: 15D1919

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Distribution Weekly, 4th Week April 2015

Enclosed are the results of the analyses for samples received at the laboratory on
04/22/15 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

oo

Stu Styles

Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: 15D1919

24373 Walnut Avenue Sub Project: Distribution Weekly, 4th Week April 2015 Received:  04/22/15 16:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  04/30/15
1912 W. 259th St (S13-001 Zone: 2) 15D1919-01 (Water) Sample Date:  04/22/15 7:01 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 2.4 N/A mg/L 04/22/15 04/22/15 1517305
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/22/15 04/23/15 1517307

E. Coli SM 9223 A N/A P/A 04/22/15 04/23/15 1517307
26314 S. Monte Vista Ave. (S13-002 Zone: 3) 15D1919-02 (Water) Sample Date:  04/22/15 7:20  Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 2.3 N/A mg/L 04/22/15 04/22/15 1517305
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/22/15 04/23/15 1517307

E. Coli SM 9223 A N/A P/A 04/22/15 04/23/15 1517307
General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/22/15 04/22/15 1517313

Odor Threshold EPA 140.1M 1 1 3 TON 04/22/15 04/22/15 1517313

Turbidity EPA 180.1 ND 0.1 5 NTU 04/22/15 04/22/15 1517313
General Chemical Analyses

pH (Lab) SM 4500HB 8.0 N/A pH Units 04/23/15 04/23/15 1517239
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: 15D1919

24373 Walnut Avenue Sub Project: Distribution Weekly, 4th Week April 2015 Received:  04/22/15 16:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  04/30/15
1948 W 252nd St (S13-003 Zone 1) 15D1919-03 (Water) Sample Date:  04/22/15 8:06 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 2.1 N/A mg/L 04/22/15 04/22/15 1517305
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/22/15 04/23/15 1517307

E. Coli SM 9223 A N/A P/A 04/22/15 04/23/15 1517307
General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/22/15 04/22/15 1517313

Odor Threshold EPA 140.1M 2 1 3 TON 04/22/15 04/22/15 1517313

Turbidity EPA 180.1 ND 0.1 5 NTU 04/22/15 04/22/15 1517313
General Chemical Analyses

pH (Lab) SM 4500HB 7.9 N/A pH Units 04/23/15 04/23/15 1517239
24632 S Moon Ave (S13-004 Zone 1) 15D1919-04 (Water) Sample Date:  04/22/15 8:33 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 0.79 N/A mg/L 04/22/15 04/22/15 1517305
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/22/15 04/23/15 1517307

E. Coli SM 9223 A N/A P/A 04/22/15 04/23/15 1517307
2500 Pacific Coast Highway (S13-005 Zone 2) 15D1919-05 (Water) Sample Date:  04/22/15 7:47 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 2.3 N/A mg/L 04/22/15 04/22/15 1517305
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/22/15 04/23/15 1517307

E. Coli SM 9223 A N/A P/A 04/22/15 04/23/15 1517307

pH (Lab) was analyzed ASAP but received and analyzed past the 15 minute hold time.
ND Analyte NOT DETECTED at or above the reporting limit
Page 3 of 3
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Clinical Laboratory of San Bernardino, Inc.

24 April 2015 Clinical Lab No.: 15D1464

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Distribution Weekly, 3rd Week April 2015

Enclosed are the results of the analyses for samples received at the laboratory on
04/15/15 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

oo

Stu Styles

Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: 15D1464

24373 Walnut Avenue Sub Project: Distribution Weekly, 3rd Week April 2015 Received:  04/15/15 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  04/24/15
1912 W. 259th St (S13-001 Zone: 2) 15D1464-01 (Water) Sample Date:  04/15/15 8:16 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 2.4 N/A mg/L 04/15/15 04/15/15 1516560
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/15/15 04/16/15 1516564

E. Coli SM 9223 A N/A P/A 04/15/15 04/16/15 1516564
26314 S. Monte Vista Ave. (S13-002 Zone: 3) 15D1464-02 (Water) Sample Date:  04/15/15 6:31 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 2.4 N/A mg/L 04/15/15 04/15/15 1516560
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/15/15 04/16/15 1516564

E. Coli SM 9223 A N/A P/A 04/15/15 04/16/15 1516564
1948 W 252nd St (S13-003 Zone 1) 15D1464-03 (Water) Sample Date:  04/15/15 7:40 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 1.61 N/A mg/L 04/15/15 04/15/15 1516560
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/15/15 04/16/15 1516564

E. Coli SM 9223 A N/A P/A 04/15/15 04/16/15 1516564
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: 15D1464

24373 Walnut Avenue Sub Project: Distribution Weekly, 3rd Week April 2015 Received:  04/15/15 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  04/24/15
24632 S Moon Ave (S13-004 Zone 1) 15D1464-04 (Water) Sample Date:  04/15/15 7:25 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 1 N/A mg/L 04/15/15 04/15/15 1516560
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/15/15 04/16/15 1516564

E. Coli SM 9223 A N/A P/A 04/15/15 04/16/15 1516564
General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/15/15 04/15/15 1516551

Odor Threshold EPA 140.1M 1 1 3 TON 04/15/15 04/15/15 1516551

Turbidity EPA 180.1 0.5 0.1 5 NTU 04/15/15 04/15/15 1516551
General Chemical Analyses

pH (Lab) SM 4500HB 7.6 N/A pH Units 04/15/15 04/15/15 1516298
2500 Pacific Coast Highway (S13-005 Zone 2) 15D1464-05 (Water) Sample Date:  04/15/15 6:54  Sampler: David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 24 N/A mg/L 04/15/15 04/15/15 1516560
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/15/15 04/16/15 1516564

E. Coli SM 9223 A N/A P/A 04/15/15 04/16/15 1516564
General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/15/15 04/15/15 1516551

Odor Threshold EPA 140.1M 1 1 3 TON 04/15/15 04/15/15 1516551

Turbidity EPA 180.1 ND 0.1 5 NTU 04/15/15 04/15/15 1516551
General Chemical Analyses

pH (Lab) SM 4500HB 8.1 N/A pH Units 04/15/15 04/15/15 1516298

pH (Lab) was analyzed ASAP but received and analyzed past the 15 minute hold time.
ND Analyte NOT DETECTED at or above the reporting limit
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Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



oS

LI

1 Jo 1 d3eq

/
Dpyotyl wand ] sdnl 1 awswpoo [T xpag [ | |

| | m14 paddiyg

s[eds Apoysn) () oy Nlu .69&33 sajdyteg
e

—

N isweyueqo

Dﬂqb AL

~

7~

Qf b/ SI-s1-b

B2 [ NN =

—EM(S

‘I9M-M “J9)eM puno,

1D -MO “J8JeM ULIOIS-MS “JOIeM 9)SEM-MM ‘Jo1ep BunjuLig-pma :xujen

‘ __ /
FW| VL[ DN Q2! /5/-51-h VHHio] 10 ~pi7 A==
(u31s) §q ponipay auii ] / aw( duvduio) / awnp yurig (uS15) 4g paysmbuipoy
le1oads-p ‘Juswoaoe|doy-¢ ‘yeaday-z ‘aunnoy-| -adA L 1810 -a :13y10 (8) PI0D (2) €0SZeN (9) ¥OSZH ()

IOVHN (¥) €ONH (€) I9H (Z) €0zSzeN (1) :seaneasasaid

amoq do |+ioeg | X | x| x h 1| a L'l | Ma [(z:3uoz 500-£15) AemysiH 1se0) ay1ed 00Se WG9 s/i-si-h
3oq do |+hoeg | XIx|x| eo-1| ar | 21 | ma (T :3u0Z ¥0O-€TS ) "9AV UOOW *S ZE9VZ| Wi 1%L | S/-S(~ h
ammoq noeg | X 971 at 'L | ma (T :3u0Z £00-€TS) IS PUZST "M 8V61 wvoh L | Si-si-h
amoq noeg | x| h-Z| ar | Lt [ ma | (e:uozzoo-€ts) 2av exsin a1uow s vieoz| MV [ & sl-5l<h
anoq noeg | X T -7 ai L'l | md (Z :3u0Z T00-ETS) ‘IS Y16SZ "M ZI6T Yaihz..w si-sl c#
sjuswwon u.u_u..,._”u adfy | asesorg | ximen uonesyiuap| sjdwesg awi] ajeq
8801l vLI9a | PAVCT Aq pajdweg
ElE : ST0Z dV YIA pIg sjuswwo)
| £l % # Mme Appoag wonnquysiq 1osfoid qng
Z| & ¢
m M aoueydwod gooMy sisdppuy pivpuvis joafoud
3| & fiojesoqe jeoyuno [x] LT9€-ST€ (01€) # xed
Aiojesoqe] uopeupsaq 0€86-S7€ (01€) # auoyd
LIL16 VD ‘eyruroy
mNQQ —‘m F ANUIAY INU[BA €LEPT SSaIppy
pajsanbay sisAjeuy JaquinN wojsAg BJuog jo A1)

Apoysn) jo urgyo

alz[s

1=

"ou| ‘oulpJeulsg ues Jo SeLojeiqe [eslulD




Clinical Laboratory of San Bernardino, Inc.

16 April 2015 Clinical Lab No.: 15D0750

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Distribution Weekly

Enclosed are the results of the analyses for samples received at the laboratory on
04/08/15 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

oo

Stu Styles

Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: 15D0750

24373 Walnut Avenue Sub Project: Distribution Weekly Received:  04/08/15 17:15

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  04/16/15
1912 W. 259th St (S13-001 Zone: 2) 15D0750-01 (Water) Sample Date:  04/08/15 7:20  Sampler: DH

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 2.3 N/A mg/L 04/08/15 04/08/15 1515572
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/08/15 04/09/15 1515515

E. Coli SM 9223 A N/A P/A 04/08/15 04/09/15 1515515
General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/08/15 04/08/15 1515485

Odor Threshold EPA 140.1M 1 1 3 TON 04/08/15 04/08/15 1515485

Turbidity EPA 180.1 ND 0.1 5 NTU 04/08/15 04/08/15 1515485
General Chemical Analyses

pH (Lab) SM 4500HB 8.2 N/A pH Units 04/09/15 04/09/15 1515380
26314 S. Monte Vista Ave. (S13-002 Zone: 3) 15D0750-02 (Water) Sample Date:  04/08/15 6:55 Sampler: DH

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 2 N/A mg/L 04/08/15 04/08/15 1515572
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/08/15 04/09/15 1515515

E. Coli SM 9223 A N/A P/A 04/08/15 04/09/15 1515515
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: 15D0750

24373 Walnut Avenue Sub Project: Distribution Weekly Received:  04/08/15 17:15

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  04/16/15
1948 W 252nd St (S13-003 Zone 1) 15D0750-03 (Water) Sample Date:  04/08/15 8:16 Sampler: DH

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 2.3 N/A mg/L 04/08/15 04/08/15 1515572
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/08/15 04/09/15 1515515

E. Coli SM 9223 A N/A P/A 04/08/15 04/09/15 1515515
General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/08/15 04/08/15 1515485

Odor Threshold EPA 140.1M 1 1 3 TON 04/08/15 04/08/15 1515485

Turbidity EPA 180.1 ND 0.1 5 NTU 04/08/15 04/08/15 1515485
General Chemical Analyses

pH (Lab) SM 4500HB 8.0 N/A pH Units 04/09/15 04/09/15 1515380
24632 S Moon Ave (S13-004 Zone 1) 15D0750-04 (Water) Sample Date:  04/08/15 8:46 Sampler: DH

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 0.62 N/A mg/L 04/08/15 04/08/15 1515572
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/08/15 04/09/15 1515515

E. Coli SM 9223 A N/A P/A 04/08/15 04/09/15 1515515
2500 Pacific Coast Highway (S13-005 Zone 2) 15D0750-05 (Water) Sample Date:  04/08/15 7:55 Sampler: DH

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 2.3 N/A mg/L 04/08/15 04/08/15 1515572
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/08/15 04/09/15 1515515

E. Coli SM 9223 A N/A P/A 04/08/15 04/09/15 1515515

pH (Lab) was analyzed ASAP but received and analyzed past the 15 minute hold time.
ND Analyte NOT DETECTED at or above the reporting limit
Page 3 of 3
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Clinical Laboratory of San Bernardino, Inc.

09 April 2015 Clinical Lab No.: 15D0193

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Lomita Water Dist Weekly

Enclosed are the results of the analyses for samples received at the laboratory on
04/01/15 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

oo

Stu Styles

Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: 15D0193

24373 Walnut Avenue Sub Project: Lomita Water Dist Weekly Received:  04/01/15 17:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  04/09/15
1912 W. 259th St (S13-001 Zone: 2) 15D0193-01 (Water) Sample Date:  04/01/15 8:42 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 2.4 N/A mg/L 04/01/15 04/01/15 1514387
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/01/15 04/02/15 1514403

E. Coli SM 9223 A N/A P/A 04/01/15 04/02/15 1514403
26314 S. Monte Vista Ave. (S13-002 Zone: 3) 15D0193-02 (Water) Sample Date:  04/01/15 8:50  Sampler: David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 2.3 N/A mg/L 04/01/15 04/01/15 1514387
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/01/15 04/02/15 1514403

E. Coli SM 9223 A N/A P/A 04/01/15 04/02/15 1514403
General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/01/15 04/01/15 1514421

Odor Threshold EPA 140.1M 1 1 3 TON 04/01/15 04/01/15 1514421

Turbidity EPA 180.1 0.1 0.1 5 NTU 04/01/15 04/01/15 1514421
General Chemical Analyses

pH (Lab) SM 4500HB 8.2 N/A pH Units 04/02/15 04/02/15 1514328
1948 W 252nd St (S13-003 Zone 1) 15D0193-03 (Water) Sample Date:  04/01/15 9:47 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 2.4 N/A mg/L 04/01/15 04/01/15 1514387
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/01/15 04/02/15 1514403

E. Coli SM 9223 A N/A P/A 04/01/15 04/02/15 1514403
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: 15D0193

24373 Walnut Avenue Sub Project: Lomita Water Dist Weekly Received:  04/01/15 17:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  04/09/15
24632 S Moon Ave (S13-004 Zone 1) 15D0193-04 (Water) Sample Date:  04/01/15 9:20 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Total (Field) Field 0.86 N/A mg/L 04/01/15 04/01/15 1514387
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/01/15 04/02/15 1514403

E. Coli SM 9223 A N/A P/A 04/01/15 04/02/15 1514403
2500 Pacific Coast Highway (S13-005 Zone 2) 15D0193-05 (Water) Sample Date:  04/01/15 9:05 Sampler:  David Huerta

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 2.5 N/A mg/L 04/01/15 04/01/15 1514387
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 04/01/15 04/02/15 1514403

E. Coli SM 9223 A N/A P/A 04/01/15 04/02/15 1514403
General Physical Analyses

Apparent Color SM 2120B ND 3.0 15 Color Units 04/01/15 04/01/15 1514421

Odor Threshold EPA 140.1M 1 1 3 TON 04/01/15 04/01/15 1514421

Turbidity EPA 180.1 0.1 0.1 5 NTU 04/01/15 04/01/15 1514421
General Chemical Analyses

pH (Lab) SM 4500HB 8.3 N/A  pH Units 04/02/15 04/02/15 1514328

pH (Lab) was analyzed ASAP but received and analyzed past the 15 minute hold time.
ND Analyte NOT DETECTED at or above the reporting limit
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