




















Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

18 February 2016

Sincerely,

16B0429Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/03/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Lomita Distribution Weekly Sample

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0429

Received: 02/03/16 16:30

02/18/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th Pl (S13-001 Zone: 2) 16B0429-01 (Water) 02/03/16   9:31 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.16 160650702/03/16 Cl Res Total (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 500

General Physical Analyses

02/03/16 1606524Apparent Color NDSM 2120B Color Units 02/03/16 3.0 15

1 160652402/03/16 Odor Threshold EPA 140.1M TON 02/03/16 1 3

02/03/16 1606524Turbidity NDEPA 180.1 NTU 02/03/16 0.1 5

General Chemical Analyses

02/08/16 1607073Ammonia (NH3) NDEPA 350.1 mg/L 02/08/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/04/16 1606539Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606539Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

02/04/16 1606539Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/04/16 0.40 1

7.8 160654202/04/16 pH (Lab) SM 4500HB pH Units 02/04/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 S. Monte Vista Ave. (S13-002 Zone: 3) 16B0429-02 (Water) 02/03/16  10:38 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.19 160650702/03/16 Cl Res Total (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 500

General Chemical Analyses

02/11/16 1607565Ammonia (NH3) NDEPA 350.1 mg/L 02/11/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/04/16 1606539Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606539Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

02/04/16 1606539Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/04/16 0.40 1

7.8 160654202/04/16 pH (Lab) SM 4500HB pH Units 02/04/16 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0429

Received: 02/03/16 16:30

02/18/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W 252nd St (S13-003 Zone 1) 16B0429-03 (Water) 02/03/16   8:41 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.99 160650802/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/11/16 1607565Ammonia (NH3) NDEPA 350.1 mg/L 02/11/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/04/16 1606539Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606539Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

02/04/16 1606539Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/04/16 0.40 1

7.5 160654202/04/16 pH (Lab) SM 4500HB pH Units 02/04/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S Moon Ave (S13-004 Zone 1) 16B0429-04 (Water) 02/03/16   7:47 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.49 160650802/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Physical Analyses

02/03/16 1606524Apparent Color NDSM 2120B Color Units 02/03/16 3.0 15

1 160652402/03/16 Odor Threshold EPA 140.1M TON 02/03/16 1 3

02/03/16 1606524Turbidity NDEPA 180.1 NTU 02/03/16 0.1 5

General Chemical Analyses

02/11/16 1607565Ammonia (NH3) NDEPA 350.1 mg/L 02/11/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/04/16 1606539Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606539Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

02/04/16 1606539Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/04/16 0.40 1

7.6 160654202/04/16 pH (Lab) SM 4500HB pH Units 02/04/16 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0429

Received: 02/03/16 16:30

02/18/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 Pacific Coast Highway (S13-005 Zone 2) 16B0429-05 (Water) 02/03/16   9:09 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.6 160650702/03/16 Cl Res Total (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/11/16 1607565Ammonia (NH3) NDEPA 350.1 mg/L 02/11/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/04/16 1606539Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606539Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

02/04/16 1606539Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/04/16 0.40 1

7.8 160654202/04/16 pH (Lab) SM 4500HB pH Units 02/04/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir 16B0429-06 (Water) 02/03/16   8:40 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.25 160650802/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/11/16 1607565Ammonia (NH3) NDEPA 350.1 mg/L 02/11/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/04/16 1606539Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606539Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

02/04/16 1606539Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/04/16 0.40 1

7.7 160654202/04/16 pH (Lab) SM 4500HB pH Units 02/04/16 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0429

Received: 02/03/16 16:30

02/18/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone 1) 16B0429-07 (Water) 02/03/16   8:13 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.43 160650802/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/11/16 1607565Ammonia (NH3) NDEPA 350.1 mg/L 02/11/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/04/16 1606539Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606539Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

02/04/16 1606539Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/04/16 0.40 1

7.6 160654202/04/16 pH (Lab) SM 4500HB pH Units 02/04/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone: 1) 16B0429-08 (Water) 02/03/16   7:20 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.39 160650802/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

2 160661302/05/16 Plate Count SM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/11/16 1607565Ammonia (NH3) NDEPA 350.1 mg/L 02/11/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/04/16 1606539Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606539Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

02/04/16 1606539Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/04/16 0.40 1

7.6 160654202/04/16 pH (Lab) SM 4500HB pH Units 02/04/16 N/A

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

pH (Lab) was analyzed ASAP but received and analyzed past the 15 minute hold time.

Analyte NOT DETECTED at or above the reporting limitND
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

15 February 2016

Sincerely,

16B0418Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/03/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Lomita Distribution Special Sample

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Special Sample

Work Order: 16B0418

Received: 02/03/16 16:30

02/15/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W 252nd St 16B0418-01 (Water) 02/03/16   8:41 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.99 160650502/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/04/16 1606536Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606536Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S Moon Ave 16B0418-02 (Water) 02/03/16   7:47 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.49 160650502/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/04/16 1606536Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606536Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave. 16B0418-03 (Water) 02/03/16   8:13 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.43 160650502/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/04/16 1606536Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606536Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Special Sample

Work Order: 16B0418

Received: 02/03/16 16:30

02/15/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St 16B0418-04 (Water) 02/03/16   7:20 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.39 160650502/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/04/16 1606536Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606536Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 16B0418-05 (Water) 02/03/16   8:40 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1 160650502/03/16 Cl Res Free (Field) Field mg/L 02/03/16 N/A

Microbiology Analyses

02/04/16 1606492Total Coliform ASM 9223 P/A 02/03/16 N/A

02/04/16 1606492E. Coli ASM 9223 P/A 02/03/16 N/A

02/05/16 1606613Plate Count NDSM9215B CFU/ml 02/03/16 1 HT-08500

General Chemical Analyses

02/04/16 1606536Nitrate (NO3) NDEPA 300.0 mg/L 02/04/16 2.0 45

02/04/16 1606536Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/04/16 0.40 10

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

Analyte NOT DETECTED at or above the reporting limitND

Page 3 of 3

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



l

FIso
'Fl

.l 
\\

tFa\\)
aea
(r\

'FS
c-a

6
\S
h

N|\L\)-'J

\j
(B

ts)q)
(-')

^\J-\+
\

h\I\\)
.l\

^\3-\+\\
F'

tO
\,

oot,
o
C)

(i.
o-

orF,
?-o
E
E
oo

o
*ra*,oa
*,.,o
$a

F

o
{.ri*.,oa
()

rLa

u)
$
I
F

o
*,,
*r,oa
+r.
C)oa

F

o
*r,rlr,

oa
o
I

cn
oq

F

u)
o

tlrra*,.oa
rlrra

oaa
c\

o
*J*.,
oa
o
*.,
c4
(U

q
F

q
o*,rlra

oa
{rr,o
$a
c\

o
*..*..oa
o
*.,
co
$
{

q
o

*Jtl,-.t

oa
rlr,

o
$a
N

o
*.,*..oa
o
*.,
cn
$q

F

co
o
*.,*.,oa
tlr,
o
$a
a
o{\,
s

u)
o

tfi,

tlr,

oa
o
*.,
u)
$
(-
r()

o*.,o
l-.

\r\
T
sotla
Sup6
=rdo
6E
S+o=
f-OGtl.\
-GO

=gr{.trqSr
b\t
6H
s gl
u, bl
rh (, 

I

$El
g "il

sBl
S frIs-lo ol

s El

sfl
.S oil

ssl:I'.r I
tha I

GI

=I

'.'lx.'.'.
.,,rt\
.'.H:'.\..
:.:!3:

'.s.
.'.rtr'.'
'.$:':
s):

-1
-/l-
S

.:,{

S
{
\\.
)C<
€
\)Ii

[-l-!G

H
l15lol*rlal=
IU
l^u
l;rlc
l*)7lElrl

lr(

8:\- I

.g\Ni
-5/S

$dq
H
a
c)

E]GIal

o
oo
oo
?-.g

I

CL

E
oo
ooo
tr
o
o

=€
!,
?-ot
lf)
N
II

o*,
\g
)?

E
oo

\l

d
\l

I
q)
Uot

\
A)s
\a

:
\.
tEq)s\)
--
CJ\

s

-
q)
h
B
a
o
L
a)rhs
S

:

X\
,q)\
:

N
..:'t):
.'.'s'...t.''.if'

.r'B:
:k:
.:i$.
:.:.sl:
.?ts.
....L..

:Ri:

Total Coliform X X X

I
R

INitrite

Color & Odor
,:!E[::
:.:o:.
.'*rr.'.
,.,lfr'..

:::19:::
.'.14.'.

EF
::0r':

:ff::
:$::
:.:o:.:

:H.
::ttr.:
.'.'al.'.
.'.ilr.'.

:.lf:::

Phosphorus- Total as P
..:H.
sn
irs

Phosphate- Ortho as P
:,:V
?Itl.'.'

',s"$.
ffi::::Total Dissolved Solids

Nitrate X X X X X

Hetetrophic Plate Count X X x X X

ol
)C)[-.[
Ft
--l
-S,I

il
NI

c
s\
,t

N-1,

;
.^i

ooNoo
F
o)
F

:x'.tr..
os'.

::E::

:.o:
s.:
.'rtr:.
;T:'.;'.
'.ti'.
.O..

tb.':hr'.'$'.
'.H'..\..-,.
III"

.u.r'..'o.'
s

a
o+,
G
L
o
.ct
GJ
-G
.9
tr

a--o
Fx
LI

:0
:.9).
.tL"\'
{u..1.

.--i

o

=

i)
r,v
ll

€
€o
F

er
f

a--
I f)-

rn
7

a

L-

I r
{
1r-

I

a

-
:.ti .

:TT:I
:E::ht:
x.:J
:.sll
::€':';

f,::::

:.:s;...:!}i
:.41:
.'.'1.'...L.
.L.'.'t'.'
'.'.*.
z:,,
:.:;:.,
:.:E.:
:.o:'.9..
:.:o:.::x
:(o::

:#:
E::{
:-I.
IU

'.>...-.
.'lu.'.4..'o.'

*..
.:.!!-

.'...
o

. tr..-
'.eh'

F'.

fr.
6

-

s
At

z

t
A-

fr.
6-

!+
AI

z

t
A
-a

fr.
a\-

r+
A-

z

sA-

fr.
a\-

t
A
-a

z

tA-

f-
a\-

t
A-

z

tA-

..rL

..4L,
'h.'

'.'8.

::o
:O:l
:E(}
:G:
:l::
:ff::

.x

. ara
.!
.'(E.tra =A- A- A- A- =A-

B
A
-a

BA- A- A
-a

A- il
5
--l
SI.-l

AJ

YI

d

G+..-
tE-o

F]
tro
*..-
Q

ix-.

B\r.b
si\
a{
b

aA
ho

U

o
al-aI
q)

+.
!l-,d
I

-lG

B
ta
f-.
tfit
6t

fr.
t-{
fr.
F(
o\

U
a\

cl+..l
t
E
I
oI

-ra€
o\

Iin
6l
?a

-Utrl
?av

f:.
t\t\o
?a

I
mN
?a

-\Jtrl
?a
\r/

lt\.\i
?-.\.'
B
el\\\\
b

N
el\s
S

a

q)\r*
i\sYq

Fls
S.ts
\,q)t
t\
StE\\
B.S

OE
L\r
la\.\i

a
s
S\r.ts
oG\
S{

x,,{(
?z
UJ25
3
k
a

':':H:

:.:o:'lttr.'
.#.'
:.1r
:.:o:.
.tH.'
.lh..
'{=:
'JL'.
'.';1.'.
..L.
.:()::

EI:.t"

$::
:::EL
'.'F.'.

:.:E:'
.:.lU.:

tfit:

a:)a
E-L
Nin
cl

t
artr
o\
Fl

a

{Ja
ra
\J
aI
N
ia
N

a

€t
o\-

€i

F-oo
E
a
N
ra
\ot
N

qi

t-
L

o
o

a
N
fa
\0
tN

e,

c{.-
-lL

cg

-
0-I
a
-lq)

0r
f-
Fl
!f,
in
N

a+)a-L
B
G
A-GIin--/N

{raa
aI

'cgA-Ninc
N

in
+t
0)+).-a
+)
tI
c)
sl--tita-
ri
L

OI

o
L
q)
aq)

il

inIt
q,

!.lIa:--q)--;
t-qr
rd
L.-
o
f.
q)
(r)
q)*

EI

ot
J.z
sf

(a
oz
I

Lo
F-*,o
@

(Y)

6
I

N

(r)

o
N(t,
(\t

Gz
-
o
o

a-*,
(U

e
oooL
o-

E'
6o
N

l
l\
a

.l+r.'...t.
'.'.rE|'.',

:;$:

"vi'.,:. \ru:

6:

(a
oaN
Gz
(o

tf
o
U'
$t
I

lol

o'.'tt'
'.'h'
..L.
.L'fl.

:F:

s
A

-4.icl
LI

14
-r--3J.

v

a(
9r

a1
r
4

rJi(-

2
2
iP

,6,

*
g)

a.
q
F

a6
q€
?,r

+
a
I
J,€

z.

3.,€ :$
:ixti
(S..

|$

'#r.'.
::$::.
:.o:
i51..&...

,:#:
:::O.
.'.|-..L
::o:
'.'F_',.-.
:E:

.tii:.
:.:o:
:o.
Ytt
::o:
.'.Li'.

fu:

.::o:.{rl.

.'.F..-
::o:
'.:.fi'.
...k.
.'.e..ar
'.'H'

:.:o:
:U:

,.:.H
#t;:
fl::
.:.o:.:
t'.
::Gf
.'.2:.'
...h..
.L.

:.:G:

U,

:.1fi;

,.:o::o
.'g'
tt:
iE:{:

\o
F(-\r,,N

e(\l

\o--\J6I
tf)
(\I

\o
Fl

-rvN
e
N

\o
F(-\Jq
ra
N

\o
Fl-\r,(\l
(f)

N

\o
r--UN
a
N

\o
trl-\Jq
tfi
N

\o
trl-\JN
?a
N

\o
t.lc
N
ff)
N

\0
FI-\JN
?a
N

B
l\
A.
\
a)

.*
E

st:
:x

$.
:TE

Q:

'.H'
::H:
:.:o:
iE
:(r:

:gi:
:;o:
'.'.r|I'..-.
cD

:tuIr:

xs
- 

V-)
/-iqJ tra,4U
bb\n Fi\./t t

-/ 

'-ii)
,- \3\st)

\^

o
eq

n

$
FTr\
c
EI
i

fi$\3\
\S
lL\

sq)

QT
t.t\
\J
%\|--
ot
e'o-t\
s\a\S
s!\
\s\)'t-I
Ctrl\

fr$\\r
(.)



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

24 February 2016

Sincerely,

16B0928Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/10/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Lomita Distribution Weekly Sample

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0928

Received: 02/10/16 15:30

02/24/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th Pl (S13-001 Zone: 2) 16B0928-01 (Water) 02/10/16  11:15 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.1 160744502/10/16 Cl Res Free (Field) Field mg/L 02/10/16 N/A

1.7 160744402/10/16 Cl Res Total (Field) Field mg/L 02/10/16 N/A

19.5 160744602/10/16 Temperature (Field) Field °C 02/10/16 N/A

Microbiology Analyses

02/11/16 1607500Total Coliform ASM 9223 P/A 02/10/16 N/A

02/11/16 1607500E. Coli ASM 9223 P/A 02/10/16 N/A

02/12/16 1607634Plate Count NDSM9215B CFU/ml 02/10/16 1 500

General Chemical Analyses

02/18/16 1608412Ammonia (NH3) NDEPA 350.1 mg/L 02/18/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/10/16 1607279Nitrate (NO3) NDEPA 300.0 mg/L 02/10/16 2.0 45

02/10/16 1607279Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/10/16 0.40 10

02/10/16 1607279Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/10/16 0.40 1

7.7 160739402/10/16 pH (Lab) SM 4500HB pH Units 02/10/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 S. Monte Vista Ave. (S13-002 Zone: 3) 16B0928-02 (Water) 02/10/16  11:25 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.3 160744502/10/16 Cl Res Free (Field) Field mg/L 02/10/16 N/A

2.1 160744402/10/16 Cl Res Total (Field) Field mg/L 02/10/16 N/A

15.6 160744602/10/16 Temperature (Field) Field °C 02/10/16 N/A

Microbiology Analyses

02/11/16 1607500Total Coliform ASM 9223 P/A 02/10/16 N/A

02/11/16 1607500E. Coli ASM 9223 P/A 02/10/16 N/A

02/12/16 1607634Plate Count NDSM9215B CFU/ml 02/10/16 1 500

General Physical Analyses

02/10/16 1607529Apparent Color NDSM 2120B Color Units 02/10/16 3.0 15

1 160752902/10/16 Odor Threshold EPA 140.1M TON 02/10/16 1 3

02/10/16 1607529Turbidity NDEPA 180.1 NTU 02/10/16 0.1 5

General Chemical Analyses

02/18/16 1608412Ammonia (NH3) NDEPA 350.1 mg/L 02/18/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/10/16 1607279Nitrate (NO3) NDEPA 300.0 mg/L 02/10/16 2.0 45

02/10/16 1607279Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/10/16 0.40 10

Page 2 of 7
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0928

Received: 02/10/16 15:30

02/24/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 S. Monte Vista Ave. (S13-002 Zone: 3) 16B0928-02 (Water) 02/10/16  11:25 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

02/10/16 1607279Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/10/16 0.40 1

7.8 160739402/10/16 pH (Lab) SM 4500HB pH Units 02/10/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W 252nd St (S13-003 Zone 1) 16B0928-03 (Water) 02/10/16  11:05 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.38 160744502/10/16 Cl Res Free (Field) Field mg/L 02/10/16 N/A

19.6 160744602/10/16 Temperature (Field) Field °C 02/10/16 N/A

Microbiology Analyses

02/11/16 1607500Total Coliform ASM 9223 P/A 02/10/16 N/A

02/11/16 1607500E. Coli ASM 9223 P/A 02/10/16 N/A

02/12/16 1607634Plate Count NDSM9215B CFU/ml 02/10/16 1 500

General Chemical Analyses

02/18/16 1608412Ammonia (NH3) NDEPA 350.1 mg/L 02/18/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/10/16 1607279Nitrate (NO3) NDEPA 300.0 mg/L 02/10/16 2.0 45

02/10/16 1607279Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/10/16 0.40 10

02/10/16 1607279Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/10/16 0.40 1

7.5 160739402/10/16 pH (Lab) SM 4500HB pH Units 02/10/16 N/A

Page 3 of 7
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0928

Received: 02/10/16 15:30

02/24/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S Moon Ave (S13-004 Zone 1) 16B0928-04 (Water) 02/10/16  10:20 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.27 160744502/10/16 Cl Res Free (Field) Field mg/L 02/10/16 N/A

19.3 160744602/10/16 Temperature (Field) Field °C 02/10/16 N/A

Microbiology Analyses

02/11/16 1607500Total Coliform ASM 9223 P/A 02/10/16 N/A

02/11/16 1607500E. Coli ASM 9223 P/A 02/10/16 N/A

02/12/16 1607634Plate Count NDSM9215B CFU/ml 02/10/16 1 500

General Chemical Analyses

02/18/16 1608412Ammonia (NH3) NDEPA 350.1 mg/L 02/18/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/10/16 1607279Nitrate (NO3) NDEPA 300.0 mg/L 02/10/16 2.0 45

02/10/16 1607279Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/10/16 0.40 10

02/10/16 1607279Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/10/16 0.40 1

7.5 160739402/10/16 pH (Lab) SM 4500HB pH Units 02/10/16 N/A

Page 4 of 7
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0928

Received: 02/10/16 15:30

02/24/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 Pacific Coast Highway (S13-005 Zone 2) 16B0928-05 (Water) 02/10/16  10:00 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.6 160744502/10/16 Cl Res Free (Field) Field mg/L 02/10/16 N/A

2.2 160744402/10/16 Cl Res Total (Field) Field mg/L 02/10/16 N/A

15.2 160744602/10/16 Temperature (Field) Field °C 02/10/16 N/A

Microbiology Analyses

02/11/16 1607500Total Coliform ASM 9223 P/A 02/10/16 N/A

02/11/16 1607500E. Coli ASM 9223 P/A 02/10/16 N/A

02/12/16 1607634Plate Count NDSM9215B CFU/ml 02/10/16 1 500

General Physical Analyses

02/10/16 1607529Apparent Color NDSM 2120B Color Units 02/10/16 3.0 15

1 160752902/10/16 Odor Threshold EPA 140.1M TON 02/10/16 1 3

02/10/16 1607529Turbidity NDEPA 180.1 NTU 02/10/16 0.1 5

General Chemical Analyses

02/18/16 1608412Ammonia (NH3) NDEPA 350.1 mg/L 02/18/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/10/16 1607279Nitrate (NO3) NDEPA 300.0 mg/L 02/10/16 2.0 45

02/10/16 1607279Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/10/16 0.40 10

02/10/16 1607279Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/10/16 0.40 1

7.8 160739402/10/16 pH (Lab) SM 4500HB pH Units 02/10/16 N/A

Page 5 of 7
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0928

Received: 02/10/16 15:30

02/24/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir 16B0928-06 (Water) 02/10/16   9:40 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.1 160744502/10/16 Cl Res Free (Field) Field mg/L 02/10/16 N/A

19.1 160744602/10/16 Temperature (Field) Field °C 02/10/16 N/A

Microbiology Analyses

02/11/16 1607500Total Coliform ASM 9223 P/A 02/10/16 N/A

02/11/16 1607500E. Coli ASM 9223 P/A 02/10/16 N/A

02/12/16 1607634Plate Count NDSM9215B CFU/ml 02/10/16 1 500

General Chemical Analyses

02/18/16 1608412Ammonia (NH3) NDEPA 350.1 mg/L 02/18/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/10/16 1607279Nitrate (NO3) NDEPA 300.0 mg/L 02/10/16 2.0 45

02/10/16 1607279Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/10/16 0.40 10

02/10/16 1607279Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/10/16 0.40 1

7.5 160739402/10/16 pH (Lab) SM 4500HB pH Units 02/10/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone 1) 16B0928-07 (Water) 02/10/16  10:10 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.1 160744502/10/16 Cl Res Free (Field) Field mg/L 02/10/16 N/A

19.1 160744602/10/16 Temperature (Field) Field °C 02/10/16 N/A

Microbiology Analyses

02/11/16 1607500Total Coliform ASM 9223 P/A 02/10/16 N/A

02/11/16 1607500E. Coli ASM 9223 P/A 02/10/16 N/A

02/12/16 1607634Plate Count NDSM9215B CFU/ml 02/10/16 1 500

General Chemical Analyses

02/18/16 1608412Ammonia (NH3) NDEPA 350.1 mg/L 02/18/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/10/16 1607279Nitrate (NO3) NDEPA 300.0 mg/L 02/10/16 2.0 45

02/10/16 1607279Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/10/16 0.40 10

02/10/16 1607279Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/10/16 0.40 1

7.5 160739402/10/16 pH (Lab) SM 4500HB pH Units 02/10/16 N/A

Page 6 of 7
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Weekly Sample

Work Order: 16B0928

Received: 02/10/16 15:30

02/24/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone: 1) 16B0928-08 (Water) 02/10/16  10:47 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.93 160744502/10/16 Cl Res Free (Field) Field mg/L 02/10/16 N/A

19.8 160744602/10/16 Temperature (Field) Field °C 02/10/16 N/A

Microbiology Analyses

02/11/16 1607500Total Coliform ASM 9223 P/A 02/10/16 N/A

02/11/16 1607500E. Coli ASM 9223 P/A 02/10/16 N/A

02/12/16 1607634Plate Count NDSM9215B CFU/ml 02/10/16 1 500

General Chemical Analyses

02/18/16 1608412Ammonia (NH3) NDEPA 350.1 mg/L 02/18/16 0.60 N/A

02/15/16 1608029Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/15/16 0.60 N/A

02/11/16 1607279Nitrate (NO3) NDEPA 300.0 mg/L 02/10/16 2.0 45

02/11/16 1607279Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/10/16 0.40 10

02/11/16 1607279Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/10/16 0.40 1

7.5 160739402/10/16 pH (Lab) SM 4500HB pH Units 02/10/16 N/A

pH (Lab) was analyzed ASAP but received and analyzed past the 15 minute hold time.

Analyte NOT DETECTED at or above the reporting limitND

Page 7 of 7
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

02 March 2016

Sincerely,

16B1478Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/17/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Lomita Distribution S

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution S

Work Order: 16B1478

Received: 02/17/16 16:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th Pl (S13-001 Zone: 2) 16B1478-01 (Water) 02/17/16  10:42 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.11 160839502/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

2.2 160839802/17/16 Cl Res Total (Field) Field mg/L 02/17/16 N/A

8.04 160839902/17/16 pH (Field) Field pH Units 02/17/16 N/A

15.3 160840102/17/16 Temperature (Field) Field °C 02/17/16 N/A

Microbiology Analyses

02/18/16 1608366Total Coliform ASM 9223 P/A 02/17/16 N/A

02/18/16 1608366E. Coli ASM 9223 P/A 02/17/16 N/A

02/19/16 1608557Plate Count NDSM9215B CFU/ml 02/17/16 1 500

General Physical Analyses

02/17/16 1608371Apparent Color NDSM 2120B Color Units 02/17/16 3.0 15

1 160837102/17/16 Odor Threshold EPA 140.1M TON 02/17/16 1 3

0.1 160837102/17/16 Turbidity EPA 180.1 NTU 02/17/16 0.1 5

General Chemical Analyses

02/24/16 1609293Ammonia (NH3) NDEPA 350.1 mg/L 02/24/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/18/16 1608402Nitrate (NO3) NDEPA 353.2 mg/L 02/18/16 2.0 45

02/18/16 1608402Nitrate as N (NO3-N) NDEPA 353.2 mg/L 02/18/16 0.40 10

02/18/16 1608402Nitrite as N (NO2-N) NDEPA 353.2 mg/L 02/18/16 0.40 1

7.7 160842402/18/16 pH (Lab) SM 4500HB pH Units 02/18/16 N/A

Page 2 of 7
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution S

Work Order: 16B1478

Received: 02/17/16 16:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 S. Monte Vista Ave. (S13-002 Zone: 3) 16B1478-02 (Water) 02/17/16  11:33 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.11 160839502/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

2.2 160839802/17/16 Cl Res Total (Field) Field mg/L 02/17/16 N/A

8.04 160839902/17/16 pH (Field) Field pH Units 02/17/16 N/A

14.8 160840102/17/16 Temperature (Field) Field °C 02/17/16 N/A

Microbiology Analyses

02/18/16 1608366Total Coliform ASM 9223 P/A 02/17/16 N/A

02/18/16 1608366E. Coli ASM 9223 P/A 02/17/16 N/A

02/19/16 1608557Plate Count NDSM9215B CFU/ml 02/17/16 1 500

General Chemical Analyses

02/24/16 1609293Ammonia (NH3) NDEPA 350.1 mg/L 02/24/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/18/16 1608402Nitrate (NO3) NDEPA 353.2 mg/L 02/18/16 2.0 45

02/18/16 1608402Nitrate as N (NO3-N) NDEPA 353.2 mg/L 02/18/16 0.40 10

02/18/16 1608402Nitrite as N (NO2-N) NDEPA 353.2 mg/L 02/18/16 0.40 1

7.8 160842402/18/16 pH (Lab) SM 4500HB pH Units 02/18/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W 252nd St (S13-003 Zone 1) 16B1478-03 (Water) 02/17/16   7:18 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.26 160839502/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

7.77 160839902/17/16 pH (Field) Field pH Units 02/17/16 N/A

19.3 160840102/17/16 Temperature (Field) Field °C 02/17/16 N/A

Microbiology Analyses

02/18/16 1608366Total Coliform ASM 9223 P/A 02/17/16 N/A

02/18/16 1608366E. Coli ASM 9223 P/A 02/17/16 N/A

02/19/16 1608557Plate Count NDSM9215B CFU/ml 02/17/16 1 HT-08500

General Chemical Analyses

02/24/16 1609293Ammonia (NH3) NDEPA 350.1 mg/L 02/24/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/18/16 1608402Nitrate (NO3) NDEPA 353.2 mg/L 02/18/16 2.0 45

02/18/16 1608402Nitrate as N (NO3-N) NDEPA 353.2 mg/L 02/18/16 0.40 10

02/18/16 1608402Nitrite as N (NO2-N) NDEPA 353.2 mg/L 02/18/16 0.40 1

7.6 160842402/18/16 pH (Lab) SM 4500HB pH Units 02/18/16 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution S

Work Order: 16B1478

Received: 02/17/16 16:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S Moon Ave (S13-004 Zone 1) 16B1478-04 (Water) 02/17/16   9:16 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.17 160839502/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

7.84 160839902/17/16 pH (Field) Field pH Units 02/17/16 N/A

19.7 160840102/17/16 Temperature (Field) Field °C 02/17/16 N/A

Microbiology Analyses

02/18/16 1608366Total Coliform ASM 9223 P/A 02/17/16 N/A

02/18/16 1608366E. Coli ASM 9223 P/A 02/17/16 N/A

02/19/16 1608557Plate Count NDSM9215B CFU/ml 02/17/16 1 HT-08500

General Physical Analyses

02/17/16 1608371Apparent Color NDSM 2120B Color Units 02/17/16 3.0 15

1 160837102/17/16 Odor Threshold EPA 140.1M TON 02/17/16 1 3

0.1 160837102/17/16 Turbidity EPA 180.1 NTU 02/17/16 0.1 5

General Chemical Analyses

02/24/16 1609293Ammonia (NH3) NDEPA 350.1 mg/L 02/24/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/18/16 1608402Nitrate (NO3) NDEPA 353.2 mg/L 02/18/16 2.0 45

02/18/16 1608402Nitrate as N (NO3-N) NDEPA 353.2 mg/L 02/18/16 0.40 10

02/18/16 1608402Nitrite as N (NO2-N) NDEPA 353.2 mg/L 02/18/16 0.40 1

7.6 160842402/18/16 pH (Lab) SM 4500HB pH Units 02/18/16 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution S

Work Order: 16B1478

Received: 02/17/16 16:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 Pacific Coast Highway (S13-005 Zone 2) 16B1478-05 (Water) 02/17/16  10:14 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.18 160839502/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

2.3 160839802/17/16 Cl Res Total (Field) Field mg/L 02/17/16 N/A

7.94 160839902/17/16 pH (Field) Field pH Units 02/17/16 N/A

15.3 160840102/17/16 Temperature (Field) Field °C 02/17/16 N/A

Microbiology Analyses

02/18/16 1608366Total Coliform ASM 9223 P/A 02/17/16 N/A

02/18/16 1608366E. Coli ASM 9223 P/A 02/17/16 N/A

02/19/16 1608557Plate Count NDSM9215B CFU/ml 02/17/16 1 500

General Chemical Analyses

02/24/16 1609293Ammonia (NH3) NDEPA 350.1 mg/L 02/24/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/18/16 1608402Nitrate (NO3) NDEPA 353.2 mg/L 02/18/16 2.0 45

02/18/16 1608402Nitrate as N (NO3-N) NDEPA 353.2 mg/L 02/18/16 0.40 10

02/18/16 1608402Nitrite as N (NO2-N) NDEPA 353.2 mg/L 02/18/16 0.40 1

7.8 160842402/18/16 pH (Lab) SM 4500HB pH Units 02/18/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir 16B1478-06 (Water) 02/17/16   7:30 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.54 160839502/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

19.4 160840102/17/16 Temperature (Field) Field °C 02/17/16 N/A

Microbiology Analyses

02/18/16 1608366Total Coliform ASM 9223 P/A 02/17/16 N/A

02/18/16 1608366E. Coli ASM 9223 P/A 02/17/16 N/A

02/19/16 1608557Plate Count NDSM9215B CFU/ml 02/17/16 1 HT-08500

General Chemical Analyses

02/24/16 1609293Ammonia (NH3) NDEPA 350.1 mg/L 02/24/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/18/16 1608402Nitrate (NO3) NDEPA 353.2 mg/L 02/18/16 2.0 45

02/18/16 1608402Nitrate as N (NO3-N) NDEPA 353.2 mg/L 02/18/16 0.40 10

02/18/16 1608402Nitrite as N (NO2-N) NDEPA 353.2 mg/L 02/18/16 0.40 1

7.6 160842402/18/16 pH (Lab) SM 4500HB pH Units 02/18/16 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution S

Work Order: 16B1478

Received: 02/17/16 16:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone 1) 16B1478-07 (Water) 02/17/16   9:45 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.33 160839502/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

7.74 160839902/17/16 pH (Field) Field pH Units 02/17/16 N/A

19.7 160840102/17/16 Temperature (Field) Field °C 02/17/16 N/A

Microbiology Analyses

02/18/16 1608366Total Coliform ASM 9223 P/A 02/17/16 N/A

02/18/16 1608366E. Coli ASM 9223 P/A 02/17/16 N/A

02/19/16 1608557Plate Count NDSM9215B CFU/ml 02/17/16 1 500

General Chemical Analyses

02/24/16 1609293Ammonia (NH3) NDEPA 350.1 mg/L 02/24/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/18/16 1608402Nitrate (NO3) NDEPA 353.2 mg/L 02/18/16 2.0 45

02/18/16 1608402Nitrate as N (NO3-N) NDEPA 353.2 mg/L 02/18/16 0.40 10

02/18/16 1608402Nitrite as N (NO2-N) NDEPA 353.2 mg/L 02/18/16 0.40 1

7.6 160842402/18/16 pH (Lab) SM 4500HB pH Units 02/18/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone: 1) 16B1478-08 (Water) 02/17/16   6:48 David HuertaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.03 160839502/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

7.94 160839902/17/16 pH (Field) Field pH Units 02/17/16 N/A

20 160840102/17/16 Temperature (Field) Field °C 02/17/16 N/A

Microbiology Analyses

02/18/16 1608366Total Coliform ASM 9223 P/A 02/17/16 N/A

02/18/16 1608366E. Coli ASM 9223 P/A 02/17/16 N/A

02/19/16 1608557Plate Count NDSM9215B CFU/ml 02/17/16 1 HT-08500

General Chemical Analyses

02/24/16 1609293Ammonia (NH3) NDEPA 350.1 mg/L 02/24/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/18/16 1608402Nitrate (NO3) NDEPA 353.2 mg/L 02/18/16 2.0 45

02/18/16 1608402Nitrate as N (NO3-N) NDEPA 353.2 mg/L 02/18/16 0.40 10

02/18/16 1608402Nitrite as N (NO2-N) NDEPA 353.2 mg/L 02/18/16 0.40 1

7.6 160842402/18/16 pH (Lab) SM 4500HB pH Units 02/18/16 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution S

Work Order: 16B1478

Received: 02/17/16 16:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

pH (Lab) was analyzed ASAP but received and analyzed past the 15 minute hold time.

Analyte NOT DETECTED at or above the reporting limitND

Page 7 of 7
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

02 March 2016

Sincerely,

16B1975Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/24/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Distribution Weekly - 4th Week

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week

Work Order: 16B1975

Received: 02/24/16 14:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th Pl (S13-001 Zone: 2) 16B1975-01 (Water) 02/24/16   9:35 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.98 160939102/24/16 Cl Res Total (Field) Field mg/L 02/24/16 N/A

19 160938902/24/16 Temperature (Field) Field °C 02/24/16 N/A

Microbiology Analyses

02/25/16 1609445Total Coliform ASM 9223 P/A 02/24/16 N/A

02/25/16 1609445E. Coli ASM 9223 P/A 02/24/16 N/A

02/26/16 1609514Plate Count NDSM9215B CFU/ml 02/24/16 1 500

General Physical Analyses

02/24/16 1609460Apparent Color NDSM 2120B Color Units 02/24/16 3.0 15

1 160946002/24/16 Odor Threshold EPA 140.1M TON 02/24/16 1 3

02/24/16 1609460Turbidity NDEPA 180.1 NTU 02/24/16 0.1 5

General Chemical Analyses

02/29/16 1610025Ammonia (NH3) NDEPA 350.1 mg/L 02/29/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

3.5 160924402/24/16 Nitrate (NO3) EPA 300.0 mg/L 02/24/16 2.0 45

0.79 160924402/24/16 Nitrate as N (NO3-N) EPA 300.0 mg/L 02/24/16 0.40 10

02/24/16 1609244Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/24/16 0.40 1

7.8 160933802/24/16 pH (Lab) SM 4500HB pH Units 02/24/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 S. Monte Vista Ave. (S13-002 Zone: 3) 16B1975-02 (Water) 02/24/16   9:40 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.9 160939102/24/16 Cl Res Total (Field) Field mg/L 02/24/16 N/A

19.5 160938902/24/16 Temperature (Field) Field °C 02/24/16 N/A

Microbiology Analyses

02/25/16 1609445Total Coliform ASM 9223 P/A 02/24/16 N/A

02/25/16 1609445E. Coli ASM 9223 P/A 02/24/16 N/A

02/26/16 1609514Plate Count NDSM9215B CFU/ml 02/24/16 1 500

General Chemical Analyses

02/29/16 1610025Ammonia (NH3) NDEPA 350.1 mg/L 02/29/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

3.5 160924402/24/16 Nitrate (NO3) EPA 300.0 mg/L 02/24/16 2.0 45

0.79 160924402/24/16 Nitrate as N (NO3-N) EPA 300.0 mg/L 02/24/16 0.40 10

02/24/16 1609244Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/24/16 0.40 1

7.8 160933802/24/16 pH (Lab) SM 4500HB pH Units 02/24/16 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week

Work Order: 16B1975

Received: 02/24/16 14:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W 252nd St (S13-003 Zone 1) 16B1975-03 (Water) 02/24/16   9:55 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.15 160939002/24/16 Cl Res Free (Field) Field mg/L 02/24/16 N/A

18.8 160938902/24/16 Temperature (Field) Field °C 02/24/16 N/A

Microbiology Analyses

02/25/16 1609445Total Coliform ASM 9223 P/A 02/24/16 N/A

02/25/16 1609445E. Coli ASM 9223 P/A 02/24/16 N/A

02/26/16 1609514Plate Count NDSM9215B CFU/ml 02/24/16 1 500

General Chemical Analyses

02/29/16 1610025Ammonia (NH3) NDEPA 350.1 mg/L 02/29/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/24/16 1609244Nitrate (NO3) NDEPA 300.0 mg/L 02/24/16 2.0 45

02/24/16 1609244Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/24/16 0.40 10

02/24/16 1609244Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/24/16 0.40 1

7.6 160933802/24/16 pH (Lab) SM 4500HB pH Units 02/24/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S Moon Ave (S13-004 Zone 1) 16B1975-04 (Water) 02/24/16  10:10 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.11 160939002/24/16 Cl Res Free (Field) Field mg/L 02/24/16 N/A

19 160938902/24/16 Temperature (Field) Field °C 02/24/16 N/A

Microbiology Analyses

02/25/16 1609445Total Coliform ASM 9223 P/A 02/24/16 N/A

02/25/16 1609445E. Coli ASM 9223 P/A 02/24/16 N/A

02/26/16 1609514Plate Count NDSM9215B CFU/ml 02/24/16 1 500

General Chemical Analyses

02/29/16 1610025Ammonia (NH3) NDEPA 350.1 mg/L 02/29/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/24/16 1609244Nitrate (NO3) NDEPA 300.0 mg/L 02/24/16 2.0 45

02/24/16 1609244Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/24/16 0.40 10

02/24/16 1609244Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/24/16 0.40 1

7.7 160933802/24/16 pH (Lab) SM 4500HB pH Units 02/24/16 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week

Work Order: 16B1975

Received: 02/24/16 14:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 Pacific Coast Highway (S13-005 Zone 2) 16B1975-05 (Water) 02/24/16   9:30 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.92 160939102/24/16 Cl Res Total (Field) Field mg/L 02/24/16 N/A

16.5 160938902/24/16 Temperature (Field) Field °C 02/24/16 N/A

Microbiology Analyses

02/25/16 1609445Total Coliform ASM 9223 P/A 02/24/16 N/A

02/25/16 1609445E. Coli ASM 9223 P/A 02/24/16 N/A

02/26/16 1609514Plate Count NDSM9215B CFU/ml 02/24/16 1 500

General Physical Analyses

02/24/16 1609460Apparent Color NDSM 2120B Color Units 02/24/16 3.0 15

1 160946002/24/16 Odor Threshold EPA 140.1M TON 02/24/16 1 3

02/24/16 1609460Turbidity NDEPA 180.1 NTU 02/24/16 0.1 5

General Chemical Analyses

02/29/16 1610025Ammonia (NH3) NDEPA 350.1 mg/L 02/29/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

3.5 160924402/24/16 Nitrate (NO3) EPA 300.0 mg/L 02/24/16 2.0 45

0.78 160924402/24/16 Nitrate as N (NO3-N) EPA 300.0 mg/L 02/24/16 0.40 10

02/24/16 1609244Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/24/16 0.40 1

7.9 160933802/24/16 pH (Lab) SM 4500HB pH Units 02/24/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir 16B1975-06 (Water) 02/24/16   8:38 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.33 160939002/24/16 Cl Res Free (Field) Field mg/L 02/24/16 N/A

19.1 160938902/24/16 Temperature (Field) Field °C 02/24/16 N/A

Microbiology Analyses

02/25/16 1609445Total Coliform ASM 9223 P/A 02/24/16 N/A

02/25/16 1609445E. Coli ASM 9223 P/A 02/24/16 N/A

02/26/16 1609514Plate Count NDSM9215B CFU/ml 02/24/16 1 500

General Chemical Analyses

02/29/16 1610025Ammonia (NH3) NDEPA 350.1 mg/L 02/29/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/24/16 1609244Nitrate (NO3) NDEPA 300.0 mg/L 02/24/16 2.0 45

02/24/16 1609244Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/24/16 0.40 10

02/24/16 1609244Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/24/16 0.40 1

7.6 160933802/24/16 pH (Lab) SM 4500HB pH Units 02/24/16 N/A

Page 4 of 5
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week

Work Order: 16B1975

Received: 02/24/16 14:20

03/02/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone 1) 16B1975-07 (Water) 02/24/16   8:15 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.08 160939002/24/16 Cl Res Free (Field) Field mg/L 02/24/16 N/A

19.3 160938902/24/16 Temperature (Field) Field °C 02/24/16 N/A

Microbiology Analyses

02/25/16 1609445Total Coliform ASM 9223 P/A 02/24/16 N/A

02/25/16 1609445E. Coli ASM 9223 P/A 02/24/16 N/A

02/26/16 1609514Plate Count NDSM9215B CFU/ml 02/24/16 1 500

General Chemical Analyses

02/29/16 1610025Ammonia (NH3) NDEPA 350.1 mg/L 02/29/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/24/16 1609244Nitrate (NO3) NDEPA 300.0 mg/L 02/24/16 2.0 45

02/24/16 1609244Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/24/16 0.40 10

02/24/16 1609244Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/24/16 0.40 1

7.7 160933802/24/16 pH (Lab) SM 4500HB pH Units 02/24/16 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone: 1) 16B1975-08 (Water) 02/24/16   8:00 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.83 160939002/24/16 Cl Res Free (Field) Field mg/L 02/24/16 N/A

19 160938902/24/16 Temperature (Field) Field °C 02/24/16 N/A

Microbiology Analyses

02/25/16 1609445Total Coliform ASM 9223 P/A 02/24/16 N/A

02/25/16 1609445E. Coli ASM 9223 P/A 02/24/16 N/A

02/26/16 1609514Plate Count NDSM9215B CFU/ml 02/24/16 1 500

General Chemical Analyses

02/29/16 1610025Ammonia (NH3) NDEPA 350.1 mg/L 02/29/16 0.60 N/A

02/26/16 1609487Ammonia, Free (NH3) NDEPA 350.1 mg/L 02/26/16 0.60 N/A

02/24/16 1609244Nitrate (NO3) NDEPA 300.0 mg/L 02/24/16 2.0 45

02/24/16 1609244Nitrate as N (NO3-N) NDEPA 300.0 mg/L 02/24/16 0.40 10

02/24/16 1609244Nitrite as N (NO2-N) NDEPA 300.0 mg/L 02/24/16 0.40 1

7.7 160933802/24/16 pH (Lab) SM 4500HB pH Units 02/24/16 N/A

pH (Lab) was analyzed ASAP but received and analyzed past the 15 minute hold time.

Analyte NOT DETECTED at or above the reporting limitND
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

03 March 2016

Sincerely,

16B1545Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/17/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Monthly Compliance

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Monthly Compliance

Work Order: 16B1545

Received: 02/17/16 16:20

03/03/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Raw Water Site #1 16B1545-01 (Water) 02/17/16   5:20 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

19 160850702/17/16 Temperature (Field) Field °C 02/17/16 N/A

Microbiology Analyses

02/18/16 1608366Total Coliform ASM 9223 P/A 02/17/16 N/A

02/18/16 1608366E. Coli ASM 9223 P/A 02/17/16 N/A

General Physical Analyses

7.5 160837102/17/16 Apparent Color SM 2120B Color Units 02/17/16 3.0 15

General Chemical Analyses

740 160832102/19/16 Total Filterable Residue/TDS SM 2540C mg/L 02/18/16 5.0 1000

Metals

180 160901002/22/16 Iron (Fe) EPA 200.7 ug/L 02/22/16 100 300

130 160901002/22/16 Manganese (Mn) EPA 200.7 ug/L 02/22/16 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Filter Effluent (Total Chlorine) Site #3 16B1545-02 (Water) 02/17/16   5:40 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

4.98 160850602/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

19.1 160850702/17/16 Temperature (Field) Field °C 02/17/16 N/A

General Physical Analyses

02/17/16 1608371Apparent Color NDSM 2120B Color Units 02/17/16 3.0 15

Metals

02/22/16 1609010Iron (Fe) NDEPA 200.7 ug/L 02/22/16 100 300

02/22/16 1609010Manganese (Mn) NDEPA 200.7 ug/L 02/22/16 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Zone #2 Site #6 16B1545-03 (Water) 02/17/16   5:50 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.9 160850602/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

General Chemical Analyses

650 160832102/19/16 Total Filterable Residue/TDS SM 2540C mg/L 02/18/16 5.0 1000

Page 2 of 3
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Monthly Compliance

Work Order: 16B1545

Received: 02/17/16 16:20

03/03/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 16B1545-04 (Water) 02/17/16   5:30 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.54 160850602/17/16 Cl Res Free (Field) Field mg/L 02/17/16 N/A

19.5 160850702/17/16 Temperature (Field) Field °C 02/17/16 N/A

General Physical Analyses

1 160837102/17/16 Odor Threshold EPA 140.1M TON 02/17/16 1 3

General Chemical Analyses

720 160832102/19/16 Total Filterable Residue/TDS SM 2540C mg/L 02/18/16 5.0 1000

Analyte NOT DETECTED at or above the reporting limitND

Page 3 of 3
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EDT Transfer Confirmation 1

Work Order:    16B1545

Report Date:   03/03/2016

Analyzing Lab: Clinical Laboratory of San Bernardino, Inc. ELAP 1088

Clinical Laboratory of San Bernardino, Inc.

Page 1 of 1

LOMITA-CITY, WATER DEPT. User ID: 4TH        System: 1910073

WELL 05 Station No.: 1910073-003 Sampled: 160217 05:20

Analyzed: 160217Entry No.: 00010SOURCE TEMPERATURE C Units: CResult: 19

Analyzed: 160217Entry No.: 00081COLOR Units: UNITSResult: 7.5

Analyzed: 160222Entry No.: 01045IRON Units: UG/LResult: 180

Analyzed: 160222Entry No.: 01055MANGANESE Units: UG/LResult: 130

Analyzed: 160219Entry No.: 70300TOTAL DISSOLVED SOLIDS Units: MG/LResult: 740

WELL 05 TREATMENT PLANT EFFLUENT Station No.: 1910073-006 Sampled: 160217 05:40

Analyzed: 160217Entry No.: 00010SOURCE TEMPERATURE C Units: CResult: 19.1

Analyzed: 160217Entry No.: 00081COLOR Units: UNITSResult: ND

Analyzed: 160222Entry No.: 01045IRON Units: UG/LResult: ND

Analyzed: 160222Entry No.: 01055MANGANESE Units: UG/LResult: ND

Printed: 03/03/2016 11:48:03 AM   Results of 16B1545 FINAL WRITEON ALL_SAMPLES

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Certificate of Analysis

Client:

02/17/16 09:28

03/08/16 13:38

P.O. #:

16B1545

John Styles

Clinical Laboratory of San Bernardino, Inc.

Fax:

Phones:

(909) 825-7696

(909) 825-7693

Turnaround Time: 5 workdays

Report Date:

Received Date:

 Project:

 Attn:

Grand Terrace, CA 92313

21881 Barton Road

Dear John Styles :

Enclosed are the results of analyses for samples received 2/17/2016 with the Chain of Custody document. The samples were 

received in good condition, at 1.9 °C and on ice.  All analysis met the method criteria except as noted below or in the report 

with data qualifiers.

Matrix: Water

Sampled by:  Client Sampled:  02/17/16 05:20

Sample ID:Lab ID:  6B19042-01 Reservoir Effluent Site #5 / 16B1545-04

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 0.20 mg/l W6B13522/23/16 2/23/16  16:37Methane RSK-1752.6  120

Matrix: Water

Sampled by:  Client Sampled:  02/17/16 05:30

Sample ID:Lab ID:  6B19042-02 Raw Water Site #1 / 16B1545-01

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 0.20 mg/l W6B13522/23/16 2/23/16  18:16Methane RSK-1759.8  120

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 1 of 3

www.wecklabs.com

6B19042

http://www.wecklabs.com


Certificate of Analysis

Quality Control Section

Dissolved Gases in Water by RSK-175 - Quality Control

 Batch W6B1352 - RSK-175

Prepared: 02/23/16    Analyzed: 02/23/16 14:41 Blank (W6B1352-BLK1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... mg/lNDMethane

Prepared: 02/23/16    Analyzed: 02/23/16 15:58 LCS (W6B1352-BS1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 0.198 85-11596mg/l0.190Methane

Prepared: 02/23/16    Analyzed: 02/23/16 17:37Source: 6B19043-01 Duplicate (W6B1352-DUP1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 207mg/l1.481.59Methane

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 2 of 3
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Certificate of Analysis

Case Narrative:

SUPP report generated to switch sample names to match the correct data sets per client request . BG 3/03/16

Notes:

The Chain of Custody document is part of the analytical report.

Any remaining sample(s) for testing will be disposed of one month from the final report date unless other arrangements are made in 

advance.

All results are expressed on wet weight basis unless otherwise specified.

An Absence of Total Coliform meets the drinking water standards as established by the State of California Department of Health Services.

The Reporting Limit (RL) is referenced as laboratory's Practical Quantitation Limit (PQL).  

For Potable water analysis, the Reporting Limit (RL) is referenced as Detection Limit for reporting purposes (DLRs) defined by EPA.

If sample collected by Weck Laboratories, sampled in accordance to lab SOP MIS002

The results in this report apply to the samples analyzed in accordance with the chain of custody document. Weck Laboratories certifies 

that the test results meet all requirements of NELAC unless noted in the Case Narrative.  This analytical report must be reproduced in its 

entirety.

Contact:  Brandon Gee

(Project Manager)

Authorized Signature
ELAP    # 1132

LACSD # 10143

NELAC #4047-002 ORELAP

Flags for Data Qualifiers:

ND NOT DETECTED at or above the Reporting Limit.  If J-value reported, then NOT DETECTED at or above the Method 

Detection Limit (MDL).

Subcontracted analysis, original report enclosed.Sub

Method Detection LimitDL

Minimum Detectable ActivityMDA

Method Reporting LimitRL

Not ReportableNR

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

07 March 2016

Sincerely,

16B1973Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/24/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Lomita Distribution Sample Non-Compliance

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Sample Non-Compliance

Work Order: 16B1973

Received: 02/24/16 14:20

03/07/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

26255 Appian Way 16B1973-01 (Water) 02/24/16   8:23 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.99 160938702/24/16 Cl Res Total (Field) Field mg/L 02/24/16 N/A

Trihalomethanes Analyses

2.9 160953703/03/16 Bromodichloromethane EPA 524.2 ug/L 03/03/16 1.0 N/A

21.9 160953703/03/16 Bromoform EPA 524.2 ug/L 03/03/16 1.0 N/A

1.1 160953703/03/16 Chloroform (Trichloromethane) EPA 524.2 ug/L 03/03/16 1.0 N/A

8.0 160953703/03/16 Dibromochloromethane EPA 524.2 ug/L 03/03/16 1.0 N/A

33.9 160953703/03/16 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 03/03/16 1.0 80

160953703/03/16 74 % 03/03/16 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

160953703/03/16 81 % 03/03/16 EPA 524.2Surrogate: Bromofluorobenzene

Haloacetic Acids Analyses

5.1 161005403/01/16 Dibromoacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

1.1 161005403/01/16 Dichloroacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

03/01/16 1610054Monobromoacetic Acid NDEPA 552.2 ug/L 03/01/16 1.0 N/A

03/01/16 1610054Monochloroacetic Acid NDEPA 552.2 ug/L 03/01/16 2.0 N/A

03/01/16 1610054Trichloroacetic Acid NDEPA 552.2 ug/L 03/01/16 1.0 N/A

6.2 161005403/01/16 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 03/01/16 1.0 60

161005403/01/16 104 % 03/01/16 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Sample Non-Compliance

Work Order: 16B1973

Received: 02/24/16 14:20

03/07/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 259th Pl 16B1973-02 (Water) 02/24/16   8:12 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.98 160938702/24/16 Cl Res Total (Field) Field mg/L 02/24/16 N/A

Trihalomethanes Analyses

3.5 160953703/03/16 Bromodichloromethane EPA 524.2 ug/L 03/03/16 1.0 N/A

23.9 160953703/03/16 Bromoform EPA 524.2 ug/L 03/03/16 1.0 N/A

1.3 160953703/03/16 Chloroform (Trichloromethane) EPA 524.2 ug/L 03/03/16 1.0 N/A

9.1 160953703/03/16 Dibromochloromethane EPA 524.2 ug/L 03/03/16 1.0 N/A

37.8 160953703/03/16 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 03/03/16 1.0 80

160953703/03/16 88 % 03/03/16 EPA 524.2Surrogate: Bromofluorobenzene

160953703/03/16 74 % 03/03/16 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

5.4 161005403/01/16 Dibromoacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

1.1 161005403/01/16 Dichloroacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

03/01/16 1610054Monobromoacetic Acid NDEPA 552.2 ug/L 03/01/16 1.0 N/A

03/01/16 1610054Monochloroacetic Acid NDEPA 552.2 ug/L 03/01/16 2.0 N/A

03/01/16 1610054Trichloroacetic Acid NDEPA 552.2 ug/L 03/01/16 1.0 N/A

6.5 161005403/01/16 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 03/01/16 1.0 60

161005403/01/16 107 % 03/01/16 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Sample Non-Compliance

Work Order: 16B1973

Received: 02/24/16 14:20

03/07/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 252nd St 16B1973-03 (Water) 02/24/16   8:00 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

1.15 160938802/24/16 Cl Res Free (Field) Field mg/L 02/24/16 N/A

Trihalomethanes Analyses

34.6 160953703/03/16 Bromodichloromethane EPA 524.2 ug/L 03/03/16 1.0 N/A

49.7 160953703/03/16 Bromoform EPA 524.2 ug/L 03/03/16 1.0 N/A

12.5 160953703/03/16 Chloroform (Trichloromethane) EPA 524.2 ug/L 03/03/16 1.0 N/A

67.5 160953703/03/16 Dibromochloromethane EPA 524.2 ug/L 03/03/16 1.0 N/A

164.3 160953703/03/16 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 03/03/16 1.0 80

160953703/03/16 77 % 03/03/16 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

160953703/03/16 84 % 03/03/16 EPA 524.2Surrogate: Bromofluorobenzene

Haloacetic Acids Analyses

17.4 161005403/01/16 Dibromoacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

4.7 161005403/01/16 Dichloroacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

03/01/16 1610054Monobromoacetic Acid NDEPA 552.2 ug/L 03/01/16 1.0 N/A

03/01/16 1610054Monochloroacetic Acid NDEPA 552.2 ug/L 03/01/16 2.0 N/A

3.7 161005403/01/16 Trichloroacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

25.8 161005403/01/16 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 03/01/16 1.0 60

161005403/01/16 104 % 03/01/16 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Lomita Distribution Sample Non-Compliance

Work Order: 16B1973

Received: 02/24/16 14:20

03/07/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2450 W 247th St 16B1973-04 (Water) 02/24/16   8:41 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.98 160938802/24/16 Cl Res Free (Field) Field mg/L 02/24/16 N/A

Trihalomethanes Analyses

38.2 160953703/03/16 Bromodichloromethane EPA 524.2 ug/L 03/03/16 1.0 N/A

56.9 160953703/03/16 Bromoform EPA 524.2 ug/L 03/03/16 1.0 N/A

13.2 160953703/03/16 Chloroform (Trichloromethane) EPA 524.2 ug/L 03/03/16 1.0 N/A

74.6 160953703/03/16 Dibromochloromethane EPA 524.2 ug/L 03/03/16 1.0 N/A

182.9 160953703/03/16 Total Trihalomethanes (TTHM) EPA 524.2 ug/L 03/03/16 1.0 80

160953703/03/16 84 % 03/03/16 EPA 524.2Surrogate: Bromofluorobenzene

160953703/03/16 84 % 03/03/16 EPA 524.2Surrogate: 1,2-Dichlorobenzene-d4

Haloacetic Acids Analyses

16.9 161005403/01/16 Dibromoacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

4.8 161005403/01/16 Dichloroacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

03/01/16 1610054Monobromoacetic Acid NDEPA 552.2 ug/L 03/01/16 1.0 N/A

03/01/16 1610054Monochloroacetic Acid NDEPA 552.2 ug/L 03/01/16 2.0 N/A

3.7 161005403/01/16 Trichloroacetic Acid EPA 552.2 ug/L 03/01/16 1.0 N/A

25.4 161005403/01/16 Total Haloacetic Acids (HAA5) EPA 552.2 ug/L 03/01/16 1.0 60

161005403/01/16 106 % 03/01/16 EPA 552.2Surrogate: 2,3-Dibromopropionic Acid

Analyte NOT DETECTED at or above the reporting limitND
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