














 

 

 

 

 

APPENDIX A 

LABORATORY RESULTS 



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

21 July 2016

Sincerely,

16G0348Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

07/06/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Distribution Weekly - 1st Week July

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 1st Week July

Work Order: 16G0348

Received: 07/06/16 15:30

07/21/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th St (S13-001 Zone: 2) 16G0348-01 (Water) 07/06/16   9:00 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.15 162826607/06/16 Cl Res Free (Field) Field mg/L 07/06/16 N/A

2.2 162826607/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

8.18 162826607/06/16 pH (Field) Field pH Units 07/06/16 N/A

24.7 162826607/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628294Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628294E. Coli ASM 9223 P/A 07/06/16 N/A

07/08/16 1628413Plate Count NDSM9215B CFU/ml 07/06/16 1 500

General Physical Analyses

07/06/16 1628308Apparent Color NDSM 2120B Color Units 07/06/16 3.0 15

1 162830807/06/16 Odor Threshold EPA 140.1M TON 07/06/16 1 3

07/06/16 1628308Turbidity NDEPA 180.1 NTU 07/06/16 0.1 5

General Chemical Analyses

07/19/16 1630063Ammonia (NH3) NDEPA 350.1 mg/L 07/19/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/07/16 1628300Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/07/16 0.40 10

07/07/16 1628300Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/07/16 0.40 1

07/07/16 1628300Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/07/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 1st Week July

Work Order: 16G0348

Received: 07/06/16 15:30

07/21/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 S. Monte Vista Ave. (S13-002 Zone: 3) 16G0348-02 (Water) 07/06/16   8:45 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.23 162826607/06/16 Cl Res Free (Field) Field mg/L 07/06/16 N/A

2.2 162826607/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

8.24 162826607/06/16 pH (Field) Field pH Units 07/06/16 N/A

23.2 162826607/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628294Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628294E. Coli ASM 9223 P/A 07/06/16 N/A

07/08/16 1628413Plate Count NDSM9215B CFU/ml 07/06/16 1 500

General Chemical Analyses

07/19/16 1630063Ammonia (NH3) NDEPA 350.1 mg/L 07/19/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/07/16 1628300Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/07/16 0.40 10

07/07/16 1628300Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/07/16 0.40 1

07/07/16 1628300Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/07/16 0.050 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W 252nd St (S13-003 Zone 1) 16G0348-03 (Water) 07/06/16   7:30 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.17 162826607/06/16 Cl Res Free (Field) Field mg/L 07/06/16 N/A

2.02 162826607/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

8.08 162826607/06/16 pH (Field) Field pH Units 07/06/16 N/A

23.6 162826607/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628294Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628294E. Coli ASM 9223 P/A 07/06/16 N/A

07/08/16 1628413Plate Count NDSM9215B CFU/ml 07/06/16 1 HT-08500

General Chemical Analyses

07/19/16 1630063Ammonia (NH3) NDEPA 350.1 mg/L 07/19/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/07/16 1628300Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/07/16 0.40 10

07/07/16 1628300Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/07/16 0.40 1

07/07/16 1628300Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/07/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 1st Week July

Work Order: 16G0348

Received: 07/06/16 15:30

07/21/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S Moon Ave (S13-004 Zone 1) 16G0348-04 (Water) 07/06/16   7:35 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.09 162826607/06/16 Cl Res Free (Field) Field mg/L 07/06/16 N/A

1.86 162826607/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

8.01 162826607/06/16 pH (Field) Field pH Units 07/06/16 N/A

22.6 162826607/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628294Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628294E. Coli ASM 9223 P/A 07/06/16 N/A

07/08/16 1628413Plate Count NDSM9215B CFU/ml 07/06/16 1 HT-08500

General Chemical Analyses

07/19/16 1630063Ammonia (NH3) NDEPA 350.1 mg/L 07/19/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/07/16 1628300Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/07/16 0.40 10

07/07/16 1628300Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/07/16 0.40 1

07/07/16 1628300Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/07/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 1st Week July

Work Order: 16G0348

Received: 07/06/16 15:30

07/21/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 Pacific Coast Highway (S13-005 Zone 2) 16G0348-05 (Water) 07/06/16   8:30 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.2 162826607/06/16 Cl Res Free (Field) Field mg/L 07/06/16 N/A

2.07 162826607/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

8.14 162826607/06/16 pH (Field) Field pH Units 07/06/16 N/A

23.2 162826607/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628294Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628294E. Coli ASM 9223 P/A 07/06/16 N/A

07/08/16 1628413Plate Count NDSM9215B CFU/ml 07/06/16 1 500

General Physical Analyses

07/06/16 1628308Apparent Color NDSM 2120B Color Units 07/06/16 3.0 15

1 162830807/06/16 Odor Threshold EPA 140.1M TON 07/06/16 1 3

07/06/16 1628308Turbidity NDEPA 180.1 NTU 07/06/16 0.1 5

General Chemical Analyses

07/19/16 1630063Ammonia (NH3) NDEPA 350.1 mg/L 07/19/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/07/16 1628300Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/07/16 0.40 10

07/07/16 1628300Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/07/16 0.40 1

07/07/16 1628300Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/07/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 1st Week July

Work Order: 16G0348

Received: 07/06/16 15:30

07/21/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir SP5 16G0348-06 (Water) 07/06/16   9:30 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.16 162826607/06/16 Cl Res Free (Field) Field mg/L 07/06/16 N/A

2.42 162826607/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

7.93 162826607/06/16 pH (Field) Field pH Units 07/06/16 N/A

22.9 162826607/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628294Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628294E. Coli ASM 9223 P/A 07/06/16 N/A

07/08/16 1628413Plate Count NDSM9215B CFU/ml 07/06/16 1 500

General Chemical Analyses

07/19/16 1630063Ammonia (NH3) NDEPA 350.1 mg/L 07/19/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/07/16 1628300Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/07/16 0.40 10

07/07/16 1628300Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/07/16 0.40 1

07/07/16 1628300Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/07/16 0.050 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone 1) 16G0348-07 (Water) 07/06/16   8:15 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.13 162826607/06/16 Cl Res Free (Field) Field mg/L 07/06/16 N/A

2.06 162826607/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

7.96 162826607/06/16 pH (Field) Field pH Units 07/06/16 N/A

22.9 162826607/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628294Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628294E. Coli ASM 9223 P/A 07/06/16 N/A

9 162841307/08/16 Plate Count SM9215B CFU/ml 07/06/16 1 HT-08500

General Chemical Analyses

07/19/16 1630063Ammonia (NH3) NDEPA 350.1 mg/L 07/19/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/07/16 1628300Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/07/16 0.40 10

07/07/16 1628300Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/07/16 0.40 1

07/07/16 1628300Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/07/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 1st Week July

Work Order: 16G0348

Received: 07/06/16 15:30

07/21/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St. (A Zone 1) 16G0348-08 (Water) 07/06/16   7:00 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.08 162826607/06/16 Cl Res Free (Field) Field mg/L 07/06/16 N/A

0.82 162826607/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

8.03 162826607/06/16 pH (Field) Field pH Units 07/06/16 N/A

23.4 162826607/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628294Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628294E. Coli ASM 9223 P/A 07/06/16 N/A

10 162841307/08/16 Plate Count SM9215B CFU/ml 07/06/16 1 HT-08500

General Chemical Analyses

07/19/16 1630063Ammonia (NH3) NDEPA 350.1 mg/L 07/19/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/07/16 1628300Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/07/16 0.40 10

0.067 162830007/07/16 Nitrite as N (NO2-N) EPA 353.2 mg/L 07/07/16 0.40 1

0.067 162830007/07/16 Nitrite as N (NO2-N) Low EPA 353.2 mg/L 07/07/16 0.050 N/A

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

Analyte NOT DETECTED at or above the reporting limitND
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

21 July 2016

Sincerely,

16G0446Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

07/06/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: CWPF Monthly Standard 1st Week July

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF Monthly Standard 1st Week July

Work Order: 16G0446

Received: 07/06/16 15:30

07/21/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Well SP#1 16G0446-01 (Water) 07/06/16   8:00 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

7.59 162835707/06/16 pH (Field) Field pH Units 07/06/16 N/A

23.1 162835707/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628261Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628261E. Coli ASM 9223 P/A 07/06/16 N/A

07/08/16 1628413Plate Count NDSM9215B CFU/ml 07/06/16 1 HT-08500

General Physical Analyses

07/06/16 1628308Apparent Color NDSM 2120B Color Units 07/06/16 3.0 15

General Chemical Analyses

330 [CALC]07/15/16 Hardness, Total (as CaCO3) Calculated mg/L 07/15/16 6.6 N/A

710 162911307/13/16 Total Filterable Residue/TDS SM 2540C mg/L 07/12/16 5.0 1000

Metals

85 162939807/15/16 Calcium (Ca) EPA 200.7 mg/L 07/15/16 1.0 N/A

210 162930107/14/16 Iron (Fe) EPA 200.7 ug/L 07/14/16 100 300

28 162939807/15/16 Magnesium (Mg) EPA 200.7 mg/L 07/15/16 1.0 N/A

100 162930107/14/16 Manganese (Mn) EPA 200.7 ug/L 07/14/16 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Filter SP#2 16G0446-02 (Water) 07/06/16   8:10 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

4.72 162835707/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

7.64 162835707/06/16 pH (Field) Field pH Units 07/06/16 N/A

22.8 162835707/06/16 Temperature (Field) Field °C 07/06/16 N/A

Microbiology Analyses

07/07/16 1628261Total Coliform ASM 9223 P/A 07/06/16 N/A

07/07/16 1628261E. Coli ASM 9223 P/A 07/06/16 N/A

07/08/16 1628413Plate Count NDSM9215B CFU/ml 07/06/16 1 HT-08500

Page 2 of 4
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF Monthly Standard 1st Week July

Work Order: 16G0446

Received: 07/06/16 15:30

07/21/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

MWD SP #6 16G0446-03 (Water) 07/06/16   8:20 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.18 162835707/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

8.25 162835707/06/16 pH (Field) Field pH Units 07/06/16 N/A

22.8 162835707/06/16 Temperature (Field) Field °C 07/06/16 N/A

General Chemical Analyses

270 [CALC]07/15/16 Hardness, Total (as CaCO3) Calculated mg/L 07/15/16 6.6 N/A

600 162911307/13/16 Total Filterable Residue/TDS SM 2540C mg/L 07/12/16 5.0 1000

Metals

66 162939807/15/16 Calcium (Ca) EPA 200.7 mg/L 07/15/16 1.0 N/A

26 162939807/15/16 Magnesium (Mg) EPA 200.7 mg/L 07/15/16 1.0 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site SP #3 16G0446-04 (Water) 07/06/16   8:40 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

4.15 162835707/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

7.66 162835707/06/16 pH (Field) Field pH Units 07/06/16 N/A

22.9 162835707/06/16 Temperature (Field) Field °C 07/06/16 N/A

General Physical Analyses

07/06/16 1628308Apparent Color NDSM 2120B Color Units 07/06/16 3.0 15

Metals

07/14/16 1629301Iron (Fe) NDEPA 200.7 ug/L 07/14/16 100 300

07/14/16 1629301Manganese (Mn) NDEPA 200.7 ug/L 07/14/16 20 50

Page 3 of 4
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF Monthly Standard 1st Week July

Work Order: 16G0446

Received: 07/06/16 15:30

07/21/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site SP #5 16G0446-05 (Water) 07/06/16   8:50 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.42 162835707/06/16 Cl Res Total (Field) Field mg/L 07/06/16 N/A

7.93 162835707/06/16 pH (Field) Field pH Units 07/06/16 N/A

22.9 162835707/06/16 Temperature (Field) Field °C 07/06/16 N/A

General Physical Analyses

4 162830807/06/16 Odor Threshold EPA 140.1M TON 07/06/16 1 3

General Chemical Analyses

300 [CALC]07/15/16 Hardness, Total (as CaCO3) Calculated mg/L 07/15/16 6.6 N/A

670 162911307/13/16 Total Filterable Residue/TDS SM 2540C mg/L 07/12/16 5.0 1000

Metals

76 162939807/15/16 Calcium (Ca) EPA 200.7 mg/L 07/15/16 1.0 N/A

07/14/16 1629301Iron (Fe) NDEPA 200.7 ug/L 07/14/16 100 300

27 162939807/15/16 Magnesium (Mg) EPA 200.7 mg/L 07/15/16 1.0 N/A

07/14/16 1629301Manganese (Mn) NDEPA 200.7 ug/L 07/14/16 20 50

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

Analyte NOT DETECTED at or above the reporting limitND

Page 4 of 4
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EDT Transfer Confirmation 1

Work Order:    16G0446

Report Date:   07/21/2016

Analyzing Lab: Clinical Laboratory of San Bernardino, Inc. ELAP 1088

Clinical Laboratory of San Bernardino, Inc.

Page 1 of 1

LOMITA-CITY, WATER DEPT. User ID: 4TH        System: 1910073

WELL 05 Station No.: 1910073-003 Sampled: 160706 08:00

Analyzed: 160706Entry No.: 00081COLOR Units: UNITSResult: ND

Analyzed: 160715Entry No.: 00900TOTAL HARDNESS (AS CACO3) Units: MG/LResult: 330

Analyzed: 160715Entry No.: 00916CALCIUM Units: MG/LResult: 85

Analyzed: 160715Entry No.: 00927MAGNESIUM Units: MG/LResult: 28

Analyzed: 160714Entry No.: 01045IRON Units: UG/LResult: 210

Analyzed: 160714Entry No.: 01055MANGANESE Units: UG/LResult: 100

Analyzed: 160713Entry No.: 70300TOTAL DISSOLVED SOLIDS Units: MG/LResult: 710

WELL 05 TREATMENT PLANT EFFLUENT Station No.: 1910073-006 Sampled: 160706 08:40

Analyzed: 160706Entry No.: 00081COLOR Units: UNITSResult: ND

Analyzed: 160714Entry No.: 01045IRON Units: UG/LResult: ND

Analyzed: 160714Entry No.: 01055MANGANESE Units: UG/LResult: ND

Printed: 07/21/2016 02:37:53 PM   Results of 16G0446 FINAL WRITEON ALL_SAMPLES

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Certificate of Analysis

Client:

07/08/16 12:55

07/14/16 13:19

P.O. #:

16G0446

John Styles

Clinical Laboratory of San Bernardino, Inc.

Fax:

Phones:

(909) 825-7696

(909) 825-7693

Turnaround Time: 5 workdays

Report Date:

Received Date:

 Project:

 Attn:

Grand Terrace, CA 92313

21881 Barton Road

Dear John Styles :

Enclosed are the results of analyses for samples received 7/8/2016 with the Chain of Custody document. The samples were 

received in good condition, at 0.8 °C and on ice.  All analysis met the method criteria except as noted below or in the report 

with data qualifiers.

Matrix: Water

Sampled by:  Client Sampled:  07/06/16 08:00

Sample ID:Lab ID:  6G08043-01 Well SP#1/ 16G0446-01

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 0.20 mg/l0.024 W6G05467/12/16 7/12/16  19:56Methane RSK-1759.6  120

Matrix: Water

Sampled by:  Client Sampled:  07/06/16 08:50

Sample ID:Lab ID:  6G08043-02 Reservoir Effluent Site #5 / 16G0446-05

Analyte Result MDL DilMRL Units QualifierPrepared Analyzed BatchMethod

..................................................................... 0.010 mg/l0.0012 W6G05467/12/16 7/12/16  20:16Methane RSK-1750.34  11

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 1 of 3

www.wecklabs.com

6G08043

http://www.wecklabs.com


Certificate of Analysis

Quality Control Section

Dissolved Gases in Water by RSK-175 - Quality Control

 Batch W6G0546 - RSK-175

Prepared: 07/12/16    Analyzed: 07/12/16 19:36 Blank (W6G0546-BLK1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... mg/lNDMethane

Prepared: 07/12/16    Analyzed: 07/12/16 19:17 LCS (W6G0546-BS1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 0.198 85-115106mg/l0.209Methane

Prepared: 07/12/16    Analyzed: 07/12/16 20:36Source: 6G08043-02 Duplicate (W6G0546-DUP1)

%REC

Limits

RPD

LimitUnits
Spike

Level

Sample

Result %REC RPDQualifier Analyte
QC

Result

................................................................................... 2010mg/l0.3770.341Methane

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 2 of 3

www.wecklabs.com

6G08043

http://www.wecklabs.com


Certificate of Analysis

Notes:

The Chain of Custody document is part of the analytical report.

Any remaining sample(s) for testing will be disposed of one month from the final report date unless other arrangements are made in 

advance.

All results are expressed on wet weight basis unless otherwise specified.

An Absence of Total Coliform meets the drinking water standards as established by the State of California Department of Health Services.

The Reporting Limit (RL) is referenced as laboratory's Practical Quantitation Limit (PQL).  

For Potable water analysis, the Reporting Limit (RL) is referenced as Detection Limit for reporting purposes (DLRs) defined by EPA.

If sample collected by Weck Laboratories, sampled in accordance to lab SOP MIS002

The results in this report apply to the samples analyzed in accordance with the chain of custody document. Weck Laboratories certifies 

that the test results meet all requirements of NELAC unless noted in the Case Narrative.  This analytical report must be reproduced in its 

entirety.

Contact:  Brandon Gee

(Project Manager)

Authorized Signature
ELAP    # 1132

LACSD # 10143

NELAC #4047-002 ORELAP

Flags for Data Qualifiers:

ND NOT DETECTED at or above the Method Reporting Limit (MRL).  If Method Detection Limit (MDL) is reported, then not 

detected at or above the MDL.

Subcontracted analysis, original report enclosed.Sub

Method Detection LimitDL

Minimum Detectable ActivityMDA

Method Reporting LimitRL

Not ReportableNR

Weck Laboratories, Inc    14859 East Clark Avenue, City of Industry, California 91745-1396      (626) 336-2139     FAX  (626) 336-2634

Page 3 of 3
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

28 July 2016

Sincerely,

16G1222Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

07/13/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Distribution Weekly - 2nd Week July

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 2nd Week July

Work Order: 16G1222

Received: 07/13/16 15:45

07/28/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th St (S13-001 Zone: 2) 16G1222-01 (Water) 07/13/16   7:40 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.23 163003707/13/16 Cl Res Free (Field) Field mg/L 07/13/16 N/A

2.2 163003707/13/16 Cl Res Total (Field) Field mg/L 07/13/16 N/A

8.24 163003707/13/16 pH (Field) Field pH Units 07/13/16 N/A

24.9 163003707/13/16 Temperature (Field) Field °C 07/13/16 N/A

Microbiology Analyses

07/14/16 1629458Total Coliform ASM 9223 P/A 07/13/16 N/A

07/14/16 1629458E. Coli ASM 9223 P/A 07/13/16 N/A

07/15/16 1630004Plate Count NDSM9215B CFU/ml 07/13/16 1 HT-08500

General Physical Analyses

07/13/16 1629403Apparent Color NDSM 2120B Color Units 07/13/16 3.0 15

1 162940307/13/16 Odor Threshold EPA 140.1M TON 07/13/16 1 3

07/13/16 1629403Turbidity NDEPA 180.1 NTU 07/13/16 0.1 5

General Chemical Analyses

07/25/16 1631010Ammonia (NH3) NDEPA 350.1 mg/L 07/25/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/15/16 1629437Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-0110

07/15/16 1629437Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-011

07/15/16 1629437Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/15/16 0.050 HT-01N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 2nd Week July

Work Order: 16G1222

Received: 07/13/16 15:45

07/28/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 S. Monte Vista Ave. (S13-002 Zone: 3) 16G1222-02 (Water) 07/13/16   7:25 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.29 163003707/13/16 Cl Res Free (Field) Field mg/L 07/13/16 N/A

2.2 163003707/13/16 Cl Res Total (Field) Field mg/L 07/13/16 N/A

8.05 163003707/13/16 pH (Field) Field pH Units 07/13/16 N/A

22.3 163003707/13/16 Temperature (Field) Field °C 07/13/16 N/A

Microbiology Analyses

07/14/16 1629458Total Coliform ASM 9223 P/A 07/13/16 N/A

07/14/16 1629458E. Coli ASM 9223 P/A 07/13/16 N/A

07/15/16 1630004Plate Count NDSM9215B CFU/ml 07/13/16 1 HT-08500

General Physical Analyses

07/13/16 1629403Apparent Color NDSM 2120B Color Units 07/13/16 3.0 15

1 162940307/13/16 Odor Threshold EPA 140.1M TON 07/13/16 1 3

0.2 162940307/13/16 Turbidity EPA 180.1 NTU 07/13/16 0.1 5

General Chemical Analyses

0.63 163101007/25/16 Ammonia (NH3) EPA 350.1 mg/L 07/25/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/15/16 1629437Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-0110

07/15/16 1629437Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-011

07/15/16 1629437Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/15/16 0.050 HT-01N/A

Page 3 of 7
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 2nd Week July

Work Order: 16G1222

Received: 07/13/16 15:45

07/28/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W 252nd St (S13-003 Zone 1) 16G1222-03 (Water) 07/13/16   7:55 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.28 163003707/13/16 Cl Res Free (Field) Field mg/L 07/13/16 N/A

1.67 163003707/13/16 Cl Res Total (Field) Field mg/L 07/13/16 N/A

7.98 163003707/13/16 pH (Field) Field pH Units 07/13/16 N/A

25 163003707/13/16 Temperature (Field) Field °C 07/13/16 N/A

Microbiology Analyses

07/14/16 1629458Total Coliform ASM 9223 P/A 07/13/16 N/A

07/14/16 1629458E. Coli ASM 9223 P/A 07/13/16 N/A

07/15/16 1630004Plate Count NDSM9215B CFU/ml 07/13/16 1 HT-08500

General Chemical Analyses

07/25/16 1631010Ammonia (NH3) NDEPA 350.1 mg/L 07/25/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/15/16 1629437Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-0110

07/15/16 1629437Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-011

07/15/16 1629437Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/15/16 0.050 HT-01N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S Moon Ave (S13-004 Zone 1) 16G1222-04 (Water) 07/13/16   8:30 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.32 163003707/13/16 Cl Res Free (Field) Field mg/L 07/13/16 N/A

1.27 163003707/13/16 Cl Res Total (Field) Field mg/L 07/13/16 N/A

7.9 163003707/13/16 pH (Field) Field pH Units 07/13/16 N/A

24.1 163003707/13/16 Temperature (Field) Field °C 07/13/16 N/A

Microbiology Analyses

07/14/16 1629458Total Coliform ASM 9223 P/A 07/13/16 N/A

07/14/16 1629458E. Coli ASM 9223 P/A 07/13/16 N/A

8 163000407/15/16 Plate Count SM9215B CFU/ml 07/13/16 1 500

General Chemical Analyses

07/25/16 1631010Ammonia (NH3) NDEPA 350.1 mg/L 07/25/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/15/16 1629437Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-0110

07/15/16 1629437Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-011

07/15/16 1629437Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/15/16 0.050 HT-01N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 2nd Week July

Work Order: 16G1222

Received: 07/13/16 15:45

07/28/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 Pacific Coast Highway (S13-005 Zone 2) 16G1222-05 (Water) 07/13/16   7:00 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

07/13/16 1630037Cl Res Free (Field) 0Field mg/L 07/13/16 N/A

2.2 163003707/13/16 Cl Res Total (Field) Field mg/L 07/13/16 N/A

7.33 163003707/13/16 pH (Field) Field pH Units 07/13/16 N/A

22.6 163003707/13/16 Temperature (Field) Field °C 07/13/16 N/A

Microbiology Analyses

07/14/16 1629458Total Coliform ASM 9223 P/A 07/13/16 N/A

07/14/16 1629458E. Coli ASM 9223 P/A 07/13/16 N/A

07/15/16 1630004Plate Count NDSM9215B CFU/ml 07/13/16 1 HT-08500

General Chemical Analyses

07/25/16 1631010Ammonia (NH3) NDEPA 350.1 mg/L 07/25/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/15/16 1629437Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-0110

07/15/16 1629437Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-011

07/15/16 1629437Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/15/16 0.050 HT-01N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir SP5 16G1222-06 (Water) 07/13/16   9:00 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.12 163003707/13/16 Cl Res Free (Field) Field mg/L 07/13/16 N/A

2.42 163003707/13/16 Cl Res Total (Field) Field mg/L 07/13/16 N/A

7.89 163003707/13/16 pH (Field) Field pH Units 07/13/16 N/A

23 163003707/13/16 Temperature (Field) Field °C 07/13/16 N/A

Microbiology Analyses

07/14/16 1629458Total Coliform ASM 9223 P/A 07/13/16 N/A

07/14/16 1629458E. Coli ASM 9223 P/A 07/13/16 N/A

07/15/16 1630004Plate Count NDSM9215B CFU/ml 07/13/16 1 500

General Chemical Analyses

07/25/16 1631010Ammonia (NH3) NDEPA 350.1 mg/L 07/25/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/15/16 1629437Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-0110

07/15/16 1629437Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-011

07/15/16 1629437Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/15/16 0.050 HT-01N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 2nd Week July

Work Order: 16G1222

Received: 07/13/16 15:45

07/28/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone 1) 16G1222-07 (Water) 07/13/16   8:50 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.17 163003707/13/16 Cl Res Free (Field) Field mg/L 07/13/16 N/A

1.55 163003707/13/16 Cl Res Total (Field) Field mg/L 07/13/16 N/A

7.97 163003707/13/16 pH (Field) Field pH Units 07/13/16 N/A

24.8 163003707/13/16 Temperature (Field) Field °C 07/13/16 N/A

Microbiology Analyses

07/14/16 1629458Total Coliform ASM 9223 P/A 07/13/16 N/A

07/14/16 1629458E. Coli ASM 9223 P/A 07/13/16 N/A

53 163000407/15/16 Plate Count SM9215B CFU/ml 07/13/16 1 500

General Chemical Analyses

07/25/16 1631010Ammonia (NH3) NDEPA 350.1 mg/L 07/25/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/15/16 1629437Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-0110

07/15/16 1629437Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-011

07/15/16 1629437Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/15/16 0.050 HT-01N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St. (A Zone 1) 16G1222-08 (Water) 07/13/16   8:10 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.06 163003707/13/16 Cl Res Free (Field) Field mg/L 07/13/16 N/A

0.43 163003707/13/16 Cl Res Total (Field) Field mg/L 07/13/16 N/A

7.8 163003707/13/16 pH (Field) Field pH Units 07/13/16 N/A

25.1 163003707/13/16 Temperature (Field) Field °C 07/13/16 N/A

Microbiology Analyses

07/14/16 1629458Total Coliform ASM 9223 P/A 07/13/16 N/A

07/14/16 1629458E. Coli ASM 9223 P/A 07/13/16 N/A

33 163000407/15/16 Plate Count SM9215B CFU/ml 07/13/16 1 HT-08500

General Chemical Analyses

07/25/16 1631010Ammonia (NH3) NDEPA 350.1 mg/L 07/25/16 0.60 N/A

07/18/16 1630007Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/18/16 0.60 N/A

07/15/16 1629437Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/15/16 0.40 HT-0110

0.11 162943707/15/16 Nitrite as N (NO2-N) EPA 353.2 mg/L 07/15/16 0.40 HT-011

0.11 162943707/15/16 Nitrite as N (NO2-N) Low EPA 353.2 mg/L 07/15/16 0.050 HT-01N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 2nd Week July

Work Order: 16G1222

Received: 07/13/16 15:45

07/28/16

Clinical Laboratory of San Bernardino, Inc.

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

HT-01 Analysis performed outside of recommended hold time.

Analyte NOT DETECTED at or above the reporting limitND
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

05 August 2016

Sincerely,

16G1639Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

07/20/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Distribution Weekly - 3rd Week July
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 3rd Week July

Work Order: 16G1639

Received: 07/20/16 16:00

08/05/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th St (S13-001 Zone: 2) 16G1639-01 (Water) 07/20/16   7:05 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.12 163032707/20/16 Cl Res Free (Field) Field mg/L 07/20/16 N/A

2.3 163032707/20/16 Cl Res Total (Field) Field mg/L 07/20/16 N/A

8.44 163032707/20/16 pH (Field) Field pH Units 07/20/16 N/A

22.9 163032707/20/16 Temperature (Field) Field °C 07/20/16 N/A

Microbiology Analyses

07/21/16 1630363Total Coliform ASM 9223 P/A 07/20/16 N/A

07/21/16 1630363E. Coli ASM 9223 P/A 07/20/16 N/A

07/22/16 1630433Plate Count NDSM9215B CFU/ml 07/20/16 1 HT-08500

General Chemical Analyses

07/28/16 1631350Ammonia (NH3) NDEPA 350.1 mg/L 07/28/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/21/16 1630361Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/21/16 0.40 10

07/21/16 1630361Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/21/16 0.40 1

07/21/16 1630361Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/21/16 0.050 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 Monte Vista Ave. (S13-002 Zone: 3) 16G1639-02 (Water) 07/20/16   7:30 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.15 163032707/20/16 Cl Res Free (Field) Field mg/L 07/20/16 N/A

2.3 163032707/20/16 Cl Res Total (Field) Field mg/L 07/20/16 N/A

8.4 163032707/20/16 pH (Field) Field pH Units 07/20/16 N/A

22.7 163032707/20/16 Temperature (Field) Field °C 07/20/16 N/A

Microbiology Analyses

07/21/16 1630363Total Coliform ASM 9223 P/A 07/20/16 N/A

07/21/16 1630363E. Coli ASM 9223 P/A 07/20/16 N/A

07/22/16 1630433Plate Count NDSM9215B CFU/ml 07/20/16 1 HT-08500

General Chemical Analyses

07/28/16 1631350Ammonia (NH3) NDEPA 350.1 mg/L 07/28/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/21/16 1630361Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/21/16 0.40 10

07/21/16 1630361Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/21/16 0.40 1

07/21/16 1630361Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/21/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 3rd Week July

Work Order: 16G1639

Received: 07/20/16 16:00

08/05/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W. 252nd St (S13-003 Zone 1) 16G1639-03 (Water) 07/20/16   7:55 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.08 163032707/20/16 Cl Res Free (Field) Field mg/L 07/20/16 N/A

1.4 163032707/20/16 Cl Res Total (Field) Field mg/L 07/20/16 N/A

7.96 163032707/20/16 pH (Field) Field pH Units 07/20/16 N/A

26 163032707/20/16 Temperature (Field) Field °C 07/20/16 N/A

Microbiology Analyses

07/21/16 1630363Total Coliform ASM 9223 P/A 07/20/16 N/A

07/21/16 1630363E. Coli ASM 9223 P/A 07/20/16 N/A

1 163043307/22/16 Plate Count SM9215B CFU/ml 07/20/16 1 HT-08500

General Physical Analyses

07/20/16 1630389Apparent Color NDSM 2120B Color Units 07/20/16 3.0 15

1 163038907/20/16 Odor Threshold EPA 140.1M TON 07/20/16 1 3

07/20/16 1630389Turbidity NDEPA 180.1 NTU 07/20/16 0.1 5

General Chemical Analyses

07/28/16 1631350Ammonia (NH3) NDEPA 350.1 mg/L 07/28/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/21/16 1630361Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/21/16 0.40 10

0.029 163036107/21/16 Nitrite as N (NO2-N) EPA 353.2 mg/L 07/21/16 0.40 1

0.029 163036107/21/16 Nitrite as N (NO2-N) Low EPA 353.2 mg/L 07/21/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 3rd Week July

Work Order: 16G1639

Received: 07/20/16 16:00

08/05/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S. Moon Ave (S13-004 Zone 1) 16G1639-04 (Water) 07/20/16   8:50 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.06 163032707/20/16 Cl Res Free (Field) Field mg/L 07/20/16 N/A

0.95 163032707/20/16 Cl Res Total (Field) Field mg/L 07/20/16 N/A

7.17 163032707/20/16 pH (Field) Field pH Units 07/20/16 N/A

25 163032707/20/16 Temperature (Field) Field °C 07/20/16 N/A

Microbiology Analyses

07/21/16 1630363Total Coliform ASM 9223 P/A 07/20/16 N/A

07/21/16 1630363E. Coli ASM 9223 P/A 07/20/16 N/A

12 163043307/22/16 Plate Count SM9215B CFU/ml 07/20/16 1 500

General Physical Analyses

07/20/16 1630389Apparent Color NDSM 2120B Color Units 07/20/16 3.0 15

1 163038907/20/16 Odor Threshold EPA 140.1M TON 07/20/16 1 3

0.1 163038907/20/16 Turbidity EPA 180.1 NTU 07/20/16 0.1 5

General Chemical Analyses

07/28/16 1631350Ammonia (NH3) NDEPA 350.1 mg/L 07/28/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/21/16 1630361Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/21/16 0.40 10

0.082 163036107/21/16 Nitrite as N (NO2-N) EPA 353.2 mg/L 07/21/16 0.40 1

0.082 163036107/21/16 Nitrite as N (NO2-N) Low EPA 353.2 mg/L 07/21/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 3rd Week July

Work Order: 16G1639

Received: 07/20/16 16:00

08/05/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 PCH (S13-005 Zone 2) 16G1639-05 (Water) 07/20/16   9:50 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.11 163032707/20/16 Cl Res Free (Field) Field mg/L 07/20/16 N/A

2.17 163032707/20/16 Cl Res Total (Field) Field mg/L 07/20/16 N/A

7.8 163032707/20/16 pH (Field) Field pH Units 07/20/16 N/A

29.3 163032707/20/16 Temperature (Field) Field °C 07/20/16 N/A

Microbiology Analyses

07/21/16 1630363Total Coliform ASM 9223 P/A 07/20/16 N/A

07/21/16 1630363E. Coli ASM 9223 P/A 07/20/16 N/A

07/22/16 1630433Plate Count NDSM9215B CFU/ml 07/20/16 1 500

General Chemical Analyses

07/28/16 1631350Ammonia (NH3) NDEPA 350.1 mg/L 07/28/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/21/16 1630361Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/21/16 0.40 10

07/21/16 1630361Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/21/16 0.40 1

07/21/16 1630361Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/21/16 0.050 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir SP5 16G1639-06 (Water) 07/20/16  10:15 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.73 163032707/20/16 Cl Res Total (Field) Field mg/L 07/20/16 N/A

7.95 163032707/20/16 pH (Field) Field pH Units 07/20/16 N/A

22.9 163032707/20/16 Temperature (Field) Field °C 07/20/16 N/A

Microbiology Analyses

07/21/16 1630363Total Coliform ASM 9223 P/A 07/20/16 N/A

07/21/16 1630363E. Coli ASM 9223 P/A 07/20/16 N/A

07/22/16 1630433Plate Count NDSM9215B CFU/ml 07/20/16 1 500

General Chemical Analyses

07/28/16 1631350Ammonia (NH3) NDEPA 350.1 mg/L 07/28/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/21/16 1630361Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/21/16 0.40 10

07/21/16 1630361Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/21/16 0.40 1

07/21/16 1630361Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/21/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 3rd Week July

Work Order: 16G1639

Received: 07/20/16 16:00

08/05/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone 1) 16G1639-07 (Water) 07/20/16   9:30 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.24 163032707/20/16 Cl Res Free (Field) Field mg/L 07/20/16 N/A

1.79 163032707/20/16 Cl Res Total (Field) Field mg/L 07/20/16 N/A

8.03 163032707/20/16 pH (Field) Field pH Units 07/20/16 N/A

29.2 163032707/20/16 Temperature (Field) Field °C 07/20/16 N/A

Microbiology Analyses

07/21/16 1630363Total Coliform ASM 9223 P/A 07/20/16 N/A

07/21/16 1630363E. Coli ASM 9223 P/A 07/20/16 N/A

64 163043307/22/16 Plate Count SM9215B CFU/ml 07/20/16 1 500

General Chemical Analyses

07/28/16 1631350Ammonia (NH3) NDEPA 350.1 mg/L 07/28/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/21/16 1630361Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/21/16 0.40 10

07/21/16 1630361Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/21/16 0.40 1

07/21/16 1630361Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/21/16 0.050 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone 1) 16G1639-08 (Water) 07/20/16   8:20 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.05 163032707/20/16 Cl Res Free (Field) Field mg/L 07/20/16 N/A

0.24 163032707/20/16 Cl Res Total (Field) Field mg/L 07/20/16 N/A

7.87 163032707/20/16 pH (Field) Field pH Units 07/20/16 N/A

26.1 163032707/20/16 Temperature (Field) Field °C 07/20/16 N/A

Microbiology Analyses

07/21/16 1630363Total Coliform ASM 9223 P/A 07/20/16 N/A

07/21/16 1630363E. Coli ASM 9223 P/A 07/20/16 N/A

75 163043307/22/16 Plate Count SM9215B CFU/ml 07/20/16 1 HT-08500

General Chemical Analyses

07/28/16 1631350Ammonia (NH3) NDEPA 350.1 mg/L 07/28/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/21/16 1630361Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/21/16 0.40 10

0.15 163036107/21/16 Nitrite as N (NO2-N) EPA 353.2 mg/L 07/21/16 0.40 1

0.15 163036107/21/16 Nitrite as N (NO2-N) Low EPA 353.2 mg/L 07/21/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 3rd Week July

Work Order: 16G1639

Received: 07/20/16 16:00

08/05/16

Clinical Laboratory of San Bernardino, Inc.

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

Analyte NOT DETECTED at or above the reporting limitND
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

04 August 2016

Sincerely,

16G2172Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

07/27/16 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Distribution Weekly - 4th Week July

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week July

Work Order: 16G2172

Received: 07/27/16 16:00

08/04/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

1912 W. 259th St (S13-001 Zone: 2) 16G2172-01 (Water) 07/27/16   7:55 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.11 163128707/27/16 Cl Res Free (Field) Field mg/L 07/27/16 N/A

2.3 163128707/27/16 Cl Res Total (Field) Field mg/L 07/27/16 N/A

8.54 163128707/27/16 pH (Field) Field pH Units 07/27/16 N/A

25.5 163128707/27/16 Temperature (Field) Field °C 07/27/16 N/A

Microbiology Analyses

07/28/16 1631362Total Coliform ASM 9223 P/A 07/27/16 N/A

07/28/16 1631362E. Coli ASM 9223 P/A 07/27/16 N/A

07/29/16 1631420Plate Count NDSM9215B CFU/ml 07/27/16 1 HT-08500

General Chemical Analyses

08/01/16 1632045Ammonia (NH3) NDEPA 350.1 mg/L 08/01/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/28/16 1631358Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/28/16 0.40 10

07/28/16 1631358Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/28/16 0.40 1

07/28/16 1631358Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/28/16 0.050 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 Monte Vista Ave. (S13-002 Zone: 3) 16G2172-02 (Water) 07/27/16   8:15 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

07/27/16 1631287Cl Res Free (Field) 0Field mg/L 07/27/16 N/A

2.4 163128707/27/16 Cl Res Total (Field) Field mg/L 07/27/16 N/A

8.37 163128707/27/16 pH (Field) Field pH Units 07/27/16 N/A

24.1 163128707/27/16 Temperature (Field) Field °C 07/27/16 N/A

Microbiology Analyses

07/28/16 1631362Total Coliform ASM 9223 P/A 07/27/16 N/A

07/28/16 1631362E. Coli ASM 9223 P/A 07/27/16 N/A

07/29/16 1631420Plate Count NDSM9215B CFU/ml 07/27/16 1 HT-08500

General Physical Analyses

07/27/16 1631363Apparent Color NDSM 2120B Color Units 07/27/16 3.0 15

1 163136307/27/16 Odor Threshold EPA 140.1M TON 07/27/16 1 3

07/27/16 1631363Turbidity NDEPA 180.1 NTU 07/27/16 0.1 5

General Chemical Analyses

08/01/16 1632045Ammonia (NH3) NDEPA 350.1 mg/L 08/01/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/28/16 1631358Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/28/16 0.40 10
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week July

Work Order: 16G2172

Received: 07/27/16 16:00

08/04/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

26314 Monte Vista Ave. (S13-002 Zone: 3) 16G2172-02 (Water) 07/27/16   8:15 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

General Chemical Analyses

07/28/16 1631358Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/28/16 0.40 1

07/28/16 1631358Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/28/16 0.050 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

1948 W. 252nd St (S13-003 Zone 1) 16G2172-03 (Water) 07/27/16   8:45 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.08 163128707/27/16 Cl Res Free (Field) Field mg/L 07/27/16 N/A

1.4 163128707/27/16 Cl Res Total (Field) Field mg/L 07/27/16 N/A

8 163128707/27/16 pH (Field) Field pH Units 07/27/16 N/A

26.5 163128707/27/16 Temperature (Field) Field °C 07/27/16 N/A

Microbiology Analyses

07/28/16 1631362Total Coliform ASM 9223 P/A 07/27/16 N/A

07/28/16 1631362E. Coli ASM 9223 P/A 07/27/16 N/A

07/29/16 1631420Plate Count NDSM9215B CFU/ml 07/27/16 1 500

General Chemical Analyses

08/01/16 1632045Ammonia (NH3) NDEPA 350.1 mg/L 08/01/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/28/16 1631358Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/28/16 0.40 10

0.073 163135807/28/16 Nitrite as N (NO2-N) EPA 353.2 mg/L 07/28/16 0.40 1

0.073 163135807/28/16 Nitrite as N (NO2-N) Low EPA 353.2 mg/L 07/28/16 0.050 N/A

Page 3 of 7
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week July

Work Order: 16G2172

Received: 07/27/16 16:00

08/04/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

24632 S. Moon Ave (S13-004 Zone 1) 16G2172-04 (Water) 07/27/16   9:10 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.07 163128707/27/16 Cl Res Free (Field) Field mg/L 07/27/16 N/A

0.64 163128707/27/16 Cl Res Total (Field) Field mg/L 07/27/16 N/A

7.93 163128707/27/16 pH (Field) Field pH Units 07/27/16 N/A

26.5 163128707/27/16 Temperature (Field) Field °C 07/27/16 N/A

Microbiology Analyses

07/28/16 1631362Total Coliform ASM 9223 P/A 07/27/16 N/A

07/28/16 1631362E. Coli ASM 9223 P/A 07/27/16 N/A

72 163142007/29/16 Plate Count SM9215B CFU/ml 07/27/16 1 500

General Chemical Analyses

08/01/16 1632045Ammonia (NH3) NDEPA 350.1 mg/L 08/01/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/28/16 1631358Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/28/16 0.40 10

0.20 163135807/28/16 Nitrite as N (NO2-N) EPA 353.2 mg/L 07/28/16 0.40 1

0.20 163135807/28/16 Nitrite as N (NO2-N) Low EPA 353.2 mg/L 07/28/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week July

Work Order: 16G2172

Received: 07/27/16 16:00

08/04/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2500 PCH (S13-005 Zone 2) 16G2172-05 (Water) 07/27/16  10:00 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.39 163128707/27/16 Cl Res Free (Field) Field mg/L 07/27/16 N/A

2.1 163128707/27/16 Cl Res Total (Field) Field mg/L 07/27/16 N/A

8.14 163128707/27/16 pH (Field) Field pH Units 07/27/16 N/A

29.6 163128707/27/16 Temperature (Field) Field °C 07/27/16 N/A

Microbiology Analyses

07/28/16 1631362Total Coliform ASM 9223 P/A 07/27/16 N/A

07/28/16 1631362E. Coli ASM 9223 P/A 07/27/16 N/A

07/29/16 1631420Plate Count NDSM9215B CFU/ml 07/27/16 1 500

General Physical Analyses

07/27/16 1631363Apparent Color NDSM 2120B Color Units 07/27/16 3.0 15

1 163136307/27/16 Odor Threshold EPA 140.1M TON 07/27/16 1 3

07/27/16 1631363Turbidity NDEPA 180.1 NTU 07/27/16 0.1 5

General Chemical Analyses

08/01/16 1632045Ammonia (NH3) NDEPA 350.1 mg/L 08/01/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/28/16 1631358Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/28/16 0.40 10

07/28/16 1631358Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/28/16 0.40 1

07/28/16 1631358Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/28/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week July

Work Order: 16G2172

Received: 07/27/16 16:00

08/04/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir SP5 16G2172-06 (Water) 07/27/16  10:20 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.11 163129407/27/16 Cl Res Free (Field) Field mg/L 07/27/16 N/A

2.55 163128707/27/16 Cl Res Total (Field) Field mg/L 07/27/16 N/A

7.95 163128707/27/16 pH (Field) Field pH Units 07/27/16 N/A

23.3 163128707/27/16 Temperature (Field) Field °C 07/27/16 N/A

Microbiology Analyses

07/28/16 1631362Total Coliform ASM 9223 P/A 07/27/16 N/A

07/28/16 1631362E. Coli ASM 9223 P/A 07/27/16 N/A

07/29/16 1631420Plate Count NDSM9215B CFU/ml 07/27/16 1 500

General Chemical Analyses

08/01/16 1632045Ammonia (NH3) NDEPA 350.1 mg/L 08/01/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/28/16 1631358Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/28/16 0.40 10

07/28/16 1631358Nitrite as N (NO2-N) NDEPA 353.2 mg/L 07/28/16 0.40 1

07/28/16 1631358Nitrite as N (NO2-N) Low NDEPA 353.2 mg/L 07/28/16 0.050 N/A

ResultAnalyte BatchPrepared AnalyzedMethod Units

25417 Pennsylvania Ave (S13-008 Zone 1) 16G2172-07 (Water) 07/27/16   9:45 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.21 163128707/27/16 Cl Res Free (Field) Field mg/L 07/27/16 N/A

1.42 163128707/27/16 Cl Res Total (Field) Field mg/L 07/27/16 N/A

7.91 163128707/27/16 pH (Field) Field pH Units 07/27/16 N/A

27.9 163128707/27/16 Temperature (Field) Field °C 07/27/16 N/A

Microbiology Analyses

07/28/16 1631362Total Coliform ASM 9223 P/A 07/27/16 N/A

07/28/16 1631362E. Coli ASM 9223 P/A 07/27/16 N/A

130 163142007/29/16 Plate Count SM9215B CFU/ml 07/27/16 1 500

General Chemical Analyses

08/01/16 1632045Ammonia (NH3) NDEPA 350.1 mg/L 08/01/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/28/16 1631358Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/28/16 0.40 10

0.049 163135807/28/16 Nitrite as N (NO2-N) EPA 353.2 mg/L 07/28/16 0.40 1

0.049 163135807/28/16 Nitrite as N (NO2-N) Low EPA 353.2 mg/L 07/28/16 0.050 N/A
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Distribution Weekly - 4th Week July

Work Order: 16G2172

Received: 07/27/16 16:00

08/04/16

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

2052 Dawn St (A Zone 1) 16G2172-08 (Water) 07/27/16  10:50 Carlos BobadillaSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

0.08 163128707/27/16 Cl Res Free (Field) Field mg/L 07/27/16 N/A

0.15 163128707/27/16 Cl Res Total (Field) Field mg/L 07/27/16 N/A

7.75 163128707/27/16 pH (Field) Field pH Units 07/27/16 N/A

30.8 163128707/27/16 Temperature (Field) Field °C 07/27/16 N/A

Microbiology Analyses

07/28/16 1631362Total Coliform ASM 9223 P/A 07/27/16 N/A

07/28/16 1631362E. Coli ASM 9223 P/A 07/27/16 N/A

83 163142007/29/16 Plate Count SM9215B CFU/ml 07/27/16 1 500

General Chemical Analyses

08/01/16 1632045Ammonia (NH3) NDEPA 350.1 mg/L 08/01/16 0.60 N/A

07/29/16 1631374Ammonia, Free (NH3) NDEPA 350.1 mg/L 07/29/16 0.60 N/A

07/28/16 1631358Nitrate as N (NO3-N) NDEPA 353.2 mg/L 07/28/16 0.40 10

0.18 163135807/28/16 Nitrite as N (NO2-N) EPA 353.2 mg/L 07/28/16 0.40 1

0.18 163135807/28/16 Nitrite as N (NO2-N) Low EPA 353.2 mg/L 07/28/16 0.050 N/A

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

Analyte NOT DETECTED at or above the reporting limitND
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