
















Monthly CWPF Monitoring Report – February 2017 
Cypress Water Production Facility  

City of Lomita; System No. 1910073 

Sample Locations 
and Parameters 

Frequency MCL/ 
Goal 

2/1 
1stWk 

2/8 
2ndWk 

2/15 
3rdWk 

2/22 
4thWk 

 
5thWk 

Comments 
and/or 

Other Info. 
or Mo. 
Result 
(date) 

SP1 --- Also called Well 5 Raw Water or Site#1. 
TDS, ppm Monthly See SP5 

 
710 
2/1/17 

Operations Data/Information: 
 

CWPF operation days  
 
On Well 5:  Daily average flow - 409 gpm; total prod. 
– 34.25 AF 
Combined Well 5/MWD data: Average Well 5: MWD 
blend Ratio – 41% WELL:59% MWD; total prod.- 
84.05 AF 

  
Chlorine Dosage:  N/A* 

*Chlorine injected after 
SP1, before entering 
the greensand filter. 
 

Hardness Monthly See SP5 330 
2/1/17 

CH4, ppm Monthly See SP5 
 

3.6 
2/1/17 

Iron, ppb Monthly See SP3 210 
2/1/17 

Manganese, ppb Monthly See SP3 120 
2/1/17 

Color, units Monthly See SP3 15 
2/1/17 

Total Coliform, P or A Monthly A A 
2/1/17 

SP2 --- Also called Filter Effluent or Site#3. 
Total Coliform, P or A Monthly A A  

Ammonia Dosage: N/A* 

*Ammonia added after 
filter effluent 

HPC,MPN/100 ml Monthly 500 A 

Free Cl Res, ppm Continuous Average: 6.89; Range: 6.47 – 7.31 

SP3 --- Also called the Site After Chloramination & Before MWD Blending or Site#4. 
Iron, ppb Weekly 300 ND ND ND ND   

Manganese, ppb Weekly 50 ND ND ND ND  

Color Weekly 15 7.5 7.5 7.5 5  
Free and Total Cl Res, 
ppm 

Continuous Free Cl:  Average: 0.30;  Range: 0.25 – 0.34 
Total Cl: Average: 5.89;  Range:  5.84 – 5.96 
Ammonia: Average: 0.93;  Range: 0.79 – 1.00  

SP4 --- Also called Reservoir Influent or the Site Well 5/MWD Water Blend Point/Phosphate Injection. 
Phosphate Injection  Phosphate Dosage:  1.17 mg/L                                   

Free and Total Cl Res, 
ppm 

Continuous Free Cl:  Average: 0.33;  Range: 0.26 – 0.49 
Total Cl: Average:  3.82;  Range: 3.76 – 3.90  
Ammonia: Average: 0.70;  Range: 0.67 – 0.72  

Cl/NH3 Ratio:  

5.45 

SP5 --- Also called Reservoir Effluent or Site#5.  SP5 discharges into Zone 1 of the distribution system. 
TDS, ppm Weekly SI Goal: 

500-750ppm 610 560 480 490  
 

Hardness Monthly SI Goal: 
180-250ppm 280     

CH4, ppm Weekly Goal: from 
PA 0.47 0.50 0.41 0.52  

% CH4 Removal: 
87% 

Odor, units Monthly 1 1 3 1 1   

Free and Total Cl Res, 
ppm 

Continuous Free Cl:  Average: 0.06; Range: 0.05 – 0.08   
Total Cl: Average: 3.29; Range: 3.28 – 3.30 
Ammonia: Average: 0.65; Range: 0.61 – 0.68 

Cl/NH3 Ratio:  
5.04 

Headspace of the Cypress Reservoir. 
¹CH4 ppmv; using 
Portable Device 

Daily 
(from log) 

Goal - 
LEL 

CH4 Average: 0.14%  
 CH4 Range: 0% - 1% 

 

SP 6 --- MWD Source Feeding CWPF. Also called Zone 2 of the distribution system or Site #6. 
TDS, ppm Monthly ----- 470      

 
 

Hardness Monthly ------- 200     

Notes: ¹Self-Imposed (SI) Goals:  TDS Goal-500-750 ppm; Hardness as CaCO3 Goal-180-250 ppm.  

***This Report is due to DDW by the 10th of the following month. 

Other Notes/Comments: (1) See comments on the last column 
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LABORATORY RESULTS 



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

16 February 2017

Sincerely,

17B0215Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/01/17 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: Monthly Compliance/Monthly 1st week FEB

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Monthly Compliance/Monthly 1st week FEB

Work Order: 17B0215

Received: 02/01/17 15:20

02/16/17

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Raw Water Site #1 17B0215-01 (Water) 02/01/17   7:55 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

02/01/17 1706025Cl Res Total (Field) 0Field mg/L 02/01/17 N/A

7.62 170602502/01/17 pH (Field) Field pH Units 02/01/17 N/A

19.8 170602502/01/17 Temperature (Field) Field °C 02/01/17 N/A

Microbiology Analyses

02/02/17 1705130Total Coliform ASM 9223 P/A 02/01/17 N/A

02/02/17 1705130E. Coli ASM 9223 P/A 02/01/17 N/A

90 170518002/03/17 Plate Count SM9215B CFU/ml 02/01/17 1 HT-08500

General Physical Analyses

15.0 170513702/02/17 Apparent Color SM 

2120B-M
Color Units 02/01/17 3.0 15

General Chemical Analyses

330 [CALC]02/07/17 Hardness, Total (as CaCO3) Calculated mg/L 02/07/17 6.6 N/A

710 170609502/10/17 Total Filterable Residue/TDS SM 2540C mg/L 02/08/17 5.0 1000

Metals

87 170604102/07/17 Calcium (Ca) EPA 200.7 mg/L 02/07/17 1.0 N/A

210 170600902/06/17 Iron (Fe) EPA 200.7 ug/L 02/06/17 100 300

28 170604102/07/17 Magnesium (Mg) EPA 200.7 mg/L 02/07/17 1.0 N/A

120 170600902/06/17 Manganese (Mn) EPA 200.7 ug/L 02/06/17 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Filter Effluent (Free Chlorine) Site #2 17B0215-02 (Water) 02/01/17   8:00 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

7 170602502/01/17 Cl Res Total (Field) Field mg/L 02/01/17 N/A

7.78 170602502/01/17 pH (Field) Field pH Units 02/01/17 N/A

19.8 170602502/01/17 Temperature (Field) Field °C 02/01/17 N/A

Microbiology Analyses

02/02/17 1705130Total Coliform ASM 9223 P/A 02/01/17 N/A

02/02/17 1705130E. Coli ASM 9223 P/A 02/01/17 N/A

02/03/17 1705180Plate Count NDSM9215B CFU/ml 02/01/17 1 HT-08500

Page 2 of 4
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Monthly Compliance/Monthly 1st week FEB

Work Order: 17B0215

Received: 02/01/17 15:20

02/16/17

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Filter Effluent (Total Chlorine) Site#3 17B0215-03 (Water) 02/01/17   8:05 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

5.4 170602502/01/17 Cl Res Total (Field) Field mg/L 02/01/17 N/A

7.84 170602502/01/17 pH (Field) Field pH Units 02/01/17 N/A

19.5 170602502/01/17 Temperature (Field) Field °C 02/01/17 N/A

General Physical Analyses

7.5 170513702/02/17 Apparent Color SM 

2120B-M
Color Units 02/01/17 3.0 15

Metals

02/06/17 1706009Iron (Fe) NDEPA 200.7 ug/L 02/06/17 100 300

02/06/17 1706009Manganese (Mn) NDEPA 200.7 ug/L 02/06/17 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Zone #2 Site #6 17B0215-04 (Water) 02/01/17   8:12 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.1 170602502/01/17 Cl Res Total (Field) Field mg/L 02/01/17 N/A

8.31 170602502/01/17 pH (Field) Field pH Units 02/01/17 N/A

15.6 170602502/01/17 Temperature (Field) Field °C 02/01/17 N/A

General Chemical Analyses

200 [CALC]02/07/17 Hardness, Total (as CaCO3) Calculated mg/L 02/07/17 6.6 N/A

470 170609502/10/17 Total Filterable Residue/TDS SM 2540C mg/L 02/08/17 5.0 1000

Metals

48 170604102/07/17 Calcium (Ca) EPA 200.7 mg/L 02/07/17 1.0 N/A

20 170604102/07/17 Magnesium (Mg) EPA 200.7 mg/L 02/07/17 1.0 N/A

Page 3 of 4
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Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

Monthly Compliance/Monthly 1st week FEB

Work Order: 17B0215

Received: 02/01/17 15:20

02/16/17

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 17B0215-05 (Water) 02/01/17   8:20 DGMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

3.5 170602502/01/17 Cl Res Total (Field) Field mg/L 02/01/17 N/A

8.08 170602502/01/17 pH (Field) Field pH Units 02/01/17 N/A

16.9 170602502/01/17 Temperature (Field) Field °C 02/01/17 N/A

General Physical Analyses

1 170513702/02/17 Odor Threshold EPA 140.1-M TON 02/01/17 1 3

General Chemical Analyses

280 [CALC]02/07/17 Hardness, Total (as CaCO3) Calculated mg/L 02/07/17 6.6 N/A

610 170609502/10/17 Total Filterable Residue/TDS SM 2540C mg/L 02/08/17 5.0 1000

Metals

71 170604102/07/17 Calcium (Ca) EPA 200.7 mg/L 02/07/17 1.0 N/A

25 170604102/07/17 Magnesium (Mg) EPA 200.7 mg/L 02/07/17 1.0 N/A

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

Analyte NOT DETECTED at or above the reporting limitND

Page 4 of 4
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EDT Transfer Confirmation 1

Work Order:    17B0215

Report Date:   02/16/2017

Analyzing Lab: Clinical Laboratory of San Bernardino, Inc. ELAP 1088

Clinical Laboratory of San Bernardino, Inc.

Page 1 of 1

LOMITA-CITY, WATER DEPT. User ID: 4TH        System: 1910073

WELL 05 Station No.: 1910073-003 Sampled: 170201 07:55

Analyzed: 170202Entry No.: 00081COLOR Units: UNITSResult: 15.0

Analyzed: 170207Entry No.: 00900TOTAL HARDNESS (AS CACO3) Units: MG/LResult: 330

Analyzed: 170207Entry No.: 00916CALCIUM Units: MG/LResult: 87

Analyzed: 170207Entry No.: 00927MAGNESIUM Units: MG/LResult: 28

Analyzed: 170206Entry No.: 01045IRON Units: UG/LResult: 210

Analyzed: 170206Entry No.: 01055MANGANESE Units: UG/LResult: 120

Analyzed: 170210Entry No.: 70300TOTAL DISSOLVED SOLIDS Units: MG/LResult: 710

MWD CONNECTION WB-8A & WB-8B/TREATED Station No.: 1910073-005 Sampled: 170201 08:12

Analyzed: 170207Entry No.: 00900TOTAL HARDNESS (AS CACO3) Units: MG/LResult: 200

Analyzed: 170207Entry No.: 00916CALCIUM Units: MG/LResult: 48

Analyzed: 170207Entry No.: 00927MAGNESIUM Units: MG/LResult: 20

Analyzed: 170210Entry No.: 70300TOTAL DISSOLVED SOLIDS Units: MG/LResult: 470

WELL 05 TREATMENT PLANT EFFLUENT Station No.: 1910073-006 Sampled: 170201 08:05

Analyzed: 170202Entry No.: 00081COLOR Units: UNITSResult: 7.5

Analyzed: 170206Entry No.: 01045IRON Units: UG/LResult: ND

Analyzed: 170206Entry No.: 01055MANGANESE Units: UG/LResult: ND

Printed: 02/16/2017 09:49:28 AM   Results of 17B0215 FINAL WRITEON ALL_SAMPLES

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

27 February 2017

Sincerely,

17B0774Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/08/17 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: CWPF 2nd week of Feb Compliance Sampling

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF 2nd week of Feb Compliance Sampling

Work Order: 17B0774

Received: 02/08/17 15:30

02/27/17

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Influent Site #3 17B0774-01 (Water) 02/08/17   9:30 PLMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

5.3 170615402/08/17 Cl Res Total (Field) Field mg/L 02/08/17 N/A

7.61 170615402/08/17 pH (Field) Field pH Units 02/08/17 N/A

21.5 170615402/08/17 Temperature (Field) Field °C 02/08/17 N/A

General Physical Analyses

7.5 170621502/08/17 Apparent Color SM 

2120B-M
Color Units 02/08/17 3.0 15

Metals

02/15/17 1707099Iron (Fe) NDEPA 200.7 ug/L 02/15/17 100 300

02/15/17 1707099Manganese (Mn) NDEPA 200.7 ug/L 02/15/17 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 17B0774-02 (Water) 02/08/17   9:10 PLMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

3 170615402/08/17 Cl Res Total (Field) Field mg/L 02/08/17 N/A

7.79 170615402/08/17 pH (Field) Field pH Units 02/08/17 N/A

18.1 170615402/08/17 Temperature (Field) Field °C 02/08/17 N/A

General Physical Analyses

02/08/17 1706215Apparent Color NDSM 

2120B-M
Color Units 02/08/17 3.0 15

3 170621502/08/17 Odor Threshold EPA 140.1-M TON 02/08/17 1 3

General Chemical Analyses

560 170705202/16/17 Total Filterable Residue/TDS SM 2540C mg/L 02/14/17 5.0 1000

Analyte NOT DETECTED at or above the reporting limitND

Page 2 of 2
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

02 March 2017

Sincerely,

17B1410Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/15/17 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: CWPF 3rd week of Feb Compliance Sampling

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF 3rd week of Feb Compliance Sampling

Work Order: 17B1410

Received: 02/15/17 17:00

03/02/17

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Influent Site #3 17B1410-01 (Water) 02/15/17   9:35 PLMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

4.9 170717302/15/17 Cl Res Total (Field) Field mg/L 02/15/17 N/A

7.62 170717302/15/17 pH (Field) Field pH Units 02/15/17 N/A

21 170717302/15/17 Temperature (Field) Field °C 02/15/17 N/A

General Physical Analyses

7.5 170714502/15/17 Apparent Color SM 

2120B-M
Color Units 02/15/17 3.0 15

Metals

02/21/17 1708021Iron (Fe) NDEPA 200.7 ug/L 02/20/17 100 300

02/21/17 1708021Manganese (Mn) NDEPA 200.7 ug/L 02/20/17 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 17B1410-02 (Water) 02/15/17   9:40 PLMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

3.1 170717302/15/17 Cl Res Total (Field) Field mg/L 02/15/17 N/A

7.86 170717302/15/17 pH (Field) Field pH Units 02/15/17 N/A

18.2 170717302/15/17 Temperature (Field) Field °C 02/15/17 N/A

General Physical Analyses

5.0 170714502/15/17 Apparent Color SM 

2120B-M
Color Units 02/15/17 3.0 15

1 170714502/15/17 Odor Threshold EPA 140.1-M TON 02/15/17 1 3

General Chemical Analyses

480 170803702/22/17 Total Filterable Residue/TDS SM 2540C mg/L 02/21/17 5.0 1000

Analyte NOT DETECTED at or above the reporting limitND

Page 2 of 2

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



EDT Transfer Confirmation 1

Work Order:    17B1410

Report Date:   03/02/2017

Analyzing Lab: Clinical Laboratory of San Bernardino, Inc. ELAP 1088

Clinical Laboratory of San Bernardino, Inc.

Page 1 of 1

LOMITA-CITY, WATER DEPT. User ID: 4TH        System: 1910073

WELL 05 TREATMENT PLANT EFFLUENT Station No.: 1910073-006 Sampled: 170215 09:35

Analyzed: 170215Entry No.: 00081COLOR Units: UNITSResult: 7.5

Analyzed: 170221Entry No.: 01045IRON Units: UG/LResult: ND

Analyzed: 170221Entry No.: 01055MANGANESE Units: UG/LResult: ND

Printed: 03/02/2017 03:33:06 PM   Results of 17B1410 FINAL WRITEON 1910073-006

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Lomita, CA 91717
24373 Walnut Avenue

Mark Andersen

Stu Styles

Client Services Manager

08 March 2017

Sincerely,

17B1856Clinical Lab No.:

Enclosed are the results of the analyses for samples received at the laboratory on 

02/22/17 . Samples were received within temperature range, in correct containers and 

preservation.

   

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing 

EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness. 

Analytical results are attached to this letter. Please call if any additional information and or 

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

 

Project Name: Standard Analysis

Sub Project: CWPF 4th Week February 2017 Compliance Sampling

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



Sub Project:

Project Manager: Reported:

Lomita, City of

24373 Walnut Avenue

Mark AndersenLomita CA, 91717

Project: Standard Analysis

CWPF 4th Week February 2017 Compliance Sampling

Work Order: 17B1856

Received: 02/22/17 16:00

03/08/17

Clinical Laboratory of San Bernardino, Inc.

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Influent Site #3 17B1856-01 (Water) 02/22/17   6:35 PLMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

5.2 170814102/22/17 Cl Res Total (Field) Field mg/L 02/22/17 N/A

7.64 170814102/22/17 pH (Field) Field pH Units 02/22/17 N/A

20.9 170814102/22/17 Temperature (Field) Field °C 02/22/17 N/A

General Physical Analyses

5.0 170816802/22/17 Apparent Color SM 

2120B-M
Color Units 02/22/17 3.0 15

Metals

02/28/17 1709030Iron (Fe) NDEPA 200.7 ug/L 02/28/17 100 300

02/28/17 1709030Manganese (Mn) NDEPA 200.7 ug/L 02/28/17 20 50

ResultAnalyte BatchPrepared AnalyzedMethod Units

Reservoir Effluent Site #5 17B1856-02 (Water) 02/22/17   6:37 PLMSample Date: Sampler:

MCLRep. Limit Qualifier

Field Analyses

2.88 170814102/22/17 Cl Res Total (Field) Field mg/L 02/22/17 N/A

7.95 170814102/22/17 pH (Field) Field pH Units 02/22/17 N/A

17.5 170814102/22/17 Temperature (Field) Field °C 02/22/17 N/A

General Physical Analyses

02/22/17 1708168Apparent Color NDSM 

2120B-M
Color Units 02/22/17 3.0 15

1 170816802/22/17 Odor Threshold EPA 140.1-M TON 02/22/17 1 3

General Chemical Analyses

490 170908203/06/17 Total Filterable Residue/TDS SM 2540C mg/L 03/01/17 5.0 1000

Analyte NOT DETECTED at or above the reporting limitND

Page 2 of 2

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088



EDT Transfer Confirmation 1

Work Order:    17B1856

Report Date:   03/08/2017

Analyzing Lab: Clinical Laboratory of San Bernardino, Inc. ELAP 1088

Clinical Laboratory of San Bernardino, Inc.

Page 1 of 1

LOMITA-CITY, WATER DEPT. User ID: 4TH        System: 1910073

WELL 05 TREATMENT PLANT EFFLUENT Station No.: 1910073-006 Sampled: 170222 06:35

Analyzed: 170222Entry No.: 00081COLOR Units: UNITSResult: 5.0

Analyzed: 170228Entry No.: 01045IRON Units: UG/LResult: ND

Analyzed: 170228Entry No.: 01055MANGANESE Units: UG/LResult: ND

Printed: 03/08/2017 09:28:50 AM   Results of 17B1856 FINAL WRITEON 1910073-006

Post Office Box 329   San Bernardino, CA 92402   (909) 825-7693   Fax (909) 825-7696   ELAP Number 1088
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APPENDIX B 

METHANE MONITORING LOG 



DATE DAY COMMENTS
2/1/2017 W CH4‐ 1% Oxy‐ 19.9%

2/2/2017 TH CH4‐ 1% Oxy‐ 19.9%

2/3/2017 F CH4‐ 0% Oxy‐ 20.1%

2/4/2017 S CH4‐ 0% Oxy‐ 20.2%

2/5/2017 SU CH4‐ 0% Oxy‐ 20.1%

2/6/2017 M CH4‐ 0% Oxy‐ 20.3%

2/7/2017 T CH4‐ 0% Oxy‐ 20.1%

2/8/2017 W CH4‐ 0% Oxy‐ 19.9%

2/9/2017 TH CH4‐ 0% Oxy‐ 20.2%

2/10/2017 F CH4‐ 0% Oxy‐ 20.1%

2/11/2017 S CH4‐ 0% Oxy‐ 19.9%

2/12/2017 SU CH4‐ 0% Oxy‐ 19.9%

2/13/2017 M CH4‐ 0% Oxy‐ 20.3%

2/14/2017 T CH4‐ 0% Oxy‐ 20.2%

2/15/2017 W CH4‐ 0% Oxy‐ 20.2%

2/16/2017 TH CH4‐ 0% Oxy‐ 20.1%

2/17/2017 F CH4‐ 0% Oxy‐ 19.9%

2/18/2017 S CH4‐ 0% Oxy‐ 19.9%

2/19/2017 SU CH4‐ 0% Oxy‐ 20.1%

2/20/2017 M CH4‐ 0% Oxy‐ 20.3%

2/21/2017 T CH4‐ 0% Oxy‐ 20.1%

2/22/2017 W CH4‐ 0% Oxy‐ 20.2%

2/23/2017 TH CH4‐ 0% Oxy‐ 20.1%

2/24/2017 F CH4‐ 0% Oxy‐ 20.1%

2/25/2017 S CH4‐ 1% Oxy‐ 19.9%

2/26/2017 SU CH4‐ 1% Oxy‐ 19.9%

2/27/2017 M CH4‐ 0% Oxy‐ 19.9%

2/28/2017 T CH4‐ 0% Oxy‐ 20.1%

ND‐ Non Detect

CH4‐ Methane

Oxy‐ Oxygen

Day Off/Holiday‐ Red

CITY OF LOMITA 

  PUBLIC WORKS DEPARTMENT

CYPRESS WATER PRODUCTION FACILITY

HANDHELD METHANE LOG READINGS

FEBRUARY 2017
METHANE HANDHELD



 

 

 

 

 

 

APPENDIX C 

NITRIFICATION MONITORING DATA SUMMARY 



# Code Sample ID Location Sample Date Temp pH
Total 

Chlorine
Free Chlorine

Total 

Ammonia

Free 

Ammonia
Nitrite Nitrate Coliform HPC Zone Comments

Units/Others MM/DD/YYYY ⁰C mg/L mg/L mg/L mg/L mg/L mg/L P/A CFU/ml

1 D S13‐003 1948 W 252nd St 2/1/2017 16.3 7.05 2.40 0.12 0.56 0.02 0.005 ND A ND 1 Well/MWD Blend

2 D S13‐004 24632 S Moon Ave 2/1/2017 15.9 7.74 2.50 0.10 0.5 0.02 0.008 ND A 3 1 Well/MWD Blend

3 D S13‐008 25417 Pennsylvania Ave 2/1/2017 16.2 7.77 3.40 0.04 0.5 0 0.006 ND A 2 1 Well/MWD Blend

4 D A 2052 Dawn St 2/1/2017 15.7 7.62 1.46 0.17 0.44 0 0.007 ND A ND 1 Well/MWD Blend

5 D Reservoir 2/1/2017 16.9 7.41 3.5 0.12 0.6 0.0 0.003 ND A ND 1 Well/MWD Blend

6 D S13‐001 1912 W 259th Pl 2/1/2017 15.1 8.05 2.50 0.07 0.38 0.01 0.005 ND A ND 2 MWD Only

7 D S13‐002 26314 S Monte Vista Ave 2/1/2017 15.5 8.06 1.90 0.07 0.39 0 0.007 ND A ND 3 MWD Only

8 D S13‐005 2500 PCH 2/1/2017 15.3 7.98 2.20 0.04 0.45 0 0.006 ND A ND 2 MWD Only

1 D S13‐003 1948 W 252nd St 2/8/2017 17.8 7.82 2.90 0.17 0.59 0.02 0.005 ND A ND 1 Well/MWD Blend

2 D S13‐004 24632 S Moon Ave 2/8/2017 17.7 7.72 3.00 0.10 0.56 0 0.009 ND A ND 1 Well/MWD Blend

3 D S13‐008 25417 Pennsylvania Ave 2/8/2017 18.0 7.71 3.30 0.08 0.56 0 0.006 ND A ND 1 Well/MWD Blend

4 D A 2052 Dawn St 2/8/2017 17.5 7.90 2.04 0.06 0.44 0 0.009 ND A ND 1 Well/MWD Blend

5 D Reservoir 2/8/2017 17.9 7.76 3.0 0.08 0.68 0.03 0.004 ND A ND 1 Well/MWD Blend

6 D S13‐001 1912 W 259th Pl 2/8/2017 17.2 7.92 2.20 0.21 0.43 0 0.004 0.5 A ND 2 MWD Only

7 D S13‐002 26314 S Monte Vista Ave 2/8/2017 17.0 8.03 1.88 0.06 0.39 0.05 0.014 0.48 A ND 3 MWD Only

8 D S13‐005 2500 PCH 2/8/2017 16.9 7.87 2.10 0.10 0.47 0.02 0.005 0.48 A ND 2 MWD Only

1 D S13‐003 1948 W 252nd St 2/15/2017 16.9 7.63 2.90 0.03 0.62 0 0.007 ND A ND 1 Well/MWD Blend

2 D S13‐004 24632 S Moon Ave 2/15/2017 17.1 7.73 3.00 0.04 0.53 0 0.009 ND A ND 1 Well/MWD Blend

3 D S13‐008 25417 Pennsylvania Ave 2/15/2017 17.1 7.78 3.20 0.04 0.54 0.01 0.007 ND A ND 1 Well/MWD Blend

4 D A 2052 Dawn St 2/15/2017 16.2 7.30 2.03 0.07 0.4 0 0.01 ND A ND 1 Well/MWD Blend

5 D Reservoir 2/15/2017 18.0 7.9 3.2 0.03 0.66 0 0.005 ND A ND 1 Well/MWD Blend

6 D S13‐001 1912 W 259th Pl 2/15/2017 16.3 8.46 2.20 0.08 0.46 0 0.007 0.61 A ND 2 MWD Only

7 D S13‐002 26314 S Monte Vista Ave 2/15/2017 17.5 8.53 2.00 0.12 0.44 0.02 0.019 0.61 A ND 3 MWD Only

8 D S13‐005 2500 PCH 2/15/2017 16.2 8.24 2.20 0.07 0.42 0.01 0.014 0.62 A ND 2 MWD Only

1 D S13‐003 1948 W 252nd St 2/22/2017 16.4 7.47 2.80 0.06 0.59 0 0.014 0.46 A ND 1 Well/MWD Blend

2 D S13‐004 24632 S Moon Ave 2/22/2017 16.8 7.69 3.00 0.12 0.58 0 0.02 0.47 A ND 1 Well/MWD Blend

3 D S13‐008 25417 Pennsylvania Ave 2/22/2017 16.9 7.82 3.50 0.18 0.56 0 0.011 0.46 A ND 1 Well/MWD Blend

4 D A 2052 Dawn St 2/22/2017 14.8 7.00 2.09 0.16 0.49 0 0.018 0.50 A 10 1 Well/MWD Blend

5 D Reservoir 2/22/2017 17.4 8.05 3.50 0.11 0.62 0.0 0.004 0.46 A ND 1 Well/MWD Blend

6 D S13‐001 1912 W 259th Pl 2/22/2017 15.7 8.55 2.40 0.06 0.44 0.01 0.014 0.78 A ND 2 MWD Only

7 D S13‐002 26314 S Monte Vista Ave 2/22/2017 16.1 8.53 2.20 0.04 0.44 0.02 0.013 0.79 A ND 3 MWD Only

8 D S13‐005 2500 PCH 2/22/2017 15.9 8.27 2.30 0.12 0.45 0 0.012 0.77 A ND 2 MWD Only

1 D S13‐003 1948 W 252nd St 1

2 D S13‐004 24632 S Moon Ave 1

3 D S13‐008 25417 Pennsylvania Ave 1

4 D A 2052 Dawn St 1

5 D Reservoir 1

6 D S13‐001 1912 W 259th Pl 2

7 D S13‐002 26314 S Monte Vista Ave 3

8 D S13‐005 2500 PCH 2

MONTHLY NITRIFICATION MONITORING SUMMARY REPORT
CITY OF LOMITA, System No. 1910073 ‐‐‐ Month, Year: February 2017

¹Notes:  Report Due to DDW by the 10th of the following month.  This Report can be used for the routine weekly monitoring (one Report per month) as well as for daily monitoring when there is actual and potential for nitrification 

(about four or five Reports per month, in this case). 
2Coliform results are part of weekly Bacti sampling results. 

1

2
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