State Water Resources Control Board Division of Drinking Water

MONTHLY SUMMARY OF DISTRIBUTION SYSTEM COLIFORM MONITORING
(including triggered source monitoring for systems subject to the Groundwater Rule)

CITY OF LOMITA 1910073
Sampling Period
S August i 2019
Number Number Number Total Number Fecal/
Required Collected Coliform Positives E.coli Positives
1. Routine Samples (see note 1) 20 20 0 0

2. Repeat Samples Following Samples Which are Total Coliform
Positive and Fecal/E.coli Negative (see notes 5 and 6) ] 0 0

3. Repeat Samples Following Routine Samples Which are
Total Coliform Pesitive and Fecal/E.coli Positive
(see notes 5 and 6) 0 0 0

4. MCL Computation For Total Coliform Positive Samples

a. Totals (sum of columns) 20 20 0

b. If 40 or more samples collected in month, determine
percent of samples that are total coliform positive

[(total number positive/total number collected) x 100] N/A
c. Is system in compliance... ...with fecal/E. coli MCL?
(see notes 2 and 3) Yes a No
...with monthly MCL? Yes O No
(see note 4)
5. Source Samples Triggered by Routine Samples that are Total Coliform Positive 0 0 |Il

(This applies only to systems subject to the Groundwater Rule - see notes 7 and 8)

6. Invalidated Samples
(Note what samples, if any, were invalidated; who authorized the mvalidation; and when replacement samples
were collected. Attach additional sheets, if necessary.)

7. Summary Completed By:

Title: Datc:

Signature
M aJ M‘u\ Chicf Water Operations Manager 9/5/2019

Comments: No groundwater source

1. Routine samples include:

a. Samples required pursuant to 22 CCR Section 64423 and any additional samples required by an approved routine sample siting plan established pursuant to 22 CCR Section 64422.
b. Extra samples are required for systems collecting less than five routine samples per month that had one or more total coliform posifives m previous month;
¢. Extra samples tor systems with high source water turbidities that are using surtace water or groundwater under direct intluence 6t surtace water and
do not practice filtration m comphance with regulations;
2. Note: For a repeat sample following a total colitorm positive sample, any tecal/k.coli positive repeat (boxed entry) constitutes an ML violation and
requires immediate notification to the Department (22, CCR, Section 644.20.1).
3. Note: For repeat sample tollowing a fecal/k.coli positive sample, any total colitorm positive repeat (boxed entry) constitutes an MCL violation and
requires immediate notification to the Department (22, CCR, Section 644.26.1).
4 Tatal caliform MCT (Nintife Nanartmant within 724 hanre af M1 vialatinn): .
a. kor systems collecting less than 40 samples, 1f two or more samples are total cohform positive, then the MCL 1s violated.
b. For systems collecting 40 or more samples, 1f more than 5.0 percent ot samples collected are total colitorm positive, then the MCL 18 violated.
Positive results and their associated repeat samples are to be tracked on the Coliform Monitoring Worksheet.
. Repeat samples must be collected within 24 hours of being notitied ot the positive results. For systems collechng more than one routine sample per month, three repeat samples
must be collected for each total colitorm positive sample. For systems collecting one or fewer routine samples per month, tour repeat samples must be coliected tor each total colitorm
positive sample.
For systems subject to the Groundwater Rule: Positive results and the associated tnggered source samples are to be fracked on the Coliform Momitoring Worksheet.
. For triggered sample(s) required as a result ot a total colitorm routine positive sample, an L.coli, enterococct, or coliphage positive triggered sample (boxed entry) requires
immediate notification to the Department, T'ier 1 public notification, and corrective action. 1042009 - 8477

ow

o ~d



CITY OF LOMITA

MONTHLY CHLORINE RESIDUAL SUMMARY

Jul-19

. ~ Location _ i '[;’?‘é_ i Time | C'ﬁ;ﬁ_@ i | C;r;?ffrl_rﬁ' _Fecal'E_-_cou  Zone
13-1 1912 W, 259th PI. 71212019 8:50 AM 2.16 A A 2
13-2 26314 S. Monte Vta. 71212019 8:40 AM 214 A A 3
13-3 1948 W. 252nd St. 71212019 9:10 AM 2,30 A A 1
13-4 24632 S. Moon Ave. 712/12019 | 10:45 AM 2,20 A A 1
13-5 2500 PCH 71212019 | 11:10AM | 2.30 A A 2

~ Location Date | Time C'f‘ ;fta' ol | Fecal Ecoll |  Zone
13-1 1912 W. 259th PI. 7/9/2019 8:25 AM 2.10 A A 2
13-2 26314 S. Monte Vta. 71912019 8:15 AM 1.99 A A 3
13-3 1948 W. 252nd St. 7/9/2019 8:50 AM 2.05 A A 1
13-4 24632 8. Mocn Ave. 7/9/2019 9:10 AM 1.90 A A 1
13-5 2500 PCH 719/2019 9:45 AM 1.98 A A 2

Location ] Date Time | CLingal - c;r;frrlm Fecal E-coli Zone
13-1 1912 W. 259th PI. 7116/2019 | 9:32 AM 2.08 A A 2
13-2 26314 S. Monte Vta. 7116/2019 | 9:25 AM 218 A A 3
13-3 1948 W, 252nd St. 7116/2019 9:42AM 2.09 A A 1
13-4 24632 S. Moon Ave. 7/16/2019 | 10:05 AM 2.05 A A 1
13-5 2500 PCH 7M6/2019 | 9:10 AM 2.02 A A 2

7 Location _ Date Time CL;;::tal C;%t:im Fecal. E-coli Zone
13-1 1912 W. 258th PI. 7/23/2019 | 9:03 AM 2.05 A A 2
13-2 26314 S. Monte Vta. 7/23/2019 | 8:55 AM 2.09 A A 3
13-3 1948 W. 252nd St. 7/23/2019 | 9:15 AM 219 A A 1
13-4 24632 S. Moon Ave. 712312019 | 9:30 AM 1.93 A A 1
13-5 25600 PCH 7/23/2019 | 9:50 AM 2.04 A A 2

; : / CL2" i

_Lo.catlon Date Time 7 L;;,Etal Cglcith:rlm | Fecal E-coli Zone
13-1 1912 W. 259th Pl 7/30/2019 | 8:10 AM 2.60 A A 2
13-2 26314 S. Monte Vta. | 7/30/2019 | 8:00 AM 2.50 A A 3
13-3 1948 W, 252nd St. 7/30/2019 | 8:25 AM 2.50 A A 1
13-4 24632 S. Moon Ave. 7/30/2019 | 8:50 AM 2.20 A A 1
13-5 2500 PCH 7/30/2019 | 9:08 AM 2.40 A A 2

Average 4'

SIGNATURE:

Mark Andé’csen’, Chief Water Operations Manager

Aug-19
; e | cL2 Total Total . o
o bale f T | e cdlforn | TEEIERE oo
13-1 1912 W. 259th PI. 8/6/2019 9:00 AM 2.40 A A 2
13-2 26314 S. Monte Vita. 8/6/2019 8:45 AM 2.50 A A 3
13-3 1948 W. 252nd St. 8/6/2019 9:20 AM 3.10 A A 1
13-4 24632 S. Moon Ave. 8/6/2019 9:40 AM 1.86 A A 1
13-5 2500 PCH 8/6/2019 9:55 AM 2.30 A A 2
Location : Zone
13-1 1912 W, 256th Pl 8/13/12019 10:50 AM 2.80 A A 2
13-2 26314 S. Monte Vta. 8/13/2019 10:45 AM 2.00 A A 3
13-3 1948 W. 252nd St. 8/13/2019 10:10 AM 2.60 A A 1
13-4 24832 S. Moon Ave. 8/13/2019 11:50 AM 2.00 A A 1
13-5 2500 PCH 8/13/2019 12:30PM 2.40 A A 2
Location | Zone
13-1 1912 W, 259th PI. 8/20/2019 8:35 AM 2,60 A A 2
13-2 26314 S. Monte Vta. 8/20/2019 8:25 AM 2.50 A A 3
13-3 1848 W. 252nd St. 8/20/2019 8:45 AM 2.50 A A 1
13-4 24632 S. Mcon Ave. 8/20/2019 9:05 AM 210 A A 1
13-5 2500 PCH 8/20/2019 9:25 AM 2,30 A A 2
Location Zone
13-1 1912 W. 259th P!, 8/28/2019 8:40am 2,50 A A 2
13-2 26314 S. Monte Vta. 8/28/2019 8:30am 2.60 A A 3
13-3 1948 W, 252nd St. 8/28/2019 9:00am 2.50 A A 1
13-4 24632 S. Moon Ave. 8/28/2019 9:40am 2.70 A A 1
13-5 2500 PCH 8/28/2019 10:00am 2.40 A A 2
- Location Zone
13-1 1912 W. 255th PI. 2
13-2 26314 S. Monte Vta. 3
13-3 1948 W. 252nd St. 1
13-4 24632 S. Moon Ave. 1
13-5 2500 PCH 2
Average
DATE: 9/5/2019




MONTHLY SUMMARY OF MONITORING
FOR SURFACE WATER TREATMENT REGULATIONS

System Name: CITY OF LOMITA System No.: 1910073

Wholesaler

Name: WEST BASIN MUNICIPAL WATER DISTRICT

Month: August Year: 2019
DISINFECTION PROCESS DATA

Disinfectant residual type: Free chlorine (including well sources)

Free chlorine (no well sources)

Chloramines (including well sources) X
Chloramines (no well sources)

No. of distribution system residual samples collected: 20
No. of distribution system samples for HPC only: 0
Total No. residual and/or HPC samples collected: 20

No. of samples with no detectable residual and HPC is not measured: 0

No. of samples with no residual and HPC > 500 CFU/ml: 0
No. of samples for HPC only and HPC > 500 CFU/ml: 0
Total No. of samples with no residual and/or HPC > 500 CFU/ml: 0
Compute V =1 - Total No. samples with no residual and/or HPFC > 500 X 100= 100
Total No. residuval and/or HPC samples collected
Meets Standard (i.e. V > 95%) (Y/N)? Y

SUMMARY OF WATER QUALITY COMPLAINTS

General Complaints:

Type of Complaint Number |Corrective Actions Taken

Taste/Odor 0
Customer complained of low pressure and color in the water. It happened

Color 1 during the Walnut st. mainline tie-in. The problem went away soon after the
tie-in was complete.

Turbidity 0

Suspended Solids

Other (Describe) 1 st Air in the line. No action

Reports of Gastrointestinal Illness (Attach additional sheets if necessary):

Persons

Reporting Date Corrective Actions Taken

Explain any failure of the standards and corrective action taken or planned (attach extra sheets if needed):

Note:
1. Refer to 191073-City of LomiTa

Signature:

R Report for test reshits for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate,

Date: 9/5/2019

Mark Andersen, Chief Watdr Operations Manager



PUBLIC WORKS DEPARTMENT

CITY OF LOMITA

RAW WATER COLIFORM MONITORING
NAME OF WATER SYSTEM: LOMITA, CITY OF

SIGNATURE: \Q '
Mark Andersen, Chi er Operations Manager

Date:

9/56/2019

SYSTEM NO: 1910073 MONTH: August YEAR: 2019
SOURCE NAME | JANUARY | FEBRUARY | MARCH APRIL MAY JUNE JULY AUGUST |SEPTEMBER| OCTOBER | NOVEMBER |DECEMBER
WELL 13-5 1 1 1 1 1 OFFLI OFFLI OFFLI
(]
TOTAL 1 1 1 21 1 0
&
EXAMPLES: || ~T& T | & | OfpaE L it
FOR TOTAL COLIFORM POSITIVE RESULTS RECEIVED, INDICATE THE CONFIRMATION SAMPLES COLLECTED ON SUMMARY AND ATTACH THE LAB
RESULTS TO THIS PAGE.
COMMENTS:




CITY OF LOMITA
MONTHLY GENERAL PHYSICAL SUMMARY

Jul-19 Aug-19
Location Date Time Color Odor. Turbidity pH Zone Location Date Time Color Odor, Turbidity pH Zone
13-1 1912 W, 258th Pl 71212019 8:50 AM ND 1 ND 8.95 2 13-1 1912 W. 256th Pl 2
13-2 26314 S. Monte Vta, 7/2/12019 8:40 AM ND 1 ND 8.92 3 13-2 26314 S. Monte Via. 816/2019 8:45 AM ND 1 0.2 8.54 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St. 8/6/2019 9:20 AM ND 1 ND 8.5 1
13-4 24632 S. Moon Ave. 1 13-4 24632 S. Moon Ave. 1
13-5 2500 PCH 2 13-5 2500 PCH 2
Location Zone Location Zone
13-1 1912 W. 255th Pl 2 13-1 1912 W. 259th PI, 8/13/2019 10:50 AM ND 1 ND 8.54 2
13-2 26314 S. Monte Vta. 3 13-2 26314 S. Monte Via. 3
13-3 1948 W. 252nd St. 71912019 8:50 AM ND 2 ND 8.81 1 13-3 1948 W. 252nd St. 1
13-4 24632 S, Moon Ave. 7/9/2019 | 9:10 AM ND 1 ND 1 13-4 24632 S, Moon Ave. 8/13/2019 11:50 AM ND 1 ND 8.45 1
13-5 2500 PCH 8.82 2 13-5 2500 PCH 2
i Location Zone ~ Location Zone
13-1 1912 W. 259th Pl 2 13-1 1912 W. 258th Pl 2
13-2 26314 S. Monte Via. 7/16/2019 | 9:25 AM ND 1 ND 8.44 3 13-2 26314 S. Monte Vta. 3
13-3 1948 W, 252nd Si. 1 13-3 1948 W, 252nd St, 8/20/2019 8:45 AM ND 1 ND 8.47 1
13-4 24632 S. Moon Ave. 1 13-4 24632 S. Moon Ave. 1
13-5 2500 PCH 7/16/2019 | 9:10 AM ND 1 ND 8.61 2 13-5 2500 PCH 8/20/2019 9:25 AM ND 1 ND 8.52 2
LLocation ElE ' Zone Location Zone
13-1 1912 W, 259th Pl 7/23/2019 | 9:156 AM ND 1 ND 8.43 2 13-1 1912 W. 25th Pl 2
13-2 26314 S. Monte Vta, 3 13-2 26314 S. Monte Vta, 8/28/2019 8:30AM ND 1 ND 8.46 3
13-3 1948 W. 252nd St. 712312019 | 9:03 AM ND 1 ND 8.43 1 13-3 1948 W. 2562nd St. 1
13-4 24632 S. Mocn Ave. 1 13-4 24632 S. Moon Ave. 8/28/2019 9:40AM ND 1 ND 8.4 1
13-5 2500 PCH 2 13-5 2500 PCH 2
‘Location Zone Loeation Zone
13-1 1912 W. 259th Pl 2 13-1 1912 W, 259th PI. 2
13-2 26314 S. Monte Via. 3 13-2 26314 S. Monte Via. 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St. 1
13-4 24632 S, Moon Ave. | 7/30/2019 | 8:50 AM ND 1 ND 8.41 1 13-4 24632 S, Moon Ave. 1
13-5 2500 PCH 7/30/2019 | 9:08 AM ND 1 ND 8.44 2 13-5 2500 PCH 2
Note:
Cross-reference the TCR Report for testTe:
SIGNATURE: DATE: 9/5/2019

Mark An@hief Water Operations Manager




1

CITY OF LOMITA, System No. 1910073 --- Month: August, Year: 2019

MONTHLY NITRIFICATION MONITORING SUMMARY REPORT

#| Code | Sample ID Location Sample Date Temp pH Tot?l Free Chlorine Iotal i i Nitrite Nitrate Coliform? HPC Zone Comments
Chlorine Ammonia | Ammonia

Units/Others —> MM/DD/YYYY g & mg/L mg/L mg/L mg/L mg/L mg/L P/A CFU/ml

i D $13-003 {1948 W 252nd St 8/6/2019 20.0 8.50 3.1 0.04 0.46 0.09 0.009 0.44 A 2 1 |WELL/MWD blend

2| D 513-004 24632 S Moon Ave 8/6/2019 24.2 8.51 1,86 0.02 0.42 0.08 0.01 0.44 A ND 1 |WELL/MWD blend

3l D 513-008 |25417 Pennsylvania Ave 8/6/2019 23.6 8.45 1.44 0.13 0.41 0.1 0.01 0.51 A 6 1 |WELL/MWD blend

4] D A 2052 Dawn St 8/6/2019 20.9 8.45 2.13 0.07 0.51 0.09 0.011 Nitrate A ND 1 |[WELL/MWD blend

5 D Reservoir - 1 |WELL/MWD blend

6] D 513-001 1912 W 259th PI 8/6/2019 20.5 8.53 2.4 0.06 0.5 0.06 0.01 0.44 A ND 2 |MWD Only

71 D 513-002 |26314 S Monte Vista Ave 8/6/2019 17.1 8.54 2.5 0.07 0.46 0.05 0.011 0.45 A ND 3 |MWD Only

gl D $13-005 |2500 PCH 8/6/2019 21.6 8.55 2.3 0.04 0.44 0.07 0.012 0.45 A 4 2 [MWD Only

1 D §13-003 |1948 W 252nd 5t 8/13/2019 19.7 8.57 2.6 0.05 0.35 0.06 0.006 0.44 A ND 1 [WELL/MWD blend

2{ D 513-004 |24632 S Moon Ave 8/13/2019 24.8 8.45 2 0.03 0.43 0.09 0.009 0.41 A ND 1 {WELL/MWD blend

31 D 513-008 25417 Pennsylvania Ave 8/13/2019 24.2 8.44 2.4 0.05 0.16 0.01 0.01 0.48 A ND 1 {WELL/MWD blend

4 D A 2052 Dawn St 8/13/2019 23.0 8.40 2 0.05 0.4 0.11 0.016 ND A ND 1 |WELL/MWD blend

5] D Reservoir 1 |WELL/MWD blend

6] D 513-001 1912 W 258th PI 8/13/2019 20.2 8.54 2.8 0.07 0.39 0.04 0.009 0.45 A ND 2 |MWD Only

7] D 513-002 }26314 S Monte Vista Ave 8/13/2019 17.8 8.53 2 0.05 0.41 0.06 0.004 0.44 A ND 3 |MWD Only

8 D 513-005 |2500 PCH 8/13/2019 22.2 8.54 2.4 0.05 0.46 0.04 0.006 0.44 A ND 2 |MWD Only

1l D $13-003 {1948 W 252nd St 8/20/2019 18.7 8.47 2.5 0.02 0.47 0.05 0.006 0.52 A ND 1 |WELL/MWD blend

2| D $13-004 {24632 S Moon Ave 8/20/2019 24.1 8.47 2.4 0.02 0.43 0.08 0.008 0.53 A 4 1 |WELL/MWD blend

3] D $13-008 |25417 Pennsylvania Ave 8/20/2019 23.0 8.45 2 0.03 0.34 0.12 0.01 0.6 A 35 1 |WELL/MWD blend

4 D A 2052 Dawn St 8/20/2019 21.9 8.46 2.2 0.04 0.38 0.09 0.009 ND A 6 1 |WELL/MWD blend

5| D Reservoir 1 |WELL/MWD hlend

6] D 5$13-001 |1912 W 259th PI 8/20/2019 19.8 8.49 2.6 0.03 0.44 0.04 0,009 0.51 A ND 2 |MWD Only

71 D 513-002 |26314 S Monte Vista Ave 8/20/2019 17.8 8.41 2.5 0.04 0.48 0.06 0.006 0.53 A ND 3 |MWD Only

8] D $13-005 2500 PCH 8/20/2019 21.2 8.52 2.3 0.04 0.41 0.04 0.005 0.55 A ND 2 |MWD Only

1 D $13-003 [1948 W 252nd St 8/28/2019 19.0 8.48 2.50 0.02 0.45 0.12 0.009 0.54 A ND 1 [Well/MWD Blend

2| . D 5$13-004 |24632 S Moon Ave 8/28/2019 24.1 8.40 2.70 0.02 0.44 0.09 0.012 0.54 A ND 1 [Well/MWD Blend

3] D 513-008 125417 Pennsylvania Ave 8/28/2019 24.5 8.37 2.00 0.00 0.34 0.11 0.014 0.6 A 15 1 |Well/MWD Blend

4 D A 2052 Dawn St 8/28/2019 21.5 8.39 2.20 0.00 0.41 0.13 0.013 0.43 A 2 1 |Well/MWD Blend

5| D Reservoir 1 {Well/MWD Blend

6] D 513-001 1912 W 259th PI 8/28/2019 19.7 8.44 2.50 0.05 0.45 0.08 0.012 0.55 A ND 2 {MWD Only

7| D S13-002 26314 S Monte Vista Ave 8/28/2019 16.9 8.46 2.60 0.02 0.47 0.07 0.007 0.55 A ND 3 MWD Only

8l D 513-005 [2500 PCH 8/28/2019 21.4 8.39 2.40 0.04 0.43 0.06 0.01 0.53 A ND 2 |MWD Only

1] D §13-003 |1948 W 252nd St 1

2| D $13-004 |24632 S Moon Ave 1

3] D 513-008 [25417 Pennsylvania Ave 1

4] D A 2052 Dawn St 1

5[ D Reservoir 1

6] D 513-001 {1912 W 255th PI 2

7] D 513-002 |26314 S Monte Vista Ave 3

8] D $13-005 {2500 PCH 2

*Coliform resuits are part of weekly Bacti sampling resuits.

sAtta!’u:etj; field test log for total ammonia, free ammaonia, and Nitrite.

*The City is monitoring trends of Nitrite in Zone 1, 2, and 3in accordance with the Nitrification Monitoring Plan.

“Refer to 191073-City of Lomita-TCR Report for test results for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate,

i

"Notes: Report Due to DDW by the 10th of the following month. This Report can be used for the routine weekly monitoring (one Report per month) as well as for daily monitoring when there is actual and potential for nitrification (about four or five Reports per mol

nth, in this case).




L e &J aineudis gmuma |
t.luaz:ow:_om Supeupoyy v3 @lwa udfd 4 JOYO0UO - DIUOWIWY 2344 .%m JOALINN - 33NN __N )v* ajeinueAy ’ nmN \Q ﬂmuﬁ u__mW.l pjuotnuy jBio] Iumwrmh_nxm Juadeal jo ajeq g 1
! ) paleqien ony ‘uoneiglied isej 1o aleq £
"s19zZA|BUR 0GEYQ YorH pue J@3awlio|o] 19420 YoeY "9
BN PUE ‘BJUOWILLY 2344 ‘BUOWILLY (B0, 1 404 80] 3531 pjay ‘paayeny ¢
"BIEJIUN PUB DdH 110D '3 "Wwiojjoo [e30} ‘aunojyd aaly ‘BULIO|\D (83103 Joj 53|NsaJ 353] J0) 1oday ¥ 1-B3OT J0 AYD-ELOTET 03 113y b
‘uejq w:_no..__znﬁ)_ Uonedy 3N sy YiIm soUepIOIDe UlE pue wﬂ "L suoz Ul a3LIN JO spuaty wz_uou_co_.: 5] >u._U Byl g
's3hsas Buydwes joeg Apjeam jo ped ase S)nsas wioHion 7
“(as5e3 sjy3 U} ‘Yavow Jad syioday ey o 1noj In0ge) uopes|UNU 1o feruajod pue fenioe 5| aJay3 uaym Bupiojuow
Ajep J0; se jjam se (yiuous Jad jioday sua) Suiopuouw Apjaam aunos a1 Joj pasn aq ued poday SIYL "yauow Buimoljoy ay3 Jo YIOT 9Y1 A Mad 01 ang Loday 1S3YON T
4 H2d 0052 SO0-E15 a |g
£ SAY BISIA SO § YTEIT Z00-E1S a |z
z Id YI65Z M ZI6T T00-E15 a |e
T Jloatasay a g
1 35 UMeq 250z v a v
T AAY ejueAjASuURd LTST 800-E1S a |t
1 2AY UOOIA S ZE9PT PO0-ETS a |z
1 15 PUZST M 8P6T E00-E1S a [t
Avoamn|  z m | "] % T Rl & - W7 H2d 0052 S00-ETS a s
AUQ QM| € . i ® o T} SAY BISIA 3IUOW § HTETT 200-E1$ a |z
Ao OMA| T h'e ki ¢l . Id UI6SE M 2167]  TOO-E1S q |9
puRig amiN/iem| T % i J|0AI9S3Y a |s
Puaig aGmN/liPM] T th&? [ 2> "\ C A\, 15 UMEQ 2502 v a v
pualg AMIN/IPM] T L O LE ol 7 DAY BIUBAJASULR [THST 800-£15 a e
puald asmw/IPm| T R RO Ih'Y el'MC 3Ny UDOW § ZEIYT r00-E1S a |t
pusld aMN/IPM| T Y = s h eM 71 R 15 PUZST M 8561 £00-€15 a |t
L
Auoamin| 2z | A « LV L9 =T HOd 005 S00-E1S a [8
Auogm| £ H0p? % QF [RRT By " S LY ANY BISIA BIUOIN § YTEIZ Z00-E15 a |z
Aupamm] ¢ menr_. : : DYE T HE 21y 22" 1d YI6ST M 2161 TODETS a |9
PUalg amN/TIEM] T ] ., ¥ s JjoAIRs8Y a [s
Pusig amw/TTam| 1 (R0 T eIl Y BT R aRh'g o U2 AL, 15 UMEQ 2507 v a v
pusigamiN/am| 1 | OO gaes Rl s SN v Q@ EC BAY BJUBNASUUS] /THSGT 800-E15 a Jg
puag amw/TEml T B80T EoLLT B0 * Ye—la b R ard 2AY UOOI § ZESYL $00-E1S a [z
PUIg AMN/TIIM] T [SI0Q " e 2y AL h5— [N ot R S5 T-E7-Y 35 PUZSZ M BY6T E0D-ETS a i1 |
Auoami] ¢ b B S TR L1238 H3d 0052 S00-ETS a |8
Auo amin] £ RO B ENE ! . Y BISIA 2IUOW S YTEYZ Z00-E15 a |
Auo amw|  z PR NOT 5 € N Jd YIESZ M ZTET TOO-ETS a js} |
PUBIQ OMN/TIIM] T il 1J0AIBSaY a |s
PURIG AMIN/TIIM] T o | B SR b | 35 UMeq 250z v a v
PUSIG GMW/TIIM] T Sl Fob 1Qb ) ~, 3AY ejueAdsuuRy LTHSE 800-€15 a_ [t
PURg CMN/TIIM]| T G = Rk L DAY UOOWN § 71T YO0-E15 a |z
PUSIq OMIN/TIAM| T 2 IsTel el i PLERYRL e 15 PUZST M 86T £00-€15 a [t |
AUo aMiN] 7 T2 %) ¥ R KETW LS e 610Z/9/8 Hod 00SZ S00E15 a |3
Auog ame] € TG N Ry qh A g e 2l 21 6107/9/8 DAY BIS]A BJUOW S FTEIZ Z0O-ETS a |z |
AUQ aMIN| Z AT NQa 25 LS ot o2 6107/9/8 |d I6SZ M 2161 TO0-E15 a 3] |
PUS[A GMIA/TIEM| T S - i . 6102/9/8 JIoAi3saY a 5| |
pusla amw/Tiam| 1 TTEJT O L0 &5 KT S 610¢/9/8 35 UMed 750z v a |v] |
pualq amw/1am| 1 ) TN Bk TRh'Q Lh's a7 L 6102/9/8 3AY BIUBAIASUUBY /TPSZ 800-ET5 a |g] |
PuRlg amw/Tam| 1 R L0 2h Y T2y Pyl 610Z/9/8 ANV UODIN S ZESPT #00-E15 a [z} “
PuBIq OMN/TTIM| T oIV * LT QHYS [EE] 4O 610Z/9/8 ISPUZST M BY6T|  £00-€TS a It
/8w /3w /3w X AAAA/QO/NIN <— SBYIp/suun *
sjuswiwo) auoz N BlUOUIWY 8344 | ejuowwy jejo) Hd dwsy 2jeq ajdwes uoperoq @i 2jdweg apoj iy |

610 :4B3A ISNBNY {UOW -~ ££00T6T "ON WalsAS ‘V1IWOT 40 ALD
. D07 1531 413/4 NOILYDIIMLIN ATHLINOW



APPENDIX A

LABORATORY RESULTS



Clinical Laboratory of San Bernardino, Inc.

09 August 2019 Clinical Lab No.: 19H0404

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of August, 2019

Enclosed are the results of the analyses for samples received at the laboratory on
08/06/19 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,

Vil

Stu Styles
Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  19H0404
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of August, 2019 Received:  08/06/19 15:49
Lomita CA, 91717 Project Manager: Mark Andersen Reported: ~ 08/09/19
1912 W. 259th St. (S13-001 Zone: 2) 19H0404-01 (Water) Sample Date:  08/06/19 9:00  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analvses

C1 Res Free (Field) Field 0.06 N/A mg/l 08/06/19 08/06/19 1932138
C1 Res Total (Field) Field 24 N/A mg/L 08/06/19 08/06/19 1932138
pH (Field) Field 8.53 N/A pH Units 08/06/19 08/06/19 1932138
Temperature (Field) Field 20.5 N/A °oC 08/06/19 08/06/19 1932138

Microbiology Analvses
Total Coliform SM 9223 A N/A P/A 080619 080719 1932118
E. Coli SM 9223 A N/A P/A 080619 080719 1932118
Plate Count SM9215B ND 1 500 CFU/mI 080619 08/08/19 9321

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.44 0.40 10 mg/l. 08/07/19 08/07/19 1932096
26314 Monte Vista (S13-002 Zone:3) 19H0404-02 (Water) Sample Date:  08/06/19 845  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

C1 Res Free (Field) Field 0.07 N/A mg/L 08/06/19 08/06/19 1932138
Cl Res Total (Field) Field 2.5 N/A mg/L 08/06/19 08/06/19 1932138
pH (Field) Field 8.54 N/A pH Units 08/06/19 08/06/19 1932138
Temperature (Field) Field 17.1 N/A i 08/06/19 08/06/19 1932138

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/06/19 08/07/19 1932118
E. Coli SM 9223 A N/A P/A 08/06/19 08/07/19 1932118
Plate Count SM92158B ND 1 500 CFU/ml 08/06/19 08/08/19 1932163 HI1-08

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/06/19 08/06/19 1932139
QOdor Threshold EPA 140.1-M 1 1 3 TON 08/06/19 08/06/19 1932139
Turbidity EPA 180.1 0.2 0.1 5 NTU 08/06/19 08/06/19 1932139

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 0.45 0.40 10 mg/L 08/07/19 08/07/19 1932096
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 19H0404
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of August, 2019 Received:  08/06/19 15:49
Lomita CA, 91717 Project Manager: Mark Andersen Reported: ~ 08/09/19
1948 W, 252nd St. (§13-003 Zone: 1) 19H0404-03 (Water) Sample Date:  08/06/19 9:20  Sampler: PM.
Analyte Method Result Rep. Limit MCL Uhits Prepared Analyzed Batch Qualifier
Field Analvses
Cl Res Free (Field) Field 0.04 N/A mg/L 08/06/19 08/06/19 1932138
Cl Res Total (Field) Field 31 N/A mg/L 08/06/19 08/06/19 1932138
pH (Field) Field 85 N/A  pH Units 08/06/19 08/06/19 1932138
Temperature (Field) Field 20 N/A oC 08/06/19 08/06/19 1932138

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/06/19 08/07/19 1932118
E. Coli SM 9223 A N/A P/A 08/06/19 08/07/19 1932118
Plate Count SM9215B 2 1 500 CFU/ml 08/06/19 08/08/19 1932163

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/06/19 08/06/19 1932139
Odor Threshold EPA 140.1-M 1 1 3 TON 08/06/19 08/06/19 1932139
Turbidity EPA 180.1 ND 0.1 5 NTU 08/06/19 08/06/19 1932139

General Chemical Analyses

Nitrate as N (N03-N) EPA 300.0 0.44 0.40 10 mg/L 08/07/19 08/07/19 1932096
24632 S. Moon Ave. (S13-004 Zone:1) 19H0404-04 (Water) Sample Date:  08/06/19 9:40  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analvses

Cl Res Free (Field) Field 0.02 N/A mg/L 08/06/19 08/06/19 1932138
CI Res Total (Field) Field 1.86 N/A mg/L 08/06/19 08/06/19 1932138
pH (Field) Field 8.51 N/A pH Units 08/06/19 08/06/19 1932138
Temperature (Field) Field 24.2 N/A °C 08/06/19 08/06/19 1932138

Microbielogy Analvses

Total Coliform SM 9223 A N/A P/A 08/06/19 08/07/19 1932118
E. Coli SM 9223 A N/A P/A 08/06/19 08/07/19 1932118
Plate Count SM9215B ND 1 500 CFU/ml 08/06/19 08/08/19 1932163

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 0.44 0.40 10 mg/L 08/07/19 08/07/19 1932096
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  19H0404

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of August, 2019 Received:  08/06/19 15:49

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/09/19
2500 PCH (S-13-005 Zone:2) 19H0404-05 (Water) Sample Date:  08/06/19 9:55  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

CI Res Free (Field) Field 0.04 N/A mg/L 08/06/19 08/06/19 1932138

C1 Res Total (Field) Field 23 N/A mg/L 08/06/19 08/06/19 1932138

pH (Field) Field 8.55 N/A pH Units 08/06/19 08/06/19 1932138

Temperature (Field) Field 21.6 N/A oC 08/06/19 08/06/19 1932138
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/06/19 08/07/19 1932118

E. Coli SM 9223 A N/A P/A 08/06/19 08/07/19 1932118

Plate Count SM9215B 4 1 500 CFU/ml 08/06/19 08/08/19 1932163
General Chemical Apalyses

Nitrate as N (NO3-N) EPA 300.0 0.45 0.40 10 mg/L 08/07/19 08/07/19 1932096
25417 Pennsylvania Ave (S13-008 Zone:1) 19H0404-06 (Water) Sample Date:  08/06/19 9:45  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.13 N/A mg/L 08/06/19 08/06/19 1932138

Cl Res Total (Field) Field 1.44 N/A mg/L 08/06/19 08/06/19 1932138

pH (Field) Field 8.45 N/A pH Units 08/06/19 08/06/19 1932138

Temperature (Field) Field 23.6 N/A °C 08/06/19 08/06/19 1932138
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 08/06/19 08/07/19 1932118

E. Coli SM 9223 A N/A P/A 08/06/19 08/07/19 1932118

Plate Count SM9215B 6 1 500 CFU/ml 08/06/19 08/08/19 1932163
General Chemical Analyses

Nitrate as N (N()3_N) EPA 300.0 0.51 0.40 10 mg/L 08/07/19 08/07/19 1932096
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project Manager: Mark Andersen

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of August, 2019 Received:

Work Order:

Reported:

19H0404
08/06/19 15:49
08/09/19

2052 Dawn St (A Zone:1) 19H0404-07 (Water) Sample Date:  08/06/19 9:30  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

C1 Res Free (Field) Field 0.07 N/A mg/L 08/06/19 08/06/19 1932138

Cl1 Res Total (Field) Field 2.13 N/A mg/L 08/06/19 08/06/19 1932138

pH (Field) Field 8.45 N/A pH Units 08/06/19 08/06/19 1932138

Temperature (Field) Field 209 N/A °C 08/06/19 08/06/19 1932138
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/06/19 08/07/19 1932118

E. Coli SM 9223 A N/A P/A 08/06/19 08/07/19 1932118

Plate Count SM9215B ND 1 500 CFU/ml 08/06/19 08/08/19 1932163
General Chemical Analvses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/07/19 08/07/19 1932096

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

77

Chain of Custody

fpﬁo;o;

City of Lomita ._iSystem Number.2. 5 . Analysis Requested
24373 Walnut Avenue = Comments:
Lomitn, CA OLTLT " m w.ﬂﬁo mw.__.euu_wz HACH, DR890
(310)903-2243 ; ; d bl W a Calibration Date:__Aul ,ﬂum?. ﬁ._n
_5 Clinical ruve.-aa. - 13 g DPD Reagent Exp.:
Standard Analysis % 5 mi@nw Compliance '\ s M Z| |2 Total Chtorine - HACH, Pocket
Weekly Distribution Samples: 1st week of Flm || |[Colorimeter.
August, 2019 YES 0|2 |&| |catibration date:_Auto Calibrating
2 =& DPD Reagent exp. date: IE
- 1088 H = W O_.M__Mﬂ_ Temperature - HACH,
| -— sﬂ-v# Idenitification Tyse  |Bottle #| Temp: n nut%r_“..i 1 n“_....ﬂ_.:.. m Calibration Date: 4\ _ T\ pQ
8/62019 QR OO| 1912 W. 259th St. (S13-001 Zone: 2) D | _1_|205°0. oﬁmqwm%w 2.5 x| ix
8/6/2019 [OBN 26314 Monte Vista ( S13-002 Zone:3) 1D 2 |17, T B0 WEeY2.€ [x]x]|x
8/6/2019 X2 & 1948 W, 252nd St. (S13-003 Zone: 1) 1D 3 [2o.Pl0. 041 B4 Q8 x| x!x
8/612019 |o9vo 24632 S. Moon Ave. ( S13-004 Zone: 1) D) 4 2. 2¢ .02 m.w FHLBG [x X
8612019 (N5 5 2500 PCH (S-13-005 Zone: 2) D 5 216°0,049 w. 7.3 |x X
8/6/2019 |09 51 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 [ 1D 6 [23L]012 Gl HY |x X
8/6/2019 043¢ 2052 Dawn St (A Zone: 1) pw| 1,7 | ID 7 C¥iG.07|BYE[2./3]x X

m...ﬂ_a..ﬁmqm.: (1) Na,8,0; (2) HCI (3) HNO3 (4) NH4CI

Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.

\Nsn_.z_n ?—aﬂ.-o / City of ra:.:»

A
8/6/2019

(47

| (  Dp oo fcisZ

S

4.§

m»EEom received: ( g_. ice (

Shipped Via | |

| [ 1FeuX | ] Golden State | | UPS

| | Client |

]| Other

h—anzv Custody seals Temp_5.7 ( )F ()C

e
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CL-SB

Clinical Laboratory of San Bernardino, Inc.

21 August 2019 Clinical Lab No.: 19H1153

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of August, 2019

Enclosed are the results of the analyses for samples received at the laboratory on
08/13/19 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

[ certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

ST

Stu Styles
Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



Clinical Laboratory of San Bernardino, Inc.

CL-SE

Lomita, City of Project: Standard Analysis Work Order:  19H1153

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of August, 2019 Received:  08/13/19 17:46

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/21/19
1912 W. 259th St. (S13-001 Zone: 2) 19H1153-01 (Water) Sample Date:  08/13/19 10:50  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.07 N/A mg/L 08/13/19 08/13/19 1933120

C1 Res Total (Field) Field 2.8 N/A mg/L 08/13/19 08/13/19 1933120

pH (Field) Field 8.54 N/A pH Units 08/13/19 08/13/19 1933120

Temperature (Field) Field 202 N/A o 08/13/19 08/13/19 1933120
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

E. Coli SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

Plate Count SM9215B ND 1 500 CFU/ml 08/13/19 08/15/19 1933143
General Physical Analvses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/13/19 08/13/19 1933118

Odor Threshold EPA 140.1-M 1 1 3 TON 08/13/19 08/13/19 1933118

Turbidity EPA 180.1 ND 0.1 5 NTU 08/13/19 08/13/19 1933118
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.45 0.40 10 mg/L 08/13/19 08/13/19 1933072
26314 Monte Vista (S13-002 Zone:3) 19H1153-02 (Water) Sample Date:  08/13/19 10:45  Sampler: PM

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

Cl Res Free (Field) Field 0.05 N/A mg/L 08/13/19 08/13/19 1933120

CI Res Total (Field) Field 2 N/A mg/L 08/13/19 08/13/19 1933120

pH (Field) Field 8.53 N/A pH Units 08/13/19 08/13/19 1933120

Temperature (Field) Field 17.8 N/A L3 08/13/19 08/13/19 1933120
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

E. Coli SM 9223 A N/A P/A 08/13/19 (8/14/19 1933098

Plate Count SM9215B ND 1 500 CFU/ml 08/13/19 08/15/19 1933143
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.44 0.40 10 mg/L 08/13/19 08/13/19 1933072
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Project: Standard Analysis

Work Order:

19H1153

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of August, 2019 Received: ~ 08/13/19 17:46

Lomita CA, 91717 Project Manager: Mark Andersen Reported: ~ 08/21/19
1948 W. 252nd St. (S13-003 Zone: 1) 19H1153-03 (Water) Sample Date:  08/13/19 10:10  Sampler: PM

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

C1 Res Free (Field) Field 0.05 N/A mg/L 08/13/19 08/13/19 1933120

C1 Res Total (Field) Field 2.6 N/A mg/L 08/13/19 08/13/19 1933120

pH (Field) Field 8.57 N/A pH Units 08/13/19 08/13/19 1933120

Temperature (Field) Field 19.7 N/A °C 08/13/19 08/13/19 1933120
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 08/13/19 08/14/19 1933098

E. Coli SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

Plate Count SM9215B ND 1 500 CFU/ml 08/13/19 08/15/19 1933143 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.44 0.40 10 mg/L 08/13/19 08/13/19 1933072
24632 S. Moon Ave. (S13-004 Zone:1) 19H1153-04 (Water) Sample Date:  08/13/19 11:50  Sampler: PM

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

C1 Res Free (Field) Field 0.03 N/A mg/L 08/13/19 08/13/19 1933120

Cl1 Res Total (Field) Field 2 N/A mg/L 08/13/19 08/13/19 1933120

pH (Field) Ficld 8.45 N/A  pH Units 08/13/19 08/13/19 1933120

Temperature (Field) Field 24.8 N/A °C 08/13/19 08/13/19 1933120
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

E. Coli SM 9223 A N/A P/IA 08/13/19 08/14/19 1933098

Plate Count SM9215B ND 1 500 CFU/ml 08/13/19 08/15/19 1933143
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/13/19 08/13/19 1933118

Odor Threshold EPA 140.1-M 1 1 3 TON 08/13/19 08/13/19 1933118

Turbidity EPA 180.1 ND 0.1 5 NTU 08/13/19 08/13/19 1933118
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.41 0.40 10 mg/L 08/13/19 08/13/19 1933072
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: ~ 19H1153

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of August, 2019 Received:  08/13/19 17:46

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/21/19
2500 PCH (S-13-005 Zone:2) 19H1153-05 (Water) Sample Date:  08/13/19 12:3¢  Sampler: PM

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

C1 Res Free (Field) Field 0.05 N/A mg/L 08/13/19 08/13/19 1933120

C1 Res Total (Field) Field 24 N/A mg/L 08/13/19 08/13/19 1933120

pH (Field) Field 8.54 N/A pH Units 08/13/19 08/13/19 1933120

Temperature (Field) Field 222 N/A °C 08/13/19 08/13/19 1933120
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

E. Coli SM 9223 A N/A P/IA 08/13/19 08/14/19 1933098

Plate Count SM9215B ND 1 500 CFU/ml 08/13/19 08/15/19 1933143
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.44 0.40 10 mg/L 08/13/19 08/13/19 1933072
25417 Pennsylvania Ave (S13-008 Zone:1) 19H1153-06 (Water) Sample Date:  08/13/19 12:25  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Ratch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 08/13/19 08/13/19 1933120

C1 Res Total (Field) Field 1.44 N/A mg/L 08/13/19 08/13/19 1933120

pH (Field) Field 8.44 N/A pH Units 08/13/19 08/13/19 1933120

Temperature (Field) Field 24.2 N/A o 08/13/19 08/13/19 1933120
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

E. Coli SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

Plate Count SM9215B ND 1 500 CFU/ml 08/13/19 08/15/19 1933143
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.48 0.40 10 mg/L 08/13/19 08/13/19 1933072
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order:  19H1153

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of August, 2019 Received:  08/13/19 17:46

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/21/19
2052 Dawn St (A Zone:1) 19H1153-07 (Water) Sample Date:  08/13/19 11:05  Sampler: PM.

Analyte ' Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

Cl Res Free (Field) Field 0.05 N/A mg/L 08/13/19 08/13/19 1933120

C1 Res Total (Field) Field 2 N/A mg/L 08/13/19 08/13/19 1933120

pH (Field) Field 8.4 N/A pH Units 08/13/19 08/13/19 1933120

Temperature (Field) Field 23 N/A oC 08/13/19 08/13/19 1933120
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

E. Coli SM 9223 A N/A P/A 08/13/19 08/14/19 1933098

Plate Count SM9215B ND 1 500 CFU/ml 08/13/19 08/15/19 1933143
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/13/19 08/14/19 1933072

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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CL-SB

Clinical Laboratory of San Bernardino, Inc.

26 August 2019 Clinical Lab No.: 19H1811

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples:3rd Week of August, 2019

Enclosed are the results of the analyses for samples received at the laboratory on
08/20/19 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

o

Stu Styles
Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: Weekly Dist. Samples:3rd Week of August, 2019

Project Manager: Mark Andersen

Work Order:

19H1811
Received:  08/20/19 16:50

Reported:  08/26/19

1912 W. 259¢h St. (§13-001 Zone: 2) 19H1811-01 (Water) Sample Date:  08/20/19 8:35  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.03 N/A mg/L 08/20/19 08/20/19 1934091

Cl Res Total (Field) Field 2.6 N/A mg/L 08/20/19 08/20/19 1934091

pH (Field) Field 8.49 N/A pH Units 08/20/19 08/20/19 1934091

Temperature (Field) Field 19.8 N/A °C 08/20119 08/20/19 1934091
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 08/20/19 08/21/19 1934096

E. Coli SM 9223 A N/A P/A 08/20/19 08/21/19 1934096

Plate Count SM9215B ND 1 500 CFU/ml 08/20/19 08/22/19 1934144 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.51 0.40 10 mg/L 08/20/19 08/21/19 1934057
26314 Monte Vista (§13-002 Zone:3) 19H1811-02 (Water) Sample Date:  08/20/19 8:25  Sampler: PM

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

C1 Res Free (Field) Field 0.04 N/A mg/L 08/20/19 08/20/19 1934091

Cl Res Total (Field) Field 2.5 N/A mg/L 08/20/19 08/20/19 1934091

pH (Field) Field 8.41 N/A pH Units 08/20/19 08/20/19 1934091

Temperature (Field) Field 17.8 N/A °C 08/20/19 08/20/19 1934091
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/20/19 08/21/19 1934096

E. Coli SM 9223 A N/A P/A 08/20/19 08/21/19 1934096

Plate Count SM9215B ND I 500 CFU/ml 08/20/19 08/22/19 1934144 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.53 0.40 10 mg/L 08/20/19 08/21/19 1934057
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis ‘Work Order: 19H1811
24373 Walnut Avenue Sub Project: Weekly Dist. Samples:3rd Week of August, 2019 Received:  08/20/19 16:50
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/26/19
1948 W. 252nd St. (S13-003 Zone: 1) 19H1811-03 (Water) Sample Date:  08/20/19 845  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Free (Field) Field 0.02 N/A mg/L 08/20/19 08/20/19 1934091
C1 Res Total (Field) Field 25 N/A mg/L 08/20/19 08/20/19 1934091
pH (Field) Field 8.47 N/A pH Units 08/20/19 08/20/19 1934091
Temperatare (Field) Field 19.7 N/A °C 08/20/19 08/20/19 1934091

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/20/19 08/21/19 1934096
E. Coli SM 9223 A N/A P/A 08/20/19 08/21/19 1934096
Piate Count SM9215B ND 1 500 CFU/ml 08/20/19 08/22/19 1934144 HT-08

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/20/19 08/20/19 1934107
Odor Threshold EPA 140.1-M 1 1 3 TON 08/20/19 08/20/19 1934107
Turbidity EPA 180.1 ND 0.1 5 NTU 08/20/19 08/20/19 1934107

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.52 0.40 10 mg/L 08/20/19 08/21/19 1934057
24632 S. Moon Ave. (S13-004 Zone:1) 19H1811-04 (Water) Sample Date:  08/20/19 9:05  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analvses

Cl Res Free (Field) Field 0.02 N/A mg/L 08/20/19 08/20/19 1934091
Cl Res Total (Field) Field 2.1 N/A mg/L 08/20/19 08/20/19 1934091
pH (Field) Ficld 8.47 NA  pH Units 08/20/19 08/20/19 1934091
Temperature (Field) Field 24.1 N/A °C 08/20/19 08/20/19 1934091

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/20/19 08/21/19 1934096
E. Coli SM 9223 A N/A P/A 08/20/19 08/21/19 1934096
Plate Count SM9215B 4 1 500 CFU/ml 08/20/19 08/22/19 1934144

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 0.53 0.40 10 mg/L 08/20/19 08/21/19 1934057
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CL-SB

Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  19HI811
24373 Walnut Avenue Sub Project: Weekly Dist. Samples:3rd Week of August, 2019 Received:  08/20/19 16:50
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/26/19

2500 PCH (S-13-005 Zone:2) 19H1811-05 (Water) Sample Date:  08/20/19 9:25  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analvses
CI Res Free (Field) Field 0.04 N/A mg/L 08/20/19 08/20/19 1934091

Cl Res Total (Field) Field 23 N/A mg/L 08/20/19 08/20/19 1934091
pH (Field) Field 8.52 N/A pH Units 08/20/19 08/20/19 1934091
Temperature (Field) Field 21.2 N/A oC 08/20/19 08/20/19 1934091

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/20/19 08/21/19 1934096
E. Coli SM 9223 A N/A P/A 08/20/19 08/21/19 1934096
Plate Count SM9215B ND 1 500 CFU/ml 08/20/19 08/2219 1934144

General Physical Analvses

Apparent Color SM 2120BM ND 3.0 15 Coler Units 08/20/19 08/20/19 1934107
QOdor Threshold EPA 140.1-M 1 1 3 TON 08/20/19 08/20/19 1934107
Turbidity EPA 180.1 ND 0.1 5 NTU 08/20/19 08/20/19 1934107

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.55 0.40 10 mg/L 08/20/19 08/21/19 1934057
25417 Pennsylvania Ave (S13-008 Zone:1) 19H1811-06 (Water) Sample Date:  08/20/19 9:15  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

ClI Res Free (Field) Field 0.03 N/A mg/L 08/20/19 08/20/19 1934091
Cl Res Total (Field) Field 2 N/A mg/L 08/20/19 08/20/19 1934091
pH (Field) Field 8.45 N/A pH Units 08/20/19 08/20/19 1934091
Temperature (Field) Field 23 N/A gl 08/20/19 08/20/19 1934091

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/20/19 08/21/19 1934096
E. Coli SM 9223 A N/A P/A 08/20/19 08/21/19 1934096
Plate Count SM9215B 35 1 300 CFU/ml 08/20/19 08/22/19 1934144

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 0.60 0.40 10 mg/L 08/20/19 08/21/19 1934057
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 19H1811

24373 Walnut Avenue Sub Project: Weekly Dist. Samples:3rd Week of August, 2019 Received:  08/20/19 16:50

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/26/19
2052 Dawn St (A Zone:1) 19H1811-07 (Water) Sample Date:  08/20/19 855  Sampler: PM

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.04 N/A mg/L 08/20/19 08/20/19 1934091

C1 Res Total (Field) Field 2.2 N/A mg/L 08/20/19 08/20/19 1934091

pH (Field) Field 8.46 N/A pH Units 08/20/19 08/20/19 1934091

Temperature (Field) Field 21.9 N/A °C 08/20/19 08/20/19 1934091
Micrebiology Analyses

Total Coliform SM 9223 A N/A P/A 08/20/19 08/21/19 1934096

E. Coli SM 9223 A N/A PIA 08/20/19 08/21/19 1934096

Plate Count SM9215B 6 1 500 CFU/ml 08/20/19 08/22/19 1934144 HT-08
General Chemical Analyses

Nitrate as N {NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/20/19 08/21/19 1934057

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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CL-SB

Clinical Laboratory of San Bernardino, Inc.

03 September 2019 Clinical Lab No.: 19H2459

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples:4th Week of August, 2019

Enclosed are the results of the analyses for samples received at the laboratory on
08/28/19 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

aad

Stu Styles
Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



CL-SB

Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  19H2459
24373 Walnut Avenue Sub Project: Weekly Dist. Samples:4th Week of August, 2019 Received:  08/28/19 14:40
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  09/03/19

1912 W. 259th St. (S13-001 Zone: 2) 19H2459-01 (Water) Sample Date:  08/28/19 840  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

CI Res Free (Field) Field 0.05 N/A mg/L. 08/28/19 08/28/19 1935119
Cl Res Total (Field) Field 25 N/A mg/L 08/28/19 08/28/19 1935119
pH (Field) Field 8.44 N/A  pH Units 08/28/19 08/28/19 1935119
Temperature (Field) Field 19.7 N/A e 08/28/19 08/28/19 1935119

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/28/19 08/29/19 1935108
E. Coli SM 9223 A N/A P/A 08/28/19 08/29/19 1935108
Plate Count SM9215B ND 1 500 CFU/ml 08/28/19 08/30/19 1935157

General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.55 0.40 10 mg/L 08/29/19 08/29/19 1935123
26314 Monte Vista (813-002 Zone:3) 19H2459-02 (Water) Sample Date:  08/28/19 830  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 08/28/19 08/28/19 1935119
Cl Res Total (Field) Field 2.6 N/A mg/L 08/28/19 08/28/19 1935119
pH (Field) Field 8.46 N/A pH Units 08/28/19 08/28/19 1935119
Temperature (Field) Field 16.9 N/A oC 08/28/19 08/28/19 1935119

Microbiclogy Analvses

Total Coliform SM 9223 A N/A P/A 08/28/19 08/29/19 1935108
E. Coli SM 9223 A N/A PIA 08/28/19 08/29/19 1935108
Plate Count SM9215B ND 1 500 CFU/ml 08/28/19 08/30/19 1935157

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/28/19 08/28/19 1935118
Odor Threshold EPA 140.1-M 1 1 3 TON 08/28/19 08/28/19 1935118
Turbidity EPA 180.1 ND 0.1 5 NTU 08/28/19 08/28/19 1935118

General Chemical Analyses
Nitrate as N (NO3-N) EPA 353.2 0.55 0.40 10 mg/L 08/29/19 08/29/19 1935123
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CL-SB

Clinical Laboratory of San Bernardino, Inc. I

Lomita, City of Project: Standard Analysis Work Order:  19H2459

24373 Walnut Avenue Sub Project: Weekly Dist. Samples:4th Week of August, 2019 Received: 08/28/19 14:40

Lomita CA, 91717 Project Manager: Mark Andersen Reported: ~ 09/03/19
1948 W. 252nd St. (S13-003 Zone: 1) 19H2459-03 (Water) Sample Date:  08/28/19 9:00  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

C1 Res Free (Field) Field 0.02 N/A mg/L 08/28/19 08/28/19 1935119

C1 Res Total (Field) Field 25 N/A mg/L 08/28/19 08/28/19 1935119

pH (Field) Field 8.48 N/A pH Units 08/28/19 08/28/19 1935119

Temperature (Field) Field 19 N/A oC 08/28/19 08/28/19 1935119
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/28/19 08/29/19 1935108

E. Coli SM 9223 A - N/A P/A 08/28/19 08/29/19 1935108

Plate Count SM9215B ND 1 500 CFU/ml 08/28/19 08/30/19 1935157
General Chemical Analyses

Nitrate as N (NO3-N) EPA 3532 0.54 0.40 10 mg/L 08/29/19 08/29/19 1935123
24632 S. Moon Ave. (S13-004 Zone:1) 19H2459-04 (Water) Sample Date:  08/28/19 9:40  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 08/28/19 08/28/19 1935119

Cl Res Total (Field) Field 27 N/A mg/L 08/28/19 08/28/19 1935119

pH (Field) Field 8.4 N/A pH Units 08/28/19 08/2819 1935119

Temperature (Field) Feld 24.1 N/A °C 08/28/19 08/28/19 1935119
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/28/19 08/29/19 1935108

E. Coli SM 9223 A N/A P/A 08/28/19 08/29/19 1935108

Plate Count SM9215B ND 1 500 CFU/ml 08/28/19 0B8/30/19 1935157
General Physical Analyses

Apparent Color SM 2120BM ND 30 15 Color Units 08/28/19 08/28/19 1935118

Odor Threshold EPA 140.1-M 1 1 3 TON 08/28/19 08/28/19 1935118

Turbidity EPA 180.1 NP 0.1 5 NTU 08/28/19 08/28/19 1935118
General Chemical Analvses

Nitrate as N (NO3-N) EPA 353.2 0.54 0.40 10 mg/L 08/29/19 08/29/19 1935123
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order:  19H2459

24373 Walnut Avenue Sub Project: Weekly Dist. Samples:4th Week of August, 2019 Received:  08/28/19 14:40

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  09/03/19
2500 PCH (S-13-005 Zone:2) 19H2459-05 (Water) Sample Date:  08/28/19 10:00  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

Cl Res Free (Field) Field 0.04 N/A mg/L 08/28/19 08/28/19 1935119

Cl1 Res Total (Field) Field 24 N/A mg/L 08/28/19 08/28/19 1935119

pH (Field) Field 8.43 N/A  pH Units 08/28/19 08/28/19 1935119

Temperature (Field) Field 214 N/A oC 08/28/19 08/28/19 1935119
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 08/28/19 08/29/19 1935108

E. Coli SM 9223 A N/A P/A 08/28/19 08/29/19 1935108

Plate Count SM9215B ND 1 500 CFU/ml 08/28/19 08/30/19 1935157
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.53 0.40 10 mg/L 08/29/19 08/29/19 1935123
25417 Pennsylvania Ave (S13-008 Zone:1) 19H2459-06 (Water) Sample Date:  08/28/19 9:50  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 4] N/A mg/L 08/28/19 08/28/19 1935119

C1 Res Total (Field) Field 2 N/A mg/L 08/28/19 08/28/19 1935119

pH (Field) Field 837 N/A  pH Units 08/28/19 08/28/19 1935119

Temperature (Field) Field 24.5 N/A e 08/28/19 08/28/19 1935119
Microbiologv Analyses

Total Coliform SM 9223 A N/A P/A 08/28/19 08/29/19 1935108

E Coli SM 9223 N/A P/A 08/28/19 08/29/19 1935108

Plate Count SM9215B 15 1 500 CFU/ml 08/28/19 08/30/19 1935157
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.60 0.40 10 mg/L 08/29/19 08/29/19 1935123
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: ~ 19H245%
24373 Walnut Avenue Sub Project: Weekly Dist. Samples:4th Week of August, 2019 Received:  08/28/19 14:40
Lomita CA, 91717 Pro]ect Manager: Mark Andersen Reported: 09/03/19
2052 Dawn St (A Zone:1) 19H2459-07 (Water) Sample Date:  08/28/19 9:20  Sampler: PM.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Free (Field) Field 0 N/A mg/L 08/28/19 08/28/19 1935119
C1 Res Total (Field) Field 21 N/A mg/L 08/28/19 08/28/19 1935119
pH (Ficld) Field 839 N/A  pHUnits 08/28/19 08/28/19 1935119
Temperature (Field) Field 215 N/A °C 08/28/19 08/28/19 1935119
Microbiology Analyses
Total Coliform SM 9223 A N/A P/A 08/28/19 08/29/19 1935108
E. Coli SM 9223 A N/A P/A 08/28/19 08/29/19 1935108
Plate Count SM9215B 2 1 500 CFU/ml 08/28/19 08/30/19 1935157
General Chemical Analyses
Nitrate as N (NO3-N) EPA 3532 0.43 0.40 10 mg/L 08/29/19 08/29/19 1935123
ND Analyte NOT DETECTED at or above the reporting limit
B
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Clinical Laboratory of San Bernardino, io.

27

Chain of Custody'

City of Lomita System Number .. .. AnalysisRequested . o0
24373 Walnut Avenue - Comments: 9 /5|9
Lomita, CA 91717 1910073 E e
™ TP R R A ) . Free orine - y 3
(310)903-2243 :  Destination Laboratery mnnﬁ 2 Calibration Date:
. x| .n:&a._ Laboratory w 8 DPD Reagent Exp.:
Standard Analysis . RWQCE Compliance Z13 |Z| [> Total Chiorine - HACH, Pocket
Weekly Distribution Samples: 4th week of Pl | B Colorimeter.
August, 2019 YES o gI® Calibration date:_Auto Calibratin,
— S8 DPD Reagent exp. date:
1088 ...Vn - 3. pH and Temperature - HACH,
. _ M _ =~ HQ11d /i /i
o mwﬂn.-a Idenitification i  Type |Bottle #| Tempc n_”a_.ﬂ... b n“._“ﬂ..s m Calibration Date: /19
8282019 [DBNOL 1912 W. 259¢th St. (S13-001 Zone: 2) D1 1 U710 03894 2.5 Ixl [x
8282019 DA W0 26314 Monte Vista ( $13-002 Zone:3) 1D 7 169 ©.o2|8H6 | 2.6 |x|x]|x
81282019 0900 1948 W. 252nd St. (S13-003 Zone: 1) D | 3 119.0°coz98(2.5 [x|] [x
812812019 [07YO| 24632 S. Moon Ave. ( S13-004 Zone: 1) D | 4 Y/ jos2|d Yo 127 jx|x|x
8/28/2019 |)000 2500 PCH (S-13-005 Zone: 2) | 5 BV ICoyBYX 2.4 [x| |x
8/28/2019 |0G { () 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 | 1D 6 246 [6.37]2.0 |x X
8282019 OO -, 2052 Dawn St (A Zone: 1) pw | 1,7 | 1D 7 2151 o 18,234 272 |x X
|Preservatives: (1) Nay5,0; (2) HC1 (3) HNO3 (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
Gulmluwoa (6) Na2803 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3-Repla ment, 4-Special
L Patrick McCue / City of Lomita 8/28/2019 )D. .
Q—w m.umrdo.. _nmﬁ.so m\\ - K. 2
J J 7 e ——— A e s
0] . c ST \‘
e Samples receivedY><(On ice ( )Intact ( ) Custody seals Temp_ © *{ ( )F C
Shipped Via _ _ _ { 1FedX | ]GoldenState | | UPS [ | Client | | Other Page 1 _of _1_




