State Water Resources Control Board Division of Drinking Water

MONTHLY SUMMARY OF DISTRIBUTION SYSTEM COLIFORM MONITORING
(including triggered source monitoring for systems subject to the Groundwater Rule)

CITY OF LOMITA 1910073
Sumpling Period
Year
Mo January 2020
Number Number Number Total Number Fecal/
Required Collected Coliform Positives E.coli Positives
1. Routine Samples (see note 1) 25 25 0 0

2. Repeat Samples Following Samples Which are Total Coliform
Positive and Fecal/E.coli Negative (see notes 5 and 6) 0 0 0

3. Repeat Samples Following Routine Samples Which are
Total Coliform Pesifive and Fecal/E.coli Positive

(see notes 5 and 6) 0 0 0

4. MCL Computation For Total Coliform Positive Samples

a. Totals (sum of columns) 25 25 0

b. 1f 40 or more samples collected in month, determine
percent of samples that are total coliform positive

[(total number positive/total number collected) x 100] N/A
c. Is system in compliance... ... with fecal/E. coli MCL?
(see notes 2 and 3) Yes ] No
...with monthly MCL? Yes [ No

(see note 4)

5. Source Samples Triggered by Routine Samples that are Total Coliform Positive 0 0 III

(This applies only to systems subject to the Groundwater Rule - see notes 7 and 8)

6. Invalidated Samples
(Note what samples, if any, were invalidated; who authorized the invalidation; and when replacement samples
were collected. Attach additional sheets, if necessary.)

7. Summary Completed By

Signature Title Date

MM L’( Q\V@z% Chief Water Operations Manager 2/3/2020

Comments: No groundwater source

1. Routine samples include:

a. Samples required pursuant to 22 CCR Section 64423 and any additional samples required by an approved routine sample siting plan established pursuant to 22 CCR Section 64422,
b. kxira samples are required for systems collecting less than tive routine samples per month that had one or more total coliform positives 1n previous month;
¢. Extra samples tor systems with high source walter turbidities that are using surface water or groundwater under direct intluence ot surtace water and
do not practice tiltration m comphance with regulations;
Note: For a repeat sample tollowing a total coliform positive sample, any fecal/fs.coli positive repeat (boxed entry) constitutes an MCL violation and
requires immediate notification to the Department (22, CUR, Section 64426, | ).
- Note: For repeat sample tollowing a tecal/k.coli positive sample, any total coliform positive repeat (boxed entry) constitutes an MCL violation and
requires immediate notification to the Department (22, CCR, Scclion 04420.1).
4 Tatal eoliform MOT (Natifv Denartment within 24 hanre of MOT . vinlatinne
a. For systems collecting less than 40 samples, 1t two or more samples are total coliform positive, then the MCL 1s violated.
b. For systems collecting 40 or more samples, 1f more than 5.0 percent ot samples collected are total colilorm positive, then the MCL 15 violated.
Positive results and their associated repeat samples are to be tracked on the Colitorm Monitoring Worksheet,
Repeat samples must be collected within 24 hours ot being notitied of the positive results. For systems collectng more than one routine sample per month, three repeat samples
must be collected tor each total cohtorm posttive sample. For systems collecting one or tewer routine samples per month, four repeat samples must be collected tor each total colitorm
posilive sample.
For systems subject to the Groundwater Rule: Positive results and the associated triggered source samples are to be tracked on the Colitorm Monitoring Worksheet.
. For triggered sample(s) required as a result ot a total coliform routine posttive sample, an /.coli, enterococcl, or coliphage positive friggered sample (boxed entry) requires
immediate notification to the Department, I'ier 1 public notification, and corrective action. 1072009 - 8477
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CITY OF LOMITA
MONTHLY CHLORINE RESIDUAL SUMMARY

Dec-19 Jan-20
Location Date Time CL:,ngﬁtal C;f}t:r'm Fecal Ecoli |  Zone : Lacation Date Tine CL;QTI‘E““ c;fgfm Fecal E-coli | zone
13-1 1912 W. 258th PI. 12/3/2019 | 10:40 AM 2.10 A A 2 13-1 1912 W. 25%th PI. 1/2/2020 9:15 AM 2.10 A A 2
13-2 26314 S. Monte Vta. 12/3/2019 | 10:15 AM 2.10 A A 3 13-2 26314 S. Monte Vta. 1/2/2020 9:05 AM 2.20 A A 3
13-3 1948 W. 252nd St. 12/3/2019 | 10:50 AM 2.30 A A 1 13-3 1948 W. 252nd St. 1/2/2020 9:40 AM 2.30 A A 1
13-4 24632 S. Moon Ave., 12/3/2019 | 11:10 AM 1.90 A A 1 13-4 24632 S. Moon Ave. 1/2/2020 9:50 AM 2.20 A A 1
13-5 2500 PCH 12/3/2019 | 11:35 AM 2.00 A A 2 k 13-5 2500 PCH 1/2/2020 10:20 AM 2.30 A A 2
Location - Zone Location Zone
13-1 1912 W. 250th PI. 12/10/2019 | 9:15 AM 2.10 A A 2 13-1 1912 W. 255th PI. 1/7/2020 9:45 AM 2.30 A A 2
13-2 26314 S. Monte Vta. 12/10/2019 | 9:05 AM 1.80 A A 3 13-2 26314 S. Monte Vta. 1/7/2020 9:35 AM 2.30 A A 3
13-3 1948 W, 252nd St. 12/10/2019 | 9:30 AM 210 A A 1 13-3 1948 W. 252nd St. 1/7/2020 9:55 AM 2.30 A A 1
13-4 24632 S. Moon Ave. 12/10/2019 | 9:55 AM 2.00 A A 1 13-4 24632 S. Moon Ave. 1/7/12020 10:10 AM 2.00 A A 1
13-5 2500 PCH 12/10/2019 | 10:10 AM 1.90 A A 2 13-5 2500 PCH 1/7/2020 10:30 AM 2.10 A A 2
Location ; . Zone . Location i : Zone
13-1 1912 W. 259th PI. 12/17/2019 | 8:35 AM 2.20 A A 2 13-1 1912 W. 259th PI. 1/14/2020 9:35 AM 2.20 A A 2
13-2 26314 S. Monte Vta. 12/17/2019 | 8:25 AM 1.70 A A 13-2 26314 S. Monte Via. 1/14/2020 9:25 AM 2.20 A A 3
13-3 1948 W. 252nd St. 12/17/2019 | 8:45 AM 2.20 A A 1 13-3 1948 W. 252nd St. 1/14/2020 9:45 AM 2.30 A A 1
13-4 24632 S. Moon Ave. 12/17/2019 | 9:10 AM 2.10 A A 1 13-4 24632 S. Moon Ave. 1/14/2020 10:05 AM 210 A A 1
13-5 2500 PCH 12/17/2019 | 9:30 AM 1.60 A A 2 13-5 2500 PCH 1/14/2020 | 10:20 AM 2.10 A A 2
Location b ' Zone Location 3 - o et G  Zone
13-1 1912 W, 259th PI. 12/23/2019 | 9:05 AM 2.05 A A 2 13-1 1912 W. 259th PI. 1/21/2020 9:00 AM 2.40 A A 2
13-2 26314 S. Monte Vta. 12/23/2019 | 8:55 AM 2.00 A A 13-2 26314 S. Monte Vta. 1/21/2020 8:50 AM 2.20 A A 3
13-3 1948 W. 252nd St. 12/23/2019 | 9:15 AM 2.04 A A 1 13-3 1948 W. 252nd St. 1/21/2020 9:15 AM 2.20 A A 1
13-4 24632 S. Moon Ave, 12/23/2019 | 9:40 AM 1.79 A A 1 13-4 24632 S. Moon Ave. 1/21/2020 9:35 AM 2,20 A A 1
13-5 2500 PCH 12/23/2019 | 9:58 AM 2.04 A A 2 13-5 2500 PCH 1/21/2020 9:55 AM 2.20 A A 2
Location W ' | Zone . Location B - Zone
13-1 1812 W. 259th PI. 2 13-1 1912 W. 25%th PI. 1/28/2020 8:45 AM 2.30 A A 2
13-2 26314 S. Monte Vta. 3 13-2 26314 S. Monte Via. 1/28/2020 8:40 AM 2,30 A A 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St. 1/28/2020 9:08 AM 2.40 A A 1
13-4 24632 S. Moon Ave. 1 13-4 24632 §. Moon Ave. 1/28/2020 9:20 AM 2.00 A A 1
13-5 2500 PCH 2 13-5 2500 PCH 1/28/2020 | 10:15 AM 2.40 A A 2

Average _l L Average —l Irﬂ_l

SIGNATURE: ) DATE: 2/3/2020
Mark Andersen, Chief Water Operations Manager




CITY OF LOMITA
PUBLIC WORKS DEPARTMENT

SYSTEM NO:

1910073

RAW WATER COLIFORM MONITORING
NAME OF WATER SYSTEM: LOMITA, CITY OF

MONTH:

January

YEAR:

2020

SOURCE NAME

JANUARY

FEBRUARY

MARCH

APRIL

JUNE

AUGUST

SEPTEMBER

OCTOBER

NOVEMBER

DECEMBER

WELL 13-5

OFFL

TOTAL

EXAMPLES:

FOR TOTAL COLIFORM POSITIVE RESULTS RECEIVED, IN DICATE THE CONFIRMATION SAMPLES COLLECTED ON SUMMARY AND ATTAC

1 EG

RESULTS TO THIS PAGE.

COMMENTS:

SIGNATURE:

T

1 po neg.

Mark Andersen—€hief Water Operations Manager

ST. Y

Date:

2/3/2020

H THE LAB




MONTHLY SUMMARY OF MONITORING
FOR SURFACE WATER TREATMENT REGULATIONS

System Name: CITY OF LOMITA System No.: 1910073
Wholesaler

Name: WEST BASIN MUNICIPAL WATER DISTRICT

Month: January Year: 2020

DISINFECTION PROCESS DATA

Disinfectant residual type: Free chlorine (including well sources)

Free chlorine (no well sources)

Chloramines (including well sources) X
Chloramines (no well sources)

o]
tn

No. of distribution system residual samples collected:

No. of distribution system samples for HPC only:

b

Total No. residual and/or HPC samples collected:

No. of samples with no detectable residual and HPC is not measured:

No. of samples with no residual and HPC > 500 CFU/ml:

No. of samples for HPC only and HPC > 500 CFU/ml:

Total No. of samples with no residual and/or HPC = 500 CFU/ml:

= E G E

Compute V = 1 - Total No. samples with no residual and/or HPC =500 X 100 = 1

Total No. residual and/or TIPC samples collected
Meets Standard (i.e. V > 95%) (Y/N)? Y

SUMMARY OF WATER QUALITY COMPLAINTS

General Complaints:

Type of Complaint Number |Corrective Actions Taken

Taste/Odor 1 Dead end mainline flushing at 247th st.
Color 0

Turbidity 0

Suspended Solids 0

Other (Describe) 0

Reports of Gastrointestinal [liness (Attach additional sheets if necessary):

Persons
Reporting Date Corrective Actions Taken

Explain any failure of the standards and corrective action taken or planned (attach extra sheets if needed):

Note:
1. Refer to 191073-

7of Lomita-TCR Report for test results for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.

Signature: n\/v\ Date: 2132020

Mark Andefs‘é‘n‘, Chief Water Operations Manager




MONTHLY GENERAL PHYSICAL SUMMARY

CITY OF LOMITA

Dec-19 Jan-20

Location Date Time Color Odor Turbidity pH Zone Location Date Time Color Odor Turbidity pH Zone
13-1 1812 W. 259th PI. 2 13-1 1912 W. 259th PI. 2
13-2 26314 S. Monte Vta. | 12/3/2019 | 10:15 AM ND 1 ND 8.86 3 13-2 26314 S. Monte Vta. 1/2/2020 9:05 AM ND 1 ND 8.73 3
13-3 1948 W. 252nd St. 1 13-3 1948 W, 252nd St. 11212020 9:40 AM ND 1 ND 8.72 1
13-4 24632 S. Moon Ave. 1 13-4 24632 S, Moon Ave. 1
13-5 2500 PCH 12/3/2019 | 11:35 AM ND 1 ND 8.76 2 13-5 2500 PCH 2

Location Zone Location Zone
13-1 1912 W. 259th PI. 12/10/2019 | 9:15 AM ND ] ND 8.71 2 13-1 1912 W. 259th PI. 11712020 9:45 AM ND 1 ND 8.59 2
13-2 26314 S, Monte Vta, 3 13-2 26314 S. Monte Vta. 3
13-3 1948 W, 252nd St. 12/10/2019 | 9:55 AM ND 1 0.2 8.69 1 13-3 1948 W. 252nd St. 1
13-4 24632 S. Moon Ave. 1 13-4 24632 S. Moon Ave. 11712020 10:10 AM ND 1 ND 8.6 1
13-5 2500 PCH 2 13-5 2500 PCH 2

Location Zone Location Zone
13-1 1912 W. 259th PI. 2 13-1 1912 W. 259th PI. 2
13-2 26314 S. Monte Vta. 3 13-2 26314 S. Monte Vta. 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St. 1/14{2020 9:45 AM ND 1 0.6 8.43 1
13-4 24632 S. Moon Ave, | 12/17/2019 | 9:10 AM ND 1 ND 8.65 1 13-4 24632 S. Moon Ave. 1
13-5 2500 PCH 12/17/2019 | 9:30 AM ND 1 ND 8.69 2 13-5 2500 PCH 111412020 10:20 AM ND 1 ND 8.42 2

~ Location o b Zone Location . L Zone

13-1 1912 W. 258th PI. 2 13-1 1912 W. 255th PI. 112112020 9:00 AM ND 1 ND 8.58 2
13-2 26314 S. Monte Via. 3 13-2 26314 8. Monte Vta. 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St. 1
13-4 24632 S. Moon Ave. | 12/23/2019 | 9:40 AM ND 1 ND 8.64 1 13-4 24632 S. Moon Ave. 1
13-5 2500 PCH 12/23/2019 | 9:58 AM ND 1 ND 8.66 2 13-5 2500 PCH 1121{2020 9:55 AM ND 1 ND 8.53 2

Location . Zone Location i 1 y Zone
13-1 1912 W. 259th PI. 2 13-1 1912 W. 258th PI. 112812020 8:45 AM ND 1 0.1 8.74 2
13-2 26314 S. Monte Vta. 3 13-2 26314 S. Monte Via. 112812020 8:40 AM ND 1 ND 8.72 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St. 1
13-4 24632 S. Moon Ave, 1 13-4 24632 S. Moon Ave. 1
13-5 2500 PCH N ———— 2 13-5 2500 PCH 2
Note: v
Cross-reference the TCR Report for results for the GP Repgrt.

SIGNATURE: DATE: 2/3/12020

Mark Andersen, Chief Water Operations Manager
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MONTHLY NITRIFICATION MONITORING SUMMARY REPORT
CITY OF LOMITA, System No. 1910073 --- Month: January, Year: 2020

#| Code | Sample ID Location Sample Date Temp pH To“_)l Free Chlorine Jatt ! Srae > Nitrite Nitrate Coliform? HPC Zone Comments
Chlorine Ammonia Ammonia

Units/Others —> MM/DD/YYYY 9QC mg/L mg/L mg/L mg/L mg/L mg/L P/A CFU/ml

1| D $13-003 |1948 W 252nd St 1/2/2020 14.1 8.72 2.3 0.13 0.44 0.12 0.022 0.52 A ND 1 |WELL/MWD blend

2| D $13-004 |24632 S Moon Ave 1/2/2020 15.7 8.68 2.2 0.11 0.43 0.05 0.015 0.53 A ND 1 |WELL/MWD blend

3] D $13-008 |25417 Pennsylvania Ave 1/2/2020 17.1 8.69 1.8 0.19 0.38 0.1 0.033 0.54 A 19 1 |WELL/MWD blend

4 D A 2052 Dawn St 1/2/2020 14.6 8.06 2.2 0.26 0.46 0.08 0.010 0.54 A ND 1 [WELL/MWD blend

5] D 1 |WELL/MWD blend

6| D $13-001 [1912 W 259th PI 1/2/2020 14.5 8.74 21 0.32 0.48 0.08 0.011 0.53 A ND 2 |MWD Only

7| D 513-002 [26314 S Monte Vista Ave 1/2/2020 14.4 8.73 2.2 0.14 0.45 0.07 0.015 0.53 A ND 3 |MWD Only

8] D $13-005 (2500 PCH 1/2/2020 16.1 8.74 2.3 0.23 0.47 0.13 0.016 0.54 A ND 2 |MWD Only

1l D $13-003 |1948 W 252nd St 1/7/2020 14.4 8.61 23 0.28 0.43 0.1 0.007 ND A ND 1 |WELL/MWD blend

2l D $13-004 |[24632S Moon Ave 1/7/2020 16.0 8.60 2 2.50 0.43 0.06 0.018 ND A ND 1 |WELL/MWD blend

3l D 513-008 |25417 Pennsylvania Ave 1/7/2020 16.8 8.71 1.8 0.14 0.42 0.09 0.009 0.52 A 13 1 |WELL/MWD blend

4 D A 2052 Dawn St 1/7/2020 15.0 8.52 2.4 0.36 0.49 0.08 0.007 ND A ND 1 |WELL/MWD blend

5] D 1 |WELL/MWD blend

6| D $13-001 [1912 W 259th PI 1/7/2020 14.7 8.59 2.3 0.12 0.42 0.1 0.013 ND A ND 2 |MWD Only

7| D $13-002 [26314 S Monte Vista Ave 1/7/2020 14.7 8.46 Z2.3 0.36 0.42 0.09 0.010 ND A ND 3 |MWD Only

8]l D 513-005 |2500 PCH 1/7/2020 15,2 8.71 2.1 0.25 0.48 0.1 0.020 0.45 A ND 2 |MWD Only

1| D 513-003 |1948 W 252nd St 1/14/2020 15.1 8.43 2.3 0.20 0.48 0 0.008 ND A ND 1 |WELL/MWD blend

2| D $13-004 |24632S Moon Ave 1/14/2020 16.2 8.44 2.1 0.21 0.46 0 0.009 ND A ND 1 |WELL/MWD blend

3] D $13-008 |25417 Pennsylvania Ave 1/14/2020 16.6 8.40 1.8 0.18 0.38 0 0.010 ND A 1 1 |WELL/MWD blend

4/ D A 2052 Dawn 5t 1/14/2020 155 8.46 2.4 0.17 0.45 0 0.007 ND A ND 1 |WELL/MWD blend

5] D 1 |WELL/MWD blend

6| D $13-001 [1912 W 259th PI 1/14/2020 15.1 8.45 22 0.12 0.43 0 0.008 ND A 8 2 |MWD Only

7| D 513-002 [26314 S Monte Vista Ave 1/14/2020 14.8 8.38 2.2 0.15 0.36 0 0.009 ND A 1 3 |MWD Only

8] D 5$13-005 [2500 PCH 1/14/2020 16.2 8.42 2.1 0.22 0.46 0.02 0.008 ND A ND 2 |MWD Only

1] D $13-003 |1948 W 252nd St 1/21/2020 15.1 8.58 2.20 0.05 0.45 0.06 0.009 ND A ND 1 |Well/MWD Blend

2l D 513-004 |24632 5 Moon Ave 1/21/2020 16.1 8.44 2.20 0.07 0.43 0.06 0.007 ND A ND 1 |well/MWD Blend

3] D $13-008 |25417 Pennsylvania Ave 1/21/2020 16.4 8.52 1.90 0:1% 0.4 0.05 0.024 ND A ND 1 |well/MWD Blend

4| D A 2052 Dawn St 1/21/2020 15.0 8.47 2.40 0.14 0.43 0.03 0.010 ND A ND 1 |well/MWD Blend

5| D 1 |well/MWD Blend

6] D $13-001 [1912 W 259th PI 1/21/2020 154 8.58 2.40 0.17 0.37 0.02 0.014 ND A ND 2 |MWD Only

7| D $13-002 [26314 S Monte Vista Ave 1/21/2020 15.3 8.46 2.20 0.47 0.45 0.06 0.021 ND A ND 3 [MWD Only

8 D §13-005 |2500 PCH 1/21/2020 H =R 8.53 2.20 0.11 0.46 0.07 0.020 ND A ND 2 |MWD Only

1| D 5$13-003 |1948 W 252nd St 1/28/2020 14.9 8.73 2.40 0.36 0.44 0.03 0.008 ND A 1 1

2 D 513-004 |24632 S Moon Ave 1/28/2020 16.4 8.64 2.00 0.27 0.2 0.05 0.021 ND A ND I

3] D 513-008 |25417 Pennsylvania Ave 1/28/2020 17.3 8.67 2.30 0.18 0.39 0.06 0.023 ND A ND 1

41 D A 2052 Dawn St 1/28/2020 14.9 8.47 2.50 0.20 0.22 0.03 0.006 ND A ND 1

5] D WBS8 1/28/2020 0.44 0.04 0.012 1

6 D $13-001 [1912 W 259th PI 1/28/2020 15.2 8.74 2.30 0.16 0.48 0.06 0.017 ND A ND 2

7| D $13-002 [26314 S Monte Vista Ave 1/28/2020 14.7 8.72 2.30 0.25 0.44 0.05 0.011 ND A ND 3

8 D $13-005 |2500 PCH 1/28/2020 16.4 8.71 2.40 0.36 0.47 0.07 0.013 ND A ND 2




MONTHLY NITRIFICATION FIELD TEST LOG
CITY OF LOMITA, System No. 1910073 --- Month: January, Year: 2020

Sy
#| Code Sample 1D Location Sample Date Temp pH Total Ammonia | Free Ammonia Nitrite Zone Comments
Units/Others —> MM/DD/YYYY oC mg/fL mg/L mg/L i
i D 513-003 1948 W 252nd 5t 1/2/2020 PRD 7T oy M JL;,* P oA 1 |WELL/MWD blend
2[ o 513-004 24632 S Moon Ave 1/2/2020 A5 18 Rale D v B 08 o LS 1 |WELL/MWD blend
3l D 513-008 25417 Pennsylvania Ave 1/2/2020 17.4° . (o PR 1 BT 1 |WELL/MWD blend
4 D A 2052 Dawn 5t 1/2/2020 YHLEF gLl e Wk AT L) 1 |WELL/MWO blend
5| D Reservoim ADinn Sy 1/2/2020 &N B OO0 1 |WELL/MWD blend
6f D 513-001 1912 W 259th Pl g 1/2/2020 .57 279 A9 L OB Sl 2 |MWD Only
71 D 513-002 76314 S Monte Vista Ave 1/2/2020 V4 He 2,13 8.+ L Wew SR 3 [MWDOnly
8l D $13-D05 2500 PCH 1/2/2020 ot 85174 o Y7 , 13 e 2 |MWD Only
1] D 513-003 1948 W 252nd 5t A} S 14.° &, A N3 10 W] 1 [WELL/MWD bilend
2| D 513-004 24632 S Moon Ave & \b.o' = . el 3 v Din LOle 1 |WELL/MWD blend
3l D $13-008 25417 Pennsylvania Ave \ b 10 2 ] [t 1o s 1 |WELL/MWD blend
4 D A 2052 Dawn St \R.0° = LY oy a U 1 |WELL/MWD blend
5| D Reservoir - . 1 |WELL/MWO blend
6l D 513-001 1912 W 256th Pl Nr 4.9 . L4 y Mo LD =K 2 [MWD Only
71 D $13-002 26314 § Monte Vista Ave A AWy 10 NN s W2 . AT 3 |MwD Only
8 D $13-005  |2500 PCH \-"7~-20 L 592 A ;4B Nt L 030 2 |[MwD Only
] o $13.003 1948 W 252nd St {—14-10 5. 1 B3 T J-2d O™ 1 |WELL/MWD blend
D) $13-004 24632 S Moon Ave i Ty, &Y 3 NW Vi (o Ty o] 1 |WELL/MWD blend
3l b 5$13-008 25417 Pennsylvania Ave T\ lis &0 PR A o : G LY 1 |WELL/MWD blend
a4l D A 2052 Dawn St 15, &7 % q NS o Oyl 1 |WELL/MWD blend
s| D Reservoir i . ——y I 1 |WELL/MWD blend
6| D 513-001 1912 W 259th Pl 11, VS8 e R 2 Haers 2 (MWD Only
7l o 513-002 26314 5 Monte Vista Ave L TR R -1 ] . 0D 3 |MWD Only
8 D $13-005 2500 PCH L~y 2D Vi ? FCER A b & N elay 2 |MwDOnly
1l o 513-003 1948 W 252nd St AL\~ 20 15 S5 0 Yo = _CGY 1 [well/MWD Blend
5 D 513004 |24832 5 Moon Ave N [t 5. 5 L0 orain) 1 [Wel/MWD Blend
3l o 513-008 25417 Pennsylvania Ave AN e b T 1 e s e N2 1 |well/MWD Blend
al o A 2052 Dawn St it e N | N3 IR LB 1 Twell/MWD Blend
5| o Reservoir 5 1 |well/MWD Blend
6| D $13-001 1912 W 259th Pi N iL . 5 A - e = 2 |MWD Only
7l b 513-002 26314 S Monte Vista Ave 1, O M( Bkl Yy . Ol 3 |MWD Only
gl D 5$13-005 2500 PCH Le2i=78 [ Gy % RIA . O ey ae 2 |MwoD Only

L)

1} b 513-003 1948 W 252nd St y 7 A-TD it Ge R LWy .03 L (O R 1
2l D 513-004 24632 5 Moon Ave jle.HYe AL by - ot 0.5 e 1
3l b 513-008 25417 Pennsylvania Ave 7z £ Y 5 ("7 PRras] L0 G v} 1
4l D A 2052 Dawn St L4 | XA [ Lol 1
5| O Reservoir , MY oY v O 12 1
6 D 513-001 1912 W 259th PI %7 el 5.4 Yo SOt 8y VT 2
71 b 513-002 26314 5 Monte Vista Ave 3 F9$.7°¢ R P ] (3> O 3
8l D §13-005 2500 PCH |- =20 ICE &.71 (N7 L1 013 2

1. Notes: Report Due to DDW by the 10th of the following month. This Report can be used for the routine weekly monitoring {one Report per month) as well as for daily
monitoring when there is actual and potential for nitrification {about four or five Reports per month, in this case).

2. Coliform results are part of weekly Bacti sampling results.

3, The City is monitoring trends of Nitrite in Zone 1, 2, and 3in accordance with the Nitrification Monitoring Plan.

4. Refer to 191073-City of Lornita-TCR Report for test results for total chiorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.

5, Attahced; field test log for Total Ammonia, Free Ammonia, and Nitrite.

6. Hach Pocket Colorimeter and Hach DR890 analyzers.

7. Date of last Calibration: ___Auto Calibrated E “ ) / q 20
8. Date of reagent expiration: Tot! | Ammonia - Salicv!ateﬂ - 2.“ , Cyanurate c&‘f 22, Nitrite - Nitriver 3 , Free Ammania - Monochior Fg—ﬁz EQ ,E.A. Chlorinating Solution

pate | / 2.8/ 23 Signature




APPENDIX A

LABORATORY RESULTS
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Clinical Laboratory of San Bernardino, Inc.

08 January 2020 Clinical Lab No.: 20A0094

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of January, 2020

Enclosed are the results of the analyses for samples received at the laboratory on
01/02/20 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,

o

Stu Styles
Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A0094

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of January, 2020  Received:  01/02/20 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/08/20
1912 W. 259th St. (S13-001 Zone: 2) 20A0094-01 (Water) Sample Date:  01/02/20 9:15  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

ep

Field Analyses

Cl Res Free (Field) Field 032 N/A mg/L 01/02/20 01/02/20 2001035

ClI Res Total (Field) Field 2.1 N/A mg/L 01/02/20 01/02/20 2001035

pH (Field) Field 8.74 N/A pH Units 01/02/20 01702720 2001035

Temperature (Field) Field 14.5 N/A °C 01/02/20 01/02/20 2001035
Micrebiology Analyses

Total Coliform SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

E. Coli SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

Plate Count SM9215B ND 1 500 CFU/ml 01/02/20 01/04/20 2001069
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.53 0.40 10 mg/L 01/02/20 01/02/20 2001014
26314 Monte Vista (§13-002 Zone:3) 20A0094-02 (Water) Sample Date:  01/02/20 9:.05  Sampler: Not Listed

Analyte Method Result Rep, Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.14 N/A mg/L 01/02/20 01/02/20 2001035

C1 Res Total (Field) Field 22 N/A mg/L 01/02/20 01/02/20 2001035

pH (Field) Field 8.73 N/A pH Units 01/02/20 01/02/20 2001035

Temperature (Field) Field 14.4 N/A ko 01/02/20 01/02/20 2001035
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

E. Coli SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

Plate Count SM9215B ND 1 500 CFU/ml 01/02/20 01/04/20 2001069 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/02/20 01/02/20 2001052

Odor Threshold EPA 140.1-M 1 1 3 TON 01/02/20 01/02/20 2001052

Turbidity EPA 180.1 ND 0.1 5 NTU 01/02/20 01/02/20 2001052
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.53 0.40 10 mg/L 01/03/20 01/0320 2001014
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Clinical Laboratory of San Bernardino, Inc.

["WW‘]

Lomita, City of Project: Standard Analysis Work Order:  20A0094

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of January, 2020  Received:  01/02/20 16:30

Lomita CA, 91717 Project Manager; Mark Andersen Reported:  01/08/20
1948 W. 252nd St. (S13-003 Zone: 1) 20A0094-03 (Water) Sample Date:  01/02/20 9:40  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Free (Field) Field 0.13 N/A mg/L 01/02/20 01/02/20 2001035

Cl Res Total (Field) Field 2.3 N/A mg/L 01/02/20 01/02/20 2001035

pH (Field) Field 8.72 N/A pH Units 01/02/20 01/02/20 2001035

Temperature (Field) Field 14.1 N/A °oC 01/02/20 01/02/20 2001035
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

E. Coli SM 9223 A N/A P/A 01/02/20 0140320 2001049

Plate Count SM9215B ND 1 500 CFU/ml 01/02/20 01/04/20 2001069
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/02/20 01/02/20 2001052

Odor Threshold EPA 140.1-M 1 1 3 TON 01/02/20 01/02/20 2001052

Turbidity EPA 180.1 ND 0.1 5 NTU 01/02/20 01/02/20 2001052
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.52 0.40 10 mg/L 01/03/20 01/03/20 2001014
24632 S. Moon Ave. (S13-004 Zone:1) 20A0094-04 (Water) Sample Date:  01/02/20 9:50  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.11 N/A meg/L 01/02/20 01/02/20 2001035

Cl Res Total (Field) Field 22 N/A mg/L 01/02/20 01/02/20 2001035

pH (Field) Field 8.68 N/A pH Units 01/02/20 01/02/20 2001035

Temperature (Field) Field 15.7 N/A aC 01/402/20 01/02/20 2001035
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

E. Coli SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

Plate Count SM9215B ND 1 500 CFU/ml 01/02/20 01/04/20 2001069
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.53 0.40 10 mg/L 01/03/20 01/03/20 2001014
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A0094

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of January, 2020  Received:  01/02/20 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/08/20
2500 PCH (S-13-005 Zone:2) 20A0094-05 (Water) Sample Date:  01/02/20 10:20  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free {Field) Field 023 N/A mg/L 01/02/20 01/02/20 2001035

Cl Res Total (Fie]d) Field 2.3 N/A mg/L 01/02/20 01/02/20 2001035

pH (Field) Field 8.74 N/A pH Units 01/02/20 01/02/20 2001035

Temperature (Field) Field 16.1 N/A oC 01/02/20 01/02/20 2001035
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

E. Coli SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

Plate Count SM9215B ND 1 500 CFU/ml 01/02/20 01/04/20 2001069
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.54 0.40 10 mg/L 01/03/20 01/03/20 2001014
25417 Pennsylvania Ave (S13-008 Zone:1) 20A0094-06 (Water) Sample Date:  01/02/20 10:10  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.19 N/A mg/L 01/02/20 01/02/20 2001035

CI Res Total (Field) Field 1.8 N/A mg/L 01/02/20 01/02/20 2001035

pH (Field) Field 8.69 N/A pH Units 01/02/20 01/02/20 2001035

Temperature (Field) Field 17.1 NIA G 01/02/20 01/02/20 2001035
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

E. Coli SM 9223 A N/A P/A 01/02/20 01/03/20 2001049

Plate Count SM9215B 19 1 500 CFU/ml 01/02/20 01/04/20 2001069
General Chemical Analyses

Nitrate as N (N(}S-N) EPA 300.0 0.54 040 10 mg/L 01/03/20 01/03/20 2001014
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Clinical Laboratory of San Bernardino, Inc.

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088

Lomita, City of Project: Standard Analysis Work Order:  20A0094
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 15t Week of January, 2020  Received:  01/02/20 16:30
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/08/20
2052 Dawn St (A Zone:1) 20A0094-07 (Water) Sample Date:  01/02/20 9:40  Sampler: Not Listed
| Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
CI Res Free (Field) Field 0.26 N/A mg/L 01/02/20 01/02/20 2001035
Cl Res Total (Field) Field 2.2 N/A mg/L 01/02/20 01/02/20 2001035
pH (Field) Field 8.06 N/A pH Units 01/02/20 01/02/20 2001035
Temperature (Field) Field 14.6 N/A °oC 01/02/20 01/02/20 2001035
Microbiology Analyses
Total Coliform SM 9223 A N/A P/A 01/02/20 01/03/20 2001049
E. Coli SM 9223 A N/A P/IA 01/02/20 01/03/20 2001049
Plate Count SM9215B ND 1 500 CFU/ml 01/02/20 01/04/20 2001069
General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 0.54 0.40 10 mg/L 01/03/20 01/03/20 2001014
HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.
ND Analyte NOT DETECTED at or above the reporting limit
Page 5 of 5
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Clinical Laboratory of San Bernardino, Inc. Chain of Custody

1(=(7

Client City of Lomita System Number

) Analysis Requested
Address. . 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 £ f!}_flmgl;m_w HACH. DRSSO
R ) . Free orine - 'H, N
-lellg# L (310)903-2243 i Destln-ar.io_n Lobargtony s, % a Calibration Date:__Auto Calibrating
Fax # : | _[X] C_]“““l Laboratory ‘ g g DPD Reagent Exp.:_Oc+ -T2z
Projéct . | Standard Analysis RWQCB Compliance 213 |Z] |2 Total Chlorine - HACH, Pocket
il Weekly Distribution Samples: Ist week of Film {3 | [Colorimeter.
Sub Project January, 2020 YES o 8 Calibration date:_Auto Calibratin
roF IR T i DPD Reagent exp. date: Eicgg ~Z.i
dpments Lo 1088 ; - 3. pH and Temperature - HACH,
Sampled by ) HQ11d
" o :: : daaT g s A ] Free i Total |5 Calibration Date: 7-—'75 ',C}
Date Time Sample Idemtnﬂcatmn_ Matrix | Preserv | Type |Bottle #| TempC Chlorine | . . PH Chlorine 103
122020 |CQ44 1912 W. 259th St. (S13-001 Zone: 2) bw | 1,7 | 1D 1 EE5 [O22]2.7v [Z 11 [x X
1/2/2020 [0Q0S 26314 Monte Vista ( S13-002 Zone:3) DW | 1,7 | 1D 2 [N ouad 1973 1T .+ [xxlx
1/2/2026 0940 1948 W. 252nd St. (S13-003 Zone: 1) DW | 1,7 | 1D 3 M 0a3187212.3 [xlx|x
17212020 [0350 24632 S. Moon Ave. ( S13-004 Zone: 1) DW | 1,7 | 1D 4 17 120 (R 122 Tx X
1/2/2020 |ypc 2500 PCH (S-13-005 Zone: 2) DW | 1,7 | 1D 5 oy 1023 (.79 2.7 [x X
1/2/2020 | \C\C | 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 | 1D 6 N7° 1649 [B.69 [1.8 |x X
1/2/2020 940 2052 Dawn St (A Zone: 1) bW | 1,7 | 1D 7 IWNGE 926 | B O [ [x X
Preservatives: (1) Na,5,0, (2) HCl (3) HNO3  (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist,
(S_) HI504 (6) Na2S03 (7) Cold (8) Other: o Type- 1-Ri 3fReplacement, 4-Special
EAva Patrick McCue _/ City of Lomita | 1/2/2020 13 m . b Cesi
ML ol £ (At Cluek CLsis IRy W A T
[ 7\ —
Samples received: ( X) Onice (\)) Inta& (\ ) Custody seals Temp_2 ¢ ( )F ( )y C
Shipped Via | | | {1 FedX | ]Golden State | ] UPS [ | Client | | Other Page_1_of I
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Clinical Laboratory of San Bernardino, Inc.

10 January 2020 Clinical Lab No.: 20A0398

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of January, 2020

Enclosed are the results of the analyses for samples received at the laboratory on
01/07/20 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,

i

Stu Styles
Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A0398

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of January, 2020 Received:  01/07/20 15:42

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/10/20
1912 W. 259th St. (S13-001 Zone: 2) 20A0398-01 (Water) Sample Date:  01/07/20 945  Sampler: PM.

Analyte Method Result Rep. Limit MCL Utits Prepared Analyzed Batch Qualifier
Field Analvses

Cl Res Free (Field) Field 0.12 N/A mg/L 01/07/20 01/07/20 2002086

CI Res Total (Field) Field 23 N/A mg/L 01/07/20 01/07/20 2002086

pH (Field) Field 8.59 N/A pH Units 01/07/20 01/07/20 2002086

Temperature (Field) Field 14.7 N/A °oC 01/07/20 01/07/20 2002086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

E. Coli SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

Plate Count SM9215B ND 1 500 CFU/ml 01/07/20 01/09/20 2002141
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/07/20 01/07/20 2002106

Odor Threshold EPA 140.1-M 1 1 3 TON 01/07/20 01/07/.20 2002106

Turbidity EPA 180.1 ND 0.1 5 NTU 01/07/20 01/07/20 2002106
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/07/20 01/07/20 2002038
26314 Monte Vista (S13-002 Zone:3) 20A0398-02 (Water) Sample Date:  01/07/20 9:35  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.36 N/A mg/L 01/07/20 01/07/20 2002086

Cl1 Res Total (Field) Field 23 N/A mg/L 01/07/20 01/07/20 2002086

pH (Field) Field 8.46 N/A  pH Units 01/07/20 01/07/20 2002086

Temperature (Field) Field 14.7 N/A °C 01/07/20 01/07/20 2002086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

E. Coli SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

Plate Count SM9215B ND 1 500 CFU/ml 01/07/20 01/09/20 2002141
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/07/20 01/07/20 2002038
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A0398

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of January, 2020 Received:  01/07/20 15:42

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/10/20
1948 W. 252nd St. (S13-003 Zone: 1) 20A0398-03 (Water) Sample Date:  01/07/20 9:55  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 028 N/A mg/L 01/07/20 01/07/20 2002086

Cl Res Total (Field) Field 2.3 N/A mg/L 01/07/20 01/07/20 2002086

pH (Field) Field 8.61 N/A pH Units 01/07/20 01/07/20 2002086

Temperature (Field) Field 14.4 N/A °C 01/07/20 01/07/20 2002086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

E. Coli SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

Plate Count SM9215B ND 1 500 CFU/ml 01/07/20 01/09/20 2002141
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/07/20 01/07/20 2002038
24632 S. Moon Ave. (S13-004 Zone:1) 20A0398-04 (Water) Sample Date:  01/07/20 10:10  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.25 N/A mg/L 01/07720 01/07/20 2002086

CI Res Total (Fie]d) Field 2 N/A mg/L 01/07/20 01/07/20 2002086

pH (Field) Field 8.6 N/A pH Units 01/07/20 01/07/20 2002086

Temperature (Field) Field 16 N/A °C 01/07/20 01/07/20 2002086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

L. Coli SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

Plate Count SM9215B ND 1 500 CFU/ml 01/07/20 01/09/20 2002141
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/07/20 01/07/20 2002106

Odor Threshold EPA 140.1-M 1 1 3 TON 01/07/20 01/07/20 2002106

Turbidity EPA 180.1 ND 0.1 5 NTU 01/07/20 01/07/20 2002106
General Chemical Analyses

Nitrate as N (NOB-N) EPA 300.0 ND 0.40 10 mg/L 01/07/20 01/07/20 2002038
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 2nd Week of January, 2020

Waork Order:

Received:

01/07/20 15:42

20A0398

Lomita CA, 91717 Project Manager: Mark Andersen Reported: ~ 01/10/20
2500 PCH (8-13-005 Zone:2) 20A0398-05 (Water) Sample Date:  01/07/20 10:30  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.25 N/A mg/L 01/07/20 01/07/20 2002086

Cl Res Total (Field) Field 2.1 N/A mg/L 01/07/20 01/07/20 2002086

pH (Field) Field 8.69 N/A pH Units 01/07/20 01/07/20 2002086

Temperature (Field) Field 15.9 N/A °C 01/07/20 01/07/20 2002086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

E. Coli SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

Plate Count SM9215B ND 1 500 CFU/ml 01/07/20 01/09/20 2002141
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.45 040 10 mg/L 01/07/20 01/07/20 2002038
25417 Pennsylvania Ave (S13-008 Zone:1) 20A0398-06 (Water) Sample Date:  01/07/20 1020  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.14 N/A mg/L 01/07/20 01/07/20 2002086

Cl Res Total (Field) Field 1.8 N/A mg/L 01/07/20 01/07/20 2002086

pH (Field) Field 8.71 N/A pH Units 01/07/20 01/07/20 2002086

Temperature (Field) Field 16.8 N/A o 01/07/20 01/07/20 2002086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

E. Col SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

Plate Count SM9215B 13 1 500 CFU/ml 01/07/20 01/09/20 2002141
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.52 040 10 mg/L 01/07/20 01/07/20 2002038

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088

Page 4 of 5



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of January, 2020

Project Manager: Mark Andersen

‘Work Order:

Received:  01/07/20 15:42
Reported:  01/10/20

20A0398

2052 Dawn St (A Zone:1) 20A0398-07 (Water) Sample Date:  01/07/20 10:00  Sampler: PM.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.36 N/A mg/L 01/07/20 01/07/20 2002086

Cl1 Res Total (Field) Field 2.4 N/A mg/L 01/07/20 01/07/20 2002086

pH (Field) Field 8.52 N/A pH Units 01/07/20 01/07/20 2002086

Temperature (Field) Field 15 N/A o 01/07/20 01/07/20 2002086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

E. Coli SM 9223 A N/A P/A 01/07/20 01/08/20 2002095

Plate Count SM9215B ND 1 500 CFUfml 01/07/20 01/09/20 2002141
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/07/20 01/7/20 2002038

ND Analyte NOT DETECTED at or above the reporting limit

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

PO AOINE

7

Chain of Custody

7/2/>

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue - Comments:
3 =]
Lomita, CA 91717 1910073 K Analyzers used:
Phone # (310)903-2243 Destinatlon Laboratory - g 1. F.ree L‘hlorme - HACH, Dl?890..

_— e - 2| Calibration Date:__Auto Calibratin
ng# Lo [Xl] Clinical Laboratory § g DPD Reagent Exp.: 2
Project Standard Analysis BWQCB Compliance 13 |21 |2 Total Chlorine - HACH, Pocket
oy e Weekly Distribution Samples: 2nd week of e 1Nk Colorimeter.

S“b Project January, 2020 Y& Q g & Calibration date:_Auto Calibrating
- =g DPD Reagent exp. date:_M Q¥ -2
Clomments 1088 ; = 3. pH and Temperature - HACH,
Sampled by V. W, & HQ11d >.3
Date _‘Tim‘e:' : Sample Idenitification Matris | Praserv | Type |Bottle #| TempC [ 57 | ow | il ;; Calibration Date:_/ ~B°/9
1/7/2020 0944 1912 W. 259th St. (S13-001 Zone: 2) pW | 17§ b | 1 (Y. 2621859 12.3 |x[x]|x
1/7/2020  [5736 26314 Monte Vista ( $13-002 Zone:3) pW | 1,7 | 1D 2 o7 6536 B G 150 |x x
1772020 |»555 1948 W, 252nd St. (S13-003 Zone: 1) pw | 1,7 | 1D 3 [iyipo.zeld.6l]2.3 [x X
/72020 |[|a10 24632 S. Moon Ave. ( S13-004 Zone: 1) DW | 1.7 D 4 e [c25]8.60 2.0 x| x[x
1772020 |'o o 2500 PCH (S-13-005 Zone: 2) pw | 1,7 [ 1D 5 116.9° joz5 B2, 1 [x X
1/7/2020 [ JO2.0 | 25417 Pennsylvania Ave (S13-008 Zone: 1) | bW | 1,7 | 1D 6 b8 . ju a7t [T.&2 |x X
1/772020  [loco 2052 Dawn St (A Zone: 1) bw | 1,7 n 7 o8 ezl 2y Ix X
Preservatives: (1) Na,$,0, (2) HCI (3) HNO3  (4) NH4Cl Mutrix: DW-Drinklng Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
2504 (6) Na2503 (7) Cold " Routine, 2-Repeat, J-Relcement, 4-Special
y of Lomita 1777200 v Qfﬂﬂf\/p (= YriNaak~d / “o 55
e/ rd
[(Llo e [ o8 : 242 SAanteglla——
L\
Samples received: (9.0n ice V{flmacl ( \J(‘ustody seals Temp_7.0 ()F () C
Shipped Via ] | [ | 1 Fed X [ ]| Goiden State | |UPS [ | Client | | Other Page 1 of 1




Clinical Laboratory of San Bernardino, Inc.

20 January 2020 Clinical Lab No.: 20A1047

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of January, 2020

Enclosed are the results of the analyses for samples received at the laboratory on
01/14/20 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

S

Stu Styles
Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A1047
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of January, 2020  Received:  01/14/20 17:25
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/20/20

1912 W. 259th St. (S13-001 Zone: 2) 20A1047-01 (Water) Sample Date:  01/14/20 9:35  Sampler:  Not Listed
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.12 N/A mg/L 01/14/20 01/14/20 2003066
Cl Res Total (Field) Field 22 N/A mg/L 01/14/20 01/14/20 2003066
pH (Field) Field 8.45 N/A pH Units 01/14/20 01/14/20 2003066
Temperature (Field) Field 151 N/A oC 01/14/20 01/14/20 2003066

Microbiclogy Analyses

Total Coliform SM 9223 A N/A P/A 01/14/20 01/15/20 2003086
E. Coli SM 9223 A N/A P/A 01/14/20 01/15/20 2003086
Plate Count SM9215B 3 1 500 CFU/ml 01/14/20 01/16/20 2003127 HT-08

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/15/20 01/15/20 2003071
26314 Monte Vista (S13-002 Zone:3) 20A1047-02 (Water) Sample Date:  01/14/20 9:25  Sampler: Not Listed
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

ClI Res Free (Field) Field 0.15 N/A mg/L 01/14120 01/14/20 2003066
Cl Res Total (Field) Field 22 N/A mg/L 01/14/20 01/14/20 2003066
pH (Field) Field 8.38 N/A pH Units 01/14/20 01/14/20 2003066
Temperature (Ficld) Field 14.8 N/A °C 01/14/20 01/14/20 2003066

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/14/20 01/15/20 2003086
E. Coli SM 9223 A N/A P/A 01/14/20 01/15/20 2003086
Plate Count SM9215B 1 1 500 CFU/ml 01/14/20 01/16/20 2003127 HT-08

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/14/20 01/14/20 2003092
Odor Threshold EPA 140.1-M 1 1 3 TON 01/14/20 01/14/20 2003092
Turbidity EPA 180.1 ND 0.1 5 NTU 01/14/20 01/14/20 2003092

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/15/20 01/15/20 2003071
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A1047

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of January, 2020  Received:  01/14/20 17:25

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/20/20
1948 W. 252nd St. (S13-003 Zone: 1) 20A1047-03 (Water) Sample Date:  01/14/20 9:45  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Free (Field) Field 0.2 N/A mg/L 01/14/20 01/14/20 2003066

CI Res Total (Field) Field 23 NIA mg/L 01/14/20 01/14/20 2003066

pH (Field) Field 8.43 N/A pH Units 01/14/20 01/14/20 2003066

Temperature (Field) Field 15.1 N/A °C 01/14/20 01/14/20 2003066
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/14/20 01/15/20 2003086

E. Coli SM 9223 A N/A P/A 01/14/20 01/15/20 2003086

Plate Count SM9215B ND 1 500 CFU/ml 01/14/20 01/16/20 2003127 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/14/20 01/14/20 2003092

Odor Threshold EPA 140.1-M 1 1 3 TON 01/14/20 01/14/20 2003092

Turhidity EPA 180.1 0.6 0.1 5 NTU 01/14/20 01/14/20 2003092
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/15/20 01/15/20 2003067
24632 S. Moon Ave. (S13-004 Zone:1) 20A1047-04 (Water) Sample Date:  01/14/20 10:05 Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.21 N/A mg/L 01/14/20 01/14/20 2003066

Cl1 Res Total (Field] Field 2.1 N/A mg/L 01/14/20 01/14/20 2003066

pH (Field) Field 8.44 N/A pH Units 01/14/20 01/14/20 2003066

Temperature (Field) Field 16.2 N/A °C 01/14/20 01/14/20 2003066
Microbiologv Analyses

Total Coliform SM 9223 A N/A P/A 01/14/20 01/15/20 2003086

E. Coli SM 9223 A N/A P/A 01/14/20 01/1520 2003086

Plate Count SM9215B ND 1 500 CFU/ml 01/14/20 01/16/20 2003127
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/14/20 01/14/20 2003092

Odor Threshold EPA 140.1-M 1 1 3 TON 01/14/20 01/14/20 2003092

Turbidity EPA 180.1 0.1 0.1 5 NTU 01/14/20 01/14/20 2003092
General Chemical Analyses

Nitrate as N (NO3-N) EPA300.0 ND 0.40 10 mg/L 01/15/20 01/15/20 2003067
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A1047

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of January, 2020  Received:  01/14/20 17:25

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/20/20
2500 PCH (S-13-005 Zone:2) 20A1047-05 (Water) Sample Date:  01/14/20 10:20  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Free (Field) Field 0.22 N/A mg/L 01/14/20 01/14/20 2003066

Cl Res Total (Field) Field 2.1 N/A mg/L 01/14/20 01/14/20 2003066

pH (Field) Field 8.42 N/A pH Units 01/14/20 01/14/20 2003066

Temperature (Field) Field 16.2 N/A °C 01/14/20 01/14/20 2003066
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/14/20 01/15/20 2003086

E. Coli SM 9223 A N/A P/A 01/14/20 01/15/20 2003086

Plate Count SM9215B ND 1 500 CFU/ml 01/14/20 01/16/20 2003127
General Physical Analyses

Apparent Color SM 2120BM ND 30 15 Color Units 01/14/20 01/14/20 2003092

Odor Threshold EPA 140.1-M 1 1 3 TON 01/14/20 01/14/20 2003092

Turbidity EPA 180.1 ND 0.1 5 NTU 01/14/20 01/14/20 2003092
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/15/20 01/15/20 2003067
25417 Pennsylvania Ave (S13-008 Zone:1) 20A1047-06 (Water) Sample Date:  01/14/20 10:15  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.18 N/A my/L 01/14/20 01/1420 2003066

Cl Res Total (Field) Field 1.8 N/A mg/L 01/14/20 01/14/20 2003066

pH (Field) Field 8.4 N/A pH Units 01/14/20 01/14/20 2003066

Temperature (Field) Field 16.6 N/A °C 01/14/20 01/14/20 2003066
Microbiology Analyses

Total Coliform SM 9223 A N/A P/IA 01/14/20 01/15/20 2003086

E. Coli SM 9223 A N/A P/A 01/14/20 01/15/20 2003086

Plate Count SM92158B 1 i} 500 CFU/ml 01/14/20 01/16/20 2003127
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/15/20 01/15/20 2003067
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A1047

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of January, 2020 Received:  01/14/20 17:25

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/20/20
2052 Dawn St (A Zone:1) 20A1047-07 (Water) Sample Date:  01/14/20 9:55  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1Res Free (Field) Field 0.17 N/A mg/L 01/14/20 01/14/20 2003066

Cl Res Total (Field) Field 2.4 N/A mg/L 01/14/20 01/14/20 2003066

pH (Field) Field 8.46 N/A pH Units 01/14/20 01/14/20 2003066

Temperature (Field) Field 15.5 N/A sC 01/14/20 01/14/20 2003066
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/14/20 01/15/20 2003086

E. Coli SM 9223 A N/A P/A 01/14/20 01/15720 2003086

Plate Count SM9215B ND 1 500 CFU/ml 01/14/20 01/16/20 2003127 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/15/20 01/15/20 2003067

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Page 5 of 5

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



Clinical Laboratory of San Bernardino, Inc.

Client

AOANT A
Chain of Custody

7/4 /7

City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 ::;. Analyzers used:
0 [. Free Chlorine - HACH, DR890.
= Destination 1Lab )
Phone # (310)903-2243 123 .n.m. .’ graiory % a Calibration Date:_ Auto Calibrating
Fax # [X] Clinical Laboratory § g DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance i 3 Z 2. Total Chlorine - HACH, Pocket
. Weekly Distribution Samples: 3rd week of . P |3 Colorimeter.
Sub Project January, 2020 L ol - Calibration date:_Auto Calibrating
=l DPD Reagent exp. date:
C =g 4
SIIIEIS 1088 & 3. pH and Temperature - HACII,
Sampled by = HQ11d
; g : ) . Fr al | Calibration Date:
Date Time Sample Idenitification Mateiv | Presers I'vpe |Bottle #]| temp( CM(::M pH Cth':'ﬂLt ;-'S alibeation; Date
1/14/2020 |93 1912 W, 259th St. (513-001 Zone: 2) bW | 1,7 1D L |50 o2 [&.46 2.2, |x X
1/14/2020 [0S 27 26314 Monte Vista ( S13-002 Zone:3) pw | 1,7 ID 2 [|He louc 38 2.2 |x|x]x
1/14/2020 OQL/_C 1948 W. 252nd St. (S13-003 Zone: 1) DW 1,7 1D 3 l 5" "0 2o BN Sl2.3 x| x|x
1/14/2020 |jco 1 24632 S. Moon Ave. ( S13-004 Zone: 1) bpw | 1,7 1D 4 1622|021 B NY |21 x| x| x
1/14/2020 [|0Z0 2500 PCH (S-13-005 Zone: 2) DW | 1,7 1D 5 .20 22 |6, qz.l2. .1 x| x| x
1/14/2020 105 | 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 1D 6 N[0 4011.8 [x X
/142020 h3< 5 2052 Dawn St (A Zone: 1) pw | 1,7 | 1D 7 (e o yele Y Ix X
Preservatives: (1) Na,$,05 (2) HCI (3) HNO3  (4) NH4(1 Matviv: DW-Drinking Water, WW -MWaste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
(5) H2804 (6) Na2S03 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4I-§peciai
Relinquished By (Sign) Print Name / Company Date / Time ) / / Recgived By (sign)
e b T s s Patrick McCue / City of Lomita 11472020 230 4 A A
/ :
A8 opern pos 2 EOYIIVITRY 4 <1Y 7/ 90/ Z /P
7 .‘ 7T — Jlece M)
Samples received: ( &g)n ice ( )QIntact () Custody seals Temp_22-( )F () C }»
Shipped Via | [ | L)1 Fed X | | Golden State | [UPS | | Client | ] Other Page T of |




Clinical Laboratory of San Bernardino, Inc.

24 January 2020 Clinical Lab No.: 20A1556

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 4th Week of January, 2020

Enclosed are the results of the analyses for samples received at the laboratory on
01/21/20 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,

i

Stu Styles
Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

[ eLse T

Lomita, City of Project: Standard Analysis Work Order:  20A1556

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of January, 2020  Received:  01/21/20 15:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/24/20
1912 W. 259th St. (S13-001 Zone: 2) 20A1556-01 (Water) Sample Date:  01/21/20 9:00  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Free (Field) Field 0.17 N/A mg/L 01/21/20 01/21/20 2004067

Cl Res Total (Field) Field 2.4 N/A mg/L 01/21/20 01/21/20 2004067

pH (Field) Field 8.58 N/A pH Units 01/21/20 01/21/20 2004067

Temperature (Field) Field 153 N/A °C 01/21/20 01/21/20 2004067
Microbiology Analyses

Total Coliform SM 9223 A N/A P/IA 01/21/20 01/22/20 2004080

E. Coli SM 9223 A N/A P/A 01/21/20 01/22/20 2004080

Plate Count SM9215B ND 1 500 CFU/ml 01/21/20 01/23/20 2004117
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/21/20 01/21/20 2004090

Odor Threshold EPA 140.1-M 1 1 3 TON 01/21/20 01/21/20 2004090

Turbidity EPA 180.1 ND 0.1 5 NTU 01/21/20 01/21/20 2004090
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/21/20 01/21/20 2004047
26314 Monte Vista (S13-002 Zone:3) 20A1556-02 (Water) Sample Date:  01/21/20 8:50  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Free (Field) Field 0.47 N/A mg/L 01/21/20 01/21/20 2004067

C1 Res Total (Field) Field 22 N/A mg/L 01/21720 01/21/20 2004067

pH (Field) Field 8.46 N/A  pH Units 01/21/20 01/21/20 2004067

Temperature (Field) Field 153 N/A °C 01/21/20 01/21/20 2004067
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/21/20 01/22/20 2004080

E. Coli SM 9223 A N/A P/A 01/21/20 01/22/20 2004080

Plate Count SM92158B ND 1 500 CFU/ml 01/21/20 01/23/20 2004117
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/21/20 01/21/20 2004047
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A1556

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of January, 2020  Received:  01/21/20 15:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/24/20
1948 W. 252nd St. (S13-003 Zone: 1) 20A1556-03 (Water) Sample Date:  01/21/20 9:15  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 01/21/20 01/21/20 2004067

Cl Res Total (Field) Field 2.2 N/A mg/L 01/21/20 01/21/20 2004067

pH (Field) Field 8.58 N/A pH Units 01/21/20 01/21/20 2004067

Temperature (Field) Field 15.1 N/A o 01/21/20 01/21/20 2004067
Microbioclogy Analyses

Total Coliform SM 9223 A N/A P/A 01/21/20 01/22/20 2004080

E. Coli SM 9223 A N/A P/A 01/21/20 01/22/20 2004080

Plate Count SM9215B ND 1 500 CFU/ml 01/21/20 01/23/20 2004117
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/21/20 01/21/20 2004047
24632 S. Moon Ave. (S13-004 Zone:1) 20A1556-04 (Water) Sample Date:  01/21/20 9:35  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.07 N/A mg/L 01/21/20 01121220 2004067

Cl Res Total (Field) Field 2.2 N/A mg/L 01/21/20 01/21/20 2004067

pH (Ficld) Field 8.44 N/A  pH Units 01/21/20 01/21/20 2004067

Temperature (Field) Field 16.1 N/A °C 01/21/20 01/21/20 2004067
Microbiology Analvses

Total Coliform SM 9223 A N/A P/A 01/21/20 01/22/20 2004080

E. Coli SM 9223 A N/A P/A 01/21/20 01/22/20 2004080

Plate Count SM9215B ND 1 500 CFU/ml 01/21/20 01/23/20 2004117
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/21/20 01/21/20 2004047
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A1556
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of January, 2020  Received:  01/21/20 15-:00
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/24/20

2500 PCH (S8-13-005 Zone:2) 20A1556-05 (Water) Sample Date:  01/21/20 9:55  Sampler: Not Listed
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 011 N/A mg/L 01/21/20 01/21720 2004067
Cl Res Total (Field) Field 22 N/A mg/L 01/21/20 01/21/20 2004067
pH (Field) Field 853 N/A pH Units 01/21/20 01/21/20 2004067
Temperature (Field) Field 16.1 N/A o 01/21/20 01721720 2004067

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/21/20 01/22/20 2004080
E. Coli SM 9223 A N/A PIA 01/21/20 01/22/20 2004080
Plate Count SM9215B ND 1 500 CFU/ml 01/21/20 01/23/20 2004117

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/21/20 01/21/20 2004090
Odor Threshold EPA 140.1-M 1 1 3 TON 01/21/20 01/21/20 2004090
Turbidity EPA 180.1 ND 0.1 5 NTU 01/21/20 01/21/20 2004090

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/21/20 01/21/20 2004047
25417 Pennsylvania Ave (S13-008 Zone:1) 20A1556-06 (Water) Sample Date:  01/21/20 9:45  Sampler: Not Listed
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.11 N/A mg/L 01/21/20 01/21/20 2004067
Cl Res Total (Field) Field 19 N/A mg/L 01/21/20 01/21/20 2004067
pH (Field) Field 8.52 N/A pH Units 01/21/20 01/21/20 2004067
Temperature (Field) Field 16.4 N/A °C 01/21/20 01/21/20 2004067

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/21/20 01/22/20 2004080
E. Coli SM 9223 A N/A P/A 01/21/20 01/22/20 2004080
Plate Count SM9215B 6 1 500 CFU/ml 01/21/20 01/23/20 2004117

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/21/20 01/21/20 2004047
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A1556
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of January, 2020 Received:  01/21/20 15:00
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/24/20
2052 Dawn St (A Zone:1) 20A1556-07 (Water) Sample Date:  01/21/20 9:25  Sampler; Not Listed
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Free (Field) Field 0.14 N/A mg/L 01/21/20 01/21/20 2004067
Cl Res Total (Field) Field 2.4 N/A mg/L 01/21/20 01/21/20 2004067
pH (Field] Field 8.47 N/A pH Units 01/21/20 01/21/20 2004067
Temperature (Field) Field 15 N/A sC 01721720 01/21220 2004067
Microbiology Analyses
Total Coliform SM 9223 A N/A P/A 01/21/20 01/22/20 2004080
E. Coli SM 9223 A N/A P/A 01/21/20 0122120 2004080
Plate Count SM9215B ND 1 500 CFU/ml 01/21/20 01/23/20 2004117
General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/21/20 01/21/20 2004047
ND Analyte NOT DETECTED at or above the reporting limit
Page 5 of 5

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



7 /L/7

Clinical Laboratory of San Bernardino, Inc. ' Chain of Custo

2 OANSS o

Client _ City of Lomita Syster: Number - . ____Analysis Requested
Address. ' 24373 Walnut Avenue - Comments:
» =)
Lomita, CA 91717 1910073 E ?n;lyzegs lused: " _—
T ; g o) . Free Chlorine - HACH, D .
: ; . ; L i ]
Phone # : (318)903-2243 Keivaden Zeboratle: 2| o Calibration Date: _Auto Calibratin
Fax #' . S [X] Clinical Laboratory SlE DFD Reagent Exp.:
Project = Standard Analysis RWQCB Compliance ' 215 |z| |2 Total Chlorine - HACH, Pocket
P e Weekly Distribution Samples: 4th week of == |3 Colorimeter.
Siib Project January, 2020 YES o é’ s Calibration date:_Auto Calibrating
e & & DPD Reagent exp. date:
Comments 1088 == 3. pH and Temperature - HACH,
Sampled by = HQ11d
Date Time ; ” Sample ldeniﬁﬁgé@iap Mintrix | Preserv | Type |Bottle #| TempC Ch!;::n .| vH : C:;x; g CuliprstivgDidis:
112172020 0300 1912 W, 259th St. (S13-001 Zone: 2) pw | 1,7 | 1D 1 153N 7218.29 2.0 [x]x]x
12112020 0% 50| 26314 Monte Vista ( 513-002 Zone:3) pw | 1,7 ] 1D | 2 {53 YT7R. VG2, 2 [x] |x
1212020 095 1948 W. 252nd St. (S13-003 Zone: 1) DW | 1,7 { 1D 3 1517100508 58172 I« X
1212020 |O43(] 24632 5. Moon Ave. (SI3-004Zone: 1) | DW | 1,7 | 1D | 4 [\, V0.0 7 1G22 x| =
1212020 [0F<C5 2500 PCH (S-13-005 Zone: 2) pw | 1,7 | 1D 5 Nox 0. L 18.5312.2 Ix[xlx
1/21/2020 |94 L] 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 | 1D 6 o4 lé.1 [B.G211.9 Ix X
12172020 [n92 4] 2052 Dawn St (A Zone: 1) pw | 1,7 | 1D 7 5.0 oy [ NTT2.9 |x X
Preservatives: (1) Na,$;04 (2} HCI (3) HNO3  (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
5) msog (6) Nuzso.l (7) Cold (8) Othg _ ‘ o Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
Patrlck McCue / Clty of l,nmlta 1212020 [ o5 A ,
Seore, ixﬂr‘?fﬂwo L ros8 k4 300 X sulibieg I SR
L4 ¥ £~ 2N NG
Samples received: ( l/ ) On ice GQ]ntact ) Custody seals Temp_7.7 ( )F () C

Shipped Via | | | 11FedX | | Golden State | |UPS | | Client [ ] Other Page 1 _of 1




Clinical Laboratory of San Bernardino, Inc.

31 January 2020 Clinical Lab No.: 20A2116

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 5th Week of January, 2020

Enclosed are the results of the analyses for samples received at the laboratory on
01/28/20 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,

ST

Stu Styles
Client Services Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project; Standard Analysis Work Order:  20A2116
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 5th Week of January, 2020  Received:  01/28/20 15:27
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/31/20
1912 W. 259th St. (813-001 Zone: 2) 20A2116-01 (Water) Sample Date:  01/28/20 8:45  Sampler: Not Listed
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
P
Field Analyses
CI Res Free (Field) Field 0.16 N/A mg/L 01/28/20 01/28720 2005081
Cl1 Res Total (Field) Field 2.3 N/A mg/L 01/28/20 01/28/20 2005081
pH (Field) Field 8.74 N/A pH Units 01/28/20 01/28/20 2005081
Temperature (Field) Field 15.2 N/A °C 01/28/20 01/28/20 2005081
Microbiology Analyses
Total Coliform SM 9223 A N/A P/A 01/28/20 01/29/20 2005100
E. Coli SM 9223 A N/A P/A 01/28/20 01/29/20 2005100
Plate Count SM9215B ND 1 500 CFU/ml 01/28/20 01/30/20 2005125
General Physical Analyses
Apparent Color SM 2120BM ND 3.0 15 Color Units 01/28/20 01/28/20 2005111
Odor Threshold EPA 140.1-M 1 1 3 TON 01/28/20 01/28/20 2005111
Turbidity EPA 180.1 01 0.1 5 NTU 01/28/20 01/28/20 2005111
General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/28/20 01/28/20 2005040
26314 Monte Vista (S13-002 Zone:3) 20A2116-02 (Water) Sample Date:  01/28/20 8:40 Sampler: Not Listed
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses
CI Res Free (Field) Field 0.25 N/A mg/L 01/28/20 01/28/20 2005081
Cl1 Res Total (Field) Field 2.3 N/A mg/L 01/28/20 01/28/20 2005081
pH (Field) Field 8.72 N/A pH Units 01/28/20 01/28/20 2005081
Temperature (Field) Field 14.7 N/A °C 01/28/20 01/28/20 2005081
Microbiology Analyses
Total Coliform SM 9223 A N/A P/A 01/28/20 01/29/20 2005100
E. Coli SM 9223 A N/A P/A 01/28/20 01/29/20 2005100
Plate Count SM9215B ND 1 500 CFU/ml 01/28/20 01/30/20 2005125
General Physical Analyses
Apparent Color SM 2120BM ND 3.0 15 Color Units 01/28/20 01/28/20 2005111
Odor Threshold EPA 140.1-M 1 1 3 TON 01/28/20 01/28/20 2005111
Turbidity EPA 180.1 ND 0.1 5 NTU 01/28/20 01/28/20 2005111
General Chemical Analyses
Nitrate as N {NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/28/20 01/28/20 2005040
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A2116

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 5th Week of January, 2020  Received: 01/28/20 15:27

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/31/20
1948 W. 252nd St. (S13-003 Zone: 1) 20A2116-03 (Water) Sample Date:  01/28/20 9:08  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 036 N/A mg/L 01/28/20 01/28/20 2005081

Cl Res Total (Field) Field 2.4 N/A mg/L 01/28/20 01/28/20 2005081

pH (Field) Field 8.73 N/A pH Units 01/28/20 01/28/20 2005081

Temperature (Field) Field 14.9 N/A oC 01/28/20 01/28/20 2005081
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/28/20 01/29/20 2005100

E. Coli SM 9223 A N/A P/A 01/28/20 01/29/20 2005100

Plate Count SM9215B 1 1 500 CFU/ml 01/28/20 01/30/20 2005125
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/28/20 01/28/20 2005040
24632 S. Moon Ave. (S13-004 Zone:1) 20A2116-04 (Water) Sample Date:  01/28/20 9:20  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.27 N/A mg/L 01/28/20 01/28/20 2005081

Cl Res Total (Field) Field 2 N/A mg/L 01/28/20 01/28/20 2005081

pH (Field) Field 8.64 N/A pH Units 01/28720 01/28/20 2005081

Temperature (Field) Field 16.4 N/A °C 01/28/20 01/28/20 2005081
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/28/20 01/29/20 2005100

E. Coli SM 9223 A N/A P/A 01/28/20 01/29720 2005100

Plate Count SM9215B ND 1 500 CFU/ml 01/28/20 01/30/20 2005125
General Chemical Analyses

Nitrate as N (NOS-N) EPA 300.0 ND 0.40 10 mg/L 01/28/20 01/28/20 2005040
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project; Standard Analysis Work Order:  20A2116

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 5th Week of January, 2020  Received:  01/28/20 15:27

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/31/20
2500 PCH (8-13-005 Zone:2) 20A2116-05 (Water) Sample Date:  01/28/20 10:15  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field} Field 0.36 N/A mg/L 01/28/20 01/28/20 2005081

Cl Res Total (Field) Field 24 N/A mg/L 01/28/20 01/28/20 2005081

pH (Field) Field 8.71 N/A pH Units 01/28/20 01/28/20 2005081

Temperature (Field) Field 16.4 N/A oC 01/28/20 01/28/20 2005081
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/28/20 01/29/20 2005100

E. Coli SM 9223 A N/A P/A 01/28/20 01/29/20 2005100

Plate Count SM9215B ND 1 500 CFU/ml 01/28/20 01/30/20 2005125
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/28/20 01/28/20 2005040
25417 Pennsylvania Ave (S13-008 Zone:1) 20A2116-06 (Water) Sample Date:  01/28/20 10:05  Sampler: Not Listed

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field] Field 0.18 N/A mg/L 01/28/20 01/28/20 2005081

C1 Res Total (Field) Field 23 N/A mg/L 01/28/20 01/28/20 2005081

pH (Field) Field 8.67 N/A pH Units 01/28/20 01/28/20 2005081

Temperature (Field) Field 17.3 N/A °C 01/28/20 01/28/20 2005081
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/28/20 01/29/20 2005100

E. Coli SM 9223 A N/A P/IA 01/28/20 01/29/20 2005100

Plate Count SM9215B ND 1 500 CFU/ml 01/28/20 01/30/20 2005125
General Chemical Analyses

Nitrate as N (NO}-N) EPA 300.0 ND 0.40 10 mg/L 01/28/20 01/28/20 2005040
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  20A2116
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 5th Week of January, 2020  Received:  01/28/20 15:27
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/31/20
2052 Dawn St (A Zone:1) 20A2116-07 (Water) Sample Date:  01/28/20 9:10  Sampler: Not Listed
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Free (Field) Field 0.2 N/A mg/L 01/28/20 01/28/20 2005081
Cl Res Total (Field) Field 2.5 N/A mg/L 01/28/20 01/28/20 2005081
pH (Field) Field 8.47 N/A pH Units 01/28/20 01/28/20 2005081
Temperature (Field) Field 14.9 N/A °C 01/28/20 01/28/20 2005081
Microbiology Analyses
Total Coliform SM 9223 A N/A P/A 01/28/20 01/29/20 2005100
E. Coli SM 9223 A N/A P/IA 01/28/20 01/29/20 2005100
Plate Count SM9215B ND 1 500 CFU/ml 01/28/20 01/30/20 2005125
General Chemical Analyses
Nitrate as N (N03-N) EPA 300.0 ND 0.40 10 mg/L 01/28/20 01/28/20 2005040
' ND Analyte NOT DETECTED at or above the reporting limit
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20 Ad\le

Clinical Laboratory of San Bernardino, Inc. Chain of Custody
2(=l(>
Client City of Lomita . System Number e g _Analysis Requested
Address 24373 Walnut Avenue Comments:
Lomita, CA 91717 1910073 Analyzers used:

- 2 ; ; 1. Free Chlorine - HACH, DR890.
Phone # (310)903-2243 Desinuin Laborgiory . s a Calibration Date:__Auto Calibrating
Fax# [A] Clinical T.3hdratory g DPD Reagent Exp.:

Project Standard Analysis RWQCB Compliance 31z 2. Total Chlorine - HACH, Pocket
: e Weelly Distribution Samples: 5th week of = |3 Colorimeter.
Sub Project January, 2020 YES Z |5 | |Calibration date:_Auto Calibrating
C ' " : g DPD Reagent exp. date:
‘o - 1088 = 3. pH and Temperature - HACH,
Sampled by HQI11d
Date Time Matrix | Preserv | Type | Botﬁ e #| Tempc Fm? Calibration Date:

Sample Idenitification

12872020 e 5

1912 W. 259th St. (S13-001 Zone: 2)

Tow| 17| 10 | 1 (15200 16

]

o) B

b. x
1/28/2020 04O 26314 Monte Vista ( $13-002 Zone:3) pw | 1,7 | 1D 2 (H.72*©@.25]8. X
1/28/2020 |[O0eQ 1948 W. 252nd St. (S13-003 Zone: 1) pw | 1,7 | 1D 3 liw.9°le.3 |8, X
1/28/2020 [G2.| 24632 S. Moon Ave. (S13-004 Zone: 1) pw [ 1,7 | 1D 4 lipyei6.2718.6Y X
1/28/2020 [\o1 5 2500 PCH (S-13-005 Zone: 2) pw | 1,7 | 1D 5 46 10.36(@.71 x
1/28/2020 |[{©C5 | 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 | 1D 6 172.3° 1014 [8.67 x
1/28/2020 |0%i¢ 2052 Dawn St (A Zone: 1) pw{ 1,7 | 1D 7 HH.Y bb.zo [RM7 X

[ [0 {5e | e | | OdH/ V-4 10D "H/ WI0gH0]) [EI0],

Preservatives: (1) Na,S8,0, (2) HCl (3) HNO3  (4) NH4CI

(5) H2804 (6) Na2503 (7) Cold (8} Ot
(P TR BB W Y SR

Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special

b Nl Patrick McCue / City of Lomita  |1/28/2020 1%t N Lapins . | c i
2z 50O g /S " 2277 _ N o rEs
Samples received:(y(()n ice (/{7 Intact {\)BCustody seals Temp gé,Q( YF () C
Shipped Via | ] [ 1 1FedX || Golden State | | UPS | | Client | | Other ' Page_1_of _I_




