State Waler Resources Controt Board Division of Drinking Water

MONTHLY SUMMARY OF DISTRIBUTION SYSTEM COLIFORM MONITORING
(including triggered source monitoring for systems subject to the Groundwater Rule)

CITY OF LOMITA 1910073
Sampling Period
Year
Mot May 2022
Number Number Number Total Number Fecal/
Required Collected Coliform Positives E.coli Positives
1. Routine Samples (see note 1) 25 25 0 0

2. Repeat Samples Following Samples Which are Total Coliform
Positive and Fecal/E.coli Negative (see notes 5 and 6) 0 0 0

3. Repeat Samples Following Routine Samples Which are
Total Coliform Positive and Fecal/E.coli Positive
(see notes 5 and 6) 0 0 0

4. MCL Computation For Total Coliform Positive Samples

a. Totals (sum of columns) 25 25 0

b. If 40 or more samples collected in month, determine
percent of samples that are total coliform positive

[(total number positive/total number collected) x 100} N/A
c. Is system in compliance... ... with fecal/E. coli MCL?
(see notes 2 and 3) Yes No

L
...with monthly MCL? Yes O No

(see note 4)

5. Source Samples Triggered by Routine Samples that are Total Coliform Positive 0 0 E:]

(This applies only to systems subject to the Groundwater Rule - see notes 7 and 8)

6. Invalidated Samples
(Note what samples, if any, were invalidated; who authorized the invalidation; and when replacement samples
were collected. Attach additional sheets, if necessary.)

7. Summary Completed By:

Signature , Title Date
\ WAV k /‘\\M [ )(Z/LADA/\ Chief Water Operations Manager 6/7/2022

1
Comments: No groundwater source

1. Routine samples include:

a. Samples required pursuant to 22 CCR Section 64423 and any additional samples required by an approved routine sample siting plan established pursuant to 22 CCR Section 64422,
b. Extra samples are required tor systems collecting less than tive routine samples per month that had one or more total colitorm positives in previous month;
¢. Extra samples tor systems with hugh source water turbidities that are using surface water or groundwater under drrect intluence ot surtace water and
do not practice tiltration in comphance with regulations;
2. Note: For a repeat sample following a total colitorm positive sample, any tecal/is.coli positive repeat (boxed entry) constitutes an MCL violation and
requires immediate notification to the Department (22, CCR, Section 64426.1).

. Note: For repeat sample following a fecal/l.coli positive sample, any total coliform positive repeat (boxed entry) constitutes an MCL violation and
requires immediate notitication to the Department (22, CCK, Section 644.26.1).

4. Total coliform MCL (Notify Department within 24 hours of MCL violation);

a. For systems collecting less than 40 samples, 1t two or more samples are total coliform positive, then the MCL 1s violated.
b. For systems collecting 40 or more samples, i more than 5.0 percent of samples collected are total colitorm positive, then the MCL 1s violated.

. Positive results and their associated repeat samples are to be tracked on the Coliform Monitoring Worksheet.

. Repeat samples must be collected within 24 hours ot being notitied of the positive results. For systems collecting more than one routine sample per month, three repeat samples
must be collected tor each total colitorm posifive sample. For systems collecting one or tewer routine samples per month, tour repeat samples must be coliected tor each total colitorm
posittve sample.

. 'or systems subject to the Groundwater Rule: Posttive results and the associated triggered source samples are to be tracked on the Colitorm Monitoring Worksheet.

. For triggered sample(s) required as a result ot a total colitorm routine positive sample, an /z.coli, enterococcl, or coliphage positive triggered sample (boxed entry) requires
immediate notification to the Department, lier 1 public notitication, and corrective action. 1072009 - 84777
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MONTHLY SUMMARY OF MONITORING
FOR SURFACE WATER TREATMENT REGULATIONS

System Name: CITY OF LOMITA System No.: 1910073
Wholesaler

Name: WEST BASIN MUNICIPAL WATER DISTRICT

Month: May Year: 2022

DISINFECTION PROCESS DATA
Disinfectant residual type: Free chlorine (including well sources)
Free chlorine (no well sources)
Chloramines (including well sources)

Chloramines (no well sources) X
No. of distribution system residual samples collected: 20
No. of distribution system samples for HPC only: 0
Total No. residual and/or HPC samples collected: 20
No. of samples with no detectable residual and HPC is not measured: 0
No. of samples with no residual and HPC > 500 CFU/ml: 0
No. of samples for HPC only and HPC > 500 CFU/ml; 0
Total No. of samples with no residual and/or HPC > 500 CFU/mi: 0
Compute V = 1 - Total No. samples with no residual and/or HPC > 500 X 100= 100
Total No. residual and/or HPC samples collected
Meets Standard (i.e. V > 95%) (Y/N)? Y

SUMMARY OF WATER QUALITY COMPLAINTS

General Complaints:

Type of Complaint Number |Corrective Actions Taken
Taste/Odor 0
Color 0
Turbidity 0
Suspended Solids 0
Other (Describe) 0

Reports of Gastrointestinal Illness (Attach additional sheets if necessary):

Persons
Reporting Date Corrective Actions Taken

Explain any failure of the standards and corrective action taken or planned (attach extra sheets if needed):

Note:
1. Refer to 191073-City of Lomita-TCR Report for test results for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.

Signature: ’\/\A Q/LQ_ a l}m ¢ AN Date: 6/7/2022

Mark Andersen, Chief Whater Operations Manager
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APPENDIX A

LABORATORY RESULTS



Clinical Laboratory of San Bernardino, Inc.

09 May 2022 Clinical Lab No.: 22E0202

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of May, 2022

Enclosed are the results of the analyses for samples received at the laboratory on
05/03/22 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

ot gtz

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernarding, CA Y2402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Work Order:

Lomita, City of Project: Standard Analysis 22E0202

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of May, 2022 Received:  05/03/22 14:14

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/09/22
1912 W. 259th St. (S13-001 Zone: 2) 22E0202-01 (Water) Sample Date:  05/03/22 9:10  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 05/03/22 05/03/22 2219117

C1 Res Total (Field) Field 2.5 N/A mg/L 05/03/22 05/03/22 2219117

pH (Field) Field 739 N/A pH Units 05/03/22 05/03/22 2219117

Temperature (Field) Ficld 21.5 N/A °C 05/03/22 05/03/22 2219117
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

E. Coli SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

Plate Count SM9215B ND 1 500 CFU/ml 05/03/22 05/05/22 2219168
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 05/04/22 05/04/22 2219095
26314 Monte Vista (S13-002 Zone:3) 22E0202-02 (Water) Sample Date:  05/03/22 8:50  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl1 Res Free (Field) Ficld 0.06 N/A mg/L 05/03/22 05/03/22 2219117

Cl1 Res Total (Field) Field 2.5 N/A mg/L 05/03/22 05/03/22 2219117

pH (Field) Field 7.38 N/A pH Units 05/03/22 05/03/22 2219117

Temperature (Field) Field 18.8 N/A °C 05/03/22 05/03/22 2219117
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

E. Coli SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

Plate Count SM9215B 60 1 500 CFU/ml 05/03/22 05/05/22 2219168
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 05/04/22 05/04/22 2219095

Page 2 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  22E0202
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of May, 2022 Received:  05/03/22 14:14
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/09/22

1948 W. 252nd St. (513-003 Zone: 1) 22E0202-03 (Water) Sample Date:  05/03/22 7:15  Sampler: M.S
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

CI Res Free (Field) Field 0.07 N/A mg/L 05/03/22 05/03/22 2219117
C1 Res Total (Field) Field 2.2 N/A mg/L 05/03/22 05/03/22 2219117
pH (Field) Field 7.5 N/A pH Units 05/03/22 05/03/22 2219117
Temperature (Field) Field 20.2 N/A °C 05/03/22 05/03/22 2219117

" Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/03/22 05/04/22 2219113
E. Coli SM 9223 A N/A P/A 05/03/22 05/04/22 2219113
Plate Count SM9215B ND 1 500 CFU/ml 05/03/22 05/05/22 2219168 HT-08

General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 05/04/22 05/04/22 2219095
24632 S. Moon Ave. (S13-004 Zone:1) 22E0202-04 (Water) Sample Date:  05/03/22 7:50  Sampler: M.S
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl1 Res Free (Field) Ficld 0.04 N/A mg/L 05/03/22 05/03/22 2219117
Cl1 Res Total (Field) Field 2.6 N/A mg/L 05/03/22 05/03/22 2219117
pH (Field) Field 745 N/A pH Units 05/03/22 05/03/22 2219117
Temperature (Field) Ficld 19.2 N/A °C 05/03/22 05/03/22 2219117

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/03/22 05/04/22 2219113
E. Coli SM 9223 A N/A P/A 05/03/22 05/04/22 2219113
Plate Count - SM9215B ND 1 500 CFU/ml 05/03/22 05/05/22 2219168

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 05/03/22 05/03/22 2219144
Odor Threshold EPA 140.1-M 1 1 3 TON 05/03/22 05/03/22 2219144
Turbidity EPA 180.1 ND 0.10 5 NTU 05/03/22 05/03/22 2219144

General Chemical Analyses
Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 05/04/22 05/04/22 2219095
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  22E0202

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of May, 2022 Received:  05/03/22 14:14

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/09/22
2500 PCH (S-13-005 Zone:2) 22E0202-05 (Water) Sample Date:  05/03/22 8:30  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

C1 Res Free (Field) Field 0.28 N/A mg/L 05/03/22 05/03/22 2219117

Cl Res Total (Field) Field 2 N/A mg/L 05/03/22 05/03/22 2219117

pH (Field) Field 7.4 N/A pH Units 05/03/22 05/03/22 2219117

Temperature (Field) Field 21.2 N/A °oC 05/03/22 05/03/22 2219117
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

E. Coli SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

Plate Count SM9215B ND 1 500 CFU/ml 05/03/22 05/05/22 2219168
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 05/03/22 05/03/22 2219144

Odor Threshold EPA 140.1-M 1 1 3 TON 05/03/22 05/03/22 2219144

Turbidity EPA 180.1 ND 0.10 5 NTU 05/03/22 05/03/22 2219144
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 05/04/22 05/04/22 2219095
25417 Pennsylvania Ave (S13-008 Zone:1) 22E0202-06 (Water) Sample Date:  05/03/22 8:15  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.19 N/A mg/L 05/03/22 05/03/22 2219117

Cl Res Total (Field) Field 2.5 N/A mg/L 05/03/22 05/03/22 2219117

pH (Field) Field 7.48 N/A pH Units 05/03/22 05/03/22 2219117

Temperature (Field) Field 20.7 N/A °C 05/03/22 05/03/22 2219117
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

E. Coli SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

Plate Count SM9215B 3 1 500 CFU/ml 05/03/22 05/05/22 2219168
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 05/04/22 05/04/22 2219095
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  22E0202

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of May, 2022 Received:  05/03/22 14:14

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/09/22
2052 Dawn St (A Zone:1) 22E0202-07 (Water) Sample Date:  05/03/22 7:35  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

C] Res Free (Field) Field 0.11 N/A mg/L 05/03/22 05/03/22 2219117

Cl1 Res Total (Field) Field 2.5 N/A mg/L 05/03/22 05/03/22 2219117

pH (Field) Field 7.43 N/A pH Units 05/03/22 05/03/22 2219117

Temperature (Field) Field 197 N/A °C 05/03/22 05/03/22 2219117
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

E. Coli SM 9223 A N/A P/A 05/03/22 05/04/22 2219113

Plate Count SM9215B 1 1 500 CFU/ml 05/03/22 05/05/22 2219168 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 05/04/22 05/04/22 2219095

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, inc.

13 May 2022 Clinical Lab No.: 22E0943

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of May, 2022

Enclosed are the results of the analyses for samples received at the laboratory on
05/10/22 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

ot gt

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693  Fax (909) 825-7696  £1L.4 P Wuwher TO8E
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  22E0943
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Weck of May, 2022 Received:  05/10/22 15:15
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/13/22

1912 W. 259th St. (S13-001 Zone: 2) 22E0943-01 (Water) Sample Date:  05/10/22 9:38  Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualificr

Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 05/10/22 05/10/22 2220109
CI Res Total (Field) Field 1.99 N/A mg/L 05/10/22 05/10/22 2220109
pH (Field) Field 7.41 N/A pH Units 05/10/22 05/10/22 2220109
Temperature (Field) Ficld 203 N/A °C 05/10/22 05/10/22 2220112

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A. 05/10/22 05/11/22 2220111
E. Coli SM 9223 A N/A P/A 05/10/22 05/11/22 2220111
Plate Count SM9215B ND 1 500 CFU/ml 05/10/22 05/12/22 2220152

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.46 0.40 10 mg/L 05/11/22 05/11/22 2220031
26314 Monte Vista (S13-002 Zone:3) 22E0943-02 (Water) Sample Date:  05/10/22 9:25 Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Ficld Analyses

Cl Res Free (Field) Field 0.08 N/A mg/L 05/10/22 05/10/22 2220109
Cl Res Total (Field) Field 2.01 N/A mg/L 05/10/22 05/10/22 2220109
pH (Field) Field 7.44 NA  pH Units 05/10/22 05/10/22 2220109
Temperature (Field) Ficld 8.7 N/A o 05/10/22 05/10/22 2220112

Microbiology Analyses

Total Coliform SM 9223 A N/A P/IA 05/10/22 05/11/22 2220111
E. Coli SM 9223 A N/A P/A 05/10/22 05/11/22 2220111
Plate Count SM9215B ND 1 500 CFU/ml 05/10/22 05/12/22 2220152

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 05/10/22 05/10/22 2220126

Odor Threshold EPA 140.1-M 1 i 3 TON 05/10/22 05/10/22 2220126

Turbidity EPA 180.1 0.30 0.10 5 NTU 05/10/22 05/10/22 2220126
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.47 0.40 10 mg/L 05/11/22 05/11/22 2220031

Page 2 of §
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Clinical Laboratory of San Bernardine, 1y

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of May, 2022

Project Manager: Mark Andersen

Work Order:

Received:
Reported:

05/10/22 15:15
05/13/22

22E0943

1948 W. 252nd St. (S13-003 Zone: 1)

22E0943-03 (Water)

Sample Date:  05/10/22

7:12 Sampler: 0.B.

Analyte Method Result Rep. Limit MCL Units Preparcd Analyzed Batch Qualificr
Field Analyses

Ci Res Free (Field) Field 0.2 N/A mg/L 05/10/22 05/10/22 2220109

CI Res Total (Field) Field 1.91 N/A mg/L 05/10/22 05/10/22 2220109

pH (Field) Fietd 7.59 N/A pH Units 05/10/22 05/10/22 2220109

Temperature (Field) Fictd 20.2 N/A °C 05/10/22 05/10/22 2220112
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/10/22 05/11/22 2220111

E. Coli SM 9223 A N/A P/A 05/10/22 05/11/22 2220111

Plate Count SM9215B ND 1 500 CFU/m! 05/10/22 05/12/22 2220152 HT-08
General Physical Analyses

Apparent Coloy SM 2120BM ND 3.0 15 Color Units 05/10/22 05/10/22 2220126

Odor Threshold EPA 140.1-M i i 3 TON 05/10/22 05/10/22 2220126

Turbidity EPA 180.1 0.49 0.10 5 NTU 05/10/22 05/10/22 2220126
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/11/22 05/11/22 2220031
24632 S. Moon Ave. (S13-004 Zone:1) 22E0943-04 (Water) Sample Date:  05/10/22 7:45  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.09 N/A mg/L 05/10/22 05/10/22 2220109

C1I Res Total (Field) Ficld 2.2 N/A my/L 05/10/22 05/10/22 2220169

pH (Field) Fietd 7.62 N/A pH Units 05/10/22 05/10/22 2220109

Temperature (Field) Field 18.8 N/A oC 05/10/22 05/10/22 2220112
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 05/10/22 05/11/22 2220111

E. Coli SM 9223 A N/A P/A 05/10/22 05/11/22 2220111

Plate Count SM9215B ND 1 500 CFU/m! 05/10/22 05/12/22 2220152
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/11/22 05/11/22 2220031

Pagc 3 of 5
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Clinical Laboratory of San Bernardino, inc.

Lomita, City of Project: Standard Analysis Work Order:  22E0943

24373 Walnut Avenue Sub Project: Weckly Dist. Samples: 2nd Week of May, 2022 Reccived:  05/10/22 15:15

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/13/22
2500 PCH (S-13-005 Zone:2) 22E0943-05 (Water) Sample Date:  05/10/22 8:55  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Preparcd Aualyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.48 N/A mg/L 05/10/22 05/10/22 2220109

Cl1 Res Total (Field) Field 2,18 N/A mg/L 05/10/22 05/10/22 2220109

pH (Field) Field 7.63 N/A pH Units 05/10/22 05/10/22 2220109

Temperature (Field) Ficld 21.2 N/A °C 05/10/22 05/10/22 2220112
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/10/22 05/11/22 2220111

E. Coli SM 9223 A N/A P/A 05/10/22 05/11/22 2220111

Plate Count SM9215B ND 1 500 CFU/mi 05/10/22 05/12/22 2220152
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.40 0.40 10 mg/L 05/11/22 05/11/22 2220031
25417 Pennsylvania Ave (S13-008 Zone:1) 22E0943-06 (Water) Sample Date:  05/10/22 8:20  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Preparcd Analyzed Batch Qualificr
Ficld Analyses

CI Res Free (Field) Field 0.1 N/A. mg/L 05/10/22 05/10/22 2220109

Cl Res Total (Field) Ficld 2,04 N/A mg/L 05/10/22 05/10/22 2220109

pH (Field) Field 7.65 N/A pH Units 05/10/22 05/10/22 2220109

Temperature (Field) Field 20.5 N/A oC 05/10/22 05/10/22 2220112
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/10/22 05/11/22 2220111

E. Coli SM 9223 N/A P/A 05/10/22 05/11/22 2220111

Plate Count SM9215B ND 1 500 CFU/ml 05/10/22 05/12/22 2220152
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/11/22 05/11/22 2220031

Pagc 4 of 5
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Clinical Laboratory of San Bernardino, in

L
o B

Lomita, City of Project: Standard Analysis Work Order:  22E0943

24373 Wainut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of May, 2022 Received:  05/10/22 15:15

Lomita CA, 91717 Project Manager: Mark Andersen Reported: ~ 05/13/22
2052 Dawn St (A Zone:1) 22E0943-07 (Water) Sample Date:  05/10/22 6:45 Sampler: 0.B.

Analyte Method Result Rep. Limit MCL Units Prepared Anatyzed Batch Qualificr
Field Anatyses

Cl Res Free (Field) Fietd 0.1 N/A mg/L 05/10/22 05/10/22 2220109

Cl Res Total (Field) Field 2.2 N/A mg/L 05/10/22 05/10/22 2220109

pH (Field) Field 777 N/A pH Units 05/10/22 05/10/22 2220109

Temperature (Field) Ficld 16.4 N/A °C 05/10/22 05/10/22 2220112
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/10/22 05/11/22 2220111

E. Coli SM 9223 A N/A P/A 05/10/22 05/11/22 2220111

Plate Count SM9215B ND 1 500 CFU/ml 05/10/22 05/12/22 2220152 HT-08
Gengeral Chemical Analyses

Nitrate as N (NO3-N) EPA.300.0 ND 0.40 10 mg/L 05/11/22 05/11/22 2220031

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

19 May 2022 Clinical Lab No.: 22E0944

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of May, 2022

Enclosed are the results of the analyses for samples received at the laboratory on
05/10/22 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

Jmtl Yoy

Jeanette Hernandez

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: ~ 22E0944

24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of May, 2022 Received:  05/10/22 15:15

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/19/22
1912 'W. 259th PI 22E0944-01 (Water) Sample Date:  05/10/22 9:38  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

CI Res Total (Field) Field 1.99 N/A mg/L 05/10/22 05/10/22 2220109

pH (Field) Field 741 N/A pH Units 05/10/22 05/10/22 2220109

Temperature (Field) Field 20.3 N/A °C 05/10/22 05/10/22 2220112
Trihalomethanes Analyses

Bromodichloromethane EPA 524.2 92 1.0 N/A ug/L 05/13/22 05/14/22 2220186

Bromoform EPA 524.2 5.7 1.0 N/A ug/L 05/13/22 05/14/22 2220186

Chloroform (Trichloromethane) EPA 524.2 7.8 1.0 N/A ug/L 05/13/22 05/14/22 2220186

Dibromochloromethane EPA 524.2 1.7 1.0 N/A ug/L 05/13/22 05/14/22 2220186

Total Trihalomethanes (TTHM) EPA 524.2 344 1.0 80 ug/L 05/13/22 05/14/22 2220186

Surrogate: Bromofluorobenzene EP4 524.2 102 % 05/13/22 05/14/22 2220186

Surrogate: 1,2-Dichlorobenzene-d4 EPA 524.2 106 % 05/13/22 05/14/22 2220186
Haloacetic Acids Analyses

Dibromoacetic Acid EPA 552.2 24 1.0 N/A ug/L 05/12/22 05/12/22 2220103

Dichloroacetic Acid EPA 5522 3.9 1.0 N/A ug/L 05/12/22 05/12/22 2220103

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 05/12/22 05/12/22 2220103

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L. 05/12/22 05/12/22 2220103

Trichloroacetic Acid EPA 552.2 2.6 1.0 N/A ug/L 05/12/22 05/12/22 2220103

Total Haloacetic Acids (HAAS) EPA 552.2 89 1.0 60 ug/L 05/12/22 05/12/22 2220103

Surrogate: 2,3-Dibromopropionic Acid EP4 552.2 105 % 05/12/22 05/12/22 2220103
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Clinical Laboratory of San Bernardino, inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of May, 2022

Project Manager: Mark Andersen

Work Order:
Received:
Reported:

05/10/22 15:15
05/19/22

22E0944

1948 252nd St. 22E0944-02 (Water) Sample Date:  05/10/22 7:12  Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
ClI Res Total (Field) Ficld 1.91 N/A mg/L 05/10/22 05/10/22 2220109
pH (Field) Field 7.59 N/A pH Units 05/10/22 05/10/22 2220109
Temperature (Field) Field 20.2 N/A °C 05/10/22 05/10/22 2220112
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 9.2 1.0 N/A ug/L 05/13/22 05/14/22 2220186
Bromoform EPA 5242 4.7 1.0 N/A ug/L 05/13/22 05/14/22 2220186
Chloroform (Trichloromethane) EPA 524.2 8.2 1.0 N/A ug/L 05/13/22 05/14/22 2220186
Dibromochloromethane EPA 524.2 12.2 1.0 N/A ug/L 05/13/22 05/14/22 2220186
Total Trihalomethanes (TTHM) EPA 524.2 343 1.0 80 ug/L 05/13/22 05/14/22 2220186
Surrogate: Bromofluorobenzene EP4524.2 103 % 05/13/22 05/14/22 2220186
Surrogate: 1,2-Dichlorobenzene-d4 EPA 524.2 107 % 05/13/22 05/14/22 2220186
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 552.2 1.5 1.0 N/A ug/L 05/12/22 05/12/22 2220103
Dichloroacetic Acid EPA 552.2 34 1.0 N/A ug/L 05/12/22 05/12/22 2220103
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 05/12/22 05/12/22 2220103
Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 05/12/22 05/12/22 2220103
Trichloroacetic Acid EPA 552.2 2.5 1.0 N/A ug/L 05/12/22 05/12/22 2220103
Total Haloacetic Acids (HAAS) EPA 552.2 74 1.0 60 ug/L 05/12/22 05/12/22 2220103
Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 120 % 05/12/22 05/12/22 2220103
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  22E0944

24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of May, 2022 Received:  05/10/22 15:15

Lomita CA, 91717 Project Manager: Mark Andersen Reported: ~ 05/19/22
2450 W. 247th St. 22E0944-03 (Water) Sample Date:  05/10/22 8:35 Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 1.96 N/A mg/L 05/10/22 05/10/22 2220109

pH (Field) Field 7.71 N/A pH Units 05/10/22 05/10/22 2220109

Temperature (Field) Field 21.7 N/A °oC 05/10/22 05/10/22 2220112
Trihalomethanes Analyses

Bromodichloromethane EPA 524.2 10.5 1.0 N/A ug/L 05/13/22 05/14/22 2220186

Bromoform EPA 524.2 4.3 1.0 N/A ug/L 05/13/22 05/14/22 2220186

Chloroform (Trichloromethane) EPA 524.2 7.8 1.0 N/A ug/L 05/13/22 05/14/22 2220186

Dibromechloromethane EPA 524.2 12.9 1.0 N/A ug/L 05/13/22 05/14/22 2220186

Total Trihalomethanes (TTHM) EPA 524.2 355 1.0 80 ug/L 05/13/22 05/14/22 2220186

Surrogate: Bromofluorobenzene EP4 524.2 103 % 05/13/22 05/14/22 2220186

Surrogate: 1,2-Dichlorobenzene-d4 EPA4524.2 108 % 05/13/22 05/14/22 2220186
Haloacetic Acids Analyses

Dibromoacetic Acid EPA 552.2 24 1.0 N/A ug/L 05/12/22 05/12/22 2220103

Dichloroacetic Acid EPA 552.2 34 1.0 N/A ug/L 05/12/22 05/12/22 2220103

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 05/12/22 05/12/22 2220103

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 05/12/22 05/12/22 2220103

Trichloroacetic Acid EPA 552.2 23 1.0 N/A ug/L 05/12/22 05/12/22 2220103

Total Haloacetic Acids (HAAS) EPA 552.2 8.1 1.0 60 ug/L 05/12/22 05/12/22 2220103

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 103 % 05/12/22 05/12/22 2220103
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analy

sis

Sub Project: TTHM/HAA, 2nd Week of May, 2022

Project Manager: Mark Anderscn

Work Order:
Received:
Reported: 05/

05/10/22 15:15

22E0944

19/22

26255 Appian Way 22)E0944-04 (Water) Sample Date:  05/10/22 9:10  Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Total (Field) Field 2.06 N/A mg/L 05/10/22 05/10/22 2220109
pH (Field) Field 7.43 N/A pH Units 05/10/22 05/10/22 2220109
Temperature (Field) Field 18.7 N/A °C 05/10/22 05/10/22 2220112
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 8.8 1.0 N/A ug/L 05/13/22 05/14/22 2220186
Bromoform EPA 524.2 5.8 1.0 N/A ug/L 05/13/22 05/14/22 2220186
Chloroform (Trichloromethane) EPA 524.2 7.5 1.0 N/A ug/L 05/13/22 05/14/22 2220186
Dibromochloromethane EPA 524.2 11.1 1.0 N/A ug/L 05/13/22 05/14/22 2220186
‘Total Trihalomethanes (TTHM) EPA 524.2 33.2 1.0 80 ug/L 05/13/22 05/14/22 2220186
Surrogate: Bromofluorobenzene EP4 524.2 102 % 05/13/22 05/14/22 2220186
Surrogate: 1,2-Dichlorobenzene-d4 EPA4 524.2 105 % 05/13/22 05/14/22 2220186
Haloacetic Acids Analyses
Dibromeacetic Acid EPA 5522 2.6 1.0 N/A ug/L. 05/12/22 05/12/22 2220103
Dichloroacetic Acid EPA 552.2 34 1.0 N/A ug/L 05/12/22 05/12/22 2220103
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 05/12/22 05/12/22 2220103
Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 05/12/22 05/12/22 2220103
Trichloroacetic Acid EPA 552.2 2.4 1.0 N/A ug/L 05/12/22 05/12/22 2220103
Total Haloacetic Acids (HAAS) EPA 552.2 8.4 1.0 60 ug/L 05/12/22 05/12/22 2220103
Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 111% 05/12/22 05/12/22 2220103
ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

20 May 2022 Clinical Lab No.: 22E1498

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of May, 2022

Enclosed are the results of the analyses for samples received at the laboratory on
05/17/22 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

it Yprrovoliy”

Jeanette Hernandez
Project Manager

Poxt Office Box 329 Saun Bernardine, CA 92402 (909) 825-7693  Fuax (909) 825.76%6  ELAF Nupmber 1088




Clinical Laboratory of San Bernardino, fnc.

Lomita, City of Project: Standard Analysis Work Order:  22E1498

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Weck of May, 2022 Reccived:  05/17/22 14:22

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/20/22
1912 W. 259th St. (S13-001 Zone: 2) 22E1498-01 (Water) Sample Date:  05/17/22 9:25  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualificr
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 05/17/22 05/17/22 2221038

Cl Res Total (Field) Field 2 N/A mg/L 05/17/22 05/17/22 2221038

pH (Field) Field 7.01 N/A pH Units 05/17/22 05/17/22 2221038

Temperature (Field) Fictd 20.1 N/A °C 05/17/22 05/17/22 2221038
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

E. Coli SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

Plate Count SM9215B ND 1 500 CFU/ml 05/17/22 05/19/22 2221129
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 05/17/22 05/17/22 2221101

Odor Threshold EPA 140.1-M i 1 3 TON 05/17/22 05/17/22 2221104

Turbidity EPA 180.1 0.11 0.10 5 NTU 05/17/22 05/17/22 2221101
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.51 0.40 10 mg/L 05/18/22 05/18/22 2221056
26314 Monte Vista (S13-002 Zone:3) 22E1498-02 (Water) Sample Date:  05/17/22 9:10  Sampler: M.S

Analytc Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

Cl Res Free (Field) Ficld 0.16 N/A mg/L 05/17/22 05/17/22 2221038

Cl1 Res Total (Field) Field 2.1 N/A mg/L 05/17/22, 05/17/22 2221038

pH (Field) Ficld 7.28 N/A pH Units 05/17/22 05/17/22 2221038

Temperature (Field) Field 18.6 N/A °C 05/17/22 05/17/22 2221038
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

E. Coli SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

Plate Count SM9215B ND 1 500 CFU/mi 05/17/22 05/19/22 2221129
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.51 0.40 10 mg/L 05/18/22 05/18/22 2221056

Page 2 of 5

Post Office Box 329 San Bernardine, CA 92402 (909) 825-7693 Fax (909) 82

5-7696 ELAF Nusshor {686



Clinical Laboratory of San Bernardine, T,

Lomita, City of Project: Standard Analysis Work Order:  22E1498
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Weck of May, 2022 Reccived:  05/17/22 14:22
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/20/22

1948 W, 252nd St. (S13-003 Zone: 1) 22E1498-03 (Water) Sample Date:  05/17/22 7:20  Sampler: M.S
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualificr

Field Analyses

CI Res Free (Field) Field 0.03 N/A mg/L 05/17/22 05/17/22 2221038
ClI Res Total (Field) Field 2.2 N/A mg/L 05/17/22 05/17/22 2221038
pH (Field) Field 7.02 N/A pH Units 05/17/22 05/17/22 2221038
Temperature (Field) Ficld 19.2 N/A °C 05/17/22 05/17/22 2221038

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/17/22 05/18/22 2221087
E. Coli SM 9223 A N/A P/A 05/17/22 05/18/22 2221087
Plate Count SM9215B ND 1 500 CFU/ml 05/17/22 05/19/22 2221129 HT-08

General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.50 0.40 10 mg/L 05/18/22 05/18/22 2221056
24632 S. Moon Ave, (S13-004 Zone:1) 22E1498-04 (Water) Sample Date:  05/17/22 8:20 Sampler: M.S
Analyte Method Result Rep. Limit MCL Units Preparcd Analyzed Batcl Qualifier

Field Analyses

Cl Res Free (Ficld) Field 0 N/A mg/L 05/17/22 05/17/22 2221038
Cl1 Res Total (Field) Field 2.2 N/A mg/L 05/17/22 05/17/22 2221038
pH (Field) Field 7.42 N/A pH Units 05/17/22 05/17/22 2221038
Temperature (Field) Field 20.4 N/A °C 05/17/22 05/17/22 2221038

Microbiology Analyses

Total Coliform SM 9223 A N/A PA 05/17/22 05/18/22 2221087

E. Coli SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

Plate Count SM9215B 1 1 500 CFU/ml 05/17/22 05/19/22 2221129
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 05/17/22 05/17/22 2221101

Odor Threshold EPA 140.1-M 1 t 3 TON 05/17/22 05/17/22 2221101

Turbidity EPA 180.1 ND 0.10 5 NTU 05/17/22 05/17/22 2221101

General Chemical Analyses
Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 05/18/22 05/18/22 2221056
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Clinical Laboratory of San Bernardino, inc.

Lomita, City of Project: Standard Analysis Work Order: 22E1498
24373 Walnut Avenue Sub Project: Weckly Dist. Samples: 3rd Week of May, 2022 Received:  05/17/22 14:22
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/20/22

2500 PCH (S-13-005 Zone:2) 22E1498-05 (Water) Sample Date:  05/17/22 8:50  Sampler: M.S
Analyte Method Result Rop. Limit MCL Units Prepared Analyzed Batch Quatificr

Field Analyses

Cl Res Free (Fi ield) Field 0.14 N/A mg/L 05/17/22 05/17/22 2221038

Cl Res Total (Field) Field 1.9 N/A mg/L 05/17/22 05/17/22 2221038

pH (Field) Field 743 N/A pH Units 05/17/22 05/17/22 2221038

Temperature (Field) Ficld 21 N/A °C 05/17/22 05/17/22 2221038
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

E.Coli SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

Plate Count SM9215B 1 1 500 CFU/mi 05/17/22 05/19/22 2221129
General Chemieal Analyses

Nitrate as N (NO3-N) EPA 3532 0.50 0.40 10 mg/L 05/18/22 05/18/22 2221056
25417 Pennsylvania Ave (S13-008 Zone:1) 22E1498-06 (Water) Sample Date:  05/17/22 8:35  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

CI Res Free (Field) Ficld 0.16 N/A mg/L 05/17/22 05/17/22 2221038

Cl Res Total (Field) Field 2.1 N/A mg/L 05/17/22 05/17/22 2221038

pH (Field) Field 7.52 N/A pH Units 05/17/22 05/17/22 2221038

Temperature (Field) Field 225 N/A °C 05/17/22 05/17/22 2221038
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

E. Coli SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

Plate Count SM9215B 4 1 500 CFU/m!} 05/17/22 05/19/22 2221129
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.40 0.40 10 mg/L 05/18/22 05/18/22 2221056
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Clinical Laboratory of San Bernardine, Inc.

Lomita, City of Project: Standard Analysis Work Order:  22E1498
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of May, 2022 Received:  05/17/22 14:22
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/20/22

2052 Dawn St (A Zone:1) 22E1498-07 (Water) Sample Date:  05/17/22 7:35  Sampler: M.S
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl1 Res Free (Field) Field 0.18 N/A mg/L 05/17/22 05/17/22 2221038

Cl Res Total (Field) Field 25 N/A mg/L 05/17/22 05/17/22 2221038

pH (Field) Field 7.02 N/A pH Units 05/17/22 05/17/22 2221038

Temperature (Field) Field 20.2 N/A °C 05/17/22 05/17/22 2221038
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

E. Coli SM 9223 A N/A P/A 05/17/22 05/18/22 2221087

Plate Count SM9215B 2 1 500 CFU/ml 05/17/22 05/19/22 2221129
General Chemical Analvses

Nitrate as N (NO3-N) EPA 353.2 ND 0,40 10 mg/L 05/18/22 05/18/22 2221056

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, fnc.

31 May 2022 Clinical Lab No.: 22E2028

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 4th Week of May, 2022

Enclosed are the results of the analyses for samples received at the laboratory on
05/24/22 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

Junitte Yormoclis”

Jeanette Hernandez

Project Manager

Post Office Box 322 San Bernardino, CA 92402 (909) 825-7693  Fax (909) 825-7696 LELAP Nowiher T988




Clinical Laboratory of San Bernarding, i

s

sis

Lomita, City of Project: Standard Analy: Work Order:  22E2028

24373 Walnut Avenune Sub Projcct: Weckly Dist. Samples: 4th Week of May, 2022 Received:  05/24/22 14:26

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/31/22
1912 W. 259th St. (S13-001 Zonue: 2) 22E2028-01 (Water) Sample Date:  05/24/22 8:45  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 05/24/22 05/24/22 2222067

Cl Res Total (Field) Field 2.2 N/A mg/L 05/24/22 05/24/22 2222067

pH (Field) Field 7.69 N/A pH Units 05/24/22 05/24/22 2222067

Temperature (Field) Field 21.6 N/A oC 05/24/22 05/24/22 2222067
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/24/22 05/25/22 2222097

E. Coli SM 9223 A N/A P/A 05/24/22 05/25/22 2222097

Plate Count SM9215B ND 1 500 CFU/ml 05/24/22 05/26/22 2222139
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/24/22 05/24/22 2222050
26314 Monte Vista (S13-002 Zone:3) 22E2028-02 (Water) Sample Date:  05/24/22 8:30  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

C1 Res Free (Field) Field 0.02 N/A my/L 05/24/22 05/24/22 2222067

CI Res Total (Field) Field 2.3 N/A mg/L 05/24/22 05/24/22 2222067

pH (Field) Ficld 7.2 N/A pH Units 05/24/22 05/24/22 2222067

Temperature (Field) Field 20 N/A °C 05/24/22 05/24/22 2222067
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/24/22 05/25/22 2222097

E. Coli SM 9223 A N/A P/A 05/24/22 05/25/22 2222097

Plate Count SM9215B ND 1 500 CFU/ml 05/24/22 05/26/22 2222139
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/24/22 05/24/22 2222050
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Clinical Laboratory of San Bernardine, Inc.

Lomita, City of Project: Standard Analysis Work Order:  22E2028
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of May, 2022 Reccived:  05/24/22 14:26
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/31/22

1948 W. 252nd St. (S13-003 Zone: 1) 22E2028-03 (Water) Sample Date:  05/24/22 6:30  Sampler: M.S
Analyte Method Result Rep. Limit MCL Units Preparcd Analyzed Batch Qualificr

Field Analyses

Cl Res Free (Field) Field 0.07 WA mg/L 05/24/22 05/24/22 2222067
ClI Res Total (Field) Field 2 . N/A mg/L 05/24/22 05/24/22 2222067
pH (Field) Field 7.19 N/A pH Units 03/24/22 05/24/22 2222067
Temperature (Field) Field 22.3 N/A °C 05/24/22 05/24/22 2222067

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/24/22 05/25/22 2222097
E. Coli SM 9223 A N/A P/A 05/24/22 05/25/22 2222097
Plate Count SM9215B ND 1 500 CFU/ml 05/24/22 05/26/22 2222139 HT-08

General Physical Analyses

Apparcnt Color SM 2120BM ND 3.0 15 Color Units 05/24/22 05/24/22 2222122
Odor Threshold EPA 140.1-M 1 1 3 TON 05/24/22 05/24/22 2222122
Turbidity EPA 180.1 ND 0.10 5 NTU 05/24/22 05/24/22 2222122

General Chemical Analyses

Nitratc as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/24/22 05/24/22 2222050
24632 S. Moon Ave. (S13-004 Zone:1) 22E2028-04 (Water) Sample Date:  05/24/22 7:15  Sampler: M.S
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Ficld 0.02 N/A mg/L 05/24/22 05/24/22 2222067
Cl Res Total (Field) Field 2.5 N/A mg/L 05/24/22 05/24/22 2222067
pH (Field) Ficld 7.61 N/A pH Units 05/24/22 05/24/22 2222067
Temperature (Field) Field 21 N/A °C 05/24/22 05/24/22 2222067

Microbiology Analyses

Total Coliform SM 9223 A N/A P/IA 05/24/22 05/25/22 2222097

E. Coli SM 9223 A N/A PIA 05/24/22 05/25/22 2222097

Plate Count SM92158 ND i 500 CFU/ml 05/24/22 05/26/22 2222139 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/24/22 05/24/22 2222050

Page 3 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Project: Standard Analysis

Work Order:

22E2028

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of May, 2022 Reccived:  05/24/22 14:26

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/31/22
2500 PCH (S-13-005 Zone:2) 22K2028-05 (Water) Sample Date:  05/24/22 8:10  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualificr
Field Analyses

CI Res Free (Ficld) Field 0.03 N/A mg/L 05/24/22 05/24/22 2222067

CI Res Total (Field) Field 2 N/A mg/L 05/24/22 05/24/22 2222067

pH (Field) Field 771 N/A pH Units 05/24/22 05/24/22 2222067

Temperature (Field) Ficld 21.9 N/A °C 05/24/22 05/24/22 2222067
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/24/22 05/25/22 2222097

E. Coli SM 9223 A N/A P/A 05/24/22 05/25/22 2222097

Plate Count SM9215B ND 1 500 CFU/mi 05/24/22 05/26/22 2222139
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 05/24/22 05/24/22 2222122

Odor Threshold EPA [40.1-M 1 | 3 TON 05/24/22 05/24/22 2222122

Turbidity EPA 180.1 0.24 0.10 5 NTU 05/24/22 05/24/22 2222122
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/24/22 05/24/22 2222050
25417 Pennsylvania Ave (S13-008 Zone:1) 22E2028-06 (Water) Sample Date:  05/24/22 7:55  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

C1 Res Free (Field) Field 0,06 N/A mg/L 05/24/22 05/24/22 2222067

Cl Res Total (Field) Ficld 22 N/A mg/L 05/24/22 05/24/22 2222067

pH (Field) Field 1.76 N/A pH Units 05/24/22 05/24/22 2222067

Temperature (Field) Ficld 224 N/A °C 05/24/22 05/24/22 2222067
Microbiology Analyses

Total Coliform SM 9223 N/A PIA 05/24/22 05/25/22 2222097

E. Colt SM 9223 A N/A P/A 05/24/22 05/25/22 2222097

Plate Count SM9215B ND { 500 CFU/ml 05/24/22 05/26/22 2222139
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/24/22 05/24/22 2222050

Pagc4 of 5
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Clinical Laboratory of San Bernardino, fnc.

Lomita, City of Project: Standard Analysis Work Order:  22E2028

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Weck of May, 2022 Received:  05/24/22 14:26

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  05/31/22
2052 Dawn St (A Zone:1) 22E2028-07 (Water) Sample Date:  05/24/22 6:05  Sampler: M.S

Analyte Method Result Rep. Limit MCL Units Preparcd Anafyzed Batch Qualificr
Field Analyses

€1 Res Free (Field) Field 6.01 NA mg/L 05/24/22 05/24/22 2222067

CI Res Total (Field) Field 2.4 N/A mg/L 05/24/22 05/24/22 2222067

pH (Field) Field 7.09 N/A pH Units 05/24/22 05/24/22 2222067

Temperature (Field) Ficid 214 N/A °C 05/24/22 05/24/22 2222067
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 0524722 05/25/22 2222097

E. Coli SM 9223 A N/A P/A 05/24/22 05/25/22 2222097

Plate Count SM9215B ND 1 500 CFU/ml 05/24/22 05/26/22 2222139 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/24/22 05/24/22, 2222050

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

03 June 2022 Clinical Lab No.: 22E2449

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 5th Week of May, 2022

Enclosed are the results of the analyses for samples received at the laboratory on
05/31/22 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

Jeanette Hernandez

Project Manager

Post Office Box 329 San Bernardinoe, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 5th Week of May, 2022

Project Manager: Mark Andersen

Work Order:

Received:  05/31/22 16:00
Reported:  06/03/22

2212449

1912 W. 259th St. (S13-001 Zone: 2) 22E2449-01 (Water) Sample Date:  05/31/22 9:25 Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.15 N/A mg/L 05/31/22 05/31/22 2223065

Cl1 Res Total (Field) Field 1.37 N/A mg/L 05/31/22 05/31/22 2223065

pH (Field) Field 78 N/A pH Units 05/31/22 05/31/22 2223065

Temperature (Field) Field 22.2 N/A °C 05/31/22 05/31/22 2223065
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

E. Coli SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

Plate Count SM9215B ND 1 500 CFU/ml 05/31/22 06/02/22 2223107
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/31/22 05/31/22 2223037
26314 Monte Vista (S13-002 Zone:3) 22E2449-02 (Water) Sample Date:  05/31/22 9:05  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 05/31/22 05/31/22 2223065

Cl Res Total (Field) Field 2.08 N/A mg/L 05/31/22 05/31/22 2223065

pH (Field) Field 7.86 N/A pH Units 05/31/22 05/31/22 2223065

Temperature (Ficld) Field 21 N/A °C 05/31/22 05/31/22 2223065
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

E. Coli SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

Plate Count SM9215B ND 1 500 CFU/ml 05/31/22 06/02/22 2223107
General Physical Analyses

Apparent Color SM 21208M ND 3.0 15 Color Units 05/31/22 05/31/22 2223064

Odor Threshold EPA 140.1-M 1 1 3 TON 05/31/22 05/31/22 2223064

Turbidity EPA 180.1 ND 0.10 5 NTU 05/31/22 05/31/22 2223064
General Chemical Analyses

Nitratc as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/31/22 05/31/22 2223037
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  22E2449
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 5th Week of May, 2022 Received:  05/31/22 16:00
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/03/22

1948 W. 252nd St. (S13-003 Zone: 1) 22E2449-03 (Water) Sample Date:  05/31/22 7:25  Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 05/31/22 05/31/22 2223065
C1 Res Total (Field) Field 2.04 N/A mg/L 05/31/22 05/31/22 2223065
pH (Field) Field 7.33 N/A pH Units 05/31/22 05/31/22 2223065
Temperature (Field) Field 21 N/A °C 05/31/22 05/31/22 2223065

Microbiology Analyses

Tota] Coliform SM 9223 A N/A P/A 05/31/22 06/01/22 2223071
E. Coli SM 9223 A N/A P/A 05/31/22 06/01/22 2223071
Plate Count SM9215B ND 1 500 CFU/ml 05/31/22 06/02/22 2223107 HT-08

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/31/22 05/31/22 2223037
24632 S. Moon Ave. (513-004 Zone:1) 22E2449-04 (Water) Sample Date:  05/31/22 7:40  Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

ClI Res Free (Field) Field 0.21 N/A mg/L 05/31/22 05/31/22 2223065
Cl1 Res Total (Field) Field 2.2 N/A mg/L 05/33/22 05/31/22 2223065
pH (Field) Field 1.5 N/A pH Units 05/31/22 05/31/22 2223065
Temperature (Field) Field 21.9 N/A °C 05/31/22 05/31/22 2223065

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/31/22 06/01/22 2223071
E. Coli SM 9223 A N/A P/A 05/31/22 06/01/22 2223071
Plate Count SM9215B ND 1 500 CFU/ml 05/31/22 06/02/22 2223107 HT-08

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 05/31/22 05/31/22 2223064

Odor Threshold EPA 140.1-M 1 1 3 TON 05/31/22 05/31/22 2223064

Turbidity EPA 180.1 ND 0.10 5 NTU 05/31/22 05/31/22 2223064
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/31/22 05/31/22 2223037
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Clinical Laboratory of San Bernardino, Inc.

Leomita, City of Project: Standard Analysis Work Order:  22E2449

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 5th Week of May, 2022 Received:  05/31/22 16:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/03/22
2500 PCH (S-13-005 Zone:2) 22E2449-05 (Water) Sample Date:  05/31/22 8:30  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.07 N/A mg/L 05/31/22 05/31/22 2223065

C1 Res Total (Field) Field 1.69 N/A mg/L 05/31/22 05/31/22 2223065

pH (Field) Field 7.78 N/A pH Units 05/31/22 05/31/22 2223065

Temperature (Field) Field 22.8 N/A °C 05/31/22 05/31/22 2223065
Microbielogy Analyses

Total Coliform SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

E. Coli SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

Plate Count SM9215B ND 1 500 CFU/ml 05/31/22 06/02/22 2223107
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/31/22 05/31/22 2223037
25417 Pennsylvania Ave (S13-008 Zone:1) 22K2449-06 (Water) Sample Date:  05/31/22 8:15  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Ficld 0.05 N/A mg/L 05/31/22 05/31/22 2223065

Cl1 Res Total (Field) Field 1.93 N/A mg/L 05/31/22 05/31/22 2223065

pH (Field) Field 7.43 N/A pH Units 05/31/22 05/31/22 2223065

Temperature (Field) Ficld 22.8 N/A °C 05/31/22 05/31/22 2223065
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

E. Coli SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

Plate Count SM9215B ND 1 500 CrFU/ml 05/31/22 06/02/22 2223107 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/31/22 05/31/22 2223037
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  22E2449

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: Sth Week of May, 2022 Received:  05/31/22 16:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/03/22
2052 Dawn St (A Zone:1) 22E2449-07 (Water) Sample Date:  05/31/22 7:02  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 05/31/22 05/31/22 2223065

Cl Res Total (Field) Field 2.2 N/A mg/L 05/31/22 05/31/22 2223065

pH (Field) Field 7.65 N/A pH Units 05/31/22 05/31/22 2223065

Temperature (Field) Field 21.1 N/A °C 05/31/22 05/31/22 2223065
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

E. Coli SM 9223 A N/A P/A 05/31/22 06/01/22 2223071

Plate Count SM9215B ND i 500 CFU/ml 05/31/22 06/02/22 2223107 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 05/31/22 05/31/22 2223037

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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