State Water Resources Control Board Division of Tirinking Water

MONTHLY SUMMARY OF DISTRIBUTION SYSTEM COLIFORM MONITORING
(including triggered source monitoring for systems subject to the Groundwater Rule)

CITY OF LOMIITA 1910073
Sampiling Pesiod
Year
Mants January 2023
MNumber Number Number Total Number Fecal/
Required Collected Coliform Positives E.coli Positives
1. Routine Samples (see note 1) 25 25 0 i]

2, Repeat Samples Following Samples Which are Total Coliform
Positive and Fecal/E.coli Negative (see notes 5 and é) 0 0 0

3. Repeat Samples Following Routine Samples Which are
Total Coliform Positive and Fecal/E.coli Positive

(see notes 5 and 6) 0 0 0

4. MCL Computation For Total Coliform Positive Samples
a. Totals (sum of columns) 25 25 0

b. If 40 or more samples collected in month, determing
percent of samples that are total coliform positive

[(total number positive/fotal number collected) x 1007 N/A
¢. Is system in compliance... ... with fecal/E. coli MCL?
(see notes 2 and 3) Yes I: Ne
...with menthly MCL? Yes O
(see note 4)
5. Source Samples Triggered by Routine Samples that are Total Coliform Positive 0 0 [II

(This applies only to systems subject to the Groundwater Rule - see notes 7 and 8)

6. Invalidated Samples
(Note what samples, if any, were invalidated; who authorized the invalidation; and when replacement samples
were collected, Attach additional sheets, if necessary.)

7. Summary Completed By:

Title Datc

Signuere
MME /}MQMA Chief Water Operations Manager 2/8/2023

Comments: No groundwater source

1. Routine samples include:
& Samples required pursuani 1o 22 CCR Section 64423 and any additional samples required by an approved routine sample siting plan established pursuant to 22 CCR Section 64422.
D. bxfra sampies are requuired for systems collectmg Iess than iIve routine samples per month that had one or more total ¢ofiform positives 1n previous motith;
€. bixira samples for systerns with high source water turbidmes that are usmg surtace water or groundwater under direct mtuence of surtace water and
do not pragnee filiration 10 compliance with regulations; _
. Note: For a repeat sample following a total colitorm postiive sample, any fecal/ts.coli posiive repeat (boxed entry) constitutes an ML violation and
requires immediate notification to the Department (22, CCR, Section 64426.1),
. Note: For repeat sample following a fecal/E.coli positive sample, any total coliform positive repeat (boxed entry) constitutes an MCL violation and
requires immediate notification to the Department (22, CCR, Section 64426.1).
4. Total coliform MCL (Netify Department within 24 hours of MCL violation):
a. bor systems collecting less than 40 samples, 1f two or more samples are total colrtorm posttive, then the MCL 18 violated.
b, kor systems collecting 40 or more samples, 1 more than 5.0 percent of samples collected are total colitorm positive, then the MCL 15 violated,
. Positive results and their associated repeat samples are to be tracked on the Coliform Monttoring Worksheet.
- Repeat samples must be collected within 24 hours of bemng notified ot the positive results, For systems collechng more than one routing sample per month, three Tepeat samples
must be collected tor cach 1otal coliform posritve sample. For systems ¢ollectmg one or tewer routme samples per month, tour repeat samples must be collected tor each total coliform
positive sample.
For systems subject to the Croundwatér Kule: Positive results and the asscorated rggered source samples aré to be tracked on the Colitorm Monrtoring Worksheet,
For mggered sample(s) requared as a result of a total colitorm rouine positive sample, an £.cofi, enfgrococel, or coliphage positive mggered sample (boxed entry) requires
immediate notification to the Department, ‘Lier 1 public notitication, and corrective action, 1672009 - 3477
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MONTHLY CHLORINE RESIDUAL SUMMARY

CITY OF LOMITA

i N CLE'TDE?[ - Total Zone
13-1 1912 W. 258th P, 12/6/2022| 9:00 AM 2.14 A A 2
13-2 26314 §. Monfe Vta. 12/6/2022| 8:44 AM 2.15 A A 3
13-3 1948 W. 252nd St. 12/6/2022] 9:17 AM 2.19 A A 1
13-4 24632 S. Moon Ave. 121612022 7:25 AM 2.20 A A 1
13-5 2500 PCH 12/6/2022| 7:52 AM 1.68 A A 2
BT Seation: [ o e ' R S i -Zorie
13-1 1912 W. 259th PI. 12/13/2022] 7:30 AM 2.44 A A 2
13-2 26314 S. Monte Via. 1211312022 7:45 AM 2.52 A A 3
13-3 1948 W. 252nd St. 12/13/2022) 8:00 AM 2.53 A A 1
13-4 24632 S, Moon Ave. 12113/2022( 6:30 AM 2,70 A A 1
13-5 2500 POH_ 1211312022 :00 AM 1.83 A A 2
13-1 1912 w‘ _259th Pl. 12/20/2022] 6:25 AM 2.73 A A 2
13-2 26314 S. Monite Vita. 12/20/2022( 6:10 AM 2.43 A A 3
13-3 1948 W, 252nd St 1212012022 6:20 AM 2.79 A A 1
13-4 24632 §. Mocn Ave. 12/20/2022| 7:20 AM 2.87 A A 1
13-5 2500 PCH 1212012022 : 1.99 A A 2
- = - — Tore
13-1 1612 W 259th Pi. 12/27/2022| 9:50 AM : A A 2
13-2 26314 8. Monte Vta. 1212712022 9:30 AM 2.54 A A 3
13-3 1948 W, 252nd St, 12/2712022] 10:30 AM 2.46 A A 1
13-4 24632 §. Moon Ave. 1212712022] 7:30 AM 2.86 A A 1
13-5 2500 PCH 1212712022 8:00 AM 1.86 A A 2
ocails 0 : iZone
13-1 1912 W. 259th P, 2
13-2 26314 8. Monie Vta. 3
13-3 1948 W, 252nd St 1
13-4 24532 S. Moon Ave. 1
13.5 2500 PCH 2

L Average

]

SIGNATURE:

Mark Ander&e@d__QQLe,LWater Cperations Manager

Dale -

OL2 Total -

I

innid : gt~ | Goliferm - FecaiE-coll :'_%Zgr’i_e
13-1 1912 W, 2581h PI. 1!3!2023 2.23 A A 2
13-2 26314 5. Monte Via, 11312023 2.30 A A 3
13-3 1948 W. 252nd St, 1/3/2023 2.14 A A 1
13-4 24632 S. Moon Ave. 1/3/2023 2.54 A A 1
13-5 2500 PCH 11312023 - 1.69 A A 2
w5 Location . 1 | R T e T S S
13-1 1912 W, 259th PI. 1!1 0/2023] 8:00 AM 2.20 A A 2
13-2 26314 5. Monte Via. 110/2023 7:45 AM 2.43 A A 3
13-8 1848 W, 252nd SL. 1/10/2023| 8:15 AM 2.38 A A 1
13-4 24632 8. Moon Ave. 1/10/2023( 6:30 AM 2.38 A A 1
13 5 2500 PCH 1110/2023 : 1 66 A A 2
s T s — i T i Fore,
13-1 1912 W, 259m Pl. 11712023 8:30 AM 2.36 A A 2
13-2 26314 S, Monte Vta. 111772023 8:15 AM| 210 A A 3
13-3 1948 W, 252nd St. 117i2023| 8:45 AM 2.01 A A 1
13-4 24632 S, Moon Ave. 117/2023| 7:20 AM|] 282 A A 1
13 5 2500 PCH 117/2023| 7:50 AM 1.66 A A 2
i L Location: s LD s i S Zdhe
13 1 1912 W, 265th P, 1/24i2023| 7:15 AM 2.10 A A 2
13-2 26314 S. Monte Via, 1/24/2023| 7:30 AM 2,47 A A 3
13-3 1948 W, 252nd St. 112412023 7:45 AM 2.37 A A 1
13-4 24632 S. Moon Ave, 112412023 : A A 1
13-5 2500 PCH 112412023 A A 2
SO Zona
13-1 1912 W 2591h Pl. 113172023 | 7:30 AM 2,46 A A 2
13-2 26314 S. Monte Via. 1/31/2023 | 7:50 AM 2.56 A A 3
13-3 1948 W. 252nd St, 1/31/2023 | 8:10 AM 2.48 A A 1
13-4 24632 S. Moon Ave. 1/31/2023 | 6:30 AM 3.03 A A 1
13-5 2500 PCH 173172023 | 7:10 AM 1.98 A A 2
L Average j 2.27
DATE: 21812023




PUBLIC WORKS DEPARTMENT

CITY OF LOMITA

RAW WATER COLIFORM MONITORING
NAME OF WATER SYSTEM: LOMITA, CITY OF

FOR TOTAL COLIFORM POSITIVE RESULTS RECEIVED, INDICATE THE CONFIRMATION SAMPLES COLLECTED ON SUMMARY AND ATTACH THE LARB
RESULTS TO THIS PAGE.

COMMENTS:

SIGNATURE:

N

Mark Andersen, CRiefWater Operations Manager

Date;

SYSTEM NO: 1910073 MONTH: January YEAR: 2023

SOURCE NAME | JANUARY | FEBRUARY | MARCH | APRIL MAY JUNE JULY AUGUST [SEPTEMBER| OCTOBER | NOVEMBER | DECEMBER
WELL 13-5

TOTAL 0 0 0 0 0 0 0 0 0
EXAMPLES: FG 1 pog~Treq. OFELNE NOT ZAKEN STANDBY

2/9/2023




MONTHLY SUMMARY OF MONITORING
FOR SURFACE WATER TREATMENT REGULATIONS

‘System Name:  CITY OF LOMITA System No.: 1910073
Wholesaler ]

Name: WEST BASIN MUNICIPAL WATER DISTRICT

Month: January Year: 2023

DISINFECTION PROCESS DATA
Disinfectant residual type: Free chlorine (including well sources)
Free chlorine (no well sources)
Chloramines (including well sources)

Chloramines (no well sources) X
No. of distribution system residual samples collected: 25
No. of distribution system samples for HPC only: 0
Total No. residual and/or HPC samples collected: 25
No. of samples with no detectable residual and HPC is not measured: 0
No. of samples with no residual and HPC > 500 CFU/ml: 0
No. of samples for HPC only and HPC > 500 CFU/ml: 0
Total No. of samples with no residuat and/or HPC > 500 CFU/ml: 0
Compuie V = 1 - Total No. samples with no residual and/or HPC > 500 X 100= 100
Total No. residual and/or HPC samples collected
Meets Standard (1e. V > 95%) (Y/N)? Y

SUMMARY OF WATER QUALITY COMPLAINTS

General Complaints:

Type of Complaint Number |Corrective Actions Taken
Taste/Odor 0
Color 0
Turbidity 0
Suspended Solids 0
Other (Describe) 0

Reports of Gastrointestinal [lness {Attach additional sheets if necessary):

Persons
Reporting Date Corrective Actions Taken

Explain any failure of the standards and corrective action taken or planned (attach exira sheets if needed):

Note:
1. Referto 191073

of Lomita-TCR ReporiNor test results for total chlorine, free chloring, total coliform, E. Coli, HPC and Nitrate.

Signature: “ = Date: 20942023
Mark Andersen, Ciiel Water Operations Manager




MONTHLY GENERAL PHYSICAL SUMMARY

CITY OF LOMITA

Dec-22 Jan-23
Girkocation s L Date LA Timet | Galer | Oder L Turbidity ] pH ) <Zone: T esden L ey Date " [T Time - o Golar - | Odors [ Turbidity | - pH- ] o Zong
13-1 1912 W. 2581h PI. 2 13-1 1912 W. 258th PI. 1/3/2023 8:00 AM ND 1 ND 8.44 2
18-2 26314 S. Monte Vta. 121672022 | 8:44 AM ND 1 0.30 7.09 3 13-2 26314 S. Monte Via. 3
13-3 1048 W. 252nd St. 12/6/2022 | 9:17 AM ND 1 0.11 7.13 1 13-3 1048 W. 252nd St. 1
13-4 24632 S. Moon Ave, 1 13-4 24632 S. Moon Ave. 1
13-5 2500 PCH 2 13-5 2500 PGH 11312023 7:30 AM ND 1 0.18 8.7 2
P we B i ks B s e Z one ' slocatior, - s A Ziinm e P T B e S O e
13-1 1912 W. 250t P, 1211372022 | 7:30 AM ND 0.20 7.83 2 13 1 1912 W. 259th PI. 1!1 012023 8:00 AM ND 1 ND 7.38 2
13-2 26314 S, Monte Via, 3 13-2 26314 S. Monte Via. 1/10/2023 7:45 AM ND 1 ND 7.41 3
13-3 1948 W. 252nd St. 1 13-3 1948 W, 252nd SL. 1
13-4 24632 5. Moon Ave. 12/13/2022 | 6:30 AM ND 1 ND 7.73 1 13-4 24632 5. Moon Ave, 1
2 13 5 2500 PCH 2
i ~-Zone. : - o T-Zone.-
13-1 1912 W. 258th PI. 2 13 i 1912 W, 256th Pl 2
13-2 26314 5. Monte Via. 3 13-2 26314 §. Monle Via. 3
13-3 1948 W. 252nd St. 12/20/2022 | 6:20 AM ND 1 0.35 7.33 1 13-3 1948 W. 2562nd St. 11712023 8:45 AM ND 1 0.25 8.22 1
13-4 24632 S. Moon Ave. 1 13-4 24632 S. Moon Ave. 111712023 7:20 AM ND 1 ND 7.69 1
13- 5 2600 PCH 12/20/2022 | 6:50 AM ND 1 017 2 13 5 2500 PCH 2
13-1 1912 W. 258th PI, 2 1311912 . 256ih Pl 2
13-2 26314 S. Monte Vita. | 12/27/2022 | 9:30 AM [ ND 1. 0.20 8.36 3 13-2 26314 S, Monle Via. 112412023 | 7:30 AM ND 1 0.39 8.37 3
13-3 1948 W. 252nd 5t. 1 123-3 1948 W. 252nd 5t. 1
13-4 24632 5. Moon Ave. 122712022 | 7:30 AM ND 1 ND 8.29 1 13-4 24632 S. Moon Ave. 1
2 13-5 2500 PCH 1/24/2022 7:00 AM ND 1 0.14 8.67 2
[ - Zone, “Iocation”: TR & B Bl Rl el e R
13-1 1912 W. 259th Pl. 2 13-1 1912 W. 250th F'I 1/31/2023 7:30 AM ND 1 0.12 8.20 2
13-2 26314 S. Monte Via. 3 13-2 26314 8. Monte Vita. 3
13-3 1948 W, 252nd 5t, 1 13-3 1948 W. 252nd St 173112023 8:10 AM ND 1 ND §.09 1
13-4 24632 3. Moon Ave, 1 13-4 24632 . Moon Ave. 1
13-5 2500 PCH 2 135 2500 PCH 2
Note:
Cross-reference the TCR Report for test results for the GP Repo
SIGNATURE: M e~ DATE: 2/9/2023

Mark Andersen, Chief Water Operations Manager




MONTHLY'NITRIFICATION FIELD TEST LOG
CITY OF LOMITA, System No. 1910073 --- Month: January, Year: 2023

Date

2/9/2023

Signature

#| Code Sample ID Location Sample Date Temp pH Total Ammoniz | Free Ammonia Nitrite Zone Comments
Units/Others —> MM/DD/YYYY °c mg/L mg/fL mg/L
1| D $13-003 1948 W 252nd St 1/3/2023 18.2 8.50 047 0.08 . 0.015 1 MWD Only
2l D $13-004 24632 S Moon Ave 1/3/2073 12.7 7.60 0.54 0.00 0.002 1 MWD Only
3] D 513-008 25417 Pennsylvania Ave 1/3/2023 17.7 8.17 0.52 0.00 0,020. 1  |MWD Only
4| D A 2052 Dawn 5t 1/3/2023 17.6 8.45 0.54 0.00 0.002 1 |MWD COnly
51 D WBS 1/3/2023 17.5 8.35 Q.54 0.04 0.003 1 [MWD Only
6| D 513-001 1912 W 259th P| 1/3/2023 17.8 8.44 0.51 : 0,06 _0.026 2 |MWD Only
7| D 513-002 26314 5 Monte Vista Ave 1/3/2023 17.7 8.43 0.46 . - 0.05 0.022 3 MWD Only
8l D 513-005 2500 PCH 1/3/2023 18.5 8.20 0.43 0.08 0.037 2 |MWD Only
1| D 513-003 1948 W 252nd St 1/10/2023 18.2 747 0.50 - 0.04 0.008 1 [MWD Only
2 D 513-004 24532 5 Moon Ave 1/10/2023 18.0 8,15 0,51 i 0.04 0.014 " - 1 MWD Only
3l D 513-008 25417 Pennsylvania Ave 1/10/2023 18,7 7.24 B.51 - 0.10 - 0,014 1 MWD Only
4 D A 2052 Dawn 5t 1/10/2023 18.3 7.59 . 4 0.56. . Lo L0.03 - .- 0,007 1 MWD Only
5] D WBa 1/10/2023 17.5 7.56 5.0 088 | L0020 s> 0005 1 MWD Only
gl D $13-001 1912 W 259th Pl 1/10/2023 18.4 7.38 - 0,500 .07 .. 0.011 S 2 MWD Only
71 D $13-002 26314 5 Monte Vista Ave 1/10/2023 18.0 741 = 051 . ) 0.08 - 0.014 - -- 3 MWD Only
& D $13-005 2500 PCH 1/10/2023 18.9 7.32 038 - . 00 2T 0,037 2 |MWD Only
1] D 513-003 1948 W 252nd St 1/17/2023 16.9 8.22 050 R C 045 0.015 1 MWD Only
2l D $13-004 24632 5 Moon Ave 1/17/2023 17.9 7.60 0,52« ° .00+ 0.007 1 MWD Only
3 D $13-008 25417 Pennsylvania Ave 1/17/2023 17.4 7.70 5 . 0.013 1  |MWD Only
4 D A 2052 Dawn St 1/17/2023 16.2 8.02 < 0,008 1  |MWD Only
5] D WB8 1/17/2023 16.4 7.86 0.02 - 1 |MwWD Only
Gl D $13-001 1912 W 259th Pl 171772023 16.5 7.92 R 2 MWD Only
7| D S$13-002 26314 § Monte Vista Ave 1/17/2023 16.8 8.11 - 0035 - 3 MWD Only
8l b 513-005 2500 PCH 1/17/2023 17.4 7.54 D073 2 MWD Cnly
il D 513-003 1948 W 252nd St 1/24/2023 15.1 8.65 C o057 b a5 R | TUpo1s . G 1 |Mwo Only
21 D 513-004 24632 5 Moon Ave 1/24/2023 15.3 235 ) e e D007 1 MWD Only
3 D $13-008 25417 Pennsylvania Ave 1/24/2023 15.1 8.65 L0013 ¢ 1 |MWD Crly
4 D A 2052 Dawn St 1/24/2023 16.9 8.39 0009 1 MWD Gnly
5 D WBS 1/24/2023 15.9 8.37 002 1 |MWD Only
5 D 513-001 1912 W 259th Pl 1/24/2023 15.5 8.28 = 0,044 2 MWD Only
7l D 513-002 26314 5 Maonte Vista Ave 172472023 15.7 837 0036 3 MWD Qnly
8 D §13-005 2500 PCH 1/24/2023 15.2 8.62 2 MWD Only
1 D 513-D03 1948 W 252nd St 1/31/2023 20.4 8.09 1 MWD Onfy
2l D $13-004 24632 § Mocn Ave 1/31/2023 16.4 7.87 1 MWD Only
3] D $13-008 25417 Pennsylvania Ave 1/31/2023 17.2 7.65 1 |MWD Only
4 D A 2052 Dawn St 1/31/2023 21.5 8.17 1 MWD Only
5| b WB8 1/31/2023 19.2 8.20 1 MWD Only
6 D 513-001 1812 W 259th Fi 1/31/2023 20.3 8.20 2 MWD Only
71 D 513-002 26314 S Monte Vista Ave 1/31/2023 20.3 8.25 3 |[MWD Only
8 D 513-005 2500 PCH 1/31/2023 129 8.05 ¥ ’:U..QB}; o 2 MWD Only
1. Netes: Report Due to DDW by the 10th of the following month. This Report can be used for the routine wezkly menitering {one Report per month) as well as for daily
monitoring when there fs actual and potential for nitrification (about four or five Reports per month, in this case),
2. Caliform results are part of weekly Bacti sampling results.

~ 3. The City is monitoring trends of Nitrite in Zone 1, 2, and 3in accordance with the Nitrification Menitoring Plan.
4. Refer to 191073-City of Lomita-TCR Report for test results for total chlorine, frae chiorine, total coliform, E. Coli, HPC and Nitrate,
5. Attahced; field test log for Total Ammonia, Free Ammonia, and Nitrite,
6. Hach Pocket Colorimeter and Hach DR890 analyzers.
7. Date of last Callbration: ___Auto Calibrated___
8, Date of reagent expiration: Totof Ammonia -Salicylete___ 7/27_, Cyanurate__ 4/25__, Niirite - Nitriver 3_ 2/26____, Free Ammonia - Monochlor F___ 10/23__, F.A. Chiarinating




1

CITY OF LOMITA, System No. 1910073 --- Month: January, Year: 2023

MONTHLY NITRIFICATION MONITORING SUMMARY REPORT

#| Code | Sample ID Location Sample Date Temp pH Total Free Chlorine Total . Free Nitrite Nitrate Coliform? HPC Zohe Comments
Chlorine Ammonia Ammonia

Units/Others —> MM/DD/YYYY ¢ mg/L mg/L mg/l. mg/L mg/L mg/L P/A CFU/mi

il D §13-003 |1948 W 252nd St 1/3/2023 18.2 8.50 2.14 0.03 0,47 0.08 0,015 .55 A ND 1 MWD Only
2 D 513-004 |24632 S Moon Ave 1/3/2023 17.7 7.60 3,54 0.02 0,54 0,00 0.002 ND A ND 1 MWD Only
3] D 513-008 |25417 Pennsyivania Ave 1/3/2023 17.7 8.17 249 0.04 0.52 0.00 .020 ND A ND 1 [MWD Only
4 D A 2052 Dawn 5t 1/3/2023 17.6 8.45 2.76 0.04 {).54. 0.00 0,003 ND A ND 1 |MWD Only
5| D WBE 1/3/2023 17.5 8.35 2.53 0.02 0.54 0.04 0.003 1 [MWD Only
g D 513-001 1912 W 259th Pl 1/3/2023 17.9 8.44 2,23 0.03 0.51 0.06 0.026 ND A ND 2 |MWD Only
7 D 513-002 |26314 5 Monte Vista Ave 1/3/2023 17.7 8.43 2.30 0.04 0.46 0,05 0.022 ND A ND 3 |MWD Only
gl D $13-005 2500 PCH 1/3/2023 i8.5 8,20 169 0.02 0.43 0.08 0.037 ND A ND 2 [MWD Only
1| D 513-003 1948 W 252nd St 1/10/2023 18.2 7.47 2.35 0,04 0.50 0.04 0.008 ND A ND 1 [MWD Cnly
2| D 513-004 |24632 5 Moon Ave 1/10/2023 18.0 8.15 2.38 0.02 0,51 0.04 0.014 ND A ND 1 [MWD Cnly
3] D 513-008 |25417 Pennsylvania Ave 1/10/2023 18.7 7.24 2,22 0.01 0,51 0,10 0.014 ND A ND 1 |[MWD Only
4] D A 2052 Dawn St 11072023 18.3 7.5% 2,45 0.00 0.56 0.03 0.007 ND A ND 1 {MWD Only
5| D WBE 1/10/26G23 17.5 7.56 2.62 0.00 0.55 0.02 0.0G5 1 [MWDOnly
6 D 513-001 1912 W 259th Pl 1/10/2023 18.4 7.38 2.20 0.05 0.50. 0.07 3,011 ND A ND 2 [MWD Only
71 D 513-002 |26314 5 Monte Vista Ave 1/10/2023 18.0 7.41 243 0.01 .51 0.08 0.014 ND A ND 3 MWD Only
g D 513-005 [2500 PCH 1/10/2023 18.9 7.32 1.56 0.01 (.38 0.02 0.037 ND A ND 2 |MWD Only
1] D 513-003 |1948 W 252nd 5t 1/17/2023 16.9 8.22 2.01 0.02 0.50 0.15° 0.020 0.78 A ND 1 [MWD Only
2| D 513-004 |24632 5 Moon Ave 1/17/2023 17.9 7.69 262 0.05 0.52 0.00 0.005 ND A ND 1 |MWD Only
3l b 513-008 |25417 Pennsylvania Ave 1/17/2023 17.4 7.70 2,30 0.03 0.52 0.00 0.014 ND A ND 1 |MWD Only
4] D A 2052 Dawn St 1/17/2023 16.2 8.02 2.69 0.02 0.54 0,00 - 0.006 ND A ND 1 MWD Only
5| D WBS 1/17/2023 16.4 7.86 2.56 0.03 0.55 0.07 0,009 1 (MWD Only
6l D 513-001 1912 W 259th PI 1/17/2023 16.5 7.99 2.36 0.03 0.55 - 0.0% 0.019 0.49 A ND 2 MWD Dnly
7l D 513-002 | 26314 5 Monte Vista Ave 1/17/2023 16.8 8.11 2.10 0.04 0.45 0,15 0.037 0.87 A ND 3 |MWD Only
8 D 513-005 | 2500 PCH 1/17/2023 17.4 7.94 1.66 0.04 0.39 0.10 0,077 0.92 A ND 2 |MWD Only
1 D §13-003 1948 W 252nd 5t 1/24/2023 15.1 8.65 2,37 0.02 0.57 0,15 -0.01% 0.43 A ND 1 [MWD Only
2| D 513-004 |24632 5 Moon Ave 1/24/2023 15.3 8.35 2.0 0.0 0.60° (02 0,007 ND A ND 1 |MWD Only
3| D 513-008 |25417 Pennsylvania Ave 1/24/2023 5.1 8.65 2.62 0.03 0,59 0.05 - -.0.013 ND A ND 1 [MWD Only
4 D A 2052 Dawn 5t 1/24/2023 16.9 8.39 2.55 0.02 0,60 0.00 - 0.009 ND A ND 1 |MWD Only
53] D WBS 1/24/2023 15.9 8,37 2.39 0.01 0,607 018" 0.020 1 . |MWD Cnly
6| D $13-001 1912 W 259th P) 1/24/2023 15.5 8.28 2.10 0.05 - 0,54 -014 C(044. 0.55 A ND 2 |MWE Cnly
7l D 513-002 |26314 5 Monte Vista Ave 1/24/2023 15.7 8.37 247 0.02 056 7 - 0,15 - 0.036 . 0.76 A ND 3 [MWD Cnly
8l D 513-005 |[2500 PCH 1/24/2023 15.2 8.67 167 0.06 046 - 019 0.073 0.70 A ND 2 (MWD Cnly
1| D 513-003 |1948 W 252n¢gl 5t 1/31/2023 20.4 8.09 2.48 0.02 0,59 + 0,20 0,015 ND A ND 1 |MWD Only
2] D 513-004 24632 5 Moon Ave 1/31/2023 16.4 7.87 3.03 0,02 0.02- 002 0,010 ND A ND 1 |MWD Only
3l D 513-008 |25417 Pennsylvania Ave 1/31/2023 17.2 7.65 2.80 0.00 (.08 - 008 0.013 - NE A ND 1 [MWD Cnly
4] D A 2052 Dawn St 1/31/2023 21.5 8.17 2.95 0.00 0,08 ~ 0,08 @.010- ND A 1 1 MWD Cnly
5| D WB8 1/31/2023 19,2 8.20 2.74 0.00 - 013 0,13 0.008 1 |MWD Cnly
6] D 513-001 1912 W 259th Pl 1/31/2023 20,3 8.20 246 0.03 057 016 0.020 ND A ND 2 |MWD Cnly
7| D 513-002 126314 5 Monte Vista Ave 1/31/2023 20,3 8.25 2.56 0.01 0.60 . -0.0% 0.014 ND A ND 3 |MWD Cnly
3 D 513-005 {2500 PCH 1/31/2023 19.9 8.05 1.98 0.00 0.48" 014 . 0.049 ND A ND 2 |MWD Cnly




APPENDIX A

LABORATORY RESULTS



- Clinical Laboratory of San Bernardino, Inc.

09 January 2023 Clinical Lab No.: 23A0076

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of January, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
01/03/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sg:::r:h/ﬁ,‘

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Project: Standard Analysis

Work Order:

23A0076

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of January, 2023 Received:  01/03/23 15:45

Lomita CA, 91717 Project Manager: Mark Andersen Reported: ~ 01/09/23
1912 W. 259th St. (S13-001 Zone: 2) 23A0076-01 (Water) Sample Date:  01/03/23 8:00  Sampler: J.W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

CI Res Free (Field) Field 0.03 N/A mg/L 01/03/23 01/03/23 2301036

Cl Res Total (Field) Field 2.23 N/A mg/L 01/03/23 01/03/23 2301036

pH (Fieid) Field 8.44 N/A  pH Units 01/03/23 01/03/23 2301036

Temperature (Field) Field 17.9 N/A °C 01/03/23 01/03/23 2301037
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 01/03/23 01/04/23 2301077

E. Coli SM 9223 A N/A PIA 01/03/23 01/04/23 2301077

Plate Count SM9215B ND 1 500 CFU/ml 01/03/23 01/05/23 2301126
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/03/23 01/04/23 2301103

Odor Threshold EPA 140.1-M 1 1 3 TON 01/03/23 01/04/23 2301103

T\u‘bidity EPA 180.1 ND 0.10 5 NTU 01/03/23 01/04/23 2301103
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/03/23 01/04/23 2301013
26314 Monte Vista (S13-002 Zone:3) 23A0076-02 (Water) Sample Date:  01/03/23 7:45  Sampler: I W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 01/03/23 01/03/23 2301036

Cl Res Total (Field) Field 2.3 N/A mg/L 01/03/23 01/03/23 2301036

pH (Ficld) Ficld 8.43 N/A pH Units 01/03/23 01/03/23 2301036

Temperaturc (Field) Field 17.7 N/A °C 01/03/23 01/03/23 2301037
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/03/23 01/04/23 2301077

E. Coli SM 9223 A N/A P/IA 01/03/23 01/04/23 2301077

Plate Count SM9215B ND 1 500 CFU/ml 01/03/23 01/05/23 2301126
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/03/23 01/04/23 2301013
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A0076
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of January, 2023 Rececived:  01/03/23 15:45
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/09/23
1948 W. 252nd St. (S13-003 Zone: 1) 23A0076-03 (Water) Sample Date:  01/03/23 8:15  Sampler: 1. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (F' ield) Field 0.03 N/A mg/L 01/03/23 01/03/23 2301036
Cl Res Total (Field) Field 2.14 N/A mg/L . 01/03/23 01/03/23 2301036
pH (Field) Field 85 NA  pH Units 01/03/23 01/03/23 2301036
Temperature (Field) Field 18.7 N/A °C 01/03/23 01/03/23 2301037
Microbiology Analyses
Total Coliform SM 9223 A N/A P/A 01/03/23 01/04/23 2301077
E. Coli SM 9223 A N/A P/A 01/03/23 01/04/23 2301077
Plate Count SM9215B ND 1 500 CFU/ml 01/03/23 01/05/23 2301126

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.55 0.40 10 mg/L 01/03/23 01/04/23 2301013
24632 S. Moon Ave. (S13-004 Zone:1) 23A0076-04 (Water) Sample Date:  01/03/23 7:00  Sampler: J.W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

CI Res Free (Field) Field 0.02 N/A mg/L 01/03/23 01/03/23 2301036
Cl Res Total (Field) Ficld 2.54 N/A mg/L 01/03/23 01/03/23 2301036
pH (Fieid) Field 7.6 N/A pH Units 01/03/23 01/03/23 2301036
Temperature (Field) Field 17.7 N/A °C 01/03/23 01/03/23 2301037

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/03/23 01/04/23 2301077
E. Coli SM 9223 A N/A P/A 01/03/23 01/04/23 2301077
Plate Count SM9215B ND 1 500 CFU/ml 01/03/23 01/05/23 2301126 HT-08

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/03/23 01/04/23 2301013
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A0076

24373 Walnut Avenue Sub Project: Wecekly Dist. Samples: 1st Week of January, 2023 Received: 01/03/23 15:45

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/09/23
2500 PCH (S-13-005 Zone:2) 23A0076-05 (Water) Sample Date:  01/03/23 7:30  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.02 N/IA mg/L 01/03/23 01/03/23 2301036

Cl Res Total (Field) Field 1.69 N/A mg/L 01/03/23 01/03/23 2301036

pH (Ficld) Field 8.2 N/A  pH Units 01/03/23 01/03/23 2301036

Temperature (Field) Field 18.5 N/A °C 01/03/23 01/03/23 2301037
Microbiology Analyses

Total Coliform SM 9223 A N/A P/IA 01/03/23 01/04/23 2301077

E. Coli SM 9223 A N/A P/A 01/03/23 01/04/23 2301077

Plate Count SM9215B ND 1 500 CFU/ml 01/03/23 01/05/23 2301126 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/03/23 01/04/23 2301103

Odor Threshold EPA 140.1-M 1 1 3 TON 01/03/23 01/04/23 2301103

Turbidity EPA 180.1 0.18 0.10 5 NTU 01/03/23 01/04/23 2301103
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/03/23 01/04/23 2301013
25417 Pennsylvania Ave (S13-008 Zone:1} 23A0076-06 (Water) Sample Date:  01/03/23 7:15 Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 01/03/23 01/03/23 2301036

CI Res Total (Field) Ficld 249 N/A myg/L 01/03/23 01/03/23 2301036

pH (Field) Field 817 N/A pH Units 01/03/23 01/03/23 2301036

Temperature (Field) Field 17.7 N/A oC 01/03/23 01/03/23 2301037
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/03/23 01/04/23 2301077

E. Coli SM 9223 A N/A P/A 01/03/23 01/04/23 2301077

Plate Count SM9215B ND 1 500 CFU/ml 01/03/23 01/05/23 2301126 HT-08
General Chemieal Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/03/23 01/04/23 2301013
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of [ Project: Standard Analysis Work Order: 23A0076

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of January, 2023 Received:  01/03/23 15:45

Lomita CA, 91717 Project Manager: Mark Andersen Reported: ~ 01/09/23
2052 Dawn St (A Zone:1) 23A0076-07 (Water) Sample Date:  01/03/23 8:30  Sampler: I W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.04 N/A mg/L 01/03/23 01/03/23 2301036

Cl Res Total (Field) Field 2.76 N/A mg/L 01/03/23 01/03/23 2301036

pH (Field) Field 8.45 N/A pH Units 01/03/23 01/03/23 2301036

Temperature (Field) Ficld 17.6 N/A oC 01/03/23 01/03/23 2301037
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/03/23 01/04/23 2301077

E. Coli SM 9223 A N/A P/A 01/03/23 01/04/23 2301077

Plate Count SM9215B ND 1 500 CFU/ml 01/03/23 01/05/23 2301126
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/03/23 01/04/23 2301013

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Chain of Custody
e / q.../é7

22300570

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue . = Comments;
Lomita, CA 91717 1910073 g Analyzers used:
N 1 ; - o 1. Free Chiorine - HACH, DRS90,
Phone # (310} 903-2243 'esrn:nmmn Labaratosy % o Calibration Date:  Auto Calibratis
Fax # {A] Chinical Laboratary g & DPD Reagent Exp.:
Project Standard Analysis RWQCB Compiiance s 3 |Z| 2. Total Chdorine - HACH, Pocket
, Weekly Distribution Samples: Ist week of Pl 13| |Colorimeter,
Sub Project January, 2023 ves Q1% || [Calibration date:_Auto Calibrating
Comments & & DPD Reagent exp. date:
1088 ; = 3. pH and Temperatore - HACH,
Sampled by S = HOQUtd
= oo
Date Time Sample Idenitification Matrix | Preserv | Type |Botte#] Tempc | g - Clﬁ:t:ne C;‘;:’;Le & Calibration Date:
1372023 | nyco 1912 W, 259¢h St. (S13-001 Zone: 2) DW | 1,7 § ID t 179108 01227 [x[x]x
Mo 1RFY4T] 26314 Monte Vista ( S13-002 Zone:3) Pw | 1,7 | 1D L7271 oew [ 930 & X
Ry 1948 W. 252ud St. (S13-003 Zone: 1) pw | 1,7 [ 1B 3 3’,1 Yo o 1274 Ix| (x
R 2Y: 24632 S. Moon Ave, ($13-004 Zone: 1) pW | 0,7 | 1D | 4 |,77 1248|2021 05% [x] Ix
"o Py ilrl 2500 PCH (5-13-005 Zone: 2) pw | 1,7 10 5 178 | £zl 0] / &7 |x] x]x
" eS| 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 | ID 6 {/7-71&. 710, o 2. 49 |x X
Mo ad30 2052 Dawn St (A Zone: 1) DW | 1,7 | 1D T 12089 oo 12 7c |x] [x
Preservatives: (1) Na,S,0 2) HCI (D HNO3  (4) NFH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist,
(5) H2804 (6] NaZ503 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
Relinquisped By (Signj Print Name / Conpary Da.te'/ Time ' Vs Received By (sign}
A, - John Williams / City of Lomita 1/3/2023 /2S5 Denny Chaparrol CLSB
¥ £ ! J?& Al
Denny Chaporro  / CLSB 1/3/2023 L
e LAY 77 XKD,
Samples received: MQM ice (muact ( ) Custedy sea]ls Temp_ ¢ { ?« {_()F (M q/
Shipped Via ] I l [|FedX [x|CLSB [ \UPS | |Client [ |Other Page 1_of I




Clinical Laboratory of San Bernardino, Inc.

20 January 2023 Clinical Lab No.: 23A0895

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of January, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
01/10/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within {compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed. ‘

|
i
Thank you for choosing Clinical Léboratow of San Bernardino for your analytical needs.

|
Sincerely, ‘
Jeanette Hernandez

Project Manager

Post Office Box 329 San Bei'nm‘dino,iCA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A0895

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of January, 2023  Received:  01/10/23 17:00

Lomita CA, 91717 Project Manager: Mark Andersen Reporied:  01/20/23
1912 W. 259¢h St. (S13-001 Zone: 2) 23A0895-01 (Water) Sample Date:  01/10/23 8:00 Sampler: JIW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualificr
Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 01/10/23 01/10/23 2302086

CI Res Total (I ield) Field 2.2 N/A mg/L 01/10/23 01/10/23 2302086

pH (Field) Field 738 N/A pH Units 01/10/23 01/10/23 2302086

Temperature (Field) Ficld 18.4 N/A oC 01/10/23 01/10/23 2302086
Microbiology Analyses

Total Coliform SM 9223 N/A P/IA 01/10/23 01/11/23 2302171

E. Coli SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

Plate Count SM9215B ND 1 500 CFU/ml 01/10/23 01/12/23 2302216 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/10/23 01/10/23 2302173

Odor Threshold EPA 140.1-M 1 1 3 TON 01/10/23 01/10/23 2302173

Turbidity EPA 180.1 ND 0.10 5 NTU 01/10/23 01/10/23 2302173
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 01/11/23 01/11/23 2302083
Trihalomethanes Analyses

Bromodichloromethane EPA 5242 9.3 1.0 N/A ug/L 01/16/23 01/16/23 2303035

Bromoform EPA 524.2 4.4 1.0 N/A ug/L 01/16/23 01/16/23 2303035

Chloroeform (Trichloromethane) EPA 524.2 7.2 1.0 N/A ug/L 01/16/23 01/16/23 2303035

Dibremochloromethane EPA 524.2 12.4 1.0 N/A ug/L 01/16/23 01/16/23 2303035

Total Trihalomethanes (TTHM) EPA 524.2 333 1.0 80 ug/L 01/16/23 01/16/23 2303035

Surrogate: Bromofluorobenzene EPA 524.2 99 % 01/16/23 01/16/23 2303035

Swrrogate: 1,2-Dichlorobenzene-d4 EPA 524.2 87 % 01/16/23 01/16/23 2303035
Haloacetic Acids Analyses

Dibromoacetic Acid EPA 552.2 1.2 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Dichloroacetic Acid EPA 552.2 3.0 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 01/13/23 01/13/23 2302189

Trichloroacetic Acid EPA 552.2 1.6 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Total Haloacetic Acids (HAAS5) EPA 552.2 58 1.0 60 ug/L 01/13/23 01/13/23 2302189

Swrrogate: 2,3-Dibromopropionic Acid EP4 552.2 85 % 01/13/23 01/13/23 2302189
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 2nd Week of January, 2023

Project Manager: Mark Andersen

Work Order: 23A0895
Received:  01/10/23 17:00
Reported:  01/20/23

26314 Monte Vista (S13-002 Zone:3) 23A0895-02 (Water) Sample Date:  01/10/23 7:45  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.01 N/A mg/L 01/10/23 01/10/23 2302086

Cl Res Total (Field) Field 2.43 N/A mg/L 01/10/23 01/10/23 2302086

pH (Field) Field 741 N/A pH Units 01/10/23 01/10/23 2302086

Temperature (Field) Ficld 18 N/A o 01/10/23 01/10/23 2302086
Microbiclogy Analyses

Total Coliform SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

E. Coli SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

Plate Count SM9215B ND 1 500 CFU/ml 01/10/23 01/12/23 2302216 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/10/23 01/10/23 2302173

Odor Threshold EPA 140.1-M 1 1 3 TON 01/10/23 01/10/23 2302173

Turbidity EPA 180.1 ND 0.10 5 NTU 01/10/23 01/10/23 2302173
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 01/11/23 01/11/23 2302083
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 2nd Week of January, 2023

Project Manager: Mark Andersen

Work Order:

23A0895
Received:  01/10/23 17:00

Reported:  01/20/23

1948 W. 252nd St. (S13-003 Zone: 1) 23A0895-03 (Water) Sample Date:  01/10/23 8:15  Sampler: 1. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 01/10/23 01/10/23 2302086

Cl Res Total (Field) Field 235 N/A mg/L 01/10/23 01/10/23 2302086

pH (Field) Field 7.47 N/A pH Units 01/10/23 01/10/23 2302086

Temperature (Field) Field 18.2 N/A °C 01/10/23 01/10/23 2302086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

E. Coli SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

Plate Count SM9215B ND i 500 CFU/ml 01/10/23 01/12/23 2302216 HT-08
General Chemical Analvses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 01/11/23 01/11/23 2302083
Trihalomethanes Analyses

Bromodichloremethane EPA 524.2 10.1 1.0 N/A ug/L 01/16/23 01/16/23 2303035

Bromoform EPA 524.2 4.5 1.0 N/A ug/L 01/16/23 01/16/23 2303035

Chloroform (Trichloromethane) EPA 524.2 8.4 1.0 N/A ug/L 01/16/23 01/16/23 2303035

Dibromochloromethane EPA 524.2 135 1.0 N/A ug/L 01/16/23 01/16/23 2303035

Total Trihalomethanes (TTHM) EPA 524.2 36.5 1.0 80 ug/L 01/16/23 01/16/23 2303035

Surrogate: 1,2-Dichlorobenzenc-d4 EPA524.2 89 % 01/16/23 01/16/23 2303035

Surrogate: Bromofluorobenzene EPA 524.2 99 % 01/16/23 01/16/23 2303035
Haloacetic Acids Analyses ] '

Dibromoacetic Acid EPA 552.2 1.1 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Dichloroacetic Acid EPA 552.2 3.1 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 01/13/23 01/13/23 2302189

Trichloroacetic Acid EPA 552.2 1.6 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Total Haloacetic Acids (HAAS) EPA 552.2 58 1.0 60 ug/L 01/13/23 01/13/23 2302189

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 78 % 01/13/23 01713723 2302189
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: ~ 23A0895

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of January, 2023 Received:  01/10/23 17:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/20/23
24632 S. Moon Ave. (S13-004 Zone:1) 23A0895-04 (Water) Sample Date:  01/10/23 6:30  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Preparcd Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.02 N/A mg/L 01/10/23 01/10/23 2302086

C1 Res Total (Field) Field 2.38 N/A mg/L 01/10/23 01/10/23 2302086

pH (Field) Field 8.15 N/A pH Units 01/10/23 01/10/23 2302086

Temperature (Field) Ficld 18 N/A °C 01/10/23 01/10/23 2302086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

E. Coli SM 9223 A N/A P/IA 01/10/23 01/11/23 2302171

Plate Count SM9215B ND 1 500 CFU/ml 01/10/23 01/12/23 2302216 HT-08
General Chemieal Analvses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 01/11/23 01/11/23 2302083
2500 PCH (S-13-005 Zone:2) 23A0895-05 (Water) Sample Date:  01/10/23 7:15  Sampler: JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.01 N/A mg/L 01/10/23 01/10/23 2302086

Cl Res Total (Field) Field 1.66 N/A mg/L 01/10/23 01/10/23 2302086

pH (Field) Ficld 7.32 N/A  pH Units 01/10/23 01/10/23 2302086

Temperature (Field) Field 18.9 N/A oQ 01/10/23 01/10/23 2302086
Microbiology Analvses

Total Coliform SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

E. Coli SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

Plate Count SM9215B ND 1 500 CFU/ml 01/10/23 01/12/23 2302216 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 01/11/23 01/11/23 2302083

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A0895

24373 Walnut Avenue Sub Project: Wecldy Dist. Samples: 2nd Week of January, 2023 Received:  01/10/23 17:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/20/23
25417 Pennsylvania Ave (S13-008 Zone:1) 23A0895-06 (Water) Sample Date:  01/10/23 7:00  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Ficld) Field 0.01 N/A mg/L 01/10/23 01/10/23 2302086

Cl Res Total (Field) Field 2.22 N/A mg/L 01/10/23 01/10/23 2302086

pH (Field) Field 7.24 N/A pH Units 01/10/23 01/10/23 2302086

Temperature (Field) Field 18.7 N/A ¢ 01/10/23 01/10/23 2302086
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

E. Coli SM 9223 A N/A P/A 01/10/23 01/11/23 2302171

Plate Count SM9215B ND 1 500 CFU/ml 01/10/23 01/12/23 2302216 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 g/l 01/11/23 01/11/23 2302083
2052 Dawn St (A Zone:1) 23A0895-07 (Water) Sample Date:  01/10/23 8:30  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0 N/A mg/L 01/10/23 01/10/23 2302086

Cl Res Total (Field) Field 2.45 N/A mg/L 01/10/23 01/10/23 2302086

pH (Field) Field 7.59 N/A pH Units 01/10/23 01/10/23 2302086

Temperature (Field) Ficld 18.3 N/A oC 01/10/23 01/10/23 2302086
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 01/10/23 01/11/23 2302171

E. Coli SM 9223 A N/A PIA 01/10/23 01/11/23 2302171

Plate Count SM9215B ND 1 500 CFU/ml 01/10/23 01/12/23 2302216 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 01/11/23 01/11/23 2302083
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: ~ 23A0895

24373 Walnut Avenue Sub Project: Weckly Dist. Samples: 2nd Week of January, 2023 Received:  01/10/23 17:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/20/23
26255 Appian Way 23A0895-08 (Water) Sample Date:  01/10/23 7:30  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Ficld Q N/A mg/L 01/10/23 01/10/23 2302086

CI Res Total (Field) Field 2.62 N/A mg/L 01/10/23 01/10/23 2302086

pH (Field) Field 7.56 N/A pH Units 01/10/23 01/10/23 2302086

Temperature (Field) Field 17.5 N/A °C 01/10/23 01/10/23 2302086
Irihalomethanes Analyses

Bromodichloromethane EPA 524.2 9.2 1.0 N/A ug/L 01/16/23 01/17/23 2303035

Bromoform EPA 524.2 4.2 1.0 N/A ug/L 01/16/23 01/17/23 2303035

Chloroform (Trichloromethane) EPA 524.2 70 1.0 N/A ug/L 01/16/23 01/17/23 2303035

Dibromochloromethane EPA 524.2 12.5 1.0 N/A ug/L 01/16/23 01/17/23 2303035

Total Trihalomethanes (TTHM) EPA 524.2 32.9 1.0 80 ug/L 01/16/23 01/17/23 2303035

Surrogate: 1,2-Dichlorobenzene-d4 EPA 524.2 87 % 01/16/23 01/1723 2303035

Surrogate: Bromofiuorobenzene EPA 524.2 94 % 01/16/23 01/17/23 2303035
Haloacetic Acids Analyses

Dibromoacetic Acid EPA 552.2 1.0 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Dichloroacetic Acid EPA 552.2 2.7 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 01/13/23 01/13/23 2302189

Trichloroacetic Acid EPA 5522 14 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Total Haloacetic Acids (HAAS) EPA 552.2 5.1 1.0 60 ug/L 01/13/23 01/13/23 2302189

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 74 % 01/13/23 01/13/23 2302189
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A0895

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of January, 2023 Received:  01/10/23 17:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/20/23
2450 W. 247th St. 23A0895-09 (Water) Sample Date:  01/10/23 6:45  Sampler: W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 01/10/23 01/10/23 2302086

CI Res Total (Field) Field 1.68 N/A mg/L 01/10/23 01/10/23 2302086

pH (Field) Field 7 N/A pH Units 01/10/23 01/10/23 2302086

Temperature (Field) Ficld 19.1 N/A °oC 01/10/23 01/10/23 2302086
Trihalomethanes Analyses

Bromodichloremethane EPA 524.2 9.6 1.0 N/A ug/L 01/16/23 01/17/23 2303035

Bromoform EPA 524.2 4.3 1.0 N/A ug/L 01/16/23 01/17/23 2303035

Chloroferm (Trichloromethane) EPA 5242 8.1 1.0 N/A ug/L 01/16/23 01/17/23 2303035

Dibromochloromethane EPA 524.2 13.1 1.0 N/A ug/L 01/16/23 01/17/23 2303035

Total Trihalomethanes (TTHM) EPA 524.2 35.1 1.0 80 ug/L 01/16/23 01/17/23 2303035

Surrogate: 1,2-Dichlorobenzene-d4 EPA 524.2 88 % 01/16/23 01/17/23 2303035

Surrogate: Bromofluorobenzene EPA 524.2 98 % 01/16/23 01/17/23 2303035
Haloacetic Acids Analvses

Dibromoacetic Acid EPA 552.2 1.1 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Dichloroacetic Acid EPA 552.2 32 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Monobromoacetic Acid EPA 5522 ND 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 01/13/23 01/13/23 2302189

Trichleroacetic Acid EPA 552.2 1.2 1.0 N/A ug/L 01/13/23 01/13/23 2302189

Total Haloacetic Acids (HAAS) EPA 5522 5.5 1.0 60 ug/L 01/13/23 01/13/23 2302189

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 79 % 01/13/23 01/13/23 2302189

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

Chain of ;‘/ustody
Client City of L.omita System Number Analysis Requested
Address 24373 Walnut Avenue o Comments:
. Lomita, CA 91717 19 10073 g Analyzers ;mi(!: -
G0 905726 2 ||l ot wace oo,
£ :
o IN{ Clinieal Laboratory g 21 |& IoPp Reagent Exp ..
Project Standard Analysis RWGCB Compliunce M ERE § 2, Total Chlorine - HACH, Pocket
Weekly Distribution Samples: 2nd week of ¥ 5 13 | g {Colorimeter.
Sub Profect January, 2023 YES E15 ¥ | |Catibration date:_Aute Caliprating
Comments «:‘; g e DPP Reagent exp, date:
1088 wl “ 3. pH and Temperature - HACH,

Sampled by LW = HQId

Date Time Sample Idenitification Mateis | Presery | Type | Bottfe #] Temp € pi Cl::;::n . C]n?:::le ;?] Calibration Date:

1/16/2023 | .00 1912 W, 259th St. (S13-001 Zone: 2) DW | 7 ) ey 119 | o adlZ. 3% x =i x

WA T 26314 Monte Vista ( $13-002 Zone:3) DW | 7 1)) : 180 13 \lz ol 293k % x

R 1948 W, 252nd St. (S13-603 Zoue: 1) DWi{ 7 D 3 X2 )19 ooyl 3y [x] x| x

"t g3 C] 24632 S. Moom Ave. ( S13-004 Zoue: 1) W | 7 1 4 8.0 1848 ol 2. 37 x x

N Y5y 2500 PCH (S-13-005 Zone: 2) oW | 7 iy 5 1WA w2 lperly L4 |x X

" U _1O7p0 | 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 7 ) 6 183 4.1 w0/ oA 1x X

amren 2052 Dawn St (A Zone: 1) Dw | 7 D T R AIF ST O.00| 24 Ix X

A P ) 2 % 26255 Appian Way ow | 7 1D 8 |\ks [l (g ool.7eZ

RIR Y 2450 W. 247th Street pwl 7 D Y A LT0 108168

Pretervativos: (1) Nag8,05 (2) HCI (3) HNO3  (4) NHAC)

(5) HISQ4 (6) Na28O3 (7) Cold (8) Olher

Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
Type- 1-Routine, 2-Repeat, 3-Replagement, 4~Speclal

Reﬁgg’niskgﬂ By jSign) doe o Print Naie / Company : " Date / Time /' /7 Received By (sign)
wi [ngﬂw‘ John Williams / City of Lomita 1/10/2023 20777 P Denny Chaparro / CLSB
4 Denny Chaparro / CLSB 1/10/2023 < OD e o U~ 4 27 P
A il S A 7ARY 4
e . . LT ofc
Samples recewed.(}dgn iee (\ﬂptact ( ) Custody seals Temp {) % L
Shipped Via | | [ 1 FedX [X]Lab { |UPS | | Cliemt | |Other Page_i_of I ’




Clinical Laboratory of San Bernardino, Inc.

27 January 2023 Clinical Lab No.: 23A1696

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of January, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
01/17/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A1696

24373 Walnut Avenue Sub Project: Weckly Dist. Samples: 3rd Week of January, 2023 Received:  01/17/23 17:04

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/27/23
1912 W. 259th St. (513-001 Zone: 2) 23A1696-01 (Water) Sample Date:  01/17/23 830  Sampler: JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0.03 N/A mg/L 01/17/23 01/17/23 2303078

Cl Res Total (Field) Field 2.36 N/A mg/L 01/17/23 01/17/123 2303078

pH (Field) Field 7.99 N/A pH Units 01/17/23 01/17/23 2303078

Temperature (Field) Ficld 16.5 N/A °C 01/17/23 01/17/23 2303078
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/17/23 01/18/23 2303132

E. Coli SM 9223 A N/A P/A 01/17/23 01/18/23 2303132

Plate Count SM9215B ND 1 500 CFUMml 01/17/23 01/19/23 2303174 HT-08
General Chemical Analvses

Nitrate as N (NO3-N) EPA 353.2 049 0.40 10 mg/L 01/18/23 01/18/23 2303124
26314 Monte Vista (813-002 Zone:3) 23A1696-02 (Water) Sample Date:  01/17/23 8:15  Sampler: I W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 01/17/23 01/17/23 2303078

Cl Res Total (Field) Ficld 2.1 N/A mg/L 01/17/23 01/17/23 2303078

pH (Field) Field 8.11 N/A pH Units 01/17/23 01/17/23 2303078

Temperature (Field) Field 16.8 N/A oC 01/17/23 01/17/23 2303078
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 01/17/23 01/18/23 2303132

E. Coli SM 9223 A N/A P/IA 01/17/23 01/18/23 2303132

Plate Count SM9215B ND I 500 CFU/ml 01/17/23 01/19/23 2303174 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA353.2 0.87 0.40 10 mg/L 01/18/23 01/18/23 2303124
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A1696

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of January, 2023 Received:  01/17/23 17:04

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/27/23
1948 W. 252nd St. (S13-003 Zone: 1) 23A1696-03 (Water) Sample Date:  01/17/23 8:45  Sampler: 1. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 01/17/23 01/17/23 2303078

Cl Res Total (Field) Field 2,01 N/A mg/L 01/17/23 01/17/23 2303078

pH (Field) Field 822 N/A pH Units 01/17/23 01/17/23 2303078

Temperature (Field) Field 16.9 N/A oC 01/17/23 01/17/23 2303078
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/17/23 01/18/23 2303132

E. Coli SM 9223 A N/A P/A 01/17/23 01/18/23 2303132

Plate Count SM9215B ND 1 500 CFU/ml 01/17/23 bl/19/23 2303174 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/17/23 01/17/23 2303203

Odor Threshold EPA 140.1-M 1 1 3 TON 01/17/23 01/17/23 2303203

Thrbidity EPA 180.1 0.25 0.10 5 NTU 01/17/23 01/17/23 2303203
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.78 0.40 10 mg/L 01/18/23 01/18/23 2303124
24632 8. Moon Ave. (813-004 Zone:1) 23A1696-04 (Water) Sample Date:  01/17/23 7:20  Sampler: I W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0,05 N/A mg/L 01/17/23 01/17/23 2303078

Cl Res Total (Field) Field 2.62 N/A mg/L 01/17/23 01/17/23 2303078

pH (Field) Field 7.69 NA  pH Units 01/17/23 01/17/23 2303078

Temperature (Field) Field 17.9 N/A °C 01/17/23 01/17/23 2303078
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/17/23 01/18/23 2303132

E. Coli SM 9223 A N/A PIA 01/17/23 01/18/23 2303132

Plate Count SM9215B ND 1 500 CFU/ml 01/17/23 01/19/23 2303174 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 10 15 Color Units 01/17/23 01/17/23 2303203

Odor Threshold EPA 140.1-M 1 1 3 TON 01/17/23 01/17/23 2303203

Turbidity EPA 180.1 ND 0.10 5 NTU 01/17/123 01/17/23 2303203
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 01/18/23 01/18/23 2303124
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A1696

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of January, 2023 Received:  01/17/23 17:04

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/27/23
2500 PCH (S-13-005 Zone:2) 23A1696-05 (Water) Sample Date:  01/17/23 7:50  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 01/17/23 01/17/23 2303078

Cl Res Total (Field) Field 1.66 N/A mg/L 01/17/23 01/17/23 2303078

pH (Field) Field 794 N/A pH Units 01/17/23 01/17/23 2303078

Temperature (Ficld) Field 17.4 N/A °C 01/17/23 01/17/23 2303078
Microbiology Analvses

Total Coliform SM 9223 A N/A P/A 01/17/23 01/18/23 2303132

E. Coli SM 9223 A N/A P/IA 01/17/23 01/18/23 2303132

Plate Count SM9215B ND 1 500 CFU/ml 01/17/23 01/19/23 2303174 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.92 0.40 10 mg/L 01/18/23 01/18/23 2303124
25417 Pennsylvania Ave (S13-008 Zone:1) 23A1696-06 (Water) Sample Date:  01/17/23 7:35  Sampler: I W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.03 N/A mg/L 01/17/23 01/17/23 2303078

CI Res Total (Field) Field 2.3 N/A mg/L 01/17/23 01717123 2303078

pH (Field) Field 7.7 N/A pH Units 01/17/23 01/17/23 2303078

Temperature (Field) Field 174 N/A oC 01/17/23 Q1717123 2303078
Microbiclogy Analvses

Total Coliform SM 9223 A N/A P/A 01/17/23 01/18/23 2303132

E. Coli SM 9223 A N/A P/A 01/17/23 01/18/23 2303132

Plate Count SM9215B ND 1 500 CFU/ml 01/17/23 01/19/23 2303174 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 01/18/23 01/18/23 2303124
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A1696

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of January, 2023 Received:  01/17/23 17:04

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  01/27/23
2052 Dawn St (A Zone:1) 23A1696-07 (Water) Sample Date:  01/17/23 9:00  Sampler: I W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

CI Res Free (Field) Field 0.02 N/A mg/L 01/17/23 01/17/23 2303078

CI Res Total (Field) Field 2.69 N/A mg/L 01/17/23 01/17/23 2303078

pH (Field) Field 8.02 NA  pH Units 01/17/23 01/17/23 2303078

Temperature (Field) Ficld 16.2 N/A o 01/17/23 01/17/23 2303078
Micrebiology Analyses

Total Coliform SM 9223 A N/A P/A 01/17/23 01/18/23 2303132

E. Coli SM 9223 A N/A P/IA 01/17/23 01/18/23 2303132

Plate Count SM9215B ND 1 500 CFU/ml 01/17/23 01/19/23 2303174 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 01/18/23 01/18/23 2303124

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, inc.

Chain of Custody
7/2/7
22M Ak

Client City of Lomita System Number Analysis Requested
" 1Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1210073 ::: Analyzers used:
; o 1. Free Chlorine - HACH, DR8S0,
- St ’
Phone # (310) 903-2243 D_"‘"‘"_'”. on Laboratory 2] . Calibration Date:__Auto Calibratin
Fax b X[ Clinicat Laboratory E 8 DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance 218 |z .12- Total Chilorine ~ HACH, Pocket
. Weekly Distribution Samples: 3rd week of i 13 Colorimeter,
Sub Project January, 2023 YES 212 [F] [Catibeation date:_Auto Calibeating
& & BPD Reagent exp. dates
Comments 1088 = 3. pH and Temperature - HACH,
Sampled by L. z HQI1d
Y = T .
Date Time Sample kdenitification Matrix | Preserv | Type  |Bottle ] Tempc pH cnﬂ.':?ne C:I:::m & Calibration Pate:
1/17/2023 | o4 30 1912 W, 259th St. (S13-001 Zone: 2) DW 1 1,7 | 1D 1 Ve 81779 1003 1,736 |x X
R ZL 26314 Monte Vista ( 513-002 Zone:3) PW I 1,7 | 1D 2 by ey 1o ovlo 0 lx X
"o s pyd 1948 W. 252nd St. (813-003 Zone: 1) oDw | 1,7 1D 3 Vg iy 2lile o J ot ix %
" G20 246328, Moon Ave. ($13-004 Zone: 1) DW 1 1,7 | 1D 4 1751709 0 05 1.7 &2 x| x|
DD 2500 PCH (S-13-005 Zone: 2) oWl 1,7 | 1D 5 107 417 T¢10. 041/ ot |x X
" U 1 ]ACL 25417 Pennsylvania Ave (S13-008 Zone: H | BW | 1,7 1D 6 i 7w -1 nlo 03 250 x X
"N o Gnp 2052 Dawn St (A Zone: 1) pwl 1,7 | 1» T 2|8 oo 1776 0% X
Preservatives: {1) Nu,S;0; (2) HCL () HNO3  (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Starm Water, GW- Ground Water, W-Well D~ Dist.
(5) H2804 (6) NaZSO3 (7) Cold (8) Orhrer: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Speciat
qur }ﬂmﬂ By (Sign) Print Name / Company Date / Tinie Received By (sign)
John Williams / City of Lomita 1/17/2023 ) [t7 T )/ £ O Ao Denuy Chaparrol CLSB
Denny Chaparrol /CLSB 1/17/2023 t;au ,&/ / /&MZ{ 1/ //,zx*‘@
Samples received: ( )Q()n ice { Mntact () Custody seals Temp é 5[2 ( JF (%C
Shipped Via_| I | [1FedX [xICLSB | [UPS [ ]Cient | ]Other Page I of I_




Clinical Laboratory of San Bernardino, Inc.

03 February 2023 Clinical Lab No.: 23A2347

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 4th\Week of January, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
01/24/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

Jeanette Hernandez

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A2347

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4thWeek of January, 2023 Received:  01/24/23 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  02/03/23
1912 W. 259th St. (S13-001 Zone: 2) 23A2347-01 (Water) Sample Date: - 01/24/23 7:15  Sampler: 1. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 01/24/23 01/24/23 2304057

Cl Res Total (Field) Field 2.1 N/A mg/L 01/24/23 01/24/23 2304057

pH (Field) Field 8.28 N/A pH Units 01/24/23 01/24/23 2304057

Temperature (Field) Field 15.5 N/A o 01/24/23 01/24/23 2304057
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 01/24/23 01/25/23 2304106

E. Coli SM 9223 N/A P/A 01/24/23 01/25/23 2304106

Plate Count SM9215B ND | 500 CFU/ml 01/24/23 01/26/23 2304139 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.55 0.40 10 mg/L 01/25/23 01/25/23 2304071
26314 Monte Vista (S13-002 Zone:3) 23A2347-02 (Water) Sample Date:  01/24/23 7:30  Sampler: . W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.02 N/A mg/L 01/24/23 01/24/23 2304057

CI Res Total (Field) Field 2.47 N/A my/L 01/24/23 01/24/23 2304057

pl] (Ficl(l) Field 8.37 N/A pH Units 01/24/23 01/24/23 2304057

Temperature (Field) Field 15.7 N/A o 01/24/23 01/24/23 2304057
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 01/24/23 01/25/23 2304106

L. Coli SM 9223 A N/A PIA 01/24/23 01/25/23 2304106

Plate Count SM92158 ND | 500 CFU/mI 01/24/23 01/26/23 2304139 HT-08
General Physical Analyses

Apparent Color SM 2120B8M ND 3.0 15 Color Units 01/24/23 01/24/23 2304145

Odor Threshold EPA 140.1-M 1 1 3 TON 01/24/23 01/24/23 2304145

Turbidity EPA 180.1 0.39 0.10 35 NTU 01/24/23 01/24/23 2304145
General Chemical Analyses

Nitrate as N (N()3-N) EPA 300.0 0.76 0.40 10 mg/L 01/25/23 01/25/23 2304071
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23A2347

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4thWeek of January, 2023 Received:  01/24/23 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  02/03/23
1948 W. 252nd St. (S13-003 Zone: 1) 23A2347-03 (Water) Sample Date:  01/24/23 7:45 Sampler:  J. W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 01/24/23 01/24/23 2304057

Cl Res Total (Field) Field 2.37 N/A mg/L 01/24/23 01/24/23 2304057

pH (Field) Field 8.65 N/A pH Units 01/24/23 01/24/23 2304057

Temperature (Ficld) Field 15.1 N/A 20 01/24/23 01/24/23 2304057
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/24/23 01/25/23 2304106

E. Coli SM 9223 A N/A PIA 01/24/23 01/25/23 2304106

Plate Count SM9215B ND I 500 CFU/ml 01/24/23 01/26/23 2304139 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.43 0.40 10 mg/L 01/25/23 01/25/23 2304071
24632 S. Moon Ave. (§13-004 Zone:1) 23A2347-04 (Water) Sample Date:  01/24/23 6:30 Sampler: 1. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0 N/A mg/L 01/24/23 01/24/23 2304057

CI Res Total (Field) Field 2.9 N/A mg/L 01/24/23 01/24/23 2304057

pll (Fii:l[[) Field 8.35 N/A pH Units 01/24/23 01/24/23 2304057

Temperature (Field) Field 15.3 N/A °C 01/24/23 01/24/23 2304057
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/24/23 01/25/23 2304106

E. Coli SM 9223 A N/A P/A 01/24/23 01/25/23 2304106

Plate Count SM9215B ND 1 500 CFU/ml 01/24/23 01/26/23 2304139 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/25/23 01725123 2304071
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Wainut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 4thWeek of January, 2023

Project Manager: Mark Andersen

Work Order:

Received:  01/24/23 16:30
Reported:  02/03/23

23A2347

2500 PCH (S-13-005 Zone:2) 23A2347-05 (Water) Sample Date:  01/24/23 7:00  Sampler: . W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.06 N/A my/L 01/24/23 01/24/23 2304057

ClI Res Total (Field) Field 1.67 N/A mg/L 01/24/23 01/24/23 2304057

pll (Field) Field 8.67 N/A pH Units 01/24/23 01/24/23 2304057

Temperature (Field) Field 15.2 N/A °C 01/24/23 01/24/23 2304057
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/24/23 01/25/23 2304106

. Coli SM 9223 A N/A PIA 01/24/23 01/25/23 2304106

Plate Count SM9215B ND 1 500 CFU/ml 01/24/23 01/26/23 2304139 HT-08
Ceneral Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/24/23 01/24/23 2304145

Odor Threshold EPA 140.1-M 1 1 3 TON 01/24/23 01/24/23 2304145

Turbidity EPA 180.1 0.14 0.10 5 NTU 01/24/23 01/24/23 2304145
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.70 0.40 10 mg/L 01/25/23 01/25/23 2304071
25417 Pennsylvania Ave (S13-008 Zone:1) 23A2347-06 (Water) Sample Date:  01/24/23 6:45  Sampler: ] W.

Analyte Method Result Rep. Limit MCL Unils Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.03 N/A mg/L 01/24/23 01/24/23 2304057

Cl Res Total (Field) Field 2.62 N/A mg/L 01/24/23 01/24/23 2304057

pH (Field) Field 8.65 N/A pH Units 01/24/23 01/24/23 2304057

Temperature (Field) Field 15.1 N/A oC 01/24/23 01/24/23 2304057
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/24/23 01/25/23 2304106

E. Coli SM 9223 A N/A P/A 01/24/23 01/25/23 2304106

Plate Count SM92158B ND ] 500 CFU/ml 01/24/23 01/26/23 2304139 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/25/23 01/25/23 2304071

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of
24373 Walnut Avenue

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 4thWeek of January, 2023

Work Order:

23A2347
Received:  01/24/23 16:30

Reported:  02/03/23

Lomita CA, 91717 Project Manager: Mark Andersen
2052 Dawn St (A Zone:1) 23A2347-07 (Water) Sample Date:  01/24/23  8:00 Sampler: . W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 01/24/23 01/24/23 2304057

CI Res Total (Field) Field 2.95 N/A mg/L 01/24/23 01/24/23 2304057

pll (Field) Field 8.39 N/A pH Units 01/24/23 01/24/23 2304057

'['ump(_'r'.lturc (Fu‘:[d) IField 16.9 N/A o 01/24/23 01/24/23 2304057
Microbiology Analyses

Total Coliform SM 9223 N/A P/IA 01/24723 01/25/23 2304106

E. Coli SM 9223 N/A PIA 01/24/23 01/25/23 2304106

Plate Count SM9215B ND 1 S00 CFU/ml (1/24/23 01/26/23 2304139 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 01/25123 01/25/23 2304071

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

Chai;w of Custody

/27
23R 237

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue - Comments:
Lomita, CA 91717 1910073 E Analyzers used:
Ph # - ; o 1. Free Chlorine - HRACH, DR8YG.
: GI;: (310) 903-2243 D’esti'n.atjarr Laberatory % 5 Calibration Date:  Auto Calibratine
ax |X] Clinical Laboratory s ) DPD Reagent Exp.:
Project Standard Analysis RWOCB Compliance Z15 || |2 Totat Chiorine - HACH, Pocket
. Weekly Distribution Samples: 4th week of ] el Colorimeter.
Sub Project January, 2023 YES %) -g ® Calibratien date:_Awute Calibrating
Comments -:_ g DPD Reagent exp, date:
ST ILpHandT rature - HACH,
Sampled by LW 1088 > H(gugﬂ empera
Date Time Sample Idenitification Matrix [ Preseey | Type [Bottle #| TempC | a 1:: e C:I?Jtr}}:le % Calibration Date:
1/24/2023 |67y 1912 W. 259th St. (S13-001 Zone; 2) DW | 1,7 | 1D IS VASE P A AZT X
"o 0750 26314 Monte Vista ( 513-002 Zone:3) DWW | 1.7 D 2 1=y 7 72 Tl e 271 x x| x
Y 1948 W. 252nd St. (513-003 Zone: 1) pW | 1,7 | 1D 3 V& xil oy PEEIP "
0G0 246328 Moon Ave. (513004 Zone: 1) | DW | 1,7 | D | 4| /2.2 255 s oD | T AL
R 2500 PCH (S-13-005 Zone: 2) pw | 1,7 | b 5 146212 6Tt | /47 x| %1
QLYY | 25417 Pennsylvania-Ave (S13-008 Zone: 1) | DW | 1,7 | 1D | 6 |-/ Xes 0,03 267 Ix
non & e 2032 Dawn St (A Zone: 1) DW | 1,7 HD 7 '//", Sl a0l P 1x x

Preservatives: (1) No,8,0, (2} HCI (3 HNO3  (4) NH4CI

(5) H2504 {6) Na2803, {7) Cold (8) Other:

Matrix: DW-Drieking Water, WW-Waste Wa fer, SW-Storm Water, GW- Ground Water, W-Well D- Dist.

Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Speciat
Relinquished, d, By gS?gn) Lrint Name / Company Date / Time Received By (sign)
A N ads A Lol John Williams_/ City of Lomita __ |1/2472023 T 194 & L)( /ﬁmm Aaws '/ DennyChaparrol CLSB
v/ WW Denny Chaparrol / CLSB 1/24/2023 44D . /
‘ /951’./ LYV %/ < ,//55/5
Samples received: Q(Qn jce Mntact ( ) Custody seals Temp Z,V_{ ()F Cl//
Shipped Via | | | [1FedX [XICLSB | |UPS | [Client | ]Other Page_1_of 1




Clinical Laboratory of San Bernardino, Inc.

08 February 2023 Clinical Lab No.: 23A2994

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA91717

Project Name:  Standard Analysis
Sub Project: Weekly Distribution Samples - 5th Week of January,

Enclosed are the results of the analyses for samples received at the laboratory on
01/31/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

ng::a'zi'

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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e i . CL-SB 1
Clinical Laboratory of San Bernardino, Inc. |
Lomita, City of Project: Standard Analysis Work Order:  23A2994
24373 Walnut Avenue Sub Project: Weekly Distribution Samples - 5th Week of January, Received:  01/31/23 16:05
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  02/08/23
1912 W. 259th St. (813-001 Zone: 2) 23A2994-01 (Water) Sample Date:  01/31/23 7:30  Sampler: I W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Free (Field) Field 0.03 N/A mg/L 01/31/23 01/31/23 2305089
Cl Res Total (Field) Field 2.46 N/A mg/L 01/31/23 01/31/23 2305089
pl] (Field) Field 8.2 N/A pH Units 01/31/23 01/31/23 23035089
Temperature (Field) Field 20.3 N/A e 01/31/23 01/31/23 2305089
Microbiology Analyses
Total Coliform SM 9223 A N/A P/A 01/31/23 02/01/23 2305097
L= Coli SM 9223 A N/A PIA 01/31/23 02/01/23 2305097
Plate Count SM9215B ND I 500 CFU/mI 01/31/23 02/02/23 2306038  HT-08
General Physical Analyses
Apparent Color SM 2120BM ND 3.0 15 Calor Units 01/31/23 01/31/23 2305103
Odor Threshold EPA 140.1-M 1 1 3 TON 01/31/23 01/31/23 2305103
Turbidity EPA 180.1 0.12 0.10 5 NTU 01/31/23 01/31/23 2305103
General Chemical Analyses
Nitrate as N (NO3-N) EPA 3532 ND 0.40 10 mg/L 02/01/23 02/01/23 2305036
26314 Monte Vista (S13-002 Zone:3) 23A2994-02 (Water) Sample Date:  01/31/23 7:50  Sampler: ] W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Free (Field) Field 0.01 N/A mg/L 01/31/23 01/31/23 2305089
CI Res Total (Field) Field 2,56 N/A mu/L 01/31/23 01/31/.23 2305089
pH (Field) Field 8.25 N/A pH Units 01/31/23 01/31/23 2305089
Temperature (Field) Field 20.3 N/A o 01/31/23 01/31/23 2305089
Microbiology Analvses
Total Coliform SM 9223 N/A PIA 01/31/23 02/01/23 2305097
E. Coli SM 9223 N/A P/A 01/31723 02/01/23 2305097
Plate Count SM9215B ND | 500 CFU/ml 01/31/23 02/02/23 2306038 HT-08
General Chemical Analyses
Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 02/01/23 02/01/23 2305036
Page 2 of 5
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Distribution Samples - 5th Week of January, Received:

Project Manager: Mark Andersen

Work Order:

23A2994
01/31/23 16:05

Reported:  02/08/23

1948 W. 252nd St. (S13-003 Zone: 1) 23A2994-03 (Water) Sample Date:  01/31/23 8:10  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 01/31/23 01/31/23 2305089

C1 Res Total (Field) Field 2.48 N/A myg/L 01/31/23 01/31/23 2305089

pH (Field) Field 8.09 N/A pH Units 01/31/23 01/31/23 2305089

Temperature (Field) Field 20.4 N/A ae 01/31/23 01/31/23 2305089
Microbiology Analvses

Total Coliform SM 9223 N/A P/A 01/31/23 02/01/23 2305097

. Coli SM 9223 N/A P/A 01/31/23 02/01/23 2305097

Plate Count SM9215B ND | 500 CFU/ml 01/31/23 02/02/23 2306038 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 01/31/23 01/31/23 2305103

Odor Threshold EPA 140.1-M 1 | 3 TON 01/31/23 01/31/23 2305103

Turbidity EPA 180.1 ND 0.10 5 NTU 01/31/23 01/31/23 2305103
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 02/01/23 02/01/23 2305036
24632 S. Moon Ave. (S13-004 Zone:1) 23A2994-04 (Water) Sample Date:  01/31/23 6:30  Sampler: J. W,

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.02 N/A mg/L 01/31/23 01/31/23 2305089

C1 Res Total (Field) Field 3.03 N/A mg/L 01/31/23 01/31/23 2305089

pH (Field) Field 7.87 N/A pH Units 01/31/23 01/31/23 2305089

Temperature (Field) Field 16.4 N/A G 01/31/23 01/31/23 2305089

Total Coliform SM 9223 A N/A P/A 01/31723 02/01/23 2305097

E. Coli SM 9223 N/A P/A 01/31/23 02/01/23 2305097

Plate Count SM92158 ND 1 500 CFU/ml 01/31/23 02/02/23 2306038 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 3532 ND 0.40 10 mg/L 02/01/23 02/01/23 2305036
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Clinical Laboratory of San Bernardino, Inc.

—’B‘}\a

h

2512

Lomita, City of Project: Standard Analysis Work Order:  23A2994

24373 Walnut Avenue Sub Project: Weekly Distribution Samples - 5th Week of January, Received: 01/31/23 16:05

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  02/08/23
2500 PCH (S-13-005 Zone:2) 23A2994-05 (Water) Sample Date:  01/31/23 7:10 Sampler: ] W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0 N/A mg/L 01/31/23 01/31/23 2305089

CI Res Total (Field) Field 1.98 N/A mg/L 01/31/23 01/31/23 2305089

pH (Field) Field 8.05 N/A pH Units 01/31/23 01/31/23 2305089

Temperature (Field) Field 19.9 N/A oC 01/31/23 01/31/23 2305089
Microbiology Analyses

‘Total Coliform SM 9223 A N/A P/A 01/31/23 02/01/23 2305097

E. Coli SM 9223 A N/A PIA 01/31/23 02/01/23 2305097

Plate Count SM9215B ND | 500 CFU/ml 01/31/23 02/02/23 2306038 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 02/01/23 02/01/23 2305036
25417 Pennsylvania Ave (S13-008 Zone:1) 23A2994-06 (Water) Sample Date:  01/31/23 6:50  Sampler: J. W,

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CIl Res Free (Field) Field 0 N/A my/L 01/31/23 01/31/23 2305089

CI Res Total (Field) Field 2.8 N/A mg/L 01/31/23 01/31/23 2305089

pH (Field) Field 7.65 N/A pH Units 01/31/23 01/31/23 2305089
Temperature (Field) Field 17.2 N/A aC 01/31/23 01/31/23 2305089
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 01/31/23 02/01/23 2305097

E. Coli SM 9223 A N/A P/A 01/31/23 02/01/23 2305097

Plate Count SM9215B ND | 500 CFU/ml 01/31/23 02/02/23 2306038 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 myg/l 02/01/23 02/01/23 2305036
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Work Order:

Sub Project: Weekly Distribution Samples - 5th Week of January, Received:

Project Manager: Mark Andersen

Reported:

23A2994

01/31/23
02/08/23

16:05

2052 Dawn St (A Zone:1)

23A2994-07 (Water)

Sample Date:  01/31/23 8:30

Sampler:  J.W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
I

Field Analyses

Cl Res Free (Field) Field 0 N/A mg/L 01/31/23 01/31/23 2305089

Cl Res Total (Field) Field 2.96 N/A my/L 01/31/23 01/31/23 2305089

pH (Field) Field 8,17 N/A pH Units 01/31/23 01/31/23 2305089

Temperature (Field) Field 21.5 N/A oC 01/31/23 01/31/23 2305089
Microbiology Analyses

Total Caliform SM 9223 A N/A P/A 01/31/23 02/01/23 2305097

E. Coli SM 9223 A N/A P/A 01/31/23 02/01/23 2305097

Plate Count SM9215B 1 1 500 CFU/ml 01/31/23 02/02/23 2306038 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 me/L 02/01723 02/01/23 2305036

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

1Y

Chain of Custody

HAIIAR99Y
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 g Analyzers used:
: — ®) L. Free Chilorine - HACH, DR$90.
Phone # (310) 903-2243 D_mmmmn Faboratory :'; o Calibration Date: __Auto Calibrating
Fax # IX| Clinical Laboratory § g DPD Reagent Exp.;
Project Standard Analysis RWQCR Compiiance - 5 2 1. Fotal Chlorine - HACH, Pocket
, Weekly Distribution Samples: 5th week aof . Flg |3 Colorimeter.
Sub Project January, 2023 YES SI1g |® Calibration date:_Auto Calibrating
=l DPD Reagent exp. date;
Comments 1088 ; = 3. pH and Temperature - HACH,
Sampled by S, -~ HQ11d
- D
Date Time Sample Idenitification Matrix | Prosery Type Bottle #| TempC pH CI::::':M (‘:;::itle 8 Calibration Date:
113112023 | 00750 1912 W. 259th St. (S13-001 Zone: 2) DW [ 7 1D V (903 \¥Yic o3 ] 7 97 x| x|«
N VA S 26314 Monte Vista ( S13-002 Zone:3) DW 7 1D 2 2w 3 sl oor | 7 <7 |x X
Y 1948 W, 252nd St, (S13-003 Zone: 1) pw [ 7 1D 3 |20d1f09 ooz 24y |x] x]x
" |4 4d0| 24632 8. Moon Ave. ( S13-004 Zone: 1) pw | 7 1D 4 et 1977 o oz | 205(x] |«
" ST 2500 PCH (S-13-005 Zone: 2) bw | 7 1)) S (199 805 Loy L /95 X
UM |£4a5 €] 25417 Pennsylvania Ave (S13-008 Zone: 1) | bw 7 1D 6 ’/7‘]_ ZLs 1 280 | 250 x X
W e 2052 Dawn St (A Zone: 1) DW [ 7 1D T |ars (P 7\ oc | T/ x X
Preservatives: (1) Nuy8;04 (2)HCI1 (3) HNO3  (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Waler, W-Well D- Dist.
(5) HZ504 (6) Na2803 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
}Zelirrquisigfd By fSig};) Print Name / Company » . Date / Time o Received By (sign)
N lgde 142 F L Jobn Williams ! City of Lomita __ |13122023 /{7 T 1Y e ncnnt Denny Chaparro / CLSB
AL s o Denny Chaparro / CLSB 143172023 s [ /
- (= u(/&// Lg‘/;'?//jgﬂ
Samples reccived: (%] On ice Intact Citody seals Tewip_& , | F ){ C
ples reccive (><£ ni (}(rnac () y seals P () ( L//
Shipped Via | | | | 1Fedx [X]Lab [ |UPS [ | Client | ) Other Page I of 1 ‘
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