State Water Resources Control Board Divisicn of Drinking Warer

MONTHLY SUMMARY CF DISTRIBUTION SYSTEM COLIFORM MONITORING
(including triggered source monitoring for systems subject te the Groundwater Rule)

CITY OF LOMITA 1910073
‘Sampling Pericd s
Moms February 2023
Number Number Number Total Number Fecal/
Required Collected Coliform Positives E.coli Positives
1. Routine Samples (see note 1) 20 20 0 1]

2. Repeat Samples Following Samples Which are Total Coliform
Positive and Fecal/E,coli Negative (see notes 5 and 6) 0 0 0

3, Repeat Samples Following Routine Samples Which are
Total Coliform Positive and Fecal/E._coli Positive

(see motes 5 and 8) 0 1] 0

4. MCL Computation For Total Coliform Positive Samples

2, Totals (sum of columns) 20 20 0

b. If 40 or more samples collected in month, determine
percent of samples that are tofal coliform positive

[(total number positive/iotal number collected) x 100] N/A
¢. Is system in compliance,.. .., with fecal/E. coli MCL?
(see notes 2 and 3} Yes !:: No
...with monzhly MCL? Yes ]
(see note 4)
5. Source Samples Triggered by Routine Samples that are Total Coliform Positive 0 4] III

(This applies enly to systems subject to the Groundwater Rule - see notes 7 and 8)

6. Invalidated Samples
{Note what samples, if any, were invalidated; who authorized the invalidation; and when replacement samples

were collected. Attach additional sheets, if necessary.)
7. Summary Completed By:

Signatume - & Tile Do
\/‘/Lg n ‘é Mﬁﬂ Al Chief Water Operations Manager 3/8/2023

Comments: No groundwater source

1. Routine samples include:

a Samples required pursuant to 22 CCR. Section 64423 and any additional samples required by an approved routing sample sifing plan established pursuant to 22 CCR Section 64422,
b. Extra samples are required tor systems collecting less than tive routing samples per month that had one or more total colitorm posttives 1 previous month;
C. Extra samples for systems with high source water turbidities that are using surtace water or groundwater under direct inthience ot surtace water and
do not practice hiltration 1 compliance with regnlations;
. Note: For a repeat sampie following a total cohiform positive sample, eny tecal/s.coli posttive repeat {boxed entry) constitutes an M L violation and

requires immediate notification to the Department (22, CCR, Section 64426.1).

3. Note: For repeat sample following a fecal/Z.coli positive sample, any total coliform positive repeat (boxed entry) constitutes an MCL violation and

requires immerliate notification to the Department (22, CCR, Sechon 644261 ).
4. Total coliformn MCL (Notify Department within 24 hours of MOCL viofation):

a. lor systems collecting less than 40 samples, 1t two or more $amples are total coliform positive, then the ML 3 violated.

b. For systems collecting 4U or more samples, 11 more than 5.0 percent ot samples collecied are total colrtorm positive, then the MUCL 15 violated.
- Posthive resnlts and their associated repeat samples are to be tracked on the Colztorm Monttoring Worksheet.
Repeat samples must be collected within 24 hours of being nohnhed of the positive results. For Systems collecting more than one routme sample per morth, three repeat samples
must be collected tor each total colitorm posifive semple. For systems collectmg one of tewer routine samples per month, tour repeat samples must be collected tor each total colrtorm
posttive sample.
For systerns subject to the Groundwater Rule: Positive results and the assoczated mggered seurce samples are 1o be tracked on the Cohform Monitering Worksheet.
For Inggered sample(s) required as a result ot a total colitorm routne positive sample, an #.coli, enterococel, or coliphage posthive triggered sample {boxed entry) requires
immediate notification to the Department, Lier I public notification, and ¢orrective action. 1072009 - 8477
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MONTHLY CHLORINE RESIDUAL SUMMARY

CITY OF LOMITA

31-Jan

Location Date Time Can.lgTIEtal Cc-l)—lci)ftoarlm Fecal E-coli Zone
13-1 1912 W. 259th PI. 1/3/2023 8:00 AM 2.23 A A 2
13-2 26314 S. Monte Vta. 1/3/2023 7:45 AM 2.30 A A 3
13-3 1948 W. 252nd St. 1/3/2023 8:15 AM 2.14 A A 1
13-4 24632 S. Moon Ave. 1/3/2023 7:00 AM 2.54 A A 1
13-5 2500 PCH 1/3/2023 7:30 AM 1.69 A A 2

Location Zone
13-1 1912 W. 259th PI. 1/10/2023| 8:00 AM 2.20 A A 2
13-2 26314 S. Monte Vta. 1/10/2023| 7:45 AM 2.43 A A 3
13-3 1948 W. 252nd St. 1/10/2023| 8:15 AM 2.35 A A 1
13-4 24632 S. Moon Ave. 1/10/2023| 6:30 AM 2.38 A A 1
13-5 2500 PCH 1/10/2023| 7:15 AM 1.66 A A 2

Location Zone
13-1 1912 W. 259th PI. 1/17/2023| 8:30 AM 2.36 A A 2
13-2 26314 S. Monte Vta. 1/17/2023| 8:15 AM 2.10 A A 3
13-3 1948 W. 252nd St. 1/17/2023| 8:45 AM 2.01 A A 1
13-4 24632 S. Moon Ave. 1/17/2023| 7:20 AM 2.62 A A 1
13-5 2500 PCH 1/17/2023| 7:50 AM 1.66 A A 2

Location Zone
13-1 1912 W. 259th PI. 1/24/2023| 7:15 AM 2.10 A A 2
13-2 26314 S. Monte Vta. 1/24/2023| 7:30 AM 2.47 A A 3
13-3 1948 W. 252nd St. 1/24/2023| 7:45 AM 2.37 A A 1
13-4 24632 S. Moon Ave. 1/24/2023| 6:30 AM 2.90 A A 1
13-5 2500 PCH 1/24/2023( 7:00 AM 1.67 A A 2

Location Zone
13-1 1912 W. 259th PI. 1/31/2023 | 7:30 AM 2.46 A A 2
13-2 26314 S. Monte Vta. 1/31/2023 | 7:50 AM 2.56 A A 3
13-3 1948 W. 252nd St. 1/31/2023 | 8:10 AM 2.48 A A 1
13-4 24632 S. Moon Ave. 1/31/2023 | 6:30 AM 3.03 A A 1
13-5 2500 PCH 1/31/2023 | 7:10 AM 1.98 A A 2

Average 2.27

SIGNATURE:

Mark Andersen, Chief Water Operations Manager

28-Feb
Location Date Time Can.lgTIEtal Cllioftc;arlm Fecal E-coli Zone
13-1 1912 W. 259th PI. 2/7/2023 | 7:45 AM 2.65 A A 2
13-2 26314 S. Monte Vta. 2/7/2023 | 8:10 AM 2.60 A A 3
13-3 1948 W. 252nd St. 2/7/2023 | 8:30 AM 1.88 A A 1
13-4 24632 S. Moon Ave. 2/7/2023 | 6:50 AM 3.09 A A 1
13-5 2500 PCH 2/7/2023 | 7:25 AM 1.89 A A 2
Location Zone
13-1 1912 W. 259th PI. 2/14/2023] 8:30 AM 2.70 A A 2
13-2 26314 S. Monte Vta. 2/14/2023] 8:15 AM 2.80 A A 3
13-3 1948 W. 252nd St. 2/14/2023| 8:45 AM 2.70 A A 1
13-4 24632 S. Moon Ave. 2/14/2023] 7:00 AM 2.89 A A 1
13-5 2500 PCH 2/14/2023| 7:45 AM 2.05 A A 2
Location Zone
13-1 1912 W. 259th PI. 2/21/2023] 8:10 AM 2.54 A A 2
13-2 26314 S. Monte Vta. 2/21/2023]| 8:30 AM 2.59 A A 3
13-3 1948 W. 252nd St. 2/21/2023| 7:35 AM 2.55 A A 1
13-4 24632 S. Moon Ave. 2/21/2023] 7:05 AM 2.90 A A 1
13-5 2500 PCH 2/21/2023| 8:45 AM 2.01 A A 2
Location Zone
13-1 1912 W. 259th PI. 2/28/2023]| 8:50 AM 2.65 A A 2
13-2 26314 S. Monte Vta. 2/28/2023]| 8:30 AM 2.76 A A 3
13-3 1948 W. 252nd St. 2/28/2023| 7:30 AM 2.97 A A 1
13-4 24632 S. Moon Ave. 2/28/2023| 6:48 AM 2.99 A A 1
13-5 2500 PCH 2/28/2023| 7:15 AM 2.06 A A 2
Location Zone
13-1 1912 W. 259th PI. A A 2
13-2 26314 S. Monte Vta. A A 3
13-3 1948 W. 252nd St. A A 1
13-4 24632 S. Moon Ave. A A 1
13-5 2500 PCH A A 2
Average 2.56
DATE: 3/8/2023




PUBLIC WORKS DEPARTMENT

CITY OF LOMITA

RAW WATER COLIFORM MONITORING
NAME OF WATER SYSTEM: LOMITA, CITY OF

SYSTEM NO: 1910073 MONTH: March YEAR: 2023

SOURCE NAME | JANUARY February MARCH APRIL MAY JUNE JULY AUGUST |SEPTEMBER| OCTOBER | NOVEMBER |DECEMBER
WELL 13-5 OFFL| OFFL| OFFL

TOTAL 0 0 0 0 0 0 0 0 0 0 0 0
EXAMPLES: [ EG 1 pos~T neg. OFGLNE NOT JAREN ST, Y

FOR TOTAL COLIFORM POSITIVE RESULTS RECEIVED, INDICATE THE CONFIRMATION SAMPLES COLLECTED ON SUMMARY AND ATTACH THE LAB
RESULTS TO THIS PAGE.

COMMENTS:

SIGNATURE:

Mark Andersen, Chief Water Operations Manager

Date:

4/8/2023




MONTHLY SUMMARY OF MONITORING
FOR SURFACE WATER TREATMENT REGULATIONS

System Name: CITY OF LOMITA System No.: 1910073
Wholesaler

Name: WEST BASIN MUNICIPAL WATER DISTRICT

Month: February Year: 2023

DISINFECTION PROCESS DATA
Disinfectant residual type: Free chlorine (including well sources)
Free chlorine (no well sources)
Chloramines {including well sources)

Chloramines {no well sources) X
No. of distribution gystem residual samples collected: 20
No. of distribution system samples for HPC only: 0
Total No. residual and/or HPC samples collected: 20
No. of samples with no detectable residual and HPC is not measured: 0
No. of samples with no residual and HPC > 500 CFU/ml: 0
No. of samples for HPC only and HPC > 500 CFU/ml: 0
Total No. of samples with no residuval and/or HPC > 500 CFU/ml; - 0
Compute V =1 - Total No. samples with no residual and/or HPC > 500 X 100= 100
Total No. residual and/or HPC samples collected
Meets Standard (ie. V >95%) (Y/N)? Y

SUMMARY OF WATER QUALITY COMPLAINTS

(General Complaints:

Type of Complaint Number |Corrective Actions Taken
Taste/Odor g
Color 0
Turbidity 0
Suspended Solids 0
Other {Describe) 0

Reports of Gastrointestinal lllness (Attach additional sheets if necessary):

Persons
Reporting Date Corrective Actioms Taken

Explain any failure of the standards and corrective action taken or planned (attach extra sheets if needed);

Note:
1. Refer to 191073-City Ok

ita-TCR Report for test resulgs for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.

Signature: Date: 3/8/2023

Mark Andersen, Chigf Water Operations Manager



MONTHLY GENERAL PHYSICAL SUMMARY

CITY OF LOMITA

Jan 23 Feb-23
"t Lacation), <o oDate 70 e Timess | Galor. . Qdor [ Turbidity . cpH. | Zone ] “Logation” -.: . Date . Time- - | Color 7| ~Odor | Turbidity | :pH . Zone
13 11912 W. 259lh PI 1/3/2023 8:00 AM ND 1 ND 8.44 2 13 1 1912 W. 259th Pl 2
13-2 26314 S. Monte Vta. 3 13-2 26314 S. Monle Vta. 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St. 1
13-4 24632 S. Moon Ave. 1 13-4 24632 S. Moon Ave. 2/7/2023 6:50 AM ND 1 ND 8.07 1
13-5 2500 PCH 1/3/2023 ND 1 0.18 2 13-5 2500 PCH 2/7/2023 7:25 AM ND 1 ND 8.34 2
ol 3 b g TR E T D “Zone; o -Localion, 1! R e i hkal - -Zone =
1311912 W. 259m P, 1I10/2023 8:00 AM| ND 1 ND 7.38 2 13-1 1912 W, 250th PI 2
13-2 26314 S. Monte Vla. 1/10/2023 | 7:45AM | ND 1 ND 7.41 3 13-2 26314 S. Monte Via. 2/14/2023 | 8:15 AM ND 1 ND 7.56 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St. 2/14/2023 | 8:45 AM ND 1 ND 8.46 1
13-4 24632 S. Moon Ave. 1 13-4 24632 S. Moon Ave. 1
13-5 2500 PCH 2 13-5 2500 PCH 2
E ion; 1?; <.Zone:: HES Location: | R BioE el vt Tk Bt ShihE R o "Zone: -
13-1 1812 W. 2591 PI. I 2 13-1 1912 W. 250th PI, 2/21/2023 ND 1 ND 2
13-2 26314 S. Monte Via. 3 13-2 26314 S. Monte Wta. 3
13-3 1948 W. 262nd St. 1/17/2023 | 8:45AM | ND 1 0.25 8.22 1 13-3 1948 W. 252nd St. 1
13-4 24632 S. Moon Ave, 1/17/2023 | 7:20AM | ND 1 ND 7.69 1 13-4 24832 S. Moon Ave. 2/21/2023 | 7:05 AM ND 1 ND 8.29 1
13-5 2500 PCH 2 13 5 2500 PCH 2
; -~ Zone cali P o Z0ne
13-1 1912 W. 259th Pl 2 13-1 1912 W. 259m P, 2
13-2 26314 S. Monte Via. 1/24/2023 | 7:30 AM | ND 1 0.39 8.37 3 13-2 26314 S. Monte Via. 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St 2/28/2023 | 7:30 AM ND 1 ND 8.41 1
13-4 24632 S. Moon Ave. 1 13-4 24632 S. Maon Ave, 1
13 5 2500 PCH 1/24/2023 | 7:00AM | ND 1 2 13-5 2500 PCH 2/28/2023 ND 8.42 2
13-1 1912 W. 259lh Pl. 1/31/2023 | 7:30 AM ND 1 0.12 8.20 2 13-1 1912 W. 250th PL. 2
13-2 26314 S. Monte Vla. 3 13-2 26314 S. Monte Vta. 3
13-3 1948 W. 252nd St. 1/31/2023 | 8:10 AM ND 1 ND 8.09 1 13-3 1948 W. 252nd St 1
13-4 24632 S. Moon Ave. 4 13-4 24632 S. Moon Ave. 1
13-5 2500 PCH 2 13-5 2500 PCH 2
Note:
Cross-reference the TCR Report for test results for the GP Rep
SIGNATURE: ‘\9/\ DATE: 3/8/2023

Mark Andersen, Chief Water Operglions Manager




MONTHLY NITRIFICATION FIELD TEST LOG
CITY OF LOMITA, System No. 1910073 --- Month: February, Year: 2023

#| Code Sample ID Location Sample Date Temp pH Total Ammonia | Free Ammonia Nitrite Zone Comments
Units/Others —> MM/DD/YYYY 9¢ mg/L mg/L mg/L

1| D $13-003 1948 W 252nd St 2/7/2023 113 8.44 0.51 0.24 0.019 1 |MWD Only
2| D S$13-004 24632 S Moon Ave 2/7/2023 16.2 8.07 0.58 0.00 0.007 1 MWD Only
3] D $13-008 25417 Pennsylvania Ave 2/7/2023 16.7 8.27 0.56 0.01 0.009 1k MWD Only
4/ D A 2052 Dawn St 2/7/2023 17.0 8.34 0.56 0.11 0.006 1 [MWD Only
5| D WBS8 2/7/2023 15.2 8.35 0:57 0.11 0.007 1 MWD Only
6] D $13-001 1912 W 259th PI 2/7/2023 17.3 8.37 0.60 0.12 0.011 2 MWD Only
7] D $13-002 26314 S Monte Vista Ave 2/7/2023 16.6 8.31 0.58 0.16 0.011 3 |MWD Only
8| D $13-005 2500 PCH 2/7/2023 17.1 8.34 0.50 0.18 0.051 2 |MWD Only
1| D $13-003 1948 W 252nd St 2/14/2023 19.3 8.46 0.53 0.01 0.013 1 [MWD Only
2| D 513-004 24632 S Moon Ave 2/14/2023 16.7 8.36 0.56 0.00 0.011 1 [MWD Only
3] D 5$13-008 25417 Pennsylvania Ave 2/14/2023 19.5 8.43 0.54 0.00 0.010 I MWD Only
4/ D A 2052 Dawn St 2/14/2023 18.2 8.57 0.56 0.01 0.010 1 |MWD Only
5| D WB8 2/14/2023 15.0 7.57 0.54 0.00 0.010 1 |MWD Only
6] D $13-001 1912 W 259th PI 2/14/2023 16.1 7.45 0.55 0.00 0.012 2 |MWD Only
7| D $13-002 26314 S Monte Vista Ave 2/14/2023 15.9 7.56 0.55 0.02 0.011 3 |MWD Only
8| D 513-005 2500 PCH 2/14/2023 18.8 7.22 0.46 0.04 0.034 2 |MWD Only
1] D $13-003 1948 W 252nd St 2/21/2023 17.7 8.53 0.46 0.06 0.010 1 |MWD Only
2| D $13-004 24632 S Moon Ave 2/21/2023 15.8 8.25 0.50 0.02 0.013 1 |[MWD Only
3] D S$13-008 25417 Pennsylvania Ave 2/21/2023 16.3 8.41 0.49 0.01 0.014 1 MWD Only
4] D A 2052 Dawn St 2/21/2023 18.5 8.65 0.52 0.00 0.006 1 |MWD Only
5] D WB8 2/21/2023 15.7 8.30 0.50 0.01 0.008 1 MWD Only
6| D $13-001 1912 W 259th PI 2/21/2023 18.7 8.14 0.47 0.05 0.006 2 MWD Only
71 D 5$13-002 26314 S Monte Vista Ave 2/21/2023 16.8 8.32 0.48 0.07 0.010 3 MWD Only
8| D 513-005 2500 PCH 2/21/2023 17.7 8.53 0.41 0.04 0.025 2 |MWD Only
1] D $13-003 1948 W 252nd St 2/28/2023 19.6 8.41 0.54 0.00 0.004 1 |MWD Only
2| D $13-004 24632 S Moon Ave 2/28/2023 19.7 8.48 0.56 0.05 0.002 1 |MWD Only
3] D $13-008 25417 Pennsylvania Ave 2/28/2023 18.0 8.47 0.56 0.04 0.010 bl MWD Only
4] D A 2052 Dawn St 2/28/2023 2143 8.41 0.58 0.04 0.004 1 |MWD Only
S5 D WB8 2/28/2023 20.3 8.58 0.54 0.02 0.000 1 |MWD Only
6] D $13-001 1912 W 259th Pt 2/28/2023 20.3 8.16 0.53 0.01 0.005 2 |MWD Only
7] D 513-002 26314 S Monte Vista Ave 2/28/2023 19.2 8.55 0.55 0.05 0.004 3 MWD Only
8] D $13-005 2500 PCH 2/28/2023 19.0 8.42 0.47 0.08 0.035 2 MWD Only
1| D $13-003 1948 W 252nd St 1 |MWD Only
21 D 513-004 24632 S Moon Ave s MWD Only
3] D 513-008 25417 Pennsylvania Ave 1 |MWD Only
4 D A 2052 Dawn St il MWD Only
5] D WB8 1 |MWD Only
6| D 513-001 1912 W 259th Pl 2 |MWD Only
7| D 513-002 26314 S Monte Vista Ave 3 |MWD Only
8 D $13-005 2500 PCH 2 MWD Only
1. Notes: Report Due to DDW by the 10th of the following month. This Report can be used for the routine weekly monitoring (one Report per month) as well as for daily

monitoring when there is actual and potential for nitrification (about four or five Reports per month, in this case).

2. Coliform results are part of weekly Bacti sampling results.

3. The City is monitoring trends of Nitrite in Zone 1, 2, and 3in accordance with the Nitrification Monitoring Plan.

4. Refer to 191073-City of Lomita-TCR Report for test results for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.

S. Attahced; field test log for Total Ammonia, Free Ammonia, and Nitrite.

6. Hach Pocket Colorimeter and Hach DR890 analyzers.

7. Date of last Calibration: ___Auto Calibrated___

8. Date of reagent expiration: Total Ammonia -Ealicy;late Cyanurate___ 4/25___, Nitrite - Nitriver3____ 2/26___, Free Ammonia - Monochlor F____10/23_____, F.A. Chlorinating

Date 3/8/2023

ggﬁture'»/, “ 7/

— 222,

A
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MONTHLY NITRIFICATION MONITORING SUMMARY REPORT
CITY OF LOMITA, System No. 1910073 --- Month: February, Year: 2023

#| Code | Sample 1D Location Sample Date Temp pH Total Free Chlorine Total. Free . Nitrite Nitrate Coliform? HPC Zohe Comments
Chlorine Ammonia Ammonia

Units/Others —> MM/DD/YYYY oc mg/L mgfL mg/L . mg/l mgfL mg/fL P/A CFU/ml

il D 513-003 1948 W 252nd 5t 2/7/2023 17.3 8.44 1.88 0.02 0.51 0.24 0.019 0.58 A ND 1 |MWD Only
2] D 513-004 24632 5 Moon Ave 2/7/2023 16.2 8,07 3.09 0.04 0.58 0.00 0.007 ND A 3 1 |MWD Cnly
3] D 513-008 [25417 Pennsylvaniz Ave 2/7/2023 16.7 8.27 2.77 0.03 0,56 0.01 0.009 ND A 26 1 |[MWD Only
4 D A 2052 Dawn St 2/7/2023 17.0 8.54 2.99 0.04 0.56 0.11- " 0.006 ND A ND 1 [MWD Only
5 D WBSB 2/7/2023 15.2 8.35 2.92 0,02 0.57 0.1l 0.007 1 |MWD Only
6| D §13-001 |1912 W 259th PI 2/7/2023 17.3 8.37 2.65 0.04 - 0,60 0.12 0.011 . ND A 1 2 |MWD Cnly
7l D $13-002 |26314 S Monte Vista Ave 2/7/2023 16.6 831 2.60 0.03 0.58 0.16 0.011 ND A ND 3 [MWD Only
8] D 513-005 [2500 PCH 2/7/2023 17.1 8.34 1,89 0.02 0.50 (.18 0.051 N A 130 2 [MWD Only
1] D 513-003 [1948 W 252nd St 2/14/2023 19.3 8.46 2.70 0.03 0.53 - 0.01 0.013 ND A ND 1 |MWD Only
2] D $13-004 |24632 S Moon Ave 2/14/2023 16.7 B8.36 2.29 0.02 0956 0.00 . 0.011 ND A ND 1 |MWD Only
3 D 513-008 |25417 Pennsylvania Ave 2/14/2023 19.5 3.43 2.80 0.03 © 054 - 0,00 0.010 ND A ND 1 MWD Only
al D A 2052 Dawn 5t 2/14/2023 18.2 8.57 2,97 0.03 056" 061 -| 0.0 ND A ND 1 |[MWD Qnly
5 D WB8 2/14/2023 15.0 7.57 3.00 0.02 05407 0.00 - - 0.010 - 1| MWD Only
6] D $13-001 1912 W 259th Pl 2/14/2023 16.1 7.45 2.70 0.03 -0 Q.55 [ 0.012° ND A ND 2 |MWD Only
7l D 513-002 26314 5 Monte Vista Ave 2/14/2023 15.9 7.56 2.80 0.02 Q55 0.011 ND A ND 3 |MWD Only
g D $13-005 |2500 PCH 2/14/2023 18.8 7.22 2.05 0.02 0,46 - 0,034 ND A ND 2 |MwD QOnly
? D 513-003 |[1948 W 252nd St 2£21/2023 17.7 B.53 2.55 0.05 0.46 0,06 C0.010 - ND A ND 1 |MWD Only
2] B 513-004 124632 S Vloon Ave 2/21/2023 15,8 8.29 2.90 0.02 - 0507 002" #0013 7 ND A ND 1 [MWD Qnly
3] D 5§13-008 25417 Pennsylvania Ave 242172023 16.3 8.41 2.76 0.04 049 - 000 0.014 ND A ND 1 |MWD Only
4 b A 2052 Dawn 5% 2/21/2023 18.5 8.63 2.73 0.03 0.52 0.00- - 0006 " ND A ND 1 |MWD Cnly
5 D WB8 2/21,/2023 15.7 8.30 2.95 0.03 5 050 «]:-  6.01: 0.008 1 |MWD Only
6] D 513-001 1912 W 255th Pl 2/21/2023 18.7 8.14 2.54 0.03 047 . - 005 .| -~ 0.006 ND A ND 2 IMWD Only
7l D 513-002 [26314 5 Maonte Vista Ave 2{21/2023 16.8 8.32 2,59 0.03 0,48 % 2 0.07 0010 ND A ND 3 [MWDOnly
8 O $13-005 (2500 PCH 2/21/2023 17.7 7.96 2.01 0.02 S DAL 0.09 0.025" ND A ND 2 |MWD Only
[ D 513-003 1548 W 252nd 5t 2/28/2023 19.6 2.41 2.97 0.08 -+ 0,004 ND A ND 1 [MWD Only
2 D 513-004 124632 S Moon Ave 2/28/2023 19.7 8,48 2.99 0.06 ‘Ol ’ ND A 2 1 MWD Qnly
3l D 513-008 |25417 Pennsylvania Ave 2/28/2023 18.0 8.47 2.95 .09 ND A S 1 |MWD Only
4 D A 2052 Dawn St 2/28/2023 21.3 8.41 2.72 0,02 ND A ND 1 (MWD Only
5| D WB8 2/28£2023 20.3 8,58 2.91 .02 1 [MWD Only
6| D $13-001 1912 W 259th P 2/28/2023 20.3 8.16 2.65 0.03 ND A ND 2 |MWD Only
71 D 513-002 ]26314 § Monte Vista Ave 2/28/2023 19.2 8.55 2.76 0.01 ND A ND 3 |MWD Only
3 D 513-005 |[2500 PCH 2/28/2023 19.0 8.42 2.06 0.03 ND A ND 2 MWD Cnly
1l p 513-003 |1948 W 252nd St 1 MWD Only
2l b 513-004 24632 S Moon Ave 1 MWD Only
3 D $13-008 |25417 Pennsylvania Ave 1 |MWD Only
4| D A 2057 Dawn St 1 |MWD Only
51 D WBS 1 [MWD Only
6| D 513-002 /1912 W 255th P| 2 [MWD Only
7l B 513-002 |26314 5 Monte Vista Ave 3 {MWD Qnly
8l D 513-005 {2500 PCH 2 |MWD Only




APPENDIX A

LABORATORY RESULTS



Clinical Laboratory of San Bernardino, Inc.

16 February 2023 Clinical Lab No.: 23B0555

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of February, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
02/07/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,
e

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693  Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23B0555

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of February, 2023 Received:  02/07/23 15:45

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  02/16/23
1912 W. 259th St. (S13-001 Zone: 2) 23B0555-01 (Water) Sample Date:  02/07/23 7:45 Sampler: I W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 02/07/23 02/07/23 2306037

Cl Res Total (Field) Field 2.65 N/A mg/L 02/07/23 02/07/23 2306037

pH (Field) Field 8.37 N/A pH Units 02/07/23 02/07/23 2306037

Temperature (Field) Field 17.3 N/A °C 02/07/23 02/07/23 2306037
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 02/07/23 02/08/23 2306139

L. Coli SM 9223 N/A PIA 02/07/23 02/08/23 2306139

Plate Count SM9215B [ 1 500 CFU/ml 02/07/23 02/09/23 2306173 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/08/23 02/08/23 2306073
26314 Monte Vista (S13-002 Zone:3) 23B0555-02 (Water) Sample Date:  02/07/23 8:10 Sampler: 1. W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Ficld) Field 0.03 N/A mg/L 02/07/23 02/07/23 2306037

CI Res Total (Field) Field 2.6 N/A mg/L 02/07/23 02/07/23 2306037

pH (Field) Field 8.31 N/A pH Units 02/07/23 02/07/23 2306037

Temperature (Field) Field 16.6 N/A °C 02/07/23 02/07/23 2306037
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/07/23 02/08/23 2306139

E. Coli SM 9223 A N/A P/A 02/07/23 02/08/23 2306139

Plate Count SM92151 ND ] 500 CFU/ml 02/07/23 02/09/23 2306173 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/08/23 02/08/23 2306073
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23B0555

24373 Walnut Avenue Sub Project: Weelkly Dist. Samples: 1st Week of February, 2023 Received:  02/07/23 15:45

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  02/16/23
1948 W. 252nd St. (S13-003 Zone: 1) 23B0555-03 (Water) Sample Date:  02/07/23 8:30  Sampler: ] W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 02/07/23 02/07/23 2306037

CI Res Total (Field) Field 1.88 N/A mg/L 02/07/23 02/07/23 2306037

pH (Field) Field 8.44 N/A pH Units 02/07/23 02/07/23 2306037

Temperature (Field) Field 17.3 N/A oC 02/07/23 02/07/23 2306037
Microbiology Analyses

Total Coliform SM 9223 A N/A P/IA 02/07/23 02/08/23 2306139

E. Coli SM 9223 N/A P/A 02/07/23 02/08/23 2306139

Plate Count SM9215B ND 1 500 CFU/ml 02/07/23 02/09/23 2306173 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.58 0.40 10 mg/L 02/08/23 02/08/23 2306073
24632 S. Moon Ave. (§13-004 Zone:1) 23B0555-04 (Water) Sample Date:  02/07/23 6:50  Sampler: ] W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 02/07/23 02/07/23 2306037

C1 Res Total (Ficld) Field 3.09 N/A mg/L 02/07/23 02/07/23 2306037

pll (Field) Field 8.07 N/A pH Units 02/07/23 02/07/23 2306037

Temperature (Ficld) Field 16.2 N/A oC 02/07/23 02/07/23 2306037
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 02/07/23 02/08/23 2306139

E. Coli SM 9223 A N/A PIA 02/07/23 02/08/23 2306139

Plate Count SM9215B 3 1 500 CFU/ml 02/07/23 02/09/23 2306173 HT-08
General Physical Analvses

Apparent Color SM 2120BM ND 3.0 15 Color Units 02/07/23 02/07/23 2306148

Odor Threshold EPA 140.1-M 1 | 3 TON 02/07/23 02/07/23 2306148

T‘uri_)i(lfly EPA 180.1 ND 0.10 5 NTU 02/07/23 02/07/23 2306148
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/08/23 02/08/23 2306073
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23B0555

24373 Walnut Avenue Sub Project: Weelkly Dist. Samples: 1st Week of February, 2023 Received:  02/07/23 15:45
| Lomita-EA9 77 ? Project Manager: Mark Andersen Reported:  02/16/23

/ P

2500 PCH (S-13-005 Znnc:% 23B0555-05 (Water) Sample Date:  02/07/23 7:25 Sampler:  J. W,

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Cl Res Free (Field) Field 0.02 N/A my/L 02/07/23 02/07/23 2306037

CI Res Total (Field) Field 1.89 N/A mg/L 02/07/23 02/07/23 2306037

pH (Field) Field 8.34 N/A pH Units 02/07/23 02/07/23 2306037

Temperature (Field) Field 17.1 N/A oC 02/07/23 02/07/23 2306037

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/07/23 02/08/23 2306139
SM 9223 A N/A P/A 02/07/23 02/08/23 2306139
SM92158 130 | 500 CFU/ml 02/07/23 02/09/23 2306173 HT-08
——General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 02/07/23 02/07/23 2306148

Odor Threshold EPA 140.1-M 1 1 3 TON 02/07/23 02/07/23 2306148

Turbidily EPA 180.1 ND 0.10 4 NTU 02/07/23 02/07/23 2306148
General Chemical Analyses

Nitrate EISF_L\{,(,NQ}—N-)"—_;‘WU.O ND 0.40 10 mg/L 02/08/23 02/08/23 2306073

= \
)
25417 Pennsylvania Ave (S13-008 Zonc:ly 23B0555-06 (Water) Sample Date:  02/07/23 7:10  Sampler: J. W
S~ JAmalyte e Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Ficld Analyses

Cl Res Free (Iield) Field 0.03 N/A mg/L 02/07/23 02/07/23 2306037

C1 Res Total (Field) Field 2.77 N/A mg/L 02/07/23 02/07/23 2306037

pH (Field) Field 8.27 N/A pH Units 02/07/23 02/07/23 2306037
Temperature (Field) Field 16.7 N/A oC 02/07/23 02/07/23 2306037
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 02/07/23 02/08/23 2306139

E. Coli SM 9223 A N/A P/A 02/07/23 02/08/23 2306139

Plate Count SM9215B 26 I 500 CFU/mI 02/07/23 02/09/23 2306173 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/08/23 02/08/23 2306073
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 1st Week of February, 2023

Work Order
Received:

23B0555
02/07/23 15:45

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  02/16/23
2052 Dawn St (A Zone:1) 23B0555-07 (Water) Sample Date:  02/07/23 8:50  Sampler: ] W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.04 N/A my/L 02/07/23 02/07/23 2306037

C1 Res Total (Field) Field 2.99 N/A mg/L 02/07/23 02/07123 2306037

pH (Field) Field 8.34 N/A pH Units 02/07/23 02/07/23 2306037

Temperature (Ficld) Ficld 17 N/A oC 02/07/23 02/07/23 2306037
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 02/07/23 02/08/23 2306139

E. Coli SM 9223 A N/A P/A 02/07/23 02/08/23 2306139

Plate Count SM92158 ND ] 500 CFU/ml 02/07/23 02/09/23 2306173 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/08/23 02/08/23 2306073

IT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyle NOT DETECTED at or above the reporting limit

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fux (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, inc.

Chain of Custody

BB5SS

Jient City of Lomita System Number Analysis Requested
ddress 24373 Waluut Avenue = Comments:
Lomita, CA 91717 1910073 g Analyzers used:
; R : ; e} 1. Free Chlorine - HACH, DRSS,
hone # (310) 903-2243 Destination Laboratory % a Calibration Date:  Awto Calibratin
‘ax # {X] Clinical Laboratory g & DPD Reagent Exp.:
Toject Standard Analysis RWQCB Compliance 2 2 2| {2 Total Chiorine - HACH, Pocket
. Weekly Distribution Samples: st week of BiS| 3] |Colorimeter.
ub Project February, 2023 YES S|& |®| |Calibration date:_Auto Calibrating
omments i': g DPD Reagent exp. date:
i s 1088 |- 3. pH and Temperature - HACH,
Date Time Sample Idenitifiqation ’ Matrix | Preserv | Type |Bottle # .Temlp.C ’ e le;:::ne C:I:t:i]ne ?3 Calibration Date:
2712023 | p 74T 1912 W. 259th St. (S13-001 Zoue: 2) pw | 1,7 | 1D 1 7.3 437 aey | F65Tx X
v @& 26314 Monte Vista ( 513-002 Zone:3) DW | 1,7 | 1D VAR EAEN.E FIZAE: X
o Y2 1948 W, 252nd St. (S13-003 Zoze: 1) DW | 1,7 | 1D 3 1 /721885 p.0nZ2 ) 7. 27 1x X
Y 24632 5. Moon Ave. ( 513-004 Zone: 1) pW | 1,7 1D 4 /é 717 ot 409 (2] x| x
"o 724 2500 PCI (S-13-005 Zone: 2) pw | 1,7 { 1D 5 U2/ | nddl oozl 1 59 Ix X
T e 0] 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 1D 6 /. 7 /1 71 oo 2l 277X X
ML 73 A1 2052 Dawn St (A Zone: 1) pw | 1,7 | 1D 7 U720 3% oo | 295 |x x
? = 7
‘reservatives: (1) Na 8,0, (I)HCI (3) HNO3  (4) NH4CH

(5} H2504 (6) NaiS03 (7) Cold (8) Cther:

 Matrix: DW-Drinking Water, WW-Whaste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.

Type— 1-Routine, 2-Repeat, —Rep,lgzement 4-Special
- Relinguisired By (Sign) |-  Print Name/Company -~ | . - Dute/Time - B " Recetved By (sign) .. -
NI Tohn Willizms / City of Lomita 72023 / S /&’z//;;,,, W DE%W%,
7 )5 Pemiy Chaparro  / CLSB 272023 3 V¢ 5 >

%ﬂ//;//%_,{,ﬁ 7)) G emr= > .1, 5. 73

4
T ///ﬁi}dﬁ// )

Samples received: ({ YOmice (X)Intact §/) lestody seals A‘ emp /f—’ﬂ 7 ()F 0H C

Shipped Via ‘

r

| [1FedX [x]CLSB []UPS

[ 1Cliemt | ] Other
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Clinical Laboratory of San Bernardino, Inc.

02 March 2023 ; Clinical Lab No.: 23B1387

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 81717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of February, 2023

Enclosed are the results of the analyses for sa'mples received at the iaboratory on
02/14/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's ¢hain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

[ certify that the results are within compliance l?oth technically and for compleieness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

Jeanette Hernandez

Project Manager

Post Office Box 32¢ San Bernardino, CA 92402 (909) 825-7693 Fax (90%) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lemita, City of Project: Standard Analysis Work Order: ~ 23B1387

24373 Walnut Avenue Suby Project: Weekly Dist. Samples: 2nd Week of Februaiy, 2023 Received: 02/14/23 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/02/23
1912 W. 259¢h St. (S13-001 Zone: 2) 23B1337-01 (Water) Sample Date:  02/14/23 830  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

Cl Res Free (Field) Fiald 0.03 N/A, mg/L 02/14/23 02/14/23 2307067

Ci Res Total (Field) Field 2.7 N/A mg/L 02/14/23 02/14/23 2307067

pli (Field) Field 7.45 NiA  pH Units 02/14/23 02/14/23 2307067

Temperature {Field) Field 16,1 N/A g 02/14/23 02/14723 23070567
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/14/23 02/15/23 2307138

E. Coli SM 9223 A N/A PiA 02/14/23 02/15423 2307138

Plate Count SM9215B ND 1 500 CFU/m} 02/14/23 02/16/23 2308016 HT-08
General Chemicat Anafvses

Nitrate as N (NO3-N) EPA 3532 ND 0.40 10 mg/L 02/15/23 02/15/23 2307693
Hajoacetic Acids Analvses

Dibromoacetic Acid EPA 5522 2.8 .0 N/A “ug/l 02/17/23 02/17/23 2307153

Dichloroacetic Acid EPA 5522 42 1.0 N/A ug/L 02/17/23 02/1723 2307153

Monobromoacetic Acid EPA 3322 ND 1.0 N/A ug/L {2/17/23 02/17/23 2307153

Monochloroacetic Acid EPA 3522 ND 2.0 N/A ug/L. 02/17/23 02717723 2307153

Trichloroacetic Acid EPA 552.2 2.4 1.0 N/A ug/L 02/17/23 02/17/23 2307153

Total Haloacetic Acids (HAAS) EPA 5522 9.4 1.0 60 ug/L 02/17/23 02/17/23 2307153

Surragate: 2, 3«-Dibromopropionic Avid }EPA 33522 2% 02¢17:23 G2/17/23 2307153

i
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Clinical Laboratory of San Bernardino, inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 2nd Week of February, 2023  Received:

Project Manager: Mark Andersen

Work Order:

23B1387
02/14/23 16:30

Reported:  03/02/23

26314 Monte Vista (S13-002 Zone:3) 23B1387-02 (Water) Sample Date:  02/14/23 8:15  Sampler: W

Analyte Method Resuit Rep. Limit MCL Units Prepared Anaiyzed Batch Qualifier
Ficld Analvses

Cl Res Free (Field) Field 0.02 N/A mg/l. 02/14/23 02/14/23 2307067

Cl Res Total (Field) Field 2.8 N/A my/L 02/14/23 02/14/23 2307667

pH (Fietd) Field 7.56 N/A pH Units 02/14/23 02/14/23 2307067

Temperature (Field) Field 15.9 N/A oC 02414423 02/14/23 2307067
Microbiology Anaivses

Total Coliform SM 9223 A N/A P/A 02/14/23 02/15/23 2307138

E. Coli SM 9223 A N/A P/A 02/14/23 02/1523 2307138

Plate Count SM9215B ND 1 300 CFU/m] 032/14423 02/16/23 2308016 HT-08
General Phvsical Analvses

Appareit Color SM Z120BM ND 3.6 15 Coleor Units 02/14/23 02714423 2307187

Cdor Threshold EPA 140.1-M 1 1 3 TON 02/14/23 02/14/23 2307187

Turbidity EPA'180.1 ND 0.10 3 NTU 02/14/23 02/14723 2307187
General Chenifeal Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 02/15/23 0271523 2307093

Post (fice Box 328 Sar Bernardino, CA 92462 (909) 825-7693 Fox (909) 825-7696 ELAP Number 1988
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Clirnical Laboratory of San Bernardino, inc.

Lomita, City of Project: Standard Analysis Work Order.  23B1387

24373 Walnut Avenus Sub Project: Weekly Dist. Samples: 2nd Week of February, 2023 Received:  02/14/23 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/02/23
1948 W. 252nd St. (S13-003 Zone: 1) 23B1387-03 (Water) Sample Date:  02/14/23 8:45  Sampler: W

Analyte Method Result Rep. Limit ML Units Prepared Analyzed Batch Qualifier
Field Apalyses

Cl Res Free (Field} Field 0.03 N/A mgiL 02/14/23 02/14/23 2307067

1 Res Total {Field) Field .7 N/A mg/l 02/14/23 02/14/23 2307007

pl (Field) Field 8.46 N/A pH Units 02/14/23 02/14/23 2307067

Temperature (Field) Field 19.3 N/A o0 02/14/23 02/14/23 2307067
Microbiology Analvses

Tetal Coliform §M 9223 A N/A F/A 02/14/23 02/15/23 2307138

E. Coli SM 9223 A N/A P/A 02/14/23 02/15/23 2307138

Plate Count SM9215B ND I 500 CFUAnl 02/14/23 02/16/23 2308016 HT-08
General Physical Analvses

Apparent Color SM 2120BM ND 3.0 15 Color Units 02/14/23 02/14/23 2307187

Qdor Threshold EPA 140.1-M 1 1 3 TON 02/14/23 02/14/23 2307187

Turbidity EPA 180.1 ND 0.10 5 NTU 02/14/23 02/14/23 2307187
General Chemical Analyses

Nitrate as N (NO3-N) EPA 3532 ND 0.40 10 myg/L 02/15/723 Q2/15723 2307093
Haloacetic Acids Analyses

Dibromeacetic Acid EPA 552.2 2.9 1.0 N/A ug/L 02/17/23 02/17/23 2307153

Dichloroacetic Acid EPA 552.2 4.3 1.0 N/A ug/L 02/17/23 02/17/23 2307153

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 02/17/23 02/17/23 2307155

Monochicroacetic Acid ' EPA 552.2 ND 2.0 N/A ug/L 02/17/23 02/17/23 2307153

Trichloroacetic Acid EPA 5522 24 1.0 NA ug/L 02/17/23 02/17/23 2307153

Total Haloacetic Acids (HAAS) EPA 5522 2.6 1.0 40 L 02/17/23 02/17/23 2307153

Surrogate: 2,3-Dibromapropionic Acid EFPA4 5352.2 17 % 02/17:23 02/7/23 2307153
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Clinical Laboratory of San Bernardino, inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis Work Order:  23B1387
Sub Project: Weekly Dist. Samples; 2nd Week of February, 2023 Received:  02/14/23 16:30

Project Manager: Mark Andersen Reported:  (3/02/23

23B1387-04 (Water) Sample Date:  02/14/23 7:00 Sampler: JW

24632 S. Moon Ave. (S13-004 Zone:1)

Analyte Methed Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 02/14/23 02/14/23 2307067

Cl1 Res Total (Field) Field 2.89 N/A mg/L 62/14/23 02/14/23 2307067

pH (Field) Field 8.36 N/A pH Units 02/1423 02/14/23 2307067

Temperztore (Field) Field 16.1 N/A o 02/14/23 02/14/23 2307067
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 03/14/23 02/15/23 2307138

E. Coli SM 9223 A N/A PrA 02/14/23 02/15/23 2307138

Plate Count SM9215B ND 1 500 CFU/ml 02/14/23 02/16/23 2308016 HT-08
General Chemical Analyses

MNifrate as N (NO}-N) EPA 3532 ND 0.40 10 mg/L 02/15/23 02/15/23 2307093
2500 PCH (S-13-005 Zone:2) 23B1387-05 (Water) Sample Date:  02/14/23 7:45 Sampler: JW

Analyte Method Result Rep, Limit MCL Units Prepared Analyzed Batch Qualifier
Field Anaivses

C1 Res Free (Field) Field 0.02 N/A mg/L 02/14/23 02/14/23 2307067

1 Res Total (Ficld) Field 265 N/A mg/L 02/14/23 02/14.23 2307067

pll {Field) Field 7.22 N/A pH Units 02/14/23 02/14/23 2307067

Temperature (Field) Field 18.8 N7A oC 02/14/23 02/14/23 2307067
Microbiology Analvses

Total Coliform SM 9223 A N/A P/A 02/14/23 02/15/23 2307138

E Coli SM 9223 A N/A P/A 02/14/23 02/15/23 2307138

Plate Count SM9215B ND I 500 CFU/ml 02/14423 02/16/23 2368016 HT-08
General Chemical Analvses

Nitrate as N {(NO3-N) EPA 353.2 ND 0.40 10 mg/L 02/15/23 02/15/23 2307093
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 2nd Week of February, 2023  Received:

Project Manager: Mark Andersen

Work Order: 2331387
02/14/23 16:30
Reported:  03/02/23

25417 Pennsylvania Ave (513-008 Zone:1) 23B1387-06 (Water) Sample Date:  02/14/23 730 Sampler: IW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

Cl Res Free (Field) Field 0.03 N/A mg/L 02/14/23 02/14/23 2307067

C1 Res Total (Field) Field 2.8 N/A mg/L 02/14/23 02/14/23 2307067

pli (Field) Field 8.43 N/A pH Units 02/14/23 02/14/23 2307067

Temperature (Field) Field 19.5 N/A °C 02/14/23 02/14/23 2307067
Microbiology Analvses

Total Coliform SM 9223 A N/A PlA 02/14/23 02/15/23 2307138

E. Coli SM 9223 A N/A PIA 02/14/23 02/15/23 2307138

Plate Count 3M9215B ND [ 500 CFU/ml 02/14/23 02/16/23 2308016 HT-G3
General Chemical Analyses

Nitrate as N (NO3-N) EPA 3532 ND 0.40 10 mgfL 02/15/23 02/15/23 2367093
2052 Dawe St (A Zope:1) 23B1387-07 (Water) Sample Date:  02/14/23 9:00  Sampler: JW

Analyte . Methad Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficeld Analyses

CI Res Free (Field) Field 0.03 N/A mg/L 02/14/23 02/14/23 2307067

CT Res Total (Field) Field 297 NAA mg/L 02/14/23 02/14/23 2307067

pl (Field) Field 8.57 NIA pH Units 02/14/23 02/14/23 2307067

Temperature {Field) Field 13.2 N/A oC 02/14/23 02/14/23 2307067
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/14/23 02/15/23 2307158

E. Coli S5M 9223 A N/A PIA Q3114123 02/15/23 2307138

Plate Count SM9215B ND 1 500 CFU/ml 02/14/23 G2/16/23 2308016 HT-08
Gereral Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 02/15/23 02/15/723 2307093
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Clinical Laboratory of San Bernardino, Inc.

Lemita, City of
24373 Walnut Avenue
Lomita CA, 91717

Preject: Standerd Anelysis

Sub Project: Weekly Dist. Samples: 2nd Week of February, 2023  Received:
Reported:  (3/02/23

Project Manager: Mark Andersen

Work Order:

02/14/23 16:30

2381387

26255 Appian Way 23B1387-08 (Water) Sample Date:  02/14/23 §:00  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 0214723 02/14/23 2307067

CI Res Total (Field) Fizld 3 N/A mg/L 02/14723 02714423 2307067

pH (Field) Field 7.587 . N/A pH Units 02/14/23 02/14/23 2307067

Temperature {Field} Field i5 N/A °C 02/14/23 02/14/23 2307067
Hajoacetic Acids Analvses

Dibromoacetic Acid EPA 352.2 3.2 1.0 N/A ug/L 02/17/23 02/17/23 2307153

Dichloroacetic Acid EPA 552.2 42 Lo N/A uw/L 02/17/23 02/17/23 2307153

Monobremoacetic Acid EPA 5522 ND 1.0 N/A ug/L. 02/17/23 02/17/23 2307153

Monochicroacetic Acid EPA 5322 ND 20 N/A ug/L 02/17723 02/17723 2307153

Trichloroacetic Acid EPA552.2 2.6 1.0 N/A ug/L 02/17/23 02/17/23 2307153

Total Haloacetic Acids (HAAS) EPA 5522 16.0 1.0 60 ug/L 03/17/23 02/17/23 2307153

Surrogare: 2,3-Difromopropionic Acid L4 552.2 127 % 02:47:23 f12/17:23 2307153
2450 W, 247th 8¢, 2Z3B1387-09 (Water) Sample Date:  02/14/23 T:{5  Sampler: IW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

CI Res Free (Field) Field 0.01 - N/A mg/L 02/14/23 02/14/23 2307067

! Res Total (Field) Field 243 N/A mg/L 02/14/23 02/14/23 2307067

pl¥ (Field) Field 833 N/A pH Units 02/14423 02/14/23 2307067

Temperature (Field) Field 18.8 N/A or 02/14/23 02/14/23 2307067
Halogacetic Acids Analyses

Dibromoacetic Acid EPA 5522 2.5 1.0 N/A ug/L 02/17/23 02/17/23 2307153

Dichloroacetic Acid EPA 532.2 42 1.0 N/A ug/L 02017723 02/17/23 2307153

Monobromoacetic Acid EPA 55232 ND 1.0 N/A ug/l 02/17/23 02/17/23 2307153

Monochloroacetic Acid EPA.552.2 ND 2.0 N/A ug/l 02173 02/17/23 2307153

Trickioroacetic Acid EPA 5522 19 1.0 N/A ue/L 02/17/23 02/17/23 2307153

Total Haloacetic Acids (HAAS) EPA 5522 8.6 1.0 60 ug/L 02/17/23 92117723 2347133

Surrogarte: 2,3-Dibromopropionic Acid FiPd 552.2 16 % 02/i7/23 02/17/23 2307153

HT-08 Analysis performed outside of reconimended 8 hour kold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc. Chain of Custody

2EZPV2R7T
=0 —/5™

Client City of Lomita System Number Analysis Requested
Address 24373 Walnuf Avenne = Comments:
Lomita, CA 91717 1916073 :"_’ Analyzers used:
- ; o 1. Free Chlorine - HACH, DR890.
- - D Lab 3 :
Phone # (310) 903-2243 estination Labordtory Z| o | | = |catibration Date:_Auto Calibrating
Fax # [X] Clinical Laboratory g & :2 DPD Reagent Expy
Project Standard Analysis RWQCB Compliance ~ 5 Z f, 2. Total Chlorine - HACH, Pocket
, Weekly Distribution Samples: 2nd week of ; =3 |3 g | Colorimeter,
Sub Project February, 2023 YES o *«E' # | = {Calibration date:_Auto Calibrating
C : Fle 5 {DPD Reagent exp. date;
omments 1088 1= “ |3, pH and Temperature - HACH,

Sampled by JW = HQ1d

Date Time Sample ldenitification Matrix § Preserv | Type |Bottle #| TempcC pH C’:ro‘:m_ (L*::; . = Calibration Date:
2/14/2023 | £ 340 1912 W. 259th St. ($13-001 Zone: 2) DW | 7 1D L 16/ | 7w ie.odly 78 Ix ilx

o IR A 26314 Monte Vista ( $13-002 Zone:3) DwW 7 1D 2 /851 7stlecZl.2 #p Ix] x|x

non & ST 1948 W, 252nd St (S13-003 Zone: 1) DW | 7 10 3 17733 e c3l 770 I3 x5 x

S 24632 S. Moon Ave, ( $13-004 Zone: 1) DW | 7 1D RV /AN AN AR YEAT X

ror |48 2500 PCH (S-13-005 Zone: 2) DW | 7 1D 5 Vafi 722l el .7 [x X

mon &350 | 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW 7 1D 6 | 7ol ic3loecdloso |x X

Y 2052 Dawn St (A Zone: 1) DW | 7 1D T XY s T a2 t297 |x x

n 17 26255 Appian Way DW 7 10 8 /5. 0| QS 1o | 3o X

o ey 2450 W. 247th Street DWw | 7 1D O Wyl X33 ey lowd? X
Preservatives: 1) Nay§,0, (2)HCI (3) HNQ3  {4) NH4C1 Malrix: DV.Drinking Water, WW.Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist,

(5) H2804 (6) Na2503 (7) Cold {8) Other; ‘Type- 1-Routine, 2-Repeat, 3-Replagement, 4-Special
geliyquishgd Fy {Sign) Print Name / Company Date / Time f,{' ) /1’7 - Received By (sign)
B o ATl S John Williams [ Cityof Lomita (2142023 ) i ¥ 7 B il 7. Denny Chuparra /CLSE
' DT enTpmto / CLSB DiVis g [l . [2/14/2023 2292 5 3 5 “ -

T % (A C—é}f//ﬂiﬂ/}ﬁ/ L8 2

. Samples received: K) Onice {y/) Intact j<) Custody seals/l‘emp ?4 @\F )?() C
Shipped Via | l l | fFedX |X|Lab [ {UPS | |Cllent | |Other Page [ _of T

el e
e,
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Clinical Laboratory of San Bernardino, Inc.

09 March 2023 Clinical Lab No.: 23B1870

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of February 2023

Enclosed are the results of the analyses for samples received at the laboratory on
02/21/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,
é

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



Clinical Laboratory of San Bernardino, Inc. o

Lomita, City of Project: Standard Analysis Work Order:  23B1870

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of February 2023 Received:  02/21/23 15:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/09/23
1912 W. 259th St. (S13-001 Zone: 2) 23B1870-01 (Water) Sample Date:  02/21/23 8:10  Sampler: J.W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.03 N/A mg/L 02/21/23 02/21/23 2308048

CI Res Total (Field) Field 2.54 N/A mg/L 02/21/23 02/21/23 2308048

pH (Field) Field 8.14 N/A pH Units 02/21/23 02/21/23 2308048

Temperature (Field) Field 18.7 N/A o 02/21/23 02/21/23 2308048
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/21/23 02/22/23 2308112

E. Coli SM 9223 A N/A P/A 02/21/23 02/22/23 2308112

Plate Count SM9215B ND 1 500 CFU/ml 02/21/23 02/23/23 2308140 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 02/21/23 02/21/23 2308149

Odor Threshold EPA 140.1-M 1 1 3 TON 02/21/23 02/21/23 2308149

Turbidity EPA 180.1 ND 0.10 5 NTU 02/21/23 02/21/23 2308149

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/22/23 02/22/23 2308047
Trihalomethanes Analyses

Bromodichloromethane EPA 5242 9.2 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Bromoform EPA 524.2 3.6 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Chloroform (Trichloromethane) EPA 524.2 7.5 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Dibromochloromethane EPA 5242 1.4 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Total Trihalomethanes (TTHM) EPA 524.2 317 1.0 80 ug/L 02/28/23 02/28/23 2309038

Surrogate: 12-Dichlorobenzene-d4 FEPA 524.2 79 % 02/28:23 02:2823 2309038

Surrogate: Bromofluorobenzene P4 3242 76 % 22823 022823 2309038
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23B1870

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of February 2023 Received:  02/21/23 15:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/09/23
26314 Monte Vista (S13-002 Zone:3) 23B1870-02 (Water) Sample Date:  02/21/23 8:30 Sampler: 1. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.03 N/A mg/L 02/21/23 02/21/23 2308048

CI Res Total (Field) Field 2.59 N/A mg/L 02/21/23 02/21/23 2308048

pH (Field) Field 8.32 N/A pH Units 02/21/23 02/21/23 2308048

Temperature (Field) Field 16.8 N/A °C 02/21/23 02/21/23 2308048
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/21/23 02/22/23 2308112

E. Coh SM 9223 A N/A P/A 02/21/23 02/22/23 2308112

Plate Count SM92158B ND 1 500 CFU/ml 02/21/23 02/23723 2308140
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/22/23 02/22/23 2308047

1948 W. 252nd St. (S13-003 Zone: 1) 23B1870-03 (Water) Sample Date:  02/21/23 7.35 Sampler: ] W.

Analyte Method Result Rep. Limit MCL Unils Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.03 N/A me/L. 02/21/23 02/21/23 2308048

Cl Res Total (Field) Field 2.55 N/A mg/L 02/21/23 02/21/23 2308048

pH (Field) Field 8.53 N/A pH Units 02/21/23 02/21/23 2308048

Temperature (Field) Field 17.7 N/A o 02/21/23 02/21/23 2308048
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/21/23 032/22/23 2308112

£ Coli SM 9223 A N/A P/IA 02/21/23 02/22/23 2308112

Plate Count SM9215B ND 1 500 CFU/ml 02/21/23 02/23/23 2308140 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/22/23 02/22/23 2308047
Trihalomethanes Analyses

Bromodichloromethane EPA 524.2 9.4 1.0 N/A ug/L 02/28/23 02/28/23 2309038

T EPA 524.2 3.6 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Chloroform (Trichloromethane) EPA 524.2 7.8 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Dibromochloromethane EPA 524.2 11.6 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Total Trihalomethanes (TTHM) EPA 524.2 32.4 10 . 80 ug/L 02/28/23 02/28/23 2309038

Surrogare: Bromafluorabenzene EPd 524.2 74 Y (12°2823 (12/28:23 2309038

Surrogate: |,2-Dichlorobenzene-d4 14 324.2 79 % 022823 02:28:23 2309038

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fuax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: ~ 23B1870

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of February 2023 Received:  02/21/23 15:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/09/23
24632 S. Moon Ave. (S13-004 Zone:1) 23B1870-04 (Water) Sample Date:  02/21/23 7:05  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 02/21/23 02/21/23 2308048
Cl Res Total (Field) Field 2.9 N/A mg/L 02/21723 02/21/23 2308048
pH (Field) Field 8.29 N/A pH Units 02/21/23 02/21/23 2308048
Temperature (Field) Field 15.8 N/A o 02/21/23 02/21/23 2308048

Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 02/21/23 02/22/23 2308112
E. Coli SM 9223 A N/A P/A 02/21/23 02/22/23 2308112
Plate Count SM92158 ND 1 500 CFU/ml 02/21/23 02/23/23 2308140 HT-08

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 02/21/23 02/21/23 2308149
Odor Threshold EPA 140.1-M 1 | 3 TON 02/21/23 02/21/23 2308149
Turbidity EPA 180.1 ND 0.10 5 NTU 02/21/23 02/21/23 2308149

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 my/L 02/22/23 02/22/23 2308047
2500 PCH (S-13-005 Zone:2) 23B1870-05 (Water) Sample Date:  02/21/23 8:45 Sampler: ] W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 02/21/23 02/21/23 2308048
C1 Res Total (Field) Field 201 N/A mg/L 02/21/23 02/21/23 2308048
pH (Field) Field 7.96 N/A pH Units 02/21/23 02/21/23 2308048
Temperature (Field) Field 17.7 N/A °C 02/21/23 02/21/23 2308048

Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 02/21/23 02/22/23 2308112
E. Coli SM 9223 A N/A P/A 02/21/23 02/22/23 2308112
Plate Count SM9215B ND | 500 CFU/Mml 02/21/23 02/23/23 2308140

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/22/23 02/22/23 2308047

Page 4 of 6
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23BI870

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of February 2023 Received:  02/21/23 15:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/09/23
25417 Pennsylvania Ave (S13-008 Zone:1) 23B1870-06 (Water) Sample Date:  02/21/23 7:20  Sampler: 1. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 02/21/23 02/21/23 2308048

CIl Res Total (Field) Field 2.76 N/A mg/L 02/21/23 02/21/23 2308048

pH (Field) Field 8.41 N/A pH Units 02/21/23 02/21/23 2308048

Temperature (Field) Field 16.3 N/A °C 02/21/23 02/21/23 2308048

Microbiology Analyses

‘Total Coliform SM 9223 A N/A P/A 02/21/23 02/22/23 2308112
E. Coli SM 9223 A N/A P/A 02/21/23 02/22/23 2308112
Plate Count SM9215B ND | 500 CFU/ml 02/21/23 02/23/23 2308140 HT-08

General Chemical Analvses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/22/23 02/22/23 2308047
2052 Dawn St (A Zone:1) 23B1870-07 (Water) Sample Date:  02/21/23 7:50 Sampler:  J.W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analvses

Cl Res Free (Field) Field 0.03 N/A me/L 02/21/23 02/2123 2308048
Cl Res Total (Field) Field 2.83 N/A mg/L 02/21/23 02/21/23 2308048
pH (Field) Field 8.63 N/A pH Units 02/21/23 02/21/23 2308048
Temperature (Field) Field 18.5 N/A oC 02/21/23 02/21/23 2308048

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/21723 02/232/23 2308112
E. Coli SM 9223 A N/A P/A 02/21/23 02/22/23 2308112
Plate Count SM9215B ND | 500 CFU/ml 02/21/23 02/23/23 2308140 HT-08

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 02/22/23 02/22/23 2308047

Page 5 of 6
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23B1870

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of February 2023 Received:  02/21/23 15:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/09/23
26255 Appian Way 23B1870-08 (Water) Sample Date: ~ 02/21/23 9:00  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.03 N/A mg/L 02/21/23 02/21/23 2308048

Cl Res Total (Field) Field 2.95 N/A mg/L 02121223 02/21/23 2308048

pll (Field) Field 8.3 N/A pH Units 02/21/23 02/21/23 2308048

Temperature (Field) Field 15.7 N/A oC 02/21/23 02/21/23 2308048
Trihalomethanes Analyses

Bromodichloromethane EPA 524.2 9.2 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Bromoform EPA 524.2 3.5 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Chloroform (Trichloromethane) EPA 524.2 7.5 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Dibromochloromethane EPA 524.2 1.5 1.0 N/A ug/L 02/28/23 02/28/23 2309038

Total Trihalomethanes (TTHM) EPA 5242 31.7 1.0 80 ug/L 02/28/23 02/28/23 2309038

Surrogate: Bromofluorobenzene P4 324.2 74 % 022523 022523 2300038

Surrogate: [ 2-Dichlorobenzene-d4 LPA 5242 79 U 022823 022823 2309038
2450 W. 247th St. 23B1870-09 (Water) Sample Date:  02/21/23 10:00  Sampler: W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Baltch Qualifier
Field Analvses

Cl Res Free (Field) Field 0.04 N/A mg/L 02/21/23 02/21/23 2308048

Cl Res Total (Field) Field 2.48 N/A mg/L 02/21/23 02/21/23 2308048

pH (Field) Field 8.45 N/A pH Units 02/21/23 02/21/23 2308048

Temperature (Field) Field 21.7 N/A °C 02/21/23 02/21/23 2308048
Trihalomethanes Analyses

Bromodichloromethane EPA 524.2 7.3 1.0 N/A ug/L 03/01/23 03/01/23 2309065

Bromoform EPA 524.2 34 1.0 N/A ug/L 03/01/23 03/01/23 2309065

Chloroform (Trichloromethane) EPA 5242 54 1.0 N/A ug/L 03/01/23 03/01/23 2309065

Dibromochloromethane EPA 5242 9.8 1.0 N/A ug/L 03/01/23 03/01/23 2309065

Total Trihalomethanes (TTHM) EPA 524.2 25.9 1.0 80 ug/L 03/01/23 03/01/23 2309065

Surrogate: 1 2-Dichlorobenzenc-d4 EPA 524.2 88 %% 030123 030423 2309065

Surrogate: Bromofluorobenzene KP4 524.2 &7 % 030123 030123 2309065

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Chain of Custody

12BB10

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comnents:
Lomita, CA 91717 191 0073 E ,;\n]‘ialyzecr;luse:d: HACH. DRESD
e ) [} . Free orine - ) .
Phone # (310) 903-2243 Des(mn!lran Laboratory ;?-‘,; o Calibration Date:__Auto Calibrating
Fax # [X] Clinieal Laboratory § ] DPD Reagent Exp.:
Project Standard Analysis RWQCHE Compliance - 5 Z j 2. Total Chlorine - HACH, Pocket
] Weekly Distribution Samples: 3rd week of F| % [ | [Colorimeter.
Sub Project February, 2023 YES ol = |Calibration date;_Auto Calibrating
C . g DI'D Reagent exp, date:
omments 1088 -'; = 3. pH and Temperature - HACH,

Sampled by L. = HQ11d

Date Time Sample Idenitification Matrix | Preserv | Type |Bottle #| TempC pH Chl;::ne C;:i:i:m F§ Calibration Date:

21212023 | p3 /0 1912 W, 259th S$t, (S13-001 Zone: 2) DW | 7 1D V (7 18w o003 | 54|z xx]x

N oY 1) 26314 Monte Vista ( $13-002 Zone:3) DWW 7 1D 2 | yvlF3z2lo03 J-.54 | x X

v | p7ad 1948 W. 252nd St. (S13-003 Zone: 1) pw | 7 1D 3 /771883 1p.83 | 25C1x] [x[x

won 0705 24632 5. Moon Ave. ( S13-004 Zone: 1) DW 7 1D 4 /5:‘37 Ly |p. 221 -0 Ix| x|x

YT 2500 PCH (S-13-005 Zone: 2) DW [ 7 1D 5 /271294 oz | gei x| |x

" " |73 0| 25417 Pennsylvania Ave (S13-008 Zone: 1) | Dw 7 1D 6 /4 3 | n.pof L 1 x X

Ry 2052 Dawn St (A Zone: 1) pw | 7 1D 7T 18 S 5.2 2.0 1 2. 87 |x X

v | repp 26255 Appian Way pw | 7 1D 8 (K7 &30| po3 | 7.9

v | oop 2450 W, 247th Street pw | 7 1D 9 |7 8ATO e 2. %7

Preservatives: (1) Na;8;0; (2) HCI (3) HNO3  (4) NHACI

(3) 12504 _(6) Na2SO3 (7) Cold (8) Others

Type- 1-Routine, 2-Repeat, 3-Replagement, 4-Special

Matrix; DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.

Relingyisjied By (Sigh) Print Name / Company Date / Time A . Received By (sign)
.~ _John, Williams / City of Lomita 2212023 ] p o j i
oE b AL prrwy C 3 B |22 3 3 30 -
A S L] nacd JECRR

Samples received: ()()'On ice )<5.Intact (% &stcdy seals 4‘emp lo. & ()F (fcC

Shipped Via l

| [JFedX |X|Lab | |UPS

[ | Client

} | Otirer
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Clinical Laboratory of San Bernardino, Inc.

07 March 2023 Clinical Lab No.: 23C0017

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 4thWeek of February, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
02/28/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: ~ 23C0017

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4thWeek of February, 2023 Received:  02/28/23 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/07/23
1912 W. 259th St. (S13-001 Zone: 2) 23C0017-01 (Water) Sample Date:  02/28/23 8:50  Sampler: J.W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.03 N/A mg/L 02/28/23 02/28/23 2309033

Cl Res Total (Field) Field 2.65 N/A mg/L 02/28/23 02/28/23 2309033

pH (Field) Field 8.16 N/A pH Units 02/28/23 02/28/23 2309033

Temperature (Field) Ficld 20.3 N/A °C 02/28/23 02/28/23 2309033
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/28/23 03/01/23 2309099

E. Coli SM 9223 A N/A P/A 02/28/23 03/01/23 2309099

Plate Count SM9215B ND 1 500 CFU/ml 02/28/23 03/02/23 2310001 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 03/01/23 03/01/23 2309058
26314 Monte Vista (S13-002 Zone:3) 23C0017-02 (Water) Sample Date:  02/28/23 8:30  Sampler: I W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

Cl Res Free (Field) Field 0.01 N/A mg/L 02/28/23 02/28/23 2309033

CI Res Total (Field) Field 2.76 N/A mg/L 02/28/23 02/28/23 2309033

pH (Field) Field 8.55 N/A pH Units 02/28/23 02/28/23 2309033

Temperature (Field) Field 19.2 N/A Lol 02/28/23 02/28/23 2309033
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/28/23 03/01/23 2309099

E. Coli SM 9223 A N/A PIA 02/28/23 03/01/23 2309099

Plate Count SM9215B ND I 500 CFU/ml 02/28/23 03/02/23 2310001 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 03/01/23 03/01/23 2309058
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: ~ 23C0017
24373 Walnut Avenue Sub Project: Weckly Dist. Samples: 4thWeek of February, 2023 Received:  02/28/23 16:30
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/07/23

1948 W. 252nd St. (S13-003 Zone: 1) 23C0017-03 (Water) Sample Date:  02/28/23 7:30  Sampler: J. W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.08 N/A mg/L 02/28/23 02/28/23 2309033
Cl Res Total (Field) Field 297 N/A mg/L 02/28/23 02/28/23 2309033
pH (Field) Field 8.41 NA  pH Units 02/28/23 02/28/23 2309033
Temperature (Field) Field 19.6 N/A oc 02/28/23 02/28/23 2300033

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/28/23 03/01/23 2309099
E. Coli SM 9223 A N/A P/A 02/28/23 03/01/23 2309099
Plate Count SM9215B ND 1 500 CFU/ml 02/28/23 03/02/23 2310001 HT-08

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 02/28/23 02/28/23 2309143
Odor Threshold EPA 140.1-M 1 1 3 TON 02/28/23 02/28/23 2309143
Turbidity EPA 180.1 ND 0.10 5 NTU 02/28/23 02/28/23 2309143

General Chemical Analvses

Nitrate as N (NO3-N} EPA 353.2 ND 0.40 10 mg/L 03/01/23 03/01/23 2309058
24632 S. Moon Ave. (S13-004 Zone:1) 23C0017-04 (Water) Sample Date:  02/28/23 6:48  Sampler: J W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Ficld Analyses

ClI Res Free (Field) Ficld 0.06 N/A mg/L 02/28/23 02/28/23 2309033
CI Res Total (Field) Field 2.99 N/A mg/L 02/28/23 02/28/23 2309033
pH (Field) Field 8.48 N/A pH Units 02/28/23 02/28/23 2309033
Temperature (Field) Field 19.7 N/A oC 02/28/23 02/28/23 2309033

Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 02/28/23 03/01/23 2309099
E. Coli SM 9223 A N/A P/IA 02/28/23 03/01/23 2309099
Plate Count SM9215B 2 1 500 CFU/ml 02/28/23 03/02/23 2310001  HT-08

General Chemical Analyses
Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 03/01/23 03/01/23 2309058
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of || Project: Standard Analysis Work Order: . 23C0017

24373 Walnut Avenue { Sub Project: Weckly Dist. Samples: 4thWecek of February, 2023 Received:  02/28/23 16:30

Lomita CA, 91717 |Project Manager: Mark Andersen Reported:  03/07/23
2500 PCH (S-13-005 Zone:2) 23C0017-05 (Water) Sample Date:  02/28/23 7:15 Sampler: 1. W.

1

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.03 N/A mg/L 02/28/23 02/28/23 2309033

Cl Res Total (Field) Field 2.06 N/A mg/L 02/28/23 02/28/23 2309033

pH (Field) Field 8.42 N/A pH Units 02/28/23 02/28/23 2309033

Temperature (Field) Ficld 19 N/A °C 02/28/23 02/28/23 2309033
Microbiology Analyses

Total Coliform SM 9223 A N/A P/IA 02/28/23 03/01/23 2309099

E. Coli SM 9223 A N/A P/A 02/28/23 03/01/23 2309099

Plate Count SM9215B ND 1 500 CFU/ml 02/28/23 03/02/23 2310001 HT-08
General Physical Analyses

Apparent Color S5M 2120BM p\ID 3.0 15 Color Units 02/28/23 02/28/23 2309143

Odor Threshold EPA 140.1-M 1 | 3 TON 02/28/23 02/28/23 2309143

Turbidity EPA 180.1 ND 0.10 5 NTU 02/28/23 02/28/23 2309143
General Chemical Analvses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 03/01/23 03/01/23 2309058
25417 Pennsylvania Ave (S13-008 Zone:1) 23C0017-06 (Water) Sample Date:  02/28/23 7:00  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Uits Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.09 N/A mg/L 02/28/23 02/28/23 2309033

CI Res Total (Field) Field 295 N/A mg/L 02/28/23 02/28/23 2309033

pH (Field) Field 8.47 N/A pH Units 02/28/23 02/28/23 2309033

Temperature (Field) Field 18 N/A °C 02/28/23 02/28/23 2309033
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 02/28/23 03/01/23 2309099

E. Coli SM 9223 A N/A P/A 02/28/23 03/01/23 2309099

Plate Count SM9215B 5 1 500 CFU/mi 02/28/23 03/02/23 2310001 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 1o mg/L 03/01/23 03/01/23 2309058
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23C0017

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4thWeck of February, 2023 Received:  02/28/23 16130

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  03/07/23
2052 Dawn St (A Zone:1) 23C0017-07 (Water) Sample Date:  02/28/23 7:45  Sampler: 1. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Balch Qualifier
Field Analyses

Cl Res Free (F ield) Field 0.02 N/A mg/L 02/28/23 02/28/23 2309033

ClI Res Total (Field) Field 2.72 N/A mg/L 02/28/23 02/28/23 2309033

pH (Field) Field 8.41 N/A pH Units 02/28/23 02/28/23 2309033

Temperature (Field) Ficld 1.3 N/A °C 02/28/23 02/28/23 2309033
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 02/28/23 03/01/23 2309099

E. Coli SM 9223 N/A P/A 02/28/23 03/01/23 2309099

Plate Count SM9215B ND 1 500 CFU/ml 02/28/23 03/02/23 2310001 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 o mg/L 03/01/23 03/01/23 2309058

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Post Office Box 329 San Bernardine, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Numiber 1088
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Clinical Laboratory of San Bernardino, Inc. 7A /f Chain of Custody
— _ 230017
Client City of Lomita System Number : Analysis Requested
Address 24373 Walnut Avenue : - Commenis:
: Lomita, CA 91717 1 910073 % Analyzers used:
- estinat ] 1. Freg Chlorine - HACH, DR3390,
Phone # (10) 903-2243 Destnation: Luboratury 2l ., Calibration Date:__Auto Calibrating
Fax # : IX} Clinical Laberatory § & DPD Reagent Exp.;
Project Standard Analysis RWQCR Compliance ~|3 g 2. Total Chlorine - HACH, Pocket
Weekly Distribution Samples: dth week of il e Colorimeter,
Sub Project February 2023 YES orE |7 Calibration date:_Auto Calibrating
Sk DPD Reagent exp. date:
Comments 1088 jf £ 3. pH and Temperature - HACH,
Sampled by JW = HQI1d
Date Time Sample Idenitification Mutrin | Preserv | Type | Bottle #| Tempc it Cl:’:r‘i’m. ﬂ.r::::w :""; Calibration Date:
2/28/2023 | £ /) 1912 W. 259th St. (S13-001 Zoxe: 2) pwi 1,7 | 1D V2 30 v o3 1.7« |x X
R 7 26314 Monte Vista { S13-002 Zone:3) pwl 1,7 | 1D § 2 (50 ]’ 55 1Y oy 2L 3] Ix
"N ?E)D 1948 W, 252nd St. {S13-003 Zone: 1) Dw 1.7 1D 3 . i ] 0‘ ﬁ&" 4!‘:2 sl x[x
S P 24632 5. Moon Ave, (S13-004Zone: 1) [ DW | 4,7 | 1D | 4 | (L3 e Q06 1707 [x] Ix
LY 2500 PCH (5-13-005 Zone: 2) pwl 1,7 ] 1p 5 (018472 16,08 1922 Ixlxlx
" 1.Ch | 25417 Pennsylvania Ave (S13-008 Zane: 1) | DW | 1,7 | 1D | ¢ TN O ;‘ ¢ Ix| Tx
W T 2052 Dawn St (A Zone: 1) pwl 1,7 | 1D T 2vh gt laee 12 73 X X
Preservatives: (1) Nop&,0s (2) HEOY (3} HNG3  (4) NHACL Matrix: ’W-Drinking Water, WW-Waste Water, $W-Storm Water, GW- Gron ter, W-Well D- Dist,
(3) H2804 _(6) Ne2S03 (J) Celd (8) Other: Type- -Routine, 2-Repeat, 3-Replicement, 4-Sp)d:{d Jy
Relingxislfqd WS@) . Print Name /Company ‘ Date / Time o n Recelved By (sipn)
John Williams / City of Lomita 2/28/2023 1:305 ,
(Zusls_Madaetl Lo RS 1% /,,MW
Samples recelved: V() On ice p() Intact { ) Custody seals Temp 3. ‘¢ ()F 3 C
Shipped Via | | LI |FetX |CLSB [ |UPS || Client | | Other Page I of 1
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