Srate Water Resourees Contral Board Divisioe of Drinking Warsy

MONTHLY SUMMARY OF DISTRIBUTION SYSTEM COLIFORM MONITORING
(including triggered source monitoring for systems subject to the Groundwater Rule)

CITY OF LOMITA 1910073
Sampling Ferad
- March - 2023
Number Number Number Total Number Fecal/
Required Collected Coliform Positives E.coli Positives
1. Routine Samples (s¢e note 1) 20 20 0 [0}

2. Repeat Samples Following Samples Which are Total Coliform
Positive and Fecal/E.coli Negative (see notes 5 and 6) 0 0 0

3. Repeat Samples Following Routine Samples Which are
Total Coliform Pesitive and Fecal/E.coli Positive

(see notes 5 and &) 0 0 0

4. MCL Computation For Total Coliform Positive Samples

a. Totals (sum of columns) 20 20 (1]

b. If 40 or more samples collecied in month, determine
percent of samples that are total coliform positive

[(total number positive/total number coliected) x 100] N/A
c. Is system in compliance... ...with fecal/E. coli MCL?
(s¢e notes 2 and 3) Yes l: No
.... with monthly MCL? Yes ] No
(see note 4)
5. Source Samples Triggered by Routine Samples that are Total Coliform Positive 0 0 II'

(This applies only to systems subject to the Groundwater Rule - see notes 7 and 8)

6. Invalidated Samples
{Note what samples, if any, were invalidated; who authorizad the invalidation; and when replacement samples
were collected. Attach additional sheets, if necessary.)

7. Summary Completed By:

Signulters 0 n! ) Tile D
’- M,g A ff é{,«,&w PAA Chief Water Operations Manager 4/6/2023

Comments: No groundwater source

1. Routine samples include:

&. 3amples required pursuant to 22 CCR Section 64423 and any additional samples required by an approved routine sample siting plan established pursuant to 22 CCR Section 64422,
b. Extrg samples are required tor systems collectmg less than f1ve routine samples per month that had one or more t0tal colrtorm POSIHIVES 11 previous month;
¢. Extra samples tor systems with Righ source water turbidihies that are using surface water or groundwater under direct intluence ot surtace water and
do not prachice tiration In compliance with regulations;
. Note: For a repeat sample tollowing a total coliform positive sample, any tecal/&.coli positve repeat (boxed entry) constitutes an MCL violation and
requires immediate notification te the Department (22, CCR, Section 64426,1),
3. Note: For repeat sample following & fecal/E.coli positive sample, any total coliform positive repeat {boxed entry) constitutes an MICL violation and
requires immediate notitication to the Department {22, CUR, Section 62426.1).
Total coliform MCL (Notify Department within 24 hours of MCL violation):
& For systems colleching less than 44 samples, 1t two or more samples are total colrtorm positive, then the MCL 15 violated.
b. For systems colleching 40 or more samples, 1t more than 5.0 percent ot samples collected are total ¢oliform positive, then the MCL 15 violated.
Positive results and their associaled repeat sampies are to be tracked on the Coliform Monttonng Worksheet.
. Kepeat samples must be collected within 24 hours of bemg nontied of the posttive resuits. For systems collecting more than one routme sampie per month, three repeat samples
miust be collected tor ¢ach total coliform positive sample. For systems collecting one or tewer routine samples per month, four repeat samples must be collected tor each total colrtomm
positive sample.
For systems subject to the Groundwater Rule: Fositive results and the associated triggered source samples are to be tracked on the Colitorm Monitoring Workshest.
- For triggered sample(s) required as a result of a total cohiterm rounne positive sample, an #.cofi, enterococel, or coliphage positive trggered sample (boxed entry) requires
immediate notification te the Department, ‘Lier 1 public notification, and corrective action. 1072009 - 8477
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CITY OF LOMITA

MONTHLY CHLORINE RESIDUAL SUMMARY

Mark Andersen, Chi@aﬁons Manager

28-Feb 31-Mar
R L T T L N e L T O Mogmon 1 Toe e o ORI R Fetai o
13-1 1912 W 25gth PI. 2/7/2023 7 45 AM 2 65 A A 2 13-1 1912 W. 256th P, 3I712023 8:25 AM 2.79 A A 2
13-2 26314 S. Monte Via. 2/712023 8:10 AM 2.60 A A 3 13-2 26314 S. Monte Via. 3/7/12023 8:05 AM 2,70 A A 3
13-3 1948 W, 252nd St. 21712023 8:30 AM 1.88 A A 1 13.3 1948 W. 252nd SI. 3/712023 8:50 AM 2.62 A A 1
13-4 24532 S. Moon Ave., 2/712023 6:50 AM 3.09 A A 1 13-4 24632 S. Mcon Ave. 3/712023 6:50 AM 2.91 A A 1
13-5 2500 PCH 2/7/2023 7: 25 AM 1.89 A A 2 13-5 2500 PCH 3/712023 7:40 AM 1. 95 A A 2
LR RN T T “¥Zone™ T AT e Tk W& ptefr, L Feloeeng Zongsss
13-1 1912 W. 259th Pl. 2/14/2023 8 30 AM 2.70 13-1 1912 W, 256th PI. 3/14/2023 | 8:42 AM 2.63 A A 2
13-2 26314 S. Monte Vta. 2/14/12023 8:15 AM 2.80 13-2 26314 S. Monte Via. 3/14/2023| 8:33 AM 2.80 A A 3
13-3 1948 W. 252nd St. 2/14/2023 8:45AM 270 13-3 1948 W. 252nd St. 3/14/2023| 8:55 AM  3.06 A A 1
13-4 24632 S, Maon Ave. 2/14/2023 7:00 AM 2.89 13-4 24632 S. Moon Ave. 311412023 6:47 AM 2.89 A A 1
13-5 2500 PCH 2/1 412023 7:45 AM 2.05 13-5 2500 PCH 3/14/2023| 7:30 AM 1 97 A A 2
o, fikogalion - R LY Fee - @é - $Loation, . mmawa¥ 0 o3 - oy g S % ~Zond
13-1 1912 W. 259th Pi. 2/21/12023 8:10 AM 2.54 13-1 1912 W. 250th PI. 3/121/2023| 8:15 AM 2 24 A A 2
13-2 26314 S. Monte Vta. - 2/21/12023 8:30 AM 2.59 13-226314 S. Monte Vta. 3/21/2023| 8:00 AM 2.62 A A 3
13-3 1948 W. 252nd St. 2/21/12023 7:35 AM 2,55 13-3 1948 W. 252nd St. 3/21/2023| 8:30 AM  2.58 A A 1
13-4 24632 S. Mocn Ave. 2/21/2023 7:05 AM 2.90 13-4 24632 S. Moon Ave, 3/21/2023( 7:00 AM 2.82 A A 1
13-5 2500 PCH 212112023 8:45 AM 2.01 13-5 2500 PCH 3/121/2023| 7: 30 AM 1.96 A A 2
s #w R i s wes @ VLocationgaenREt v - L HERX b ogme e ORIF L nesag. o Yme200Q
13-1 1912 W. 259th PI. 2/28/2023 8:50 AM  2.65 |13-1 1912 W. 259th Pi. 3/28/2023| 7: 2.58 A A 2
13-2 26314 S. Monle Via. 2/28/2023 8:30 AM 2.76 '13-2 26314 S. Monte Vta. 3/28/2023, . 7:40 AM 2.81 A A 3
13-3 1948 W. 252nd St. 2/28/2023 7:30 AM 2,97 13-3 1948 W. 252nd St. 3/28/2023| 8:30 AM 2.62 A A 1
13-4 24632 S. Moon Ave. 2/28/2023 6:48 AM 2,99 13-4 24632 S. Moon Ave. 3/28/2023| 7:00 AM  2.89 A A 1
43-5 2500 PCH 2/28/2023 7:15 AM 2.06 13-5 2500 PCH 3/28/2023 7:20 AM 1.97 A A 2
Erm. o Hocalion - i ¥t - f  F PR, b Loctton PR i n o r Y i
13-1 1912 W, 259th PI. 13-1 1912 W. 256th PI. 2
13-2 26314 S. Monte Via. 13-2 26314 S. Monte Vta. 3
13-3 1948 W, 252nd St. 13-3 1948 W. 252nd St. 1
13-4 24632 S. Moon Ave, 13-4 24832 S. Moon Ave. 1
13-5 2500 PCH 13-5 2500 PCH 2
Average 250 Average 2.57
SIGNATURE: DATE: 4/6/2023



CITY OF LOMITA
PUBLIC WORKS DEPARTMENT

RAW WATER COLIFORM MONITORING
NAME OF WATER SYSTEM: LOMITA, CITY OF
SYSTEM NO: [1910073] [MONTH: March [VEAR: [ 2023 ]

SOURCE NAME  JANUARY  February MARCH APRIL MAY JUNE JULY AUGUST SEPTEMBER OCTOBER NOVEMBER DECEMBER
WELL 13-5 OFFL OFFL OFF

/

_—
/
/
/
/
/
/

VAN

TOTAL 0 0

-

pos T neg. OF] E NOT JAWEN ST, Y

EXAMPLES: | EG

FOR TOTAL COLIFORM POSITIVE RESULTS RECEIVED, INDICATE THE CONFIRMATION SAMPLES COLLECTED ON SUMMARY AND ATTACH THE LAB
RESULTS TO THIS PAGE.

COMMENTS:

SIGNATURE: Date: 4/6/2023



MONTHLY SUMMARY OF MONITORING
FOR SURFACE WATER TREATMENT REGULATIONS

System Name: CITY OF LOMITA System No.: 1910073
Wholesater

Name: ‘ WEST BASIN MUNICIPAL WATER DISTRICT

Month: March Year: 2023

DISINFECTION PROCESS DATA

Disinfectant residual type: Free chlorine (including well sources)
Free chlorine (no well sources)

Chloramines (including well sources)
Chloramines (no well sources) X

No. of distribution system residual samples collected:

o )
= R =)

No. of distribution system samples for HPC only:

Total No. residual and/or HPC samples collected:

No. of samples with no detectable residual and HPC is not measured:

No. of samples with no residual and HPC > 500 CFU/ml:

No. of samples for HPC only and HPC > 500 CFU/ml:

Total No. of samples with no residual and/or HPC > 500 CFU/m!:

o|olo]|o|o

Compute V = 1 - Total No. samples with no residual and/or HPC > 500 X 100= 1

Total No. residual and/or HPC samples collected
Meets Standard (i.e. V > 95%) (Y/N)? Y

SUMMARY OF WATER QUALITY COMPLAINTS

General Complaints:

Type of Complaint Number |Corrective Actions Taken

Taste/Odor 0

Color

Turbidity

Suspended Solids

Olo|ol o

Other (Describe}

Reports of Gastroinfestinal Iliness {Attach additional sheets if necessary):

Persons
Reporting Date Corrective Actions Taken

Explain any failure of the standards and corrective action taken or planned (attach extra sheets if necded):

Noie:
1. Refer to 191073-City of Lomr total chlorine, free chlorine, totzl coliform, E. Coli, HPC and Nitrate.

i Date: 4/6/2023

Signature:

WAL X
Mark Andersen, Chief WateTOperatidns Manager



CITY OF LOMITA
MONTHLY GENERAL PHYSICAL SUMMARY

Mar-23
iy 1Y ] o) o Daley P Time o |t Color- | Oder-: | Tubidiy- ] _ pH. | Zone . | w .. bogations . | . Datex ¢ . Time:s | :Color’ | Odor | .Turbidily | - TpH Zona
13-1 1912 W. 266th PI. 2 13-1 1912 W. 250th PI. 2
13-2 26314 8. Monie Vta. 3 13-2 26314 S. Monte Via, 3712023 8:05 AM ND 1 ND 8.00 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd St, 1
13-4 24632 5. Moon Ava. 21712023 6:50 AM ND 1 ND 8.07 1 13-4 24632 S, Moch Ave, 31712023 6:50 AN ND 1 ND 8.03 1
43-5 2500 PCH 21712023 2 13-5 2500 PCH 2
2 Locatian - sl B Zong’t 5 Locatlort. i 27 L5 g0 0 s e At fhore s e - 0 [ T Zone
13-1 1812 W. 250th PI. 2 13-1 1912 W. 258th PI. /1472023 8:42 AM ND 1 0.11 8.10 2
13-2 28314 S. Monle Via. 2M14/2023 | 8:15 AM ND 1 ND 7.56 3 13-2 26314 5. Monls Vta. 3
13-3 1048 W. 252nd St. 2/14/2023 | B:45 AM ND 1 ND 8.46 1 13-3 1048 W. 252nd St 1
13-4 24632 8. Mocn Ave. 1 13-4 24632 5. Moon Ave. 1
13-5 2500 PCH 2 13-5 2500 PCH 311412023 1 2
CE L Decatig A g R R RN LA 7 T Zohe. P T oLdtationdfRE e T iR e BRI ZoNg.5
13-1 1912 W. 250th Pi. 2/21/2023 ND 2 13-1 1912 W. 259th PI. 3/21/2023 | 8:15 AM ND 1 Q.16 8.58 2
13-2 26314 5. Monte Via, 3 13-2 26314 S. Monte Via. 372172023 | 8:00 AM ND 1 ND 8.60 3
13-3 1948 W. 252nd St. 1 13-3 1948 W. 252nd SL. i
13-4 24632 5. Moon Ave, 2/121/2023 | 7:05 AM ND 1 ND 8.29 1 13-4 24632 S. Moon Ave. 1
13-5 2500 PCH 2 13-5 2500 PCH 2
[ plocation . SRS | T e - Z07) EEEE < Zorig-
13-1 1812 W. 250th Pl 2 13-1 1812 W. 250th PI. 2
13-2 26314 §. Monte Vta. 3 13-2 26314 . Monte Vta. 3
13-3 1948 W, 262nd St 2/28/2023 7:30 AM ND 1 ND B8.41 1 13-3 1848 W. 262nd St, 3/28/2023 8:30 AM ND 1 ND 8.40 1
13-4 24632 5. Moon Ave. 1 13-4 24632 S. Moon Ave. 312812023 7:00 AM ND 1 0.19 8.11 1
13-5 2600 PCH 212812023 | 7:15 AM ND ND 8.42 2 13-5 2600 PCH 2
i iCocation -Zohel s % T Location £ B c Zone:
13-1 1912 W. 2501h P, 2 13-1 1912 W. 2561h PI. 2
13-2 26314 S. Monte \ia. 3 13-2 26314 5. Monte Via. 3
13-3 1948 W. 252nd St 1 13-3 1948 W, 252nd Si, 1
13-4 24632 5. Mocn Ave. 1 13-4 24632 8. Moon Ave. 1
13-5 2500 PGH 2 13-5 2500 PCH 2

Note:
Cross-reference the TCR Report lor test results for the GP

SIGNATURE: \0‘\ . DATE: 4/6/2023

Mark Andersen, Chief WatgrGperations Manager










STAGE 2 DISINFECTION BYPRODUCT RULE
HALOACETIC ACIDS (HAAS}
1st QUARTERLY SUMMARY REPORT

Water System Name: Lomita City- Water Department

System No. 1910073

T "HARBE{ppB). <. ; i g
Manitoring Periods Meets

g PR MP1 MPZ MP3 (Cun':::Qtr) LRAA (HAAS) s'z":a'd OFL (HAAS} | Exceed OEL (Y/N)
Samplz Date (month/dute/vear): 423, 5410033,8724/22 ZI2/33,8/9/20,9/ 13722 IO/ L0, I 821200327 L023 2404723, 3/ 1423 (Y/N)
S13-011 (135M1) 26255 Appian Way, Lomita 22 £.6 12.9 101 7.9 10.1 Y 9.7 N
$13-001 (135042) 1912 258th PI,, Lomita 22 9.8 13.3 101 8,0 10.3 Y 8.5 N
513-003 {13-3) 1948 252nd 5t., Lomita Z1 9.5 13.4 .8 7.8 10.2 Y 5.8 N
S13-008 {1350M4) 2450 West 247th St., Lomita Z1 7.6 10.6 2.8 6.8 8.4 Y 8.2 N

JComments:

Note: If your OEL is higher than the HAAS WCL at any Iocation in the distribution system, you rust conduct an operational evaluation by examining the system treatment and distrlbution operatienal practices,
capacdity; distribution system flushing; changes In sources or so
exceedances: Please submit your operational evaluation report

including: storage tank operations; excess storage
es; and any problems that may contribute to HAAS formation. From this evaiuation you must identify what steps could be taken to minimize future OFL
ite for review within 90 dal,

Name & Title of Person Submitting Repeort Date 4/6/2023

Mark Anddrsen, Chief Water Cperations Manager
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CITY OF LOMITA, System No. 1910073 - Month: March, Year: 2023

MONTHLY NITRIFICATION MONITORING SUMMARY REPORT

#| Code | Sample ID Location Sample Date Temp pH Total Free Chlorine Total . Free Nitrite. Nitrate Collform? HPC Zone Comments
Chlartne Ammonia Ammenia

Units/Others —> MM/DD/YYYY o mg/L mg/L mg/L mg/L mg/L. mg/L P/A CFU/m!

1 D 513-001 [1912 W 259th Pl 3/7/2023 18.1 B.02 2,79 0.00 0.51 0.04 0.009 ND A 2 2 [MWDOnly
2l D 513-002 (26314 S Monte Vista Ave 3/7/2023 19.0 8.00 2,70 0.05 0,55 .05 0.011 ND A ND 3 [MWDOnly
3| D 513-003 1948 W 252nd St 3/7/2023 17.7 8.08 2.62 0.00 0.52 0.06 0.010 ND A ND 1 |[MWD Only
4 D 513-004 (24632 5 Moon Ave 3/7/2023 17.3 8.03 2.91 0.01 0.56 0.03 0.010 ND A 1 1 |MWDOnly
5 D 513-005 |[2500 FCH 3/7/2023 22,1 B.01 1.95 0.03 0.49 0.06 0,051 ND A 1 2 |MWD Only
6| D 513-008 [25417 Pennsylvania Ave 3/7/2023 22.0 8.20 2.66 0.07 0.58 0,03 0.017 ND A ND 1 [MWDOnly
7l D A 2052 Dawn St 3/7/2023 18.4 7.99 0.03 0.03 (.55 .04 0.007 ND A 75 1 (MWD Only
8] D WEE 3/7/2023 17.5 8.15 3.01 0.04 0,51 0.03 0.006 1 |[MWD Only
1l D 513-001 [1912 W 259th Pl 3/14/2023 185 8.10 2.63 0.05 0.53 0.13 0.012 0.50 A 2 2 |[MWD Only
2l D 513-002 [26314 S Monte Vista Ave 3/14/2023 17.4 7.99 2,80 0.08 0.52 0,11 0.011 0,48 A ND 3 |MWD Only
3] D 513-003 (1948 W 252nd St 3/14/2023 18.0 8.06 3.06 0.05 0.51 0.04 0.009 0.48 A ND 1 [MWD Only
41 D 513-004 (24632 5 Moon Ave 3/14/2023 17.6 7.97 2.89 0.07 0.55 0.10 0.011 0.48 A ND 1 MWD Only
51 D 513-005 [2500 PCH 3/14/2023 18.8 8.05 1.97 0.02 0.43 0.17 0,063 0.52 A ND 2 [MWD Qnly
6] D 513-008 |[25417 Pennsylvania Ave 3/14/2023 18.1 8.01 2.77 0.06 0.51 0:.07 0.017 0.48 A 24 1 MWD Only
7] D A 2052 Dawn St 3/14/2023 17.5 8.11 2.94 0.04 0.51 0.06 0.009 0,51 A 1 1 MWD Only
3] D WERE 3/14/2023 17.4 8.13 2.85 0.05 0.50 0.09 0.009 1 |MWD Only
—1- D 513-001 [1912 W 259th P} 3/21/2023 17,2 8.58 2.24 0.03 0.54 0.14. 0.014 0.53 A 2 2 [MWD Only
2] D 513-002 (26314 5 Monte Vista Ave 3/21/2023 16.3 8.60 2.62 0.03 0.56 0,10 0.014 0.56 A 4 3 |MWD Cnly
3] D 513-003 [1948 W 252nd St 3/21/2023 16.8 8.51 2.58 0.06 0,54 - 0.10 0.007 0.55 A 4 1 [MWD Only
4] D 513-004 [24632 5 Moon Ave 3/21/2023 17.6 7.99 2.82 0,00 0.56 0,05 0,008 0.55 A 1 1 [MWD Only
5| D 513-005 12500 FCH 3/21/2023 17.6 8.40 1.96 0.00 0,47 0.08 0.061 .58 A ND 2 MWD Qnly
6| D 513-008 25417 Pennsylvania Ave 3/21/2023 17.1 8.12 2.72 0.03 0.55 0.04 0.017 0.57 A 24 1 |MWD Only
71 D A 2052 Dawn St 3/21/2023 17.0 8.30 2.99 0.02 0.56 0.02 0,010 0.56 A 2 1 MWD Only
g8 D WBE 3/21/2023 16.1 8.48 2.37 0.03 0.48 0,12 0.008 1 [MWD Only
1| D 513-001 |1912 w 259th Pl 3/28/2023 17.4 8.31 2.58 0.05 .51 0,10 0,020 C.58 A 4 2 [MWD Only
2| D 513-002 126314 5 Monte Vista Ave 3/28/2023 16,1 8.40 2.81 0.05 0.49 0.13 0.013 0.57 A ND 3 MWD Qnly
3] D 513-003 |1948 W 252nd St 3/28/2023 18.0 8.40 2,62 0.02 0.49 0,13 - 0.009 0.57 A i 1 |MWD Only
4] D 513-004 |24632 S Moon Ave 3/28/2023 17.6 8,11 2.89 0.03 0.4% 0.07 0.008 0.60 A ND 1 MWD Only
5 D 513-005 |2500 PCH 3/28/2023 17.7 8.24 1.97 0.04 043 . - 0.12 0.055 C.62 A ND 2 |MWD Qnly
6] D 513-0C8 |25417 Pennsylvania Ave 3/28/2023 17.9 8.26 2,87 0.00 053 0,02 0.009 0.55 A 68 1 [MWD Only
7] D A 2052 Dawn 5t 3/28/2023 17.0 8.39 3.03 0.04 C.E 052 7 Q.02 0.007 - 0.61 A ND 1 [MWD Only
g8 D WB8 3/28/2023 17.4 8.38 2.87 0.06 053 - 0.15° 0.003 - 1 [MWDOnly
1l O 513-001 1912 W 259th Pl 2 |MWD Qnly
2| D 513-002 26314 5 Monte Vista Ave 3 [MWD Only
3| D 513-003 1848 W 252nd 5t i 1 MWD Only
4] D 513-004 24632 5 Moon Ave E - 1 [MWD Only
5p D 513-005 2500 PCH = 2 |MWD Only
6f D 513-008 [25417 Pennsylvania Ave 1 |MWD Only
71 D A 2052 Dawn 5t 1 MWD Only
3 D WB8 i 1 IMWD Only




APPENDIX A

LABORATORY RESULTS


















Clinical Laboratory of San Bernardino, Inc. Chain of Custody

22C0SEYT
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comments;
Lomita, CA 91717 1910073 g Analyzers used:
Phone # (310} 903-2243 Destination Luboratory Q 1: F-rcc C:hlorine - HACH, DP'.89D.'
- — Eln Calibration Date:__Auto Calibrating
Fax # [X] Clinical Laboratory § 5 DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance 13 |z 2. Total Chiorine - HACH, Packet
\ Weekly Distribution Samples: Ist week of . =l 3| [Colorimeter,
Sub Project March, 2023 YES o g g Calibration date:_Auto Calibrating
Commments i g’ DPD Reagent exp. date:
1088 & 3. pH and Temperature - HACH,

Sampled by S - HQ11d

Date Time Sample Idenitification Mucrix | Presers Type |Bottle#| Tempc | pH Ci:::'::ne c:::m':m g Calibration Date:

3/712023 |hF7s 1912 W. 259th St. (S13-001 Zone 2) DW | 1,7 | 1D 1 g8 18.0L10.00 7 2 [x X

v nfnd 26314 Monte Vista ( $13-002 Zone:3) ow | 1,7 1D 2 '\C\‘ e300l .05 1.2 2 x| x|x

A =P 1, 1948 W. 252nd St. (S13-003 Zone: 1) ow | 1,7 iD 3 131801 0N.ODL222 | x X

non 650 24632 8. Moon Ave. { $13-004 Zone: 1) Dw | 1,7 1D 4 173184 s 0y |y x| x|x

" | aY e 2500 PCH (8-13-005 Zone; 2) pDw | 1,7 iD 5 1227 |do/ (o207 T /g5 | X

"o | p7/& | 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 | 1D 6 970 | Y2002 7,7 1x X

o e g 7 2052 Dawn St (A Zone: 1) pwi 1,71 i | 7 1I8Y | 7941005 [ 990 [x| [x
Preservatives: (1) Ma,5,0, (2) 1ICL (3} HNO3  (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.

{5) HXSO4 (6) Na2S03 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3- Reg].yément, 4-Special

Relinquished ?yﬁigfv‘ : Print Name / Conpany " Date/ Time - / Received By (sign)

e
/o2~  Johm Williams _/ City of Lamjta  |3/72023 ! - %/‘%{, e o S5
Do 5 D T 3 5

/ . /633%7] M' /A 7%2’;
/ . Samples received: (() On ice ()<)71ntact (/(fCusmdy S{als Temp Zé ‘2—( ) F (b{) C

Page 1 _of 1

Shipped Via | | | 1 1FedX |x|CLSB [ |UPS [ |Client | |Other




























-,

Clinical Laboratory of San Bernardino, Inc.

Chain of Custody

H23C)320
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comments:
Lomita, CA 95717 1910073 § Aupalyzers used:
? @) 1. i'ree Chlorine - HACH, DR$90,
- Destination Lab !
Phone # (310) 903-2243 J.ﬂm:’.m‘ on Ladoratory % o = Calibration Date:__Auto Calibrating
Fax # [X] Clinical Laboratery § 5 = |DPD Reagent Exp.:
Project Standard Analysis RWQCE Compliance =R 5 2. Total Chiorine - HACH, Pocket
. Weekly Distribution Samples: 2nd week of Pl g |3 | e [Colorimeter.
Sub Project March, 2023 YES = .g* & | |Calibration date:_Auto Calibrating
= -
Ll 8] L. |DPD Reagent exp. date:

Comments 1088 ’-; = “ 13, pl{ and Temperature - HACH,
Sampled by S = HO11d

Date Time Sample Idenitification Matrix | Presery | Type  [Bottle #] TempcC pH Free Towd 1'% Calibration Date:

Chiorine Chlorine ‘

3/14/2023 |ORi2eed 1912 W. 259¢h St. (S13-001 Zone: 2) pw | 7 [ 1D 8.5 | Q0 [0.05 | /6% (x| x| x]x

v R T 26314 Monte Vista { $13-002 Zone:3) DV 7 iD 2 1134 1399 1603 o d)ﬂ X X

I 1948 W. 252nd St, {S13-003 Zone: 1) pw | 7 17 3 180 181005 L300 |x x|x

" G MBge| 24632 8. Moon Ave. ($13-004 Zone: 1) ow | 7 b 1 4 WL 38310061249 = X

" [Tt 2500 PCH (S-£3-005 Zonc: 2) ow | 7 | 1] 5 198 [R0o8]| 007 1,57 |« xlx

"' |948awe 25417 Pennsylvania Ave (S13-008Zone: ) | DW | 7 | 1D | 6 181 | R0L 1006 [Z77 x| |x

o INFOD 2052 Dawn St (A Zone: 1) pw | 7 1D IR AT N A A X

R 26255 Appian Way bW | 7 1D 8 I8 | iy 008 .2+ X

R ErS 2450 W, 247th Street DW | 7 ID.| 9 %9 |Aodi 60c | 11 X
Preservatives: (1) Nay$Oy (2) HO) (3) HNO3  (4) NEMC

(5} HISOM (6 Na2S03 (1) Cold (8) Quher:

Matrix: DW-Drinking Water, WW-Wasie Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist,
Type- 1-Routing, 2-Repeat, 3-Replyfement, 4-Sperial N

" Religquished By (Sign)

Print Name / Company

- Date / Time

g

" Received By (sign)

Is)

_John Williams / City of Lomita

V42023 o0 o2 D

‘-.

5
T, T

DSy £ 5 D

(2D S oo

/50////! 727 / /ﬂ.//(ag

Samples received: (>Q On ice (J-QIntact (,{) Cus/y seals Tu,{ & ()F (SQ/C

Shipped Via

-

| [1FedX [X}Lab | |UPS

| | Clienr

| | O¢her

Page 1 _of I



















Clinical Laboratory of San Bernardino, Inc.

211

Chain of Custody

25C 04Y

Chlient City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 g Analyzers used:
Phone # (310) 903-2243 Destination Laboratery e L F_TM (':hll)l'ille - HACH, 01?890'.
P — Sl Calibration Date:_Anto Calibrating
Fax # X} Clinieal Lahoratory § g DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance 215 |z 2. Total Chlorine - HACH, Pocket
. Heekly Distribution Samples: 3rd week of . mlg |3 Colerimeter,
Sub Project March 2023 YES ] -;' ) Calibration date:_Auto Calibrating
Sy DPD Reagent exp. date:

Comments ‘ 1088 il 3. pH and Temperature - HACH,
Sampled by LW ~ HQ11d

Date Time Sample Idenitification Matrix | *reserv Type Boide # Temp C pH ('I:::::ne Cl'l:l?)t::m (53 Calibration Date:
32172023 /AT | 1912 W. 259th St. (S13-001 Zone: 2) pw [ 17 | 10 | 1 [/ J|Z35 K 0.09 | 2% = x|

o EPpp 26314 Monte Vista { $13-002 Zone:3) pw !l 1,7 | (D 2 2 312001003 1.2 & x| =

nor ey 1948 W. 252nd St. (S13-003 Zone: 1) pw | 1,7 | D 3 /N (,? S / 0.00 | 757 X

non O Fod 24632 S. Moon Ave. ( 513-004 Zone: 1) Dw | 1,7 1D 4 /7 \Z.; 16 00 ol oo I x x

" o7 2500 PCH (S-13-005 Zone: 2) bW | 17| 1D | 5 [/ 4 /}7 7!0 0.00 | /. Z5|x| |

" " | 78| 25417 Pennsylvania Ave (S13-008 Zone: 1) { DW | 1,7 | 1D 6 /771210035272 X

won | o R 2052 Dawn St (A Zone: 1) pW | 1,7 | 1D 7 111.018.201 0.0% .2 99 [x X
Preservatives: (1) Na;5,0; (2) HCE (3) HNQ3  (4) NH4Cl Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.

(5) H2504 (6)Na2803 (T) Cold (8) Other: Type- 1-Refutipe, 2-Repeat, 3-Replacement, 4-Special
_ Relingyished By IS:g/;z)’ Print Name / Company Apate/ Time ( f/ .y, . f .Received By (sign)

. John Williams_/ City of Lomita __ (32172023 ] [ 7H G "1 (4 NS
s S— { Y il .t‘l CL$I; A [ i/ZI/'z”zi r[‘-l / 4 Dt + g L] a
AL V7 A LA ] A 122 C ] TS F Sz T 7 w0 703
/ Samplef received: n |ce ( )Intact ( ) Custody seals TtmpuI ‘Ll' ( )F }q’{

Shiphedts | | [ | FedX |x|CLSB | |UPS | |Client | | Other Page_I_of 1



















Clinical Laboratory of San Bernardino, Inc.

Chain of Custody

#HZ3CRESH
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue - Comments:
Lomita, CA 91717 ] 91 0073 % Analyzers used:
. e} 1, Free Chlorine - HACH, DRSM.
Phone # (310) 203-2243 Destination Laboratory % . Callbration Date:  Auto Calibraing
Fax # {X] Clinical Laboratory g & DPD Reagent Exp.:
Project Standard Analpsis RIWQCB Compliance 312 14| |2 Total Chlorine - HACH, Pocket
. Weekiy Distribution Samples: 4th week of . Ml |3 Colorimeter,
Sub Project March 2023 VES o1& |F] |Calibration date:_Auto Calibrating
Comments f_': g DPD Reagent exp. date:
c 3. pH and Temperature - HACIL,
Sampled by LW 1088 ?"_: HQ11d
Date Time Sample Idenitification Matrix | Presery |  Type |Bottle #] Temp € i mﬁ;‘:“ “'ﬂ‘;'r‘:'“ E Calibration Date:
32872023 | 7 %lpp| 1912 W. 259th St. (S13-001 Zome: 2) pw | 1,7 [ 1D | 1 |3y [§a) [005 [ Zypix] |x

"t | uhwa| 26314 Monte Vista { S13-002 Zone:3) DW | 1,7 | 1D 2 b1 1BU0 1005 1727 [x X

7 (300w 1948 W. 252nd St. (S13-003 Zone: 1) pw | 17 [ 1 | 3 [0 (8401302 1726k x| x[x

v 2O 24632 8. Moon Ave, { $13-004 Zone: 1) pwW 1 1,7 1D 4 1.0 1 8u [aoxs 28 Ixlxfx

A I T 2500 PCH (S-13-005 Zone: 2) pW | 1,7 | 1D 5 DA 181004 [ £9F |x X

" | 70Ww| 25417 Pennsylvania Ave (S13-008 Zene: 1) | DW | |7 | 1D 6 (R |86 (00D lgzx7 Ix X

" e 7tom 2052 Dawn St (A Zone: 1) pw | L7 | D | 7 (A0 | 83A |08 L3 a3 x| |x

Proservativest (1) Na,S;0, (2) HCI (3) HNO3 (4} NH4C) Matrix: DW-Drinking Water, WW.-Waste Waler, SW-Storm Water, GW- Groond Water, W-Well D- Dist,
(5) H1504 (6) Na2503 (7) Cold (8) Othert Type- I-Routine, 2-Repeat, 3-R ment, 4-Speciph?

Rgrlin/quisj:ed By /‘Sign) Print Name / Company ) Date / Time / // /@5 - Received By (s:gtR
X oA g fe | dohn Williams _/Ciey of Lomita |3/28/2023 | — i %wa;z—é (>0)
/ Z , Weopae s £ LCLSB ZZEIR AR S G ,&/(’%; P

o - ’ <
N
‘ Sampies received: (}{) Onice ( {Intact jd) Custody seals Temp_7. & V b’ ()F ﬁ/)’ C
Shipped Vig i [ | [1FedX [x]CLSB | |UPS | |Cliemt | )| Other Page 1 _of 1




Clinical L.aboratory of San Bernardino, Inc.

Chain of Custody

'Client City of Lomita System Number Analysis Reguested
Address 24373 Walnut Avenue - Cominents:
=]
Lomita, CA 91717 1910073 g Analyzers used: 0
Phone # ~ — . o) 1. Free Chlorine - BACH, DR391.
(310) 903-2243 Destination Laborater) . _ % la |Calibration Date:  Auto Calibrating
Fax # 1X] Clinjeal Labaratory Sie DPD Reagent Exp.:
Project Standard Analpsis RWQCE Compliance 3 5 Z 2. Total Chlorine - HACH, Pocket
. Weekly Distribution Samples: Ist week of Fleo |3 Colorimeter,
Sub Project March, 2023 YES O1Z |7 | |Calibration date; Auto Calibrating
Comments «: & DPD Reagent exp. date:
—— . 3.pH and T ‘afure - HACH,
Sampled by JH 1088 z H&I;n Fperane
 Date . a Time Sample Iﬂ“ﬂtiﬁc};tiqn Matvix | Preserv | Type |Boitle #| TempcC pH Ci:;::ne Cl'f;::iim § Calibration Date:
3712023 |A 525 1912 W. 259th St. (513-001 Zone: 2) bw | 1,7 1D 1 14 . 2.6 1000 od 2EF (Xl | x
"N Imfnd 26314 Monte Vista ( 513-002 Zone:3) DW | 1,7 1D Y .00 £A.05 | 225 x| xlx
" lefso 1248 W. 252nd St. (S13-003 Zone: 1) DW | 1,7 1D 3 [H.3 Qﬂg OO0 748 | x X
"ot |asso 24632 5. Moon Ave. ( $13-004 Zone: 1) DwW | 1,7 D 4 7 A EpY e o legs x| x| x
vt a7y 2500 PCH ($-13-005 Zone: 2) DW | 1,7 | 1D 5 1227 1007 10,051 7.9 x m
__ {6774 | 25417 Penusylvania Ave (S13-008 Zone: 1) | DW | 1,7 | 1D 6 220\ ¥2010.0Z 777 |5 |x
" e g 2052 Dawn St (A Zone: 1) bw | 17 ] 1D | 7 [1ZHN ] 721005 997 1% |x
reservatives: (1) Na,8,0, (2)BC1 (3) HNO3  (4) NH4CI

(5} H2804 (6} Na2S03 (7) Cold (8) Other;

Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.

AL S

Type- 1-Routineg, 2-Repeat, 3-Replagfment, 4-Special

ﬂJo]-m Williams

/ City of Lomita

3/7/2623

Whipped Via | |

Samples received: (»O On jee ( )07 Intact (/(f Custody seals Temp ()F (><) C

| [1FedX [x|CLSB || UPS [ 1Cliens | | Other’

Page_1 of I_




Clinical Laboratory of San Bernardino, inc.

Client

Chain of Custody

City of Lomita System Number Analysis Requested
Addvress 24373 Walnut Avenue = Comments:
Lﬂlnita, CA 91717 1910073 ;’: Ana!yzers ].ISe'd:
G0 o050 2| | o macr .
Fax # ) [X] Clinical Laboratory 'éf g E DPD Reagent Ex.p.:‘
Project Standard Analysis RWQCB Compllance E 5 Z Z |2. Total Chlorine -HACH, Pocket
. Weekly Distribution Samples: 2nd week of Bls |2 % Colorimeter.
Sub Project Marc]i, 2023 YES Q “E & "Er' Calibration date:_Auto Calibrating
; g DPD Reagent exp. date:
Commt}ntsr 1088 I = “ (3. pH and Temperatare - HACH,
Sampled by LW ~ HQ11d
Date ) - Tlme Samp]e Idenitlﬁcatmn | :Mntr'ix Treserv { Type {Bottle #| TempC i C:l‘::i:ne Cl’];](:izlne ('E) Calibration Date:
3/14/2023 (OR2ee] 1912 W. 259th St. (S13-001 Zone: 2) DW | 7 1D 1 8.5 | @0 00% | 2493 0x{x|xlx
AR (A 5 ¥ 26314 Monte Vista ( $13-002 Zone:3) Dw | 7 10 2 B4 178 60m |2 X0 |x X
"M DESSw 1948 W. 252nd St (S13-003 Zone: 1) DW | 7 1D 3 10 [BOE [0 1206 [x x| x
"o M| 24632 8. Moon Ave, ( S13-004 Zone: 1) DW | 7 1D 4 g [ 793 003 (249 [x] |x
"M T aldeen 2500 PCH (8-13-005 Zone: 2) DW | 7 1D 5 188 [8os| 007l /97 x| x|x
" " 4% 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 7 1D 6 1181 |BOV 006 [L277 |« X
A 1) (7 2052 Dawn St (A Zone: 1) DW | 7 1D 7 FES [ R A0 72 7 [x X
R 26255 Appian Way DW | 7 1D 8 |34 (9w [O.05 [L2° x
R 2450 W. 247th Street DW | 7 1D o 9.8 [Aaod] 60 | TN X
Preservatives; (1) NuS,0; (2) BCI (3) HNO3 (4) NH4ACI

.(5) H2804 (6) Na’ZSOw Cold (8) Other:

Matrix: DW-Drinking Water, WW-Waste Water, SW-Storin Wafer, GW- Ground ‘Water, W-Well D- Dist.
2-Repeat, 3-Repla€ement, 4

Type- 1-Rountine

Special

John Williams

/! City of Lomita

3142023 ' 2

P

Vil

Samples received: () Onice ( )Intact ( ) Custody seals Temp

_ (Q)F ()C

Shipped Via I

{|}1FedX [X)Lab [\UPS [ ]Client [ Other

‘ Page_1 of 1




Clinical Laboratory of San Bernardino, Inc.

Chain of Custody

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue - I TComments:
Lomita, CA 91717 1910073 § Analyzers ]uselfl: ac o
" .Fr ine - , .
g:;)l;e # (310) 503-2243 D’esrilenrmn Lnbamrwjir g R éa];‘ill::agzno;)late: -1:“:: Czﬁbl'ating
: [X] Clinical Laboratory = & DPD Reagent Exp.
Project Standard Analysis RIFQCB Compiiance 218 |2| |2 Total Chlorine -HACH, Pocket
Sub Project Weelly Distribution Samples: 3rd week of YES oo _E ;‘: . Col.urim(.:ter. o
March 2023 o < |® Calibration date:_Auto Calibrating
Comments w': g’ DPD Reagent exp, date:
Sampled by . 1088 % ;Signd Temperzture - HACH,
Date _Time Sample Idenitification Matrix | Preserv | Type |Bottle #| Tempc |  pn C;::’M Cl’]; :‘r‘::m ;-_'3 Calibration Date:
3/21/2023 ?A/M 1912 W. 259th St. (813-001 Zone: 2) DW | 17 [ 1D V 7210 5 0.0 | 203 21 =
"o ks 26314 Monte Vista ( 813-002 Zone:3) DW | 1,7 | 1D 2 i ALRLOTO.0% ol End)x| x I x
"M i 1943 W. 252nd St. (813-003 Zone: 1) bW | 1,7 | 1D 3 1 K128 [0.00 | 759 x| =
e & Fad 24632 S, Moon Ave. (513-004 Zone: 1) DW | 1,7 iD 4 i Z& ] (1.00 o7 oo 1 x x
" 1 87%] 2500 PCH (S-13-005 Zone: 2) DW [ L7 | 1D | 5 177 6 0 4070.0D /e x| |x
"o n’?,;{j . 25417 Pennsylvania Ave (S13-008 Zone: L [ bW | 1,7 1D 6 | /';f ANz DO 220 X
" e R 2052 Dawn St (A Zone: 1) DW L7 1 10 | 7 1370830 0.0 |0 F9 x| |x
Teservatives: (1) Na;S,0, (2) HOI (3)ANG3  (4) NEIGY

{5) H2804 (6) Na2S03

Matrix: DW-Drinking Water, WW-Waste Water, SW.-Storm Wate
Type- 1-§

tife, 2-Repeat, 3-Replacement,

r, GW- Ground Water, W.-Well D- Dist,

4-Special
John Willisms _/City of Lomita ___[3212025 | [TFE L (ALY gl >
/4 a gnd o o CLEB  — 22023 f o} S ] S R
f/i.;;é Vas ‘WL-IML{,{ l(&{/ﬂf g“éi‘" "{.,fs / il . '
(/ Sampleg received:Mggfe ( )Imtact ( ) Custody seals Temp_ ()F }{\(;
hipPed¥tn | | | [1FedX |x]CLSB [1UPS [ Client | ] Other ] Page I _of 1_

























Clinical Laboratory of San Bernardino, Inc.

Chain of ?Jstody
= : : #HL3A039S
ent City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue - Comments:
Lomita, CA 91717 1910073 ;:3 Analyzers used:
Phone # (310) 903-2243 Destination Laboratory o 1. Free Chlorine - HACH, DR890.
Fax & — Zla :] Calibration Date:__Auto Calibrating
- i IX] Clinical Laboratory § 2 = |DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance i S Z Z |2. Total Chlorine - HACH, Pocket
Sub Project Weekly Distribution Samples: 2nd week of VES <] 5 :;: o Col?rimt.eter. o
January, 2023 |2 |¥ |z |Calibration date:_Auto Calibrating
Comments -:' g ;;;_ DPD Reagent exp. date:
Sampled by T 1088 E d .;vi(;;:il:nd Temperature - HACH,
Date Time Sample Idenitification Matrix | Preserv | Type  [Bottle #| Temp C pH Free Total -;‘: Calibration Date:
- : Chlorine Chlorine |~
111012023 | 7.5 70 1912 W. 259th St. (S13-001 Zone: 2) DW | 7 D I 124 |1% | ool de|x] x| x]x
von o 7-}3 26314 Monte Vista ( S13-002 Zone:3) DW 7 1) 2 Bo [F. VMl 243 x!x|x
S V27 1948 W. 252nd St. (S13-003 Zone: 1) Dw | 7 | i | 3 [ £i173.971 p.ov1235 [x] |x]|x
S £¢3C| 24632 S. Moon Ave. (S13-004 Zone: 1) DW | 7 ) 4 180 (85 ool 2.3k X
R Y 2500 PCH (S-13-005 Zone: 2) pWw |l 7 D | 5 |WA 332 [posrlleec [x] |x
" " 10700 | 25417 Pennsylvania Ave (S13-008 Zone: 1) DW 7 1D 6 W83 9.0 o/ [« X
" 1o£70 2052 Dawn St (A Zone: 1) bw| 7 | 0 [ 7 [,@g3[2s59[0 0025 [x] [«
"t pde 26255 Appian Way DW | 7 1D 8 1rqllse lgoolfe2
R Y 2450 W. 247th Street pW | 7 1D 9 &t 110 106487 |68
Preservatives: (1) Na,$;0; (2) HCI (3) HNO3  (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
(5) H2S04 (6) Na2SO3 (7) Cald (8) Othcr Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
Relugguslxgﬂ By {Stgn) Print Name / Company - Date / Time / ! / ] Received By (sign)
A fZZ— John Williams City of Lomita___|1/10/2023 2077 T EN / Denny Chaparro/ CLSB
Denny Chaparro/ CLSB 1710/2023 <D N Ny s
—= - ST (o) 1
N
Samples received: On ice ntact Custody seals Tem F C
P (p4Onice (vXintact ( ) y P OF e, |
Shipped Via | [ | 1 1FedX [X|Lab | |UPS | | Client | | Other Page_I_of I 4

























Clinical Laboratory of San Bernardino, Inc.

Chain of Custody

2ZR\2R7
O ~0 ~/5™

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue 3 Comments:
Lomita, CA 91717 1910073 2 fl‘";‘ﬂecr; e HACH DRSS
— o} . Free orine - HA .
- D Lab : ; ’
Phone # (310) 903-2243 ematton Laborator S| 5| |=|Calibration Date:_Auto Calibrating
Fax # : IX] Clinical Laboratory g § = \DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance Z| 2 [z |2 |2 Total Chlorine - HACH, Pocket
. Weekly Distribution Samples: 2nd week of | = |2 | g |Colorimeter.
Sub Project February, 2023 VES 2|5 |# |= |Calibration date:_Auto Calibrating
Commonts 5___ g ; DPD Reagent exp. date:
1088 s “ |3. pH and Temperature - HACH,
>
Sampled by JW. = HQ11d
Date Time Sample Idenitification Matrix | Preserv | Type |Bottle #| TempC | pH c Free Joul = Calibration Date:
hlorine Chlorine ‘
2/14/2023 | £ 53¢ 1912 W. 259th St. (S13-001 Zone: 2) pw | 7 1D V1 /6/ | 795103790 Tx x| x
LU [ X8 26314 Monte Vista ( S13-002 Zone:3) DW 7 1D 2 AYVARNR ClecZ |7 70 Ix]x]x
"o Al 1948 W. 252nd St. (S13-003 Zone: 1) DW | 7 1D 3 | 792303 & 31770 [x) x| x]x
e 24632 S. Moon Ave. ( S13-004 Zone: 1) DW | 7 1D 4 ’(, / YACle 221079 Ix X
2 2500 PCH (S-13-005 Zone: 2) DW [ 7 1D S /3 gl 722l 0l 7:7¢ |x X
"on ¢ 7.3¢ | 25417 Pennsylvania Ave (S13-008 Zone: 1) DW 7 1D 6 AN P Neci| o0 Ix X
Ry 2052 Dawn St (A Zone: 1) DW | 7 1D T ke 1P o 21797 Ix X
" Ty 26255 Appian Way DW | 7 1D 8 | /5 el 25712 ]| 3 o0 X
1 ug 2450 W. 247th Street DW | 7 1D S Iy 23l lod3 X
Preservatives: (1) Na,$,0; (2) HCI (3) HNO3  (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
(5) H2S04 (6) Na2SO3 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3-Replagement, 4-Special
gelzyqyzshed By (Sign) Print Name / Company Date / Time ,/{ Received By (sign)
/4{ « LM/g[/w ‘ John Williams _/ City of Lomita 2/14/2023 02 (¥ ’,//‘/ .&2//’-/—« = Denny Chaparro 7CLSB
By ~Demmy-€traparro / CLSB Dy, /) 2142023 2= 3 ‘ -
z -~ (X/ CZ//////\/)Q/ @V PAVES
Samples received: 9<) On ice ()() Intact K) Custody seals/l‘emp 7 4 @\F }() C
Shipped Via | | | L1 FedX XjLab [ [UPS | |Client | | Other Page 1 of I






















Clinical Laboratory of San Bernardino, Inc.

Chain of Custody

122G 10

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 g Analyzers used:
Phone # (310) 903-2243 Destination Laboratory g 1. F.ree C'hlorme - HACH, Dgsgo',
——— = N Calibration Date:__Auto Calibrating
Fax # [X] Clinical Laboratory § s DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance Z 13 |z |3 |2. Total Chiorine - HACH, Pocket
. Weekly Distribution Samples: 3rd week of =| 5 |2 | Z [Colorimeter.
Sub Project February, 2023 YES e g ) E Calibration date:_Auto Calibrating
Comments »_': g DPD Reagent exp. date:
C T 3. pH and Temperature - HACH,
Sampled by JW. 1088 z Hglld P
Date Time Sample Idenitification Matrix | Preserv | Type |Bottle #] TempC | pH Cl:::f':ne C;l"“’,' . (=< Calibration Date:
orin
212112023 [ pd/D 1912 W. 259th St. (S13-001 Zone: 2) DW | 7 1D 1 |27 8¢ 003 | 54 x| x| x]|x
" " |pd3p| 26314 Monte Vista ( 513-002 Zone:3) pw | 7 | D | 2 [/ +1732]p03| 955|x] |x
2% 1948 W. 252nd St. (S13-003 Zone: 1) pW | 7 1D 3 /771883 p.03 | 2.5Cx x| x
"o Ap70% 24632 S. Moon Ave. ( S13-004 Zone: 1) DW 7 1D 4 |5\ 225 |p. o2 290 x| x]x
Ry 2500 PCH (S-13-005 Zone: 2) pw | 7 [ w | 5 ;27 1792 lpoz | Zei |x| |x
"o O 0| 25417 Pennsylvania Ave (S13-008 Zone: 1) DW 7 1D 6 /¢ 3\ 7 | n.0d 2 1x X
Y7 2052 Dawn St (A Zone: 1) pDW | 7 | 1D 7 1S reZ1p.02 12-87 [x| |x
I WA % 26255 Appian Way pw| 7 | 1D 8 | 7|83 pno3 ]z
v oop 2450 W. 247th Street DW | 7 1D 9 |2, 7184 D 0¢] 7. &5
Preservatives: (1) Na,S,0; (2) HCl (3) HNO3 (4) NH4Cl Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
(5) H2S04 (6) Na2SO3 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
Relin]gighed | By (Sig}t) Print Name / Company Date / Time Ké&m ﬁ/ Received By (sign)
. /;{ /s — JohmWilliams | City of Lomita __1220/2023 / . & Vo e
_‘,/f"»/f/;“:f'"//é’.«ﬂﬁ/}//d'z/.--'-»-/f Ce 5.0 52723 330 -
7 - T _700] pann ] SCRR

7

Samples received: ()<) On ice ()(ilntact (% C/ustody seals 4‘emp ZO. < ()F (){ C

Shipped Via [

| [ JFedX [X]Lab []UPS

[ ] Client

| ]| Other

Page 1 _of 1

s



























Clinical Laboratory of San Bernardino, Inc.

Chain of Custody

Page 1_of I

#23C/320
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 § Analyzers used:
— ) 1. Free Chlorine - HACH, DR890.
- Des: Lab ’
Phone # (310) 903-2243 .L'\tm.ul.wn abaratory % A — |Calibration Date: _Auto Calibrating
Fax # IN] Clinical Laboratory g ':_: = |DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance i 3 r Z (2. Total Chiorine - W
. Weekly Distribution Samples: 2nd weck of =33 ;q Colorimeter.
Sub Project March, 2023 YES g =<:' & § Calibration date:_Auto Calibrating
Comments - §_ 5 |DPD Reagent exp. date:
1088 L “ 13. pH and Temperature - HACH,
Sampled by JW. ~ HQ11d
Date Time Sample Idenitification Matrix | Preserv Type |Bottle #] TempC pH Clﬁ:i?ne C:I(:::ilnc : Calibration Date:
3/14/2023 CS‘E&Z&« 1912 W. 259th St. (S13-001 Zone: 2) DW 7 1)) 1 3.5 R0 1005 | 64 x] x| x|x
"on G 26314 Monte Vista ( S13-002 Zone:3) bW | 7 D 2 (04 [ (003 |7 50 |x X
"o B S5 1948 W. 252nd St. (S13-003 Zoone: 1) pw | 7 1D 3 (W0 181005 206 Ix] Tx]x
"M |@MFwew| 24632 S. Moon Ave. ( $13-004 Zone: 1) DW | 7 D1 4 Nl Fatiocrzgg |« X
e 2500 PCH (S-13-005 Zone: 2) DW | 7 D | 5 [188 |85 0o ]/, 77 [x[x]x
" " |F:{Bav| 25417 Pennsylvania Ave (513-008 Zone:1) | DW | 7 | 1D 6 [18-1 [80V[00L w2727 [x] [x
"o |0%00 2052 Dawn St (A Zone: 1) pw| 7 | 1D 7 izs gy lpowlz 7 [x] [x
A [\ 2 X 0" 26255 Appian Way pDW | 7 1D 8 [34 12i310-05 [L24 X
T 2450 W. 247th Street DW | 7 .| 9 Ba[AdI 006 | 11 X
Preservatives: (1) Na,$,0; (2) HC! (3) HNO3  (4) NE4() Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
(5) H2S04 (6) Na2SO3 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, J—chl‘&ement, 4-Special N
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