Stnte Water Resources Control Boand Division of Drinking Water

MONTHLY SUMMARY OF DISTRIBUTION SYSTEM COLIFORM MONITORIN G
(including triggered source monitoring for systems subject to the Groundwater Rule)

CITY OF LOMITA 1910073
‘Sampling Period
Month June - 2023
Number Number Number Totab Number Fecal/
Required Collected Colifarm Positives E.coli Positives
1. Routing Samples (see note 1) 20 20 (1] 0

2. Repeat Samples Following Samples Which are Total Coliform
Positive and Fecal/E.coli Negative (see notes 5 and 6) 0 1) 0

3. Repeat Samples Following Routine Samples Which are
Total Coliform Pesifive and Fecal/E.coli Positive

{see notes 5 and 6) 0 1] 0
4. MCL Computation For Total Coliform Positive Samples

& Totals (sum of columns) 20 20 0

b. T 4Q or more samples collected in month, determing
percent of samples that are total coliform positive

[(total number positive/total number collected) x 100] N/A
¢. Is systern in compliance... ...with fecal/E. coli MCL?
(see notes 2 and 3) Yes E No
.with monthly MCL? Yes D No
{see note 4)
5. Source Samples Triggered by Routine Samples that are Total Coliform Positive 0 4} E

(This applies only to systems subject to the Groundwater Rule - see notes 7 and 8)

6. Invalidated Samples
(Note what samples, if any, were invalidated: who authorized the invalidetion; and when replacement sarnples
were collected. Attach additionl sheets, if necessary.)

7. Summary Completed By

Sigraturs
\ M@ﬂ&{ Mm A Chief Water Operations Manager 7612023

Comments: No groundwater source

1. Routine samples include:

a. Samples regnired pursuant to 22 CCR Section 64423 and any additional samples required by an approved routine sample siting plan established pursuant to 22 CCR Section 64422
b. Exira samples are requized for systems collecting less than hive routine samples per month that had one or more total colitorm POSIIVES 10 previcus mont;

~

MNote: For a repeat sample following a total colitorm posive sample, any fecal/f~.cof positive repeat (boxed eniry) constitutes an MCL violztion and
requires immediate notification to the Department (22, CCR, Section 64426.1),
3. Note: For repeat sample following a fecal/E. coli positive sample, any total coliform positive repeat (boxed entry) constitutes an MCL violation and
requires immediate notificatfon to the Department (Z2Z, CCK, Section 644261 ).
Total coliform MCL (Notify Department within 24 hours of MCL violation):
& bor systems collecting less than 40 samples, 'TwG Or more samples are total colitors positive, then the ML 13 violated.
b. For systems collecting 40 or moze samples, 11 more than 5.0 percent ot samples collected are total coliform postave, then the MCL 15 violated.
- Posiive results and their associated repeat sarples are to be tracked on the Colitorm Monitoring Worksheet.
Kepeat samples must be collected within 24 hours of beng nofitied of the posthve results, For systems collecting more than one routme sample per month, threg repeat samples
must be collected for each total colitorm posmive sample. For systems collechng one or tewer rogtime samples per month, tour repeat samples must be collected tor sach total cotitorm
posttive sarmple,
7. For systems subject to the Groundwater Kule: Positive results and the assoclated triggered source samples are to be tracked on the Coltorm Monrtonng wWorkshest.
8. For tnggeTed sample(s) required as & result of a total coltorm routine positive sample, an £.coli, enterococct, or coliphage positive triggered sample (boxed eniry) requires
immediate notitication fo the Department, Tier 1 public notification, and corrective action, 1072009 - 8477

ke

v




MONTHLY CHLORINE RESIDUAL SUMMARY

CITY OF LOMITA

31-May 27-Jun

Location Date Time CI”;;,EtEi Cc-l;l(ij‘fr(m Fecal E-coii Zohe Location Date Time CL;;EtaI G;?fijarl " Fecal E-coli Zone
123-1 1912 W, 258th PI, 5i212023 | 6:30 AM 2,25 A A 2 13-1 1912 W, 258th PI. 6/6/2023 | 712 AM 2.32 A A 2
13-2 26314 S, Monte Via. 51212023 | 6:45 AM 2.62 A A 3 13-2 26314 §. Monte Via. 6/6/2023 | 7:35 AM 2.60 A A 3
13-3 1948 W, 252nd St. 51212023 | 7:45 AM 2.56 A A 1 13-3 1948 W. 262nd St, 6/6/2023 | 7:55 AM 2.11 A A 1
13-4 24632 S. Moon Ave, 51212023 | 7:15 AM 2.69 A A 9 13-4 24632 . Moon Ave. 6/6/2023 | 6:30 AM 2.35 A A 1
13-5 2500 PCH 5/2{2023 | 7:00 AM 1.80 A A 2 13-5 2500 PCH 6/6/2023 | 7:02 AM 1.57 A A 2

Location Zone Location Zone
15-1 1912 W. 259th PI. 519/2023 | 6:30 AM 1,99 A A 2 13-1 1812 W, 259th P, 6/13/2023 [ 8:10 AM 2.42 A A 2
13-2 26314 S. Monte Via. 51912023 | 6:35 AM 2,20 A A 3 13-2 26314 S, Monte Via. 6/13/2023 | 7:45 AM 2,50 A A 3
13-3 1048 W. 252nd St. 5/6/2023 | 7:05 AM 2.13 A A 1 13-3 1048 W, 252nd St. 6/13/2023 | 8:15 AM 2.59 A A 1
13-4 24632 5. Moon Ave. 51912023 | 5:40 AM 2.57 A A 1 13-4 24532 S, Moon Ave, 6/13/2023 | 6:20 AM 2.38 A A 1
13-5 2500 PCH 51912023 | 6:10 AM 1,70 A A 2 13-6 2500 PCH 8/13/2023 | 6:59 AM 1.63 A A 2

Location Zone Location Zone
13-1 1912 W. 258th P, B5/16f2023 | 7;16 AM 2.35 A A 2 13-1 1912 W. 250th Pl 6/20/2023 | 7:30 AM 2.18 A A 2
13-2 26314 5. Monte Via. | 5/16/2023 | 7:37 AM 2.50 A A 3 13-2 26314 S. Monts Vta, 6/20/2023 | 7:37 AM 2.39 A A 3
13-3 1948 W, 252nd St. 5/16/2023 | 7:56 AM 2.30 A A 1 13-3 1948 W. 262nd St. 612012023 | 7:54 AM 210 A A 1
13-4 24632 S, Moon Ave, 5162023 | 6:40 AM 2.28 A A 1 13-4 24632 S. Moon Ave. 6/20/2023 | 7:05 AM 2.16 A A 1
13-5 2500 PCH 511672023 | 7:06 AM 2.04 A A 2 13-5 2500 PCH 612042023 | 7:22 AM 1.79 A A 2

Location Zone Location Zone
13-1 1912 W, 259th PI, 5/23/2023 | 7:00 AM 2.37 A A 2 13-1 1912 W. 259th P, 6/27/2023 | 7:20 AM 2.34 A A 2
13-2 26314 S, Monte Véa. | 5/23/2023 | 7:25 AM 2.43 A A 3 13-2 26314 S. Monfe Via, 6/27/2023 | 7.056 AM 2.48 A A 3
13-3 1948 W, 252nd St. 5/23/2023 | 7:45 AM 2.19 A A 1 13-3 1948 W. 252nd St. 6/27/2023 | 7:30 AM 1.96 A A 4
13-4 24532 5. Moon Ave, | 5/23/2023 | 6:35 AM 2,28 A A 1 13-4 24632 S. Moon Ave. 612712023 | 6:30 AM 2.57 A A 1
13-5 2500 PCH 5i23/2023 | 7:02 AM 1.79 A A 2 13-5 2500 PCH 6/27/2023 | 6:50 AM 1.82 A A 2

Location Zone Location l.ocation Location Location
13-1 1912 W. 259th PI, 513012023 | 7:20 AM 2.07 A A 2 13-1 1912 W. 250th P, 2
13-2 26314 8. Nonte Via, 513012023 | 7:33 AM 2.33 A A 3 13-2 26314 S. Monte Via. 3
13-3 1948 W. 262nd St. 5/30/2023 | 8:05 AM 2.13 A A 1 13-3 1948 W. 262nd St. 1
13-4 24632 S. Moon Ave, 5130/2023 | 6.45 AM 2.56 A A 1 13-4 24632 5. Moon Ave. 1
13-6 2500 PCH 5i30/2023 | 7:05 AM 1.62 A A 2 13-5 2500 PCH 2

Average J I Average _J

SIGNATURE: DATE: 716/2023

Mark Andersen, C!hief ter Operations Manager




CITY OF LOMITA
PUBLIC WORKS DEPARTMENT

RAW WATER COLIFORM MONITORING
NAME OF WATER SYSTEM: LOMITA, CITY OF

SYSTEM NO: 1910073 MONTH: June YEAR: 2023

SOURCE NAME | JANUARY  February MARCH APRIL MAY JUNE JULy AUGUST |SEPTEMBER| OCTOBER | NOVEMBER |DECENMBER
WELL 13-5 OFFL, OFFL OFF OFF OFFL OFFLI

TOTAL 0 0 0 0 0 0 0 0 0 0 0 0
EXAMPLES: [ EG 1pog-Tneg. OFEINE NOT JAREN STANDEY

FOR TOTAL COLIFORM POSITIVE RESULTS RECEIVED, INDICATE THE CONFIRMATION SAMPLES COLLECTED ON SUMMARY AND ATTACH THE 1.AB
RESULTS TCO THIS PAGE.

COMMENTS:

SIGNATURE: \M. v Date: 7/6/2023

Mark Andersen, hief Water Operations Manager



MONTHLY SUMMARY OF MONITORING

FOR SURFACE WATER TREATMENT REGULATIONS

System Name:  CITY OF LOMITA System No.:

1910073

Wholesaler ‘
Name: WEST BASIN MUNICIPAL WATER DISTRICT

Month: June Year: 2023

DISINFECTION PROCESS DATA

Disinfectant residual type: . Free chlorine (including well sources)
Free chlorine (no well sources)

Chloramines (including well sources)
Chloramines (no well sources} X

No. of distribution system residual samples collected:

No. of distribution system samples for HPC only:

Total No. residual and/or HPC samples collected:

No. of samples with no detectable residual and HPC is not measured:

No. of samples with no residual and HPC > 500 CFU/mL;

No. of samples for HPC only and HPC > 500 CFU/m:

Total No. of samples with no residuval and/or HPC > 500 CFU/mi:

Compute V =1 - Total No. samples with no residual and/or HPC > 500 X 100=

Total No. residual and/or HPC samples collected
Meets Standard (i.e. V> 95%) (Y/N)?

SUMMARY OF \;VATER QUALITY COMPLAINTS

General Complaints:

Type of Complaint Number {Correciive Actions Taken

Taste/Odor 0

Color

Turbidity

Suspended Solids

oo |jal o

Orther (Describe)

Reports of Gastrointestinal Illness (Attach additional sheets if necessary):

Persons
Reporting Date Corrective Actions Taken

Explain any failure of the standards and corrective action taken or planned {attach extra sheets if needed):

Note:

1. Refer 10 191073-City ofLomita-TCR Report for test resulty for total chlorine, free chiorine, total coliform, E. Coli, HPC and Nitrate.

Signature: Date:

7/6/2023

Mark Andersen, Ehief Water Operations Manager



CITY OF LOMITA
MONTHLY GENERAL PHYSICAL SUMMARY

May-23 Jun-23
| - o Location - Date . Time Color { Odor, “Turbidity pH Zone . Lozation ‘Date-. Time . Color | GCdor Turbiclity pH Zons
13-1 1912 W. 258th P, 5/2/2023 6:30 AM ND 1 ND 8.26 2 13-1 1912 W, 258th Pl 6/6/2023 2
13-2 26314 5. Monte Vita. 3 13-2 26314 5. Monte Vita, 6/6/2023 3
13-3 1948 W, 252nd St. 1 13-3 1948 W, 252nd St. 6/6/2023 7:55 AM ND 1 ND 7.35 1
13-4 24632 S, Maon Ave, 512{2023 ND 1 0.12 8.38 1 13-4 24632 §. Moon Ave. 6/6/2023 6:30 AM ND 1 0.13 7.37 1
13.5 2500 PCH 2 13-5 2500 PCH 8/6/2023 2
#Logations.. . P ; . Zone :%. - Location, 0" N - Zone

13-1 1912 W. 256th PI. 2 13-1 1812 W, 250th I, 6/13/2023 2
12-2 26314 5. Monte Via. 3 13-2 26314 S, Monte Vita. 6/13/2023 7:45 AM ND 1 0.24 7.62 3
13-3 1948 W. 252nd St. 5/9/2023 7.05 AM ND 1 ND 817 1 13-3 1648 W. 252nd St. 6/13/2023 1
13-4 24632 S. Moon Ave. 1 13-4 24632 S. Moon Ave, 6/13/2023 1
13-5 2500 PCH 518/2023 6:10 AM ND 1 ND 8.24 2 13-5 2600 PCH 6/13/2023 6 59 AM ND 1 0.18 8.36 2

i ; 3 = Lol o R ST 4 Location e [T T e S e Sk R | FZone
13-1 1912 W. 259th Pl. 2 13-1 1912 W. 258th Pl 6/20/2023 7: 30 ANI ND 0.36 7.8 2
18-2 26314 S. Monte Via, 5/16/2023 | 7:37 AM ND 1 0.33 7.84 3 13-2 26314 §. Monie Via. 6/20/2023 3
13-3 1948 W. 252nd SL. 1 13-3 1048 W, 252nd Si. 6/20/2023 7:54 AM ND 1 0.31 7.54 1
13-4 24632 S. Moon Ave. 5/16/2023 | 6:40 AM ND 1 0.58 7.90 1 13-4 24632 S. Moon Ave. 6/20/2023 i
13 5 2500 PCH 2 13 5 2500 PCH 6!20]2023 2

[ 66 : =5 B A R el . -3 Zoness | R E i s 4B . Zorig =
1311912 w 259th Pl. 512372023 | 7110 AM ND 1 0.11 7.63 2 13-1 1812 W, 259th P1. 6!2712023 2
13-2 25314 S. Monte Via. 3 13-2 26314 S. Monte Via, 6/27/2023 3
13-3 1948 W. 252nd St. 1 13-3 1848 W. 252nd 5t 612712023 1
13-4 24632 S. Moon Ave. 1 13-4 24632 5, Moon Ave. 6/27/2023 6:30 AM ND 1 0.28 7.81 1
13-5 2500 PCH 5/23/2023 | 7:02 AM ND 1 0.15 7.64 2 13-5 2500 PCH 612712023 6:50 AM ND 1 ND ND 2
E socaliongs o B 4. Zorie g B Location,. 7B R gt e K ‘one-
13-1 1912 W, 258th Pl 5/30/2023 [ 7:20 AM ND 1 ND. 8.31 2 13-1 1912 V¥, 259t P, 2
13-2 26314 S. Monte Vta. 5/30/2023 | 7:33 AM ND 1 0.13 8.27 3 13-2 26314 5. Monte Vta. 3
13-5 1048 W, 262nd St. 1 13-3 1948 W. 252nd 8. 1
13-4 24832 5. Moon Ave. 1 13-4 24632 5, Moon Ave. 1
13-5 2600 PCH 2 13-5 2500 PCH 2
Note: - —r——.
Cross-reference the TCR Repert fur esults for the GP"Report.
SIGNATURE: W\N‘"‘ it DATE: 7/6/2023

Mark Aater Operations Manager




STAGE 2 DISINFECTION BYPRODUCT RULE
TOTAL TRIHALOMETHANE (TTHM)
2nd. QUARTERLY SUMMARY REPORT

Water System Name: Lomita City- Water Department
System No. 1910073
i HM: {pph:
Menitoring Periods Meets
MP4 Standard
VP, P3 LRAA [a) o
: S MPL 2 M {Gurrent atr) {TTHM) » EL{TTHM) | Exceed QEL {Y/N}
Sumple Date (month/dute/vear): /1222 8/0/22,8/13/72 |10/19/22,11/8/22, 12/1322| 1/16,2/14,2021,3/14723 | 4/11/23,5/5/23,6/13723 [Y/N)
513-011 (135M1) 26255 Appian Way, Lomita 22 32.7 34.3 32.1 28.7 32.0 Y 31.0 N
513-001 (135/2) 1912 259th P, Lomitq 22 34.6 342 32.2 20.7 32.9 Y 32.0 N
513-003 (13-3} 1948 252nd 5t., Lomita Z1 34.1 34.8 338 342 34.3 Y 343 N
513-008 (135M4) 2450 West 247th St., Lomita Z1 37.2 32.2 29.0 26.1 311 Y 28.4 N
lCamments: I
Note: If your OFL fs higher than the TTHM MCL at any locatien in the distribution system, you must conduet an operational evaluation by examining the system treatment and distribution operational practices, induding: storage tank operations; excess
storage capacity; distribution system flushing; changes in saurces Irce Wa iR treatment changes; and any problems that may contribute to TTHM formation. From this evaluaticn you must identify what steps could be taken to minimize future
(QEL exceedances: Pleage submit your operational evalustian report to the Jfor review withir
-
Name & Title of Person Submitting Report Date T6i2023

Mark Andéggen, Chief Watgh Operations Manager



STAGE 2 DISINFECTION BYPRODUCT RULE
HALOACETIC ACIDS (HAAS)
2nd QUARTERLY SUMMARY REPORT

Water System Name: Lomita City- Water Department
System No. 1910073
HAA5 (ppb)
Monitoring Periods Meets
MP4 Standard
1 mMpP2 MP3 LRAA (HAAS L (HAAS) | E OEL (Y/N
Mp (Current Qtr) (HAAS) ? QECH H Exceed (v/N)
Sample Date (month/datevear): 7/12/22,8/9/22,9/13/22 10/11/22,11/8/22,12/13/22 1/10/23,2/14/23,3/14/23 4/11/23,6/9/23,6/13/23 (Y/N)
$13-011 (135M1) 26255 Appian Way, Lomita 22 129 10.1 7.9 10.9 10.5 Y 10.0 N
513-001 (135M2) 1912 259th Pl., Lomita 22 133 10.1 8.0 12.0 10.9 Y 10.5 N
513-003 (13-3) 1948 252nd St., Lomita 21 13.4 9.8 7.9 15.6 11.7 Y 12.2 N
513-008 (135M4) 2450 West 247th St., Lomita Z1 10.6 8.8 6.6 13.9 10.0 Y 10.8 N
lCnmrnems:
Note: If your OEL is higher than the HAAS MCL at any location in the distribution system, you must conduct an operational evaluation by examining the system treatment and distribution operational practices, including: storage tank operations; excess storage
capacity; distribution system flushing; changes in sources or source water quality; treatment changes; and any problems that may contribute to HAAS formation. From this evaluation you must identify what steps could be taken to minimize future OEL
exceedances: Please submit your operatienal evaluation report to the State for review within 90 days.

- " e ,]
Name & Title of Person Submitting Report Wﬂ/{ N 5-7 //J[_,,C‘}/)MLL}[ Pl Date 7/6/2023

Mark Andersen, Chief-Water Operations Manager




State of California
Division of Drinking Water

State Water Resources Control Board

Quarterly Report for Disinfectant Residuals Compliance
For Systems Using Chlorine or Chloramines

System Name: CITY OF LOMITA System No.: 1910073
Calendar Year: 2023 Quarter: 2nd
1st Quarter 2nd Quarter
Monthly Ave. Monthly Ave.
Month Sa?lnu?neze'lte?;en Chlorine Level Month Saﬁ%ﬁze‘l[::en Chlorine Level
P (mg/L) (mg/L)
Apiril 2.11 July 2.00
May 2.14 5 |August 2.10
June 1.88 5; September 1.95
& [July 2.00 £ |October 1.91
3 [August 2.10 = INovember 1.98
2 [September 1.95 December 2.38
October 1.91 January 2.27
November 1.98 5 |[February 2.56
December e 2.36 = [March 2.57
y | January 25 2.27 & |April 20 2.53
= [February 20 2.56 ° May 25 2.23
2 [March 20 2.57 June 20 2.21
-Running Annual Average (RAA) 215 Running Annual Average (RAA): 2.22
Meets standard? ] Yes Meets standard? Yes
(i.e. RAA < MRDL of 4.0 mg/L as Cl,) ] No (i.e. RAA < MRDL of 4.0 mg/L as CL) [] No
3rd Quarter 4th Quarter
Monthly Ave. Monthly Ave.
Month Number of Chlorine Level Month Number of Chloring Level
Samples Taken Samples Taken
{mg/L) (mg/L!
s 10ctober 1.91 January 227
g |November 1.98 February 2.56
£ [December 2.36 March 2.57
January 2.27 April 2.53
February 2.56 s [May 2.23
March 2.57 = |June 2.21
3 [April 2.53 2 [July
= |May 2.23 © [August
alJune 2.21 September
July Qctober
August November
September December
Running Annual Average (F-QAA): ﬁunning Annual Average (m:
Mesets standard? [ Yes Meets standard? '] Yes
(i.e. RAA < MRDL of 4.0 mg/L as Cl,) 1 No (i.e. RAA < MRDL of 4.0 mg/L as Cl,) ] No
Comments:
m
Signature; \‘\Aﬁv( Date: 7/6/2023

Mark Andw Water Operations Manager




MONTHLYNITRIFICATION FIELD TEST LOG
CITY OF LOMITA, System No. 1910073 --- Month: June, Year: 2023

#| Code Sample ID Location Sample Date Temp pH Total Ammonia | Free Ammonia Nitrite Zone Comments
Units/Others —> MM/DD/YYYY °C mg/L mg/L mg/L

1l D §13-001 1912 W 259th Pl 6/6/2023 19.3 7.57 0.48 0.09 0.020 2 MWD Only
2| D $13-002 26314 S Monte Vista Ave 6/6/2023 17.8 7.37 0.46 0.14 0.01 3 |MWD Only
3] D $13-003 1948 W 252nd St 6/6/2023 19.6 7.35 0.49 0.07 0.024 1 MWD Only
4] D 513-004 24632 S Moon Ave 6/6/2023 20.4 7.37 0.48 0.15 0.013 1 MWD Only
5| D 513-005 2500 PCH 6/6/2023 204 7.25 0.35 0.19 0.076 2 MWD Only
6] D 513-008 25417 Pennsylvania Ave 6/6/2023 20.9 7.45 0.46 0.06 0.023 1 |MWD Only
7l D A 2052 Dawn St 6/6/2023 21.4 7.40 0.49 0.08 0.007 1 |MWD Only
8l D WB8 6/6/2023 16.4 7.18 0.47 0.02 0.008 1 MWD Only
1] D 5§13-001 1912 W 259th PI 6/13/2023 23.4 7.76 0.47 0.12 0.004 2 MWD Only
2| D §513-002 26314 S Monte Vista Ave 6/13/2023 22.7 7.62 0.39 0.09 0.007 3  |MWD Only
3] D 513-003 1948 W 252nd St 6/13/2023 23.4 7.75 0.45 0.03 0.022 1 MWD Only
4 D 513-004 24632 S Moon Ave 6/13/2023 235 8.37 0.47 0.14 0.018 1 MWD Only
5] D $13-005 2500 PCH 6/13/2023 235 8.36 0.39 0.17 0.077 2 |MWD Only
6] D $13-008 25417 Pennsylvania Ave 6/13/2023 23.7 8.15 0.38 0.13 0.032 1 |MWD Only
7| D A 2052 Dawn St 6/13/2023 23.8 7.65 0.51 0.08 0.000 1 |MWD Only
gl D WB8 6/13/2023 22.6 8.62 0.50 0.14 0.010 1 |[MWD Only
1| D 513-001 1912 W 255th PI 6/20/2023 18.5 7.80 0.48 0.08 0.004 2 |MWD Only
2| D $13-002 26314 S Monte Vista Ave 6/20/2023 16.7 7.87 0.47 0.06 0.000 3 MWD Only
3 D 513-003 1948 W 252nd St 6/20/2023 19.2 7.54 0.47 0.09 0.010 1 MWD Only
4] D 513-004 24632 S Moon Ave 6/20/2023 20.3 7.78 0.5 0.14 0.002 1 |MWD Only
5] D 513-005 2500 PCH 6/20/2023 19.5 7.58 0.43 0.1 0.041 2 |MWD Only
6 D 513-008 25417 Pennsylvania Ave 6/20/2023 21.4 7.70 0.46 0.10 0.022 3 MWD Only
7l D A 2052 Dawn St 6/20/2023 20.2 TI5 0.51 0.13 0.004 1 |MWD Only
8 D WBS8 6/20/2023 16.5 7.63 0.45 0.00 0.000 1 |[MWD Only
1| D $13-001 1912 W 259th PI 6/27/2023 19.2 7.62 0.47 0.09 0.004 2 |MWD Only
2| D §13-002 26314 S Monte Vista Ave 6/27/2023 16.1 7:55 0.52 0.11 0.006 3 MWD Only
3| D 513-003 1948 W 252nd St 6/27/2023 21.1 7.67 0.46 0.15 0.018 1 MWD Only
4 D 513-004 24632 S Moon Ave 6/27/2023 19.9 7.81 0.50 0.07 0.008 i MWD Only
5| D §13-005 2500 PCH 6/27/2023 20.3 7.57 0.41 0.13 0.068 2  |MWD Only
6] D 5$13-008 25417 Pennsylvania Ave 6/27/2023 21.6 7.32 0.46 0.06 0.023 1 MWD Only
7| D A 2052 Dawn St 6/27/2023 20.5 7.53 0.48 0.03 0.000 1 |MWD Only
8l D WB8 6/27/2023 16.8 7.63 0.49 0.10 0.000 1 |MWD Only
1 D $13-001 1912 W 259th PI 2 MWD Only
2| D §13-002 26314 S Monte Vista Ave 3 MWD Only
3] D 513-003 1948 W 252nd St 1 |MWD Only
4 D $13-004 24632 S Moon Ave 1 MWD Only
5 D 513-005 2500 PCH 2 MWD Only
6] D 513-008 25417 Pennsylvania Ave 1 |MWD Only
7] D A 2052 Dawn St 1 |MWD Only
8| D WBS8 1 |MWD Only

1. Notes: Report Due to DDW by the 10th of the following menth. This Report can be used for the routine weekly monitoring (one Report per month) as well as for daily
monitoring when there is actual and potential for nitrification (about four or five Reports per month, in this case).
2. Coliform results are part of weekly Bacti sampling results.

3. The City is monitoring trends of Nitrite in Zone 1, 2, and 3in accordance with the Nitrification Monitoring Plan.

4. Refer to 191073-City of Lomita-TCR Report for test results for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.
5. Attahced; field test log for Total Ammonia, Free Ammonia, and Nitrite.

6. Hach Pocket Colorimeter and Hach DR890 analyzers.

7. Date of last Calibration: ___Auto Calibrated

8. Date of reagent expiration: Totol Ammonia Salicyl

|- .
ug«/‘) 27 , Cyanurate 4/25 , Nitrite - Nitriver 3 10/26___, Free Ammonia - Monochlor F 10/23
Signature - — é/ (
= Py

Date 7/6/2023

, F.A. Chlorinating




1

CITY OF LOMITA, System No. 1910073 - Month: lune, Year: 2023

MONTHLY NITRIFICATION MONITORING SUMMARY REPORT

#| Code | Sample ID Location Sample Date Temp pH Tma_" Free Chlorine Tota'l S Fr_eg . Ritrite Nitrate Coliform? HPC Zone Comments
Chlorine Ammonia Ammonia )

Units/Others —> MM/DD/YYYY o mg/L mg/L mgfl . Tmgll . | mg/i. mg/lL P/A CEU/mI

1l D 513-001 [1912 W 259th Pl 6/6/2023 19.3 7.57 2.32 0.05 048 |- -0.00 0.020 7 0.59 A 61 2 |MWD Oniy
2| D $13-002 [26314 § Monte Vista Ave 6/6/2023 17.8 7.37 2.60 0.02 0.46 ©.14 0.010 0.58 A ND 3 |MWD Cnly
3l D 513-003 |1948 W 252nd St 6/6/2023 19.6 7.35 2,11 0.03 . 0.49 - 0.024 . 0.45 A ND 1 [MWD Cnly
4 D 513-004 (24632 S Moon Ave 6/6/2023 20.4 7.37 2,35 0.03 o048 o D013 ND A ND 1 |MWD Only
3| D $13-005 2500 PCH 6/6/2023 20.4 7.25 1.57 0,06 - 0i35: L0076 0.61 A ND 2 [MWD Only
6 D §13-008 [25417 Pennsylvania Ave 6/6/2023 20.9 7.45 2.30 0.07. U023 ND A 13 1 [MWD Only
7 D A 2052 Dawn 5t 6/6/2023 21.4 7.40 2.49 0.02 ND A ND 1 MWD Only
8 D WB& 6/6/2023 16.4 7.18 2,94 0.04 1 MWD Only
1l n 513-001 [1912 W 259th Pl 6/13/2023 23.4 7.76 2.42 0.01 ND A 3 2 |MWD Only
2l D $13-002 [26314 5 Mente Vista Ave 6/13/2023 22.7 7.62 2.50 0.06 0.48 A ND 3 |MWD Only
3] D 513-003 [1948 W 252nd St 6/13/2023 23.4 7.75 2.59 .06 ND A ND 1 [MWD Only
4 D 513-004 24632 S Moon Ave 6/13/2023 23.5 8.37 2.38 0.04 ND A ND 1 [MWD Cnly
5 D 513-005 |2500 PCH 6/1.3/2023 23.5 8.36 1.63 0.04 0.51 A ND 2 [MWD Only
6| D $13-008 [25417 Pennsylvania Ave 6/13/2023 23.7 8.15 2.17 0.05 ND A 12 1 _{MWD Only
72 D A 2052 Dawn St 6/13/2023 23.8 7.65 2.52 0.05 ND A ND 1 [MWD Only
8l D WBS 6/13/2023 22.6 8.62 2.47 0.05 1 (MWD Only
1] .p 513-001 1912 W 255th Pl 6/20/2023 18,5 7.80 2.18 0.05 0.40 A ND 2 |MWD Only
2] D 513-002 [26314 S Monte Vista Ave 6/20/2023 16.7 7.87 2,39 Q.06 0.58 A ND 3 |MWD Only
3l D 513-003 {1948 W 252nd St 6/20/2023 19.2 7.54 2.10 .09 (.82 A ND 1 |MWD Cnly
4] D 513-004 |24632 5 Moon Ave 6/20/2023 20.3 7.78 2.16 0.04 ND A ND 1 [MWD Only
5| D 513-005 |2500 PCH 6/20/2023 19.5 7.58 1.79 0.06 1.10 A 3 2 [MWD Only
6 D S13-008 (25417 Pennsylvania Ave 6/20/2023 214 7.70 2.06 0.04 ND A 41 1 |MWD Only
7] D A 2052 Dawn 5t 6/20/2023 20.2 7.75 2.33 0.05 0.40 A 1600 1 [MWD Only
8l D WBS 6/20/2023 16.5 7.63 2.95 .03 1 [MWD Only
i] D 513-001 |1912 W 255th P! 6/27/2023 19.2 7.62 2.34 0,10 0,87 A 54 2 IMWD Only
2 D 513-002 |26314 5 Monte Vista Ave 6/27/2023 16,1 7.55 2.48 0.09 0.88 A -ND 3 [MWD Only
3| D 513-003 [1948 W 252nd St 6/27/2023 21.1 7.67 1,96 0.04 0.41 A ND 1 MWD Only
4] D 5$13-004 (24632 S Moon Ave 6/27/2023 19.9 7.81 2.59 0.06 0.49 A ND 1 [MWDOnly
5|l D 513-005 2500 PCH 6/27/2023 20.3 .57 1.82 0,05 ND A ND 2 |MWD Only
& D $13-008 |25417 Pennsylvania Ave 6/27/2023 21.6 7.32 2,24 0.00 ND A 53 1 |MWD Cnly
i D A 2052 Dawn St 6/27/2023 20.5 7.53 2.63 (.04 ND A ND 1 MWD Only
8] D Wng 6/27/2023 16.8 7.63 2.68 0.04 1 [MWD Only
1l D 513-001 [1912 \W 259th P) 2 [MWD Only
2l D $13-002 [26314 S Monte Vista Ave 3 |MWD Cnly
3| b S13-003 |1948 W 252nd St 1 MWD Only
4/ D 513-004 (24632 S Moon Ave 1 [MWD Only
5 D 513-005 |2500 PCH 2 MWD Only
g D 513008 [25417 Pennsylvania Ave 1 (MWD Only
71 D A 2052 Dawn S5t 1 |MWD Cnly
g D WBS 1 MWD Only
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Clinical Laboratory of San Bernardino, Inc.

16 June 2023 Clinical Lab No.: 23F0488

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of June 2023

Enclosed are the results of the analyses for samples received at the laboratory on
06/06/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,
é

Jeanette Hernandez

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) §25-7693 Fux (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

[’T

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project Manager: Mark Andersen

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of June 2023

Work Order:
Received:
Reported:

23F0488

06/06/23
06/16/23

17:17

1912 W. 259th St. (S13-001 Zone: 2) 23F0488-01 (Water) Sample Date:  06/06/23 7:12 Sampler: J. W/O.B.

Analyle Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.05 N/A mg/L 06/06/23 06/06/23 2323142

C1 Res Total (Field) Field 2.32 N/A mg/L 06/06/23 06/06/23 2323142

pH (Field) Field 7.57 N/A pH Units 06/06/23 06/06/23 2323142

Temperature (Field) Field 19.3 N/A oC 06/06/23 06/06/23 2323142
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 06/06/23 06/07/23 2324061

E. Coli SM 9223 A N/A P/A 06/06/23 06/07/23 23240061

Plate Count SM9215B 61 | 500 CFU/ml 06/06/23 06/08/23 2324116 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.59 0.40 10 mg/L 06/07/23 06/07/23 2323102
26314 Monte Vista (S13-002 Zone:3) 23F0488-02 (Water) Sample Date:  06/06/23 7:35 Sampler: . W/ 0.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Iield) Field 0.02 N/A mg/L 06/06/23 06/06/23 2323142

C1 Res Total (Field) Field 2.6 N/A mg/L 06/06/23 06/06/23 2323142

pH (Field) Field 7.37 N/A pH Units 06/06/23 06/06/23 2323142

Temperature (Field) Field 17.8 N/A oC 06/06/23 06/06/23 2323142
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/06/23 06/07/23 2324061

L. Coli SM 9223 A N/A P/A 06/06/23 06/07/23 2324061

Plate Count SM9215B ND 1 500 CFU/ml 06/06/23 06/08/23 2324116 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.58 0.40 10 mg/L 06/07/23 06/07/23 2323102

Page 2 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23F0488

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: st Week of June 2023 Received:  06/06/23 17:17

Lomita CA, 91717 Pr(]jec[ Managerj Mark Andersen RCPUI"I.EC'J 06/16/23
1948 W. 252nd St. (S13-003 Zone: 1) 2310488-03 (Water) Sample Date:  06/06/23 7:55  Sampler: | W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvyses

Cl Res Free (Field) Field 0.03 N/A mg/L 06/06/23 06/06/23 2323142

Cl1 Res Total (Field) Field 2.11 N/A mg/L 06/06/23 06/06/23 2323142

pH (Field) Field 135 N/A pH Units 06/06/23 06/06/23 2323142

Temperature (Field) Field 19.6 N/A °C 06/06/23 06/06/23 2323142
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/06/23 06/07/23 2324061

E. Coli SM 9223 N/A P/A 06/06/23 06/07/23 2324061

Plate Count SM92158 ND I 500 CFU/ml 06/06/23 06/08/23 2324116 HT-08
General Physical Analyses

Apparent Colar SM 2120BM ND 3.0 15 Color Units 06/06/23 06/06/23 2324110

Odor Threshold EPA 140, 1-M 1 1 3 TON 06/06/23 06/06/23 2324110

Turbidity EPA 180.1 ND 0.10 5 NTU 06/06/23 06/06/23 2324110
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.45 0.40 10 mg/L 06/07/23 06/07/23 2323102
24632 S. Moon Ave. (S13-004 Zone:1) 23F0488-04 (Water) Sample Date:  06/06/23 6:30  Sampler: J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.03 N/A mg/L 06/06/23 06/06/23 2323142

Cl Res Total (Field) Field 2.35 N/A mg/L 06/06/23 06/06/23 2323142

pH (Field) Field 1.37 N/A pH Units 06/06/23 06/06/23 2323142

Temperature (Field) Field 20.4 N/A oC 06/06/23 06/06/23 2323142
Microbiology Analyses

Total Coliform SM 9223 A N/A PrA 06/06/23 06/07/23 2324061

E. Coli SM 9223 A N/A P/A 06/06/23 06/07/23 2324061

Plate Count SM92158 ND 1 500 CFU/m] 06/06/23 06/08/23 2324116 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 06/06/23 06/06/23 2324110

Odor Threshold EPA 140.1-M 1 | 3 TON 06/06/23 06/06/23 2324110

Turhidiiy EPA 180.1 0.13 0.10 5 NTU 06/06/23 06/06/23 2324110
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/07/23 06/07/23 2323102
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Clinical Laboratory of San Bernardino, Inc.

CL-SB

Lomita, City of Project: Standard Analysis Work Order: ~ 23F0488

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: st Week of June 2023 Received:  06/06/23 17:17

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/16/23
2500 PCH (S-13-005 Zone:2) 23F0488-05 (Water) Sample Date:  06/06/23 7:02 Sampler: ). W/O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 06/06/23 06/06/23 2323142

CI Res Total (Field) Field 1.57 N/A mg/L 06/06/23 06/06/23 2323142

pl (Field) Field 7.25 N/A pH Units 06/06/23 06/06/23 2323142

Temperature (Field) Field 20.4 N/A °C 06/06/23 06/06/23 2323142
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/06/23 06/07/23 2324061

E. Coli SM 9223 A N/A P/A 06/06/23 06/07/23 2324061

Plate Count SM92158 ND 1 500 CFU/ml 06/06/23 06/08/23 2324116 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.61 0.40 10 mg/L 06/07/23 06/07/23 2323102
25417 Pennsylvania Ave (S13-008 Zone:1) 23F0488-06 (Water) Sample Date:  06/06/23 6:47 Sampler: J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.01 N/A mg/L 06/06/23 06/06/23 2323142

CI Res Total (Field) Field 23 N/A mg/L 06/06/23 06/06/23 2323142

pH (Field) Field 745 N/A pH Units 06/06/23 06/06/23 2323142

Temperature (Field) Field 20.9 N/A °oC 06/06/23 06/06/23 2323142
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 06/06/23 06/07/23 2324061

E. Coli SM 9223 A N/A P/A 06/06/23 06/07/23 23240061

Plate Count SM92135B 13 | 500 CFU/ml 06/06/23 06/08/23 2324116 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/07/23 06/07/23 2323102
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: Ist Week of June 2023

Work Order:
Received:

06/06/23 17:17

23F0488

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/16/23
2052 Dawn St (A Zone:1) 23F0488-07 (Water) Sample Date:  06/06/23 8:00  Sampler: J. W/O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mp/L 06/06/23 06/06/23 2323142

Cl Res Total (Field) Field 2.49 N/A my/L 06/06/23 06/06/23 2323142

pH (Field) Field 74 N/A pH Units 06/06/23 06/06/23 2323142

Temperature (Field) Field 214 N/A aC 06/06/23 06/06/23 2323142
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/06/23 06/07/23 2324061

E. Coli SM 9223 A N/A PIA 06/06/23 06/07/23 2324061

Plate Count SM9215B ND 1 500 CFU/ml 06/06/23 06/08/23 2324116 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/07/23 06/07/23 2323102

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Chain of Custody
HYIFOHES
Client City of Loomita System Number Analysis Requested
Address 24373 Walout Avenue ~ Comments:
Lomita, CA 91717 1910073 g Aualyrers used:
" o) L. Free Chlorine - HACH, DR89%).
Phone # (310) 903-2243 Destination Laboratory % A Calibration Date:  Auto Calibratin
Fax # {X] Clinical Laboratory g i3 DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance 1218 |2| |2 Total Chlorine - HACT, Pocker
. Weekly Distribution Samples: Ist week of June, = e 4 Colorimeter.
Sub Project 2023 YES 01< 1% | |Calibration date: Auto Caibrating
* Fla DPD Reagent exp. date:
Comments 1088 T; = 3. pH and Temperature - HACH,
Sampled by JW./0.B. - HOQI1d
Date Time Sample Idenitification Matrix | Preserv | Type |Bottle #[ TempC pH C:';erfm J;;i‘::w 'r'S Calibration Date:
6/6/2023 [ 3112 1912 W, 259th St. (S13-001 Zone: 2) pw | 1,7 | 1D L 1143 1353 O-05 [ 777 [x] [«
"on .34 26314 Monte Vista ( $13-002 Zone:3) DwW | 1,7 1D 2 .21 33t s | 2 ¢ooix X
"o Fi55 1948 W. 252nd St. (§13-003 Zone: 1) DW | 1,7 1D 3 6 1335 |03 |3 74 [xfx]|x
T 24632 S. Moon Ave. ( S13-004 Zone: 1) DW | 7|1 ID | 4 [20.41F3F[0.0% | 3 35 | x| x | x
ERETT 2500 PCH (S-13-005 Zone: 2) DW I L7 1 D | 5 1anS e 00k 257 (x| [x
"o At 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW 1,7 1D 61204 [ 7.4%5 (0.0 Llddp |x X
"o t$ fé1e] 2052 Dawn St (A Zone: [) DW | 1,7 | 1D T 124 NS 00U 2.49 [« X
Preservatives: (1) Na;8;05 (2) HCI (3) HINO3  (4) NH4C1 Mairix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist,
{5) H2504 (6) Na3803 (T) Cold (8) Qther: _ Type- 1 —Routlne,z -Repeat, 3-Replacement, -Special
R,eliyqugsﬁgg % (Sign) Print Name / Company Date / Time o /7 s Received By (sign)
bt |3 Williams - 0. Becerra / City of Lomita | 6/6/2023 200 ¥
TR Denny Chapgrro  / CLSB "7 z T - AR el I
/ 74 ~ — 7 = iy sl AN
Samples received: (>k6‘n ice /é'fntact ( ) Custody séals Temp 7,7 ( \)\FJ ( )
Shipped Via | [ | [ )FedX [x|CLSB || UPS [ | Client | | Other Page 1 of 1




Clinical Laboratory of San Bernardino, Inc.

22 June 2023 Clinical Lab No.: 23F1276

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of June 2023

Enclosed are the results of the analyses for samples received at the laboratory on
06/13/23 . Samples were received within temperature range, in correct containers and
preservation. '

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

Jeanette Hernandez

|
Project Manager I
|
|
|

|
Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fuax (909) 825-7696 ELAP Number 1088



Clinical Laboratory of San Bernardino, Inc.

CL-SB 3

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 2nd Week of June 2023

Project Manager: Mark Andersen

Work Order: 23F1276
Received:  06/13/23 17.22
Reported:  06/22/23

1912 W. 259th St. (S13-001 Zone: 2) 23F1276-01 (Water) Sample Date:  06/13/23 8:10 Sampler: I W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.01 N/A mg/L 06/13/23 06/13/23 2324088

CI Res Total (Field) Field 2.42 N/A mg/L 06/13/23 06/13/23 2324088

pH (Field) Field 7.76 MN/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 23.4 N/A o 06/13/23 06/13/23 2324088
Microbiology Analyses

Total Coliform S5M 9223 A N/A P/A 06/13/23 06/14/23 2325021

E. Coli SM 9223 N/A P/A 06/13/23 06/14/23 2325021

Plate Count SM92158B 3 1 500 CFU/ml 06/13/23 06/15/23 2325100 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/14/23 06/14/23 2324091
26314 Monte Vista (S13-002 Zone:3) 2311276-02 (Water) Sample Date:  06/13/23 7:45  Sampler: W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0.06 N/A mg/L 06/13/23 06/13/23 2324088

CI Res Total (Field) Field 2.5 N/A mg/L 06/13/23 06/13/23 2324088

pll (Field) Field 7.62 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 22.7 N/A °C 06/13/23 06/13/23 2324088
Micrebiology Analyses

Total Coliform SM 9223 A N/A P/A 06/13/23 06/14/23 2325021

E. Coli SM 9223 N/A P/A 06/13/23 06/14/23 2325021

Plate Count SM9215B ND 1 500 CFU/ml 06/13/23 06/15/23 2325100 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 is5 Color Units 06/13/23 06/13/23 2325060

QOdor Threshold EPA 140.1-M 1 1 3 TON 06/13/23 06/13/23 2325060

Turbidity EPA 180.1 0.24 0.10 5 NTU 06/13/23 06/13/23 2325060
General Chemical Analyses

Nitrate as N (NOj_N) EPA 300.0 0.48 0.40 10 mg/L 06/14/23 06/14/23 2324091

Page 2 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 2nd Week of June 2023

Project Manager: Mark Andersen

Work Order:
Received:
Reported:

23F1276
06/13/23 17:22

06/22/23

1948 W. 252nd St. (S13-003 Zone: 1) 23F1276-03 (Water) Sample Date:  06/13/23 8:15  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 06/13/23 06/13/23 2324088

CI Res Total (Field) Field 2,59 N/A mg/L 06/13/23 06/13/23 2324088

pH (Field) Field 7.75 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 234 N/A o 06/13/23 06/13/23 2324088
Microbiology Analvses

Total Coliform SM 9223 A N/A PIA 06/13/23 06/14/23 2325021

E. Coli SM 9223 A N/A P/A 06/13/23 06/14/23 2325021

Plate Caunt SM9215B ND 1 500 CFU/ml 06/13/23 06/15/23 2325100 HT-08
Ceneral Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/14/23 06/14/23 2324091
24632 S. Moon Ave. (S13-004 Zone:1) 23F1276-04 (Water) Sample Date:  06/13/23 620  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 06/13/23 06/13/23 2324088

CI Res Total (Field) Field 2.38 N/A mg/L 06/13/23 06/13/23 2324088

pH (Field) Field 8.37 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 23.5 N/A °C 06/13/23 06/13/23 2324088
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/13/23 06/14/23 2325021

E. Coli SM 9223 A N/A P/A 06/13/23 06/14/23 2325021

Plate Count SM92158 ND I 500 CEU/ml 06/13/23 06/15/23 2325100  HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/14/23 06/14/23 2324091
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23F1276

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of June 2023 Received:  06/13/23 17:22

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/22/23
2500 PCH (S-13-005 Zone:2) 23F1276-05 (Water) Sample Date:  06/13/23 6:59  Sampler: W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Baltch Qualifier
Field Analyses

CI Res Free (Ficid) Field 004 N/A mg/L 06/13/23 06/13/23 2324088

CI Res Total (Field) Field 1.63 N/A mg/L 06/13/23 06/13/23 2324088

pll (Field) Field 8.36 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Ficld) Field 23.5 N/A °C 06/13/23 06/13/23 2324088
Microbiology Analyses

Total Coliform 5M 9223 A N/A PIA 06/13/23 06/14/23 2325021

E. Coli SM 9223 A N/A P/A 06/13/23 06/14/23 2325021

Plate Count SM92158B ND | 500 CFU/ml 06/13/23 06/15/23 2325100 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 06/13/23 06/13/23 2325060

Odor Threshold EPA 140.1-M 1 1 3 TON 06/13/23 06/13/23 2325060

Turbidity EPA 180.1 0.18 0.10 5 NTU 06/13/23 06/13/23 2325060
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.51 0.40 10 mg/L 06/14/23 06/14/23 2324091
25417 Pennsylvania Ave (S13-008 Zone:1) 2311276-06 (Water) Sample Date:  06/13/23 6:50  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.05 N/A my/L, 06/13/23 06/13/23 2324088

Cl Res Total (Field) Field 217 N/A mg/L 06/13/23 06/13/23 2324088

pH (Field) Field 8.15 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 23.1 N/A oC 06/13/23 06/13/23 2324088
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 06/13/23 06/14/23 2325021

E. Coli SM 9223 A N/A P/A 06/13/23 06/14/23 2325021

Plate Count SM9215B 12 | 500 CFU/ml 06/13/23 06/15/23 2325100  MT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/14/23 06/14/23 2324091
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23F1276

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of June 2023 Received:  06/13/23 17:22

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/22/23
2052 Dawn St (A Zone:1) 23F1276-07 (Water) Sample Date:  06/13/23 8:30  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 06/13/23 06/13/23 2324088

Cl Res Total (Field) Field 2.52 N/A mg/L 06/13/23 06/13/23 2324088

pll (Field) Field 7.65 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 23.8 N/A °C 06/13/23 06/13/23 2324088
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/13/23 06/14/23 2325021

E. Coli SM 9223 N/A PIA 06/13/23 06/14/23 2325021

Plate Count SM9215B ND 1 500 CFU/ml 06/13/23 06/15/23 2325100 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/14/23 06/14/23 2324091

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Ciinical Laboratory of San Bernardino, Inc. Chain of Custody

P2 /7

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue - Comments:
Lomita, CA 91717 1910073 g’_ Analyzers used:
- Destinat, 0 1, Free Chlorine - HHACH, DRS%0.
Phone # (210) 2052243 s n.m-mn Lberaton % a Calibration Date:__Auto Calibeatin
Fax # IX] Clinieal Laboratory g g DPD Reagent Exp.:
Project Standard Analysis RWOCB Compliance 2 3 || |2 Totai Chlorine - HACH, Pocket
. Weekly Distribution Samples: 2nd week of June, ] = Colorimeter.
Sub Project 2023 VES g ‘E s Calibration date:_Auto Calibrating
= e DPD Reageni exp. date:
Comments 1088 F= 3. plf and Temperature - HACH,
Sampled by LW, - HQ11d
= o .
Date Time Sample Idenitification Magix | Preserv | Type [Bottle #| Tempc | T pH Tow 1 = Calibration Date:
Clilorine Chlorine
6/13/2023 |27 1912 W. 259th St. ($13-001Zone:2) [ DW | 7 | 1D | 1 |73 | p. ot | 7728] 747 15| |
YT 26314 Monte Vista ( $13-002 Zone:3) pwW | 7 1D 2 |24/ p0C [ 707 3 50x x| x
" v s &8 | 1948 W. 252nd St. (S13.-003 Zone: 1) DW | 7 | ID | 3 I3 F e 28l978 | 757 x| |x
" " {ppde|  24632S. Moon Ave. (S13-004 Zone: 1) DW I 7 1D [T a 755 [ apr | 8371 7358 |5l |x
R 7 2500 PCH (S-13-005 Zone: 2) Dw 7 1D 5 |Z225le g% ()7, 3¢ A7 x| xlx
* " 1€z | 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 7 1D 6 237 1003 | pes | 2.7 [x| |x
o T 2052 Dawn St (A Zone: 1) DW | 7 1D T 1238 |p. 0517 ¢STAS 2] X
Preservatives: (1) Na,§;0; (2) HCI {3) HNQ3  (4) NH4C) Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist,
(5} HI504 (6) Na2S03 (7) Cald (8) Olher Type. 1-Routine, 2-Repeat, 3-Replacement, 4—Speciai
Re!mqmshed By (Sien) - . Print{ Name / Company ' Date { Time e, Received By (sign)
w L4 75y, John Williams / City of Lomita___|6/13/2023 =) A o, fo Ban,, m mmel&&ﬁ__‘
Denny Chaparre 7/ - 6/13/2023 G(z_;z_,
L L

T I / Mﬁﬁ
Samples received: (‘)@n ice wﬂnmct { )Custodty/aﬂs Temp Z,g {)F (Sd_ 8//

Shipped Via I | l {1FedX |X)lab | |UPS | |Cliemt || Other_ Page I of I




Clinical Laboratory of San Bernardino, Inc.

26 June 2023 Clinical Lab No.: 23F1325

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of June, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
06/13/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Siénj:rzz;,a

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard ALalysis Work Order:  23F1325

24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of June, 2023 Received: 06/13/23 17:25

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/26/23
1912 W. 259th P1 23F1325-01 (Water) Sample Date:  06/13/23 8:00  Sampler: I W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

Cl Res Total (Field) Field 242 N/A mg/L 06/13/23 06/13/23 2324088

pH (Field) Field 7.76 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 23.4 N/A °C 06/13/23 06/13/23 2324088
Trihalomethanes Analyses

Bromodichloromethane EPA 524.2 8.3 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Bromoform EPA 524.2 1.5 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Chloroform (Trichloromethane) EPA 524.2 1.7 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Dibromochloromethane EPA 524.2 6.4 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Total Trihalomethanes (TTHM) EPA 524.2 27.9 1.0 80 ug/L 06/16/23 06/17/23 2324210

Surrogate: Bromofluorobenzene LEPA 524.2 90 % 06/16/23 06/17/23 2324210

Surrogate: {,2-Dichlorebenzene-d+4 P4 524.2 104 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses

Dibromoacetic Acid EPA 552.2 1.6 1.0 N/A ug/L 006/16/23 06/16/23 2324174

Dichloroacetic Acid EPA 552.2 8.7 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Monochloroacetic Acid EPA 552.2 ND 20 N/A ug/L 06/16/23 06/16/23 2324174

Trichloroacetic Acid EPA 552.2 3.1 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Total Haloacetic Acids (HHAAS) EPA 552.2 13.4 1.0 60 ug/L 06/16/23 06/16/23 2324174

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 127 % 06/16/23 06/16/23 2324174
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of June, 2023

Project Manager: Mark Andersen

Work Order:  23F1325
Received:  06/13/23 17:25
Reported:  06/26/23

1948 252nd St.

23F1325-02 (Water)

Sample Date:

06/13/23 8:15

Sampler: ] W,

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Total (Field) Field 2.59 N/A mg/L 06/13/23 06/13/23 2324088
pH (Field) Field 7.75 N/A pH Units 06/13/23 06/13/23 2324088
Temperature (Field) Field 23.4 N/A oC 06/13/23 06/13/23 2324088
Bromodichloromethane EPA 524.2 9.9 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Bromoform EPA 524.2 1.2 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Chloroform (Trichloromethane) EPA 524.2 13.9 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Dibromochloromethane EPA 524.2 6.4 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Total Trihalomethanes (TTI—IM) EPA 524.2 31.4 1.0 80 ug/L 06/16/23 06/17/23 2324210
Surrogate: Bromafluorobenzene EPA 524.2 104 % 06/16/23 06¢17/23 2324210
Surrogate: 1,2-Dichlorobenzene-d4 P4 524.2 103 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses
Dibromeoacetic Acid EPA 552.2 1.6 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Dichloroacetic Acid EPA 5522 8.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monochleroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174
Trichloroacetic Acid EPA 552.2 3.8 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Total Haloacetic Acids (HAAS) EPA 552.2 14.3 1.0 60 ug/L 06/16/23 06/16/23 2324174
Surrogate: 2,3-Dibromopropionic Acid P4 552.2 127 % 06/16/23 06/16/23 2324174
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: TTHM/HAA, 2nd Week of June, 2023

Project Manager: Mark Andersen

Work Order:
Received:
Reported:

23F1325
06/13/23 17:25
06/26/23

2450 W. 247th St. 23F1325-03 (Water) Sample Date:  06/13/23 6:40 Sampler: . W.
Analyle Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Total (Ficld) Field 2.26 N/A mg/L 06/13/23 06/13/23 2324088
pH (Field) Field 7.83 N/A pH Units 06/13/23 06/13/23 2324088
Temperature (Ficld) Field 23.6 N/A °C 06/13/23 06/13/23 2324088
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 7.4 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Bromoform EPA 524.2 1.3 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Chloroform (Trichloromethane) EPA524.2 10.0 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Dibromochloromethane EPA 524.2 6.2 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Total Trihalomethanes (TTHM) EPA 524.2 24.9 1.0 80 ug/L 06/16/23 06/17/23 2324210
Surrogate: Bromofluorobenzene EPA 524.2 104 % 06/16/23 06/17/23 2324210
Surrogate: 1,2-Dichlorobenzene-d+ KP4 53242 104 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 552.2 1.9 1o N/A ug/L 06/16/23 06/16/23 2324174
Dichloroacetic Acid EPA 552.2 7.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Menochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174
Trichloroacetic Acid EPA 552.2 23 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Total Haloacetic Acids (HAAS) EPA 552.2 12.1 1.0 60 ug/L 06/16/23 06/16/23 2324174
Surrogate: 2,3-Dibromopropionic Acid EP4 552.2 116 % 06/16/23 06/16/23 2324174
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23F1325

24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of June, 2023 Received:  06/13/23 17:25

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/26/23
26255 Appian Way 23F1325-04 (Water) Sample Date:  06/13/23 7:20  Sampler: 1 W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 2.47 N/A mg/L 06/13/23 06/13/23 2324088

pH (Field) Field 8.62 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 22.6 N/A oC 06/13/23 06/13/23 2324088
Trihalomethanes Analyses

Bromodichloromethane EPA 524.2 7.9 1.0 N/A g/l 06/16/23 06/17/23 2324210

Bromoform EPA 524.2 1.0 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Chloroform (Trichloromethane) EPA 524.2 11.5 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Dibromochloromethane EPA 524.2 6.0 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Total Trihalomethanes (TTHM) EPA 524.2 26.4 1.0 80 ug/L 06/16/23 06/17/23 2324210

Surrogate: Bromafluorobenzene P4 524.2 89 %% 06/16/23 06/17/23 2324210

Surrogate: f,2-Dichlorebenzene-d4 £PA 524.2 95 % 061623 06/17/23 2324210
Ialoacetic Acids Analyses

Dibromoacetic Acid EPA 552.2 1.4 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Dichloroacetic Acid EPA 552.2 8.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174

Trichloroacetic Acid EPA 552.2 2.6 1.0 N/A ug/L. 06/16/23 06/16/23 2324174

Total Haloacetic Acids (HAAS) EPA 552.2 12.9 1.0 60 ug/L 06/16/23 06/16/23 2324174

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 143% 06/16:23 06/16/23 2324174

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

Chain of Custody
F? B/~ 4 R S
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue
Lomita, CA 91717 1910073
Phone # (310) 903-2243 Destination Laboratory
. |Fax # [X] Clinical Laboratory
Project TTHM's/ HAA's RWQCB Compliance - =
. Lomita Distribution Montiy Compliance YES = 5
Sub Project Samples, 2nd Week of June, 2023 ELAP & = | B
Comments
1088
Sampled by JW. (DB,
Date Time Sample Idenitification Matrix | Presery | Type pii Temp. (‘:1:'-‘::11- Comments
6132023 | 2 ¥P0 1. 1912 W. 259th Pl (CA1910073_DST_801) | DW | seebotte| 1D | 7 7% Z3y 2.¥L| X X
-~ -+ s
" | pYAS 2 1948 252nd St. (CA1910073_DST 802) | DW |seebotto| 1D | 7. A7 7o M| 2575 X X
" " 1 0G4 | 3. 2a50W.247thst. (CA1910073 DST 803) | DW | sesnome| 1D | 7Y 3|23 2 | 2 200 x | X
nooow @ 7 Z-C | 4. 26255 Applan Way (CA1910073_DST 800) | DW | seebottie! 1D Ll 22.6) 247 % X
Preservatives: (1) N2,3;0, {2} HCI (3) HNO3 (4} NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
{5) H2504 (8) Na2803 (7) Cold (8] Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
‘Religquisheﬂ By (Sign) Print Name / Company Date/ Time Received By (sign) ' ,
77 A e John Williams /  City of Lomita _ |6/13/2023 213 %ﬁw
2Ok Denny Chaporro_/_c4SA 7 ‘2.’«-1.;7 1725 Coom >
. 4 - [ O . /
Comments: Samples received: (k&)g ice (Mlatact ( )} Custody seals Temp_9.3 = >
F ()¢
Shipped Via I | | 1FedX | ] Lab | 1UPS | |Client | | Other Page I of 1_




Clinical Laboratory of San Bernardino, Inc.

29 June 2023 Clinical Lab No.: 23F1997

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of June 2023

Enclosed are the results of the analyses for samples received at the laboratory on
06/20/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,
ot et

Jeanette Hernandez

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fuax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 2311997
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of June 2023 Received:  06/20/23 16:20
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/29/23

1912 W. 259th St. (S13-001 Zone: 2) 23F1997-01 (Water) Sample Date:  06/20/23 7:30  Sampler: LW
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Ficld Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 06/20/23 06/20/23 2325082

Cl Res Total (Field) Field 2.18 N/A mg/L 06/20/23 06/20/23 2325082

pH (Ficld) Field 7.8 N/A pH Units 06/20/23 06/20/23 2325082

Temperature (Field) Field 18.5 N/A °C 06/20/23 06/20/23 2325082
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

E. Coli SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

Plate Count SM9215B ND 1 500 CFU/ml 06/20/23 06/22/23 2326113 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 06/20/23 06/20/23 2326019

Odor Threshold EPA 140.1-M 1 1 3 TON 06/20/23 06/20/23 2326019

Turbidity EPA 180.1 0.36 0.10 5 NTU 06/20/23 06/20/23 2326019
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.69 0.40 10 mg/L 06/21/23 06/21/23 2325080
26314 Monte Vista (S13-002 Zone:3) 23F1997-02 (Water) Sample Date:  06/20/23 7:37  Sampler: JW.

Analyte Method Resull Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0.06 N/A mg/L 06/20/23 06/20/23 2325082

Cl Res Total (Field) Field 2.39 N/A mg/L 06/20/23 06/20/23 2325082

pH (Field) Field 7.87 N/A pH Units 06/20/23 06/20/23 2325082

Temperature (Field) Field 16.7 N/A °C 06/20/23 06/20/23 2325082
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

E. Coli SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

Plate Count SM9215B ND I 500 CFU/ml 06/20/23 06/22/23 2326113 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.58 0.40 10 mg/L 06/21/23 06/21/23 2325080
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Clinical Laboratory of Sa 1 Bernardino, Inc.

Lomita, City of J roject: Standard Analysis Work Order: 23F1997

24373 Walnut Avenue Sub croject: Weekly Dist. Samples: 3rd Week of June 2023 Received:  06/20/23 16:20

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/29/23
1948 W. 252nd St. (S13-003 Zone: 1) 23F19% '-03 (Water) Sample Date:  06/20/23 7:54  Sampler: J.W.

Analyte Method R sult Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.09 N/A mg/L 06/20/23 06/20/23 2325082

CI Res Total (Field) Field 2.1 N/A mg/L 06/20/23 06/20/23 2325082

pH (Field) Field 7.54 N/A pH Units 06/20/23 06/20/23 2325082

Temperature (Field) Field 19.2 N/A oC 06/20/23 06/20/23 2325082
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 06/20/23 06/21/23 2325214

E. Coli SM 9223 A N/A PiA 06/20/23 06/21/23 2325214

Plate Count SM9215B ND 1 500 CFUfnl 06/20/23 06/22/23 2326113 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 06/20/23 06/20/23 2326019

Odor Threshold EPA 140.1-M 1 1 3 TON 06/20/23 06/20/23 2326019

Turbidity EPA 180.1 0.31 0.10 5 NTU 06/20/23 06/20/23 2326019
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.82 0.40 10 mg/L 06/21/23 06/21/23 2325080
24632 S. Moon Ave. (813-004 Zone:1) 23F1997-04 (Water) Sample Date:  06/20/23 7:05 Sampler: ] W.

Analyte Method Result Rep. Limit MCL Unils Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 06/20/23 06/20/23 2325082

Cl Res Total (Field) Field 2.16 N/A mg/L 06/20/23 06/20/23 2325082

pH (Field) Field 278 N/A pH Units 06/20/23 06/20/23 2325082

Temperature (Field) Field 20.3 N/A o0 06/20/23 06/20/23 2325082
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

E. Coli SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

Plate Count SM9215B ND | 500 CFU/ml 06/20/23 06/22/23 2326113 HT-08
General Chemical Analyses

Nitrate as N (NOB‘N) EPA 300.0 ND 0.40 10 mg/L 06/21/23 06/21/23 2325080
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project Manager: Mark Andersen

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of June 2023

Work Order:
Received:
Reported:

2311997
06/20/23 16:20

06/29/23

2500 PCH (S-13-005 Zone:2) 23F1997-05 (Water) Sample Date:  06/20/23 7:22  Sampler: JW.

Analyte Mel .od Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Fie'd 0.06 N/A mg/L 06/20/23 06/20/23 2325082

CI Res Total (Ficld) Field L.79 N/A myg/L 06/20/23 06/20/23 2325082

pH (Field) Field 7.58 N/A pH Units 06/20/23 06/20/23 2325082

Temperature (Field) Field 19.5 N/A e 06/20/23 06/20/23 2325082
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 06/20/23 06/21/23 2325214

E. Coli SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

Plate Count SM9215B 3 1 500 CFU/ml 06/20/23 06/22/23 2326113 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300,0 1.1 0.40 10 mg/L 06/21/23 06/21/23 2325080
25417 Pennsylvania Ave (S13-008 Zone:1) 23F1997-06 (Water) Sample Date:  06/20/23 7:15 Sampler:  JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 06/20/23 06/20/23 2325082

Cl Res Total (Field) Field 2.06 N/A mg/L 06/20/23 06/20/23 2325082

pH (Field) Field 7.7 N/A pH Units 06/20/23 06/20/23 2325082

Temperature (Field) Field 21.4 N/A °C 06/20/23 06/20/23 2325082
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 06/20/23 06/21/23 2325214

E. Coli SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

Plate Count SM9215B 41 I 500 CFU/ml 06/20/23 06/22/23 2326113 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/21/23 06/21/23 2325080

Page 4 of 5
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Clinical Laboratory of San Bernardino, Inc.

Project: Standard Analysis Work Order:  23F1997

Lomita, City of
Sub Project: Weekly Dist. Samples: 3rd Week of June 2023 Received:  06/20/23 16:20

24373 Walnut Avenue

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/29/23
2052 Dawn St (A Zone:1) 23I'1997-07 (Water) Sample Date:  06/20/23 6:40  Sampler: W,
Analyte Method Result Rep. Limit MCL Unifs Prepared Analyzed Batch Qualifier

Ficld Analyses
CI Res Free (Field) Field 0.05 N/A mg/L 06/20/23 06/20/23 2325082

Cl Res Total (Field) Field 2.33 N/A mg/L 06/20/23 06/20/23 2325082
pH (Field) Field 7.75 N/A pH Units 06/20/23 06/20/23 2325082

Temperature (Field) Field 20.2 N/A °c 06/20/23 06/20/23 2325082
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

E. Coli SM 9223 A N/A P/A 06/20/23 06/21/23 2325214

Plate Count SM9215B 1600 | 500 CFU/ml 06/20/23 06/22/23 2326113 HT-08, Note
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.40 0.40 10 mg/L 06/21/23 06/21/23 2325080

Note Notified John 06/22/23, 2021

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Page 5 of 5
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Clinical Laboratory of San Bernardino, Inc. Chain of Custody

sV by

. 237997
Client City of Lomita ' System Number Analysis Requested
Address 24373 Walnut Avenue - Comments:
Lomita, CA 91717 1910073 5 Analyzers used:
Phone # (310) 903-2243 = Destination Laboratory o 1. Free Chlorine - HACH, DR890.
Fax # " Zla Calibration Date: _Awto Calibrating
{X] Clinical Laboratory ERR DPD R Exp.:
- a s eagent Exp.:
Project Standard Analysis RWQCB Compliance - E 2 2. Total Chlorine - HACH, Pocket
Swub Profect Weekly Distribution Samples: 3rd week of June, VES Ple T Colorimeter,
2023 1% [F{ |Calibration date:_Auto Calibrating
Comments _ :: g DPD Reagent exp. date:
Sampled by T 1088 5 :{3:{ and Temperature - HACH,
sl (LYY
Date Time Sample Idenitification Matrix | Preserv | Type {Bottle #[ Tempc ciﬁz'::m pil C;:‘r’;;e % Calibration Dare.
6/20/2023 -“f;.mw\ 1912 W. 259th 8t. (S13-001 Zone: 2) oW | 1,7 | 1D 1185 1968 | F.oo] 2.8 [x]xx
6/20/2023 |} 30 26314 Monte Vista { S13-002 Zone:3) Dw | 1,7 | 1D 2 ikt ok | 7.6F 3% ix X
6/20/2023 | 35{gun 1943 W. 252nd St. (S13-003 Zone: 1) | DW | 0,7 | 1D 3 NNZ 1009 [ 3.89 ] zao [xlx[x
6/20/2023 | 3 B iyn 24632 8. Moon Ave. { S13-004 Zone: f) bDw | L7 1) 4 1203 Ov()q 1.78 2146 [ x X
6/20/2023 | F:77 4 2500 PCH (S-13-005 Zone: 2) {ow! 1,7 ] 1D 5 1AS 606 .58 (.79 |x ”
6/20/2023 |"1.156| 25417 Pennsylvania Ave (S13-008 Zone: HD [ow | 17| 1D 6 |2V 100 (1.1 | 2.00 Ix X
6/20/2023 | b tifam 2052 Dawn St (A Zone: 1) Dw !l L7 | ID 7 120 1005 (335 |4.33 [« X
Preservatives: {1) Na,8,0, (2) HC] (3) HNO3 [4) NH4C1 Matrix: DW-Drinking Water, WW-Wag(e Water, SW.Storm Water, GW- Groand Water, W.Well D- Dist,
R(S) st(i)cl (6) Na2803 (7} Cold (B) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
by By (S| : ; : -
Relinguished By (Sign) Pn.m Name / Company Date/ Time N Received By (sign)
L L £ e dohn Williams / City of Lomita 6/20/2023 /BN A 2 Denny Chaparro/CLSB
%c‘;;,@,‘,h Denny Chaparro / CLSB 61202023 otz py ' X ~
CTina] 7l
Samples received: (}@n ice Q Intact ( ) Custodytgeals Temp 3;7 { )F (>4\ Cf//
Skipped Via | | | | | Fed X " | | Golden Stare [1UPS | | Cliet M Other 2 A5 Page_1_of I -




Clinical Laboratory of San Bernardino, Inc.

05 July 2023 Clinical Lab No.: 23F2638

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Re-Sample for Week 3 of June

Enclosed are the results of the analyses for samples received at the laboratory on
06/26/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sién::;eu;{:,a

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fuax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: Re-Sample for Week 3 of June

Project Manager: Mark Andersen

Work Order:
Received:  06/26/23 20:45
Reported:  07/05/23

23F2638

2052 Dawn St (A Zone 1) 2312638-01 (Water) Sample Date:  06/26/23 11:00  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.05 N/A mg/L 06/26/23 06/26/23 2326083

ClI Res Total (Field) Field 23 N/A mg/L 06/26/23 06/26/23 2326083

pH (Field) Field 7.77 N/A pH Units 06/26/23 06/26/23 2326083

Temperature (Ficld) Field 21.4 N/A °C 06/26/23 06/26/23 2326083
Microbiology Analyses

Plate Count SM9215B 900 1 500 CFU/ml 06/26/23 06/28/23 2327068 HT-08, Note

Note Notified John Williams 06/29/23, 0824

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

A ]

Page 2 of 2
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-

Clinical Laboratory of San Bernardino, inc.

23F 2638
Chain of Custody

We/o

o
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue Comments:
Lomita, CA 91717 1910073 Analyzers used:

; 1. Free Chiorine - HACH, DRS%0.
Phonc # (310) 903-2243 Desﬂn-ar-ion Labotatory Calibration Date:__Awlo Calibrating
Fax # |X] Clinical Laboratory DPD Reagent Exp.:
Projoct Standard Analysis RWGCE Compliance - 2. Total Chlorine - HACIE, Pocket

- = Colorimeter.
Sub Project Re-Sample for Week 3 of June YES 0 Calibration date:_Auto Calibrating
DPD Reagent exp, date;
Comments 1088 3, pH and Temperature - HACH,
Sampled by A LA HQl14d
Date Time Sample Idenitification Matrix | Presery Type |Bottle #| TempC pH C:;:?:ne C:‘;:;LE Calibration Date:
6/26/2023 | 11:06 2052 Dawn St (A Zone: 1) Dw | 1,7 1D i 214 | 7.77 0.05 22 |Ix
Preservatives: (1) NapS,0p (2) HCI (3) HNO3  (4) NIT4C1 Matrix: DW-Drinking Water, WW-Waste Water, SW-S10em Water, GW- Ground Water, W-Well D- Dist.
{5) H2S04 (6) Na2503 (7) Coid (8) Other: ‘Type- I-Routine, 2-Repent, 3-Replacement, 4-Special
Relinquished MS'ign)m. ; Print Name 7 Company Date / Time C Lo . Recelved By (sign)
V7 J. Williams_/ City of Lomita 6262023 /< JC) ey A oot
' 2 e Ll 2073 Ml
/7 wf ’ §7 { 1A%
Samples receivedemn ice (’ﬁtact { ) Custody seals Temp S.*’ S { YF_47TC

Shipped Via | ] I [VFedX [x]CLSB {|UPS [ |Client | |Other Page 1 of I_

1




Clinical Laboratory of San Bernardino, Inc.

05 July 2023 Clinical Lab No.: 23F2675

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 4th Week of June 2023

Enclosed are the results of the analyses for samples received at the laboratory on
06/27/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue

. Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 4th Week of June 2023

Work Order:

Received:

23F2675
06/27/23 15:45

Lomita CA, 91717 Project Manager: Mark Andersen RCDOTtEdT 07/05/23
1912 W. 259th St. (S13-001 Zone: 2) 23F2675-01 (Water) Sample Date:  06/27/23 7:20  Sampler: J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0.1 N/A mg/L 06/27/23 06/27/23 2326093

Cl Res Total (Field) Field 2.34 N/A mg/L 06/27/23 06/27/23 2326093

pH (Field) Field 7.62 N/A pH Units 06/27/23 06/27/23 2326093

Temperature (Field) Field 19.2 N/A °C 06/27/23 06/27/23 2326093
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/27/23 06/28/23 2326186

E. Coli SM 9223 A N/A P/A 06/27/23 06/28/23 2326186

Plate Count SM92158B 54 | 500 CFU/ml 06/27/23 06/29/23 2327054 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.87 0.40 10 mg/L 06/27/23 06/27/23 2326062
26314 Monte Vista (S13-002 Zone:3) 23F2675-02 (Water) Sample Date:  06/27/23 7:05  Sampler: 1. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

Cl Res Free (Field) Field 0.09 N/A mg/L 06/27/23 06/27/23 2326093

Cl Res Total (Field) Field 2.48 N/A mg/L 06/27/23 06/27/23 2326093

pH (Field) Field 7.55 N/A pH Units 06/27/23 06/27/23 2326093

T{:mperature (Field) Field 16.1 N/A o0 06/27/23 06/27/23 2326093
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/27/23 06/28/23 2326186

E. Coli SM 9223 A N/A P/A 06/27/23 06/28/23 2326186

Plate Count SM9215B8 ND ] 500 CFU/ml 06/27/23 06/29/23 2327054 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.88 0.40 10 mg/L 06/28/23 06/28/23 2326062

Page 2 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 4th Week of June 2023

Project Manager: Mark Andersen

Work Order:
Received:
Reported:

23F2675
06/27/23 15:45

07/05/23

1948 W. 252nd St. (§13-003 Zone: 1) 23F2675-03 (Water) Sample Date:  06/27/23 7:30 Sampler:  J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Balch Qualifier
Field Analyses

CI Res Free (Field) Field 0.04 N/A mg/L 06/27/23 06/27/23 2326093

CI Res Total (Field) Field 1.96 N/A mg/L 06/27/23 06/27/23 2326093

pH (Field) Field 7.67 N/A pH Units 06/27/23 06/27/23 2326093

Temperature (Field) Field 21.1 N/A °C 06/27/23 06/27/23 2326093
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/27/23 06/28/23 2326186

E. Coli SM 9223 A N/A PIA 06/27/23 06/28/23 2326186

Plate Count SM9215B ND 1 500 CFU/ml 06/27/23 06/29/23 2327054 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.41 0.40 10 mg/L 06/28/23 06/28/23 2326062
24632 S. Moon Ave. (S13-004 Zone:1) 23F2675-04 (Water) Sample Date:  06/27/23 630  Sampler: J. W/O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.06 N/A mg/L 06/27/23 06/27/23 2326093

CI Res Total (Field) Field 2.57 N/A mg/L 06/27/23 06/27/23 2326093

pH (Field) Field 7.81 N/A pH Units 06/27/23 06/27/23 2326093

Temperature (Field) Field 19.9 N/A °C 06/27/23 06/27/23 2326093
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 06/27/23 06/28/23 2326186

E. Coli SM 9223 N/A PIA 06/27/23 06/28/23 2326186

Plate Count SM9215B ND 1 500 CFUMmI 06/27/23 06/29/23 2327054 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 ColorUnits  06/27/23 06/27/23 2327061

Odor Threshold EPA 140.1-M 1 | 3 TON 06/27/23 06/27/23 2327061

Tu rhidity EPA 180.1 0.28 0.10 5 NTU 06/27/23 06/27/23 2327061
General Chemical Analyses

Nitrate as N (N(I)3-N) EPA 300.0 0.49 0.40 10 mg/L 06/28/23 06/28/23 2326062

Page 3 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23F2675

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of June 2023 Received: 06/27/23 15:45

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/05/23
2500 PCH (S-13-005 Zone:2) 23F2675-05 (Water) Sample Date:  06/27/23 6:50  Sampler: 1. W/O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.05 N/A mg/L 06/27/23 06/27/23 2326093

Cl Res Total (Field) Field 1.82 N/A mg/L 06/27/23 06/27/23 2326093

pH (Field) Field 7.57 N/A pH Units 06/27/23 06/27/23 2326093

Temperature (Field) Field 20.3 N/A oC 06/27/23 06/27/23 2326093
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 06/27/23 06/28/23 2326186

E. Coli SM 9223 A N/A P/A 06/27/23 06/28/23 2326186

Plate Count SM9215B ND 1 500 CFU/ml 06/27/23 06/29/23 2327054 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 06/27/23 06/27/23 2327061

Odor Threshold EPA 140.1-M 1 1 3 TON 06/27/23 06/27/23 2327061

Turbidity EPA 180.1 ND 0.10 5 NTU 06/27/23 06/27/23 2327061
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/28/23 06/28/23 2326062
25417 Pennsylvania Ave (513-008 Zone:1) 23KF2675-06 (Water) Sample Date:  06/27/23 6:40  Sampler: I W/ODB.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0 N/A mg/L 06/27/23 06/27/23 2326093

Cl1 Res Total (Field) Field 224 N/A mg/L 06/27/23 06/27/23 2326093

pH (Field) Field 7.32 N/A pH Units 06/27/23 06/27/23 2326093

Temperature (Field) Field 21.6 N/A o0 06/27/23 06/27/23 2326093
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/27/23 06/28/23 2326186

E. Coli SM 9223 A N/A P/A 06/27/23 06/28/23 2326186

Plate Count SM9215B 53 1 500 CFU/ml 06/27/23 06/29/23 2327054 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/28/23 06/28/23 2326062

Page 4 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 4th Week of June 2023

Project Manager: Mark Andersen

Work Order:
Received:
Reported:

2312675
06/27/23 1545

07/05/23

2052 Dawn St (A Zone:1) 23F2675-07 (Water) Sample Date:  06/27/23 740  Sampler: J. W/OB.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 06/27/23 06/27/23 2326093

Cl Res Total (Field) Field 2.63 N/A mg/L 06/27/23 06/27/23 2326093

pH (Field) Field 7.53 N/A pH Units 06/27/23 06/27/23 2326093

Temperature (Field) Field 20.5 N/A 80 06/27/23 06/27/23 2326093
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 06/27/23 06/28/23 2326186

E. Coli SM 9223 A N/A PIA 06/27/23 06/28/23 2326186

Plate Count SM9215B ND 1 500 CFU/m] 06/27/23 06/29/23 2327054  HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 06/28/23 06/28/23 2326062

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Page 5 of 5
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Clinical Laboratory of San Bernardino, Inc.

DB201=
Chain of Custody

/2 [~

Client City of Lomita System Number Analysis Requested
Address 24373 Wainat Avenue -3 Comments;
Lomita, CA 91717 1910673 g‘; Analyzers used:
310 ,903 2243 Destination Lab, e} 1. Free Chlorine - RACH, DR390.
Phone # (310) . criination Laberatory % o Calibration Date;__Awto Calibrating
Fax # [X] € linical Lahoratory § & DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance 213 (Z| |2 Toti Chlorine - HACH, Pocket
R Weekly Distribution Samples: 418 week o June . i 1 Fi Colorimeter.
Sub Projeet ’ ol 4 VES Qi |§ Calibration date:_Auto Calibratin
2023 s i's -t L albratieg .
Comments f_‘: ) DPD Reagent exp. date:
- 1088 ST 3. pH and Temperature - HACH,
S led b JW./0.B. ~
—— ¥ Total ":c ]Cigi]b]litiun Date:
Date Time Sample Idenitification Matrix | Presery Type [ Bottle #] TempC it Chl:i:ne Chiorine |
6/27/2023 [3: 1912 W, 259th St. (S13-001 Zome: 2) DW | 1,7 | 1D L 132 1362 [040 | 23+ [x] |
" F e 26314 Monte Vista ( $13-002 Zone:3) DW | 1,7 | 1D 2 .1 19.55 (0.0 [ 27 X
B - #51/ 1948 W. 252nd St. (S13-003 Zone: 1) DW | 1,7 | ID 3 i (26| ¢ |x X
" e30em] 24632 8. Moon Ave. ( S13-004 Zone: ) oW | 1,7 iD 4 19.9 [F.a) Qb [4.572x X
N ™ 2500 PCH (S-13-005 Zone: 2) pw ] 1,7 | p 5 120-3 17.6%7 [ 0.05 [/ 57 Ix|x|x
N TALT 25417 Pennsylvania Ave (S13-008 Zone: 1) bW | 1,7 1D 6 [21. $.37 0,00 |2 ot | x X
R 2052 Dawn St (A Zone: 1) DWIL L7 | ID | 7 %205 383 | O.0M | 2.2 7 x| |«

Preservatives: (1) Na,8;0; (2) HO! (3)HNO3  (4) NH4CH

{5) H2804_{6) Na2503 (7) Cold (8) Other:

Matrix: PW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.

Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
anm}:/m)i $y {Sign) Print Name / Company Date / Time Recelved By (sign)
\fbind SO | Yohn Williams 7 City of Lomita 62772033 /THS J,M-, 44! G 0AN. [@me;(ﬁiﬁmz >
o Denrny Chaporre / CLSB 672772023, ‘[" g 2
i 7 }C 24 < /C;i‘f—-//?//MM/ [/dVS(Jf"

Samples received: On ice ntact { ) Custo{y seals Tem ()F ()
/828 ¢

Shipped Via | |

| [ 1FedX [x]CLSB [ ] UPS

| | Client

| | Other

Pr.-ge I of I




Clinical Laboratory of San Bernardino, Inc.

26 June 2023 Clinical Lab No.: 23F1325

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of June, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
06/13/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sg::j;,xb

Jeanette Hernandez

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: TTHM/HAA, 2nd Week of June, 2023

Project Manager: Mark Andersen

Work Order:
Received: 06/

Reported:  (06/26/23

23F1325
13/23 17:25

1912 W. 259th PI1 23I'1325-01 (Water) Sample Date:  06/13/23 8:00 Sampler: 1 W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses
CI Res Total (Field) Field 2.42 N/A mg/L 06/13/23 06/13/23 2324088
pH (Field) Field 7.76 N/A pH Units 06/13/23 06/13/23 2324088
Temperature (Field) Field 23.4 N/A oC 06/13/23 06/13/23 2324088
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 8.3 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Bromoform EPA 5242 1.5 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Chloroform (Trichloromethane) EPA 524.2 1.7 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Dibromochloromethane EPA 524.2 6.4 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Total Trihalomethanes (TTHM) EPA 524.2 27.9 1.0 80 ug/L 06/16/23 06/17/23 2324210
Surrogate: Bromofluorabenzene P4 524.2 90 % 06/16/23 06/17/23 2324210
Surrogate: I,2-Dichlorobenzene-dd 1P 524.2 104 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 552.2 1.6 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Dichloroacetic Acid EPA 552.2 8.7 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174
Trichloroacetic Acid EPA 552.2 3.1 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Total Haloacetic Acids (HAAS) EPA 552.2 13.4 1.0 60 ug/L 06/16/23 06/16/23 2324174
Surrogate: 2,3-Dibromopropionic Acid P4 552.2 127 % 06/16/23 06/16/23 2324174
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue

Project: Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of June, 2023

Work Order:
Received: 06/

23F1325
13/2317:25

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/26/23
1948 252nd St. 23F1325-02 (Water) Sample Date:  06/13/23 8:15 Sampler:  J. W,

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

C1 Res Total (Ficld) Field 2.59 N/A mg/L 06/13/23 06/13/23 2324088

pH (Field) Field 7.75 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 23.4 N/A oC 06/13/23 06/13/23 2324088
Trihalomethanes Analyses

Bromodichloromethane EPA 5242 9.9 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Bromoform EPA 524.2 1.2 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Chloroform (Trichloromethane) EPA 524.2 13.9 1.0 N/A ug/L 006/16/23 06/17/23 2324210

Dibromochloromethane EPA 524.2 6.4 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Total Trihalomethanes (TTHM) EPA 524.2 31.4 1.0 80 ug/L 06/16/23 06/17/23 2324210

Surragate: Bromoflnorobenzene EFPA 524.2 104 % 06/16/23 06/17:23 2324210

Surragaie: 1,2-Dichlorobenzene-d4 P4 524.2 103 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses

Dibromoacetic Acid EPA 552.2 1.6 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Dichloroacetic Acid EPA 552.2 8.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Monobromoacetic Acid EPA 5522 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174

Trichloroacetic Acid EPA 552.2 3.8 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Total Haloacetic Acids (HAAS) EPA 552.2 14.3 1.0 60 ug/L 06/16/23 06/16/23 2324174

Surrogate: 2,3-Dibromopropionic Acid P4 552.2 127 % 06/16/23 06/16/23 2324174
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: TTHM/HAA, 2nd Week of June, 2023

Project Manager: Mark Andersen

Work Order:
Received: 06/

Reported:  06/26/23

23F1325
13/23 17:25

2450 W. 247th St. 23F1325-03 (Water) Sample Date:  06/13/23 6:40 Sampler: ] W,
lﬁulyle Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl1 Res Total (Ficld) Field 2.26 N/A mg/L 06/13/23 06/13/23 2324088
pIH (Field) Field 7.83 N/A pH Units 06/13/23 06/13/23 2324088
Temperature (Field) Field 23.6 N/A °oC 06/13/23 06/13/23 2324088
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 7.4 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Bromoform EPA 5242 1.3 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Chloroform (Trichloromethane) EPA 524.2 10.0 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Dibromochloromethane EPA 524.2 6.2 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Total Trihalomethanes (TTHM) EPA 524.2 24.9 1.0 80 ug/L 06/16/23 06/17/23 2324210
Surrogate: Bromofluorobenzene LF4 524.2 101 % 06/16/23 06/17/23 2324210
Surrogate: f,2-Dichlorobenzene-d4 EPA 524.2 104 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 5522 1.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Dichloroacetic Acid EPA 552.2 7.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monochloroacetic Acid EPA 552.2 ND 20 N/A ug/L 06/16/23 06/16/23 2324174
Trichloroacetic Acid EPA 552.2 2.3 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Total Haloacetic Acids (HAAS) EPA 552.2 12.1 1.0 60 ug/L 06/16/23 06/16/23 2324174
Surrogate: 2,3-Dibromoprapionic Acid P4 5522 6% 06/16/23 06/16/23 2324174
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: TTHM/HAA, 2nd Week of June, 2023

Project Manager: Mark Andersen

Work Order:
Received: 06/

Reported:  06/26/23

23F1325
13/23 17:25

26255 Appian Way 23F1325-04 (Water) Sample Date:  06/13/23 7:20  Sampler: J. W,
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
CI Res Total (Field) Field 247 N/A mg/L 06/13/23 06/13/23 2324088
pH (Field) Field 8.62 N/A pH Units 06/13/23 06/13/23 2324088
Temperature (Field) Field 22.6 N/A °C 06/13/23 06/13/23 2324088
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 7.9 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Bromoform EPA 524.2 1.0 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Chleroform (Trichloromethane) EPA 5242 1.5 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Dibromochloromethane EPA 524.2 6.0 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Total Trihalomethanes (TTHM) EPA 524.2 26.4 1.0 80 ug/L 06/16/23 06/17/23 2324210
Surrogate: Bromafluorobenzene £ 524.2 89 % 06/16:23 06/17/23 2324210
Surrogate: 1,2-Dichlorobenzene-d4 LPA 524.2 95 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 552.2 1.4 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Dichloroacetic Acid EPA 552.2 8.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174
Trichloroacetic Acid EPA 552.2 2,6 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Total Haloacetic Acids (HAAS5) EPA 552.2 12,9 1.0 60 ug/L 06/16/23 06/16/23 2324174
Surrogate: 2,3-Dibromopropionic Acid FPA 5522 13 % 06/16/23 06/16/23 2324174
ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

d/d//,g s

Chain of Custody
Fmd B4 B ST
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue '
Lomita, CA 91717 1 91 0073
Phone # (310) 903-2243 Destination Laboratory
Fax # [X] Clinical Laboratory
Project TTHM's / HAA's RWQCB Compliance :;} -
. Lomita Distribution Month 1y Compliance YES = i
Sub Project Samples, 2nd Week of June, 2023 ELAP # = | @
Comments
1088
Sampled by JW. QB
Date Time Sample Idenitification Matrix | Preserv Type pH Temp, “"f]‘:":_’l:m Comments
611312023 | g 50 L. 1912 W. 259th Pl (CA2910073 DST_801) | DW | see botte D | 27¢) 23] 2.42| x X
-~ - —
" pXAS 2, 1948 252nd St. (CA1910073_DST 802) | DW | seenotte| 1D 71 Z3H| 2591 % X
""" 124D | 3. 2sowzarthst, (CA1910073 DST. 803) | DW |seebotte| 1D [7¥3 |23 ¢ [2a¢| x | x
"o @ 722 | 4. 26255 Appian way (CA1910073_DST 800) | DW | scebome| 4D LGl 2201 297 % X
Preservatives: {1} N2:8,05 (2) HCI (3) MNO3  {4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
(5) H2804 {6) NaZ503 (7) Cold {8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
‘Reliyquish#l By (Sign) Print Name / Company Date / Time Received By (sign)
vy} e John Williams /  City of Lomita  |6/13/2023 & /
OO Denny Chaporro / CLSA % F R |7 RS o T
4 74 R 7 .
Comments: Samples received:(}@n ice (Mlatact ( ) Custedy seals Temp ﬁ.ﬁ <. v
() cC
Shipped Via I , | | FedX | ] Lab ioes | | Client [ | Other Page 1 _ af _1_




Clinical Laboratory of San Bernardino, Inc.

26 June 2023 Clinical Lab No.: 23F1325

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of June, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
06/13/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sién:::a‘wm,‘

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project Manager: Mark Andersen

Project: Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of June, 2023

Work Order:  23F1325
Received:  06/13/23 17:25

Reported:  06/26/23

1912 W. 259¢th Pl

23F1325-01 (Water)

Sample Date:

06/13/23  8:00

Sampler: 1. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Total (Field) Field 2.42 N/A mg/L 06/13/23 06/13/23 2324088
pH (Ficld) Ficld 7.76 N/A pH Units 06/13/23 06/13/23 2324088
Temperature (Field) Field 23.4 N/A o0 06/13/23 06/13/23 2324088
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 8.3 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Bromoform EPA 524.2 1.5 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Chloroform (Trichloromethane) EPA 5242 11.7 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Dibromochloromethane EPA 5242 6.4 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Total Trihalomethanes (TTHM) EPA 524.2 27.9 1.0 80 ug/L 06/16/23 06/17/23 2324210
Surrogate: Bromofluorobenzene P4 524.2 20 % 06/16/23 06/17/23 2324210
Surrogare: 1,2-Dichlorobenzene-d4 FP4 524.2 104 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 552.2 1.6 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Dichloroacetic Acid EPA 552.2 8.7 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monobromoacetic Acid EPA 5522 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174
Trichloroacetic Acid EPA 552.2 3.1 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Total Haloacetic Acids (HAAS) EPA 552.2 13.4 1.0 60 ug/L 06/16/23 06/16/23 2324174
Surrogate: 2,3-Dibromopropionic Acid 15PA 552.2 127 % 06/16/23 06/16/23 2324174

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fuax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of June, 2023

Project Manager: Mark Andersen

Work Order:
Received:
Reported:

06/13/23 17:25
06/26/23

23F1325

1948 252nd St. 23F1325-02 (Water) Sample Date:  06/13/23 8:15 Sampler:  J. W,
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Total (Field) Field .59 N/A mg/L 06/13/23 06/13/23 2324088
pH (Field) Field 175 N/A pH Units 06/13/23 06/13/23 2324088
Temperature (Field) Field 23.4 N/A °C 06/13/23 06/13/23 2324088
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 2.9 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Bromoform EPA 524.2 1.2 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Chloroform (Trichloromethane) EPA 524.2 13.9 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Dibromochloromethane EPA 5242 6.4 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Total Trihalomethanes (TTHM) EPA 524.2 314 Lo 80 ug/L 06/16/23 06/17/23 2324210
Surrogate: Bromofluorobenzene EPA 524.2 104 % 06/16/23 06/17/23 2324210
Surrogate: 1, 2-Dichiorobenzene-d4 LFA 524.2 103 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 552.2 1.6 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Dichloroacetic Acid EPA 552.2 8.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monobromoacetic Acid EPA 552.2 ND L0 N/A ug/L 06/16/23 06/16/23 2324174
Monochloroacetic Acid EPA 5522 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174
Trichloroacetic Acid EPA 552.2 3.8 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Total Haloacetic Acids (HAAS) EPA 552.2 14.3 1.0 60 ug/L 06/16/23 06/16/23 2324174
Surrogate: 2,3-Dibromopropionic Acid P4 5522 127 % 06/16/23 06/16/23 2324174

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fuax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23F1325

24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of June, 2023 Received:  06/13/23 17:25

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  06/26/23
2450 W. 247th St. 23F1325-03 (Water) Sample Date:  06/13/23 640  Sampler: 1. W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 2.26 N/A mg/L 06/13/23 06/13/23 2324088

pH (Field) Field 7.83 N/A pH Units 06/13/23 06/13/23 2324088

Temperature (Field) Field 23.6 N/A °C 06/13/23 06/13/23 2324088
Trihalomethanes Analyses

Bromedichloromethane EPA 524.2 74 1.0 N/A ug/l, 06/16/23 06/17/23 2324210

Bromoform EPA 524.2 1.3 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Chloroform (Trichloromethane) EPA 524.2 10.0 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Dibromechloromethane EPA 524.2 6.2 1.0 N/A ug/L 06/16/23 06/17/23 2324210

Total Trihalomethanes (TTHM) EPA 524.2 24.9 1.0 80 ug/L 06/16/23 06/17/23 2324210

Surragate: Bromofluorobenzene EPA 524.2 101 % 06/16/23 06/17/23 2324210

Surrogate: 1,2-Dichlorobenzene-d4 LPA 524.2 104 % 06/16/23 06/17/23 2324210
Haloacetic Acids Analyses

Dibromoacetic Acid EPA 5522 1.9 Lo N/A ug/L 06/16/23 06/16/23 2324174

Dichloroacetic Acid EPA 552.2 7.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Monobromoacetic Acid EPA 5522 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174

Trichloroacetic Acid EPA 552.2 2.3 1.0 N/A ug/L 06/16/23 06/16/23 2324174

Total Haloacetic Acids (HAAS) EPA 552.2 12.1 1.0 60 ug/L 06/16/23 06/16/23 2324174

Surrogate: 2,3-Dibromopropionic Acid P4 552.2 16 % 06/16/23 06/16:23 2324174
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: TTHM/HAA, 2nd Week of June, 2023

Project Manager: Mark Andersen

Work Order:
Received: 06/

Reported:  06/26/23

23F1325
13/23 17:25

26255 Appian Way 23F1325-04 (Water) Sample Date:  06/13/23 7:20 Sampler: ] W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
CI Res Total (Field) Field 2.47 N/A mg/L 06/13/23 06/13/23 2324088
pH (Field) Field 8.62 N/A pH Units 06/13/23 06/13/23 2324088
Temperature (Field) Field 22.6 N/A °C 06/13/23 06/13/23 2324088
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 7.9 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Bromoform EPA 5242 1.0 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Chloroform (Trichloromethanc) [EPA 524.2 11.5 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Dibromochloromethane EPA 5242 6.0 1.0 N/A ug/L 06/16/23 06/17/23 2324210
Total Trihalomethanes (TTHM) EPA 524.2 26.4 1.0 20 ug/L 06/16/23 06/17/23 2324210
Surrogate: Bromofluorobenzene LPA 524.2 89 % 06/16/23 06/17/23 2324210
Surrogate; 1, 2-Dichliorobenzenc-d4 EPA 5242 95 % 06/16:23 06/17/23 2324210
Ilaloacetic Acids Analyses
Dibromoacetic Acid EPA 552.2 1.4 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Dichloroacetic Acid EPA 552.2 8.9 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 06/16/23 06/16/23 2324174
Trichloroacetic Acid EPA 552.2 2.6 1.0 N/A ug/L 06/16/23 06/16/23 2324174
Total Haloacetic Acids (HHAAS) EPA 552.2 12.9 1.0 60 ug/L 06/16/23 06/16/23 2324174
Surrogate: 2,3-Dibromopropionic Acid FEPA 552.2 113 % 06/16/23 06/16/23 2324174
ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

SLe

Chain of Custody
Hed D74 B2 S
Client City of Lomita System Number Anajysis Requested
Address 24373 Walnut Avenue
Lomita, CA 91717 1 91 0073
Phone # (310) 903-2243 Destination Laboratory
Fax # [X] Clinical Laboratory
Project TTHM's /HAA's RWQCE Compliance - =
, Lomita Distribution Monthy Compliance YES = i
Sub Project Samples, 2nd Week of June, 2023 ELAP # < “
Comments
1088
Sampled by JW. QB
Date Time Sample Idenitification Matrix | Presery | Type o | Temp. (II:‘::m Comments
6132623 | g ¥/ 1. 1912 W. 256th Pl (cA1910073_DST 801) | DW seebottie| 1D | 27| 234 242 x | X
ol -t . o
" ey 2. 1948 252nd St. (CA1910073_DST_802) | DW | seonottis| 1D 7781 Z5H| 25791 x X
" 264D | 3. 2asowaanhst, (CA1910073 DST 803) | DW |seevote| 1D |73 |29 2 L2 x ) X
oo & 722 | A.26355 appian Way (CA1910073_DST 800) | DW | secbotwe| 1D K| z2.0| 247 x X
Preservatives: (1) Na:3,05 (2) HCI (3) HNO3 (4) NH4GI Matrix: DW-Drinking Water, WW-Waste Water, SW.-Storm Water, GW- Ground Water, W-Well D- Dist.
{§) H2804 {8} Na2803 (7) Cold (8} Other: Type- 1-Routine, ?-Repeat, 3-Replacement, 4-Special
‘Re[i,r}vgm'.s’héi By (Sign) Print Name / Company Date / Time Received By (sign) ’ )
7 e Johu Williams / __ City of Lomita  |6/13/2023 21D %ﬁ%@&
A= Denny Chaporro /| c¢5A4 ? 27 [7 25 o
’ N [ e e /
Comments: Samples received: (}(@1 ice (Mdmtact () Custody seals Tem P73 < “
)F ()¢
Shipped Via | ] L1 1 FedX | | Lab [1UPS [ |Client | | Other Page [ of 1
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