Divivion of Drinking Winer

Stare Water Resoarces Coutrol Bourd

MONTHLY SUMMARY OF DISTRIBUTION SYSTEM COLIFORM MONITORING
(including triggered source monitoring for systems subject to the Groundwater Rule)

CITY OF LOMITA 1910073
Sumpling Period -
July 2023
h
et Number Number Number Total Number Fecal/
Required Collected Coliform Positives E.coli Positives
1. Routine Samples (see note 1} 20 20 1] 1]
2. Repeat Samples Following Samples Which are Total Coliform

3

Positive and Fecal/E.coli Negative (see notes 5 and 6} 0 0 )

Repeat Samples Following Routine Samples Which are
Totml Coliform Positive and Fecal/E.coli Positive

(see notes 5 and 6) 0 ‘ ] 0

4. MCL Comyputation: For Total Coliform Positive Samples

3

6

7

a. Totals (sum of columns) 20 20 1]

b. If 40 or more samples collected in month, defermine
percent of samples that are total coliform pesitive

[(total number positive/total number collected) x 100] N/A
o. Is system in compliance... ... with fecal/E. coli MCL?
(see notes 2 and 3) Yes L No
...with monthly MCL? Yes [ No
(seenote 4)
. Source Samples Triggered by Routine Samples that are Total Coliform Positive 0 0 |II
(This applies only to systems subject to the Groundwater Rule - sec nofes 7 and 8)
. Invalidated Samples
(Note what samples, if any, were invalidated;, who authorized the invalidation; and when replacement samples
were collected. Attach additional sheets, if necessary.)
. Summary Completed By:
Sigmulurs o o Titls Diate:
Chief Water Operations Manager 8/3/2023

Comments: No groundwater source

1

2.

3.

4.

[= RV

o

. Routine samples include:

a. Samples required pursuant te 22 CCR Section 64423 and any additional samples required by an approved routine sample sifing plan established pursuant to 22 CCR Section 64422
b. Extra semples are required for systems collecting {ess than tive roufine samples per month that had one or more total cOLfOTM positives m previous manth;
c. Extra samples Tor systems wrth high source water turbadities that are using surtace water or groundwater under direct mtluence of surtace water and
do net practice hitraiion tn comphance with regulations;
Note: For a repeat sample followimng a total coliform positive sample, any tecal/f.coli positive repeat (boxed entry} constitutes an ML violation and
requires immediate notification to the Department (22, CCR, Section 64426,1),

Mote: For repeat samnple following a fecal/E.coli positive sample, any total coliform positive repeat (boxed entry) constitutes an MCL violation and
requires immediate notification o the Departinent (22, CCR, Section 644261}

Total coliform MCL (Notify Department within 24 hours of MCL violationj:
a. For systems collecting less than 4U samples, 1f two of more sampies are total colitorm positive, then the MCL 15 violated.
b. For systems collecting 4U or more samples, 1t more than 5.0 percent ot samples collected are total coliform positive, then the MCL s violated.

. Posttive resilts and their assoclated repeat samples are to be tracked on the Colitorm Monrtoning orksheet,
. Repeat samples must be collected within 24 hours of bemg notihied of the positive results. For systems collecting more than one routine sampie per menth, three repeat samples

must be coﬂeﬁted tor each {otal colitorm positive sample. For systems collecting one of fewer routine samples per month, tour repeat samples must be collected tor each total ¢olitorm
posLiTve sarmple,
For systems subject to the Groundwater Rule: Positive results and the associated fnggered source samples are to be tracked on the Colitorm Momtormg Worksheet.

. For tniggered sample(s) requured as 2 resuit of'a total coliform routme postlive sampls, an £.cofi, enterococcl, or coliphage positrve tnggered sarmple (boxed enmry) requires

immediate notification to the Department, 'lier 1 public notification, and corrective action. 1072009 - 3477




DISTRIBUTION SYSTEM
CHLORINE RESIDUAL SUMMARY 2023
{mg/L)

WATER SYSTEM: City of Lomita SYSTEM NO.: 1910073
Residual Type:

Residuals by Location

2023 JANUARY FEBRUARY MARCH APRIL MAY JUNE
LOCATIONS 13 | 140 | 147 [1-24 ] 121 | 27 294 | 221 2:28 37 | 314 s21}f 328 e PRTY RER W 52 | 59 | 516 523])530] 66 |613]sz0]s627
1912 W. 250th St. (513-001) 223| 220 | 236|210]|246]265|270| 254} 2.65 279| 282| 2.24] 2.58 264|2.70| 252 2.30 225 .90 235 2.37| 2.07] 2.32| 2.42| 2.18] 2.34
26314 Monts Vista (813-002) 230| 243 | 2.10] 247|256 2.60 | 2.80| 2,59 | 2.76 2.70| 2.80 | 2.62| 2.81 282|270 253| 256 262| 22 | 250|243 | 2.83] 260] 2.50| 2.39 | 2.48
1948 252nd St. (§13-003) 214| 2.35 [ 2.01| 237|248 ] 1.88 | 2.70] 2.55] 2.97 2.62| 2.06| 258 2.62 273|264 2.42| 252 256 243]2.30]| 219|243 2.11] 259 210 1.96
24632 S, Moon St, ($13-004) 254| 238 | 262]290|303f300]280] 290299 2.91|2.89]282| 289 3.01|2.78| 288 | 2.73 960257 228|228 | 2.56] 2.35] 2.38 | 2.18 | 2.57
2500 PCH {813-005) 1.69| 166 | 1.66|1.67| 1.98] 1.890]2.05] 2.01| 2.08 1.95]|1.97| 198| 1.97 219|228 1.97| 1.96 1.80] 1.70] 2.04| 1.74 | 1.82] +.57[ 1.63]| 1.79] 1.82
25417 Pennsylvania Ave(S13-008) J 248 | 222 | 230 262|280 277 | 2.60 | 2.76 | 2.95 266|2.77|2.72| 287 276| 2.60] 2.54 | 2.61 2521 225]231|231] 1.892.30| 217 2.08 | 2.24
2052 Dawn St (A} 2761 2.45 | 2.60|295| 298| 209|297 | 2.83]| 2.72 2.80] 294|209} 3.03 3.01|274| 2.81| 2.83 271l 284 271|217} 2.86] 249| 2.52| 2.33 | 2.63
2023 JULY AUGUST SEPTEMBER OCTOBER NOVEMBER DECEMBER
LOCATIONS 75 § 711 | 7413 | 725 81 | 88 | 815 | 822 | 3-20
1912 W, 269th St (§13-001) 218| 216 [ 221|197
26314 Monie Vista (513-002) 2.01| 245 | 2.36| 2.19
1948 252nd St. (S13-003) 1.86| 1.84 | 1.74}1.77
24532 S. Moon St ($13-004) 241| 2.40 | 240|245
2500 PCH (813-005) 1.48| 1.68 | 172 1.69
25417 Pennsylvania Ave(813-008) | 2.168| 217 | 2.11] 2.34
2052 Dawn St .(A) 240! 2.44 | 253 | 2.44

SIGNATURE: W &\MQWM DATE: 61312023

State of California
SWRCB
Division of Drinking Water - Hollywood District



DISTRIBUTION SYSTEM
TOTAL COLIFORM SUMMARY 2023

WATER SYSTEM: City of Lomita SYSTEM NO.. 1910073
Coliform Results {Present/Absent)
2023 JANUARY FEERUARY MARCH APRIL MAY JUNE

LOCATIONS W3 | 10 Pz | zd | 131 | 2 | 24 | a2 § 22e a7 | 3na | a2t foare a4 | 411 | e | 428 5i2 | si0 | 5M6 | 5123 | 530 | 66 | 6M3 | es20 | erer
1912 W. 259th §t. ($13-001) A A A A A A A A A A A A A A A A A A A A A A A A A A
26314 Monle Vista (S$13-002) A A A Al A A Al Al A A Al Al A Alalala Al AL A AlalalAafjAala
1948 252nd St. (S13-003) A A A Al A A AlAal]la AltalAal]laA Al A A A AlA]LlA A Al Al A A A
24832 S. Moon St. (S13-004) A A A A A A A A A A A A A A A A A A A A A A A A A A
2500 PCH {813-005) A A A A A A A A A A A A A A A A A A A A A A A A A A
25417 Pennsylvania Ave(S13-008) A A A A A A A A A A A A A A, A A A A A A A A A A A A
2052 Dawn St .(A) Alajajalalalalala AlAaAlLAalL A AlAa]lAa]A Atalalalalalajala

2023 JULY AUGUST SEPTEMBER QCTOBER NOVEMBER DECEMBER

LOCATIONS 75 | 7M1 | e | 7izs
1912 W. 259th St. (813-001) A A A A
26314 Monte Vista {513-002) A A A A
1948 262nd St, (513-003) A A A A
24632 $. Moon St. (813-004) A A A A
2500 PCH {513-005) A A A A
25417 Pannsylvania Ave(513-008) A A A A
2052 Dawn St .(A) A A A A
NOTE: For total coliform positive. include original total coliform positive results and set of repeat sample resulis.
Comments:

SIGNATURE:M&W DATE: 8/3/2023

State of California
SWRCB

Division of Drinking Water - Holfywood District



PUBLIC WORKS DEPARTMENT

CITY OF LOMITA

RAW WATER COLIFORM MONITORING
NAME OF WATER SYSTEM: LOMITA, CITY OF

FOR TOTAL COLIFORM POSITIVE RESULTS RECEIVED, INDICATE THE CONFIRMATION SAMPLES COLLECTED ON SUMMARY AND ATTACH THE LAB

RESULTS TO THIS PAGE.

COMMENTS:

SIGNATURE:

Mark Andersen, Chief Water Operations Manager

Date:

SYSTEM NO: 1910073 MONTH: July YEAR: 2023

SOURCE NAME | JANUARY  February MARCH APRIL MAY JUNE JULY AUGUST |SEPTEMBER| OCTOBER | NOVEMBER | DECEMBER
WELL 13-5 OFFL OFFL, OFFL OFF OFFL OFFLI OFFL

TOTAL 0 0 0 0 0 0 0 0 0 0 0
EXAMPLES ! =G 1p neg. OF, E NOT JAREN ST, Y

8/3/2023




MONTHLY SUMMARY OF MONITORING
FOR SURFACE WATER TREATMENT REGULATIONS

System Name:  CITY OF LOMITA System No.:

Wholesaler
Name:

WEST BASIN MUNICIPAL WATER DISTRICT

Month: July Year:

DISINFECTION PROCESS DATA

Disinfectant residual type: Free chlorine (including well sources)

Free chlorine (no well sources)
Chloramines (including well sources}
Chloramines (no well sources) X

19106073

2023

No. of distribution system residual samples collected:

No. of distribution system samples for HPC only:

Total No. residual and/or HPC samples collected:

No. of samples with no detectable residual and HPC is not measured:

No. of samples with no residual end HPC > 500 CFU/ml:

No. of samples for HPC only snd HPC > 506 CFL/ml:

Total No. of samples with no resideal ard/or HPC > 500 CFU/ml:

Compute V = 1 - Total No. samples with no residual and/or HPC>3500 X 100~
Total No. residual and/or HPC samples collected

Meets Standard (i.e. V >95%) (Y/N)?

SUMMARY OF WATER QUALITY COMPLAINTS

General Complaints:

Type of Complaint Number |Corrective Actions Taken

Taste/Odor 0

Color

Turbidity

Suspended Solids

oo|lo]| o

Other (Describe)

Reports of Gastrointestinal Tlness (Attach additional sheets if necessary):

Persons

Reporting Date Corrective Actions Taken

Explain any failere of the standards and corrective action taken or planned (attach extra sheets if needed):

Note:

1. Refer to 191073-City of Lomita~TCR Report for Lest results for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.

Signature: \/MMEL O"‘YQZAMA Date:

Mark Andersen, Chief Water Operations Manager

8/3/2023




STATE WATER RESOURCES CONTROL BOARD
DIVISION OF DRINKING WATER
LOS ANGELES REGION

GENERAL PHYSICAL SUMMARY
NAME OF WATER SYSTEM: | City of Lomita |
SYSTEM NO: | 1910073 | MONTH:

July | YEAR:

MONTH: Ao B Janvary

ol S EE R o iMarchS - hpril g
v -] -] b
[ £ 5 £ 4 g 2 g
[ BE g E - 3|5 E 5 3|3
= | B z = | % z = |® = s | B = s | E z 5 | € z
« (S |E |15 |8 Sle sl |E). 182 |s |, |8 e e 18 s s 8 {325 |s|8]|:]C g (5|5 |%
g a L k) 5 k] S ] o g ] ° =] & 2
SAMPLELOCATION 18 |2 |: |2 /5 [E (8 (2 |¢|¢ s latg £l s 1P Ve 1S F |8 |E|Ff 8 2|z c]2ig]:
1912 V¥, 2501h §1, ($13-001) |12 |e0var] 176 | wo | 4 NO_[2-21 )arigam] 187 1 ND | 4 NG _3-14 |8:d2ad 185 | ND | 1 | 049 |41 ject0an] 103 | ND | 1 ) no |52 |s:aoen] 218 | No | 4 ND fap0 [7:0am) 185 | Mo | 1 | 036
1812 W. 268th St. (513-001) J1-10 (8:00an] 184 | nD 1 ND 3-21 |8:15an 182 | ND 1 | ois 523 17:10en] 226 | ND 1] o
1912 W. 259th St. (813-001) |1-31 |7:30an] 203 | D 1 .12 530 |7:20am] 241 | ND 1 ND

26314 Monte Vista (813-002) J1-1¢_[7:45and 180 | ND 1 ND |2-14 [8:15am 159 | ND 1 ND 37 [B:05an] 19.0 | ND 1 ND |44 [8:15an] 165 | ND 1 0.15 518 |7:37an] 23.0 | ND 1 0.33 1613 [7:45an| 227 | ND 1 0.24

26314 Monte Vista (§13-002) 124 [7:30am 157 | no | 1 | 0a¢ 321 [8:0Cam| 153 | NG { 1 | WD J4-25 [7:2van] 210 | WD | 1 | D |s-30 |7:9%am] 234 | wo | 4 | 6as

1948 252nd St (513-003) 1-17 _|8:46anj 168 | ND 1 0.25 12-14 |845am 192 | ND 1 ND |3-28 |8:30am 180 | ND 1 ND J4-41 |9:50an] 200 | ND 1 ND_ §5-8 7:05an] 233 | ND 1 ND LS-S 7.55an] 186 | ND 1 ND

1948 252nd St, ($13-D03) 1-21  |8;10am 204 | ND 1 ND |2-28 |7:30ar] 18,6 | ND 1 ND 4-25 17:45am] 218 | ND 1 ND 520 |7:54am 182 | ND 1 031

24632 8 Moon St. (873-004) |147 J7.2can| 17.9 | ND 1 ND 27 [8:50an] 16.7 | ND 1 NC 137 (6:50an] 173 | ND 1 ND J4-18 [8:40an] 200 | ND 1 0,24 152 7ii5am] 222 | ND 1 0.12 |88 |6:30an] 204 | ND 1 013

24632 S Mooen St. (S13-004) 221 [7:06am) 158 | ND | 1 | ND [328 |r00ar] 176 | Mo [ 4 [ 0o 518 |6:40en) 237 | ND | ¢+ | 058 {627 |6:80anf 190 | no | 1 | o028

2500 PCH (5-13-005) -5 |7:20an] 185 | ND 1 Q.18 |27 7:25an] 17.1 | ND 1 ND |3-14 |#:30ai 188 | ND 1 0.5 J44  [7:15an] 187 [ ND 1 0.20 159 B:10an] 243 | ND 1 ND 613 |6:59al ND 1 0,18

2500 PCH (5-13-005) 124 1998 | ND 1 ND 416 (7:08an] 205 | ND 1 7:02ar] 244 | ND 6-27 |6:5Can] 203 | ND
MONTH: ] = T ustad® . dnken L £ - Septemberys & : s OctubetEg, - 3 5.3 - November . SRiRev KR L AE. <5 . O Docember 0
B 3
i . i Fols N Pol: . E . ]
SAMF"-E'-OCAT'ONﬂ§§5%§ﬁ§§%a§%§é%s‘é%gé‘zaéﬁ§§%s§%£%%g
1812 W, 256th St. (S13-001) l7-11 js:20an] 190 | nD 1 015
26314 Monte Vista (S13-002) [6-7  |9:25an] 170 | ND 1 0,23
26314 Monte Vista ($13-002) [725 [7:55an] 205 | np 1| 045
1848 262nd §t. (513-003) 76 |9:05AM 208 | WD 1 |o1e
1948 252nd St. (513-003) 7-18__|7:30an] 216 | ND 1 | ods
24632 S Moon §t. {(813-004) |7-11 |e:50an] 208 | no 1 | 014
24632 §. Moon §t, {813-004) |7-25 [7:05anm] 221 | np 1| 048
2500 PCH {8-13-005) 718 |7oan] 212 | ND 1 ND
GENERAL PHYSICAL IS COLLECTED: wezkly [ | Beweekly [ ONCE AMONTH ]
(PLEASE CHECK ONE)
NUMBER OF SAMPLES COLLECTED FOR THIS MONTH: 28
NC. OF COLIFORM SAMPLES COLLECTED THIS MONTH: 28
REQUIRED: ONE {1) GF PER FOUR (4) COLIFORM SAMPLES for WS > 1,000 conn B

2023GP Summary



MONTHLY:NITRIFICATION FIELD TEST LOG
CITY OF LOMITA, System No. 1910073 --- Month: July, Year: 2023

#| Code Sample ID Location Sample Date Temp pH Total Ammonia | Free Ammonia Nitrite —_IiloneT Comments
Units/Others —> MM/DD/YYYY °C mg/L mg/L mg/L

1 D 513-001 1912 W 259th PI 7/5/2023 18.5 7.65 0.49 0.08 0.023 2 MWD Only
2| D 513-002 26314 S Monte Vista Ave 7/5/2023 18.5 7.83 0.46 0.14 0.032 3 MWD Only
3] D $13-003 1948 W 252nd 5t 7/5/2023 203 7.69 0.43 0.00 0.019 1 MWD Only
4 D 513-004 24632 S Moon Ave 7/5/2023 20.8 7.75 0.50 0.07 0,007 1 MWD Only
5] D $13-005 2500 PCH 7/5/2023 20.3 8.63 0.35 0.12 0.086 2 MWD Only
6] D 513-008 25417 Pennsylvania Ave 7/5/2023 223 7.67 0.43 0.00 0.026 1 MWD Only
7] D A 2052 Dawn St 7/5/2023 210 7.69 0.51 0.10 0.001 1 MWD Only
8 D WBS3 7/5/2023 16.5 7.73 0.52 0.15 0.004 1 MWD Only
1l D 513-001 1912 W 259th PI 7/11/2023 189 7.93 0.45 0.08 0.011 2 MWD Only
20 D 5$13-002 26314 S Monte Vista Ave 7/11/2023 17.5 7.93 0.47 0.07 0.012 3 MWD Only
3] D $13-003 1948 W 252nd St 7/11/2023 21.5 7.84 0.42 0.13 0.016 1 MWD Only
41 D $13-004 24632 S Moon Ave 7/11/2023 20.8 7.61 0.46 0.10 0.010 1 MWD Only
5| D 513-005 2500 PCH 7/11/2023 20.8 7.69 0.35 0.12 0.071 2 MWD Only
6] D 513-008 25417 Pennsylvania Ave 7/11/2023 228 7.69 0.43 0.09 0.026 1 MWD Only
71 D A 2052 Dawn 5t 7/11/2023 21.8 8.02 0.43 0.05 0.007 1 MWD Only
8 D WBS8 7/11/2023 19.6 7.75 0.46 0.07 0.008 1 MWD Only
il D 513-001 1912 W 259th PI 7/18/2023 20.1 8.32 0.47 0.11 0.013 2 MWD Only
2 D 5$13-002 26314 S Monte Vista Ave 7/18/2023 18.0 8.36 0.49 0.13 0.010 3 MWD Only
3l D $13-003 1948 W 252nd St 7/18/2023 21.6 8.23 0.37 0.15 0.038 1 MWD Only
4 D 513-004 24632 5 Moon Ave | 7/18/2023 20.9 7.51 0.39 0.03 0.014 1 MWD Only
5| D 513-005 2500 PCH | 7/18/2023 21.2 8.12 0.37 0.11 0.078 2 |MWD Only
6 D 513-008 25417 Pennsylvania Ave 7/18/2023 24.9 8.16 0.39 0.03 0.027 1 MWD Only
7] D A 2052 Dawn 5t 7/18/2023 21.2 8.06 0.5 0.03 0.012 1 MWD Only
8 D WBE 7/18/2023 18.0 8.39 0.53 0.13 0.010 1 MWD Only
1| D 513-001 1912 W 259th PI 7/25/2023 22.3 7.46 0.45 0.12 0.027 2 MWD Only
2l D $13-002 26314 S Monte Vista Ave 7/25/2023 20.5 7.57 0.52 0.14 0.020 3 MWD Only
3] D 5$13-003 1948 W 252nd St 7/25/2023 23.1 7.35 0.32 0.15 0.046 1 MWD Only
41 D 513-004 24632 S Moon Ave 7/25/2023 22.1 7.36 0.46 0.07 0.016 1 MWD Only
5| D $13-005 2500 PCH 7/25/2023 22.4 7.41 0.39 0.12 0.082 2 MWD Only
6 D 513-008 25417 Pennsylvania Ave 7/25/2023 23.3 7.29 0.44 0.04 0.024 1 MWD Only
7| D A 2052 Dawn St 7/25/2023 227 7.61 0.52 0.07 0.010 1 MWD Only
8 D WB8 7/25/2023 21.3 7.40 0.38 0.11 0.015 1 MWD Only
1 D 513-001 1912 W 259th PI 2 MWD Only
2| D $13-002 26314 5 Monte Vista Ave 3 MWD Only
3] D 513-003 1948 W 252nd St 1 MWD Only
4 D §13-004 24632 S Moon Ave 1 MWD Only
51 D 513-005 2500 PCH 2 MWD Only
6] D 513-008 25417 Pennsylvania Ave 1 MWD Only
7| D A 2052 Dawn St 1 MWD Only
8 D Wg8 1 MWD Only
1. Notes: Report Due to DDW by the 10th of the following month. This Report can be used for the routine weekly monitoring {one Report per month) as well as for daily

monitoring when there is actual and potential for nitrification {about four or five Reports per month, in this case).

2. Coliform results are part of weekly Bacti sampling results.

3. The City is monitoring trends of Nitrite in Zone 1, 2, and 3in accordance with the Nitrification Monitoring Plan.

4. Refer to 191073-City of Lomita-TCR Report for test results for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.

5. Attahced; field test log for Total Ammonia, Free Ammonia, and Nitrite.

6. Hach Pocket Colorimeter and Hach DR890 analyzers.
7. Date of last Calibration: ___Auta Calibrated___

8. Date of reagent expiration: Totaf Ammo.?ia - Sglitylate 710 ,Cyanurate___10/28___, Nitrite - Nitriver 3___ 1/27___, Free Ammonia - Monochlor F____4/24 __, F.A, Chlorinating

Date 8/3/2023 Signature



t MONTHLY NITRIFICATION MONITORING SUMMARY REPGRT
CITY OF LOMITA, System No. 1910073 --- Month: July, Year: 2023

#1 Code | Sample ID Location Sample Date Temp pH Tot?l Free Chlorine Total Free Nitrite Nitrate Coliform? HPC Zone Comments
Chiorine Ammonia Ammohia
Units/Others —> MM/DD/YYYY o¢ mg/L mg/L mg/L mg/L mg/L | me/L P/A CFU/mi
1] b | s13-001 [1912 w259tk PI 7/5/2023 18.5 7,65 2,18 0.04 0,49 008 | 0023 1 A 2 |MWD Only
20 D $13-002 |26314 S Monte Vists Ave 7/5/2023 18.5 7.83 2.01 0,05 0.45 0.14 0.032 0.69 A 3 |MWDCnly
3] D 513-003 |1948 W 252nd 5t 7/5/2023 20.3 7.69 1.86 0,05 0.43 Q.00 0.019 0.79 A 1 |MWD Only
4| D | 513-04 |24632 5 Moon Ave 7/5/2023 20.8 7.75 2.41 0,03 0,50 0.07 0.007 ND A 1 [Mwn only
5| o | s13-os [2500 PCH 7/5/2023 20.3 .63 1.48 0.06 0.35 0.12 0.086 0.81 A 2 [MwWD Only
6] O | 513-008 [25417 Pennsylvania Ave 7/5/2023 22.3 7.67 2,16 0.06 0.43 0,00 0.026 0.43 A 1 [MWD Only
7l o A 2052 Dawn 5t 7/5/2023 21.0 7.60 2.40 0.02 0.51 0.10 0,001 0.41 A 1 [MWD Only
gl o VB8 7/5/2023 165 7.73 2.80 0.03 0.52 0.15 0,004 1 _|MWD Only
1| b | s13-001 [1912 W 259th Pl 7/11/2023 19.9 7.93 2.16 0.04 0.45 0.08 0.011 0.77 A 4 2 [MWD Only
2 D 513-002 [26314 S Monte Vista Ave 7/11/2023 17.5 7.93 2.45 0.04 .47 0.07 0.012 0.76 A 3 3 |MWD Only
3l D §13-003 1948 W 252nd St 7/11/2023 21.5 7.84 1.84 0.05 -0.42 Q.13 0.016 0.61 A 1 1 MWD Only
41 D $13-004 |24632 5 Moon Ave 7/11/2023 20.8 7.61 2.40 0.06 0.46 0,10 0.010 ND A & 1 |MWD Only
51 D $13-005 |2500 PCH 7/11/2023 20.8 7.6% 1.68 0.05. L 035 . .oz o 0 0071 0.69 A ND 2 MWD Only
5] D 513-008 |25417 Pennsylvania Ave 7/11/2023 22.9 7.6 2.17 0,05 DAz |- 008 C L0026 ND A 1 1 MWD Only
71 D A 2052 Dawn St 7/11/2023 21.8 8.02 2.44 0.07 - 0.43 S0.05 0.007 ND A ND 1 |MWD Only
8 D WBS 7/11/2023 19.6 7.75 7.54 0.05 046, - 0,07 0.008 - 1 _{MWD Only
1] o | s13-001 [1912 w2ssthpl 7/18/2023 20,1 8.32 221 0.06 047 . 011 - 0.013 0.90 A 34 2 |MWD Only
2| D 513-002 |26314 S Monte Vista Ave 7/18/2023 18.0 8.36 2.36 0.00 D49 053 0.010 - - 1.00 A ND 3 |MWDOnly
3l D 513-003 |1948 W 252nd St 7/18/2023 21.6 8.23 1.74 0.08 -0.37 05 0,038 0.76 A 1 1 |MWD Only
4] D 513-004 |24632 S Moon Ave 7/18/2023 20.8 7.51 2.40 0.04 : 0.39 0:.03 0.014 . 0.48 A ND 1 MWD Only
51 D 513-005 [2500 PCH 7/18/2023 21.2 8.12 1.72 0.03 037 s 0.11 . 0,078 0.88 A ND 2 MWD Only
6] D 513-008 |25417 Pennsylvania Ave 7/18/2023 24.8 8.16 2.11 0.06 . k39 - 70,03 0,027 0.50 A 66 1 [MWDOnly
7l D A 2052 Dawn St 7/18/2023 21.2 8.06 2.53 0.08 - 050 . 003 -} 0012 - 0.4% A 1 1 |MWD Only
8] D WB2 7/18/2023 18.0 8.39 2.57 0.00 ©0.53 0.13 ; 0.010 1 _|MWD Only
1 D 513-001 1912 W 259th P 7/25/2023 22.3 7.46 1.7 005 [« 045- - 042 | 0027 0.47 A 2 MWD Only
2| D 513-002 26314 S Monte Vista Ave 7/25/2023 20.5 7.57 2.19 0.06 - 0982 i 0247 | 0020 - ¢ 0.46 A 3 |MWD Only
3] D 513-003 1948 W 252nd S5t 7/25/2023 23.1 7.35 1.77 0.04 ~ 32 o 7 =015 v 0,046 ND A 1 |MWD Only
4 D 513-004 24632 5 Moon Ave 7/25/2023 22.1 7.36 2.46 0.02 0,07 L BOLEE 0.41 A 1 |MWD Only
5| D 513-005 2500 PCH 7/25/2023 22.4 7.41 1.69 0.06 (U082 - 0.42 A 2 |MWD Cnly
6l D 513-008 [25417 Pennsylvania Ave 7/25/2023 23.3 7.29 2.34 0.06 o4 ND A 1 {MWD Only
21D A 2052 Dawn St 7/25/2023 22.7 7.61 2.44 0.06 x K k ND A 1 |MWD Only
gl D WBS 7/25/2023 21.3 7.40 2,35 0.07 FE 0.015 1 [MWD Only
11 D 513-001 1912 W 259th PI 2 [MwWDOnly
2| D 513-002 |26314 S Maonte Vista Ave 3 [MwWDOnly
3] D 513-003 |1948 W 252nd St 1 |MWD Only
Al D 513-004 |24632 5 Moon Ave 1 [MWD Only
5| D 513-005 |2500PCH 2 [MWD Only
6| D 513-008 |25417 Pennsylvania Ave 1 |MWD Only
7| D A 2052 Dawn St B 4 {MWD Only
g D WBE 1 |MWD Qnly
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Clinical Laboratory of San Bernardino, Inc.

12 July 2023 Clinical Lab No.: 23G0327

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of July 2023

Enclosed are the results of the analyses for samples received at the laboratory on
07/05/23 . Samples were received within temperature range, in correct containers and

preservation,

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,
émﬁn A

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23G0327

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of July 2023 Received:  07/05/23 20:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/12/23
1912 W. 259th St. (S13-001 Zone: 2) 23G0327-01 (Water) Sample Date:  07/05/23 7:15  Sampler: ] W.

Analyte Method Result Rep, Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 07/05/23 07/05/23 2327123

Cl Res Total (Field) Field 2.18 N/A mg/L 07/05/23 07/05/23 2327123

pH (Field) Field 7.65 N/A pH Units 07/05/23 07/05/23 2327123
Temperature (Field) Field 18.5 N/A oC 07/05/23 07/05/23 2327123
Micrebiology Analyses

Total Coliform SM 9223 A N/A PIA 07/05/23 07/06/23 2328039

E. Coli SM 9223 A N/A P/A 07/05/23 07/06/23 2328039
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 1.0 0.40 10 mp/L 07/06/23 07/06/23 2327113
26314 Monte Vista (S13-002 Zone:3) 23G0327-02 (Water) Sample Date:  07/05/23 7:30  Sampler: I W.

Analyle Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Iield Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 07/05/23 07/05/23 2327123

CI Res Total (Field) Field 2.01 N/A mg/L 07/05/23 07/05/23 2327123

pH (Field) Field 7.83 N/A pH Units 07/05/23 07/05/23 2327123

Temperature (Field) Field 18.5 N/A °C 07/05/23 07/05/23 2327123
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 07/05/23 07/06/23 2328039

L. Coli SM 9223 A N/A PIA 07/05/23 07/06/23 2328039
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.69 0,40 10 mg/L 07/06/23 07/06/23 2327113

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fux (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 1st Week of July 2023

Work Order:

Received:

07/05/23 20:30

23G0327

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/12/23
1948 W. 252nd St. (S13-003 Zone: 1) 23G0327-03 (Water) Sample Date:  07/05/23  8:00 Sampler: ] W.

Analyte Method Result Rep. Limit MCL Unils Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 07/05/23 07/05/23 2327123

CI Res Total (Ficld) Field 1.86 N/A mg/L 07/05/23 07/05/23 2327123

pH (Ficld) Field 7.69 N/A pH Units 07/05/23 07/05/23 2327123

Temperature (Field) Field 20.3 N/A L) 07/05/23 07/05/23 2327123
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 07/05/23 07/06/23 2328039

E. Coli SM 9223 A N/A P/A 07/05/23 07/06/23 2328039
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.79 0.40 10 mg/L 07/06/23 07/06/23 2327113
24632 S. Moon Ave. (S13-004 Zone:1) 23G0327-04 (Water) Sample Date: ~ 07/05/23 6:30  Sampler: J.W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.03 N/A mg/lL 07/05/23 07/05/23 2327123

CI Res Total (Field) Field 2.41 N/A mg/L 07/05/23 07/05/23 2327123

pll (Field) Field 175 N/A pH Units 07/05/23 07/05/23 2327123

Temperature (Field) Field 20.8 N/A o¢ 07/05/23 07/05/23 2327123
Microbiology Analyses

“Total Coliform SM 9223 A N/A PIA 07/05/23 07/06/23 2328039

E. Coli SM 9223 N/A P/A 07/05/23 07/06/23 2328039
General Chemieal Analyses

Nitrate as N (NO3-N) EPA 3532 ND 0.40 10 mg/L 07/06/23 07/06/23 2327113

Page 3 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23G0327

24373 Walnul Avenue Sub Project: Weekly Dist. Samples: 1st Week of July 2023 Received:  07/05/23 20:30

Lomita CA, 91717 Projcct Mﬂnager; Mark Andersen REPOI'ICdZ 07/12/23
2500 PCH (S-13-005 Zone:2) 23G0327-05 (Water) Sample Date:  07/05/23 7.00  Sampler:  JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

|

Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 07/05/23 07/05/23 2327123

Cl Res Total (Field) | Field 1.48 N/A mg/lL 07/05/23 07/05/23 2327123

pH (Field) | Field 8.13 N/A pH Units 07/05/23 07/05/23 2327123

Temperature (Field) . Field 20.3 N/A °C 07/05/23 07/05/23 2327123
Microbiology Analyses |

Total Coliform SM 9223 A N/A P/A 07/05/23 07/06/23 2328039

E. Coli SM 9223 A N/A PIA 07/05/23 07/06/23 2328039
General Chemical Analyses

Nitrate as N (NO3-N) EPA 3532 0.81 0.40 10 mg/L 07/06/23 07/06/23 2327113
25417 Pennsylvania Ave (S13-008 Zone:1) 23G0327-06 (Water) Sample Date:  07/05/23 6:45  Sampler: W,

Analyte lMcthod Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A my/l, 07/05/23 07/05/23 2327123

CI Res Total (Ficld) Field 216 N/A mg/L 07/05/23 07/05/23 2327123

pH (Field) Field 7.67 N/A pH Units 07/05/23 07/05/23 2327123
Temperature (Field) Field 22.3 N/A °C 07/05/23 07/05/23 2327123
Microbiology Analvses

Total Coliform §M 9223 A N/A P/A 07/05/23 07/06/23 2328039

E. Coli SM 9223 A N/A P/A 07/05/23 07/06/23 2328039

|

General Chemical Analyses

Nitrate as N (NO3-N) HPA 3532 0.43 0.40 10 mg/L 07/06/23 07/06/23 2327113

Page 4 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23G0327
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of July 2023 Received:  07/05/23 20:30
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/12/23
2052 Dawn St (A Zone:1) 23G0327-07 (Water) Sample Date:  07/05/23 8:15  Sampler: JW.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
CI Res Free (Field) Field 0.02 N/A mg/L 07/05/23 07/05/23 2327123
Cl Res Total (Field) Field 2.4 N/A my/L, 07/05/23 07/05/23 2327123
pll (Field) Field 7.69 N/A pH Units 07/05/23 07/05/23 2327123
Temperature (Field) Field 21 N/A o 07/05/23 07/05/23 2327123
Microbiology Analvses
Total Coeliform SM 9223 A N/A P/A 07/05/23 07/06/23 2328039
E. Coli SM 9223 A N/A P/A 07/05/23 07/06/23 2328039
General Chemical Analyses
Nitrate as N (NO3-N) EPA 3532 0.41 0.40 10 mg/L 07/06/23 07/06/23 2327113
ND Analyte NOT DETECTED at or above the reporting limit
Page 5of 5
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22 O377]

Clinical Laboratory of San Bernardino, Inc. Chain 7ustody
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue Comments:
Lomita, CA 91717 1910073 t]’m;ﬂweé; Iuw_d= HACH. DRSSD
; ,Free oring - | y R
Phone # (310) 903-2243 DIL“{"_M‘;M Laboratoty 2 Calibration Date:__Auto Calibrating
Fax # {X| Climical Laboratory g DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliurce 5 % Z 2. Total Chlorine - HACH, Pocket
. Weekly Distribution Samples: 1st week of July, N Colorimeter.
Sub Project 2023 YES HE Calibration date:_Anto Calibrating
Comments g DPD Reagent exp. date:
. 1088 3. pH and Temperature - HACH,
Sampled by LW HOQ11d
Date Time Sample Idenifification Matrix | Preserv | Type |Bottle #| TempC 8 Ciﬂ:ﬁ‘i"m C;'::’i:m Calibration Date:
71512023 | o8 1912 W. 259th St. (S13-001 Zone: 2) pw | 1,7 | 1D V g SIS | oo |2/ (x| x
Y7 26314 Monte Vista ( $13-002 Zone:3) DWi 17| 1D | 2 [0y [ 735 005 [Jo7 |x|x
"r | oo 1948 W. 252nd St. (513-003 Zone: 1) DW | 1,7 | 1D 3 oo 37 4;7 SRR Anr
non {?é};) 24631 5. Moon Ave. ( S13-004 Zone; 1) DW | 1,7 1D 1 \opr| 775 M85 L2 L/f'_ x| x
o | peg 2500 PCH (5-13-005 Zone: 2) DW | 87 | 1D | 5 120 I 943 g | 7.9 5] x
"\ pdeAsT | 25417 Penmsylvania Ave (S13-008 Zone: H | DW | 1,7 1D 6 |27 :’) 7 p.o6 | 2/ Ix] x
o ey 2052 Dawn St (A Zone: 1) pw/| 1,7 | D 7 el 267l oz Zux]x
Preservatives: {1) Nn,§,04 (2) HCI (3) HNO3  (4) NH4Cl Matris: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Disl.
(5} H2804 (6} Na2SQ3 (7) Cold {8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
Religquished gy (Sign): | Print Name / Company Date / Time | L Received By (sign)
T oo f s John Williams / City of Lomita___ |75/2023 | ﬁ 3 /j 7 7
Denny Chaporro / CLSB 7/5/2023 PN A ~ /.
g//f” z%;ﬁgﬂ/*‘? L7 /2 Z LA S 2 ”//"7’/”/4{17///@43
Samplcs recewed’ﬁ)n ice (. «'}‘In/ta,ct ( ) Custody seﬂ{s Temp YO E ) Céw
Shipped Via | | | | 1FedX {x|CLSB {UPS | |Client [ Other Page_1_of 1




Clinical Laboratory of San Bernardino, Inc.

13 July 2023 Clinical Lab No.: 23G0710

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Distribution Samples 1st Week of July, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
07/06/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,
it et

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fuax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: Weekly Distribution Samples 1st Week of July, 2023 Received:

Project Manager: Mark Andersen

Work Order:

Reported:

23G07T10
07/06/23 16:30
07/13/23

26314 Monte Vista 9 S13-002 Zone 3 ) 23G0710-01 (Water) Sample Date:  07/06/23 9:25 Sampler: MS, DH
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Baich Qualifier
Field Analyses
Cl Res Free (Field) Field 0.05 N/A mg/L 07/06/23 07/06/23 2327059
CI Res Total (Field) Field 2.09 N/A mg/L 07/06/23 07/06/23 2327059
pll (Field) Field 7.95 N/A pH Units 07/06/23 07/06/23 2327059
Temperature (Field) Field 17.9 N/A o 07/06/23 07/06/23 2327059
General Physical Analyses
Apparent Color SM 2120BM ND 3.0 15 Color Units 07/06/23 07/06/23 2328044
Odor Threshold EPA 140.1-M 1 1 3 TON 07/06/23 07/06/23 2328044
Turbidity EPA 180.1 0.23 0.10 5 NTU 07/06/23 07/06/23 2328044
1948 W 252nd St ( S13-004 Zone 1) 23G0710-02 (Water) Sample Date:  07/06/23 9:05  Sampler: MS, DH
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Free (Field) Field 0.04 N/A mg/L 07/06/23 07/06/23 2327059
CI Res Total (Field) Field 1.97 N/A mg/L 07/06/23 07/06/23 2327059
pH (Field) Field 1.68 N/A pH Units 07/06/23 07/06/23 2327059
Temperature (Field) Field 20.8 N/A oC 07/06/23 07/06/23 2327059
General Physical Analyses
Apparent Color SM 2120BM ND 3.0 15 Color Units 07/06/23 07/06/23 2328044
Odor Threshold EPA 140.1-M 1 | 3 TON 07/06/23 07/06/23 2328044
Turbidity EPA 180.1 0.19 0.10 5 NTU 07/06/23 07/06/23 2328044
ND Analyte NOT DETECTED at or above the reporting limit
Page 2 of 2
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Clinical Laboratory of San Bernardino, Inc. \ Z Chain of Custody
ok 236 o
i -
Client City of Lomita System Number Analysis Requested __]
Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 %_ Aunalyzers used:
P 0 1. Free Chlorine - HACH, DR890.
Ph?ne # (310) 903-2243 Destination Laboratory % o Calibration Dates__Auto Calibrating
Fix_# {X] Clinical Laboratory % g DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance 1% |z |2 Total Chlorine - HACH, Pocket
. Weekly Distribution Samples: 1 st. week of, »| % |2 |2 |Colorimeter.
Sub Project July, 2023 ’ YES 2|1E & 1% |Catibration date:_Auto Calibratiog
Comments Fle DPD Reagent exp. date:
1088 ;': . 3, pH and Temperature - HACIY,
Sampled by MS, DH = BQ11d
WDate Time Sample Idenitification Muirix | Preserv | Type |Bottle #] TempC Cl:;‘n;:ne pH C::: t:ilne ?53 Calibration Date:_______ ————
7912 W. 259th St. (513-001 Zone: 2) pw| 1,7 | 1D 1 R
7672023 1925, 26314 Monte Vista (S13-002 Zone:3) pw | 1,7 | 1D iAo o5t 7,95 |2 .C1 X ]
o003 g5l 1948 W. 252nd St. (S13-003 Zone: 1) pw | 1,7 | 1D 3 o ool 766 | .21 X
34632 S, Moon Ave. ( $13-004 Zone: 1) pw | 1,7 1P 4
2500 PCH (5-13-005 Zohe: 2) pw | 1.7 1D 5
25417 Pennsylvania Ave (513-008 Zone: 1) pw | 1,7 1D 6 )
"~ 2052 Dawn St (A Zone;: 1) pw | L7 1)1 7
WEBS 26255 Appian Way pw.| 1,7 1D 8

Preservatives: (1) Nas8:y0;

(Z)HCI (3)HNO3 _(#) NH4CI

r_ (%) H2504 (G)NBZSOS (‘T) Co]rl (8) Othert

Matrix: DW-Drinking Water, WW-Waste Water,

SW-Storm Water, GW- Ground ‘Water, W-Well D- Dist.
Replacement 4-Special

ﬂpc— l-Routine, 2 Repeat, 3

Reling’ugfﬂ'éﬁBy {Sighy: - Print Nime ? Compiny : < Dafe 7 Time\ //’ 7 /, - Received By (sign)
5_{% — Mike Sfolz, David Hye@gcyn 62023 ”’4} Z . ) [/\AMWJ //ﬂs .
T .__). V(C/(STI6SS 222/ Y mmﬂ%'m P &V
r S&mples received: NOn jee ( )Iotact ( ) Custody seals Tempg i E ! ()F 76 «
\ @ed Via | \ [ 1) FedX | | Golden State | TUPS | | Client [} Other Page _1_of _I_




Clinical Laboratory of San Bernardino, Inc.

20 July 2023 Clinical Lab No.: 23G0955

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of July 2023

Enclosed are the results of the analyses for samples received at the laboratory on
07/11/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,
dm.ia e

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of July 2023

Project Manager: Mark Andersen

Work Order:

23G0955
Received:  07/11/23 19:35

Reported: ~ 07/20/23

1912 W. 259th St. (S13-001 Zone: 2) 23G0955-01 (Water) Sample Date:  07/11/23 8:20 Sampler: LW,

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Iree (Field) Field 0.04 N/A mg/L 07/11/23 07/11/23 2328077

Cl Res Total (Field) Field 2.16 N/A mg/L 07/11/23 07/11/23 2328077

plI (Field) Field 7.93 N/A pH Units 07/11/23 07/11/23 2328077

Temperature (Field) Field 19.9 N/A °C 07/11/23 07/11/23 2328077
Microbiology Analyses

Total Coliform SM 9223 N/A PIA 07/11/23 07/12/23 2329050

E. Coli SM 9223 A N/A P/A 07/11/23 07/12/23 2329050

Plate Count SM9215B 4 1 500 CFU/ml 07/11/23 07/13/23 2329095 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 07/11/23 07/11/23 2329037

Odor Threshold EPA 140.1-M 1 1 3 TON 07/11/23 07/11/23 2329037

Turbidity EPA 180.1 0.15 0.10 5 NTU 07/11/23 07/11/23 2329037
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.77 0.40 10 my/L 07/12/23 07/12/23 2328110
26314 Monte Vista (S13-002 Zone:3) 23G0955-02 (Water) Sample Date:  07/11/23 8:05 Sampler:  JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 07/11/23 07/11/23 2328077

CI Res Total (Field) Field 245 N/A mg/L 07/11/23 07/11/23 2328077

pll (Field) Field 7.93 N/A pH Units 07/11/23 07/11/23 2328077

Temperature (Field) Field 17.5 N/A oC 07/11/23 07/11/23 2328077
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 07/11/23 07/12/23 2329050

E. Coli SM 9223 A N/A P/A 07/11/23 07/12/23 2329050

Plate Count SM9215B 3 1 500 CFU/ml 07/11/23 07/13/23 2329095 HT-08
General Chemical Analyses

Nitrate as N (NDS_N) EPA 3532 0.76 0.40 10 mg/L 07/12/23 07/12/23 2328110

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23G0955

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of July 2023 Received: (07/11/23 19:35

Lomita CA, 91717 Project Manager; Mark Andersen Reported:  07/20/23
1948 W. 252nd St. (S13-003 Zone: 1) 23G0955-03 (Water) Sample Date:  07/11/23 8:35 Sampler:  JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 07/11/23 07/11/23 2328077

Cl Res Total (Field) Field 1.84 N/A mg/L 07/11/23 07/11/23 2328077

]1” (Field) Field 7.84 N/A pH Units 07/11/23 07/11/23 2328077

Temperature (Field) Field 21.5 N/A oC 07/11/23 07/11/23 2328077
Microbiology Analyses

Total Coliform SM 9223 N/A P/IA 07/11/23 07/12/23 2329050

E. Coli SM 9223 A N/A P/IA 07/11/23 07/12/23 2329050

Plate Count SM9215B 1 | 500 CFU/ml 07/11/23 07/13/23 2329095 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.61 0.40 10 mg/L. 07/12/23 07/12/23 2328110
24632 S. Moon Ave. (S13-004 Zone:1) 23G0955-04 (Water) Sample Date:  07/11/23 6:50 Sampler: W,

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Iield) Field 0.06 N/A mg/L 07/11/23 07/11/23 2328077

Cl Res Total (Irield) Field 2.4 N/A mg/L 07/11/23 07/11/23 2328077

pH (Field) Field 7.61 N/A pH Units 07/11/23 07/11/23 2328077

Temperature (Field) Field 20.8 N/A °C 07/11/23 07/11/23 2328077
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 07/11/23 07/12/23 2329050

E. Coli SM 9223 N/A P/A 07/11/23 07/12/23 2329050

Plate Count SM9215B 6 1 500 CFU/mI 07/11/23 07/13/23 2329095 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 07/11/23 07/11/23 2329037

Odor Threshold EPA 140.1-M 1 1 3 TON 07/11/23 07/11/23 2329037

Turbidity EPA 180.1 0.14 0.10 5 NTU 07/11/23 07/11/23 2329037
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 07/12/23 07/12/23 2328110

Page 3 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23G0955

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of July 2023 Received:  07/11/23 19:35

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/20/23
2500 PCH (S-13-005 Zone:2) 23G0955-05 (Water) Sample Date:  07/11/23 7:30  Sampler: ] W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0.05 N/A mg/L 07/11/23 07/11/23 2328077

Cl Res Total (Field) Field 1.68 N/A mg/L 07/11/23 07/11/23 2328077

pH (Field) Field 7.69 N/A pH Units 07/11/23 07/11/23 2328077

Temperature (Field) Field 20.8 N/A oC 07/11/23 07/11/23 2328077
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 07/11/23 07/12/23 2329050

. Coli SM 9223 N/A P/A 07/11/23 07/12/23 2329050

Plate Count SM92158 ND 1 500 CFU/ml 07/11/23 07/13/23 2329095 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 3532 .69 0.40 10 mg/L 07/12/23 07/12/23 2328110
25417 Pennsylvania Ave (S13-008 Zone:1) 23G0955-06 (Water) Sample Date:  07/11/23 7:15 Sampler: LW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analvses

CI Res Free (Field) Field 0.05 N/A my/L 07/11/23 07/11/23 2328077

Cl Res Total (Field) Field 217 N/A mg/L 07/11/23 07/11/23 2328077

pH (Field) Field 7.69 N/A pH Units 07/11/23 07/11/23 2328077

Temperature (Ficld) Field 22.9 N/A °C 07/11/23 07/11/23 2328077
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 07/11/23 07/12/23 2329050

E. Coli SM 9223 A N/A P/A 07/11/23 07/12/23 2329050

Plate Count SM9215B 1 | 500 CFU/ml 07/11/23 07/13/23 2329095 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 ND 0.40 10 mg/L 07/12/23 07/12/23 2328110
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23G0955

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Week of July 2023 Received:  07/11/23 19:35

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/20/23
2052 Dawn St (A Zone:1) 23G0955-07 (Water) Sample Date:  07/11/23 8:50 Sampler: W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.07 N/A mg/L 07/11/23 07/11/23 2328077

CI Res Total (Field) Field 2.44 N/A mg/L 07/11/23 07/11/23 2328077

pH (Field) Field 8.02 N/A pH Units 07/11/23 07/11/23 2328077

Temperature (Field) Field 21.8 N/A o0 07/11/23 07/11/23 2328077
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 07/11/23 07/12/23 2329050

E. Coli SM 9223 N/A P/A 07/11/23 07/12/23 2329050

Plate Count SM9215B ND 1 500 CFU/ml 07/11/23 07/13/23 2329095 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 3532 ND 0.40 10 mp/L 07/12/23 07/12/23 2328110

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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236, 0955
Clinical Laboratory of San Bernardino, Inc.

Chain of Custody
7127
; N
Client City of Lomita System Number Analysis Requested ! i !
Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 g_‘ Analyzers used;
; o] 1. ¥ree Chlorine - HACH, DR890.
- D don Lab ) e
Phone # (310) 903-2243 cottnarlon Laboratory =3 Cafibration Date:_Auto Calibrating
Fax & iX] Clinical Laboratory § ] DPD Reagent Exp.:
Project Standard Anabysis RWQCB Compliance 1312 |2 Total Chlorine - HACH, Pocket
. Weekly Distribution Samples: 2nd week of July, Ple |8 | |Colorimeter.
Sub Project 2023 YES 21 || Icalibeation date: Auto Calibrating
ok DPD Reagent exp. date;
Comments 1088 Tl 3. pH and Temperature - HACH,
Sampled by LW - HO11d
T N )
Date Time Sampie Idenitification Matrix § Presery {  Type |Bottle # Temp € | Clﬁ::ne oH C:l:t;lne ;5’ Calibration Date:
TNR023 | pyid o 1912 W, 259th St. (S13-001 Zone: 2) DW [ 7 ID | /24 ooy | 7535 | x!'x | x
" lass 26314 Monte Vista ( $13-002 Zone:3) Dw | 7 1D 2 P pif |7 o7 25 x| [x
U @80T 1948 W, 252nd St. (S13-003 Zone: 1 ) DW | 7 1D S s easV 4 Ty X X
now IRY 24632 S, Moon Ave. ( 5$13-004 Zone: 1) DWW 7 b 4 (947 0 | Tl ,_,?5/ &l xl x| x
" p )4 2500 PCH (5-13-005 Zone: 2) DW | 7 ID S Ry @747/ &y |x x
"M 107437 | 25417 Pennsylvania Ave (S13-008 Zome: 1) | DW 7 1D 6 |25 12a 7 AR 7 | x x
Y2 2052 Dawn St (A Zone: 1) pw | 7 iD IR A AR AT aAr X
Preservatives: (1) Na,$,0; (2) HCI {3) HNO3S (4) NH4CI Matrix: DW-Drinking Water, WW-Was(¢ Waler, SW-Storm Water, GW- Ground Water, W-Well D- Dist,
{5) H2804 {6) Na2503 (7) Celd {8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Speacial
Relinguished By (Sjgn) «1.. .. .. Print Name/ Company _ Date /Time © . L o s Received By (sign) .
(bd L LA 1 John Williams / City of Lemita 71172023 ff oS 7 L AT 1
ya - Denny Chaporre 7 7112023 7 "Zj 'f_; ‘5 s S T
~ —— el ST
Samples received':,(/') Onice ( mtact () Custody seals Temp 5. . S( YE (/YC,A +
Shipped Via | | | I 1FedX [X\0ab | ]0PS | | Client | | Other Page | of |




Clinical Laboratory of San Bernardino, Inc.

24 July 2023 Clinical Lab No.: 23G1049

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of July, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
07/11/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Si%jj:;l;,t‘

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of July, 2023

Project Manager: Mark Andersen

Work Order:
Received:
Reported:

23G1049
07/11/23 19:30
07/24/23

1912 W. 259th Pl

23G1049-01 (Water)

Sample Date:

07/11223 8:20

Sampler: . W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
C1 Res Total (Field) Field 2.16 N/A mg/L 07/11/23 07/11/23 2328077
p]—l (]Tidd) Field 7.93 N/A pH Units 07/11/23 07/11/23 2328077
Temperature (Field) Field 19.9 N/A °C 07/11/23 07/11/23 2328077
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 8.1 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Bromoform EPA 524.2 4.9 1.0 N/A ugfL 07/17/23 07/18/23 2329049
Chloroform (Trichloromethane) EPA 524.2 10.9 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Dibromochloromethane EPA 524.2 8.4 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Total Trihalomethanes (TTHM) EPA 524.2 32.3 1.0 80 ug/L 07/17/23 07/18/23 2329049
Surrogate: Bromofluorobenzene IPA 524.2 99 % 07/17/23 07/18/23 2329049
Surrogate: |, 2-Dichlorobenzene-d4 P4 524.2 81 % 07/17/23 07/18/23 2329049
Ialoacctic Acids Analyses
Dibromoacetic Acid EPA 552.2 3.1 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Dichloroacetic Acid EPA 552.2 5.9 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 07/15/23 07/17/23 2328200
Trichloroacetic Acid EPA 552.2 2.7 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Total Haloacetic Acids (IHHAAS) EPA 552.2 11.7 1.0 60 ug/L 07/15/23 07/17/23 2328200
Surrogate: 2,3-Dibromopropionic Acid EPA 5522 113 % 07/15/23 07/17/23 2328200

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of July, 2023

Project Manager: Mark Andersen

Work Order:

Received:  07/11/23 19:30
Reported:  07/24/23

23G1049

1948 252nd St.

23G1049-02 (Water)

Sample Date:

07/11/23 8:35

Sampler: ] W,

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
Cl Res Total (Field) Field 1.84 N/A mg/L 07/11/23 07/11/23 2328077
pH (Field) Field 7.84 N/A pH Units 07/11/23 07/11/23 2328077
Temperature (Field) Field 21.5 N/A °C 07/11/23 07/11/23 2328077
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 11.2 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Bromoform EPA 524.2 3.5 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Chloroform (Trichloromethane) EPA 524.2 18.9 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Dibromochloromethane EPA 524.2 8.1 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Total Trihalomethanes (TTHM) EPA 5242 41.7 1.0 80 ug/L 07/17/23 07/18/23 2329049
Surrogate: Bromofiuorobenzene 1PA 524.2 98 % (G7/17/23 07/18/23 2329049
Surrogate: 1,2-Dichlorobenzene-d1 P4 5242 83 % 07/17/23 07/18/23 2329049
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 5522 2.3 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Dichloroacetic Acid EPA 552.2 8.5 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 07/15/23 07/17/23 2328200
Trichloroacetic Acid EPA 552.2 4.6 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Total Haloacetic Acids (HAAS) EPA 552.2 15.4 1.0 60 ug/LL 07/15/23 07/17/23 2328200
Surragate: 2,3-Dibromepropionic Acid P4 552.2 102 % 07/15/23 07/17/23 2328200

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23G1049
24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of July, 2023 Received:  07/11/23 19:30
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/24/23
2450 W. 247th St. 23G1049-03 (Water) Sample Date:  07/11/23 7.00  Sampler: 1. W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
CI Res Total (Field) Field 1.76 N/A mg/L 07/11/23 07/11/23 2328077
pH (Field) Field 7.75 N/A pH Units 07/11/23 07/11/23 2328077
Temperature (Field) Field 23.4 N/A °C 07/11/23 07/11/23 2328077
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 10.4 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Bromoform EPA 524.2 3.1 1.0 N/A ug/L 07117723 07/18/23 2329049
Chtoroform (Trichloromethane) EPA 5242 16.4 1.0 N/A ug/L 07/17/23 07/18/23 2326049
Dibromochloromethane EPA 524.2 8.2 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Total Trihalomethanes (TTHM) EPA 524.2 38.1 1.0 80 ug/L 07/17/23 07/18/23 2329049
Surrogate: Bromafluorebenzene P4 524.2 104 % 07/17:23 07/18/23 2329049
Surregate: [, 2-Dichlorobenzene-dd kP4 524.2 79 % 07/17/23 07/18/23 2320049
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 552.2 2.6 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Dichloroacetic Acid EPA 552.2 7.4 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 07/15/23 07/17/23 2328200
Trichloroacetic Acid EPA 552.2 38 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Total Haloacetic Acids (HAAS) EPA 552.2 13.8 1.0 60 ug/L 07/15/23 07/17/23 2328200
Surrogate: 2,3-Dibromopropionic Acid P4 552.2 14 % 07/15/23 07/17/23 2328200

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23G1049
24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of July, 2023 Received:  07/11/23 19:30
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/24/23
26255 Appian Way 23G1049-04 (Water) Sample Date:  07/11/23 7:50 Sampler: ] W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses
CI Res Total (Field) Field 2.54 N/A mg/L 07/11/23 07/11/23 2328077
plI (Field) Field 7.75 N/A pH Units 07/11/23 07/11/23 2328077
Temperature (Field) Field 19.6 N/A oC 07/11/23 07/11/23 2328077
Trihalomethanes Analyses
Bromodichloromethane EPA 524.2 10.9 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Bromoform EPA 524.2 2.0 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Chloroform (Trichloromethane) EPA 524.2 14.5 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Dibromochloromethane EPA 524.2 8.5 1.0 N/A ug/L 07/17/23 07/18/23 2329049
Total Trihalomethanes (TTHM) EPA 524.2 35.9 1.0 80 ug/L 07/17/23 07/18/23 2329049
Surrogate: Bromoffuorobenzene £PA 524.2 104 % 07/17/.23 07/18/23 2320049
Surrogate: 1,2-Diclilorobenzene-d4 EPA 5242 81 % 07/17/23 07/18/23 2329049
Haloacetic Acids Analyses
Dibromoacetic Acid EPA 552.2 1.6 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Dichloroacetic Acid EPA 552.2 7.3 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Monobromoacetic Acid EPA 5522 ND 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Monochloroacetic Acid EPA 552.2 ND 20 N/A ug/L 07/15/23 07/17/23 2328200
Trichloroacetic Acid EPA 5522 3.2 1.0 N/A ug/L 07/15/23 07/17/23 2328200
Total Haloacetic Acids (HAAS) EPA 552.2 12.1 1.0 60 ug/L 07/15/23 07/17/23 2328200
Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 105 % 07/15/23 07/17/23 2328200
ND Analyte NOT DETECTED at or above the reporting limit
°

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc. Chain of Custoéy
3o = 01
Client City of Lomita System Number Analysis Requested
Address 24373 Walnui Avenue
Lomita, CA 91717 1910@73
Phone # (310) 903-2243 Destination Laboratory
Fax # [X] Clinical Laboratory j
Project TTHM's / HAA's RWQCB Compliance 5
. Lomita Distribution Monthy Compliance YES E
Sub Project Samples, 2nd Week of July, 2023 ELAP# =
-
Comments -
1088
Sampled by JW,
Date Time Sampie Idenitiﬁcation Matrix Presery Type p C:‘[‘:I:ile Temp, Comments
TR0 | 428 1912 W, 259th PI (CA1910073_DST_801) DW |seevorte] 1D | 293 77 | /947 x
. — - L
mow 2L35y 1948 252nd St. (CA1910073_DST_802) DW |scovome| 1D | X &F| /0% |27 _j x
now OF00 2450 W.247th St. {CA1910073_DST._803) DW |scenote| 1D | 74 |/t |23 4| x
"o A 26255 Appian Way {CA1910073_DST_800} DW | seebatie] 1D |/ 2125 /9L | %
Preservatives: (1) Ma,8,0, {2} HCI {3) HNO3  (4) NH4C}

{5) H2304 (B} Na280Q3 {7) Coid (8) Other;

Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Wel! D- Dist.

Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
Relmq‘uishedgy{&_gn) ¢ Print Name / Company . Date /Time L Received By (sign)
A% |dohn Williams /__ City of Lomita 7/11/2023 /é{/ S (5’,// i P
// A //“7/7/7/;’7/7 ‘7/:, 125y ) ( ﬂ"*‘*\ /.
Commhts; Samples received: ( ‘\Y}Eg?ma IStody seals Temp
)P ()€ [y
Shipped Via | [ 11Fedx {X]CLSB | |UPS | | Client | | Other Page _1_of 1




Clinical Laboratory of San Bernardino, Inc.

26 July 2023 Clinical Lab No.: 23G1745

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of July 2023

Enclosed are the results of the analyses for samples received at the laboratory on
07/18/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,
ety

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernarlino, Inc.

Lomita, City of Project: Standscd Analysis Work Order:  23G1745

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of July 2023 Received:  07/18/23 15:34

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/26/23
1912 W. 259th St. (S13-001 Zone: 2) 23G1745-01 (Water) Sample Date:  07/18/23 7:42 Sampler: ] W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 07/18/23 07/18/23 2329119

CI Res Total (Field) Field 2.21 N/A mg/L 07/18/23 07/18/23 2329119

pH (Field) Field 8.32 N/A pH Units 07/18/23 07/18/23 2329119

Temperature (Field) Field 20.1 N/A o0 07/18/23 07/18/23 2329119
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 07/18/23 07/19/23 2329244

E. Coli SM 9223 A N/A P/A 07/18/23 07/19/23 2329244

Plate Count SM92158B 34 | 500 CFU/ml 07/18/23 07/20/23 2330016 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.90 0.40 10 mg/L 07/19/23 07/19/23 2329125
26314 Monte Vista (S13-002 Zone:3) 23G1745-02 (Water) Sample Date:  07/18/23 7:50 Sampler:  J. W/OB.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0 N/A mg/L 07/18/23 07/18/23 2329119

CI Res Total (Field) Field 2.36 N/A mg/L 07/18/23 07/18/23 2329119

pH (Field) Field 8.36 N/A pH Units 07/18/23 07/18/23 2329119

Temperature (Field) Field 18 N/A °n 07/18/23 07/18/23 2329119
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 07/18/23 07/19/23 2329244

E. Coli SM 9223 N/A P/A 07/18/23 07/19/23 2329244

Plate Count SM92158 ND | 500 CFU/nl 07/18/23 07/20/23 2330016 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 1.0 0.40 10 my/L 07/19/23 07/19/23 2329125

Page 2 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23G1745

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of July 2023 Received:  07/18/23 15:34

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/26/23
1948 W. 252nd St. (S13-003 Zone: 1) 23G1745-03 (Water) Sample Date:  07/18/23 7:30  Sampler: J. W/OB.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (I“i(:ld) Field 0.08 N/A mg/L 07/18/23 07/18/23 2329119

CI Res Total (Ficld) Field 1.74 N/A mg/L 07/18/23 07/18/23 2329119

pH (Ficld) Field 8.23 N/A pH Units 07/18/23 07/18/23 2329119

Temperature (Field) Field 21.6 N/A oC 07/18/23 07/18/23 2329119
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 07/18/23 07/19/23 2329244

E. Coli SM 9223 N/A P/A 07/18/23 07/19/23 2329244

Plate Count SM92158 1 | 500 CFU/ml 07/18/23 07/20/23 2330016 HT-08
General Physical Analyses

Apparent Color 5M 2120BM ND 3.0 15 Color Units 07/18/23 07/18/23 2329260

Odor Threshold EPA 140.1-M 1 . | 3 TON 07/18/23 07/18/23 2329260

Turbidity EPA 180.1 016 0.10 5 NTU 07/18/23 07/18/23 2329260
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.76 0.40 10 mg/L 07/19/23 07/19/23 2329125
24632 S. Moon Ave, (S13-004 Zone:1) 23G1745-04 (Water) Sample Date:  07/18/23 6:30  Sampler: ] W/ O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Balch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L. 07/18/23 07/18/23 2329119

Cl Res Total (Ficld) Field 2.4 N/A mg/L 07/18/23 07/18/23 2329119

pH (Field) Field 7.51 N/A Pl Units 07/18/23 07/18/23 2329119

Temperature (Field) Field 20.9 N/A °C 07/18/23 07/18/23 2329119
Microbiology Analyses

Total Coliform SM 9223 A N/A PiA 07/18/23 07/19/23 2329244

E. Coli SM 9223 A N/A PIA 07/18/23 07/19/23 2329244

Plate Count SM92158B ND 1 500 CFU/ml 07/18/23 07/20/23 2330016 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.48 0.40 10 mg/L 07/19/23 07/19/23 2329125

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fuax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23G1745

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Weck of July 2023 Received:  07/18/23 15:34

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/26/23
2500 PCH (5-13-005 Zone:2) 23G1745-05 (Water) Sample Date:  07/18/23 7:10 Sampler: 1. W/O.RB.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

Cl Res Free (Field) Field 0.03 N/A mg/L 07/18/23 07/18/23 2329119

CI Res Total (Field) Field 1.72 N/A mg/L 07/18/23 07/18/23 2329119

pH (Field) Field 8.12 N/A pH Units 07/18/23 07/18/23 2329119

Temperature (Field) Field 21.2 N/A °oC 07/18/23 07/18/23 2329119
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 07/18/23 07/19/23 2329244

E. Coli SM 9223 N/A PIA 07/18/23 07/19/23 2329244

Plate Count SM9215B ND 1 500 CFU/ml 07/18/23 07/20/23 2330016  HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 07/18/23 07/18/23 2329260

Odor Threshold EPA 140.1-M 1 1 3 TON 07/18/23 07/18/23 2329260

Turbidity EPA 180.1 ND 0.10 5 NTU 07/18/23 07/18/23 2329260
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.88 0.40 10 mg/L 07/19/23 07/19/23 2329125
25417 Pennsylvania Ave (S13-008 Zone:1) 23G1745-06 (Water) Sample Date:  07/18/23 7:20 Sampler: | W./O.B.

Analyte Method Resull Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Ficld) Field 0.06 N/A mg/L 07/18/23 07/18/23 2329119

Cl Res Total (Field) Field 2.11 N/A mg/L 07/18/23 07/18/23 2329119

pH (Field) Field 8.16 N/A pH Units 07/18/23 07/18/23 2329119

Temperature (Field) Field 24.9 N/A o0 07/18/23 07/18/23 2329119
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 07/18/23 07/19/23 2329244

E. Coli SM 9223 A N/A P/A 07/18/23 07/19/23 2329244

Plate Count SM92158 66 | 500 CFU/MmI 07/18/23 07/20/23 2330016 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.50 0.40 10 mg/L 07/19/23 07/19/23 2329125
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23G1745

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of July 2023 Received:  07/18/23 15:34

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  07/26/23
2052 Dawn St (A Zone:1) 23G1745-07 (Water) Sample Date:  07/18/23 6:53  Sampler: . W/O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.08 N/A mg/L 07/18/23 07/18/23 2329119

Cl Res Total (Field) Field 2.53 N/A mg/L 07/18/23 07/18/23 2329119

pH (Field) Field 8.06 N/A pH Units 07/18/23 07/18/23 2329119

Temperature (Field) Field 21.2 N/A °C 07/18/23 07/18/23 2329119
Microbiology Analyses

Total Coliform SM 9223 N/A PIA 07/18/23 07/19/23 2329244

E. Coli SM 9223 A N/A P/A 07/18/23 07/19/23 2329244

Plate Count SM9215B 1 | 500 CFU/ml 07/18/23 07/20/23 2330016 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.49 0.40 10 mg/L 07/19/23 07/19/23 2329125

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc. Chain of Custody

VZ /o ,

| 36|45
Client City of Lomita System Number Analysis Requested
Address 24373 Walaut Avenue = Commeats;
Lomita, CA 9{717 1910073 2 Analyzers sed:

I - PR 9} 1. Free Chlorine - HACH, DR89(,
Phone # {310) 903-2243 Dm'm-at.mn Laboratory % o Calibration Date:_ Auto Calibratine
Fax # IX] Clinical Laboratory g & DPD Reagent Exp.:

Project Standard Analysis RWGCE Compliance {3 12| |2 Totai Chlorine - HACH, Pocket
. Weekly Distribution Samples: 3rd week aof July, Hle iz Colorimcter.
Sub Project 2023 YES o lg' g Calibration date:_Auto Calibrating
ik DPD Reagent exp. date:

" S
Comments 1088 h'; = 3. pH and Temperature - HACH,
Sampled by JLW./0.8. - HOH14d

Date Time Sample Idenitification Matrix | Presery | Type |Bottle #] TempcC H Clﬁ:f:m c:ﬂ?:.:l . ] Calibration Date:
T18/2023 | Fiizaed 1912 W. 259th 8t. (S13-001 Zone: 2) pw | 1,7 | 1D 1 204 {83000 | 72 J [x X
ton 335 {kom 26314 Monte Vista ( $13-002 Zone:3) Dw | 1.7 1D 2 18.C ,O,_.:s[, GO0 | .2 | x X
YU {FRoed 1948 W. 252nd St (513003 Zone D) PW I L7110 [ 3 D2V E (8 o 279 [xx [x
A A 24632 8. Moon Ave. ( S13-004 Zone; 1) Dw I 1,7 iD 4 |74, 3} 181 10, 6\ A0 | x X
MR K T 2500 PCH (S-13-005 Zone: 2) DW 17 | 1D | 5 J2v2 |gq Q03 |23 Ix[x{x
" _[F20ew| 25417 Pennsylvania Ave (S13008 Zone:) | DW | 1.7 | 1D 6 243 1846 1.0k | 7 o Ix| Ix
A 5 2052 Dawn St (A Zone: 1) DW ( 1,7 | 1D T A2 BE6 0BT 52 T« X
Preservatives: (1) Nag8,0, (2) HCI (3YHNO3  (d) NHACT Matrix; DW-Driuking Water, WW-Waste Watcer, SW-Storm Water, GW- Ground Water, W-Well D- Dist,
(8} H1504 (6) Na2SO¥ (7} Cold {8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
Relinguished By pS'z'gn) Print Name / Company S jll%/ Tioeey £ d‘f) Ve, /7 -, Received By {sign) -
John Williams / City of Lomita  |778/2023 1 /C A bt 3| A7 ;4,,..:\’, Ll 98
\ )/ CLSB 823 2 " <ate T r ke ¢
= e " Uu PRI TR =
Samples received; 6{50“ ice Mlntact ( ) Custody seals Temp_(@L { )F (?ﬁ\c E.//
Shipped Via l | | Il Fed X  [X] CLSR [ TUPS | | Cliens { | Other Puge _1_of I )




Clinical Laboratory of San Bernardino, Inc.

01 August 2023 Clinical Lab No.: 23G2417

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 4th Week of July 2023

Enclosed are the results of the analyses for samples received at the laboratory on
07/25/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sincerely,
ém.;a T

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23G2417

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of July 2023 Received:  07/25/23 15:32

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/01/23
1912 W. 259th St. (S13-001 Zone: 2) 23G2417-01 (Water) Sample Date:  07/25/23 7:43 Sampler: . W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Ficld Analyses

CI Res Free (Field) Field 0.05 N/A mg/L 07/25/23 07/25/23 2330011

Cl Res Total (Field) Field 1.97 N/A mg/L 07/25/23 07/25/23 2330011

pll (Field) Field 7.46 N/A pH Units 07/25/23 07/25/23 2330011

Temperature (Field) Field 22.3 N/A oC 07/25/23 07/25/23 2330011
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 07/25/23 07/26/23 2330146

E. Coli SM 9223 A N/A PIA 07/25/23 07/26/23 2330146
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.47 0.40 10 mg/L 07/26/23 07/26/23 2330126
26314 Monte Vista (§13-002 Zone:3) 23G2417-02 (Water) Sample Date:  07/25/23 7:55  Sampler:  ]. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 07/25/23 07/25/23 2330011

CI Res Total (Field) Field 2.19 N/A mg/L 07/25/23 07/25/723 2330011

pH (Field) Field 7.57 N/A pH Units 07/25/23 07/25/23 2330011

Temperature (Field) Field 20.5 N/A °oC 07/25/23 07/25/23 2330011
Microbiology Analyses

Total Coliform SM 9223 A NIA P/A 07/25/23 07/26/23 2330146

L. Coli SM 9223 A N/A PIA 07/25/23 07/26/23 2330146
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 07/25/23 07/25/23 2330140

Odor Threshold EPA 140.1-M 1 1 3 TON 07/25/23 07/25/23 2330140

Turbidity EPA 180.1 0.15 0.10 5 NTU 07/25/23 07/25/23 2330140
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.46 0.40 10 mg/L 07/26/23 07/26/23 2330126

Page 2 of 5

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693  Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23G2417

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of July 2023 Received:  07/25/23 15:32

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/01/23
1948 W. 252nd St. (S13-003 Zone: 1) 23G2417-03 (Water) Sample Date:  07/25/23 7:30  Sampler:  J. W/ O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.04 N/A mg/L 07/25/23 07/25/23 2330011

ClI Res Total (Field) Field 1.77 N/A mg/L 07/25/23 07/25/23 2330011

l]“ (Fje[d) Field 7.35 N/A pH Units 07/25/23 07/25/23 2330011

Temperature (Field) Ficld 23.1 N/A °C 07/25/23 07/25/23 2330011
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 07/25/23 07/26/23 2330146

E. Coli SM 9223 A N/A PIA 07/25/23 07/26/23 2330146
General Chemical Analyses

Nitrate as N (NO3-N) EPA 3532 ND 0.40 10 mg/L 07/26/23 07/26/23 2330126
24632 S. Moon Ave. (S13-004 Zone:1) 23G2417-04 (Water) Sample Date:  07/25/23 7.05 Sampler: J W/O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.02 N/A mg/L 07/25/23 07/25/23 2330011

CI Res Total (Fil!l(l) Field 2.46 N/A mg/L 07/25/23 07/25/23 2330011

pH (Field) Field 1.36 N/A pH Units 07/25/23 07/25/23 2330011

Temperature (Field) Field 22.1 N/A °C 07/25/23 07/25/23 2330011
Microbiology Analyses

Total Coliform SM 9223 A N/A P/IA 07/2523 07/26/23 2330146

E. Coli SM 9223 A N/A P/A 07/25/23 07/26/23 2330146
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 07/25/23 07/25/23 2330140

Odor Threshold EPA 140.1-M 1 | 3 TON 07/25/23 07/25/23 2330140

'!'urbidity EPA 180.1 0.13 0.10 5 NTU 07/25/23 07/25/23 2330140
General Chemical Analyses

Nitrate as N (NO.'!—N) EPA 3532 0.41 0.40 10 my/L 07/26/23 07/26/23 2330126
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 4th Week of July 2023

Project Manager: Mark Andersen

Work Order:;

Received:  07/25/23 15:32
Reported:  08/01/23

23G2417

2500 PCH (S-13-005 Zone:2) 23G2417-05 (Water) Sample Date:  07/25/23 6:40 Sampler: 1. W/0.B.
'j\naly[e Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 07/25/23 07/25/23 2330011

Cl Res Total (Field) Field 1.69 N/A mg/L 07/25/23 07/25/23 2330011

pH (Ficld) Field 741 N/A pH Units 07/25/23 07/25/23 2330011

Temperature (Field) Field 22.4 N/A °C 07/25/23 07/25/23 2330011
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 07/25/23 07/26/23 2330146

E. Coli SM 9223 A N/A P/IA 07/25/23 07/26/23 2330146
General Chemical Analyses

Nitrate as N (NO3-N) EPA 3532 0.42 0.40 10 my/L 07/26/23 07/26/23 2330126
25417 Pennsylvania Ave (S13-008 Zone:1) 23G2417-06 (Water) Sample Date:  07/25/23 6:52 Sampler: ] W/ 0.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 07/25/23 07/25/23 2330011

CI Res Total (Ficld) Field 2.34 N/A mg/L 07/25/23 07/25/23 2330011

pH (Field) Field 1.29 N/A pH Units 07/25/23 07/25/23 2330011

Temperature (Field) Field 233 N/A o0 07/25/23 07/25/23 2330011
Microbiology Analyses

Total Coliform SM 9223 N/A P/A 07/25/23 07/26/23 2330146

E. Coli SM 9223 N/A PIA 07/25/23 07/26/23 2330146
General Chemical Analyses

Nitrate as N (NO3—N) EPA 3532 ND 0.40 10 mg/L 07/26/23 07/26/23 2330126
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 4th Week of July 2023

Work Order:
Received:

23G2417
07/25/23 15:32

Lomita CA, 91717 Project Manager: Mark Andersen Reported:
2052 Dawn St (A Zone:1) 23G2417-07 (Water) Sample Date:  07/25/23 7:20 Sampler:
l/—\nalyle Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 07/25/23 07125123 2330011

Cl Res Total (Field) Field 2.44 N/A mg/L 07/25/23 07/25/23 2330011

pll (Field) Field 7.61 N/A pH Units 07/25/23 07/25/23 2330011

Temperature (Field) Field 2.7 N/A oC 07/25/23 07/25/23 2330011
Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 07/25/23 07/26/23 2330146

E. Coli SM 9223 A N/A P/A 07/25/23 07/26/23 2330146
General Chemical Analyses

Nitrate as N (NO}-N) EPA 3532 ND 0.40 10 mg/L. 07/26/23 07/26/23 2330126

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc. Chain of Custody /

7/2/>

23G24)7
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue Comments:
Lomita, CA 91717 1910073 Analyzers used:
: 1. Free Chiorine - HBACH, DR§9Q,
- e
Phone # (SIOJ 903-2243 Desfm.m: on Laboratory o Calibration Date:  Auto Calibrating
Fax & 1X] Clinicat Laboratory g s DPD Reagent Exp.:
Project Standard Analysis RIWQCB Compliance =13 12| |2 Total Chlorine - HACH, Pocket
, Weekly Distribution Samples: 4th week of July E = |3 Colorimeter.
Sub Project 2023 Yes 1% (7] [Catibration date: Auto Calibrating
" gls DPD Reagent exp. date;
Comments 1088 = 3. pH and Temperature - HACH,
Sampled by JW. /0.8 HQ114d
Date Time Sample 1denitification Matrix | Preserv |  Type |Bottle # Temp C pH (,I:::fm . C;‘;’:Le Calibration Date:
7125/2023 | U 1912 W. 259th St, (S13-001 Zone: 2) ow | 1,7 1D 12255 344, .05 1.9% Ix X
" " [ EB%w| 26314 Monte Vista( 513002 Zone:3) OW | 1,7 | Ib 2 1205 (31,5000 | 5. 9 x| x[x
S 1948 W. 252nd St. (S13-003 Zone: [) DW | 1,7 | D 3 123 135 004 | i3F Ix] =
" TE(Som 24632, Moon Ave. (S13.004 Zone: 1) W1 L7 | D ¢ 4 1234 33l 0oL A4 Ixf x| x
"t il 2500 PCH (8-13-005 Zone: 2) Dw | 1,7 | 1D S AR [t 10.00 | .89 |« X
[ " 6:5%u 25417 Pennsylvania Ave (S13-008 Zone: H | DW | 1,7 | D 6 1233 | %28 (), AH [ x X
N YA 2052 Dawa St (A Zone: 1) bw | 1,7 | 1D 7129, | 361004 Ayt X
/
Preservatives: (1) NayS,0, (z)ﬁ(‘l (IINGI  (4) NI4T Matrix: DW-Drinking Water, WW.-Wasle Water, SW.Storm W’ ater, GW- Ground Water, W-Weil D- Dist,
(5) H2$04 (6) Na2SOY (T) Cold (8} Others Typ¢- 1-Routine, 2-Repeat, 3- -Replacement, 4-Special
Re)'im]}d,.ﬁeﬁi?_}}gé‘ign)m o Print Name / Company » Date / Time Received By (sign)
- John Williams / City of Lomita___|7/25/2023 L1 Uﬂw/ﬂw I(Denmv&xa,nqrra XY
AFx AL Deany Chaporro / CLSB 7/25/2023 337
f L4
[ Y 7 _ -v/‘bd‘M 15, 22 A & hﬂbk—rm\/du—'ﬁ'ﬁ
Samples received: (XfOn ice (,{’rn!.ul { ) Custody seals Teme,I f { )F (){ (E/
Shipped Via | | L1 1FeaX  x|CLSB | 1UPS _ | | Client [\ Other_____ Page I of 1
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