State Water Resources Control Board Division of Drinking Water

MONTHLY SUMMARY OF REVISED TOTAL COLIFORM RULE DISTRIBUTION SYSTEM MONITORING
(For public water systems serving more than 400 service connections OR 1,000 persons, OR wholesaler systems)
(Includes triggered source monitoring reporting for Groundwater Rule compliance)

System Name System Number

City of Lomita 1910073

Sampling Period

2023

Month AugUSt Year

Number Number Number Total
Required Collected  Coliform Positives Number E.coli Positives

1. Routine Samples (see note 1) 25 25 0 0

2. Repeat Samples following samples that are Total Coliform
Positive and E.coli Negative (see notes 2, 10 and 11) 0 0 0

3. Repeat Samples following Routine Samples that are
Total Coliform Positive and E. coli Positive

(seenotes 2,3, 10 and 11) 0 0 0

4. Coliform Treatment Technique (TT) Trigger Exceedance &
E.coli MCL Computation for TC/E. coli Positive Samples

a. Totals (sum of columns) 25 25 0 0

b. If 40 or more samples collected in month, determine
percent of samples that are total coliform positive
|(total number positive/total number collected) x 100] = N/A %
c. Did the system violate the £. coli MCL (see notes 2 through 5)? [ Yes No

Did the system exceed... ...a Level 2 Coliform TT trigger? [ ves No
(see notes 2, 3, 4, 5 and 6 for trigger info)

If yes, see note 8 below.
...a Level 1 Coliform TT trigger? []Yes [“INo

(see note 7 for trigger info)
If yes, see note 9 below.

5. Triggered Source Samples per Groundwater Rule
(see notes 12 and 13) 0 0 0

6. Invalidated Samples PR A
(Note what samples, if any, were invalidated; the lab who authorized the invalidation; and when replacement samples
were collected. Attach additional sheets, if necessary.)

7. Summar’ mpleted By:

Name/Signature ) Title . ] . Date
Mark Andersen & s ) 5;"/ { 1 o o - \//
],M C Ltu/ (m‘Jé}q Otefa] tony ﬁL 9/6/2023
NOTES AND INSTRUCTIONS: ‘\\_) U / 7

I. Routine samples include:
a. Samples required pursuant to 22 CCR Section 64423 and any additional samples required by an approved routine sample siting plan established pursuant to 22 CCR Section 64422,
b. Extra samples for systems with high source water turbidities that are using surface water or groundwater under direct influence of surface water and
do not practice filtration in compliance with regulations;
Notes 2-5 (boxed entries) are E. coli MCL violations and require immediate notification to the Division (22 CCR, Section 64426.1):
2. Any E.coli positive repeat following a total coliform positive sample.
3. A 1otal coliform positive repeat, following an E.coli positive routine sample.
4. Failure to take all required repeat samples following an I. coli positive routine sample.
3. Failure 1o test for . coli when any repeat sample tests positive for total coliform
6. Second Level 1 coliform treatment technique trigger exceedance in a rolling 12-month period.
7. Level 1 Coliform Treatment Technique (TT) Triggers:
a. For systems collecting less than 40 samples, if two or more samples are total coliform positive, then the TT is exceeded and a Level 1 Assessment is required.
b. For systems collecting 40 or more samples, if more than 5.0 percent of samples collected are total coliform positive, then the TT is exceeded and a Level 1 Assessment is required.
c. If a trigger is exceeded as a result of a total coliform positive repeat sample, the system must notify the Division by the end of business day, section 64424(c)
8. Contact the Division as soon as practical to arrange for the Division to conduct a Level 2 Assessment of the water system. The water system shall complete a Level 2
Assessment and submit it to the Division within 30 days of learning of the trigger exceedance.
9. Conduct a Level 1 Assessment as soon as practical that covers the minimum elements (22 CCR, Section 64426.8 (a)(2). Submit the report to the Division
within 30 days of learning of the trigger exceedance.
10. Positive results and their associated repeat samples are to be tracked on the Coliform Monitoring Worksheet.
I'1. Repeat samples must be collected within 24 hours of being notified of the positive results. At least 3 repeat samples must be collected for each total coliform positive sample.
12. For systems subject to the Groundwater Rule: Positive results and the associated triggered source samples are to be tracked on the Coliform Monitoring Worksheet.
13. For triggered sample(s) required as a result of a total coliform routine positive sample, an £.coli-positive triggered sample (boxed entry) requires
immediate notification to the Division, Tier 1 public notification, and corrective action. Updated 8/4/2021



DISTRIBUTION SYSTEM
CHLORINE RESIDUAL SUMMARY 2023
(mg/L)

WATER SYSTEM: City of Lomita SYSTEM NO.: 1910073
Residual Type:

Residuals by Location

2023 JANUARY FEBRUARY MARCH APRIL MAY JUNE

LOCATIONS 13 110 ] 17 | 124 | 131 | 27 | 214 | 221 | 2-28 37 | 314 | 321 | 328 44| 411 | 418 | 425 52 | 59 | 516 | 5-23 | 5-30 66 | 6-13 | 6-20 | 6-27

1912 W. 259th St. (S13-001) 2231220 236 | 210 | 246 ]| 265 | 270 | 2.54 | 2.65 279} 262 | 224 | 258 264| 270 | 252 | 2.30 225(199|235|237] 207 2.32|242| 218|234

26314 Monte Vista (S13-002) 230 | 243| 210 | 247 ] 256 ) 260 | 280 | 2590 | 2.76 270 | 280 | 2.62 | 2.81 282 270 | 253 | 256 262| 22 |250| 243| 233 260|250 230 248

1948 252nd St. (S13-003) 214 | 235| 2.01 | 237 | 248 ] 188 | 270 | 2.55 | 2.97 262 | 306 | 258 | 262 273| 264 | 242 | 252 256|213} 230|219 2.13 211| 259|210 1.96

24632 S. Moon St. (S13-004) 2541238 262 | 290] 303]309] 289|290 299 291 | 289|282 | 289 301| 278 | 268 | 273 269 257|228 228]| 256 235| 2.38| 2.16 | 2.57

2500 PCH (S13-005) 160 | 166 | 1.66 | 1.67 | 198 | 1.89 | 205 | 2.01 | 2.06 195 1.97 | 196 | 197 219| 228 | 197 | 196 180 1.70] 2.04| 1.74| 162 157]|1.63]179] 1.82

25417 Pennsylvania Ave(S13-008) | 249 | 222 | 2.30 | 262 | 280 ]| 277 | 280 | 2.76 | 2.95 266 | 277 | 272 | 2587 276| 260 | 254 | 261 2.52|225)231]231] 1.89 230|217} 2.06| 2.24

2052 Dawn St .(A) 276 | 245| 269 | 295 | 296 | 299 | 297 | 283 | 2.72 280 | 294 | 299 | 3.03 301| 274 | 281 | 283 271|284 271]217]| 2.86 249| 252(233]| 263

2.29 2.25
2.369 2.645 2.649 2.59

2023 JULY AUGUST SEPTEMBER OCTOBER NOVEMBER DECEMBER
LOCATIONS 75 | 711 | 718 | 728 81 | 88 | 815 | 8-22 | 829
1912 W. 256th St. (S13-001) 218 | 216 | 2.21 | 1.97 1971155 | 218 | 149 | 2.45
26314 Monte Vista (S13-002) 201 | 245| 2.36 | 2.19 215 | 165 | 245 | 164 | 256
1948 252nd St. (S13-003) 186 | 1.84 | 1.74 | 1.77 207 | 158 | 210 | 161 | 2.07
24632 S. Moon St. (S13-004) 241 | 240 | 2.40 | 2.46 222( 184 | 158 | 1.47 | 187
2500 PCH (S13-005) 148 | 168 | 1.72 | 1.69 160 | 094 | 1.33 | 0.70 | 1.49
25417 Pennsylvania Ave(S13-008) | 2.16 | 2.17 | 2.11 | 2.34 173 | 1.23 | 150 | 1.10 | 1.56
2052 Dawn St .(A) 240 | 244 | 253 | 2.44 248 | 224 | 207 | 187 | 2.13

213

State of California
SWRCB
Division of Drinking Water - Hollywood District



DISTRIBUTION SYSTEM
TOTAL COLIFORM SUMMARY 2023

WATER SYSTEM: City of Lomita SYSTEM NO.: 1910073
Coliform Results (Present/Absent)
2023 JANUARY FEBRUARY MARCH APRIL MAY JUNE
LOCATIONS 13 | 110 f a7 | 124 131 | 2 | 214 | 2121 | 2028 a7 | 314 | 321 | 328 414 | 4111 | 4118 | 425 5/2 | 59 | 516 | 523 | 5130 | 6/6 | 6713 | 6120 | 6127
1912 W. 259th St. (S13-001) A A A A A A A A A A A A A A A A A A A A A A A A A A
26314 Monte Vista (S13-002) A A A A A A A A A A A A A A A A A A A A A A A A A A
1948 252nd St. (S13-003) A A A A A A A A A A A A A A A A A A A A A A A A A A
24632 S. Moon St. (S13-004) A A A A A A A A A A A A A A A A A A A A A A A A A A
2500 PCH (S13-005) A A A A A A A A A A A A A A A A A A A A A A A A A A
25417 Pennsylvania Ave(S13-008) A A A A A A A A A A A A A A A A A A A A A A A A A A
2052 Dawn St .(A) A A A A A A A A A A A A A A A A A A A A A A A A A A
2023 JULY AUGUST SEPTEMBER OCTOBER NOVEMBER DECEMBER
LOCATIONS 75 | 711 } 718 | 7125 811 | 88 | 8115 | 822 | 8129
1912 W. 259th St. (S13-001) A A A A A A A A A
26314 Monte Vista (S13-002) A A A A A A A A A
1948 252nd St. (S13-003) A A A A A A A A A
24632 S. Moon St. (S13-004) A A A A A A A A A
2500 PCH (S13-005) A A A A A A A A A
25417 Pennsylvania Ave(S13-008) A A A A A A A A A
2052 Dawn St .(A) A A A A A A A A A
NOTE: For total coliform positive, include original total coliform positive results and set of repeat sample results.
Comments:
SIGNATURE:  Wipalt / N hsoun DATE: 9/6/2023
} s

State of California
SWRCB
Division of Drinking Water - Hollywood District



PUBLIC WORKS DEPARTMENT

CITY OF LOMITA

RAW WATER COLIFORM MONITORING
NAME OF WATER SYSTEM: LOMITA, CITY OF

Mark Andersen-Chief YWater Operations Manager

SYSTEM NO: 1910073 MONTH: August YEAR: 2023
SOURCE NAME | JANUARY  February MARCH APRIL MAY JUNE JULY AUGUST |SEPTEMBER| OCTOBER | NOVEMBER |DECEMBER
WELL 13-5 OFFL]| OFFLI OFFL OFF OFFL OFFLI OFFL OFFLI
TOTAL 0 0 0 0 0 0 0 0 0 0 0 0
EXAMPLES: | EG 1pos~Treg. OFEKINE NOT JAREN STANDBY
FOR TOTAL COLIFORM POSITIVE RESULTS RECEIVED, INDICATE THE CONFIRMATION SAMPLES COLLECTED ON SUMMARY AND ATTACH THE LAB
RESULTS TO THIS PAGE.
COMMENTS:

SIGNATURE: Date: 9/6/2023




MONTHLY SUMMARY OF MONITORING
FOR SURFACE WATER TREATMENT REGULATIONS

System Name:  CITY OF LOMITA System No.: 1910073
Wholesaler

Name: WEST BASIN MUNICIPAL WATER DISTRICT

Month: August Year: 2023

DISINFECTION PROCESS DATA

Disinfectant residual type: Free chlorine (including well sources)
Free chlorine (no well sources)

Chloramines (including well sources)

Chloramines (no well sources) X
No. of distribution system residual samples collected: 25
No. of distribution system samples for HPC only: 0
Total No. residual and/or HPC samples collected: 25
No. of samples with no detectable residual and HPC is not measured: 0
No. of samples with no residual and HPC > 500 CFU/ml: 0
No. of samples for HPC only and HPC > 500 CFU/ml: 0
Total No. of samples with no residual and/or HPC > 500 CFU/ml: 0
Compute V =1 - Total No. samples with no residual and/or HPC > 500 X 100= 100
Total No. residual and/or HPC samples collected
Meets Standard (i.e. V > 95%) (Y/N)? Y

SUMMARY OF WATER QUALITY COMPLAINTS

General Complaints:

Type of Complaint Number [Corrective Actions Taken
Taste/Odor 0
Color 0
Turbidity 0
Suspended Solids 0
Other (Describe) 0

Reports of Gastrointestinal Illness (Attach additional sheets if necessary):

Persons
Reporting Date Corrective Actions Taken

Explain any failure of the standards and corrective action taken or planned (attach extra sheets if needed):

Note:
1. Refer to 191073-City of LomitaK{CR Report for test results

o total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.

Signature: Date: 9/6/2023

Mark Andersen, Chief Wa@_e;}tions Manager



GENERAL PHYSICAL SUMMARY
NAME OF WATER SYSTEM:

City of Lomita

SYSTEM NO: [ 1910073 MONTH: [ August YEAR:
MONTH: January February March April May June
v I ] ] < P
& ¢ £ ¢ £ ¢ & ¢ & ¢ 2 ¢
3 2 8 2 ] 3 El E| 3 2
| g : | z R z : | z i |z z 3 | E z
s g 5 s 3 - ] & 3 < 5 S |3 3 S H . 3 S 3 - 3
¢ H £ 5 3 s g & £ 5 3 ] e [ £ k] 5 g K3 H £ 5 ] S s H g 5 5 2 & H £ 3 3 2
SAMPLE LOCATION a8 E £ 3 S = 8 E £ 8 3 2 3 E 2 8 8 2 3 E £ 3 e 2 8 E £ 8 8 2 3 E g 3 S =
1912 W 250t St (513.001) [1-3-23 |8:00am | 17.9 ND 1 ND 22123 |8:10am | 187 ND ND |314.23 |8:42am | 185 ND 1 11 |a1123 [910am | 193 ND ND 5223 [6:30am | 216 ND ND [62023 [7:30am | 185 ND 036
1912 W 250t &t (513.001) |1-1023 |8:00am | 184 ND 1 ND 32123 [8:15am | 18 ND 1 016 52323 [7:10am | 236 ND 011
1912 W 250t S (s13.001) |1-31-23 |7:30am | 203 ND 1 012 53023 |7.20am | 24.4 ND ND
26314 Monte Vista ($13.002)[1-1023 {7:45am | 180 ND 1 ND 21423 |8:15am | 159 ND ND 3723 |e05em | 19.0 ND 1 ND 14423 |815am | 165 ND 016 |51623 |737am | 230 ND 033 (61323 |7:45am | 227 ND 024
26314 Monte Vista ($13-002}1-24-23 |7:30am | 157 ND, 1 039 32123 |8:00am | 163 ND 1 ND |42523 |7:22am | 21.0 ND ND |53023 |7:33am | 231 ND 013
1948 2500 St (513.003)__[1-1723 |g:a5am | 169 ND 1 025 |21423 |8:45am | 193 ND ND 32823 |8:30am | 180 ND 1 ND Ja1123 |9'50am | 200 ND ND lsegs |7.05m | 233 ND ND fe623 |7.55am | 196 ND ND
1948 2500d St (§13.003)  [1-31:23 |8:10am | 204 ND 1 ND 22623 [7:30am | 196 ND ND 42523 |7:46am | 218 ND ND 62023 |7:54am | 192 ND 031
24632 S Moon &t (513.004) [117:23 [7:20am | 179 ND 1 ND [27.23 |6:50am | 167 ND ND 3723 |6:50am | 173 ND 1 ND 41823 |8:40am | 200 ND 024 5223 [7:15am | 222 ND 012 le623 J6:30am | 204 ND. 013
24632 S Moon St (613:004) -21.23 [7:05am | 158 ND ND 132823 |7:00am | 176 ND 1 019 54623 [6:40am 7 ND 058 62723 le:30am | 199 ND 028
2500 PCH (5-13005) 1323 |7:30am | 185 ND 1 018 2723 |725m | 17.1 ND ND [31423 |7:30am | 188 ND 1 015 |e423 (7:15am | 187 ND 020 |ss23  [6:10am | 243 ND ND 61323 |6:50am | 235 ND 0.18
2500 PCH (S-13-005) 1-24-23 | 7:00am 189 ND 1 014 22823 |7:15am 19.0 ND ND 418-23 _|7:00am 205 ND 012 52323 [7:02am 24.4 ND 0.15_l6-27-23 |6:50am 203 ND ND
MONTH: JULY August September Octuber November December
% ¢ g ¢ k4 3 % ¢ % ¢ § N
: | z : | % z : |2 £ LI z s |z 2 £ |3 2
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samrieocamon | | | F [g |8 15 |F |f |5 |5 13 |5 &% [E |5 |g |& |F 1§ |E |&§ |g 18 |5 [& |E |§8 |5 |8 [|%8 |#&# |& 15 |8 |8 |§
1912 W 2591n &t (813.001) |7-11.23  |6:20am | 199 ND 1 015 lss23 |812am | 248 ND ND
1912 W,_259th St ($13-001) 8:29-23 |7:35am 210 ND 012
26314 Monte Vista (813-002)|7-6-23 9:25am 178 ND 1 023 |8-123 |7:50am 202 ND 012
6314 Monte Vista (S13-002)17-25-23 | 7:55am 205 ND 1 015 18823 [8:25am 235 ND ND
26314 Monte Vista (S13-002) 82223 7:55am 233 ND 0.21
194825700 St (513.003) 17623 [9:05AM | 208 ND 1 019 |s1523 |8:00am | 215 ND 023
1946 25200 & ($13.003 [7-1823 |7:30am | 216 ND 1 016 87923 |7:25am |208 ND 015
24632 S Moon St (13004 [7:11.23  |6:50am | 20.8 ND 1 014 lat523 [7:30am | 239 ND 035
24632 S Moon St (513:004)7.2523 |7:05am_| 22.1 ND 1 013
2500 PCH (5-13.005) 71823 |7:10am | 212 ND 1 ND_|st23 l7.08am | 229 ND 0.16
2500 PCH (5-13.005) 82223 |6:40am | 244 ND 016
GENERAL PHYSICAL IS COLLECTED: WEEKLY BI-WEEKLY [:] ONCE A MONTH I:
(PLEASE CHECK ONE)
NUMBER OF SAMPLES COLLECTED FOR THIS MONTH: 35
NO. OF COLIFORM SAMPLES COLLECTED THIS MONTH: 35
REQUIRED: ONE (1) GP PER FOUR (4) COLIFORM SAMPLES for WS > 1,000 conn 10

2023GP Summary




1

CITY OF LOMITA, System No. 1910073 -—- Month:_August, Year: 2023

MONTHLY NITRIFICATION MONITORING SUMMARY REPORT

#| Code | Sample ID Location Sample Date Temp pH TOt?I Free Chlorine Total 5 Free . Nitrite Nitrate Coliform? HPC Zone Comments
Chlorine Ammonia Ammonia

Units/Others —> MM/DD/YYYY oC mg/L mg/L mg/L mg/L mg/L mg/L P/A CFU/ml

1| D $13-001 |1912 W 255th PI 8/1/2023 22.2 8.04 1.97 0.04 0.31 0.13 0.044 0.83 A 2 |MWD Only
2| D S$13-002 |26314 S Monte Vista Ave 8/1/2023 20.2 8.08 2.15 0.05 0.45 0.12 0.032 0.78 A 3 |MWD Only
3] D $13-003 [1948 W 252nd St 8/1/2023 22.8 8.24 2.07 0.03 0.45 0.09 0.031 0.81 A 1 |MWD Only
4] D S$13-004 {24632 S Moon Ave 8/1/2023 24.8 8.33 2.22 0.08 0.39 0.11 0.016 0.53 A 1 |MWD Only
5| D $13-005 |2500 PCH 8/1/2023 229 7.85 1.60 0.04 0.28 0.11 0.120 0.65 A 2 |MWD Only
6] D $13-008 [25417 Pennsylvania Ave 8/1/2023 24.3 8.28 1.73 0.05 0.39 0.07 0.059 0.51 A 1 |MWD Only
71 D A 2052 Dawn St 8/1/2023 23.4 8.11 2.48 0.05 0.44 0.03 0.012 0.48 A 1 |MWD Only
8 D WB8 8/1/2023 23.6 8.32 2.14 0.08 0.45 0.10 0.027 1 |MWD Only
1 D $13-001 [1912 W 255th PI 8//8/2023 24.8 7.41 1.55 0.06 0.37 0.14 0.048 ND A 11 2 |[MWD Only
2| D $13-002 [26314 S Monte Vista Ave 8//8/2023 23.5 7.38 1.65 0.03 0.27 0.14 0.064 ND A ND 3 |MWD Only
3] D $13-003 (1948 W 252nd St 8//8/2023 24.3 7.47 1.58 0.05 0.35 0.14 0.087 ND A ND 1 [MWD Only
4 D $13-004 24632 S Moon Ave 8//8/2023 24.9 7.49 1.84 0.07 0.30 0.09 0.061 ND A ND 1 |MWD Only
5| D $13-005 [2500 PCH 8//8/2023 25.0 7.59 0.94 0.05 0.27 0.10 0.171 0.40 A ND 2 |MWD Only
6] D 5$13-008 |25417 Pennsylvania Ave 8//8/2023 24.5 7.39 1.23 0.04 0.33 0.12 0.113 ND A 61 1 |[MWD Only
7] D A 2052 Dawn St 8//8/2023 23.7 7.43 2.24 0.07 0.48 0.06 0.031 ND A ND 1 [MWD Only
8 D WB8 8//8/2023 23.4 7.44 1.73 0.13 0.42 0.10 0.062 1 |MWD Only
T D $13-001 |1912 W 259th PI 8/15/2023 21.8 7.47 2.18 0.06 0.39 0.03 0.044 0.89 A 31 2 |MWD Only
2| D S$13-002 |26314 S Monte Vista Ave 8/15/2023 18.7 7.50 2.45 0.07 0.49 0.05 0.021 0.93 A 6 3 |MWD Only
3] D $13-003 {1948 W 252nd St 8/15/2023 21.5 7.71 2.10 0.05 0.45 0.07 0.031 0.84 A ND 1 |MWD Only
4 D $13-004 |24632 S Moon Ave 8/15/2023 23.9 7.45 1.58 0.04 0.46 0.12 0.072 ND A 1 1 |MWD Only
5| D $13-005 |2500 PCH 8/15/2023 22.4 7.45 1.33 0.07 0.27 0.08 0.112 0.80 A ND 2 |MWD Only
6] D 5$13-008 |25417 Pennsylvania Ave 8/15/2023 24.9 7.45 1.50 0.06 0.35 0.07 0.090 0.46 A 42 1 |[MWD Only
71 D A 2052 Dawn St 8/15/2023 24.4 7.48 2.07 0.06 0.28 0.08 0.044 ND A 1 1 |MWD Only
8 D W88 8/15/2023 17.0 7.53 2.63 0.10 0.52 0.03 0.014 1 |MWD Only
1| D $13-001 [1912 W 259th PI 8/22/2023 24.7 7.46 1.49 0.05 0.28 0.07 0.084 ND A 16 2 |MWD Only
2| D 5$13-002 [26314 S Monte Vista Ave 8/22/2023 23.3 7.45 1.64 0.04 0.41 0.10 0.087 ND A ND 3 |MWD Only
3] D 5$13-003 [1948 W 252nd St 8/22/2023 23.9 7.36 1.61 0.06 0.38 0.07 0.115 ND A 1 1 [MWD Only
41 D $13-004 |24632 S Moon Ave 8/22/2023 24.0 7.43 1.47 0.06 0.42 0.10 0.108 ND A ND 1 |MWD Only
5/ D $13-005 (2500 PCH 8/22/2023 244 7.41 0.70 0.03 0.26 0.08 0.207 ND A 5 2 |MWD Only
6] D S$13-008 [25417 Pennsylvania Ave 8/22/2023 24.1 7.35 1.10 0.06 0.35 0.09 0.147 ND A 140 1 |MWD Only
7] D A 2052 Dawn St 8/22/2023 24.0 7.39 1.87 0.06 0.46 0.13 0.072 ND A ND 1 |MWD Only
8l D WBS8 8/22/2023 22.6 7.46 1.88 0.01 0.47 0.09 0.066 1 |MWD Only
1} D S$13-001 [1912 W 259th PI 8/29/2023 21.0 8.00 2.45 0.07 0.49 0.06 0.022 0.92 A 2 2 |MWD Only
2| D $13-002 }26314 S Monte Vista Ave 8/29/2023 18.8 8.10 2.56 0.01 0.48 0.03 0.023 0.90 A 4 3 |MWD Only
3 D S$13-003 [1948 W 252nd St 8/29/2023 20.8 7.87 2.07 0.06 0.40 0.08 0.055 0.83 A ND 1 |MWD Only
4 D S13-004 |24632 S Moon Ave 8/29/2023 23.8 7.92 1.87 0.06 0.45 0.09 0.087 0.43 A ND 1 |[MWD Only
51 D 5$13-005 {2500 PCH 8/29/2023 22.6 7.81 1.49 0.05 0.33 0.06 0.157 0.68 A 1 2 |MWD Only
6] D §13-008 [25417 Pennsylvania Ave 8/29/2023 25.4 7.85 1.56 0.05 0.36 0.05 0.142 ND A 130 1 |MWD Only
71 D A 2052 Dawn St 8/29/2023 24.8 8.05 2.13 0.07 0.43 0.07 0.059 0.40 A 1 1 MWD Only
8| D WB8 8/29/2023 17.6 8.14 2.79 0.04 0.60 0.02 0.018 1 |MWD Only




MONTHLY*NITRIFICATION FIELD TEST LOG
CITY OF LOMITA, System No. 1910073 --- Month: July, Year: 2023

#| Code Sample ID Location Sample Date Temp pH Total Ammonia | Free Ammonia Nitrite Zone Comments
Units/Others —> MM/DD/YYYY °C mg/L mg/L mg/L

1] D $13-001 1912 W 259th PI 8/1/2023 22.2 8.04 0.31 0.13 0.044 2 |MWD Only
2] D $13-002 26314 S Monte Vista Ave 8/1/2023 20.2 8.08 0.45 0.12 0.032 3 MWD Only
3] D $13-003 1948 W 252nd St 8/1/2023 22.8 8.24 0.45 0.09 0.031 1 MWD Only
4 D $13-004 24632 S Moon Ave 8/1/2023 24.8 8.33 0.39 0.11 0.016 1 MWD Only
5/ D $13-005 2500 PCH 8/1/2023 22.9 7.85 0.28 0.11 0.120 2 |MWD Only
6] D $13-008 25417 Pennsylvania Ave 8/1/2023 24.3 8.28 0.39 0.07 0.059 1 |MWD Only
7| D A 2052 Dawn St 8/1/2023 23.4 8.11 0.44 0.03 0.012 1 MWD Only
8l D WB8 8/1/2023 23.6 8.32 0.45 0.10 0.027 1 |MWD Only
1l D $13-001 1912 W 255th PI 8//8/2023 24.8 7.41 0.37 0.14 0.048 2 |MWD Only
2| D $13-002 26314 S Monte Vista Ave 8//8/2023 23.5 7.38 0.27 0.14 0.064 3 |[MWD Only
3] D $13-003 1948 W 252nd St 8//8/2023 24.3 7.47 0.35 0.14 0.087 1 |MWD Only
4] D S13-004 24632 S Moon Ave 8//8/2023 24.9 7.49 0.30 0.09 0.061 1 |MWDOnly
5| D $13-005 2500 PCH 8//8/2023 25.0 7.59 0.27 0.10 0.171 2 |MWD Only
6] D $13-008 25417 Pennsylvania Ave 8//8/2023 24.5 7.39 0.33 0.12 0.113 1 |MWD Only
7| D A 2052 Dawn St 8//8/2023 23.7 7.43 0.48 0.06 0.031 1 |MWD Only
8| D WB8 8//8/2023 23.4 7.44 0.42 0.10 0.062 1 |MWD Only
1| D 513-001 1912 W 259th Pl 8/15/2023 21.8 7.47 0.39 0.03 0.044 2 |MWD Only
2 D $13-002 26314 S Monte Vista Ave 8/15/2023 18.7 7.50 0.49 0.05 0.021 3 |MWD Only
3] D $13-003 1948 W 252nd St 8/15/2023 21.5 7.71 0.45 0.07 0.031 1 |MWD Only
4 D 5$13-004 24632 S Moon Ave 8/15/2023 23.9 7.45 0.46 0.12 0.072 1 MWD Only
5 D $13-005 2500 PCH 8/15/2023 22.4 7.45 0.27 0.08 0.112 2  |MWD Only
6] D 513-008 25417 Pennsylvania Ave 8/15/2023 24.9 7.45 0.35 0.07 0.090 1 |MWD Only
7] D A 2052 Dawn St 8/15/2023 24.4 7.48 0.28 0.08 0.044 1 |MWD Only
8| D WBS8 8/15/2023 17.0 7.53 0.52 0.03 0.014 1 |[MWD Only
1| D $13-001 1912 W 259th PI 8/22/2023 24.7 7.46 0.28 0.07 0.084 2 |MWD Only
2{ D $13-002 26314 S Monte Vista Ave 8/22/2023 233 7.45 0.41 0.10 0.087 3 MWD Only
3] D $13-003 1948 W 252nd St 8/22/2023 23.9 7.36 0.38 0.07 0.115 1 |MWD Only
4/ D $13-004 24632 S Moon Ave 8/22/2023 24.0 7.43 0.42 0.10 0.108 1 [MWD Only
5] D $13-005 2500 PCH 8/22/2023 24.4 7.41 0.26 0.08 0.207 2 |[MWD Only
6] D $13-008 25417 Pennsylvania Ave 8/22/2023 24.1 7.35 0.35 0.09 0.147 1 |MWD Only
7] D A 2052 Dawn St 8/22/2023 24.0 7.39 0.46 0.13 0.072 1 |[MWD Only
gl D WB8 8/22/2023 22.6 7.46 0.47 0.09 0.066 1 (MWD Only
1l D $13-001 1912 W 259th PI 8/29/2023 21.0 8.00 0.49 0.06 0.022 2 |MWD Only
2| D $13-002 26314 S Monte Vista Ave 8/29/2023 18.8 8.10 0.48 0.03 0.023 3 |MWD Only
3] D $13-003 1948 W 252nd St 8/29/2023 20.8 7.87 0.4 0.08 0.055 1 |MWD Only
4 D 5$13-004 24632 S Moon Ave 8/29/2023 23.8 7.92 0.45 0.09 0.087 1 MWD Only
5| D $13-005 2500 PCH 8/29/2023 22.6 7.81 0.33 0.06 0.157 2 |MWD Only
6] D §13-008 25417 Pennsylvania Ave 8/29/2023 25.4 7.85 0.36 0.05 0.142 1 [MWD Only
7] D A 2052 Dawn St 8/29/2023 24.8 8.05 0.43 0.07 0.059 1 MWD Only
8 D WBS8 8/29/2023 17.6 8.14 0.60 0.02 0.018 1 MWD Only
1. Notes: Report Due to DDW by the 10th of the following month. This Report can be used for the routine weekly monitoring (one Report per month) as well as for daily

monitoring when there is actual and potential for nitrification (about four or five Reports per month, in this case).

2. Coliform results are part of weekly Bacti sampling results.

3. The City is monitoring trends of Nitrite in Zone 1, 2, and 3in accordance with the Nitrification Monitoring Plan.

4. Refer to 191073-City of Lomita-TCR Report for test results for total chlorine, free chlorine, total coliform, E. Coli, HPC and Nitrate.

5. Attahced; field test log for Total Ammonia, Free Ammonia, and Nitrite.

6. Hach Pocket Colorimeter and Hach DR890 analyzers.

7. Date of last Calibration: ___Auto Calibrated___

8. Date of reagent expiration: Tota! Ammonia - Salicylate______10/27____, Cyanurate_10/28 __, Nitrite - Nitriver 3____1/27 , Free Ammonia - Monochlor F____4/24 _, F.A. Chlorinating

Date 9/6/2023

Signature
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Clinical Laboratory of San Bernardino, Inc.

09 August 2023 Clinical Lab No.: 23H0164

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA91717

Project Name: Standard Analysis
Sub Project: Weekly Dist. Samples: 1st Week of August 2023

Enclosed are the results of the analyses for samples received at the laboratory on
08/01/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

s ety

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 1st Week of August 2023

Project Manager: Mark Andersen

Work Order:

Received:
Reported:

08/01/23 16:00
08/09/23

23H0164

1912 W. 259th St. (S13-001 Zone: 2) 23H0164-01 (Water) Sample Date:  08/01/23 7:30 Sampler: J.W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualificr
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 08/01/23 08/01/23 2331156

Cl Res Total (Field) Field 1.97 N/A mg/L 08/01/23 08/01/23 2331156

pH (Field) Field 8.04 N/A pH Units 08/01/23 08/01/23 2331156

Temperature (Field) Ficld 22.2 N/A oC 08/01/23 08/01/23 2331156
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/01/23 08/02/23 2332021

E. Coli SM 9223 A N/A P/A 08/01/23 08/02/23 2332021
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.83 0.40 10 mg/L 08/02/23 08/02/23 2331101
26314 Monte Vista (S13-002 Zone:3) 23H0164-02 (Water) Sample Date:  08/01/23 7:50  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 08/01/23 08/01/23 2331156

Cl Res Total (Field) Field 2.15 N/A mg/L 08/01/23 08/01/23 2331156

pH (Field) Field 8.08 N/A  pH Units 08/01/23 08/01/23 2331156

Temperature (Field) Ficld 20.2 N/A °C 08/01/23 08/01/23 2331156
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/01/23 08/02/23 2332021

E. Coli SM 9223 A N/A P/A 08/01/23 08/02/23 2332021
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/01/23 08/01/23 2332083

Odor Threshold EPA 140.1-M 1 1 3 TON 08/01/23 08/01/23 2332083

Tarbidity EPA 180.1 0.12 0.10 5 NTU 08/01/23 08/01/23 2332083
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.78 0.40 10 mg/L 08/02/23 08/02/23 2331101
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

24373 Walnut Avenue
Lomita CA, 91717

Project: Standard Analysis

Sub Project: Wecekly Dist. Samples: 1st Week of August 2023

Project Manager: Mark Andersen

Work Order:

Received:  08/01/23 16:00
Reported:  08/09/23

23H0164

1948 W. 252nd St. (S13-003 Zone: 1) 23H0164-03 (Water) Sample Date:  08/01/23 8:15  Sampler: J.W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.03 N/A mg/L 08/01/23 08/01/23 2331156

Cl Res Total (Field) Field 2.07 N/A mg/L 08/01/23 08/01/23 2331156

pH (Field) Field 8.24 N/A pH Units 08/01/23 08/01/23 2331156

Temperature (Field) Field 22.8 N/A °C 08/01/23 08/01/23 2331156
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/01/23 08/02/23 2332021

E. Coli SM 9223 A N/A P/A 08/01/23 08/02/23 2332021
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.81 0.40 10 mg/L 08/02/23 08/02/23 2331101
24632 S. Moon Ave. (S13-004 Zone:1) 23H0164-04 (Water) Sample Date:  08/01/23 9:00  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.08 N/A mg/L 08/01/23 08/01/23 2331156

Cl Res Total (Field) Ficld 2.22 N/A mg/L 08/01/23 08/01/23 2331156

pH (Field) Field 8.33 N/A pH Units 08/01/23 08/01/23 2331156

Temperature (Field) Field 24.8 N/A °C 08/01/23 08/01/23 2331156
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/01/23 08/02/23 2332021

E. Coli SM 9223 A N/A PIA 08/01/23 08/02/23 2332021
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.53 0.40 10 mg/L 08/02/23 08/02/23 2331101
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H0164

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Week of August 2023 Received:  08/01/23 16:00

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/09/23
2500 PCH (S-13-005 Zone:2) 23H0164-05 (Water) Sample Date:  08/01/23 7:06  Sampler: J.W

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 08/01/23 08/01/23 2331156

Cl Res Total (Field) Field 1.6 N/A mg/L 08/01/23 08/01/23 2331156

pH (Field) Field 7.85 N/A  pH Units 08/01/23 08/01/23 2331156

Temperature (Field) Field 22.9 N/A °oC 08/01/23 08/01/23 2331156
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/01/23 08/02/23 2332021

E. Coli SM 9223 A N/A P/A 08/01/23 08/02/23 2332021
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/01/23 08/01/23 2332083

Odor Threshold EPA 140.1-M 1 1 3 TON 08/01/23 08/01/23 2332083

Turbidity EPA 180.1 0.16 0.10 5 NTU 08/01/23 08/01/23 2332083
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.65 0.40 10 mg/L 08/02/23 08/02/23 2331101
25417 Pennsylvania Ave (S13-008 Zone:1) 23H0164-06 (Water) Sample Date:  08/01/23 8:45  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 08/01/23 08/01/23 2331156

Cl Res Total (Field) Field 173 N/A mg/L 08/01/23 08/01/23 2331156

pH (Ficld) Field 8.28 N/A pH Units 08/01/23 08/01/23 2331156

Temperature (Field) Field 243 N/A °C 08/01/23 08/01/23 2331156
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/01/23 08/02/23 2332021

E. Coli SM 9223 A N/A P/A 08/01/23 08/02/23 2332021
General Chemical Analyses

Nitrate as N (NO3-N) EPA 353.2 0.51 0.40 10 mg/L 08/02/23 08/02/23 2331101

Post Office Box 329 San Bernardine, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H0164
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 1st Weck of August 2023 Received:  08/01/23 16:00
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/09/23
2052 Dawn St (A Zone:1) . 23140164-07 (Water) Sample Date:  08/01/23 8:30  Sampler: W
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses |
Cl Res Free (Field) Field o.qs N/A mg/L 08/01/23 08/01/23 2331156
Cl Res Total (Field) Field 2.48 N/A mg/L 08/01/23 08/01/23 2331156
pH (Field) Field 8.1‘1 N/A pH Units 08/01/23 08/01/23 2331156
Temperature (Field) Field 23.14 N/A oC 08/01/23 08/01/23 2331156
Microbiology Analyses ‘
Total Coliform SM 9223 A N/A P/A 08/01/23 08/02/23 2332021
E. Coli SM 9223 A N/A P/A 08/01/23 08/02/23 2332021
General Chemical Analyses
Nitrate as N (NO3-N) EPA 353.2 0.48 0.40 10 mg/L 08/02/23 08/02/23 2331101
ND Analyte NOT DETECTED at or above the reporting limit ;
\
|
|
|
i
i
|
!
|
\
i
|
|
|
|
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Clinical Laboratory of San Bernardino, Inc.

Chain of Custody
el T
<23 H o1l

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue Comments:
Lomita, CA 91717 1910073 Analyzers used:
== 1. Free Chlorine - HACH, DR890.
Plione 7 (3]0) 903-2243 limm_m_mn Teoraoy ] a Calibration Date:__Auto Calibrating
Fax # {X] Clinical Laboratory ?.-: g DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance 212z |3 | |2 Total Chiorine - HACH, Pocket
Sub Proi Weekly Distribution Samples: st week of £ g I = Colorimeter.
b 2 Foject August, 2023 YES | ® g Calibration date:_Auto Calibrating
2 g DPD Reagent exp. date:
S s — 1088 = 3. pH and Temperature - HACH,
Sampled by <w o5 HQI1d
Date Time Sample Idenitification Matrix | Preserv | Type |Bottle #{ TempC pH Clﬁ;::ne C;Z:Le SaNbraton Diste:
8/1/2023 |73, 1912 W. 259th St. (S13-001 Zone: 2) DWI L7 1 1D | 1 27 I P o4 O-0F /.57 |x| x
Mg wiYd 26314 Monte Vista ( S13-002 Zone:3) DW | 1,7 1D 2 |\ Loy 5.0 275 Ix[x[x
' & > >
it 03’/5 1948 W. 252nd St. (S13-003 Zone: 1) DW | 1,7 1D 3 XA, 24 2} 03 2-07 x| x
" " pber 24632 S. Moon Ave. ( S13-004 Zone: 1) DW | 1,7 1D 4 (»)F F37|0 o5 292 |x] x
M V477 2500 PCH (S-13-005 Zone: 2) DW I L7 1B | 5 |93 G985 (B peZ | /il Ixlxin
" " |© &4 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW 1,7 | 1D 6 LIZI X282 05 [/23 |x|x
" " lovio 2052 Dawn St (A Zone: 1) DW | 1,7 | 1D T 123\ X0 oo 12.¥7 x|
Preservatives: (1) Na,S,0; (2) HCI (3) HNO3  (4) NH4Q1 Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
(5) H2504 (6) Na2SO3 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
Relinquished By (Sign) Print Name / Company Date / Time o Received By (sign)
N7 OstasimBowmrra / City of Lomita (812023 /53 i Spmpn Wonnunperrs Loosy
o £Ch Denny Chaporro / CLSB 8/1/2023 oy A 7 L
7 ' ( [ /'(‘Q ///-/ // Z’ // {/1/4/ Ve R v—-—éf'—ﬁ
= 7 7 a2 o
Samples received:',(id) On ice €& Intact () Cus{ody seals Temp /2 a7 ()F (){ C ,
Shipped Via l ] , | | FedX [x]CLSB | |UPS | | Client | | Other Page 1 _of I

\ '
W/



Clinical Laboratory of San Bernardino, Inc.

17 August 2023 Clinical Lab No.: 23H1013

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 2nd Week of August 2023

Enclosed are the results of the analyses for samples received at the laboratory on
08/08/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

S%::::‘e';’

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H1013

24373 Walnut Avenue Sub Project: Weckly Dist. Samples: 2nd Week of August 2023 Received:  08/08/23 18:04

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/17/23
1912 W. 259th St. (S13-001 Zone: 2) 23H1013-01 (Drinking Water) Sample Date:  08/08/23 8:12  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 08/08/23 08/08/23 2332144

Cl Res Total (Field) Field 1.55 N/A mg/L 08/08/23 08/08/23 2332144

pH (Field) Field 7.41 N/A  pH Units 08/08/23 08/08/23 2332144

Temperature (Field) Field 24.8 N/A oC 08/08/23 08/08/23 2332144
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

E. Coli SM 9223 A , N/A P/A 08/08/23 08/09/23 2333014

Plate Count SM9215B 11 1 500 CFU/ml 08/08/23 08/10/23 2333063 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/08/23 08/08/23 2333024

Odor Threshold EPA 140.1-M 1 1 3 TON 08/08/23 08/08/23 2333024

Turbidity EPA 180.1 ND 0.10 5 NTU 08/08/23 08/08/23 2333024
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/08/23 08/09/23 2332060
26314 Monte Vista (S13-002 Zone:3) 23H1013-02 (Drinking Water) Sample Date:  08/08/23 8:25  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.05 N/A mg/L 08/08/23 08/08/23 2332144

Cl Res Total (Field) Field 1.65 N/A me/L 08/08/23 08/08/23 2332144

pH (Field) Field 7.38 N/A pH Units 08/08/23 08/08/23 2332144

Temperature (Field) Field 23.5 N/A o 08/08/23 08/08/23 2332144
Microbiology Analyses

Total Coliform SM 9223 N/A P/IA 08/08/23 08/09/23 2333014

E. Coli SM 9223 N/A P/A 08/08/23 08/09/23 2333014

Plate Count SM9215B ND I 500 CFU/ml 08/08/23 08/10/23 2333063  HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/08/23 08/08/23 2333024

Odor Threshold EPA 140.1-M 1 1 3 TON 08/08/23 08/08/23 2333024

Turbidity EPA 180.1 ND 0.10 5 NTU 08/08/23 08/08/23 2333024
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/08/23 08/09/23 2332060
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H1013

24373 Walnut Avenue Sub Project: Wecekly Dist. Samples: 2nd Week of August 2023 Received:  08/08/23 18:04

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/17/23
1948 W. 252nd St. (S13-003 Zone: 1) 23H1013-03 (Drinking Water) Sample Date:  08/08/23 8:00  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.05 N/A mg/L 08/08/23 08/08/23 2332144

Cl Res Total (F) ield) Field 1.58 N/A mg/L 08/08/23 08/08/23 2332144

pH (Field) Field 7.47 N/A pH Units 08/08/23 08/08/23 2332144

Temperature (Field) Ficld 24.3 N/A °C 08/08/23 08/08/23 2332144
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

E. Coli SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

Plate Count SM9215B ND 1 500 CFU/ml 08/08/23 08/10/23 2333063 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/08/23 08/09/23 2332060
24632 S. Moon Ave. (S13-004 Zone:1) 23H1013-04 (Drinking Water) Sample Date:  08/08/23 7:30  Sampler: ITW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.07 N/A mg/L 08/08/23 08/08/23 2332144

CI Res Total (Field) Field 1.84 N/A mg/L 08/08/23 08/08/23 2332144

pH (Field) Ficld 7.49 N/A pH Units 08/08/23 08/08/23 2332144

Temperature (Field) Field 24.9 N/A °C 08/08/23 08/08/23 2332144
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

E. Coli SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

Plate Count SM9215B ND 1 500 CFU/ml 08/08/23 08/10/23 2333063 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/08/23 08/09/23 2332060
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H1013

24373 Walnut Avenue Sub Project: Weckly Dist. Samples: 2nd Week of August 2023 Received:  08/08/23 18:04

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/17/23
2500 PCH (S-13-005 Zone:2) 23H1013-05 (Drinking Water) Sample Date:  08/08/23 7:00  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 08/08/23 08/08/23 2332144

Cl Res Total (Field) Field 0.94 N/A mg/L 08/08/23 08/08/23 2332144

pH (Field) Field 7.59 N/A pH Units 08/08/23 08/08/23 2332144

Temperature (F ield) Ficld 25 N/A °oC 08/08/23 08/08/23 2332144
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

E. Coli SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

Plate Count SM9215B ND 1 500 CFU/ml 08/08/23 08/10/23 2333063 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.40 0.40 10 mg/L 08/08/23 08/09/23 2332060
25417 Pennsylvania Ave (S13-008 Zone:1) 23H1013-06 (Drinking Water) Sample Date:  08/08/23 7:10  Sampler: JW

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0.04 N/A mg/L 08/08/23 08/08/23 2332144

CI Res Total (Field) Field 1.23 N/A mg/L 08/08/23 08/08/23 2332144

pH (Field) Field 7.39 N/A  pH Units 08/08/23 08/08/23 2332144

Temperature (Field) Field 24.5 N/A oC 08/08/23 08/08/23 2332144
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

E. Coli SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

Plate Count SM9215B 61 1 500 CFU/ml 08/08/23 08/10/23 2333063 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/08/23 08/09/23 2332060
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H1013

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 2nd Weck of August 2023 Rececived:  08/08/23 18:04

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/17/23
2052 Dawn St (A Zone:1) 23H1013-07 (Drinking Water) Sample Date:  08/08/23 7:45  Sampler: IW

Aunalyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.07 N/A mg/L 08/08/23 08/08/23 2332144

Cl Res Total (Field) Field 2.24 N/A mg/L 08/08/23 08/08/23 2332144

pH (Field) Field 7.43 N/A  pH Units 08/08/23 08/08/23 2332144

Temperature (Field) Field 23.7 N/A i@ 08/08/23 08/08/23 2332144
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

E. Coli SM 9223 A N/A P/A 08/08/23 08/09/23 2333014

Plate Count SM9215B ND 1 500 CFU/ml 08/08/23 08/10/23 2333063 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/08/23 08/09/23 2332060

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc.

22310\D

Chain of Custody

V2,7

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 g Analyzers used:
X ) L. Free Chlorine - HACH, DR890.
Phone # (310) 903-2243 Datin.al.ion Laboratory % a Calibration Date:__Auto Calibrating
Fax # [X] Clinical Laboratory § 8 DPD Reagent Exp.:
Project Standard Analysis RWQCB Compiiance "_JZ|2 |2]| |2 Total Chlorine - HACH, Pocket
. Weekly Distribution Samples: 2nd. week of, =l [T ] [Colorimeter.
Sub Project August, 2023 _ YES Q1< |5 | [Calibration date: Auto Calibrating
FiE DPD Reagent exp. date:
Comments 1 088 .'; = 3. pH and Temperature - HACH,
Sampled by W < HQ11d .
[ - )
. - . : . Free Toml |= Calibration Date: /
Date Time Sample Idenitification Matrix { Preserv | Type |Bottle #] TempcC Chlorine pH Cm‘;ﬁ“ a 7
8/8/2023 NN 1912 W. 259th St. (S13-001 Zone: 2) DW | 1,7 1D 11748 [0.0 F4 LSS x| x]x i
8/8/2023 % 1 3%4m 26314 Monte Vista ( S13-002 Zone:3) DW | 1,7 1D 2 3.510.05 3.5 1 65 {xlx|x
8/8/2023 R8s 1948 W. 252nd St. (S13-003 Zone: 1) DW | 1,7 | ID 3 124310651 F4F | jsa [« X
8/8/2023 -3 24632 S. Moon Ave. ( S13-004 Zone: 1) bW | 1,7 1D 4 1299 (0.3 A T 54 |x x
8/8/2023 |3 tiam 2500 PCH (S-13-005 Zone: 2) DW [ 17 ] 1D | 5 125 [0.C5] 4.5910 6 [x| |x
8/8/2023 -y 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW 1,7 1D 6 124.¢ Gl ] 3-39 1.9 {«x X
8/8/2023  [3:Bum 2052 Dawn St (A Zone: 1) pw | 1,7 | D 7 123.3106.6%] 3.43 aau [« X
{Preservatives: (1) Na,8,0; (2) HC1 (3) HNO3  (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
(5) H2S04 (6) Na2SO3 (7) Cold (8) Other: _ Type- I-Routine, 2-Repeat, 3-Replacement, 4-Special
- Relinguished By (Sign) Print Name / Company Date/ Time L Received By (sign)
: John Williams/City of Lomita 8/8/2023 2172~ (L
{0 Daorro [eiss k-4 S72 - ] s
: 4 7 / - /7 4 = N
[4 v hd
. Samples reccived: w‘ice (DQ Intact ( ) Custody seals Temp 2‘ j ( )F ()(C L/
Shipped Via | | | 1Fed X | | Golden State | | UPS { | Client [ | Other " Page_! of I




Clinical Laboratory of San Bernardino, Inc.

23 August 2023 Clinical Lab No.: 23H1170

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: TTHM/HAA, 2nd Week of August, 2023

Enclosed are the results of the analyses for samples received at the laboratory on
08/08/23 . Samples were received within temperature range, in correct containers and

preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

ot gty

Jeanette Hernandez

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23H1170

24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of August, 2023 Received:  08/08/23 14:03

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/23/23
1912 W. 259th PI 23H1170-01 (Water) Sample Date:  08/08/23 8:12  Sampler: J W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 1.55 N/A mg/L 08/08/23 08/08/23 2332065

pH (Field) Field 7.41 N/A  pH Units 08/08/23 08/08/23 2332065

Temperature (Field) Field 24.8 N/A °C 08/08/23 08/08/23 2332065
Trihalomethanes Analyses

Bromodichloromethane EPA 524.2 14.1 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Bromoform EPA 524.2 1.9 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Chloroform (Trichloromethane) EPA 5242 18.1 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Dibromochloromethane EPA 524.2 9.7 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Total Trihalomethanes (TTHM) EPA 524.2 43.8 1.0 80 ug/L 08/16/23 08/19/23 2333141

Surrogate: Bromofluorobenzene EPA 524.2 92% 08/16/23 08/19/23 2333141

Surrogate: 1,2-Dichlorobenzene-d4 EPA 524.2 102 % 08/16/23 08/19/23 2333141
Haloacetic Acids Analyses

Dibromoacetic Acid EPA552.2 2.1 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Dichloroacetic Acid EPA 552.2 10.7 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 08/14/23 08/14/23 2333002

Trichloroacetic Acid EPA 552.2 5.5 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Total Haloacetic Acids (HAAS) EPA 552.2 183 1.0 60 ug/L 08/14/23 08/14/23 2333002

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 96 % 08/14/23 08/14/23 2333002
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23HI1170

24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of August, 2023 Received:  08/08/23 14:03

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/23/23
1948 252nd St. 23H1170-02 (Water) Sample Date:  08/08/23 8:00 Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Total (Field) Field 1.58 N/A mg/L 08/08/23 08/08/23 2332065

pH (Field) Field 7.47 N/A pH Units 08/08/23 08/08/23 2332065

Temperature (Field) Field 24.3 N/A °C 08/08/23 08/08/23 2332065
Trihalomethanes Analyses

Bromodichloromethane EPA 5242 12.7 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Bromoform EPA 524.2 1.7 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Chloroform (Trichloromethane) EPA 524.2 15.7 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Dibromochloromethane EPA 524.2 9.0 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Total Trihalomethanes (TTHM) EPA 524.2 39.1 1.0 80 ug/L 08/16/23 08/19/23 2333141

Surrogate: Bromofluorobenzene EPA 524.2 95 % 08/16/23 08/19/23 2333141

Surrogate: 1,2-Dichlorobenzene-d4 EPA 524.2 105 % i 08/16/23 08/19/23 2333141
Haloacetic Acids Analyses ‘

Dibromoacetic Acid EPA 552.2 2.0 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Dichloroacetic Acid EPA 5522 9.8 1.0 I;T/A ug/L 08/14/23 08/14/23 2333002

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 08/14/23 08/14/23 2333002

Trichloroacetic Acid EPA 552.2 5.0 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Total Haloacetic Acids (HAAS) EPA 552.2 16.8 1.0 60 ug/L 08/14/23 08/14/23 2333002

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 94 % 08/14/23 08/14/23 2333002
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: 23H1170

24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of August, 2023 Received:  08/08/23 14:03

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/23/23
2450 W. 247th St. 23H1170-03 (Water) Sample Date:  08/08/23 7.20 Sampler: ] W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 1.03 N/A mg/L 08/08/23 08/08/23 2332065

pH (Field) Field 7.38 N/A pH Units 08/08/23 08/08/23 2332065

Temperature (Field) Field 25,7 N/A °C 08/08/23 08/08/23 2332065
Trihalomethanes Analyses

Bromodichloromethane EPA 5242 11.1 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Bromoform EPA 524.2 2.1 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Chloroform (Trichloromethane) EPA 524.2 13.7 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Dibromochloromethane EPA 5242 8.8 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Total Trihalomethanes (TTHM) EPA 524.2 357 1.0 80 ug/L 08/16/23 08/19/23 2333141

Surrogate: Bromofluorobenzene EPA 524.2 93% 08/16/23 08/19/23 2333141

Surrogate: 1,2-Dichlorobenzene-d4 EPA 524.2 96 % 08/16/23 08/19/23 2333141
Haloacetic Acids Analyses

Dibromoacetic Acid EPA 552.2 2.0 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Dichloroacetic Acid EPA 552.2 9.5 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 08/14/23 08/14/23 2333002

Trichloroacetic Acid EPA 552.2 3.9 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Total Haloacetic Acids (HAAS) EPA 552.2 15.4 1.0 60 ug/L 08/14/23 08/14/23 2333002

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 97 % 08/14/23 08/14/23 2333002
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis ‘Work Order:; 23H1170

24373 Walnut Avenue Sub Project: TTHM/HAA, 2nd Week of August, 2023 Received:  08/08/23 14:03

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/23/23
26255 Appian Way 23H1170-04 (Water) Sample Date:  08/08/23 8:33  Sampler: J. W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Total (Field) Field 1.73 N/A mg/L 08/08/23 08/08/23 2332065

pH (Field) Field 7.44 N/A pH Units 08/08/23 08/08/23 2332065

Temperature (Field) Field 23.4 N/A oC 08/08/23 08/08/23 2332065
Trihalomethanes Analyses

Bromodichloromethane EPA 524.2 13.6 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Bromoform EPA 524.2 1.7 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Chloroform (Trichloromethane) EPA 524.2 16.8 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Dibromochloromethane EPA 5242 9.7 1.0 N/A ug/L 08/16/23 08/19/23 2333141

Total Trihalomethanes (TTHM) EPA 5242 41.8 1.0 80 ug/L 08/16/23 08/19/23 2333141

Surrogate: Bromofluorobenzene EPA 524.2 97 % 08/16/23 08/19/23 2333141

Surrogate: 1,2-Dichlorobenzene-d4 EPA 524.2 105 % 08/16/23 08/19/23 2333141
Haloacetic Acids Analyses

Dibromoacetic Acid EPA 552.2 2.2 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Dichloroacetic Acid EPA 552.2 9.6 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Monobromoacetic Acid EPA 552.2 ND 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Monochloroacetic Acid EPA 552.2 ND 2.0 N/A ug/L 08/14/23 08/14/23 2333002

Trichloroacetic Acid EPA 552.2 54 1.0 N/A ug/L 08/14/23 08/14/23 2333002

Total Haloacetic Acids (HAAS) EPA 552.2 17.2 1.0 60 ug/L 08/14/23 08/14/23 2333002

Surrogate: 2,3-Dibromopropionic Acid EPA 552.2 109 % 08/14/23 08/14/23 2333002

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bernardino, Inc. Clﬁin of Custody
Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue
Lomita, CA 91717 1910073
Phone # (310) 903-2243 Destination Laboratory
Fax # [X] Clinical Laboratory =
Project TTHM's / HAA's RWQCB Compliance =
. Lomita Distribution Monthy Compliance YES E
Sub Project Samples, 2nd Week of August, 2023 ELAP # >
»
Comments s
1088 SAmMPLE
Sampled by JW CTTLE LD
Date Time Sample Idenitification Matrix | Preserv | Type pH C:i‘;':':m Temp. Comments
8/8/2023 B Lown 1912 W. 259th Pl (CA1910073_DST_801) DW |seebore| 1D | T-Y1| 1557|248 | x {
8/8/2023 %‘3 COr\m 1948 252nd St. (CA1910073_DST_802) DW |[seebome| 1D |FHZ 18T | 243 x )
882023 | t 200w | 2450 W.247th St. (CA1910073_DST 803) DW | scebore| 1D | F.33] 1.C3| 25.3| x 3
8/8/2023 8‘_ 3’.\ G 26255 Appian Way (CA1910073_DST_800) DW | seebottie| 1D 7"H {,’73 234 X Ll

Preservatives: (1) Na,S,0; (2) HCI (3) HNO3 (4) NH4CI

(5) H2504 (6) Na2SO3 (7) Cold (8) Other:

Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.

/e

[727

Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
a Réﬁnqzy’sheﬁ By (Sign) Print Name / Company Date / Time lie;eiged By (sign) -
|\ m e fllli~— John Williams /| City of Lomita 8/8/2023 217 4%7?@“ J etk
;ﬁ?/_?;aﬁ Okm?&%mmﬂc L/ <egR A2 ¢t 7

AV

Cotfiments: Samp|e§/received: 4Qu ice Intact ( ) C'ustody!Zeals Telgp (
)F () C 2 P
Shipped Via | | | | |FedX | | Golden State | |UPS | | Client | | Other Page_1_of 1_
N
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Clinical Laboratory of San Bernardino, Inc.

23 August 2023 Clinical Lab No.: 23H1837

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of August 2023

Enclosed are the results of the analyses for samples received at the laboratory on
08/15/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or

assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.

Sg::::i;{,t‘

Jeanette Hernandez

Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088



Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of August 2023

Work Order:

23H1837
Received:  08/15/23 17:36

24373 Walnut Avenue

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/23/23
1912 W. 259th St. (S13-001 Zone: 2) 23H1837-01 (Drinking Water) Sample Date:  08/15/23 6:35 Sampler: JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 08/15/23 08/15/23 2333151

ClI Res Total (Field) Field 2.18 N/A mg/L 08/15/23 08/15/23 2333151

pH (Field) Field 747 N/A  pH Units 08/15/23 08/15/23 2333151

Temperature (Field) Field 21.8 N/A °C 08/15/23 08/15/23 2333151
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

E. Coli SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

Plate Count SM9215B 31 1 500 CFU/ml 08/15/23 08/17/23 2334079 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.89 0.40 10 mg/L 08/16/23 08/16/23 2333108
26314 Monte Vista (S13-002 Zone:3)‘ 23H1837-02 (Drinking Water) Sample Date:  08/15/23 6:45  Sampler: J.W.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.07 N/A mg/L 08/15/23 08/15/23 2333151

Cl Res Total (Field) Field 245 N/A mg/L 08/15/23 08/15/23 2333151

pH (Field) Field 7.5 N/A pH Units 08/15/23 08/15/23 2333151

Temperature (Field) Field 18.7 N/A oC 08/15/23 08/15/23 2333151
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

E. Coli SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

Plate Count SM9215B 6 1 500 CFU/ml 08/15/23 08/17/23 2334079 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.93 0.40 10 mg/L 08/16/23 08/16/23 2333108
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order: ~ 23H1837
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of August 2023 Received:  08/15/23 17:36
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/23/23

1948 W. 252nd St. (S13-003 Zone: 1) 23H1837-03 (Drinking Water) Sample Date:  08/15/23 8:00  Sampler: J.W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 08/15/23 08/15/23 2333151
Cl Res Total (Field) Field 21 N/A mg/L 08/15/23 08/15/23 2333151
pH (Field) Field 7.7 N/A pH Units 08/15/23 08/15/23 2333151
Temperature (Field) Field 21.5 N/A °C 08/15/23 08/15/23 2333151

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/15/23 08/16/23 2333181
E. Coli SM 9223 A N/A P/A 08/15/23 08/16/23 2333181
Plate Count SM9215B ND 1 500 CFU/ml 08/15/23 08/17/23 2334079 HT-08

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/15/23 08/15/23 2333186
Odor Threshold EPA 140.1-M 1 1 3 TON 08/15/23 08/15/23 2333186
Turbidity EPA 180.1 0.23 0.10 5 NTU 08/15/23 08/15/23 2333186

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.84 0.40 10 mg/L 08/16/23 08/16/23 2333108
24632 S. Moon Ave. (S13-004 Zone:1) 23H1837-04 (Drinking Water) Sample Date:  08/15/23 7:30  Sampler: J.W.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.04 N/A mg/L 08/15/23 08/15/23 2333151
Cl Res Total (Field) Field 1.58 N/A mg/L 08/15/23 08/15/23 2333151
pH (Field) Field 7.45 N/A pH Units 08/15/23 08/15/23 2333151
Temperature (Field) Field 23.9 N/A °C 08/15/23 08/15/23 2333151

Microbiology Analyses

Total Coliform SM 9223 A N/A PIA 08/15/23 08/16/23 2333181
E. Coli SM 9223 A N/A PIA 08/15/23 08/16/23 2333181
Plate Count SM9215B 1 1 500 CFU/ml 08/15/23 08/17/23 2334079  HT-08

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/15/23 08/15/23 2333186
Odor Threshold EPA 140.1-M 1 1 3 TON 08/15/23 08/15/23 2333186
Turbidity EPA 180.1 035 0.10 5 NTU 08/15/23 08/15/23 2333186

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/16/23 08/16/23 2333108
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Clinical Laboratory of San Bernardino, Inc.

Work Order:

23H1837

Lomita, City of Project: Standard Analysis

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 3rd Week of August 2023 Received: 08/15/23 17:36

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/23/23
2500 PCH (S-13-005 Zone:2) 23H1837-05 (Drinking Water) Sample Date:  08/15/23 7:15 Sampler: JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.07 N/A mg/L 08/15/23 08/15/23 2333151

ClI Res Total (Field) Field 1.33 N/A mg/L 08/15/23 08/15/23 2333151

pH (Field) Field 7.45 N/A  pH Units 08/15/23 08/15/23 2333151

Temperature (Field) Field 224 N/A o 08/15/23 08/15/23 2333151
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

E. Coli SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

Plate Count SM9215B ND 1 500 CFU/ml 08/15/23 08/17/23 2334079 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.80 0.40 10 mg/L 08/16/23 08/16/23 2333108
25417 Pennsylvania Ave (S13-008 Zone:1) 23H1837-06 (Drinking Water) Sample Date:  08/15/23 7.05 Sampler: JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 08/15/23 08/15/23 2333151

Cl Res Total (Field) Field 1.5 N/A mg/L 08/15/23 08/15/23 2333151

pH (Field) Field 7.45 N/A pH Units 08/15/23 08/15/23 2333151

Temperature (Field) Field 24.9 N/A °C 08/15/23 08/15/23 2333151
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

E. Coli SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

Plate Count SM9215B 42 1 500 CFU/ml 08/15/23 08/17/23 2334079  HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.46 0.40 10 mg/L 08/16/23 08/16/23 2333108
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue
Lomita CA, 91717

Project Manager: Mark Andersen

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 3rd Week of August 2023

Work Order:

23H1837
Received:  08/15/23 17:36

Reported:  08/23/23

2052 Dawn St (A Zone:1) 23H1837-07 (Drinking Water) Sample Date:  08/15/23 7:45  Sampler: JW.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 08/15/23 08/15/23 2333151

Cl Res Total (Field) Field 2.07 N/A mg/L 08/15/23 08/15/23 2333151

pH (Field) Field 7.48 N/A pH Units 08/15/23 08/15/23 2333151

Temperature (Field) Field 24.4 N/A °C 08/15/23 08/15/23 2333151
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

E. Coli SM 9223 A N/A P/A 08/15/23 08/16/23 2333181

Plate Count SM9215B 1 1 500 CFU/ml 08/15/23 08/17/23 2334079 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/16/23 08/16/23 2333108

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1 088
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Clinical Laboratory of San Bernardino, Inc.

Chain of Custody

7/2/7

L3w\oL

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue = Comments:
Lomita, CA 91717 1910073 % 11“'1;l lyzegu“ i HACH, DR890
N . I'ree orine - " .
Phone # (310) 903-2243 Destination Laboratory £l a Calibration Date:__Auto Calibrating
Fax# {X] Clinical Laboratory Sls DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance 1218 |Zz| |2 Total Chiorine - HACH, Pocket
S Weekly Distribution Samples: 3rd. week of, m| 5 [§| |Colorimeter.
Sub Project August, 2023 YES =] -4 | |Calibration date:_Auto Calibrating ‘
Comment =g DPD Reagent exp. date: f
on_"#f“ 5 1088 '.; - 3. pH and Temperature - HACH,
Sampled by -~ -~ JW = HQ11d
_—
. aoe . . . Free Total |5 Calibration Date: .
Date }Tlme Sample Idenitification Matrix | Preserv | Type |Bottle # Tefnp C | Chlorine pf{ Chtorie g 7
8/15/2023 |[s.550r] 1912 W. 259%h St. (S13-001 Zone: 2) pw| 1,7 ] 1D 11205 1086 (343 [wrd (x| [x !
8/15/2023 |{ Lifyn 26314 Monte Vista ( S13-002 Zone:3) DW | 1,7 1D 2 W0 cH | ADBD | i [x X
8/15/2023 1948 W. 252nd St. (S13-003 Zone: 1) DW | 1,7 | 1D 3 1 Zisipes 23 g Isfx]x
8/15/2023 |33 24632 S. Moon Ave. ( S13-004 Zone: 1) pDW | 1,7 ID 4 12391004 1 3N/ |/ s 5 x| x| x
8/15/2023 | F Ly 2500 PCH (S-13-005 Zone: 2) DW | 1,7 | ID 5 (1 22.4100HT. 45| j—'? X X
8/15/2023 | 3 0y 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | 1,7 | ID 6 1244100, 1Y tﬁ / x X
8/15/2023 | F4%n 2052 Dawn St (A Zone: 1) pw| 1,7 ]| ID 7 [244]0. 1392 1 v o / X X

Preservatives: (1) N2,S,0; (2) HCl (3) HNO3  (4) NH4C)

(5) st04 (6) Naz503 (7) Cold (3) Other:

Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
Type- 1-Routine, 2-Re

3-Replacement, 4-Special

 Date/ Time

Received By (Sign) "2

h Y

John Wllhams/Clty of Lomita

8/1572023

51

U/Iwmau.

Q_Cb.‘,m: ore/ (SR

/A

hi-12

((,zm,,ﬁé_% P @’i’z{q,gs |

/‘1’////// L] fL////'/‘”

Samples received: (‘)Qn ice (><[ntact () Cuéody seals Te p 8 ). _()F ?Q\C

L

Shipped Via |

1 [ 1 Fed X | | Golden State

[ [UPS

[ } Client

[ | Other
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Clinical Laboratory of San Bernardino, Inc.

31 August 2023 Clinical Lab No.: 23H2398

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 4th Week of August 2023

Enclosed are the results of the analyses for samples received at the laboratory on
08/22/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

| certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

ot g

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H2398
24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Weck of August 2023 Received:  08/22/23 16:30
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/31/23

1912 W. 259th St. (S13-001 Zone: 2) 23H2398-01 (Drinking Water) Sample Date:  08/22/23 8:15  Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.05 N/A mg/L 08/22/23 08/22/23 2334121
Cl Res Total (Field) Field 1.49 N/A mg/L 08/22/23 08/22/23 2334121
pH (Field) Field 7.46 N/A pH Units 08/22/23 08/22/23 2334121
Temperature (Field) Field 24.7 N/A °C 08/22/23 08/22/23 2334121

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/22/23 08/23/23 2334172
E. Coli SM 9223 A N/A P/A 08/22/23 08/23/23 2334172
Plate Count SM9215B 16 1 500 CFU/ml 08/22/23 08/24/23 2335078 HT-08
General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/23/23 08/23/23 2334066
26314 Monte Vista (S13-002 Zone:3) 23H2398-02 (Drinking Water) Sample Date:  08/22/23 7:55  Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl1 Res Free (Field) Field 0.04 N/A mg/L 08/22/23 08/22/23 2334121
Cl Res Total (Field) Field 1.64 N/A mg/L 08/22/23 08/22/23 2334121
pH (Field) Field 7.45 N/A pH Units 08/22/23 08/22/23 2334121
Temperature (Field) Field 233 N/A °C 08/22/23 08/22/23 2334121

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/22/23 08/23/23 2334172
E. Coli SM 9223 A N/A P/A 08/22/23 08/23/23 2334172
Plate Count SM9215B ND 1 500 CFU/ml 08/22/23 08/24/23 2335078 HT-08

General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/22/23 08/22/23 2334171
Odor Threshold EPA 140.1-M 1 1 3 TON 08/22/23 08/22/23 2334171
Turbidity EPA 180.1 0.21 0.10 5 NTU 08/22/23 08/22/23 2334171

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/23/23 08/23/23 2334066

Page 2 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H2398
24373 Walnut Avenue Sub Project: Weckly Dist. Samples: 4th Week of August 2023 Received:  08/22/23 16:30
Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/31/23

1948 W. 252nd St. (S13-003 Zone: 1) 23H2398-03 (Drinking Water) Sample Date:  08/22/23 7:25  Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 08/22/23 08/22/23 2334121
Cl Res Total (Field) Field 1.61 N/A mg/L 08/22/23 08/22/23 2334121
pH (Field) Field 7.36 N/A pH Units 08/22/23 08/22/23 2334121
Temperature (Field) Ficld 239 N/A °C 08/22/23 08/22/23 2334121

Microbiology Analyses

Total Coliform SM 9223 A N/A P/IA 08/22/23 08/23/23 2334172
E. Coli SM 9223 A N/A P/IA 08/22/23 08/23/23 2334172
Plate Count SM9215B 1 1 500 CFU/ml 08/22/23 08/24/23 2335078 HT-08

General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/23/23 08/23/23 2334066
24632 S. Moon Ave. (S13-004 Zone:1) 23H2398-04 (Drinking Water) Sample Date:  08/22/23 7:10  Sampler: O.B.
Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier

Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 08/22/23 08/22/23 2334121
Cl Res Total (Field) Field 1.47 N/A mg/L 08/22/23 08/22/23 2334121
pH (Field) Field 7.43 N/A pH Units 08/22/23 08/22/23 2334121
Temperature (Field) Field 24 N/A °oC 08/22/23 08/22/23 2334121

Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/22/23 08/23/23 2334172
E. Coli SM 9223 A N/A P/A 08/22/23 08/23/23 2334172
Plate Count SM9215B ND 1 500 CFU/ml 08/22/23 08/24/23 2335078 HT-08

General Chemical Analyses
Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/23/23 08/23/23 2334066

Page 3 of 5
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of
24373 Walnut Avenue

Project: Standard Analysis

Sub Project: Weekly Dist. Samples: 4th Weck of August 2023

Work Order:

Received:

23H2398
08/22/23 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/31/23
2500 PCH (S-13-005 Zone:2) 23H2398-05 (Drinking Water) Sample Date:  08/22/23 6:40  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0.03 N/A mg/L 08/22/23 08/22/23 2334121

CI Res Total (Field) Field 0.7 N/A mg/L 08/22/23 08/22/23 2334121

pH (Field) Field 7.41 N/A pH Units 08/22/23 08/22/23 2334121

Temperature (Field) Ficld 24.4 N/A oC 08/22/23 08/22/23 2334121
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/22/23 08/23/23 2334172

E. Coli SM 9223 A N/A P/A 08/22/23 08/23/23 2334172

Plate Count SM9215B 5 1 500 CFU/ml 08/22/23 08/24/23 2335078 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/22/23 08/22/23 2334171

Odor Threshold EPA 140.1-M 1 1 3 TON 08/22/23 08/22/23 2334171

Turbidity EPA 180.1 0.16 0.10 5 NTU 08/22/23 08/22/23 2334171
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/23/23 08/23/23 2334066
25417 Pennsylvania Ave (S13-008 Zone:1) 23H2398-06 (Drinking Water) Sample Date:  08/22/23 7:00  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.06 N/A mg/L 08/22/23 08/22/23 2334121

Cl Res Total (Field) Field 1.1 N/A mg/L 08/22/23 08/22/23 2334121

pH (Field) Ficld 7.35 N/A pH Units 08/22/23 08/22/23 2334121

Temperature (Field) Field 24.1 N/A oC 08/22/23 08/22/23 2334121
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/22/23 08/23/23 2334172

E. Coli SM 9223 A N/A P/A 08/22/23 08/23/23 2334172

Plate Count SM9215B 140 1 500 CFU/ml 08/22/23 08/24/23 2335078  HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/23/23 08/23/23 2334066
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H2398

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 4th Week of August 2023 Received:  08/22/23 16:30

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  08/31/23
2052 Dawn St (A Zone:1) 23H2398-07 (Drinking Water) Sample Date:  08/22/23 7:40  Sampler: O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 08/22/23 08/22/23 2334121

Cl Res Total (Field) Field 1.87 N/A mg/L 08/22/23 08/22/23 2334121

pH (Field) Field 7.39 N/A pH Units 08/22/23 08/22/23 2334121

Temperature (Field) Field 24 N/A oC 08/22/23 08/22/23 2334121
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/22/23 08/23/23 2334172

E. Coli SM 9223 A N/A P/A 08/22/23 08/23/23 2334172

Plate Count SM9215B ND 1 500 CFU/ml 08/22/23 08/24/23 2335078 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/23/23 08/23/23 2334066

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit
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Clinical Laboratory of San Bémardino, Inc.

12\ z=hezne

Chain of Custody

Client City of Lomita System Number — Analysis Requested
Address 24373 Walnut Avenue g (Comments:

Lomia, CA 9171 1910072 RN e —

y Ve o] < ree ine - y .
Phone # (310) 903-2243 Destination Labo/" 2l a Calibration Date:_Auto Calibrating
Fax # {X] Clinical Labof'“"'y § & DPD ReagentExp.:_
Project Standard Analysis RWQCB Complid™<* 2|8 |Z| [>Total Chilorine - HACH, Pocket
T - d < 3 Colorimeter.
Sub Project Weekly Dis '"b:‘:'::sf";"o’;’;s' 4 th week of YES S g & | |Calibration date:_Auto Calibrating
8US r = g DPD Reagent exp. date:
Comments 1088 Y 3. pH and Temperature - HACH,
Sampied by O.B. ~ HQ11d
. Free Totsl E Calibration Date:
Date Sample Idenitification Matrix | Preserv | Type |Bottle #] TempC | chiorme |  PH Chilorine

8/22/2023 1912 W. 259th St. (S13-001 Zone: 2) pW | 1,7 | 1D 1 |29.H 008 1386 [ 1.4 Glx] |x
. 3 26314 Monte Vista ( S13-002 Zone:3) pw | 17 | 1 | 2 |23.3 10041 FY5] 1. x[x]x
" B 1948 W. 252nd St. (S13-003 Zone: 1) pw | 1,7 | 10 | 3 D3AL006IFIDL (. ¢ {x] |x
B 5 24632 S.Moon Ave. (S13-004 Zone: 1) | DW | 1,7 | 1D | 4 JauntO0bl 383 | {7 Ix] Ix
" " 2500 PCH (S-13-005 Zone: 2) pw| 17 1D | s [2q.9/003 ]34 O, Feixlx]x
" " 25417 Pennsylvania Ave (S13-008 Zone: 1) | DW | L7 | 1D 6 124u.itlx A239( /10 |x X
. 3 2052 Dawn St (A Zone: 1) pw | 17 [ b |7 [a99iCC! 331157 [x] [x

Preservatives: (1) Nu;8,0; (2) HQl (3) HNO3X  (4) NH4CI

Matrix: DW-Drinking Wate"" W W-Waste Water,

0!

Water, GW- Ground Water, W-Well D- Dist.

Denny Chaparjo / CLSB

3o 8227031 "9

15) T2504 () Na2S03 7) Cold (&) Other: Lype I'R"“’ ipe; t, ement, 4-Special _
Relinquished By (Sign) Print Name / Company Date/ Time ' Received By
) Octavio Becerra / City of Lomita 8/22/2023 l ] M '[M Y 'f rg 1

N N ¥ W77 V/ /4. JLLL ¢/ Tgl—— == o JTESE =
\v / Sampis receivego O3 Onice () Intact () Custody seals Temp | -] ( )F. OHC
Ship’lfg 1 i | [ 1FedX [ )GoldenState [ 1UPS [ 1Client [ |Other i Page _1_of I_




Clinical Laboratory of San Bernardino, Inc.

06 September 2023 Clinical Lab No.: 23H3024

Mark Andersen
Lomita, City of

24373 Walnut Avenue
Lomita, CA 91717

Project Name:  Standard Analysis
Sub Project: Weekly Dist. Samples: 5th Week of August 2023

Enclosed are the results of the analyses for samples received at the laboratory on
08/29/23 . Samples were received within temperature range, in correct containers and
preservation.

Analyses were performed pursuant to client's chain of custody, within hold times, utilizing
EPA or other ELAP approved methodologies.

I certify that the results are within compliance both technically and for completeness.
Analytical results are attached to this letter. Please call if any additional information and or
assistance are needed.

Thank you for choosing Clinical Laboratory of San Bernardino for your analytical needs.
Sincerely,

e

Jeanette Hernandez
Project Manager

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088




Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H3024

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 5th Week of August 2023 Received:  08/29/23 15:22

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  09/06/23
1912 W. 259th St. (S13-001 Zone: 2) 23H3024-01 (Drinking Water) Sample Date:  08/29/23 7:35 Sampler: J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.07 N/A mg/L 08/29/23 08/29/23 2335115

Cl Res Total (Field) Field 2.45 N/A mg/L 08/29/23 08/29/23 2335115

pH (Field) Field 8 N/A pH Units 08/29/23 08/29/23 2335115

Temperature (Field) Field 21 N/A °C 08/29/23 08/29/23 2335115
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

E. Coli SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

Plate Count SM9215B 2 1 500 CFU/ml 08/29/23 08/31/23 2335219 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/29/23 08/29/23 2335181

Odor Threshold EPA 140.1-M 1 1 3 TON 08/29/23 08/29/23 2335181

Turhidity EPA 180.1 0.12 0.10 5 NTU 08/29/23 08/29/23 2335181
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.92 0.40 10 mg/L 08/29/23 08/29/23 2335064
26314 Monte Vista (S13-002 Zone:3) 23H3024-02 (Drinking Water) Sample Date:  08/29/23 7:50  Sampler: J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0.01 N/A mg/L 08/29/23 08/29/23 2335115

Cl Res Total (Field) Field 2.56 N/A mg/L 08/29/23 08/29/23 2335115

pH (Field) Field 8.1 N/A pH Units 08/29/23 08/29/23 2335115

Temperature (Field) Field 18.8 N/A oC 08/29/23 08/29/23 2335115
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

E. Coli SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

Plate Count SM9215B 4 1 500 CFU/ml 08/29/23 08/31/23 2335219 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.90 0.40 10 mg/L 08/29/23 08/29/23 2335064
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of Project: Standard Analysis Work Order:  23H3024

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 5th Week of August 2023 Received:  08/29/23 15:22

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  09/06/23
1948 W. 252nd St. (S13-003 Zone: 1) 23H3024-03 (Drinking Water) Sample Date:  08/29/23 7:25  Sampler: J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.06 N/A mg/L 08/29/23 08/29/23 2335115

Cl Res Total (Field) Field 2.07 N/A mg/L 08/29/23 08/29/23 2335115

pH (Field) Field 7.87 N/A pH Units 08/29/23 08/29/23 2335115

Temperature (Field) Field 20.8 N/A °C 08/29/23 08/29/23 2335115
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

E. Coli SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

Plate Count SM9215B ND 1 500 CFU/ml 08/29/23 08/31/23 2335219 HT-08
General Physical Analyses

Apparent Color SM 2120BM ND 3.0 15 Color Units 08/29/23 08/29/23 2335181

Odor Threshold EPA 140.1-M 1 1 3 TON 08/29/23 08/29/23 2335181

Turbidity EPA 180.1 0.15 0.10 5 NTU 08/29/23 08/29/23 2335181
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.83 0.40 10 mg/L 08/29/23 08/29/23 2335064
24632 S. Moon Ave. (S13-004 Zone:1) 23H3024-04 (Drinking Water) Sample Date:  08/29/23 7:15  Sampler: J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.06 N/A mg/L 08/29/23 08/29/23 2335115

CI Res Total (Field) Field 1.87 N/A mg/L 08/29/23 08/29/23 2335115

pH (Field) Field 7.92 N/A pH Units 08/29/23 08/29/23 2335115

Tempe rature (Field) Field 23.8 N/A °C 08/29/23 08/29/23 2335115
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

E. Coli SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

Plate Count SM9215B ND 1 500 CFU/ml 08/29/23 08/31/23 2335219 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.43 0.40 10 mg/L 08/29/23 08/29/23 2335064
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Project: Standard Analy

sis

Work Order:

23H3024
Received:  08/29/23 15:22

24373 Walnut Avenue Sub Project: Weekly Dist. Samples: 5th Week of August 2023

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  09/06/23
2500 PCH (S-13-005 Zone:2) 23H3024-05 (Drinking Water) Sample Date:  08/29/23 6:50  Sampler: J.W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

ClI Res Free (Field) Field 0.05 N/A mg/L 08/29/23 08/29/23 2335115

CI Res Total (Field) Field 1.49 N/A mg/L 08/29/23 08/29/23 2335115

pH (Field) Field 7.81 N/A  pH Units 08/29/23 08/29/23 2335115

Temperature (Field) Field 22.6 N/A °C 08/29/23 08/29/23 2335115
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

E. Coli SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

Plate Count SM9215B 1 1 500 CFU/ml 08/29/23 08/31/23 2335219 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.68 0.40 10 mg/L 08/29/23 08/29/23 2335064
25417 Pennsylvania Ave (S13-008 Zone:1) 23H3024-06 (Drinking Water) Sample Date:  08/29/23 7.05  Sampler: J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

CI Res Free (Field) Field 0.05 N/A mg/L 08/29/23 08/29/23 2335115

Cl Res Total (Field) Field 1.56 N/A mg/L 08/29/23 08/29/23 2335115

pH (Field) Field 7.85 N/A pH Units 08/29/23 08/29/23 2335115

Temperature (Field) Field 25.4 N/A oC 08/29/23 08/29/23 2335115
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

E. Coli SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

Plate Count SM9215B 130 1 500 CFU/ml 08/29/23 08/31/23 2335219 HT-08
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 ND 0.40 10 mg/L 08/29/23 08/29/23 2335064
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Clinical Laboratory of San Bernardino, Inc.

Lomita, City of

Project: Standard Analysis
Sub Project: Weekly Dist. Samples: 5th Week of August 2023

Work Order:

Received:  08/29/23 15:22

23H3024

24373 Walnut Avenue

Lomita CA, 91717 Project Manager: Mark Andersen Reported:  09/06/23
2052 Dawn St (A Zone:1) 23H3024-07 (Drinking Water) Sample Date:  08/29/23 8:35  Sampler: J. W./O.B.

Analyte Method Result Rep. Limit MCL Units Prepared Analyzed Batch Qualifier
Field Analyses

Cl Res Free (Field) Field 0.07 N/A mg/L 08/29/23 08/29/23 2335115

Cl Res Total (Field) Field 2.13 N/A mg/L 08/29/23 08/29/23 2335115

pH (Field) Field 8.05 N/A pH Units 08/29/23 08/29/23 2335115

Temperature (Ficld) Field 24.8 N/A °C 08/29/23 08/29/23 2335115
Microbiology Analyses

Total Coliform SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

E. Coli SM 9223 A N/A P/A 08/29/23 08/30/23 2335162

Plate Count SM9215B 1 1 500 CFU/ml 08/29/23 08/31/23 2335219
General Chemical Analyses

Nitrate as N (NO3-N) EPA 300.0 0.40 0.40 10 mg/L 08/29/23 08/29/23 2335064

HT-08 Analysis performed outside of recommended 8 hour hold time but within required 24 hour hold time.

ND Analyte NOT DETECTED at or above the reporting limit

Post Office Box 329 San Bernardino, CA 92402 (909) 825-7693 Fax (909) 825-7696 ELAP Number 1088
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2512024
Chain of Custody

2/ /~

Clinical Laboratory of San Betnardino, Inc.

Client City of Lomita System Number Analysis Requested
Address 24373 Walnut Avenue - Comments:
Lomita, CA 91717 1910073 ;‘: Analyzers used:
— - ®) 1. Free Chlorine - HACH, DR890.
Phone # (310) 903-2243 D’m"‘".m.w" Laboratory :': a Calibration Date:__Auto Calibrating
Fax # [X] Clinical Laboratory E g DPD Reagent Exp.:
Project Standard Analysis RWQCB Compliance 212 |z 2. Total Chlorine - HACH, Pocket
. Weekly Distribution Samples: 5th week of == |g Colorimeter.
Sub Project August, 2023 YES Q1< |® | [Calibration date:_Auto Calibrating
» S DPD Reagent exp. date:
Comments 1088 -'; = 3. pH and Temperature - HACH,
Sampled by J.W./0.B. < HQI1d
Date Time Sample Idenitification Matrix | Preserv | Type |Bottle #| TempC pH C:::':m C:l::lne 3 Calibration Date:
8/29/2023 | 3250 1912 W. 259th St. (S13-001 Zone: 2) DW | 1,7 | 1D AL [2.60 [0 CF o oS x| x]x
" " |3%5{ed 26314 Monte Vista ( S13-002 Zone:3) pw | 1,7 | 1D 2 [?{. & 1&.1010.0} ) s x X
" 1125k 1948 W. 252nd St. (S13-003 Zone: 1) DW | 1,7 1D 3 0B [FeT Q0L 17272 1x]x]x
T 24632 S. Moon Ave. ( S13-004 Zone: 1) DW | 1,7 | 1D 4 QAP 399 0.0 297 Ix x
R [ 2500 PCH (S-13-005 Zone: 2) DW | 1,7 | 1D 5 XL LTS/ 49 [x x
"o F:0%wy 25417 Pennsylvania Ave (S13-008 Zone: 1) DW | 1,7 1D 6 125.M1 3851005 |57 |x X
" 83 2052 Dawn St (A Zone: 1) DW | 1,7 | 1D 7 RUKI s G.0Fl 2,3 x x
Preservatives: (1) Na;§,0; (2) HCl (3) HNO3  (4) NH4CI Matrix: DW-Drinking Water, WW-Waste Water, SW-Storm Water, GW- Ground Water, W-Well D- Dist.
(5) H2SO4 (6) Na2SO3 (7) Cold (8) Other: Type- 1-Routine, 2-Repeat, 3-Replacement, 4-Special
Relinquished By/Sign) ) Print Name / Company Date / Time Received By (sign)
R John Williams / City of Lomita 8292023 (00 N frghe | D@m«/\ef@wﬁgghsﬁ
Az #ﬁ@% Denny Chaporro / CLSB 8/29/2023 Ea A A [ 2.
=7 /27T s2= N7 ZZZ 7% %
Samples received:KfOn ice (Mntact () Custodygeals Temp_(an,.0 ( )F m L/
Shipped Via_| | | [1FedX [|xICLSB | |UPS [ ] Client || Other Page_1_of I_
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